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1.0 PROJECT OBJECTIVES 

1.0.1 The project objective is to design and construct facilities for the military that are consistent with 
the design and construction practices used for civilian sector projects that perform similar functions to the 
military projects.  For example, a Company Operations Facility has the similar function as an 
office/warehouse in the civilian sector; therefore the design and construction practices for a company 
operations facility should be consistent with the design and construction of an office/warehouse building.

Comparison of Military Facilities to Civilian Facilities

 

Military Facility Civilian Facility

Army Fire Stations (AFS) Fire Station

1.0.2 It is the Army's objective that these buildings will have a  50 year useful life. The design and 
construction should provide an appropriate level of quality to ensure the continued use of the facility over 
that time period with the application of reasonable preventive maintenance and repairs that would be 
industry-acceptable to a major civilian sector project OWNER. The facility design should consider that the 
Army may repurpose the use of the facility over the 50 year life. The Army's intent is to install products 
and materials of good quality that meet industry standard average life that corresponds with the period of 
performance expected before a major renovation or repurpose. The design should be flexible and 
adaptable to possible future uses different than the current to the extent practical while still meeting the 
operational and functional requirements defined within. Flexibility is achieved through design of more 
flexible structural load-bearing wall and column system arrangements.  The site infrastructure will have at 
least a 50-year life expectancy with industry-accepted maintenance and repair cycles. Develop the project 
site for efficiency and to convey a sense of unity or connectivity with the adjacent buildings and with the 
Installation as a whole.

1.0.3 Requirements stated in this contract are minimums.  Innovative, creative, and life cycle cost 
effective solutions, which meet or exceed these requirements are encouraged. Further, the OFFEROR is 
encouraged to seek solutions that will expedite construction (panelization, pre-engineered, etc.) and 
shorten the schedule. The intent of the Government is to emphasize the placement of funds into 
functional/operational requirements.  Materials and methods should reflect this by choosing the 
most economical Type of Construction allowed by code for this occupancy/project allowing the 
funding to be reflected in the quality of interior/exterior finishes and systems selected. 

1.1. SECTION ORGANIZATION

This Section is organized under 6 major “paragraphs”.  

(1) Paragraph 1 is intended to define the project objectives and to provide a comparison between the 
military facility(ies) and comparable “civilian” type buildings.

(2) Paragraph 2 describes the scope of the project.

(3) Paragraph 3 provides the functional, operational and facility specific design criteria for the specific 
facility type(s) included in this contract or task order.

(4) Paragraph 4 lists applicable industry and government design criteria, generally applicable to all 
facility types, unless otherwise indicated in the Section.  It is not intended to be all-inclusive. Other 
industry and government standards may also be used, where necessary to produce professional designs, 
unless they conflict with those listed.

(5) Paragraph 5 contains Army Standard Design Criteria, generally applicable to all facility types, 
unless otherwise indicated in the Section.
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(6) Paragraph 6 contains installation and project specific criteria supplementing the other 5 
paragraphs.
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2.0 SCOPE 

2.1. ARMY FIRE STATIONS (AFS)

Provide a standard Structural Fire Station to support military firefighters’ mission to provide fire protection 
to installation flightlines and facilities, and fire prevention education and training.  

Station size:  Headquarters

Number of building stories:  1

Number of Companies:  2

Emergency Medical Services (EMS):  No

Number and type of emergency vehicles to be accommodated:  13

Entrance shelter:  Vestibule

Provide heating in Apparatus Bays.
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2.2. SITE:

Provide all site improvements necessary to support the new building facilities.  Refer to Paragraph 6.

Approximate area available 9.60 acres 

2.3. GOVERNMENT-FURNISHED GOVERNMENT-INSTALLED EQUIPMENT (GFGI)

Coordinate with Government on GFGI item requirements and provide suitable structural support, brackets 
for projectors/VCRs/TVs, all utility connections and space with required clearances for all GFGI items.  
Fire extinguishers are GF/GI personal property, while fire extinguisher brackets and cabinets are 
Contractor furnished and installed CF/CI.    All Computers  and related hardware, copiers, faxes, printers, 
video projectors, VCRs and TVs are GFGI.

The following are also GFGI items: [Not Supplied - FacilityAddREq : GFGI_ITEMS]

2.4. FURNITURE REQUIREMENTS

 Provide furniture design for all  spaces listed in Chapter 3 and including any existing furniture and 
equipment to be re-used. Coordinate with the user to define requirements for furniture systems, movable 
furniture, storage systems, equipment, any existing items to be reused, etc.  Early coordination of 
furniture design is required for a complete and usable facility.

The procurement and installation of furniture is NOT included in this contract.  Furniture will be provided 
and installed under a separate furniture vendor/installer contract.  The general contractor shall 
accommodate that effort with allowance for entry of the furniture vendor/installer onto this project site at 
the appropriate time to permit completion of the furniture installation for a complete and usable facility to 
coincide with the Beneficial Occupancy Date (BOD) of this project.  The furniture vendor/installer contract 
will include all electrical pre-wiring and the whips for final connection to the building electrical systems 
however; the general contractor shall make the final connections to the building electrical systems under 
this contract.  Furthermore, the general contractor shall provide all Information/Technology (IT) wiring (i.e. 
LAN, phone, etc.) up to and including the face plate of all freestanding and/or systems furniture desk tops 
as applicable, the services to install the cable and face plates in the furniture, the coordination with the 
furniture vendor/installer to accomplish the installation at the appropriate time, and all the final IT 
connections to the building systems under this contract.

The Government reserves the right to change the method for procurement of and installation of furniture 
to Contractor Furnished/Contractor Installed (CF/CI).  CF/CI furniture will require competitive open market 
procurement by the Contractor using the Furniture, Fixtures and Equipment (FF&E) package.  Reference 
applicable appendix for Preliminary FF&E Information including furniture dimensions sizes as shown in 
the Standard Design.

2.5. NOT USED
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3.0 FIRE STATION 

3.1. FUNCTIONAL/OPERATIONAL REQUIREMENTS

The Fire Station is composed of three main types of functional areas: Apparatus Equipment & 
Maintenance (the high bay area where the apparatus are stored and support areas), the Living area (the 
area where the firemen sleep, shower, eat and relax) and the Administrative & Training Area (the area 
where the offices and training are located along with the only area accessible by the public. Comply with 
the attached Army Standard for Fire Stations and Army Standard Designs for Fire Stations (Draft) for area 
and room functional requirements.  Generally, the size of the station depends on the class of station, the 
number of companies housed, the number and types of emergency vehicles housed, and any additional 
spaces required.  The class of station will partially determine the number of spaces required. However, 
depending on what is currently available on the Installation, some spaces normally reserved for 
Headquarters stations may be provided in Satellite stations.  

3.1.1. Accessibility Requirements

The Administrative & Training Area in the building is the only area required to be accessible.

3.1.1.1. Site Plan Design and Construction:

(a) Provide ABA compliance access from the parking lot to the building.

(b) Provide two ABA compliant vehicle parking stalls for the fire station for visitor parking.

(c) Provide vehicle parking signage and pavement markings.

(d) Facility Design and Construction:

(e) The main building entrance on the ground level and at least one emergency egress, designed per 
applicable code, shall be accessible. Electronic exterior door push buttons are not required.

(f) Provide ABA clearances and door accesses in the main entrance lobby and the entire Administrative 
& Training areas of the Fire Station Facility.

(g) Provide a accessible drinking fountain in the lobby.

(h) Provide accessible public toilet(s), which may be unisex, in the lobby area.

(i) Do not include provisions outlined within the ABA requirements for the vision or hearing impaired.

3.1.2. CORE AREAS.   Arrange core areas in one or two story configurations as indicated in Paragraph 
2 of this Section..

3.1.2.1. Apparatus Bay Ancillary Functions.  These areas provide support for and are directly related to 
functions in the Apparatus Bay.  These areas should be directly accessible to or a part of the Apparatus 
Bay.

3.1.2.2. Telecommunications Room.  This area provides telecommunication support to the entire fire 
station facility, requiring direct access from the Administrative & Training Area.

3.1.2.3. Recycle Area.  Provide a space for the collection and storage of recyclables in the fire station 
facility.

3.2. BETTERMENTS

3.2.1. Provide a floor radiant heating element at each vehicle bay door in colder climates to prevent the 
door from freezing to the pavement.
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3.2.2. Provide ceiling fans in the Fitness Room.

3.2.3. If natural gas is available, provide a gas connection to an external grill.

3.2.4. Clear spans are preferred for the Apparatus Bay.

3.2.5. Provide closed circuit television (CCTV) to monitor entry/exit doors.

3.2.6. Provide an Intrusion Detection System (IDS) to protect equipment and assets.

3.3. SITE PLANNING AND DESIGN

Organize the site to be compatible with the site planning and style of adjacent existing structures. Locate 
the building to reflect local climatic conditions. For example, provide protection from prevailing winds and 
glare and orient operable windows to take advantage of summer breezes. Locate the building to take 
advantage of passive solar heating and day lighting.

3.3.1. Signage.  All Army Fire Stations must have a sign placed at the front of the facility which clearly 
serves as a landmark for the facility. The sign should be placed at eye level.  Provide standardized 
signage systems in compliance with the Area Design Guide to facilitate movement and provide a sense of 
orientation.

3.3.2. Vehicle Parking/Hardstand.  Hardstand areas shall be rigid pavement.  Pavement for 
organizational vehicle areas shall be designed for the heaviest vehicle at the installation.  

3.3.3. Oil/Water Separator.  Oil/water separators shall be designed in accordance with local codes and 
standard industry practice for the specific waste stream to be treated.  Minimize maintenance 
requirements and locate oil/water separators to minimize pipe runs, provide vehicular access, and be out 
of circulation areas. 

3.3.4. Parking and Other Access Drives:  Access drives to staff and public parking shall not cross the 
vehicle access drive out of the Apparatus Bay.  Locate parking areas so they do not dominate the main 
entrance and public image of the facility.  Comply with UFC 4-010-01 DOD Minimum Antiterrorism 
Standards for Buildings.

3.4. ARCHITECTURE

3.4.1. Architectural Planning.  The architectural plan shall accommodate the functional and spatial 
relationships required for a functionally efficient Fire Station. Building layouts shall recognize the 
contrasting operational, administrative and residential functional requirements, and the facility shall be 
designed for the appropriate accomplishment of each function.

3.4.2. Circulation Design Considerations.  The interior functional arrangement shall allow for ease of 
circulation and movement and consider the safety, health and operational efficiency of the occupants. 
Also, the need for the fire fighters’ rapid response to emergency situations shall be recongized. Exterior 
circulation at the facility shall meet antiterrorism and security requirements and provide safe and efficient 
vehicular movement. 

3.4.3. Building Exterior.  Consult the applicable Area Design Guide for the required aesthetic motif and 
material preferences. Select exterior materials to be attractive, economical, durable and low maintenance.  
Pre-engineered metal building systems are preferred for their factory finished metal siding and roof 
panels. Masonry walls are preferred at the ground floor level.  
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3.4.3.1. The Fire Station shall present a cohesive architectural image and shall comply with Command 
and Area Design Guide architectural standards.  Also, consider the local geographical and cultural 
environment.  Use durable and low-maintenance exterior finishes.

3.4.3.2. Ensure that the main Fire Station entrance is clearly identifiable to discourage visitors from 
entering the facility through an open Apparatus Bay door.  In cold climates, provide a canopy (or a 
recess) at required egress doors to ensure that doors can completely open without obstruction from snow 
and ice.  Comply with NFPA 80.

3.4.4. Building Interior  

3.4.4.1. Construction and finishes (walls, floor, and ceiling) shall support the cohesive image and theme of 
the facility. A residential, non-institutional character shall be reflected in the living areas of the facility, 
such as the Day Room and the Dorm Rooms.

3.4.4.2. Durability is extremely important when specifying materials for interior construction and finishes. 
Fire Stations are occupied 24 hours per day, seven days a week and heavy equipment is regularly 
handled throughout the facility. Compared to many other facility types, these conditions will lead to 
greater interior damage being incurred.

(a) Casework:  Provide counters, casework, and cabinets of high-quality and durable construction 
with Premium or Custom finishes per AWI Quality Standards, 8th Edition. Casework, cabinet doors, and 
drawer faces shall be veneer panel core.  At a minimum use plastic laminate doors, drawers, and 
casework faces.  Where no water source is present, countertops shall have plastic laminate as a 
minimum. Where a water source is present, countertops shall be solid surface/solid composite plastics 
only.

(i) Interior Finishes:  Finishes must take into account the intended uses, be highly durable, and meet the 
requirements listed in NFPA 101 Life Safety Code.

3.4.5. Floors.  Provide concrete floors in the Apparatus Bay areas that shall be sloped to the floor trench 
drains.  Provide floor trench drains parallel to the centerline of each vehicle or a continuous trench drain 
located at the interior side of overhead doors on each side of the Apparatus Bay.  Slope trench drain 
toward the areas where component washing will occur.

3.4.6. Natural Lighting.  The preference is for clerestory lighting over the Apparatus Bay area doors, and 
vision panels in overhead doors.  Provide operable windows for natural lighting and ventilation in 
Administrative & Training Areas, Dorm Rooms, and Day Room/Training Room.

3.4.7. Apparatus Bay Doors.  Provide overhead doors (minimum 14  feet wide by 14 feet high) in the 
exterior wall at each end of each structural bay and (minimum 18 feet wide by 18 feet high) in the exterior 
wall at each end of each ARFF bay..  Provide overhead doors (minimum 10 foot by 10 foot) for 
Consolidated Bench repair shop.  

(a) Locking.  Provide overhead doors that are operable from the interior only.  Provide doors with a 
positive locking mechanism that will allow the door to remain open at engine exhaust position, 
approximately 1 ft above the floor.  Coordinate door locking requirements with the using service.

(b) Serviceability.  Design repair and Apparatus Bay doors to meet heavy duty loads and high 
frequency of operation.  Conduct testing of deflection and operation of the doors prior to acceptance 
during construction.  Doors shall be provided and installed by a commercial door company having not 
less than five years of experience in manufacturing, installing, and servicing the size and type of doors 
provided.

(c) Insulated Doors.  The preference is insulated doors for thermal resistance and noise control.
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3.4.8. Personnel Doors.  Provide exterior personnel doors in the ends of central corridors maintenance 
areas, and in the circulation bays.  Provide steel doors with vision panels, except at storage, janitorial, 
and latrine areas. Minimum size for personnel doors is 3 feet wide by 7 feet high.

3.4.9. Special Acoustical Requirements

When a Fire Station is located near the flightline, comply with the AICUZ noise reductions for the facility 
location. If an AICUZ map is not available for the location, an acoustical engineer must conduct an 
acoustical analysis to determine the exact type and extent of the additional acoustical treatments needed 
to address aircraft noise.

3.4.10. Finishes

3.4.10.1. Paint

(a) All paints used shall be listed on the "Approved product list" of the Master Painters Institute, 
(MPI). Application criteria shall be as recommended by Master Painters Institute (MPI) guide 
specifications for the substrate to be painted and the environmental conditions existing at the project site. 

(b) Exterior surfaces, except factory pre-finished material or exterior surfaces receiving other finishes 
shall be painted with a minimum of one prime coat and two finish coats. Paints having a lead content over 
0.06 percent by weight of nonvolatile content are unacceptable. Paints containing zinc-chromate, 
strontium-chromate, mercury or mercury compounds, confirmed or suspected human carcinogens shall 
not be used on this project. Exterior paints and coating products shall be classified as containing low 
volatile organic compounds (VOCs) in accordance with MPI criteria. Application criteria shall be as 
recommended by MPI guide specifications. Provide an MPI Gloss Level 5 Finish (Semi-gloss), unless 
otherwise specified.

(c) Interior surfaces, except factory pre-finished material or interior surfaces receiving other finishes 
shall be painted with a minimum of one prime coat and two finish coats. Paints having a lead content over 
0.06 percent by weight of nonvolatile content are unacceptable. Paints containing zinc-chromate, 
strontium-chromate, mercury or mercury compounds, confirmed or suspected human carcinogens shall 
not be used on this project. Interior paints and coating products shall contain a maximum level of 150 g/l 
(grams per liter) of volatile organic compounds (VOCs) for non-flat coatings and 50 g/l of VOCs for flat 
coatings. Provide an MPI Gloss Level 5 Finish (Semi-gloss) in wet areas and a flat finish in all other 
areas.

3.4.10.2. Minimum Interior Finishes

(a) Designers are not limited to finishes listed in the following table MINIMUM INTERIOR FINISHES 
and are encouraged to offer higher quality finishes.

(b) Wall, ceiling finishes, floor finishes and movable partitions shall conform to the requirements of 
the IBC, NFPA and UFC 3-600-01. Where code requirements conflict, the most stringent code 
requirement shall apply.

(c) Resilient and tile flooring shall be used for floor finishes.  If selected, vinyl composition tile (VCT) 
shall be a minimum 1/8 inch thick, conforming to ASTM F 1066, Class 2, through-pattern tile, Composition 
1, asbestos free, with color and pattern uniformly distributed throughout the thickness of the tile.  

(d) Flooring shall conform to the Army Standard for Fire Stations and the Army Standard Design for 
Fire Stations (Draft).

(e) Walls: All wall finish shall be painted gypsum board, except where stated otherwise. Use impact 
resistant gypsum board in corridors and the centralized laundry, if provided.

(f) All ceiling finishes shall be painted gypsum board, except where stated otherwise.

3.5. STRUCTURAL REQUIREMENTS
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Design and construct as a complete system in accordance with APPLICABLE CRITERIA.

3.6. MECHANICAL REQUIREMENTS

3.6.1. Fire Protection

Provide automatic sprinklers that provide 100 percent coverage of the facility. Avoid locating any sprinkler 
piping in spaces that may be subject to freezing.  Portions of the sprinkler system subject to freezing may 
be d sprinkler systems.  For the kitchen area(s), provide a wet chemical or water spray for all kitchen 
hood ductwork.  Also, provide each cooking surface with a fire extinguishing system. Ensure the kitchen 
area(s) are in compliance with NFPA 96.

3.6.2. Plumbing

Provide facility with a fully functional plumbing system that complies with the International Plumbing Code 
(IPC).

3.6.2.1. Drains:  Provide floor trench drains parallel to the centerline of each vehicle or a continuous floor 
trench drain located at the interior side of overhead doors on each side of the Apparatus Bay. All vehicle 
bay drains shall connect to an approved oil/water separator with holding tank prior to discharge.

3.6.2.2. Connect all Equipment Wash/ Disinfection and Work Room/ Equipment Maintenance drains to an 
oil/water separator with holding tank.

3.6.2.3. Connect all Protective Clothing Laundry drains to an oil/water separator with holding tank, if 
required by location, in accordance with NFPA 1581 Standard on Fire Department Infection Control 
Program

3.6.2.4. Compressed Air:  Provide a compressed air system in the Apparatus Bay with self-retracting lines 
at each vehicle bay and a separate compressed air system for the Self-Contained Breathing Apparatus 
(SCBA) Maintenance Room.

3.6.2.5.  Hose Bibs:  Provide hose bibs near Apparatus Bays for vehicle cleaning and maintenance and at 
the Patio.

3.6.2.6. Provide an emergency eye wash fountain and shower in the Apparatus Bay and Fire Extinguisher 
Inspection Room. 

3.6.2.7. Provide a foot-operated mop sink with mop hanging rack in the Apparatus Bay.

3.6.3. Heating, Ventilating and Air-Conditioning (HVAC)

Provide facility with a fully functional HVAC system that is automatically controlled by a Building 
Automation System (BAS).

3.6.3.1. Vehicle Exhaust System: A complete Apparatus Bay Air Cleaning System in compliance with 
NFPA 1500 Standard on Fire Department Occupational Safety and Health Program to eliminate 100% of 
vehicle exhaust emissions shall be utilized, consisting of exhaust filtration for apparatus and for off-
gassing from Personal Protective Equipment. A hose based, or Fire Apparatus Vehicle Exhaust Removal 
System (FAVERS) system, may be used in conjunction with the filtration system.

3.6.3.2. SCBA Maintenance Room: Provide positive pressure ventilation in the Self-Contained Breathing 
Apparatus (SCBA) Maintenance Room to prevent contamination. Provide compressed air lines to the 
SCBA Maintenance Room.
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3.6.3.3. The PPE Gear Storage Room, if provided, shall be negatively pressurized with dedicated exhaust 
vented to the outside to evacuate gaseous emissions from stored gear or filtration equipment that is 
designed to filter and remove gaseous emissions from Personal Protective Equipment shall be provided.

3.6.3.4. Dorm Room Pressurization: Positively pressurize the Dorm Rooms with a 100% dedicated 
outdoor air unit.  Dedicated outdoor air units shall continuously supply dehumidified, tempered air to each 
Dorm Room. Provide compliance with International Mechanical Code (IMC) chapter 4 and maintain slight 
building positive pressurization. Dedicated outdoor air unit cooling/dehumidification shall be available 24 
hours a day/7 days a week/365 days a year.  Refer to Paragraph 6 of this section for site specific 
constraints.  Use the outdoor air unit to ventilate and pressurize corridors adjacent to the Dorm Rooms.

3.6.3.5. Dorm Room Temperature Control: Provide each Dorm Room with an individual heating/cooling 
unit.  Centrally control each unit with the facility’s Direct Digital Control (DDC) system.  Occupant control 
shall include fan selection (on/off) and a slide bar temperature set point adjustment that allows +/- 2 
degrees F of adjustment from the DDC programmed set points (70 degrees F heating, 75 degrees F 
cooling).  Additionally, the DDC controls shall monitor each dwelling unit for sub-cooling.  The DDC 
system shall record an alarm event if the space temperature drops below 71 degrees F (adjustable) when 
the outside air is greater than 85 degrees F (adjustable).

3.7. ELECTRICAL REQUIREMENTS

Electrical power, lighting and telecommunications shall be provided to the facility as specified below, in 
accordance with APPLICABLE CRITERIA, GENERAL TECHNICAL REQUIREMENTS, all IEEE 
Standards (including Recommended Practice) where the scope is applicable to this design effort, all UL 
Standards where the UL scope is applicable to this design effort and where itemized, in the combined 
interdisciplinary areas cited.  Dorm Rooms shall be considered to be living and sleeping rooms; therefore 
they are considered part of a dwelling unit per NFPA 70 definition.

(a) Perform a short circuit study as an integral part of selecting and sizing electrical distribution 
components (all equipment shall be fully rated; that is, do not use series-combination rated equipment).  

(b) Perform a coordination study to ensure that protective device settings are appropriate for the 
expected range of conditions (depending on the design and construction schedule, it is acceptable to 
design adequate protective devices with adjustable features, followed by a coordination study required 
during construction to specify the correct settings.)  

(c) Circuit breakers, disconnect switches, and other devices that meet the OSHA definition of energy-
isolating device shall be lockable.  

(d) Do not exceed 5 percent combined voltage drop on feeders and branch circuits if the transformer 
providing service is located within the facility. If the transformer is located exterior to the facility, limit the 
combined voltage drop for service conductors, feeders, and branch circuits to 5 percent. Individual 
voltage drop on branch circuits should not exceed 3 percent.  Branch circuits supplying sensitive circuits 
should be limited to 1 percent voltage drop.

(e) Unless unavoidable, to minimize sound transmission, do not install “back-to-back” outlet boxes

3.7.1. Exterior Lighting

3.7.1.1. Site Lighting

Provide general site lighting to ensure that parking areas and the exterior facility, including facility aprons, 
open storage areas, walkways, etc., have adequate lighting for safety, evacuation, and security 
measures. Exterior area lighting systems should consist of color corrected high intensity discharge 
lighting units mounted on poles and located within the clear zone and on the primary facility.  Illumination 
levels shall be 50 lux for areas adjacent to the primary facility and 5 lux for parking areas.
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3.7.1.2. Perimeter Security Lighting.  Protective lighting systems shall be provided in response to project 
specific requirements to deter trespassers and make them visible to guards.  Levels of exterior lighting for 
protected areas shall conform to the requirements in the IES Lighting Handbook.  Lighting circuits shall be 
controlled by a photoelectric cell with manual override.  If the facility is near a flight line, site lighting 
cannot interfere with or be a distraction to aircraft operations or movement at night.  

3.7.1.3. Lighting Controls.  Perimeter security lighting protective lighting circuits shall be provided with 
photocell control with a manual “ON/OFF/AUTO” control switch independent of the control device for the 
ASHRAE 90.1 nonexempt lighting.  The facility aprons and open storage area lighting circuits shall be 
provided with photocell control with a manual “ON/OFF/AUTO” control switch independent of the control 
device for the ASHRAE 90.1 nonexempt lighting.

3.7.2. Interior Lighting

Provide fluorescent luminaires with premium efficiency electronic programmed start fluorescent ballasts. 
For spaces where the "Standard Design Criteria, Fire Stations, Room By Room Descriptions" of a space 
does not specify a particular light level target, the illumination shall be in accordance with the 
recommendations of the IESNA and other applicable criteria and standards.

3.7.2.1. Illumination target level is 50 foot-candles for the PPE Gear Storage Area, Protective Clothing 
Laundry, Equipment Maintenance/Wash/Disinfection Area, Fire Extinguisher Inspection,  Maintenance 
and Storage Area (also provide task lighting at work/service bench), Dispatch Area (also provide task 
lighting at the desk), Day/Training Room (including kitchen), Apparatus Bay and Hose Storage Area.  
Apparatus Bay lighting design shall incorporate the design elements per UFC 3-530-01 for a Maintenance 
Facility Vehicle Storage/Repair Area.  The illumination is the same for the following rooms if they are 
included in the project facility:  SCBA Maintenance/Compressor room, EMT Storage and Medical Storage 
Cabinet, Fire Chief’s and Deputy Fire Chief’s Offices (also provide task lighting at the desk), and 
Computer Training/Testing Room.

3.7.2.2. Illumination target level is 50 foot-candles for the HAZMAT/CBRNE Equipment Storage Areas, 
Agent Storage Area, Spare PPE Gear Storage Area, Vehicle Maintenance Equipment Storage Area, 
Deployment Gear Storage area, and Vending Area.

3.7.2.3. Illumination target level is 0.5 foot-candles for the Outdoor Patio/BBQ Area. 

3.7.2.4. Illumination target level of rooms not specified shall be to current codes. Upon conflict current 
codes shall dictate illumination target levels.

3.7.2.5. Provide dimming controls for the lighting in the Day/Training Room (including kitchen) and 
Recreation Room.

3.7.2.6. Provide under-cabinet counter lighting where wall cabinets are used above counter tops.

3.7.3. Interior Power

3.7.3.1. When facility electrical design includes a 480/277V power distribution system, mechanical 
systems and lighting systems shall generally be fed from the available 480/277V power distribution 
system.

3.7.3.2. In general, provide wall duplex outlets, not less than 10 feet on center.  Provide not less than one 
duplex outlet per wall on walls less than 10 feet long.  Locate outlets to eliminate the need for extension 
cords.  

3.7.3.3. Above counter receptacles shall be mounted in the vertical wall space above the counter-top. 
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3.7.3.4. Data, CATV, and similar electronic equipment outlets shall each be provided with an associated 
duplex receptacle.

3.7.3.5. Provide GFCI outlets in the Apparatus Bays, restrooms, kitchen and water accessible work areas.  
Provide weatherproof GFCI outlets for all exterior outlets.

3.7.4. Emergency Power

Provide an Emergency Power Supply System (EPSS) in accordance with NFPA 110 for Class X 
(minimum time 72 hours), Level 1, Type 10.   Provide Bypass-Isolation Switches to bypass and isolate the 
transfer switch.  On-site fuel supply shall be provided.  Prime movers shall not be solely dependent on a 
public gas utility for their fuel supply.  Means shall be provided for automatically transferring from one fuel 
supply to another where dual fuel supplies are used.  Provide 100% emergency generator back-up power 
for all Fire Stations. 

3.7.5. Special Power Requirements

(a) Apparatus Bay: Provide Apparatus Bay doors with a signaling system to indicate fully raised 
doors with a red/green indicator located on the driver’s side at 6 feet above finished floor.  Locate all 
outlets at 36 inches above finished floor.  Provide self-retracting electric drop cords between vehicles that 
can reach to either end of the bay.

(b) Vehicle Maintenance Bay:  Provide vehicle maintenance bay doors with a signaling system to 
indicate fully raised doors with a red/green indicator located on the driver’s side at 6 feet above finished 
floor.  Locate all outlets at 36 inches above finished floor.  Provide self-retracting electric drop cords 
between vehicles that can reach to either end of the bay.

(c) Hose Storage:  Provide dedicated outlets to support drying equipment.

(d) Station Officer’s Office/Watch Desk:  Provide outlets as needed to support the extensive 
equipment required.  Provide two additional quad outlets at the control center console.  Provide a switch 
controlling operation of aApparatus Bay doors.

(e) Telecommunications Room:  Provide outlets as needed to support the extensive equipment 
required.  In addition, provide two spare quad outlets.  In addition to providing generator backup power for 
the computer file server and for all dispatch and alarm systems, provide uninterrupted power supply 
(UPS) that will provide uninterrupted flow of power to gap between the time of power loss and the time 
that the generator is providing power.  Provide transient voltage surge suppression in the electric panel(s) 
serving this room. Provide a Stored Energy Power Supply System (SEPSS) UPS in accordance with 
NFPA 111 for Type O, Class 0.25, Category B, Level 1.

(f) Kitchen:  Provide dedicated outlets to accommodate all non-portable kitchen equipment.

(g) Fitness Room:  Provide dedicated wall or floor outlets as needed to accommodate fitness 
machines such as treadmills, bikes and stair-step machines.  Provide dedicated circuit to accommodate 
the sauna’s heating element.

(h) Laundry Room:  Provide additional outlet at the folding table.

(i) Recreation Room:  Provide additional outlets(s) to accommodate game equipment.    Refer to 
Paragraph 6.0 of this Section for the number of game equipment to be provided.

(j) Vending Area:  Provide dedicated power and outlets required by vending machines.    Refer to 
Paragraph 6.0 of this Section for the number of vending machines to be provided.

(k) Department Training Room:  Provide direct power to each work table.

(l) Computer Training/Testing Room:  Provide direct power to each computer/study corral and for 
other equipment such as printers.

(m) Dispatch and Station Officer’s Office/Watch Desk:  Provide UPS for all dispatch room systems.  
The UPS shall provide an uninterrupted flow of power to gap between the time of power loss and the time 
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that generator is providing power.  Provide outlets as needed to support all equipment, including charging 
equipment for handhelds.  Provide switch controlling ”open only” operation of Apparatus Bay doors.  
Provide simultaneous light and audible control for the following elements when the firefighter alert system 
is activated:  Dorm Room lights (the dedicated alert light), corridor lights from Dorm Rooms to Apparatus 
Bay and the Apparatus Bay lights.  Provide a Stored Energy Power Supply System (SEPSS) UPS in 
accordance with NFPA 111 for Type O, Class 0.25, Category B, Level 1.

(n) Outdoor Patio/BBQ:  Provide minimum of four weatherproof GFCI outlets (with additional outlets 
provided as needed to support functional requirements).

(o) Dorm Rooms: Provide a minimum of two duplex outlets at the night table location so that each of 
the two fightfighters who share the room will be capable of plugging in two personal use items at the night 
table location.

3.7.6. Mass Notification

Provide the Mass Notification System (MNS) combined with the Fire Alarm System to prevent duplication 
of devices and maintenance, which should interface with the installation MNS to provide emergency 
notifications of an area, regional or national nature. Designer should also consider combining with the 
Public Address System (PA) for further cost savings.

3.7.7. Firefighter Alert System

Firefighter Alert System shall provide visual/audible alerts, features, and controls.  Provide simultaneous 
light and audible control for the following spaces when the firefighter alert system is activated: Dorm 
Room lights (the dedicated alert light), corridor lights from Dorm Rooms to the Apparatus Bay, and the 
Apparatus Bay lights.  Provide controls for the system at the Station Officer’s Office/Watch Desk and at 
Dispatch Desk.  Provide the Fire Chief’s and Deputy Fire Chief’s Offices with a dedicated alert light fixture 
that is controllable from the Watch Desk/Dispatch and is tied into the firefighting alert system with a red-
tinted bulb or lens.

3.7.8. Hazardous Locations

Hazardous locations shall be clearly defined by the designer based on the intended use of the facility and 
applicable criteria.  Receptacles, devices, equipment and wiring in hazardous locations shall be designed 
(UL listed for the application) and installed in accordance with the NFPA codes.  When hazardous 
locations are determined to be up to 18-inches above the finished floor, receptacles,  devices and conduit 
routing to them shall be installed above the hazardous area or at the height required by the Paragraph 
3.7.6.1 Special Power Requirements, whichever is higher.

3.7.8.1. Grounding

The building shall have a ground grid around the perimeter for grounding incoming service, building steel, 
lightning protection, telephone service, piping, and internal grounding requirements.  Provide ground 
straps as required above and connect to the building grounding system.  Provide grounding points in 
vehicle and equipment parking areas on 40 foot centers (maximum), and coordinate with the power and 
data bollard units.  Additional grounding may be provided based on project requirements.

3.7.8.2. Cathodic Protection System

Corrosion protection for the facility shall be provided by coordinated material specification and/or 
provision of a cathodic protection system to assure corrosion will not compromise system operation for 
the 50-year infrastructure design lifetime of the facility.  Provide an appropriate cathodic protection system 
when the design analysis of a corrosion engineer indicates cathodic protection is recommended to assure 
corrosion will not compromise system operation for the 50-year infrastructure design lifetime of the facility.
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3.8. TELECOMMUNICATIONS REQUIREMENTS

Telecommunications design shall be in accordance with the Technical Guide for Installation Information 
Infrastructure Architecture (I3A). In the I3A Technical Criteria, the word “shall” shall be substituted for the 
word “should” throughout the document.

3.8.1. Service

Coordinate service with local Network Enterprise Center (NEC) personnel.

3.8.2. System

Provide a fully operational system from the demarcation point to each outlet.

Coordinate any closed-circuit television (CCTV)/camera systems with the appropriate Installation security 
office.

3.8.3. Cable TV (CATV) Requirements

All CATV outlet boxes, connectors, cabling, and cabinets shall conform to the I3A Technical Criteria 
unless noted otherwise.  All horizontal cabling shall be ran from the CATV outlet to the nearest 
telecommunications room.  Provide outlets in Day Rooms, Recreation Rooms and Training areas, and 
any room specified in the Army Standard Design for Fire Stations (Draft). Provide provisions for 
programming input to specific outlets from sources in the Telecommunications Room. 

3.8.4. Fire Alarm Requirements

There shall be one complete addressable Fire Alarm System for each building. Combine system with 
MNS and consider incorporating PA system to reduce device and maintenance costs.  This system shall 
consist of a control panel, a communications device, initiating devices, notification devices and associated 
wiring and pathways.  Class A addressable systems shall be installed.

3.8.4.1. All smoke detectors and carbon monoxide detectors shall be monitored. Tampering with a smoke 
and carbon monoxide detectors shall send a trouble signal to the control panel.

3.8.4.2. All software, software locks, special tools and any other proprietary equipment required to 
maintain, add devices to or delete devices from the system, or test the Fire Alarm system shall become 
the property of the Government and be furnished to the Contracting Officers Representative prior to the 
final inspection of the system.

3.9. ATTACHMENTS A THROUGH C

The Attachments represent the Army Standards at the time of award.  The Standards may be updated 
through the course of the contract.  Attachment C – The Army Standard Design for Fire Station – Plans 
are for information only to show general layout and arrangement of the facility.  Provide the facility for this 
project as depicted in the floor plan provided in Appendix J.

Attachment A – The Army Standard for Fire Stations 

Attachment B – Standard Design Criteria Fire Stations – Room by Room Description

Attachment C – The Army Standard Design for Fire Station - Plans

Fire Station Space Program Data
Site Plan
Floor Plan 
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DEPARTMENT OF THE ARMY 
ASSISTANT CHIEF OF STAFF FOR INSTALLATION MANAGEMENT 

600 ARMY PENTAGON 
WASHINGTON DC 20310-0600 

  

 1  

The Army Standard for Fire Stations 
 

March  2010 
 

 
Description: The standard Army Fire Station is an emergency respondent facility which 
supports the needs of military, civilians, soldiers and families during fire and medical emergency 
situations. The Fire Station is comprised of three main essential elements:  Apparatus 
Equipment & Maintenance, Administrative & Training, and Living areas. 

Applicability

  

:  

• The Army Standard applies to Active, Reserve, and National Guard Component facilities on 
Army Garrisons. 

 
• All United States Army Corps of Engineers (USACE) geographic districts shall incorporate 

the key mandatory design features described herein in close coordination with USACE 
Center of Standardization (CoS) for Fire Station facilities. 

 
• The criterion covers all MCA funded Army Fire Station Facilities. The functional relationships 

are mandatory unless variations are approved by the CoS. The size of the Army Fire 
Stations shall be based on the mission of the installation. The staff size shall depend on the 
number of companies in the facility and whether the facility is a Satellite or a Headquarters 
facility.  All projects must be reviewed by the CoS to ensure conformance with the Army 
Standard. 

 
Waivers
 

:  

• Only the Assistant Chief of Staff for Installation Management has authority to approve 
exceptions to the Army Standard. 

 
• Waivers from the Army Standard must be requested in accordance with Army  
 Regulation (AR) 420-1 and the Army Facilities Standardization Program Charter, latest 

edition. 
 
• All requests for a waiver to the Army Standard require CoS conflict resolution prior to 

submission by the Garrison Commander. 
 
• Garrison Army Standard waiver request submissions must be received in sufficient time to 
 allow the completion of the Facility Design Team review and development of 

recommendations or courses of action for the Army Facilities Standardization Committee to 
consider prior to implementation into project design. 

 
• All waiver requests shall include compelling rationale of functional and operational 

 deviations to include substantiating documentation in sufficient detail for the Army to assess 
implications of approving the waiver. 
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                                                                       2 

 
• All Headquarters, Department of the Army (HQDA) approved waivers shall be documented 

 in installation master plans thereby serving as the installation’s modified standards for the 
facility type affected. 

 
• Late submissions and/or project delays are NOT sufficient stand-alone justification for

 accelerated review or other dispensation to meeting the Army Standard contained herein.  
 
The Guidance section provides instructions and definitions necessary for the application of the 
mandatory requirements contained in the tabular section of the Army Standard. As such, they 
are used in conjunction with the Army Standard in order to ensure the intent and embedded 
functionality contained herein shall meet the Army’s mandatory requirements set forth by this 
standard. 
 
 
 The Army Standard for Fire Stations is as follows and is based on Army Baseline Standards: 
 

ITEM 

THE ARMY STANDARD FOR  FIRE STATIONS 

MANDATORY CRITERIA 

Facility Consolidation 

Fire Stations are intended to be stand-alone facilities except when 
combining a Fire Station with Military Police (MP), Safety, and Directorate 
of Emergency Services (DES) functions, which is called a DES Facility. An 
Army Standard has been developed for a DES Facility. No other facility 
types can be combined with the Fire Station. 

Energy and Sustainability 
Fire Stations shall be designed to meet energy and sustainable design and 
development requirements as established by Federal Law and Department 
of the Army policy. 

Planning and Design 

This Standard provides guidelines for evaluating, planning, programming, 
and designing Structural and Aircraft Rescue Fire Fighting (ARFF) Fire 
Stations. The information in this Standard applies to the design of all new 
construction projects, to include additions, alterations, and renovation 
projects in the continental Unites States (CONUS) and outside the 
continental US (OCONUS). Alteration and renovation projects shall update 
existing facilities to meet the guidance and criteria contained in this 
Standard within budgetary constraints. 

Accessibility 

The Administrative & Training Areas in the Fire Station are the only areas 
open to general public and are the only areas within the Fire Station that 
are required to be Architectural Barriers Act of 1968 (ABA) accessible and 
shall be in accordance with the latest edition of the Americans with 
Disabilities Act and Architectural Barriers Act Accessibility Guidelines, as 
required by Architectural Barriers Act, title 42 United States Code, sections 
4151 - 4157, (42 USC 4151-4157).  

Site Selection and 
Planning 

The most critical determinant for the location of a Fire Station is response 
time. In addition to response time, provide adequate site space to 
accommodate the fire fighting vehicular turning radii, personnel parking, 
visitor parking, delivery vehicles, storage requirements, and reserve 
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vehicles (if applicable). Direct access and response time may conflict with 
tightening antiterrorism (AT) criteria - ensure that trucks shall not have to 
cross access control points to reach a target structure or flight line. Facility 
site shall be prominent and easily visible from the target areas (structures 
or flight lines). 

Vehicular 
Circulation/Service 
Road/Drives 

Provide site entrances, exits, service drives and any special circulation 
areas sized to accommodate the largest vehicle that uses the area. Drive 
through bays shall be utilized. Provide a service road/drive on the side of 
the building adjacent to the mechanical room. The service drive shall have 
a controlled access point. 

Staff/Visitor Parking 

Provide parking for authorized Fire Station staff. Parking area shall be sized 
to accommodate two shifts. Provide parking for Fire Station visitors. Visitor 
parking shall be separate from staff parking. Access drives to staff and 
public parking shall not cross the vehicle access drive out of the Apparatus 
Bay. Visitor parking spaces shall be approximately 25% of staff parking and 
shall contain the appropriate number of handicapped accessible spaces as 
determined by the Architectural Barriers Act of 1968. 

Exterior Lighting 
Exterior lighting systems shall be provided for parking areas, sidewalks, 
building entrances and perimeter for safety, evacuation and security 
measures. If the facility is near a flight line, site lighting shall not interfere 
with or be a distraction to aircraft movement at night. 

Response Time Refer to Department of Defense (DoD) Instruction 6055.06, DoD Fire and 
Emergency Services Program to determine required response times.  

Patio 

Provide outdoor patio space adjacent to the kitchen/dining area, residential 
in nature, and provide area for firefighters to prepare meals in an outdoor 
setting that promotes stress reduction and team building. A one or two 
company station shall have 150 SF and a 3-Company station shall have 
250 SF. 

Canopy 

Provide overhead protection at fire station entrance and when required at 
egress doors at 40 SF.  Canopy area shall be calculated using US Army 
Technical Instructions 800-01 (TI 800-01), Design Criteria. 
As required by geographical location, this area may be required to be a 
vestibule at 80 SF per vestibule area. 

Emergency Generator 
Provide 100% emergency generator back-up power for Headquarters and 
Satellite stations for a 72-hour period.  
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Primary Facility Scope and 
Capacity for Standard 
Structural Fire Station 

The facility sizes below are based on Standard Structural Fire Stations. 
 
Gross Square Feet (GSF) Deviation

 

: The facility constructed gross area 
shall not exceed 105% of the space allocation set forth in this document to 
accommodate site, construction, or environmental factors.  

The number of Apparatus Bays and Dorm Rooms are used to determine 
the overall size of the Fire Station facility. 

 
A Standard One Company Fire Station includes a two bay apparatus at 
4,095 SF net.  A Standard Two and Three Company Fire Station includes a 
three bay apparatus at 5,642 SF net.  

 

Facility Size 
Classification 

Facility 
Size 

(GSF) 

Apparatus 
Bay 

Number of 
Emergency 

Vehicles  
(See Note 1) 

Dorm 
Rooms 
(See 

Note 2) 

Staffing 
(Min.) 

One Company 
Headquarters 
(HQs) 

16,500 2 Up to 4 5 22 

One Company 
Satellite 11,500 2 Up to 4 5 12 

Two Company 
HQs 20,200 3 Up to 6 10 33 

Two Company, 
Two Story HQs 24,600 3 Up to 6 10 33 

Two Company 
Satellite 15,000 3 Up to 6 10 22 

Three Company  
HQs 23,100 3 Up to 6 15 44 

Three Company  
Two Story HQs 27,600 3 Up to 6 15 44 

Three Company 
Satellite 17,500 3 Up to 6 15 32 

 
Notes: 
 
1)  Total number of Apparatus Bays shall be determined by the authorized 
number of emergency vehicles based on the current Table of Distribution 
and Allowance (TDA).  One additional bay is authorized for every additional 
one to two emergency vehicle(s).   
 
2) When Emergency Medical Services (EMS) is authorized based on the 
current TDA, two (2) additional dorm rooms are authorized. 
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Primary Facility Scope and 
Capacity for Standard 
Aircraft Rescue Fire 
Fighting (ARFF) Fire 
Station 

 
The facility sizes below are based on Standard ARFF Fire Stations. 
 
Gross Square Feet (GSF) Deviation

 

: The facility constructed gross area 
shall not exceed 105% of the space allocation set forth in this document to 
accommodate site, construction, or environmental factors.  

The number of Apparatus Bays and Dorm Rooms are used to determine 
the overall size of the Fire Station facility. 
 
A Standard One Company Fire Station includes a two bay apparatus at 
4,550 SF net. A Standard Two and Three Company Fire Station includes a 
three bay apparatus at 6,370 SF net. 
 

Facility Size 
Classification 

Facility 
Size 

(GSF) 

Apparatus 
Bay 

Number of 
Emergency 

Vehicle   
(See Note 1) 

Dorm 
Rooms 
(See 

Note 2) 

Staffing 
 

(Min.) 

One Company 
HQs 17,100 2 Up to 4 5 22 

One Company 
Satellite 12,100 2 Up to 4 5 12 

Two Company 
HQs 21,100 3 Up to 6 10 33 

Two Company, 
Two Story HQs 25,600 3 Up to 6 10 33 

Two Company 
Satellite 15,800 3 Up to 6 10 22 

Three Company  
HQs 24,000 3 Up to 6 15 44 

Three Company  
Two Story HQs 28,500 3 Up to 6 15 44 

Three Company 
Satellite 18,300 3 Up to 6 15 32 

 
Notes: 
 
1)  Total number of Apparatus Bays shall be determined by the authorized 
number of emergency vehicles based on the current Table of Distribution 
and Allowance (TDA).  One additional bay is authorized for every additional 
one to two emergency vehicle(s).   
 
2)  When Emergency Medical Services (EMS) is authorized based on the 
current TDA, two (2) additional dorm rooms are authorized.  
 

Layout and Adjacencies 

The key internal adjacencies are driven by response time. The locations of 
the living areas shall accommodate a turn out response time of 60 seconds 
from the time of dispatch to the Apparatus Bay(s) in the event of an alarm.  
 

Fire Protection Fire Station facilities shall be fully protected by automatic fire suppression, 
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fire detection, and building alarm systems. 

Electrical Design Provide site electrical utilities, interior distribution systems, 
communications, and security according to the latest codes and criteria. 

Firefighter Alert System Provide simultaneous light and audible control inside and outside to alert on 
duty staff of emergencies.  

Apparatus, Equipment & 
Maintenance- (Room 
Features) 

 

     Apparatus Bay 

 
 

1. The Apparatus Bay(s) shall be properly sized to house authorized 
emergency vehicles as per the Fire Station’s Table of Distribution and 
Allowance (TDA) for the installation. The size of Apparatus Bays are 
used to determine the overall area of the Fire Station facility. 

2. Bays shall be double length and shall be sized according to truck 
modules of two medium sized trucks. 
 A Standard Structural Apparatus for a One-Company Fire Station 

shall be 45 ft. Wide X 91 ft. long (4,095 SF) net. 
 A Standard Aircraft Rescue Fire Fighting Apparatus for a One-

Company Fire Station shall be 50 ft. Wide X 91 ft. long (4,550 SF) 
net. 

 A Standard Structural Apparatus for a Two and Three-Company Fire 
Station shall be 62 ft. Wide X 91 ft. long (5,642 SF) net. 

 A Standard Aircraft Rescue Fire Fighting Apparatus for a Two and 
Three-Company Fire Station shall be 70 ft. Wide X 91 ft. long (6,370 
SF) net. 

 An additional Structural bay shall be 17 ft. Wide X 91 ft. Length 
(1,547 SF) net. 

 An additional Aircraft Rescue Fire Fighting bay shall be 20 ft. Wide X 
91 ft. Length (1,820 SF) net. 

3. Bays shall be sited to provide ready access for trucks to maneuver into 
traffic and any major thoroughfare. 

4. Drive through bays shall be utilized. 
5. Each bay shall include the following support utility drops for vehicles: air 

handling/air quality systems, overhead cold water fill, compressed air, 
cold water, floor trench drain(s), lighting, power, and oil/water separator.  

6. A complete Apparatus Bay Air Cleaning System shall be utilized 
consisting of exhaust filtration for apparatus and for off-gassing from 
Personal Protective Equipment. A hose based or Fire Apparatus Vehicle 
Exhaust Removal System (FAVERS) system may be used in 
conjunction with the filtration system. 

7. Maintain total volume Apparatus Bay air quality within established 
Regulatory Guidelines for Volatile Organics, Nitrogen Oxide, Sulfur 
Dioxide, Carbon Monoxide, Particulates, Diesel Exhaust Particulates 
established by: 
 NIOSH- National Institute for Occupational Safety & Health REL 
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(Recommended Exposure Limit/10 Hour Time Weighed Average) 
 OSHA- Occupational Safety & Health Administration PELS 

(Permissible Exposure Limit/ 8 Hour Time Weighed Average) 
 ACGIH- American Conference of Governmental Industrial 

Hygienists: Threshold Limit Value (Average Over 8 Hour Work Shift)/ 
Short Term Exposure Limit (Over 15 Minute Period)  

 Latest NFPA 1500 - National Fire Protection Association Standard 
on Fire Department Occupational Safety and Health Program 

8. Provide an oil-water separator with holding tank for waste water from all 
Apparatus Bay drains. 

9. Bays shall be heated except in very temperate/tropical climates, but 
shall not be air conditioned.  

10. Provide an emergency eye wash fountain and shower, foot operated 
mop sink with mop hanging rack, and ice machine. 

Apparatus, Equipment & 
Maintenance (Room 
Features)- (Cont.) 

The following are areas required to support the Apparatus Bay and 
shall be included in every Headquarters facility: Station Captain’s 
Suite, Personal Protective Equipment (PPE) Gear Storage,  Hose 
Storage,  Self-Contained Breathing Apparatus (SCBA) Maintenance 
Room, Self-Contained Breathing Apparatus (SCBA) Compressor 
Room,  Protective Clothing Laundry, Equipment Wash/Disinfection, 
Work Room/ Equipment Maintenance, Emergency Medical Services 
(EMS) Equipment Storage, Fire Extinguisher Inspection (Flight Line or 
Non-Flight Line) Maintenance and Storage or Clean-Up Room or PPE 
Gear Storage Room, and Hazardous Material/Chemical, Biological, 
Radiological, Nuclear, Explosive Equipment Storage and Spare 
Personal Protective Equipment Storage.  
The following are areas required to support the Apparatus Bay and 
shall be included in every Satellite facility: Personal Protective 
Equipment (PPE) Gear Storage,  Hose Storage,  Self-Contained 
Breathing Apparatus (SCBA) Maintenance Room, Self-Contained 
Breathing Apparatus (SCBA) Compressor Room,  Protective Clothing 
Laundry, Equipment Wash/Disinfection, Work Room/ Equipment 
Maintenance, Emergency Medical Services (EMS) Equipment Storage,  
and Fire Extinguisher Inspection (Flight Line or Non-Flight Line) 
Maintenance and Storage or Clean-Up Room or PPE Gear Storage 
Room.  

Station Captain’s Suite 
 

The Station Captain Office shall only be located in the Headquarters Fire 
Stations. This typical office space at 120 net square feet shall contain a 
workstation and private dorm room at 85 net square feet. The dorm room 
shall have direct access from the Station Captain’s office and direct access 
to the Assistant Chief’s Toilet. The Station Captain’s office shall be 
accessible from the Apparatus Bay and an observation window shall be 
provided to the Apparatus Bay. 

Personal Protective 
Equipment (PPE) Gear 

Shall have a locker area to accommodate Personal Protective Equipment. 
The area shall have an air quality system to filter and remove gaseous 
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Storage  

(Included in Apparatus Bay 
Area) 

emissions from stored gear and is located along the side walls of the 
Apparatus Bay. The locker layout shall allow free air circulation around and 
throughout the clothing. Personal Protective Equipment Gear Storage is 
located along the side walls of the Apparatus Bay. As required by 
installation, this area can assigned in place of the Fire Extinguisher 
Inspection (Flight Line or Non-Flight Line) Maintenance and Storage and 
shall be accessible from the Apparatus Bay. 

Hose Storage  

(Included in Apparatus Bay 
Area) 

Shall have area for drying and storage of hoses. Hoses are rolled and 
stored on mobile storage racks and shall be accessible from Apparatus 
Bay. Hose storage racks are located along the side walls of the Apparatus 
Bay.  

Self-Contained Breathing 
Apparatus (SCBA) 
Maintenance Room 

Shall have area to service and maintain Self-Contained Breathing 
Apparatus at 144 net square feet. The room also contains a Mask Pressure 
Testing Machine. Shall provide area for open shelf storage units. This area 
shall be accessible from Apparatus Bay and shall have direct access to the 
Self-Contained Breathing Apparatus Compressor Room.  

Self-Contained Breathing 
Apparatus (SCBA) 
Compressor Room 

Shall have room to house compressor to support the Self-Contained 
Breathing Apparatus at 50 net square feet. Shall have adequate access to 
this area for the placement of compressor equipment.  This space shall 
include sound attenuation. A compressed air supply line shall be provided 
from this room to the Apparatus Bay and Self-Contained Breathing 
Apparatus Maintenance Room. Shall have direct access from the Self-
Contained Breathing Apparatus Maintenance Room. 

Protective Clothing Laundry Shall have laundry facility area to wash and disinfect firefighters' protective 
clothing. This area shall be accessible from the Apparatus Bay.  
 100 net square feet shall be provided for a One and Two-Company 

Fire Station. 
 150 net square feet shall be provided for a Three-Company Fire 

Stations. 
Equipment Wash/ 

Disinfection 
Shall have area to wash/disinfect and initiate any minor repair to firefighters' 
equipment at 150 net square feet.  Shall provide area for a work table with 
adequate lighting and ample storage. Shall provide area for hanging racks 
and open shelf storage units. This area shall be adjacent to the Work 
Room/Equipment Maintenance and shall be accessible from the Apparatus 
Bay. Provide an oil-water separator with holding tank for waste water from 
all drains. 

Work Room/ Equipment 
Maintenance 

Shall have area to maintain and repair firefighting equipment at 120 net 
square feet. Provide area for a work bench with adequate lighting and 
ample storage. This room area to be adjacent to the Equipment 
Wash/Disinfection Area and shall be accessible from the Apparatus Bay. 
Provide an oil-water separator with holding tank for waste water from all 
drains. 

Emergency Medical Services 
(EMS) Equipment Storage 

Shall have Emergency Medical Services storage area for supplies at 25 net 
square feet. Emergency Medical Services storage shall be fully 
conditioned, accessible from the Apparatus Bay and shall be restricted and 
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controlled. In the Headquarters stations this area shall be located in the 
Hazardous Material/Chemical, Biological, Radiological, Nuclear, Explosive 
Equipment Storage area. 

(Hazardous 
Material/Chemical, 

Biological, Radiological, 
Nuclear, Explosive 
Equipment Storage 

(HAZMAT/CBRNE) and 
Spare Personal Protective 
Equipment (SPPE) Storage 

1. Shall have storage area to house equipment classified for use with 
hazardous materials. Sufficient open shelf storage areas shall be 
provided. This area shall be accessible from the Apparatus Bay. 
 240 net square feet shall be provided for a One-Company Fire 

Station. 
 360 net square feet shall be provided for a Two-Company Fire 

Station. 
 480 net square feet shall be provided for a Three-Company Fire 

Station.  
2. The Hazardous Material/Chemical, Biological, Radiological, Nuclear, 

Explosive Equipment Storage area shall contain a Logistics Officer area. 
This area is a typical office space that shall contain a workstation at 80 
net square feet. 

3. In the Headquarters stations, the Emergency Medical Services 
Equipment Storage shall be located in the Hazardous 
Material/Chemical, Biological, Radiological, Nuclear, Explosive 
Equipment Storage area at 25 net square feet. 

Fire Extinguisher Inspection 
(Non Flight Line) 

Maintenance and Storage- 
Option for the Clean-Up 
Room or the Personal 

Protective Equipment (PPE) 
Gear Storage Room 

1. This area accommodates maintenance and service of fire extinguishers 
at 160 net square feet. This area shall be accessible from the Apparatus 
Bay. 

2. As required by installation mission, this room may be a Clean-Up Room. 
This area provides showers and lockers for the firemen to 
decontaminate themselves before entering the living portion of the fire 
station. A service window shall be provided to the Protective Clothing 
Laundry room. 
 Two private showers w/ changing areas and full privacy doors shall 

be provided for a One-Company Fire Station. 
 Two private showers w/ changing areas and full privacy doors shall 

be provided for a Two-Company Fire Station. 
 Three private showers w/ changing areas and full privacy doors shall 

be provided for a Three-Company Fire Station.  
3. As required by the installation’s mission, this room may be a Personal 

Protective Equipment Gear Storage Room. Shall have a locker area to 
accommodate Personal Protective Equipment. The area shall be kept 
under constant negative pressure to evacuate gaseous emissions from 
stored gear or filtration equipment that is designed to filter and remove 
gaseous emissions from Personal Protective Equipment shall be used. 
The locker layout shall allow free air circulation around and throughout 
the clothing. 

Fire Extinguisher (Flight Line) 
Maintenance and Storage- 

Option for the Clean-Up 

1. This area accommodates maintenance and service of fire extinguishers 
at 160 net square feet. This area shall be accessible from the Apparatus 
Bay. This area accommodates maintenance and service of flight line fire 
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Room or the PPE Gear 
Storage Room 

extinguishers and includes both an indoor storage/maintenance and an 
outdoor storage area.  

2. As required by installation mission, this room may be a Clean-Up Room. 
This area provides showers and lockers for the firemen to 
decontaminate themselves before entering the living portion of the fire 
station. A service window shall be provided to the Protective Clothing 
Laundry room. 
 Two private showers w/ changing areas and full privacy doors shall 

be provided for a One-Company Fire Station. 
 Two private showers w/ changing areas and full privacy doors shall 

be provided for a Two-Company Fire Station. 
 Three private showers w/ changing areas and full privacy doors shall 

be provided for a Three-Company Fire Station. 
3. As required by the installation’s mission, this room may be a Personal 

Protective Equipment Gear Storage Room. Shall have a locker area to 
accommodate Personal Protective Equipment. The area shall be kept 
under constant negative pressure to evacuate gaseous emissions from 
stored gear or filtration equipment that is designed to filter and remove 
gaseous emissions from Personal Protective Equipment shall be 
provided. The locker layout shall allow free air circulation around and 
throughout the clothing. 

Storage of Structural and 
Aircraft Rescue Fire Fighting 

(ARFF) Agent 

As dictated by mission requirements with at least one required per 
department, this area is a single-story structure separate from the fire 
station building. It shall be located along the drive leading into the 
Apparatus Bay for ease of loading and unloading of firefighting agents. 75 
SF per Aircraft Rescue Fire Fighting truck and 48 SF per structural truck 
are required for sizing. 

Administrative & Training 
(Room Features) 

Shall group all the administrative offices and training/support areas of 
similar function in the same general area and this general area shall 
be considered the Administrative Office Area.  
The following offices shall be identified and included in every 
Headquarters facility: Provide separate dedicated offices for the Fire 
Chief, Deputy Fire Chief, Assistant Chief, Training Officer, Assistant 
Chief for Fire Prevention,  Inspector(s), Emergency Medical Services 
(EMS), and Hazardous Materials (HAZMAT) Safety. In the Inspector(s)’ 
office, there is one inspector per company. Provide a Lobby, ABA 
Toilet, General Administration Storage, Department Training Room, 
Computer Training/Testing Room, and Telecommunications Room. All 
Dispatch and dispatch-like functions shall be grouped together. 
Dispatch Areas include:  Dispatch Supervisor, Dispatch Toilet, and 
Dispatch Kitchenette, and Uninterrupted Power Source (UPS) Room.  
The following offices shall be identified and included in every Satellite 
facility: Provide separate dedicated office for the Stations Officer’s 
Office/Watch Desk Area with an adjacent UPS Room. Provide a Lobby, 
ABA Toilet, General Administration Storage, Computer 
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Training/Testing Room, and Telecommunications Room. 

Fire Chief’s Suite 1. This typical office space at 200 net square feet shall contain a 
workstation, private dorm room at 85 net square feet, and private toilet at 
60 net square feet. In the private toilet provide water closet, shower, and 
lavatory. Shall be adjacent to the Deputy Chief's Office and directly off 
the Lobby. Operable windows shall provide natural light. Anti-terrorism 
issues, especially in outside the continental US (OCONUS) locations with 
regard to natural light provisions shall be addressed.    

2. Independent environmental control shall be provided for the Fire Chief's 
Office. 

Fire Chief’s Conference 
Room 

This area shall provide conference space at 240 net square feet for the 
station on-duty personnel and provide space for a small conference table 
for 8 to 10 people. The Fire Chief’s Conference Room shall be located off 
of the corridor in the Administrative Office area.  

Deputy Chief's Office 1. This typical office space at 120 net square feet shall contain a 
workstation and be located adjacent to the chief's office and directly off 
the lobby.  

2. Independent environmental control shall be provided for the Deputy 
Chief's Office. 

Station Officer's Office/Watch 
Desk 

This area at 230 net square feet serves to control public access to the 
station and shall contain a Watch Desk whose function is to receive 
emergency calls from dispatch. This area contains the security monitors if 
provided for the station and is occupied 24 hours a day 7 days a week. This 
area shall have direct access to the apparatus bay and the lobby.  
Operable windows shall provide natural light. Anti-terrorism issues, 
especially in outside the continental US (OCONUS) locations with regard to 
natural light provisions. Independent environmental control shall be 
provided.  

 The UPS room at 60 net square feet is the termination point for all 
data and communication utilities to support the Station Officer's 
Office/Watch Desk area only. This room also houses the equipment 
racks for the Station Officer's Office/Watch Desk area’s computer 
networks, telephone, communication feeds, and an UPS. The UPS 
room shall be adjacent to and accessible from the Station Officer's 
Office/Watch Desk area. 

Assistant Chief’s Suite 1. This typical office space at 120 net square feet shall contain a 
workstation, private dorm room at 85 net square feet, and private toilet at 
60 net square feet. The dorm room shall have direct access from the 
Assistant Chief’s office. In the toilet provide water closet, shower, and 
lavatory. The toilet shall have access from the Assistant Chief’s dorm 
room and the Station Captain’s dorm room. The Assistant Chief area 
shall be located off of the corridor in the Administrative Office area.  

2. Independent environmental control shall be provided for the Assistant 
Chief’s Suite. 

General Administration Shall provide storage at 80 net square feet for general administration and 
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Storage office supplies. Shall be located off of the corridor in the Administrative 
Office area. Provide built in storage shelving.  

Lobby Shall be at 100 net square feet and serves as the entrance to the facility 
and be a gathering/waiting space for the visiting public. The lobby is the 
entrance into the Administrative Office area and shall be recognizable from 
the outside as a well-lit, inviting space.  

Public Toilet Shall provide an ABA accessible toilet at 48 net square feet with a lavatory 
and water closet off of the Lobby area.  

Dispatch’s Suite 1. This room at 256 net square feet functions to receive and dispatch fire 
related emergency related calls. This room also serves to control public 
access to the station. This area contains the security monitors for the 
station and is occupied 24 hours a day, 7 days a week. Provide free 
access area around the consoles for this room. Provide a dedicated toilet 
and kitchenette directly adjacent to and accessible from the room for staff 
use. Provide tinted windows. If possible, operators shall be able to see 
exterior conditions. Antiterrorism issues, especially in outside the 
continental US (OCONUS) locations with regard to natural light 
provisions shall be addressed. This area shall have direct access from 
the lobby.   
 A workstation area shall be provided for a Dispatch Supervisor. The 

Dispatch Supervisor shall be located in the Dispatch area. 
 Shall provide ABA accessible toilet at 48 net square feet with a 

lavatory and water closet adjacent to and accessible from the 
Dispatch area for staff use. 

 Shall provide kitchenette at 20 net square feet with a kitchen sink 
and disposal adjacent to and accessible from the Dispatch area for 
staff use. 

 The UPS room at 60 net square feet is the termination point for all 
data and communication utilities to support the Dispatch area only. 
This room also houses the equipment racks for the Dispatch area’s 
computer networks, telephone, communication feeds, and an UPS. 
The UPS room shall be adjacent to and accessible from the 
Dispatch area. 

2. Independent environmental control equipment shall be provided for the 
Dispatch Suite. 

Telecommunications Room Shall provide a preferably centrally located room at 180 net square feet for 
the termination of all data and communication utilities in the facility. There 
shall be a minimum of one Telecommunications Room on each floor, 
designed in accordance with I3A Guide and ANSI/EIA/TIA-569-B.  

Assistant Chief for Fire 
Prevention’s Office 

This typical office space at 120 net square feet shall contain a workstation 
located adjacent to and accessible from the Inspectors’ Office area or 
accessible from the corridor in the Administrative Office area.  

Inspector(s)’ Office This typical office space contains workstations for the Fire Inspectors 
located adjacent to and accessible to the Assistant Chief for Fire 
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Prevention’s Office.  This area shall be located off of the corridor in the 
Administrative Office area.   

 144 net square feet shall be provided for a One-Company Fire 
Station. 

 288 net square feet shall be provided for a Two-Company Fire 
Station. 

 432 net square feet shall be provided for a Three-Company Fire 
Station. 

Training Officer's Office This typical office space at 100 net square feet shall contain a workstation. 
Observation windows shall be provided to the Computer Training/Testing 
Room and Department Training Room to monitor and control access. This 
area shall be located off of the corridor in the Administrative Office area. 

Department Training Room 1. Shall provide a room for continuing education and training. This area 
shall be located off of the corridor in the Administrative Office area. 
Access to the room shall be controlled by the Training Officer. Operable 
windows shall provide natural light. Anti-terrorism issues, especially in 
outside the continental US (OCONUS) locations with regard to natural 
light provisions shall be addressed.   
 420 net square feet shall be provided for a One-Company Fire 

Station. 
 700 net square feet shall be provided for a Two-Company Fire 

Station. 
 980 net square feet shall be provided for a Three-Company Fire 

Station. 
2. Shall provide a separate room at 80 net square feet for storage of 

audiovisual equipment, media, and additional equipment and furnishings 
adjacent to and with direct access from the Department Training Room. 

3. Independent environmental control shall be provided for the Department 
Training Room. 

Computer Training/Testing 
Room 

1. Shall provide a room at 190 net square feet for Computer Training and 
Testing consisting of carrels for study and testing. This area shall be 
located off of the corridor in the Administrative Office area.  

2. In Headquarters Stations, access to the room shall be controlled by the 
Training Officer. 

3. Independent environmental control shall be provided for the Computer 
Training/Testing Room. 

4. In Satellite Stations, this room may be an Inspector(s)’ Office as required 
by the installation’s mission.    

Emergency Medical Services 
(EMS) Office 

This typical office space at 80 net square feet shall contain a workstation. 
This area shall be located off of the corridor in the Administrative Office 
area. 

Hazardous Materials This typical office space at 120 net square feet shall contain a workstation. 
This area shall be located off of the corridor in the Administrative Office 
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(HAZMAT) Safety Office area. 

Living                          
(Room Features) 

Shall group all the sleeping and living areas of similar function in the 
same general area. This general area shall be considered the Living 
Area.  
The following rooms shall be identified and included in the Living 
Area of every Headquarters facility: Day/Training Room, Recreation 
Room, Janitor’s Closet, Dorm Rooms, Laundry Room, 
Bathroom/Showers/Changing, Additional Toilet/Shower, and Fitness 
Room. 
The following rooms shall be identified and included in the Living 
Area of every Satellite facility: Day/Training Room, Janitor’s Closet, 
Dorm Rooms, Laundry Room, Bathroom/Showers/Changing, and 
Fitness Room. 

Day/Training Room Shall be configured like a large residential kitchen/dining/living room. Shall 
be flexible to accommodate various functions such as informal meetings 
and group training for the number of companies on duty. Kitchen shall be 
sized to provide ample room for meal preparation for the entire facility’s 
overnight population. All kitchen appliances shall be light commercial 
grade. Operable windows shall provide natural light. Anti-terrorism issues, 
especially in outside the continental US (OCONUS) locations with regard to 
natural light provisions shall be addressed.  Separate dry and cold food 
storage shall be provided for each shift. Access shall be off the corridor of 
the Living Area and shall have direct access to the outdoor Patio.  

 648 net square feet shall be provided for a One-Company Fire 
Station. 

 1,296 net square feet shall be provided for a Two-Company Fire 
Station. 

 1,944 net square feet shall be provided for a Three-Company Fire 
Station. 

Dorm Rooms 1. Shall provide private quarters for the firefighters’ sleeping duty shifts that 
promote comfort and relaxation. Each room shall be shared by two 
firefighters of different crew/shifts so that the room is never occupied 
simultaneously. Access shall be from the Living Area’s corridor and 
operable windows shall provide natural light in every dorm room. Anti-
terrorism issues, especially in outside the continental US (OCONUS) 
locations with regard to natural light provisions shall be addressed. 
 Five (5) Dorm Rooms at 700 net square feet total shall be provided 

for a One-Company Fire Station.  
 Ten (10) Dorm Rooms at 1,400 net square feet total shall be 

provided for a Two One-Company Fire Station.  
 Fifteen (15) Dorm Rooms at 2,100 net square feet total shall be 

provided for a Three-Company Fire Station.  
 Two (2) Dorm Rooms at 280 net square feet total shall be provided 

for an EMS requirement based on the Table of Distribution and 
Allowance (TDA). 
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2. Space shall be provided for individual wardrobes, beds and nightstands 
in each dorm room. 

3.  Acoustical privacy between rooms shall be provided.  
4. Independent environmental control shall be provided for each Dorm 

Room. 

Bathroom/Showers/Changing Provide a separate men’s and women’s Bathroom/Showers/ Changing 
Area. Bathroom/Showers/Changing area shall contain private water 
closets, lavatory and shower stalls with private changing areas for 
firefighters. Access shall be off the corridor of the Living Area.  

 One-Company Station: Provide 1 water closet, 1 shower, and 1 
lavatory for females at 150 net square feet, and provide 2 water 
closets, 2 showers, and 2 lavatories for males at 250 net square 
feet.  

 Two-Company Station: Provide 1 water closet, 1 shower, and 1 
lavatory for females at 150 net square feet, and provide 4 water 
closets, 4 showers, and 3 lavatories for males at 325 net square 
feet. 

 Three-Company Station: Provide 1 water closet, 1 shower, and 1 
lavatory for females at 150 net square feet, and provide 4 water 
closets, 4 showers, and 4 lavatories for males at 350 net square 
feet. 

Fitness Room 1. Shall provide a room at 437 net square feet to accommodate fitness 
machines, treadmill, stationary bicycle, elliptical machine, free weights 
and mats. Room shall be sized to provide free circulation and shall be 
adjacent to, or in the proximity of, the Bathroom/Showers/Changing area. 
Access shall be off the corridor of the Living Area.  

2. Independent environmental control shall be provided for the Fitness 
Room. 

Additional Toilet/Shower This area shall be a toilet at 60 net square feet with a lavatory, water closet, 
and shower.  Access shall be off the corridor of the Living Area. 

Laundry Room Shall provide a room to accommodate large heavy duty commercial 
washers and dryers, built-in laundry-folding table and wall-mounted drying 
rack for the firefighters’ personal use. Provide direct dryer exhaust to the 
exterior of the building. Access shall be off the corridor of the Living Area. 

 Provide area at 80 net square feet for one washer and two dryers 
for a One-Company Fire Station. 

 Provide area at 160 net square feet for two washers and two dryers 
for a Two-Company Fire Station. 

 Provide area at 240 net square feet for three washers and three 
dryers for a Three-Company Fire Station. 

Janitor’s Closet Provide a Janitor’s closet at 48 net square feet. Provide exhaust ventilation 
directly to the outside. This room shall be off the corridor of the Living Area 
and near the Bathroom/Showers/Changing area. An additional Janitor’s 
Closet shall be off the corridor of the Living Area near the Day/Training 
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Room in the Two-Story Fire Station. 

Recreation Room Provide a Recreation Room at 240 net square feet in a Headquarters 
station to accommodate up to two "game units", such as pool tables, 
foosball tables, ping pong tables or video game consoles. Access shall be 
off the corridor of the Living Area.  
 As dictated by Installation mission requirements this area shall 

become additional Day/Training Room area. 

Vending 

Shall provide space at 40 net square feet for two or more vending 
machines for snacks and drinks. Vending area shall be conveniently 
located for use of the firefighters and the fire station staff. Vending shall not 
be located in the Day/Training Room or Lobby.  

Net to Gross Factor 

The net-to-gross factor accounts for circulation space, Mechanical Room, 
Electrical Room, and wall thicknesses. The net-to-gross multiplier for Fire 
Stations is as follows:  

 The net-to-gross multiplier for a One-Story Fire Station is 22%. 
 The net-to-gross multiplier for a Two-Story Fire Station is 30%. 
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GUIDANCE SECTION 

 
 

CATEGORY CODE DESCRIPTION 

73010 Fire Station 
 

 
1.  General Design Philosophy

                                                                                                                   

:  The Standard Army Fire Station is a comprehensive facility 
designed to support the military firefighters’ mission to protect lives, installation facilities and 
flight-lines. The facility also accommodates the firefighters’ administrative functions and 
provides an environment for fire prevention education and training. 

2.  General Layout

 

:  The square feet and overall size of each Fire Station shall vary in 
accordance to specific functional components collocated in each facility. The key internal 
adjacencies are driven by response time. The number, size, and configuration of emergency 
vehicles necessary to meet the mission of the specific installation are crucial to the sizing of the 
apparatus bay.  OCONUS fire stations may require larger space allocations due to host nation 
requirements.  Special requirements must be coordinated with the CoS Huntsville.  Site 
constraints may drive the need for a two-story structure. Ensure the appropriate adjacencies are 
maintained for a two-story structure so that the required response times may be achieved. The 
Administrative & Training areas shall be placed on the first floor. 

3.  Fire Station Master Planning

 

:  The Fire Station shall be easily accessible by military 
personnel, military personnel family members, and reservists and layouts are driven by 
response time. The Fire Station shall be sited a minimum of 45 meters (150’) from the perimeter 
of the installation and 25 meters (82’) from trash containers, roadways and parking lots. If these 
standoff distances are not provided, the Fire Station shall be hardened as described in the “DoD 
Antiterrorism Minimum Standards for Buildings”. Reference: UFC 4-010-01 Unified Facilities 
Criteria – DOD Antiterrorism Minimum Standards for Buildings. Site to be compatible with the 
site planning and style of adjacent existing site. 

4.  Signage

 

:  As a minimum the facility shall be identified as a “Fire Station”. Coordinate the 
signage with the Installation Design Guide (IDG) standards. The installation or community name 
or geographic location of the facility may be used for public identification purposes. Location of 
the sign is a site adaptation issue.  

5.  Interior Signage

 

:  Provide room identification signage and similar type signs for all rooms. 
Coordinate the signage with the Installation Design Guide. 

6.  Exterior Construction

 

:  Use sustainable, low maintenance finish materials. Coordinate the 
exterior finishes with the Installation Design Guide. Building to be compatible with the 
architecture of adjacent existing structures.  

7.  Interior Construction:  Use sustainable, durable, impact resistant, low volatile organic 
compounds (VOC), low maintenance finish materials. Coordinate the interior/exterior finishes 
with the Installation design standards. Construction and finishes (walls, floor, and ceiling) shall 
support the cohesive image and theme of the facility. Design the living areas of the facility, such 
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as the Day Room and the Dorm Rooms, to reflect a residential, non-institutional character. 
Counters, casework, and cabinets shall be of high-quality and durable construction.  
 
8.  Interior Glass

 

:  All interior glass must be tempered safety glass and mirrors must be 
constructed with break-resistant materials. 

9.  Acoustics

 

:  Design the facility to provide a comfortable acoustical environment. Provide 
comprehensive sound isolation and sound absorption measures for individual spaces as 
appropriate. Provide acoustical design to prevent sound from noisy spaces such as corridors, 
toilets, elevator machine rooms, and mechanical rooms from having negative impact on the 
adjacent spaces.  

10.  Landscaping
 

:  Provide materials natural to the area to limit irrigation and maintenance.  

11.  Utilities
 

:  Use underground utility distribution lines, where feasible. 

12.  Heating, Ventilating and Air Conditioning (HVAC):  The HVAC system(s) shall provide 
heating and air conditioning subject to geographical requirements for the entire facility, 
excluding the apparatus bay and mechanical room, which require only heating. Radiant heating 
shall be used for Apparatus Bay heating and radiant floor heating shall be used under all 
Apparatus Bay doors in cold climates to prevent the doors from freezing to the pavement.  A 
system with zoning flexibility shall be provided. The mechanical room shall have an exhaust fan. 
 
13.  Roofline:  Flat roofs are not allowed, unless compatibility with existing structures are 
required. Provide only slope type roofs with a pitch of not less than 3/12. 
 
14.  Exterior Windows:  Provide all exterior windows with window treatment allowing manual 
control of exterior light.  Do not provide skylights in any location.  Exterior windows are an 
important element that provides daytime lighting to the overall fire station design.   
 
15.  Antiterrorism/Force Protection

 

:  Facility shall be evaluated for security requirements in 
accordance with UFC 4-010-01, DoD Minimum Antiterrorism Standards for Buildings, latest 
edition. 

16.  Gross Area Calculation:  Gross floor areas are calculated in accordance with the latest 
edition of US Army Technical Instructions 800-01 (TI 800-01), Design Criteria.  
 
17.  Physical Security:  Facility shall be evaluated for physical security risks using DA Pamphlet 
190-51, Risk Analysis for Army Property.  High value equipment stored in these facilities should 
be secured and accounted for in accordance with Section III of AR 190-51, Security of 
Unclassified Army Property (Sensitive and Nonsensitive). 
 
18.  Recycle Space:  Provide an easily accessible area that serves the entire building and is 
dedicated to the collection and storage of non-hazardous materials for recycling, including at a 
minimum:  paper, corrugated cardboard, glass, plastics, and metals. 
 
19.  Patio Space

  

:  If an attached awning is provided, refer to NFPA 13 for the fire protection 
requirements. 
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20.  Additional Space:  Additional facility capability may include an Emergency Operations 
Center (EOC) situation room (if required by the installation and validated by HQDA), or a host 
nation employee dayroom as mandated by master labor contracts (MLC) or Status of Forces 
Agreement (SOFA).  The EOC in the head quarters facility is a specialized conference room 
used in cases of major operations to manage and coordinate rescue and emergency service 
efforts. It shall be set up to handle planned and ad-hoc meetings and a high volume of 
telephone and computer communications.  
 
21.  Compliance

 

:  The Army Standard may identify an Army regulation, technical guide or other 
written guidance as mandatory criteria. The Corps of Engineers CoS provides the first line 
compliance to Standard review. The Facilities Design Team in conjunction with the CoS shall 
resolve any issues where there may be conflicting, unclear, or no compliance measurement 
threshold. Resolution may require senior leadership guidance or amendment of the Army 
Standard. The Army Standard is not intended to provide compliance criteria detailed in 
references, regulations, industry standards, or the standard design. 
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REFERENCE CRITERIA 
 
The designs shall use the latest editions of the following design criteria: 
 
• ADA and ABA Accessibility Guidelines for Buildings and Facilities, July 2004, United States 

Access Board, http://www.access-board.gov/ada-aba.htm 
• Americans with Disabilities Act and Architectural Barriers Act Accessibility Guidelines, 

ADAAG, United States Access Board, http://www.access-board.gov/adaag/html/adaag.htm 
• American Society of Heating, Refrigeration and Air-Conditioning Engineers (ASHRAE) 

Handbooks and Standards (55, 62.1, 90.1) 
• ANSI/EIA/TIA-568, Commercial Building Wiring Standard 
• ANSI/EIA/TIA-569, Commercial Buildings Standard for Telecommunications Pathways and. 

Spaces 
• Architectural Barriers Act of 1968 (ABA), Public Law 90-480, United States Access Board, 

http://www.access-board.gov/adaag/html/adaag.htm 
• AR 380-5, Department of the Army Information Security Program 
• AR 405-70, Utilization of Real Property 
• AR 415-15, Army Military Construction Program Development and Execution 
• AR 420-1, Army Facilities Management 
• Army SDD LEED NC Silver Policy 
• AWI Quality Standards Illustrated 
• DA PAM 415-28, Facility Guide To Army Real Property Category Codes 
• DG 1110-3-122, Interior Design Guide 
• DoD Instruction 4165.57, Air Installations Compatible Use Zones (AICUZ) 
• DoD Instruction 6055.06, DoD Fire and Emergency Services Program 
• E.O. 13423, Technical Guidance for Implementing the Five Guiding Principles for Federal 

Leadership in High Performance and Sustainable Buildings 
• ETL 1110-3-491, Sustainable Design for Military Facilities 
• IBC – International Building Code 
• IPC – International Plumbing Code 
• NFPA 13, Standard for the Installation of Sprinkler Systems 
• NFPA 96, Standard for Ventilation Control and Fire Protection of Commercial Cooking 

Operations 
• NFPA 101, Life Safety Code. 
• NFPA 403, Standard for Aircraft Rescue and Fire-Fighting Services at Airports 
• NFPA 1221, Standard for the Installation, Maintenance, and Use of Emergency Services 

Communications Systems 
• NFPA 1500, Standard on Fire Department Occupational Safety and Health Program 
• UFC 3-120-10, Interior Design 
• UFC 3-210-05FA, Landscape Design and Planting Criteria 
• UFC 3-301-01 Structural Engineering 
• UFC 3-400-01 Energy Conservation 
• UFC 3-410-01FA, Heating, Ventilating, and Air Conditioning 
• UFC 3-410-02A, Heating, Ventilating, and Air Conditioning (HVAC) Control Systems 
• UFC 3-420-01, Plumbing Systems. 
• UFC 3-450-01, Noise and Vibration Control 
• UFC 3-500-10, Electrical Engineering 
• UFC 3-530-01,  Design: Interior and Exterior Lighting and Controls  
• UFC 3-600-01, Fire Protection Engineering for Facilities 
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REFERENCE CRITERIA (Cont.) 
 
• UFC 4-010-01, DoD Minimum Antiterrorism Standards for Buildings 
• UFC 4-023-03, Design of Buildings to Resist Progressive Collapse 
• USAISEC, Technical Criteria for the Installation Information Infrastructure Architecture (I3A), 

latest edition  
• USAISEC Technical Guide for the Integration of SECRET Internet Protocol (IP) Router 

Network (SIPRNET) 
• US Army Technical Instructions 800-01 (TI 800-01), Design Criteria  
• DA Pamphlet 190-51, Risk Analysis for Army Property   
• Section III of AR 190-51, Security of Unclassified Army Property (Sensitive and 

Nonsensitive) 
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1. General Requirements: 
 
• The Fire Stations shall be of commercial construction standards. 

• The Fire Stations are comprised of three main essential elements: Apparatus Equipment & 
Maintenance, Administrative & Training, and Living Areas. 

• All Fire Stations will have either the Fire Extinguisher Inspection (Non Flight Line/ Flight 
Line) Room, Clean-Up Room, or PPE Gear Storage Room based on Installation 
requirements. If a PPE Gear Storage Room is required, the air quality requirements for 
PPE storage in the Apparatus Bay will no longer be applicable. 

• All Fire Station facilities shall be protected by an automatic fires suppression system and 
full detection system.  Provide carbon monoxide (CO) detection in all sleeping and living 
areas defined as the individual dorm rooms, the dorm room access hallway(s), and the 
entire day/training room. Activation of detectors shall sound a local alarm. If monitored by 
the building fire alarm system, CO detectors shall be monitored as a non-latching 
supervisory alarm initiating device. Activation of CO detectors shall not sound a general 
building alarm. Provide fire alarm system smoke detectors in the individual dorm rooms 
and the dorm room access hallway(s) only. Do not provide detection in the apparatus bay 
or other areas where exhaust fumes may be present. Activation of smoke detectors shall 
sound a general building fire alarm. 

• Walls separating the living and administrative portions of the building from the apparatus 
bay and maintenance spaces shall be completely sealed to prevent passage of exhaust 
emissions and the resulting exposure to building occupants and contamination of spaces. 

• Provide simultaneous light and audible control for the following spaces when the firefighter 
alert system is activated: To the outside, Dorm Room dedicated alert lights, corridor lights 
from Dorm Rooms to the Apparatus Bay, and the Apparatus Bay lights. 

 
• Unless noted otherwise in this document, all ceiling heights shall be a nominal 8’-0”. ] 

• Unless noted otherwise in this document, interior walls between rooms shall be provided 
with acoustical batt insulation or other approved system, to obtain an STC rating of at least 
40.  CAC shall be a minimum of 38. 

• Provide steel doors with vision panels except at storage, janitorial, dorm, 
electrical/mechanical and toilet areas. 

• Where exterior windows are provided the following requirements shall be met.  Shall 
comply with ATFP requirements.  Salient characteristics include easy to clean and able to 
withstand continuous use.  Individual windows shall be operable and screens shall be 
provided.   

• All interior glass shall be tempered safety glass and mirrors must be constructed with 
break-resistant materials. 

• Mounting height of all electrical outlets will be in accordance with industry standards. 

• Unless noted otherwise in this document, all interior flooring material shall be resilient.   
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• In storage rooms where shelves are provided, interior shall be marked with a red line 1 
inch in width and located 18 inches below the lowest point of the sprinkler head.  

• All caulking used inside the building shall be USDA or NSF approved caulking. 

• GFCI outlets shall be installed per electrical code. 

• Provide 100% capacity emergency generator back-up power for all Fire Stations.  

• Provide mass notification system in accordance with UFC 4-021-01. 

• Drive through bays shall be utilized. 
 
• Provide site entrances, exits, service drives and any special circulation areas sized to 

accommodate the largest vehicle that uses the area. The service drive shall have a 
controlled access point. 
 

• Based on the electrical design and mechanical/electrical loads, additional electrical room 
may be added near the apparatus bay and/or second floor.  It is the electrical designer 
responsibility to coordinate with the architectural designer to accommodate additional 
electrical room square footage requirements and location. 
 

. 
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2. SPACE:  Apparatus Bay 
 
• FUNCTIONAL DESCRIPTION:  The Apparatus Bays house the fire fighting and 

emergency response vehicles. All bays must accommodate the latest and largest 
structural and ARFF vehicles. Each bay of the Apparatus Room must include the 
required support utilities (drops) for vehicles such as exhaust, compressed air, hot and 
cold water, lighting, and power. Clear spans are preferred for the Apparatus Bays. 

 
• ADJACENCIES: Located at the end of Fire Station structure for future expansion. 

Adjacent to and direct access from Apparatus Bay Support areas and corridor access 
from Administrative and Living areas.  
 

• OCCUPANTS:  Fire Station users and Fire fighting and emergency response vehicles 
storage. 

 
• MINUMUM AREA:                                                                                                                

A Standard Structural Apparatus for a One-Company Fire Station shall be 45 ft. Wide X 
91 ft. long (4,095 SF) net.                                                                                                           
A Standard ARFF Apparatus for a One-Company Fire Station shall be 50 ft. Wide X 91 
ft. long (4,550 SF) net.                                                                                                               
A Standard Structural Apparatus for a Two and Three-Company Fire Station shall be 62 
ft. Wide X 91 ft. long (5,642 SF) net.                                                                                          
A Standard ARFF Apparatus for a Two and Three-Company Fire Station shall be 70 ft. 
Wide X 91 ft. long (6,370 SF) net.                                                                                       
An additional Structural bay shall be 17 ft. Wide X 91 ft. Length (1,547 SF) net.                
An additional Structural bay shall be 20 ft. Wide X 91 ft. Length (1,820 SF) net. 

 
• CEILING HEIGHT:  16 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface. A non-skid, low-maintenance traffic coating may also be 
acceptable. Slope floor to trench drains. A base material, appropriate for the flooring 
material used, is required. Salient characteristics include easy to clean, durable (able to 
withstand wet conditions, dirty conditions, and be petroleum resistant), easily repairable, 
easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints on all wall surfaces. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain.  
   

• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Ceiling not 
required; however, consider finishing exposed structure. Coordinate mechanical, 
electrical and plumbing components. None of the ceiling components can be located 
below minimum ceiling height.  

  
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 
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• PLUMBING:  Provide minimum 3-in. diameter water service with 2.5-in. diameter 

National Standard Threads ball-valve outlets, one (1) at the front of each bay and one 
(1) at the rear of each bay. Provide an emergency eye wash fountain and shower. 
Provide foot-operated mop sink with mop hanging rack. Provide connection for ice 
machine. Provide standard cold water hose bibb for every two truck bays. Provide floor 
trench drains to accommodate all vehicles. All apparatus room drains should connect to 
an approved oil/water separator prior to discharge. If an exterior wash area is provided, 
size the separator for the total volume and connect the exterior drain to this separator. 

 
• HVAC: The Apparatus Bay is typically heated. Maintain 55 F (13 C) minimum 

temperature except in areas with very mild winter conditions. Determine exceptions on a 
case-by-case basis based on climatic conditions. The Apparatus Bay will not be air 
conditioned except through waiver process. In addition to climatic conditions, consider 
the energy costs and sustainability impacts.  

 
A complete Apparatus Bay Air Cleaning System shall be utilized consisting of exhaust 
filtration for apparatus and for off-gassing from PPE. A hose based Fire Apparatus 
Vehicle Exhaust Removal System (FAVERS) system may be used in conjunction with 
the filtration system. 
 
A Fire Apparatus Vehicle Exhaust Removal System (FAVERS) in compliance with NFPA 
1500 to eliminate 100% of vehicle exhaust emissions. A direct vent system that 
evacuates vehicle exhaust directly to the outside is the preferred FAVERS. Makeup air 
should be distributed so as to minimize drafts and be introduced above apparatus level 
since diesel exhaust is heavier than air. In this way, the make-up air flow downward will 
assist in pushing the exhaust fumes out the Apparatus bay doors when open. 
 
Provide compressed air system on self-retracting lines at each vehicle bay. Consider 
providing a floor radiant heating element at each bay door in colder climates to prevent 
the door from freezing to the pavement.  

 
• FIRE PROTECTION:  Provide per current codes.  
 
• ELECTRICAL:  Provide outlets per current codes. Locate all outlets at 36 in. above 

finished floor. Provide self-retracting electric drop cords between vehicles that can reach 
to either end of the bay. Provide backup power sized to provide full unobstructed 
operation capability of the apparatus bays. Provide power to each retractable bay door. 

 
• LIGHTING:  Provide per current codes. Provide energy efficient lighting with instant-start 

feature. Provide doors with a signaling system to indicate fully raised doors. A red/green 
indicator should be located on the driver’s side at 72 in. above finished floor. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide speakers and horns with visual element. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  None 
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• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:    

For Structural bays provide 14 ft. by 14 ft. apparatus bay doors with electric eye and/or 
automatic reverse device. For ARFF bays provide 18 ft. by 18 ft. doors as recommended 
by NFPA 403. Even if ARFF vehicles are only intended to be housed on one side of a 
double bay, provide the 18 ft. by 18 ft. doors on both sides to permit drive through and to 
allow flexibility of use. Provide manual means to open doors in case of power failure. If 
solid door panels are used, provide insulated doors. Consider providing doors with radio 
operated closing devices that can be activated from the vehicle. 

 
 Ensure both the internal floor slope and the approach drive slope allow the fire protection 

vehicles to transition into and out of the Apparatus Bay without bottoming out or without 
impeding driver sightlines. 
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3. SPACE:  Station Captain’s Suite (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area includes a typical office space and 

workstation. An adjacent private bedroom should be directly accessible from the Fire 
Chief’s Office.  

  
• ADJACENCIES:   Shall be accessible from the Apparatus Bay and an observation 

window shall be provided to the Apparatus Bay.  Shall be adjacent to the Assistant 
Chief/Shift Supervisor’s Suite. The private bedroom shall have direct access to the 
Assistant Chief/Shift Supervisor’s private toilet. 

 
• OCCUPANTS:  Station Captain. 
 
• MINIMUM AREA:   

Station Captain’s Suite:  120 SF, Net. 
Private Dorm Room:  85 SF, Net. 

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include durable and easy to clean, repairable, and easy to maintain. A 
base material, appropriate for the flooring material used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU) at shared walls with Apparatus Equipment & Maintenance areas.  GWB is 
an allowable material, including a furred application attached to the CMU walls. Provide 
a low-maintenance finish such as egg-shell latex paint. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include ease of accessibility to mechanical system above ceiling, durable, 
and shall provide an aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be provided with self-closing device and the office door 
with a vision panel. 

 
• OBSERVATION WINDOW/FRAME:   Salient characteristics include durability. Glass 

shall be tinted for privacy. 
 
• PLUMBING:  None. 
 
• HVAC: Provide independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide smoke and CO detectors. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computers and other office equipment.   
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• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 
lighting at individual desks. In addition to the ambient and task lighting fixtures, provide a 
dedicated alert light fixture that is controllable from the Watch Desk/Dispatch and tied 
into the firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area and one outlet in the bedroom 
area. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None.  
 
• SPECIAL REQUIREMENTS:   The Station Captain’s Suite will be located off of the 

Apparatus Bay. Walls shared with the Administrative & Training areas are allowed to be 
of materials other than CMU. 
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4. SPACE:  Personal Protection Equipment (PPE) Gear Storage 
 
• FUNCTIONAL DESCRIPTION:  This area provides storage for the firefighters’ protective 

gear. A well-ventilated locker is assigned to each member of the firefighting crew. 
Sufficient floor area in front of each locker is required for easy access during 
emergencies.  

  
• ADJACENCIES:   Located along the side walls of the Apparatus Bay. Should be directly 

accessible from the Apparatus Bay if required to be a room.  
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  Room: 160 SF, Net. If part of Apparatus Bay, area is included in the 

Apparatus Bay net area.  
 
• CEILING HEIGHT:  8 ft. minimum. If part of Apparatus Bay, shall meet the Apparatus 

Bay ceiling requirements. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects. If part of Apparatus Bay, shall meet the 
Apparatus Bay ceiling requirements. 

  
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Doors shall be provided with self-closing device 
and vision panel. 

 
• PLUMBING:  A floor drain is required in this area that shall be self priming, or designed 

to prevent sewer gases from entering the occupied space by a proven and maintenance-
free design. If part of Apparatus Bay, provide hose bib. 

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from PPE shall be provided. If part of Apparatus Bay, 
the area shall have an air quality system to filter and remove gaseous emissions from 
stored gear. 

 
• FIRE PROTECTION:  Provide per current codes. 
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• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide speakers and horns with visual element. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Locker layout should permit free air circulation around 

and throughout clothing.  
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5. SPACE:  Hose Storage 
 
• FUNCTIONAL DESCRIPTION:  This area provides for storage of hoses. Hoses are 

rolled and stored on mobile storage racks. 
  
• ADJACENCIES:   Located along the side walls of the Apparatus Bay.  
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  Area is included in the Apparatus Bay net area.  
 
• CEILING HEIGHT:  Shall meet the Apparatus Bay ceiling requirements. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Shall meet the 

Apparatus Bay ceiling requirements. 
  
• DOORS/FRAME:  None  
 
• PLUMBING:  A floor drain is required in this area that shall be self priming, or designed 

to prevent sewer gases from entering the occupied space by a proven and maintenance-
free design. Provide hose bib. 

 
• HVAC: Ensure space is well ventilated.   
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. Dedicated outlets required to support 

drying equipment (if provided). 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
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• CASEWORKS/BUILT-IN EQUIPMENT:  Consider providing hose drying oven in areas 

where required by climatic conditions. 
 
• SPECIAL REQUIREMENTS:  Layout should permit free air circulation around the 

hoses. 
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6. SPACE:  SCBA Maintenance Room 
 
• FUNCTIONAL DESCRIPTION:  The Self-Contained Breathing Apparatus (SCBA) 

Maintenance Room is used for the maintenance and minor repair of the SCBA 
equipment. It includes a work bench, ample task lighting, and shelving for storage of 
parts and equipment. The room also contains a Mask Pressure Testing Machine.  

  
• ADJACENCIES:   Accessible from Apparatus Bay and shall have direct access to the 

SCBA Compressor Room. 
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  144 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing.  Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  A floor drain for condensate is required in this area that shall be self 

priming, or designed to prevent sewer gases from entering the occupied space by a 
proven and maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided. Provide any 
additional ventilation requirements for compressor equipment.  

 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. Provide additional outlets and power 

as required by equipment.  
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• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 
energy efficient light fixtures. Provide task lighting for the work/service bench. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide equipment safety cage and storage 

shelving. 
 
• SPECIAL REQUIREMENTS:  None. 
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7. SPACE:  SCBA Compressor Room 
 
• FUNCTIONAL DESCRIPTION:  The Self-Contained Breathing Apparatus (SCBA) 

Compressor Room houses the main compressor unit used to charge the apparatus with 
filtered air. 

  
• ADJACENCIES:   Provide direct access to the SCBA Maintenance Room.  
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  50 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.   

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing.  Doors shall be provided with self-closing 
device and vision panel.  

 
• PLUMBING:  Provide compressed air lines to Apparatus Bay and SCBA Maintenance 

Room. A floor drain for condensate is required in this area that shall be self priming, or 
designed to prevent sewer gases from entering the occupied space by a proven and 
maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided. Provide any 
additional ventilation requirements for compressor equipment.  

 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. Provide additional outlets and power 

as required by equipment.  
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.  
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• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None 
 
• SPECIAL REQUIREMENTS:  Provide double door access for installation of the main     

compressor unit to the exterior. 
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8.  SPACE:  Protective Clothing Laundry 
 
• FUNCTIONAL DESCRIPTION:  Utilized to wash and disinfect firefighters’ protective 

clothing/gear. The room should accommodate large commercial-grade washers and 
dryers and a drip-dry rack. 

 
• ADJACENCIES:   Provide direct access through the Apparatus Bay to the exterior.  If a 

Clean-Up Room is provided, the Protective Clothing Laundry Room shall be adjacent to 
the Clean-Up room and a service window provided.  

 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  One-Company:  100 SF, Net.  Two-Company:  180 SF, Net. Three-

Company:  150 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
conditions, dirty conditions, and spills related to the chemicals within), easily repairable, 
easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain. 

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with 
industrial latex or epoxy paint. Salient characteristics include durable and shall provide 
an aesthetically pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  If doors are provided, salient characteristics include easy to clean, 

easy to maintain and repair, and compliance to building codes.  Doors, frames, and 
hardware shall be able to withstand constant opening and closing.  Doors shall be 
provided with self-closing device and vision panel.   

 
• SERVICE WINDOW/FRAME:   Salient characteristics include durability. Only if Clean-

Up Room is required in the Fire Station. 
 
• PLUMBING:  Provide water supply and drain to each washer. A floor drain is required in 

this area that shall be self priming, or designed to prevent sewer gases from entering the 
occupied space by a proven and maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided.  

 
• FIRE PROTECTION:  Provide per current codes. 
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• ELECTRICAL:  Provide outlets per current codes. Provide additional outlets and power 
as required by equipment. 

 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None 
 
• SPECIAL REQUIREMENTS:  None. 
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9. SPACE:  Equipment Wash/Disinfection 
 
• FUNCTIONAL DESCRIPTION:  Utilized to clean and disinfect firefighters’ protective 

clothing/gear and equipment when fire trucks return from a fire or other event.  It 
includes a wash-off area where incoming equipment can be washed, desalinated, and 
dried.  

 
• ADJACENCIES:   Shall be adjacent to the Work Room/Equipment Maintenance Room 

and have access from the Apparatus Bay.   
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  150 SF, Net.   
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
conditions, dirty conditions, and spills related to the chemicals within), easily repairable, 
easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Shall use 
stainless steel wainscot in wash area. Salient characteristics include durable and easy to 
clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panel (ACP) or moisture resistant gypsum wall board (GWB) 
ceiling with industrial latex or epoxy paint. Salient characteristics include durable and 
shall provide an aesthetically pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  If doors are provided, salient characteristics include easy to clean, 

easy to maintain and repair, and compliance to building codes.  Doors, frames, and 
hardware shall be able to withstand constant opening and closing.  Doors shall be 
provided with self-closing device and vision panel.  

 
• PLUMBING:  Provide floor mop sink, with hose and spray nozzle. Provide a minimum 

three-compartment stainless steel sink and a drip dryer rack. Provide an oil-water 
separator with holding tank for wastewater from drains. Provide compressed air supply. 
A floor drain is required in this area that shall be self priming, or designed to prevent 
sewer gases from entering the occupied space by a proven and maintenance-free 
design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided. 

 
• FIRE PROTECTION:  Provide per current codes.  
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• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None 
 
• SPECIAL REQUIREMENTS:  None. 
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10. SPACE:  Work Room/Equipment Maintenance 
 
• FUNCTIONAL DESCRIPTION:  Utilized to for the minor repair and maintenance of 

firefighters’ equipment.  
 
• ADJACENCIES:   Shall be adjacent to the Equipment Wash/Disinfection Room and 

have access from the Apparatus Bay.   
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  120 SF, Net.   
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
conditions, dirty conditions, and spills related to the chemicals within), easily repairable, 
easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain. 

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panel (ACP) or moisture resistant gypsum wall board (GWB) 
ceiling with industrial latex or epoxy paint. Salient characteristics include durable and 
shall provide an aesthetically pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  If doors are provided, salient characteristics include easy to clean, 

easy to maintain and repair, and compliance to building codes.  Doors, frames, and 
hardware shall be able to withstand constant opening and closing.  Doors shall be 
provided with self-closing device and vision panel.    

 
• PLUMBING:  Provide an oil-water separator with holding tank for wastewater from 

drains. Provide compressed air supply. A floor drain is required in this area that shall be 
self priming, or designed to prevent sewer gases from entering the occupied space by a 
proven and maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided.  

 
• FIRE PROTECTION:  Provide per current codes.  
 
• ELECTRICAL:  Provide outlets per current codes. Provide additional outlets and power 

as required by equipment. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.  Provide task lighting for work/service bench. 
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• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None 
 
• SPECIAL REQUIREMENTS:  None. 
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11. SPACE:  EMS Equipment Storage (Including Lockable Medical 
Cabinet) 

 
• FUNCTIONAL DESCRIPTION:  Utilized for the storage of basic first aid supplies. The 

Lockable Medical Storage Cabinet is often a cabinet or subspace within the EMT 
Storage area and is for storage of drugs, needles, and other restricted medical supplies. 
Access to EMT Storage is restricted and controlled to prevent theft and abuse of 
controlled substances.   

  
• ADJACENCIES:   Shall be accessible from the Apparatus Bay. The EMS Equipment 

Storage is located in the HAZMAT/ CBRNE storage area in Headquarters Fire Stations. 
 
• OCCUPANTS: EMS Staff 
 
• MINIMUM AREA:  25 SF, Net.  Area added to the HAZMAT/ CBRNE storage area in 

Headquarters Fire Stations. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. A base material, appropriate for the 
flooring material used, is required. Salient characteristics include easy to clean, durable 
(able to withstand wet conditions, dirty conditions, and spills related to the chemicals 
within), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain. 

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide “clean 

room” type acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with 
industrial latex or epoxy paint. Salient characteristics include durable and shall provide 
an aesthetically pleasing surface, free of sags or other defects.   

  
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Doors shall be provided with self-closing 
device. Non applicable in a Headquarters Fire Stations. 

 
• PLUMBING:  None.  
 
• HVAC: The space must be fully conditioned. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. Provide additional outlets and power 

as required by equipment. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.   
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• COMMUNICATION:   
CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide wall shelving units 
 
• SPECIAL REQUIREMENTS:  In the Satellite Fire Stations provide a keyed lock set at 

the access point to the space. 
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12. SPACE:  HAZMAT/CBRNE and Spare PPE Equipment Storage 
(Headquarters Fire Stations only). 

 
• FUNCTIONAL DESCRIPTION:  A dedicated storage room housing only equipment 

classified for use with hazardous materials. Provide sufficient floor and open shelf 
storage areas.  

  
• ADJACENCIES:  Shall be accessible from the Apparatus Bay. The EMS Equipment 

Storage and Logistics’ Office is located in the HAZMAT/ CBRNE storage area in 
Headquarter Fire Stations. 

 
• OCCUPANTS: Logistics Officer/ EMS Staff  
 
• MINIMUM AREA:  One-Company Headquarters:  240 SF, Net. Two-Company (Two-

Story) Headquarters:  360 SF, Net. Three-Company (Two-Story) Headquarters:  480 SF, 
Net. 

 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. A base material, appropriate for the 
flooring material used, is required. Salient characteristics include easy to clean, durable 
(able to withstand wet conditions, dirty conditions, and spills related to the chemicals 
within), easily repairable, easy to maintain, and slip resistant.  
 

• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 
units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide “clean 

room” type acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with 
industrial latex or epoxy paint. Salient characteristics include durable and shall provide 
an aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  None. 
 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided.  

 
• FIRE PROTECTION:  Provide per current codes.  
 
• ELECTRICAL:  Provide outlets per current codes. 
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• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 
energy efficient light fixtures. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Provide sufficient floor and open shelf storage areas. 

Entrance shall be double doors. 
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13. SPACE:  Logistics’ Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area includes a typical office space and 

workstation.  
  
• ADJACENCIES:  Shall be accessible from the Apparatus Bay. The Logistics’ Office is 

located in the HAZMAT/ CBRNE storage area in Headquarter Fire Stations. 
 
• OCCUPANTS: Logistics Officer 
 
• MINIMUM AREA:  80 SF, Net. Area added to the HAZMAT/ CBRNE storage area. 
 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. A base material, appropriate for the 
flooring material used, is required. Salient characteristics include easy to clean, durable 
(able to withstand wet conditions, dirty conditions, and spills related to the chemicals 
within), easily repairable, easy to maintain, and slip resistant.  
 

• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 
units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide “clean 

room” type acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with 
industrial latex or epoxy paint. Salient characteristics include durable and shall provide 
an aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  None. 
 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided.  

 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computers and other office equipment. 
 
• LIGHTING:  Provide per current codes. Provide task lighting at workstation. In addition 

to the ambient and task lighting fixtures, provide a dedicated alert light fixture that is 
controllable from the Watch Desk/Dispatch and tied into the firefighting alert system with 
a red-tinted bulb or lens. 
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• COMMUNICATION:   
CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area. 
PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  None.  
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14. SPACE:  Fire Extinguisher Inspection (Non Flight Line) 
 
• FUNCTIONAL DESCRIPTION:   This room accommodates a work bench with adequate 

lighting to perform maintenance and service of extinguishers, safety cage, scale, 
recharge kit, and parts storage bins.  

 
• ADJACENCIES:  Shall be directly accessible from the Apparatus Bay.  Based on 

installation requirements, shall have an outdoor agent storage area. 
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  160 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects.  

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  Provide a hose bibb and eye wash fountain. A floor drain is required in this 

area that shall be self priming, or designed to prevent sewer gases from entering the 
occupied space by a proven and maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided. Provide a 
compressed air system with self-retracting lines at the work bench. 

 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. Provide task lighting at workstation.  
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• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area. 
PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide quad outlet at work bench and in locations where required to 
accommodate equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Entrance shall be double doors. Based on installation 

requirements, shall have an outdoor agent storage area. The outdoor storage area is 
covered, enclosed with a secured screen The outdoor storage area is covered, enclosed 
with a secured screen, and accommodates tank recovery, spare tanks, and spare 
gaseous agent re-servicing tanks at 40 SF, net per station.  
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15. SPACE:  Fire Extinguisher Inspection (Flight Line) 
 
• FUNCTIONAL DESCRIPTION:   This room accommodates a work bench with adequate 

lighting to perform maintenance and service of extinguishers, safety cage, scale, 
recharge kit, and parts storage bins.  

 
• ADJACENCIES:  Shall be directly accessible from the Apparatus Bay. Based on 

installation requirements, shall have an outdoor agent storage area. 
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  160 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, easy to maintain, and slip resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects.  

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  Provide a hose bibb and eye wash fountain. A floor drain is required in this 

area that shall be self priming, or designed to prevent sewer gases from entering the 
occupied space by a proven and maintenance-free design.  

 
• HVAC: The area shall be kept under constant negative pressure to evacuate gaseous 

emissions from stored gear to the outside or filtration equipment that is designed to filter 
and remove gaseous emissions from equipment shall be provided. Provide a 
compressed air system with self-retracting lines at the work bench. 

 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. Provide task lighting at workstation.  
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• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area. 
PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide quad outlet at work bench and in locations where required to 
accommodate equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Entrance shall be double doors. Based on installation 

requirements, shall have an outdoor agent storage area. The outdoor storage area is 
covered, enclosed with a secured screen The outdoor storage area is covered, enclosed 
with a secured screen, and accommodates tank recovery, spare tanks, and spare 
gaseous agent re-servicing tanks at 40 SF, net per station.  
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16. SPACE:  Clean-Up Room 
 
• FUNCTIONAL DESCRIPTION:  This area provides showers and lockers for the fire 

station staff  to decontaminate themselves before entering the Living portion of the Fire 
Station. A service window shall be provided to the Protective Clothing Laundry room. 

• ADJACENCIES:  Shall be directly accessible from the Apparatus Bay.  The Clean-Up 
Room shall be adjacent to Protective Clothing Laundry Room and a service window 
provided.  

 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  160 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A base material, appropriate for the flooring 
material used, is required. Salient characteristics include easy to clean, durable (able to 
withstand wet and dirty conditions), easily repairable, easy to maintain, and slip 
resistant.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide skim-

coated cementicious backer board ceiling. Salient characteristics include durable and 
shall provide an aesthetically pleasing surface, free of sags or other defects.  

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device. 

 
• SERVICE WINDOW/FRAME:   Salient characteristics include durability.  
 
• PLUMBING:  Provide private shower stalls. See Special Requirements below for 

distribution. A floor drain is required in this area that shall be self priming, or designed to 
prevent sewer gases from entering the occupied space by a proven and maintenance-
free design.  

 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. 
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• COMMUNICATION:   
CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 12-in deep minimum solid surface 

materials for seating.  Provide 24-in. deep minimum resin based materials for showers. 
 

• SPECIAL REQUIREMENTS:  Provide sufficient floor areas for lockers. The following 
shall be provided: 

 Minimum two private showers w/ changing areas and full privacy doors shall be provided 
for One-Company Fire Stations. 

 Minimum two private showers w/ changing areas and full privacy doors shall be provided 
for Two-Company Fire Stations. 

 Minimum three private showers w/ changing areas and full privacy doors shall be 
provided for Three-Company Fire Stations. 
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17. SPACE:  Storage of Structural and ARFF Agent 
 
• FUNCTIONAL DESCRIPTION:   This area is a single-story structure utilized for ease of 

loading and unloading of firefighting agents.  
 
• ADJACENCIES:  Shall be separate from the Fire Station building and located along the 

drive leading into the Apparatus Bay. 
 
• OCCUPANTS: Fire Station Staff 
 
• MINIMUM AREA:  160 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

a sealed concrete surface sloped to drain. A non-skid, low-maintenance traffic coating 
may also be acceptable. A base material, appropriate for the flooring material used, is 
required. Salient characteristics include easy to clean, durable (able to withstand wet 
and dirty conditions), easily repairable, and easy to maintain.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU). Provide epoxy paints or industrial latex on all wall surfaces. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.  

      
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panel (ACP) or gypsum wall board (GWB) ceiling with industrial latex 
or epoxy paint. Salient characteristics include durable and shall provide an aesthetically 
pleasing surface, free of sags or other defects.  

 
• DOORS/FRAME:  Salient characteristics include easy to clean, easy to maintain and 

repair, and compliance to building codes.  Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Shall be fitted with a locking mechanism and 
lever type handle that allows the door to be opened from the inside while locked.  Doors 
shall be provided with self-closing device.  

 
• PLUMBING:  Provide a hose bibb and floor drain. Provide eye wash fountain. 
 
• HVAC: Provide per current codes. The area shall be kept under constant negative 

pressure to evacuate gaseous emissions from stored gear to the outside. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area. 
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PA/Audio. Provide a speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide quad outlet at work bench and in locations where required to 
accommodate equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Entrance shall be double doors. 
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18. SPACE:  Fire Chief’s Office Suite (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The area includes a typical office space and 

workstation. An adjacent private bedroom and private toilet/shower should be directly 
accessible from the Fire Chief’s Office.    

  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be adjacent to the Deputy Chief's Office and directly off the Lobby.  
 
• OCCUPANTS:  Fire Chief. 
 
• MINIMUM AREA:   

Fire Chief’s Office:  200 SF, Net. 
Fire Chief’s Dorm Room:  85 SF, Net. 
Fire Chief’s Toilet/Shower:  60 SF, Net.   

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

durable commercial carpeting in office and sleeping area. Provide ceramic tile and 
ceramic tile base in toilet/shower. A base material, appropriate for the flooring material 
used, is required. Base shall be sealed to the flooring in the toilet/shower. Salient 
characteristics include durable and easy to clean, repairable, easy to maintain, and slip 
resistant. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. In toilet/shower provide moisture and 
mildew resistant gypsum wall board. Provide a low-maintenance finish such as egg-shell 
latex paint. On all walls, a minimum 48” tall wainscot is required that is impervious to 
water and be able to withstand daily sanitizing. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. Consider providing vinyl wall 
coverings in the toilet/showers.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) in office and sleeping areas. Provide moisture resistant 
gypsum board ceiling in the toilet. Consider semi-gloss industrial paint in the toilet. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  Provide water closet, shower, and lavatory. Consider providing floor drain. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
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• FIRE PROTECTION:  Provide per current codes. Provide smoke and CO detectors. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computers and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk. In addition to the ambient and task lighting fixtures, provide a dedicated 
alert light fixture that is controllable from the Watch Desk/Dispatch and tied into the 
firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area and one outlet in the bedroom 
area. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertop.  Provide 24-in deep minimum resin based materials for shower. 
 
• SPECIAL REQUIREMENTS:   None. 
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19. SPACE:  Fire Chief’s Conference Room (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION: The area includes a space for a small conference table 

for 8 to 10 people. 
 
• ADJACENCIES:  Directly accessible from the corridor in the Administrative Office area. 
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  240 SF, Net.   
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

durable commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) ceiling. Salient 
characteristics include ease of accessibility to mechanical system above ceiling, durable, 
and shall provide an aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be provided with self-closing device and vision panel. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computers and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. In addition to the ambient lighting fixtures, provide a 
dedicated alert light fixture that is controllable from the Watch Desk/Dispatch and tied 
into the firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
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Visual. Provide outlets and data drops for an overhead projector and electric overhead 
projector screen. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   Provide retractable overhead screen and overhead 

projector mount. 
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20. SPACE:  Deputy Chief’s Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation.    
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be adjacent to the Fire Chief’s Suite and directly off the Lobby. 
 
• OCCUPANTS:  Fire Chief. 
 
• MINIMUM AREA:  120 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

durable commercial carpeting in office and sleeping areas. Salient characteristics 
include durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) ceiling. Consider egg-shell 
latex paint in office. Salient characteristics include ease of accessibility to mechanical 
system above ceiling, durable, and shall provide an aesthetically pleasing surface, free 
of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk. In addition to the ambient and task lighting fixtures, provide a dedicated 
alert light fixture that is controllable from the Watch Desk/Dispatch and tied into the 
firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
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CATV/Internal Video. Provide one outlet in the office area and one outlet in the bedroom 
area. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
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21. SPACE:  Station Officer’s Office/Watch Desk (Satellite Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This room provides space for the station officer and/or 

company officers to perform their administrative functions. The Station Officer’s office 
may serve to control public access to the station. If a Watch Desk function is required, it 
is typically included in the Station Officer’s Office. The Watch Desk receives emergency 
calls from the Dispatch and contains the security monitors for the station. It is usually 
occupied 24 hours a day/7 days a week. The room includes a typical office space and 
workstations for two people.  

  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station.  Shall 

be located directly off the Lobby. 
 
• OCCUPANTS:  Station Officer. 
 
• MINIMUM AREA:  230 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat.  
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide electrical and data outlets per current codes and as needed to 

support the extensive equipment required. Provide two additional quad outlets at the 
control center console. Provide a switch controlling operation of Apparatus Bay doors.   
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• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 
energy efficient light fixtures. Provide task lighting at control desk.  

 
• COMMUNICATION:   

CCTV. If CCTV is provided monitors for the facility cameras will be located here. Provide 
outlets required 
to support equipment. 
CATV/Internal Video. Provide outlets required to support required equipment. 
PA/Audio. Provide simultaneous light and audible control for the entire fire station. 
Telephone. Provide regular and secure multi-telephone line required to support switch 
board operation, telephone, and fax. 
Data. Provide regular and secure data outlets to support required equipment. 
Security. Provide vision panel to the Apparatus Bay. Provide pin pad/cipher electric lock 
with remote push button release and manual key override. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 45. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:    

Firefighter Alert System: Provide light and audible control for the following elements 
when the firefighter alert system is activated: Dorm Room lights (the dedicated alert 
light), corridor lights from Dorm Rooms to Apparatus Bay, and the Apparatus Bay lights.  

 
Provide a 36 in. (920 mm) free access area around the entire control console. Provide 
space for Emergency Information Systems computer. Provide tinted widows.  
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22. SPACE:  Assistant Chief/Shift Supervisor’s Suite (Headquarters Fire 
Stations only). 

 
• FUNCTIONAL DESCRIPTION:  The area includes a typical office space and 

workstation. An adjacent private bedroom and private toilet /shower shall be directly 
accessible from the Assistant Chief’s Office.    

 
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be adjacent to the Station’s Captain Suite and directly accessible from the corridor in the 
Administrative Office area. The private toilet/shower shall accessible from the Station’s 
Captain Dorm room, also. 

 
• OCCUPANTS:  Assistant Chief/Shift Supervisor. 
 
• MINIMUM AREA:   

Assistant Chief/Shift Supervisor’s Suite:  120 SF, Net. 
Assistant Chief/Shift Supervisor’s Dorm Room:  85 SF, Net. 
Assistant Chief/Shift Supervisor’s Toilet/Shower:  60 SF, Net.   

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:    In the 

Office and dorm areas, provide low maintenance sheet or tile vinyl flooring material. 
Consider providing commercial carpeting. Provide ceramic tile and ceramic tile base in 
toilet/shower. A base material, appropriate for the flooring material used, is required. 
Base shall be sealed to the flooring in the toilet/shower. Salient characteristics include 
durable and easy to clean, repairable, easy to maintain, and slip resistant. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Concrete masonry 

units (CMU) at shared walls with Apparatus Equipment & Maintenance areas.  GWB is 
an allowable material, including a furred application attached to the CMU walls. In the 
office and dorm room, provide a low-maintenance finish such as egg-shell latex paint. In 
toilet/shower provide moisture and mildew resistant gypsum wall board. Provide a low-
maintenance finish such as egg-shell latex paint. On all walls, a minimum 48” tall 
wainscot is required that is impervious to water and be able to withstand daily sanitizing. 
Salient characteristics include durable and easy to clean, repairable, and easy to 
maintain. Consider providing vinyl wall coverings in the toilet/showers. 
       

• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 
acoustical ceiling panels (ACP) in office and dorm areas. Provide moisture resistant 
gypsum board ceiling in the toilet. Consider semi-gloss industrial paint in the toilet. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 
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• PLUMBING:  Provide water closet, shower, and lavatory. Consider providing floor drain. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide smoke and CO detectors. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computers and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk. In addition to the ambient and task lighting fixtures, provide a dedicated 
alert light fixture that is controllable from the Watch Desk/Dispatch and tied into the 
firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet in the office area and one outlet in the bedroom 
area. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data drops as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertops.  Provide 24-in deep minimum resin based materials for 
shower. 

 
• SPECIAL REQUIREMENTS:   The Assistant Chief/Shift Supervisor‘s Suite will likely 

have CMU walls and more durable finishes than typical offices.  The Assistant 
Chief/Shift Supervisor‘s Suite walls shared with the Administrative & Training areas are 
allowed to be of materials other than CMU. 
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23. SPACE:  General Administration Storage 
 
• FUNCTIONAL DESCRIPTION:  This area is general storage for office supplies and 

other supplies. 
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor and/or Lobby in the Administrative Office area.  
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  80 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include durable and easy to clean, repairable, and easy to maintain.  A 
base material, appropriate for the flooring material used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.  

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 
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• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 40. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:  A minimum of 4 adjustable shelves with heavy duty 

standards and brackets will be provided.  Provide shelves on as many walls of the 
storage rooms as possible while maintaining adequate circulation space.  Shelving shall 
be able to support 100 pounds per lineal foot.   
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24. SPACE:  Lobby 
 
• FUNCTIONAL DESCRIPTION:  This area serves as the entrance to the facility and a 

gathering/waiting space for the visiting public. The Lobby should be recognizable from 
the outside as a well-lit, inviting space.  

  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station and is 

the main entrance into the Fire Station. 
 
• OCCUPANTS:  Fire Station Visitors. 
 
• MINIMUM AREA:  100 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include durable and easy to clean, repairable, and easy to maintain.  A 
base material, appropriate for the flooring material used, is required. Consider stone or 
quarry tile with stone or tile base.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. Consider providing vinyl wall 
coverings. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

decorative acoustical ceiling panels (ACP). Salient characteristics include ease of 
accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide a set of 
storefront double 3 foot by 7 foot doors, fitted with a locking mechanism and flush panic 
hardware at the entry.  To ensure maximum visibility, doors shall be fully glazed.  Doors 
shall be provided with self-closing device. 

 
• PLUMBING:  Provide water for an ABA compliant electric water cooler. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Consider outlets for display cases. 
 
• LIGHTING:  Provide per current codes. Consider decorative lighting fixtures and task 

lighting. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide speaker. 
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Telephone. Consider providing one line for local and toll-free calls or a pay phone. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:  

Provide airlock at main entrance when necessary.  
 
Consider a recessed, built-in mat at entry. 
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25. SPACE:  Public Toilet 
 
• FUNCTIONAL DESCRIPTION:  This area shall be an ABA compliant toilet area for 

visitors.   
 
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. 

Public toilets shall be located directly adjacent to the Lobby. Staff toilets shall be 
accessible from the corridors, and should be spread out around the facility. 

 
• OCCUPANTS: Visitor. 
 
• MINIMUM AREA:  48 SF, Net. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Floors 

shall able to keep water from getting under the flooring material. Salient characteristics 
include durable and easy to clean, repairable, easy to maintain, and slip resistant. A 
base material, appropriate for the flooring material used, is required. Base shall be 
sealed to the flooring.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Providing moisture 

and mildew resistant gypsum wall board. Provide a low-maintenance finish such as egg-
shell latex paint. On all walls, a minimum 48” tall wainscot is required that is impervious 
to water and be able to withstand daily sanitizing. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.    

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE. Provide moisture 

resistant gypsum board ceiling. Consider semi-gloss industrial paint. Salient 
characteristics include ease of accessibility to mechanical system above ceiling, durable, 
and shall provide an aesthetically pleasing surface, free of sags or other defects. 

 
• DOORS/FRAME:  Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Door shall be fitted 
with a locking mechanism and lever type handle that allows the door to be opened from 
the inside while locked.  Doors shall be provided with self-closing device.   

 
• PLUMBING:  1 ABA compliance water closet, and 1 ABA compliant lavatory.  A floor 

drain is required in this area that shall be self priming, or designed to prevent sewer 
gases from entering the occupied space by a proven and maintenance-free design.   

 
• HVAC:  Provide per current codes. Local exhaust vent above toilet.   
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
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Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertop.  
 
• SPECIAL REQUIREMENTS:  None. 
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26. SPACE:  Dispatch’s Suite (Headquarters Fire Stations only). 
 
• FUNCTIONAL DISCRIPTION:  The main access control point with direct visual contact 

with the entry, lobby, and public toilet. Responsible for receiving and dispatching fire 
related emergency calls. This area contains the security monitors for the station and is 
occupied 24 hours a day, 7 days a week. Provide a dedicated toilet and kitchenette, and 
dedicated IT room directly adjacent to and accessible from the Dispatch Room for staff 
use. Provide tinted windows. If possible, operators should be able to see exterior 
conditions. 

 
• ADJACENCIES:  This area is in the Administrative Office area of the Fire Station. This 

area is adjacent to lobby area.  Shall have direct visual control service window to and 
direct access to the Lobby. 

 
• OCCUPANTS:  Dispatch staff. 
 
• MINIMUM AREA:   

Dispatch’s Suite:  256 SF, Net. 
Dispatch’s Toilet:  48 SF, Net. 
Dispatch’s Kitchenette:  20 SF, Net.   

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  In the 

Dispatch and Kitchenette, provide low maintenance sheet or tile vinyl flooring material. 
Consider providing commercial carpeting. In the toilet, floors shall able to keep water 
from getting under the flooring material. A base material, appropriate for the flooring 
material used, is required. Base shall be sealed to the flooring in the toilet. Salient 
characteristics include durable and easy to clean, repairable, easy to maintain, and slip 
resistant. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: In the Dispatch and 

Kitchenette, provide a low-maintenance finish such as egg-shell latex paint. In the toilet, 
provide moisture and mildew resistant gypsum wall board. Provide a low-maintenance 
finish such as egg-shell latex paint. On all walls, a minimum 48” tall wainscot is required 
that is impervious to water and be able to withstand daily sanitizing. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain. 
Consider providing vinyl wall coverings in the toilet/shower. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  In the Dispatch 

and Kitchenette, provide acoustical ceiling panels (ACP). In the toilet, provide moisture 
resistant gypsum board ceiling. Consider semi-gloss industrial paint. Salient 
characteristics include ease of accessibility to mechanical system above ceiling, durable, 
and shall provide an aesthetically pleasing surface, free of sags or other defects.      
 

• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 
hardware shall be able to withstand constant opening and closing.  Door shall be fitted 
with a locking mechanism and lever type handle that allows the door to be opened from 
the inside while locked.  Doors shall be provided with self-closing device. 
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• SERVICE WINDOW/FRAME:   Provide window with pass-through transaction drawer. 
Salient characteristics include durability.  

 
• PLUMBING:  Provide an ABA-accessible toilet with a lavatory and water closet. Provide 

a kitchenette with a kitchen sink and disposal. 
 
• HVAC: Provide per current codes. Provide independent environmental control 

equipment. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes and as needed to support all 

equipment, including charging equipment for handhelds. Provide a switch controlling 
open only operation of Apparatus Bay doors. 

 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures and emergency battery back-up. Consider providing task 
lighting at control desk. 

 
• COMMUNICATION:   

CCTV. If CCTV is provided, monitors for the facility cameras will be located here. 
Provide outlets required. 
to support equipment. 
CATV/Internal Video. Provide outlets required to support equipment. 
PA/Audio. Provide a speaker and a microphone. 
Telephone. Provide regular and secure multi-telephone line required to support 
switchboard operation, telephone, and fax. 
Data. Provide regular and secure data outlets to support required equipment. 
Security. Provide pin pad/cipher electric lock with remote push button release and 
manual key override. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 49. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  At kitchenette, provide wall and base cabinets 

with 24-in deep solid surface counter.  Provide 24-in deep minimum solid surface 
materials for countertop.   

 
• SPECIAL REQUIREMENTS:  

Comply with the requirements for “Communication Centers” in NFPA 1221.  
 
Note that some equipment requires free access area around the entire control console. 
Design this space appropriate to the equipment being provided. Note any special 
requirements for the E911 system, if appropriate. If required for selected equipment, 
provide a conduit to the roof for a roof mounted antennae.  
 
Firefighter Alert System: Provide light and audible control for the following elements 
when the firefighter alert system is activated: Dorm Room lights (the dedicated alert 
light), corridor lights from Dorm Rooms to Apparatus Bay, and the Apparatus Bay lights. 
 
The generator must provide back-up power for all Dispatch Room systems. In addition, 
provide uninterrupted power supply (UPS) for the dispatch equipment. 
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27. SPACE:  UPS Room. 
• FUNCTIONAL DISCRIPTION:  This room houses the equipment racks for the Dispatch 

or Station Officer’s Office/Watch Desk area’s computer networks, telephone, 
communication feeds, and an Uninterrupted Power Source (UPS). 

• ADJACENCIES:  This area is in the Administrative Office area of the Fire Station. UPS 
room shall be provided adjacent to and accessible from the Dispatch or Station Officer’s 
Office/Watch Desk area. 

• OCCUPANTS:  Dispatch staff/Station Officer. 
 
• MINIMUM AREA:  60 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include easy 
to clean, maintain, and repair. A base material, appropriate for the flooring material used, 
is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE: Provide gypsum 

wall board (GWB) ceiling. Consider egg-shell latex paint. Salient characteristics include 
ease of accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Door shall be fitted 
with a locking mechanism and lever type handle that allows the door to be opened from 
the inside while locked.  Doors shall be provided with self-closing device. 

 
• SERVICE WINDOW/FRAME:   Provide window with pass-through transaction drawer. 

Salient characteristics include durability.  
 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes and as needed to support the 

extensive equipment required. Provide two additional quad outlets. Provide a transient 
voltage surge suppression panel board.   

 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
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PA/Audio. None required. 
Telephone. Provide telephone line as required to support equipment. 
Data. Provide data lines as required to support equipment. 
Security. Provide a cipher lock at the door. 

 
 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Comply with the requirements for USAISEC Technical 

Guide for Installation Information Infrastructure Architecture (I3A). 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Section: 01 10 00 W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 96 of 1083



Standard Design Criteria 
Fire Stations 
 

 59 

28. SPACE:  Telecommunications Room 
 
• FUNCTIONAL DISCRIPTION:  This room shall be used for the termination of all data 

and communication utilities in the facility. The equipment racks for the facility’s computer 
networks, telephone, communication feeds, and Uninterrupted Power Source (UPS) are 
housed in this room.  

• ADJACENCIES:  This area is in the Administrative Office area of the Fire Station. Shall 
be directly accessible from the corridor in the Administrative Office area and preferably 
centrally located in the facility. 

• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  180 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.  

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE: Provide gypsum 

wall board (GWB) ceiling. Consider egg-shell latex paint. Salient characteristics include 
ease of accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Door shall open 180 
degrees into the corridor.  Door shall be fitted with a locking mechanism and lever type 
handle that allows the door to be opened from the inside while locked.  Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes and as needed to support the 

extensive equipment required. Provide two additional quad outlets. Provide a transient 
voltage surge suppression panel board.   

 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
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PA/Audio. None required. 
Telephone. Provide telephone line as required to support equipment. 
Data. Provide data lines as required to support equipment. 
Security. Provide a cipher lock at the door. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:  Comply with the requirements for USAISEC Technical 

Guide for Installation Information Infrastructure Architecture (I3A). 
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29. SPACE:  Assistant Chief of Fire Prevention’s Office (Headquarters Fire 
Stations only). 

 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation.   
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be adjacent to and directly off the Fire Inspectors’ Office. 
 
• OCCUPANTS:  Assistant Chief of Fire Prevention. 
 
• MINIMUM AREA:  120 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
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PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data outlets as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 39. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
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30. SPACE:  Inspector(s)’ Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation.    
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be adjacent to Fire Inspectors’ Office. Shall be directly accessible from the corridor in the 
Administrative Office area. 

 
• OCCUPANTS:  Fire Inspector(s)’ Staff. 
 
• MINIMUM AREA:   

One Company Headquarters:  144 SF, Net. One Inspector 
Two Company Headquarters:  288 SF, Net. Two Inspectors 
Three Company Headquarters:  432 SF, Net. Three Inspectors   

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide task lighting at desk.  
 
• COMMUNICATION:   

CCTV. None required. 
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CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication per Fire Inspector’s 
workstation. 
Data. Provide data outlets as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 39. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
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31. SPACE:  Training Officer’s Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation.  Observation windows shall be provided to the Computer Training/Testing 
Room and Department Training Room to monitor and control access. 

  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor in the Administrative Office area. Shall be 
adjacent to the Department Training Room and Computer Training/Testing Room with 
an observation window to each room. 

 
• OCCUPANTS:  Training Officer. 
 
• MINIMUM AREA:  100 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• OBSERVATION WINDOW/FRAME:   Salient characteristics include durability. Glass 

shall be tinted for privacy. 
 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
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• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 
lighting at desk.  

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data outlets as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 39. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
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32. SPACE:  Department Training Room (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area is utilized for continuing education and 

training. It is sized to accommodate the entire on-duty population of the Fire Station. 
  
• ADJACENCIES:  This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor in the Administrative Office area. Shall be 
adjacent to and have direct access to Training Room Storage room. Shall be adjacent to 
the Training Officer’s Office and Computer Training/Testing Room with an observation 
window from the Training Officer’s Office. 

 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:   

One Company Headquarters:  420 SF, Net.  
Two Company Headquarters:  700 SF, Net.  
Three Company Headquarters:  980 SF, Net.  

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Provide independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Providing direct power to each work 

table. 
 
• LIGHTING:  Provide per current codes.  
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• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide data outlets to every workstation. Provide outlets and data drops for an 
overhead projector and electric overhead projector screen. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 45. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide overhead retractable screen and 

overhead projector mount. 
 
• SPECIAL REQUIREMENTS:   Provide audiovisual capabilities with phone and Internet 

connections for each training station. Provide retractable overhead screen and overhead 
projector mount. 
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33. SPACE: Training Room Storage (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area is storage for audiovisual equipment, media, 

and additional equipment and furnishings. 
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the Department Training Room.  
 
• OCCUPANTS:  Training Officer. 
 
• MINIMUM AREA:  80 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include durable and easy to clean, repairable, and easy to maintain.  A 
base material, appropriate for the flooring material used, is required. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.  

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 
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• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 40. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:  A minimum of 4 adjustable shelves with heavy duty 

standards and brackets will be provided.  Provide shelves on as many walls of the 
storage rooms as possible while maintaining adequate circulation space.  Shelving shall 
be able to support 100 pounds per lineal foot.   
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34. SPACE:  Computer Training/ Testing Room 
 
• FUNCTIONAL DESCRIPTION:  This area is utilized for Computer Training and Testing 

consisting of space for carrels for study and testing.  
 
• ADJACENCIES:  This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor in the Administrative Office area. Shall be 
adjacent to the Training Officer’s with an observation window from the Training Officer’s 
Office. 

 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  190 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Provide direct power to each 

computer/study carol and printer. 
 
• LIGHTING:  Provide per current codes.  Provide 50 ft. candles (540 Lux) with 

fluorescent energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. Provide video camera with monitor located in Training Officer’s Office. 
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CATV/Internal Video. None required. 
PA/Audio. Provide speaker. 
Telephone. None required. 
Data. Provide data outlets to all workstations and equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 49. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   None. 
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35. SPACE:  EMS Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation 
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor in the Administrative Office area.  
 
• OCCUPANTS:  EMS Staff. 
 
• MINIMUM AREA:  80 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 

W9126G-12-U-1005-0014Section: 01 10 00

Wednesday, January 02, 2013

Page 111 of 1083



Standard Design Criteria 
Fire Stations 
 

 74 

Telephone. Provide one line with internal two-way communication. 
Data. Provide data outlets as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 39. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

W9126G-12-U-1005-0014Section: 01 10 00

Wednesday, January 02, 2013

Page 112 of 1083



Standard Design Criteria 
Fire Stations 
 

 75 

36. SPACE:  HAZMAT/Safety Office (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  The room includes a typical office space and 

workstation 
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station. Shall 

be directly accessible from the corridor in the Administrative Office area.  
 
• OCCUPANTS:  HAZMAT/Safety Staff. 
 
• MINIMUM AREA:  120 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Multiple electrical and data outlets to 

be provided to accommodate computer and other office equipment.   
 
• LIGHTING:  Provide per current codes. Provide residential-style fixtures and task 

lighting at desk.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
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Telephone. Provide one line with internal two-way communication. 
Data. Provide data outlets as required by equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 39. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   None. 
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37. SPACE:  Day/Training Room (Includes Kitchen) 
 
• FUNCTIONAL DESCRIPTION:  The room shall be configured and furnished like a large 

residential kitchen/dining/living room. The dining area shall be flexible to accommodate 
various functions such as informal meetings and group training for the number of 
companies on duty. Provide means of natural light in the Dining area. Shall have 
comfortable seating for TV watching, reading, and relaxation in the living room area. 
Kitchen shall be sized to provide ample room for meal preparation for the entire facility’s 
overnight population. All kitchen appliances shall be light commercial grade. Separate 
dry and cold food storage shall be provided for each shift.  

 
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area.  
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:   

One Company:  648 SF, Net.  
Two Company:  1,296 SF, Net.  
Three Company:  1,944 SF, Net.  

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. In the Living Room area, consider 
providing durable commercial carpeting. Salient characteristics include durable and easy 
to clean, repairable, and easy to maintain. A base material, appropriate for the flooring 
material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint in the Dining and Living Room areas 
and semi-gloss industrial latex based paint in the Kitchen area. Salient characteristics 
include durable and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell paint. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide a set of 
exterior 3 foot by 7 foot doors, fitted with a locking mechanism and flush panic hardware 
at the exit. Doors shall be provided with self-closing device. 

 
• PLUMBING:  Provide two-basin, deep kitchen sink. Provide connections for the 

dishwashers, coffee and ice makers. A floor drain is required in this area that shall be 
self priming, or designed to prevent sewer gases from entering the occupied space by a 
proven and maintenance-free design.  
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• HVAC: Provide per current codes. Provide exhaust hood over kitchen stoves 
appropriate to the grade of equipment provided. 

 
• FIRE PROTECTION:  Provide per current codes. Refer to NFPA 96 to confirm fire 

protection requirements for the grade of kitchen equipment provided. Provide carbon 
monoxide and smoke detectors. 

 
• ELECTRICAL:  Provide outlets per current codes and to accommodate all kitchen 

equipment. Provide dedicated circuits as necessary to minimize power interruptions.   
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with 

incandescent energy efficient light fixtures. Consider residential-style lighting fixtures. 
Consider providing dimmers for all light fixtures. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide at least one outlet in the Day Room area. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide at least one outlet in the dining/training area. Consider providing outlets in 
the living room area.  In Satellite stations, provide outlets and data drops for an 
overhead projector and electric overhead projector screen. 

 Security. None required. 
 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 45. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide base and wall cabinets with 24-in. 

deep solid surface work counter. Provide a minimum of two separate dry storage closets 
or pantries (one for each of two shifts).  

 
• SPECIAL REQUIREMENTS:    

Kitchen area: Provide space for a large-capacity dishwasher, stove/range, exhaust hood, 
and free-standing ice maker. Provide space for a minimum of two separate refrigerators 
with freezers (one for each of two shifts), microwave oven, commercial-grade coffee 
maker, and toaster oven. All equipment shall be commercial grade.  
 
Dining/Training area: Provide space for dining table with chairs. In the Satellite stations, 
provide retractable overhead screen and overhead projector mount. 
 
Living Room area: Provide space for recliner armchairs, side tables, entertainment 
center, large-screen TV, VCR, and DVD player. Consider providing space for 
bookshelves and coffee table(s). 
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38. SPACE:  Dorm Rooms 
 
• FUNCTIONAL DESCRIPTION:  The rooms are the private quarters of the firefighters 

and are used for sleeping during 24-hour shifts. The room is shared between two 
firefighters of different crews/shifts so that the room is never occupied simultaneously. 
Shall provide space for individual wardrobes for each firefighter.  Shall provide space for 
a two-bed arrangement, giving each firefighter an individual bed and nightstand. The 
Dorm Rooms should be a comfortable, inviting space that promotes relaxation. 
Acoustical privacy between rooms is important. Provide means of natural light in every 
room. 

  
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the private corridor in the Living Area.  
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  One Dorm Room: 140 SF, Net. 

One Company- 5 Dorm Rooms:  700 SF, Net.  
Two Company- 10 Dorm Rooms:  1,400 SF, Net.  
Three Company- 15 Dorm Rooms:  2,100 SF, Net. 

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  
 

• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-
maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide gypsum 

wall board (GWB) with egg-shell latex paint. Salient characteristics include ease of 
accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Providing independent thermostat for each Dorm 

Room. 
 
• FIRE PROTECTION:  Provide per current codes. Provide carbon monoxide and smoke 

detectors. 
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• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes. In addition to the ambient and task lighting 

fixtures, provide a dedicated alert light fixture that is controllable from the Watch 
Desk/Dispatch and tied into the firefighting alert system with a red-tinted bulb or lens. 

 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide one outlet. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. Provide a data outlet. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:   Provide space for extra-long twin bed, night table, two 

wardrobes, desk and desk chair, desk light, and alarm clock. 
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39. SPACE:  Men Bathroom/Showers/Changing 
 
• FUNCTIONAL DESCRIPTION:  This area shall contain private water closets, lavatory 

and shower stalls with private changing areas for firefighters. 
•  
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area. 
 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:   

One Company:  250 SF, Net.  
Two Company:  325 SF, Net.  
Three Company:  350 SF, Net. 

 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

slip resistant ceramic tile. Floors shall be able to withstand the warm humid environment 
and shall be able to keep water from getting under the flooring material. Salient 
characteristics include durable and easy to clean, repairable, easy to maintain, and slip 
resistant. A base material, appropriate for the flooring material used, is required. Base 
shall be sealed to the flooring.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

and mildew resistant gypsum wall board. Provide a full-height hard tile finish on all walls 
that is impervious to water and shall be able to withstand daily sanitizing. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.       

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE. Provide skim-

coated cementicious backer board ceiling. Salient characteristics include ease of 
accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects. 

 
• DOORS/FRAME:  Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Doors shall be 
provided with self-closing device.   

 
• PLUMBING:  Provide shower stalls, lavatories, and water closets.  A floor drain is 

required in this area that shall be self priming, or designed to prevent sewer gases from 
entering the occupied space by a proven and maintenance-free design. Provide a hot 
water hose bibb under sink area to assist in disinfection.  
One-Company Station: Provide 2 water closets, 2 showers, and 2 lavatories.  
Two-Company Station: Provide 4 water closets, 4 showers, and 3 lavatories. 
Three-Company Station: Provide 4 water closets, 4 showers, and 4 lavatories. 
 

• HVAC:  Provide per current codes.  
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes.  
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• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Speaker required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertops.  Provide 24-in deep minimum resin based materials for 
showers, urinals, and toilet partitions.  

 
• SPECIAL REQUIREMENTS:  None. 
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40. SPACE:  Women Bathroom/Showers/Changing 
 
• FUNCTIONAL DESCRIPTION:  This area shall contain private water closets, lavatory 

and shower stalls with private changing areas for firefighters. 
•  
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area. 
 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:   

All Fire Stations:  150 SF, Net.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

slip resistant ceramic tile. Floors shall be able to withstand the warm humid environment 
and shall be able to keep water from getting under the flooring material. Salient 
characteristics include durable and easy to clean, repairable, easy to maintain, and slip 
resistant. A base material, appropriate for the flooring material used, is required. Base 
shall be sealed to the flooring.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

and mildew resistant gypsum wall board. Provide a full-height hard tile finish on all walls 
that is impervious to water and shall be able to withstand daily sanitizing. Salient 
characteristics include durable and easy to clean, repairable, and easy to maintain.    

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE. Provide skim-

coated cementicious backer board ceiling. Salient characteristics include ease of 
accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects. 

 
• DOORS/FRAME:  Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Doors shall be 
provided with self-closing device.   

 
• PLUMBING:  Provide shower stalls, lavatories, and water closets.  A floor drain is 

required in this area that shall be self priming, or designed to prevent sewer gases from 
entering the occupied space by a proven and maintenance-free design. Provide a hot 
water hose bibb under sink area to assist in disinfection.  
All Fire Stations: Provide 1 water closet, 1 shower, and 1 lavatory.  

 

• HVAC:  Provide per current codes.  
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
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CATV/Internal Video. None required. 
PA/Audio. Speaker required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertops.  Provide 24-in deep minimum resin based materials for 
showers and toilet partitions.  

 
• SPECIAL REQUIREMENTS:  None. 
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41. SPACE:  Fitness Room 
 
• FUNCTIONAL DESCRIPTION:  The room shall accommodate fitness machines, 

treadmill, stationary bicycle, elliptical machine, free weights and mats. Room shall be 
sized to provide free circulation. 

 
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area and shall be adjacent to, or in the 
proximity of, the Bathroom/Showers/Changing area.  

 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  437 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider a cork, sports, or 
rubberized flooring system. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell 
paint. Salient characteristics include ease of accessibility to mechanical system above 
ceiling, durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be a minimum of half-height glass and shall be provided 
with a minimum 24” wide sidelite. Doors shall be provided with self-closing device. 

 
• OBSERVATION WINDOW/FRAME:   Salient characteristics include durability.  
 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. In addition, provide 68 F (20 C) minimum, 74 F (23 C) 

maximum, less than 60% relative humidity, 20 cfm/person outside air and use CO2 
sensors to control outside air. Provide multi-speed ceiling fans. 

 
• FIRE PROTECTION:  Provide per current codes. Provide carbon monoxide and smoke 

detectors. 
 
• ELECTRICAL:  Provide outlets per current codes and provide wall or floor outlets to 

accommodate fitness machines such as treadmills, bikes, and stair-step machines.  
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• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. Provide at least one outlet in for wall mounted unit. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. None required. 

 Security. None required. 
 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide full-wall-height mirrors on at least one 

wall. 
 
• SPECIAL REQUIREMENTS:  None. 
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42. SPACE:  Additional Toilet/Shower (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area shall be lavatory, water closet, and shower 

area for Fire Station staff.   
 
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area. 
 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:  60 SF, Net. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Floors 

shall be able to withstand the warm humid environment and shall be able to keep water 
from getting under the flooring material. Salient characteristics include durable and easy 
to clean, repairable, easy to maintain, and slip resistant.  A base material, appropriate for 
the flooring material used, is required. Base shall be sealed to the flooring. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Providing moisture 

and mildew resistant gypsum wall board. Provide a low-maintenance finish such as egg-
shell latex paint. On all walls, a minimum 48” tall wainscot is required that is impervious 
to water and be able to withstand daily sanitizing. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant gypsum board ceiling. Consider semi-gloss industrial paint. Salient 
characteristics include ease of accessibility to mechanical system above ceiling, durable, 
and shall provide an aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be provided with self-closing device. 

 
• PLUMBING:  Provide water closet, shower, and lavatory. A floor drain is required in this 

area that shall be self priming, or designed to prevent sewer gases from entering the 
occupied space by a proven and maintenance-free design.   

 
• HVAC:  Provide per current codes. Local exhaust vent above toilet.   
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
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Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide 24-in deep minimum solid surface 

materials for countertops.  Provide 24-in deep minimum resin based materials for 
shower.  

 
• SPECIAL REQUIREMENTS:  None. 
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43. SPACE:  Laundry Room 
 
• FUNCTIONAL DESCRIPTION:  This room shall accommodate large heavy duty 

commercial washers and dryers, built-in laundry-folding table and wall-mounted drying 
rack for the firefighters’ personal use.    

 
• ADJACENCIES:   This area is in the Living Areas of the Fire Station. Shall be directly 

accessible from the corridor in the Living areas. 
 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:   

One Company:  80 SF, Net.  
Two Company:  160 SF, Net.  
Three Company:  240 SF, Net. 

 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Floors 

shall be able to withstand the warm humid environment and shall be able to keep water 
from getting under the flooring material. Salient characteristics include durable and easy 
to clean, repairable, easy to maintain, and slip resistant.  A base material, appropriate for 
the flooring material used, is required. Base shall be sealed to the flooring. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Providing moisture 

and mildew resistant gypsum wall board. Provide a low-maintenance finish such as egg-
shell latex paint. Salient characteristics include durable and easy to clean, repairable, 
and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panels (ACP) or moisture resistant gypsum wall board (GWB) 
with semi-gloss latex paint. Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  Provide water supply and drain to each washer. Provide a deep laundry 

sink. A floor drain is required in this area that shall be self priming, or designed to 
prevent sewer gases from entering the occupied space by a proven and maintenance-
free design.   

 
• HVAC:  Provide per current codes.   
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  Provide an additional outlet at the 

folding table. 
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• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide a built-in laundry-folding table and 

wall-mounted drying rack. 
 
• SPECIAL REQUIREMENTS:  Dryer vents shall be individually and directly vented to the 

outside.  A booster fan will be provided in the dryer vent when the travel distance 
exceeds 20 feet to the exterior. 
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44. SPACE:  Janitor’s Closet 
 
• FUNCTIONAL DESCRIPTION:   This room shall is utilized to store janitor’s equipment 

and cleaning supplies. 
 
• ADJACENCIES:   This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area and shall be adjacent to, or in the 
proximity of, the Bathroom/Showers/Changing area.  A Janitor’s Room shall be provided 
on the first floor of a Two-Story Fire Station directly accessible from the Administrative 
Area’s corridor also. 

 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:   

One-Story Fire Station:  48 SF, Net.  
Two-Story Fire Station:  48 SF, Net- First Floor and 48 SF, Net- Second Floor 

 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Floors 

shall be able to keep water from getting under the flooring material. Salient 
characteristics include durable and easy to clean, repairable, easy to maintain, and slip 
resistant. A base material, appropriate for the flooring material used, is required. Base 
shall be sealed to the flooring. 

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE:  Providing moisture 

and mildew resistant gypsum wall board. Provide a low-maintenance finish such as egg-
shell latex paint. Salient characteristics include durable and easy to clean, repairable, 
and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide moisture 

resistant acoustical ceiling panels (ACP) or gypsum wall board (GWB) with semi-gloss 
latex paint. Salient characteristics include ease of accessibility to mechanical system 
above ceiling, durable, and shall provide an aesthetically pleasing surface, free of sags 
or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be provided with self-closing device. 

 
• PLUMBING:  A utility (mop) sink is required. A floor drain is required in this area that 

shall be self priming, or designed to prevent sewer gases from entering the occupied 
space by a proven and maintenance-free design.   

 
• HVAC:  Provide per current codes.  Local exhaust vent required. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.   
 
• LIGHTING:  Provide per current codes.  
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• COMMUNICATION:   
CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 45. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  Adjustable with heavy duty standards and 

brackets shelves will be provided on at least one wall.  Shelves shall be able to support 
100 pounds per lineal foot.   

 
• SPECIAL REQUIREMENTS:  None. 
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45. SPACE:  Recreation Room (Headquarters Fire Stations only). 
 
• FUNCTIONAL DESCRIPTION:  This area accommodates up to two "game units", such 

as pool tables, foosball tables, ping pong tables or video game consoles.  Provide some 
acoustical separation from the Day/Training Room and the Dorm Rooms. 

  
• ADJACENCIES:  This area is in the Living Area of the Fire Station. Shall be directly 

accessible from the corridor in the Living Area and shall be adjacent to, or in the 
proximity of, the Day/Training Room.   

 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  420 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell paint. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked.  Doors shall be a minimum of half-height glass. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. Consider providing independent thermostat. 
 
• FIRE PROTECTION:  Provide per current codes. Provide carbon monoxide and smoke 

detectors. 
 
• ELECTRICAL:  Provide outlets per current codes. Provide power required to 

accommodate any game equipment. 
 
• LIGHTING:  Provide per current codes. Provide 50 ft. candles (540 Lux) with 

incandescent energy efficient light fixtures. Consider residential-style lighting fixtures. 
Consider providing dimmer for all light fixtures. 
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• COMMUNICATION:   
CCTV. None required. 
CATV/Internal Video. Provide at least one outlet. Consider height of outlet for a wall 
mounted television. 
PA/Audio. Provide speaker. 
Telephone. Provide one line with internal two-way communication. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 52. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   None. 
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46. SPACE:  Corridor 
 
• FUNCTIONAL DESCRIPTION:  Main Circulation Space. 
  
• ADJACENCIES:   Through Fire Station. 
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:   

One-Story Fire Station:  Portion of Net-To-Gross Ratio= 22%.  
Two-Story Fire Station:  Portion of Net-To-Gross Ratio= 30%.  

 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. Consider providing vinyl wall 
coverings. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell paint. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide 3 foot by 7 
foot doors, fitted with a locking mechanism and flush panic hardware at the entry/exits. 
Provide doors, fitted with passage hardware at the transitions doors. To ensure visibility, 
doors shall have vision panels.  Doors shall be provided with self-closing device. 

 
• PLUMBING:  Provide water for electric water coolers. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes. Consider outlets for display cases. 
 
• LIGHTING:  Provide per current codes. Provide 20 ft. candles (215 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. Provide at least one outlet. 
CATV/Internal Video. None required. 
PA/Audio. Provide speaker. 
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Telephone. None required  
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 45. 
•  
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS: Corridor SHALL have a minimum clear width of NO LESS 

THAN 5’-0” in the Living Area.  Corridor SHALL have a minimum clear width of NO 
LESS THAN 6’-0” in the Administration and Training areas. An ABA compliant bi-level 
electric water cooler shall be provided in the Administration and Training areas. An 
electric water cooler shall be provided in the Living Area. 
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47. SPACE:  Vending 
 
• FUNCTIONAL DESCRIPTION:  This area accommodates for two or more vending 

machines for snacks and drinks. 
  
• ADJACENCIES:   One location off of Corridor. Can be located in the Recreation Room. 
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  40 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. Consider providing vinyl wall 
coverings. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell paint. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide 3 foot by 7 
foot doors, fitted with a locking mechanism and flush panic hardware at the entry/exits. 
Provide doors, fitted with passage hardware at the transitions doors. To ensure visibility, 
doors shall have vision panels.  Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes.  
 
• ELECTRICAL:  Provide outlets per current codes. Provide outlets and power required 

by vending machines. 
 
• LIGHTING:  Provide per current codes. Provide 20 ft. candles (215 Lux) with fluorescent 

energy efficient light fixtures. 
 
• COMMUNICATION:   

CCTV. Provide at least one outlet. 
CATV/Internal Video. None required. 
PA/Audio. Provide speakers and horns with visual element. 
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Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS: None 
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48. SPACE:  Emergency Operations Center (Installation Requirement Only). 
 
• FUNCTIONAL DESCRIPTION:  This area, as dictated by Installation mission 

requirements is a specialized conference room used in cases of major operations to 
manage and coordinate rescue and emergency service efforts. It should be set up to 
handle planned and ad-hoc meetings and a high volume of telephone and computer 
communications.  

 
• ADJACENCIES:   Locate EOC Situation Room in an interior area of the building, 

adjacent to the Dispatch. Classified information may be accessed in this room.  
 
• OCCUPANTS:  EOC Staff. 
 
• MINIMUM AREA:  Per Room: 320 SF, Net. 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Consider providing durable 
commercial carpeting. Salient characteristics include durable and easy to clean, 
repairable, and easy to maintain. A base material, appropriate for the flooring material 
used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain. Consider providing vinyl wall 
coverings. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP). Salient characteristics include ease of accessibility to 
mechanical system above ceiling, durable, and shall provide an aesthetically pleasing 
surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide doors, fitted 
with a locking mechanism and flush panic hardware at the entry/exit. Doors shall be 
provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes and to support all equipment. 
 
• LIGHTING:  Provide per current codes.  
 
 
• COMMUNICATION:   

CCTV. Provide outlets required to support equipment. 
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CATV/Internal Video. Provide outlets required to support equipment. 
PA/Audio. Provide a speaker and a microphone. 
Telephone. Provide regular and secure multi-telephone line required to support 
telephone and fax. 
Data. Provide regular and secure data outlets to support required equipment. 
Security. None required. 

 
• ACOUSTICS:  Provide partition and door construction with a minimum STC rating of 49. 
•  
• CASEWORKS/BUILT-IN EQUIPMENT:  Provide a retractable projector screen and 

overhead projector mount. Consider providing built-in case work such as a counter and 
base cabinets.  

 
• SPECIAL REQUIREMENTS: If classified information at SECRET level shall be 

accessed in this room, address security, visibility, and data handling issues in 
accordance with the USAISEC Technical Guide for the Integration of SIPRNET and AR 
380-5.   
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49. SPACE:  Recycle Room/Space 
 
• FUNCTIONAL DESCRIPTION:  An accessible area that serves the entire building and is 

dedicated to the collection and storage of non-hazardous materials for recycling, 
including at a minimum:  paper, corrugated cardboard, glass, plastics, and metals. 

  
• ADJACENCIES:  Shall be directly accessible from the corridor of the Fire Station.   
 
• OCCUPANTS:  Fire Station Staff. 
 
• MINIMUM AREA:  20 SF, Net.  
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

low maintenance sheet or tile vinyl flooring material. Salient characteristics include 
durable and easy to clean, repairable, and easy to maintain. A base material, 
appropriate for the flooring material used, is required.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include durable 
and easy to clean, repairable, and easy to maintain.   

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

acoustical ceiling panels (ACP) or gypsum wall board (GWB) with egg-shell paint. 
Salient characteristics include ease of accessibility to mechanical system above ceiling, 
durable, and shall provide an aesthetically pleasing surface, free of sags or other 
defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Shall be fitted with a 
locking mechanism and lever type handle that allows the door to be opened from the 
inside while locked. Doors shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. Provide a smoke detector. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 
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• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   The Recycle Room/Space only has to be a space. It can 

be allocated within another Fire Station’s room. 
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50. SPACE:  Mechanical Room 
 
• FUNCTIONAL DESCRIPTION:  This area supports the Fire Station’s mechanical 

functions. 
 
• ADJACENCIES:   Shall be directly accessible from the service drive.  
 
• OCCUPANTS: Fire Station’s mechanical equipment. 
 
• MINIMUM AREA:   

One-Story Fire Station:  Portion of Net-To-Gross Ratio= 22%.  
Two-Story Fire Station:  Portion of Net-To-Gross Ratio= 30%.  

 
• CEILING HEIGHT:  Provide per current codes. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

per current codes. 
 
 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide per current 

codes. 
       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE Provide per current 

codes. 
 
• DOORS/FRAME:   Salient characteristics include durability. Provide a set of double 3 

foot by 7 foot doors, fitted with a locking mechanism and lever type handle that allows 
the door to be opened from the inside while locked. Doors, frames, and hardware shall 
be able to withstand constant opening and closing. Doors shall be provided with self-
closing device. 

 
• PLUMBING:  Provide per current codes. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide per current codes. 
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• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   Provide per current codes. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

W9126G-12-U-1005-0014Section: 01 10 00

Wednesday, January 02, 2013

Page 142 of 1083



Standard Design Criteria 
Fire Stations 
 

 105 

51. SPACE:  Electrical Room 
 
• FUNCTIONAL DESCRIPTION:  This area supports the Fire Station’s electrical 

functions. 
 
• ADJACENCIES:   Shall be directly accessible from the service drive.  
 
• OCCUPANTS: Fire Station’s electrical equipment. 
 
• MINIMUM AREA:   

One-Story Fire Station:  Portion of Net-To-Gross Ratio= 22%.  
Two-Story Fire Station:  Portion of Net-To-Gross Ratio= 30%.  

 
• CEILING HEIGHT:  Provide per current codes. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

per current codes. 
 
 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide per current 

codes. 
       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE Provide per current 

codes. 
 
• DOORS/FRAME:   Salient characteristics include durability. Provide a 3 foot by 7 foot 

door, fitted with a locking mechanism and lever type handle that allows the door to be 
opened from the inside while locked. Doors, frames, and hardware shall be able to 
withstand constant opening and closing. Doors shall be provided with self-closing 
device. 

 
• PLUMBING:  Provide per current codes. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  Provide per current codes. 
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• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   Provide per current codes. 
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52. SPACE:  Patio 
 
• FUNCTIONAL DESCRIPTION:  This area shall be provided for firefighters to relax and 

grill.  
 
• ADJACENCIES:   Shall be adjacent to and with direct access to the Dayroom/Training 

Room. 
 
• OCCUPANTS: Fire Station Staff. 
 
• MINIMUM AREA:   

One or Two Company Fire Station:  150 SF, Net. 
Three Company Fire Station:  250 SF, Net. 

 
• CEILING HEIGHT:  None.  
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  

Concrete. Consider brick or stone paver accents. 
 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: None. 
       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE None. Consider 

providing shade structures. 
 
• DOORS/FRAME:   None. 
 
• PLUMBING:  Provide per current codes. Provide hose bibb and if natural gas is 

available provide a gas connection for an external grill. 
 
• HVAC: None. 
 
• FIRE PROTECTION:  None. If an attached awning is provided, refer to NFPA 13 for the 

requirements. 
 
• ELECTRICAL:  Provide exterior outlets per current codes.  Provide minimum of four 

weatherproof GFCI outlets.  
 
• LIGHTING:  Provide per current codes.  Provide .5 ft. candles (11 Lux) with energy 

efficient outdoor light fixtures. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide a speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
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• SPECIAL REQUIREMENTS:   None. 
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53. SPACE:  Canopy 
 
• FUNCTIONAL DESCRIPTION:  This area shall be provided for weather protection at the 

main entrance to the Fire Station 
 
• ADJACENCIES:   Shall be directly off of the Lobby entrance of the Fire Station. 
 
• OCCUPANTS: Fire Station Staff. 
 

MINIMUM AREA:  40 SF, Net. (Half of 80 SF, per US Army Technical Instructions 800-
01 (TI 800-01), Design Criteria). 
 

• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  

Concrete. Consider brick or stone paver accents.  
 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: None.  
       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include durable, and shall provide an aesthetically pleasing surface, free 
of sags or other defects.   

 
• DOORS/FRAME:   None. 
 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes.  
 
• LIGHTING:  Provide per current codes.  
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. Provide speaker. 
Telephone. None required. 
Data. None required. 
Security. None required. 

 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None. 
 
• SPECIAL REQUIREMENTS:   None. 
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54. SPACE:  Vestibule (As required by geographical location, in lieu of the Canopy). 
 
• FUNCTIONAL DESCRIPTION:  This area serves as the entrance/exit to the facility. The 

Vestibule should be recognizable from the outside as a well-lit, inviting space.  
  
• ADJACENCIES:   This area is in the Administrative Office area of the Fire Station and is 

the main entrance into the Fire Station. 
 
• OCCUPANTS:  Fire Station Visitors. 
 
• MINIMUM AREA:  Each: 80 SF, Net 
 
• CEILING HEIGHT:  8 ft. minimum. 
 
• MINIMUM FLOOR and BASE CONSTRUCTION/SURFACE PERFORMANCE:  Salient 

characteristics include easy to clean, maintain, and repair.  A base material, appropriate 
for the flooring material used, is required. Consider stone or quarry tile with stone or tile 
base.  

 
• MINIMUM WALL CONSTRUCTION/SURFACE PERFORMANCE: Provide a low-

maintenance finish such as egg-shell latex paint. Salient characteristics include easy to 
repair, easy to maintain, and durable. Consider providing vinyl wall coverings. 

       
• MINIMUM CEILING CONSTRUCTION/SURFACE PERFORMANCE:  Provide 

decorative acoustical ceiling panels (ACP). Salient characteristics include ease of 
accessibility to mechanical system above ceiling, durable, and shall provide an 
aesthetically pleasing surface, free of sags or other defects.   

 
• DOORS/FRAME:   Salient characteristics include durability.  Doors, frames, and 

hardware shall be able to withstand constant opening and closing.  Provide a set of 
storefront double 3 foot by 7 foot doors, fitted with a locking mechanism and flush panic 
hardware at the entry.  To ensure maximum visibility, doors shall be fully glazed.  Doors 
shall be provided with self-closing device. 

 
• PLUMBING:  None. 
 
• HVAC: Provide per current codes. 
 
• FIRE PROTECTION:  Provide per current codes. 
 
• ELECTRICAL:  Provide outlets per current codes. 
 
• LIGHTING:  Provide per current codes. Consider decorative lighting fixtures and task 

lighting. 
 
• COMMUNICATION:   

CCTV. None required. 
CATV/Internal Video. None required. 
PA/Audio. None required. 
Telephone. None required. 
Data. None required. 
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Security. None required. 
 
• ACOUSTICS:  None. 
 
• CASEWORKS/BUILT-IN EQUIPMENT:  None  
 
• SPECIAL REQUIREMENTS:  

Provide airlock at main entrance when necessary.  
 
Consider a recessed, built-in mat at entry. 
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55. SPACE:  Site/Building Exterior 
 
• The layout of the parking lot and traffic circulation must consider the safety of the Fire 

Station staff and visitors when entering and departing the facility.  Access drives to staff 
and public parking should not cross the vehicle access drive out of the Apparatus Bay. If 
the parking lot design requires crosswalks, as a minimum, these must be painted and 
identifiable with signage in appropriate locations to ensure the safety of the personnel 
and visitors. 

 
• Provide parking for authorized Fire Station staff. Parking area shall be sized to 

accommodate two shifts. Visitor parking shall be separate from staff parking. 
 
• All sidewalks must be ABA compliant. 
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4.0 APPLICABLE CRITERIA 

Unless a specific document version or date is indicated, use criteria from the most current references, 
including any applicable addenda, unless otherwise stated in the contract or task order, as of the date of 
the Contractor’s latest accepted proposal or date of issue of the contract or task order solicitation, 
whichever is later.  In the event of conflict between References and/or Applicable Military Criteria, apply 
the most stringent requirement, unless otherwise specifically noted in the contract or task order.

4.1. INDUSTRY CRITERIA

Applicable design and construction criteria references are listed in Table 1 below.  This list is not intended 
to include all criteria that may apply or to restrict design and construction to only those references listed.  
See also Paragraph 3 for additional facility-specific applicable criteria.

Table 1:  Industry Criteria

Air Conditioning and Refrigeration Institute (ARI)

ARI 310/380 Packaged Terminal Air-Conditioners and Heat Pumps

ARI 440 Room Fan-Coil and Unit Ventilator

ANSI/ARI 430-99 Central Station Air Handling Units

ARI 445 Room Air-Induction Units

ARI 880 Air Terminals

Air Movement and Control Association (AMCA)

AMCA 210 Laboratory Methods of Testing Fans for Rating

American Architectural Manufacturers Association (AAMA)

AAMA 605 Voluntary Specification Performance Requirements and Test 
Procedures for High Performance Organic Coatings on Aluminum 
Extrusions and Panels

AAMA 607.1 Voluntary Guide Specifications and Inspection Methods for Clear 
Anodic Finishes for Architectural Aluminum

AAMA 1503 Voluntary Test Method for Thermal Transmittance and Condensation 
Resistance of Windows, Doors, and Glazed Wall Sections

American Association of  State Highway  and Transportation Officials (AASHTO)
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Roadside Design Guide [guardrails, roadside safety devices]

Standard Specifications for Transportation Materials and Methods of 
Sampling and Testing [Road Construction Materials]

Standard Specifications for Structural Supports for Highway  Signs, 
Luminaires and Traffic Signals

Guide for Design of Pavement Structures, Volumes 1 and 2 [pavement 
design guide]

A Policy of Geometric Design of Highways and Streets

American Bearing Manufacturers Association (AFBMA)

AFBMA Std. 9 Load Ratings and Fatigue Life for Ball Bearings

AFBMA Std. 11 Load Ratings and Fatigue Life for Roller Bearings

American Boiler Manufacturers Association (ABMA)

ABMA ISEI Industry Standards and Engineering Information

American Concrete Institute

ACI 302.2R Guide for Concrete Slabs that Receive Moisture-Sensitive Flooring 
Materials

ACI 318 Building Code Requirements for Structural Concrete

ACI SP-66 ACI Detailing Manual

ACI 530 Building Code Requirements for Masonry Structures

ADA Standards for Accessible Design

See US Access Board  ADA and ABA Accessibility Guidelines for Buildings and Facilities, 

Chapters 3-10.

American Institute of Steel Construction (AISC)

Manual of Steel Construction – 13th Edition (or latest version)
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American Iron and Steel Institute

AISI S100 North American Specification for the Design of Cold-Formed Steel 
Structural Members

American National Standards Institute 11 (ANSI)

ANSI Z21.10.1 Gas Water Heaters Vol. 1, Storage water Heaters with Input Ratings of 
75,000 Btu per Hour or less

ANSI Z124.3 American National Standard for Plastic Lavatories

ANSI Z124.6 Plastic Sinks

ANSI Z21.45 Flexible Connectors of Other Than All-Metal Construction for Gas 
Appliances

ANSI/IEEE C2 National Electrical Safety Code

ANSI/AF&PA NDS National Design Specification for Wood Construction

American Society of Civil Engineers (ASCE)

ASCE 7 Minimum Design Loads for Buildings and Other Structures

ASCE 37 Design and Construction of Sanitary and Storm Sewers, Manuals and 
Reports on Engineering Practice [sanitary sewer and storm drain design 
criteria]

ASCE/SEI 31-03 Seismic Evaluation of Existing Buildings [Existing Building 
Alteration/Renovation]

ASCE/SEI 41-06 Seismic Rehabilitation of Existing Buildings [Existing Building 
Alteration/Renovation]

American Society of Heating, Refrigerating and Air Conditioning Engineers (ASHRAE)

ASHRAE 90.1 ANSI/ASHRAE/IESNA 90.1, Energy Standard for Buildings Except Low-
Rise Residential Buildings

ASHRAE Guideline 0 The Commissioning Process

ASHRAE Guideline 1.1 The HVAC Commissioning Process
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ASHRAE Handbooks  Fundamentals, HVAC Applications, Systems and Equipment, 
Refrigeration (Applicable, except as otherwise specified)

ASHRAE Standard 15 Safety Standard for Refrigeration Systems

ASHRAE Standard 62.1 Ventilation for Acceptable Indoor Air Quality

ASHRAE Standard 55 Thermal Environmental Conditions for Human Occupancy (Design 
portion is applicable, except where precluded by other project 
requirements.)

ASHRAE Standard 189.1 Standard for the Design of High-Performance Green Buildings (ANSI 
Approved; USGBC and IES Co-sponsored), - (APPLICABLE TO THE 
EXTENT SPECIFICALLY CALLED OUT IN THE CONTRACT)

American Society of Mechanical Engineers International (ASME)

ASME BPVC SEC VII Boiler and Pressure Vessel Code:  Section VII Recommended 
Guidelines for the Care of Power Boilers

ASME A17.1 Safety Code for Elevators and Escalators

ASME B 31 (Series) Piping Codes

American Water Works Association (AWWA)

Standards [standards for water line materials and construction]

American Welding Society

Welding Handbook

Welding Codes and Specifications (as applicable to application, see 
International Building Code for example)

Architectural Woodwork Institute (AWI)

Latest Version AWI Quality Standards  

Associated Air Balance Council (AABC)

AABC MN-1 National Standards for Testing and Balancing Heating, Ventilating, and 
Air Conditioning Systems
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AABC Associated Air Balance Council Testing and Balance Procedures

ASTM International

ASTM C1060-90( Standard Practice for Thermographic Inspection of Insulation 
Installations in Envelope Cavities of Frame Buildings

ASTM E 779 Standard Test Method for Determining Air Leakage Rate by Fan 
Pressurization

ASTM E1827-96 Standard Test Methods for Determining Airtightness of Buildings Using 
an Orifice Blower Door

Builders Hardware Manufacturers Association (BHMA)

ANSI/BHMA The Various BHMA American National Standards

Building Industry Consulting Service International

Telecommunications Distribution Methods Manual (TDMM)

Customer-Owned Outside Plant Design Manual (CO-OSP)

Code of Federal Regulations (CFR)

49 CFR 192 Transportation of Natural and Other Gas by Pipeline:  Minimum Federal 
Safety Standards

10 CFR 430 Energy Conservation Program for Consumer Products

Consumer Electronics Association

CEA 709.1B Control Network Protocol Specification

CEA 709.3 Free-Topology Twisted-Pair Channel Specification

CEA 852 Tunneling Component Network Protocols Over Internet Protocol 
Channels

Electronic Industries Association (EIA)

ANSI/EIA/TIA 568 Structured Cabling Series
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ANSI/EIA/TIA 569 Commercial Building Standard for Telecommunications Pathways and 
Spaces (includes  ADDENDA)

ANSI/TIA/EIA-606 Administrative Standard for the Telecommunications Infrastructure of 
Commercial Buildings

J-STD EIA/TIA 607 Commercial Building Grounding and Bonding Requirements for 
Telecommunications

Federal Highway Administration (FHWA)

Manual on Uniform Traffic Control Devices for Streets and Highways 
[signage and pavement markings for streets and highways]

FHWA-NHI-01-021  Hydraulic Engineering Circular No. 22, Second Edition, URBAN 
DRAINAGE DESIGN MANUAL

Illuminating Engineering Society of  North America (IESNA)

IESNA RP-1 Office Lighting

IESNA RP-8 Roadway Lighting

IESNA Lighting Handbook Reference and Application

Institute of Electrical and Electronics Engineers Inc. (IEEE)

Standard for Use of the International System of Units (SI):  the Modern 
Metric System

Standard 1100 Recommended Practice for Powering and Grounding Sensitive 
Electronic Equipment

International Code Council (ICC)

IBC International Building Code

Note: All references in the International Building Code to the 
International Electrical Code shall be considered to be references to 
NFPA 70.

All references in the International Building Code to the International 
Fuel Gas Code shall be considered to be references to NFPA 54 and 
NFPA 58.

All references in the International Building Code to the International Fire 
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Code and Chapter 9 shall be considered to be references to Unified 
Facilities Criteria (UFC) 3-600-01.

IMC International Mechanical Code – 

Note: For all references to “HEATING AND COOLING 
LOAD CALCULATIONS”, follow ASHRAE 90.1

Note: For all references to “VENTILATION”, follow 
ASHRAE 62.1

IRC International Residential Code

IPC International Plumbing Code

IEC Energy Conservation Code (IEC) –Applicable only to the extent 
specifically referenced herein. Refer to Paragraph 5, ENERGY 
CONSERVATION requirements. 

IGC International Gas Code - not applicable.  Follow NFPA 54, National Fuel 
Gas Code and NFPA 58, Liquified Petroleum Gas Code.

International Organization for Standardization (ISO)

ISO 6781:1983 Qualitative detection of thermal irregularities in building envelopes – 
infrared method

LonMark International (LonMark)

LonMark Interoperability 
Guidelines

(available at www.lonmark.org), including: Application Layer Guidelines, 
Layer 1-6 Guidelines, and External Interface File (XIF) Reference Guide

LonMark Resource Files (available at www.lonmark.org), including Standard Network Variable 
Type (SNVT) definitions

Metal Building Manufacturers Association (MBMA)

Metal Building Systems Manual

Midwest Insulation Contractors Association (MICA)

National Commercial and Industrial Insulation Standards Manual

National Association of Corrosion Engineers International (NACE)
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NACE RP0169 Control of External Corrosion on Underground or Submerged Metallic 
Piping Systems

NACE RP0185 Extruded, Polyolefin Resin Coating Systems with Adhesives for 
Underground or Submerged Pipe

NACE RP0285 Corrosion Control of Underground Storage Tank Systems by Cathodic 
Protection

NACE RP0286 Electrical Isolation of Cathodically Protected Pipelines

National Electrical Manufacturers Association (NEMA)

National Environmental Balancing Bureau (NEBB)

Procedural Standards Procedural Standards for Testing Adjusting 
Balancing of Environmental Systems

National Fire Protection Association (NFPA)

NFPA 10 Standard for Portable Fire Extinguishers

NFPA 13 Installation of Sprinkler Systems

NFPA 13R Residential Occupancies up to and Including Four Stories in Height 
Sprinkler Systems

NFPA 14 Standard for the Installation of Standpipes and Hose Systems

NFPA 20 Installation of Centrifugal Fire Pumps

NFPA 24

NFPA 25

Standard for the Installation of Private Fire Service Mains and Their 
Appurtenances [underground fire protection system design]

Inspection, Testing And Maintenance Of Water-Based Fire Protection 
Systems

NFPA 30 Flammable and Combustible Liquids Code

NFPA 30A Motor Fuel Dispensing Facilities and Repair Garages

NFPA 31 Installation of Oil Burning Equipment

NFPA 54 National Fuel Gas Code
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NFPA 58 Liquefied Petroleum Gas Code

NFPA 70 National Electrical Code

NFPA 70E Standard for Electrical Safety in the Workplace

NFPA 72 National Fire Alarm Code

NFPA 76 Fire Protection of Telecommunications Facilities

NFPA 80 Standard for Fire Doors and Fire Windows

NFPA 90a Installation of Air Conditioning and Ventilating Systems

NFPA 96 Standard for Ventilation Control and Fire Protection of Commercial 
Cooking Operations

NFPA 101 Life Safety Code

NFPA 780 Standard for the Installation of Lightning Protection Systems

National Roofing Contractor’s Association (NRCA)

Roofing and Waterproofing Manual

National Sanitation Foundation, International

NSF/ANSI Std. 2, 3, 4, 5, 6, 
7, 8, 12, 13, 18, 20, 21, 25, 
29, 35, 36, 37, 51, 52, 59, 
169

Food Equipment Standards

ANSI/UL Std. 73, 197, 471, 
621, 763

Food Equipment Standards

CSA Std. C22.2 No. 109, 
120, 195

Food Equipment Standards

Occupational Safety and Health Administration (OSHA)

Title 29, Part 1926 OSHA Construction Industry Standards, Title 29, Code of Federal 
Regulations, Part 1926, Safety and Health Regulations for Construction
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Plumbing and Drainage Institute (PDI)

PDI G 101 Testing and Rating Procedure for Grease Interceptors with Appendix of 
Sizing and Installation Data

PDI WH201 Water Hammer Arrestors

Precast Concrete Institute

PCI Design Handbook Precast and Prestressed Concrete

Sheet Metal and Air Conditioning Contractor’s National Association (SMACNA)

SMACNA HVAC Duct 
Construction Standards

HVAC Duct Construction Standards - Metal and Flexible

SMACNA Architectural 
Manual

Architectural Sheet Metal Manual

SMACNA HVAC TAB HVAC Systems - Testing, Adjusting and Balancing

State/Local Regulations

State Department of Transportation Standard Specifications for 
Highway and Bridge Construction

Sedimentation and Erosion Control Design Requirements

Environmental Control Requirements

Storm Water Management Requirements

Steel Door Institute (SDI)

ANSI A250.8/SDI 100 Standard Steel Doors and Frames

Steel Deck Institute

SDI Diaphragm Design Manual

Steel Joist Institute

Catalog of Standard Specifications and Load Tables for Steel Joists and 
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Joist Girders

Underwriters Laboratories (UL)

UL 96A Installation Requirements for Lightning Protection Systems

UL 300 Standard for Safety for Fire Testing of Fire Extinguishing Systems for 
Protection of Restaurant Cooking Areas

UNITED STATES ACCESS BOARD:  U.S.  ARCHITECTURAL AND TRANSPORTATION 
BARRIERS COMPLIANCE BOARD

ADA and ABA Accessibility 
Guidelines for Buildings and 
Facilities

ABA Accessibility Standard for DoD Facilities

Derived from the ADA and ABA Accessibility Guidelines: Specifically 
includes: ABA Chapters 1 and 2 and Chapters 3 through 10.  

Use this reference in lieu of IBC Chapter 11.

Excluded are:

(a) Facilities, or portions of facilities, on a military installation that are 
designed and constructed for use exclusively by able-bodied military 
personnel (See Paragraph 3 for any reference to this exclusion).

(b) Reserve and National Guard facilities, or portions of such facilities, 
owned by or under the control of the Department of Defense, that are 
designed and constructed for use exclusively by able-bodied military 
personnel. (See paragraph 3 for any reference to this exclusion).

U.S. DEPARTMENT OF HEALTH AND HUMAN SERVICES

FDA National Food Code

U.S. GREEN BUILDING COUNCIL (USGBC)

LEED-NC
Green Building Rating System for New Construction & Major 
Renovations
Application Guide for Multiple Buildings and On-Campus Building 
Projects

4.2. MILITARY CRITERIA

The project shall conform to the following criteria. Certain design impacts and features due to these 
criteria are noted for the benefit of the offeror.  However, all requirements of the referenced criteria will be 
applicable, whether noted or not, unless otherwise specified herein.

4.2.1. Energy Policy Act of 2005 (Public Law 109-58) (applies only to the extent specifically 
implemented in the contract, which may or may not directly cite or reference EPACT)
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4.2.2. Executive Order 12770: Metric Usage In Federal Government

(a) Metric design and construction is required except when it increases construction cost.  Offeror to 
determine most cost efficient system of measurement to be used for the project.

4.2.3. TB MED 530:  Occupational and Environmental Health Food Sanitation

4.2.4. Unified Facilities Criteria (UFC) 3-410-01FA:  Heating, Ventilating, and Air Conditioning - 
applicable only to the extent specified in paragraph 5, herein.

4.2.5. Deleted.

4.2.6. UFC 3-600-01 Design: Fire Protection Engineering for Facilities. Use the latest edition of the IBC 
in coordination with this UFC.   Use Chapters 3, 6, 7, 33 and UFC 3-600-01.  If any conflict occurs 
between these Chapters and UFC 3-600-01, the requirements of UFC 3-600-01 take precedence. Use 
UFC 3-600-01 in lieu of IBC Chapters 4, 8,9,10.

4.2.7. UFC 4-010-01 DoD Minimum Antiterrorism Standards for Buildings

4.2.8. UFC 4-023-03  Design of Buildings to Resist Progressive Collapse (Use most recent version, 
regardless of references thereto in other publications)

(a) Note the option to use tie force method or alternate path design for Occupancy Category II.

4.2.9. UFC 4-021-01 Design and O&M: Mass Notification Systems

4.2.10. Technical Criteria for Installation Information Infrastructure Architecture (I3A) 

(a) Email: DetrickISECI3Aguide@conus.army.mil 

4.2.11. U.S. Army Information Systems Engineering Command (USAISEC) SECRET Internet Protocol 
(IP) Router Network (SIPRNET) Technical Implementation Criteria (STIC)..  See Paragraph 3 for 
applicability to specific facility type.  May not apply to every facility.  This is mandatory criteria for those 
facilities with SIPRNET.

4.2.11.1. Draft Guide Specification for Section 27 05 28 PROTECTIVE DISTRIBUTION SYSTEM 
(PDS) FOR SIPRNET COMMUNICATIONS SYSTEMS, found at 
http://mrsi.usace.army.mil/rfp/Shared%20Documents/SECTION_270528-v3.pdf 

Section: 01 10 00 W9126G-12-U-1005-0014
Page 173 of 1083

Wednesday, January 02, 2013

http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
http://www.hnd.usace.army.mil/techinfo/UFC/UFC4-021-01.pdf
mailto:DetrickISECI3Aguide@conus.army.mil


5.0 GENERAL TECHNICAL REQUIREMENTS 

This paragraph contains technical requirements with general applicability to Army facilities.  See also 
Paragraph 3 for facility type-specific operational, functional and technical requirements.  Residential or 
similar grade finishes and materials are not acceptable for inclusion in these buildings, unless otherwise 
specifically allowed.

5.1. SITE PLANNING AND DESIGN

5.1.1. STANDARDS AND CODES:  The site planning and design shall conform to APPLICABLE 
CRITERIA and to paragraph 6, PROJECT SPECIFIC REQUIREMENTS.

5.1.2. SITE PLANNING OBJECTIVES:  Group buildings in configurations that create a sense of 
community and promote pedestrian use. See paragraph 3 for additional site planning requirements 
relating to building functions.

5.1.2.1. Provide enclosures and or visual screening devices for Outdoor Utility such as dumpsters, 
emergency generators, transformers, heating, ventilation, and air conditioning units from streetscape and 
courtyard views to limit visual impact.  Enclosures shall be compatible with the building they serve and 
accessible by vehicle. The location of dumpsters can have a significant visual impact and should be 
addressed as part of an overall building design and incorporated in site planning.

5.1.2.2. Where included in the project, dumpster pads shall be concrete (minimum of 8 inches thick on 4 
inch base course, unless site conditions dictate more conservative requirements) and directly accessible 
by way of a paved service drive or parking lot with adequate overhead clearance for collection vehicles. 
Provide space at dumpster areas for recycling receptacles. Coordinate with Installation on recycling 
receptacle types, sizes and access requirements and provide space at dumpster areas to accommodate 
them.

5.1.2.3. Vehicular Circulation. Apply design vehicle templates provided by the American Association of 
State Highway and Transportation Officials (AASHTO) to the site design. The passenger car class 
includes passenger cars and light trucks, such as vans and pick-ups. The passenger car template is 
equivalent to the non-organizational – privately owned vehicle (POV). The truck class template includes 
single-unit trucks, recreation vehicles, buses, truck tractor-semi-trailer combinations, and trucks or truck 
tractors with semi-trailers in combination with full trailers. Provide vehicle clearances required to meet 
traffic safety for emergency vehicles, service vehicles, and moving vans. Provide required traffic control 
signage Site entrances and site drive aisles shall maximize spacing between drives, incorporate right-
angle turns, and limit points of conflict between traffic.   Design Services Drives to restrict access to 
unauthorized vehicles by removable bollards, gates, or other barriers to meet Anti-Terrorism/Force 
Protection (ATFP) requirements.  Orient service drives to building entrances other than the primary 
pedestrian entry at the front of the building.

5.1.2.4. Provide Emergency Vehicle Access around the facility and shall be in accordance with AT/FP 
requirements.  Maintain a 33-foot clear zone buffer for emergency vehicles, designed to prevent other 
vehicles from entering the AT/FP standoff to the building.

5.1.2.5. Clear and grub all trees and vegetation necessary for construction; but, save as many trees as 
possible. Protect trees to be saved during the construction process from equipment.

5.1.2.6. Stormwater Management. Employ design and construction strategies (Best Management 
Practices) that reduce stormwater runoff, reduce discharges of polluted water offsite and maintain or 
restore predevelopment hydrology with respect to temperature, rate, volume and duration of flow to the 
maximum extent practicable. See paragraph 6, PROJECT SPECIFIC requirements for additional 
information.
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5.1.3. EXTERIOR SIGNAGE: Provide exterior signage in accordance with Appendix H, Exterior 
Signage.  Provide exterior NO SMOKING signage that conveys building and grounds smoking policy.

5.1.4. EXISTING UTILITIES:  Base utilities maps and capacities for this site are included as part of this 
RFP.  See paragraph 6 for more detailed information.

5.2. SITE ENGINEERING

5.2.1. STANDARDS AND CODES:  The site engineering shall conform to APPLICABLE CRITERIA.

5.2.2. SOILS:  

5.2.2.1. A report has been prepared to characterize the subsurface conditions at the project site and is 
appended to these specifications.  The report provides a general overview of the soil and geologic 
conditions with detailed descriptions at discrete boring locations.  The Contractor’s team shall include a 
licensed geotechnical engineer to interpret the report and develop earthwork and foundation 
recommendations and design parameters in which to base the contractor’s design. If any additional 
subsurface investigation or laboratory analysis is required to better characterize the site or develop the 
final design, the Contractor shall perform it under the direction of a licensed geotechnical engineer. There 
will be no separate payment for the cost of additional tests.  If differences between the Contractor’s 
additional subsurface investigation and the government provided soils report or the reasonably expected 
conditions require material revisions in the design, an equitable adjustment may be made, in accordance 
with the provisions of the Differing Site Conditions clause.  The basis for the adjustment would be the 
design and construction appropriate for the conditions described in the Government furnished report or 
the reasonably expected conditions, in comparison with any changes required by material differences in 
the actual conditions encountered, in accordance with the terms of contract clause Differing Site 
Conditions.

5.2.2.2. The contractor’s licensed geotechnical engineer shall prepare a final geotechnical evaluation 
report, to be submitted along with the first foundation design submittal, as described in Section 01 33 16, 
Design After Award.  

5.2.3. VEHICLE PAVEMENTS: (as applicable to the project)

5.2.3.1. Design procedures and materials shall conform to one of the following: 1) the USACE Pavement 
Transportation Computer Assisted Structural Engineering (PCASE) program, 2) American Association of 
State Highway and Transportation Officials (AASHTO) or, 3) the applicable state Department of 
Transportation standards in which the project is located.  See paragraph 5.2.2.2 and Section 01 33 16 for 
required information for the Contractor’s geotechnical evaluation report.    The minimum flexible 
pavement section shall consist of 2 inches of asphalt and 6 inches of base or as required by the 
pavement design, whichever is greater, unless specifically identified by the Government to be a gravel 
road.  Design roads and parking areas for a life expectance of 25 years with normal maintenance.  
Parking area for tactical vehicles (as applicable to the project) shall be Portland Cement Concrete (PCC) 
rigid pavement design.  For concrete pavements, submit joint layout plan for review and concurrence.  
Design pavements for military tracked vehicles (as applicable to the project) IAW USACE PCASE.  Traffic 
estimates for each roadway area will be as shown on the drawings or listed in Section 01 10 00 
Paragraph 6.4.4.  Pavement markings and traffic signage shall comply with the Installation requirements 
and with the Manual on Uniform Traffic Control Devices.

5.2.3.2. Parking Requirements.

(a) All handicap POV parking lots (where applicable in the facility specific requirements) shall meet 
the ADA and ABA Accessibility Guidelines for accessible parking spaces.

(b) Design POV parking spaces for the type of vehicles anticipated, but shall be a minimum of 9 ft by 
18 ft for POVs, except for two wheel vehicles.
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5.2.3.3. Sidewalks. Design the network of walks throughout the complex (where applicable) to facilitate 
pedestrian traffic among facilities, and minimize the need to use vehicles. Incorporate sidewalks to 
enhance the appearance of the site development, while creating a sense of entry at the primary patron 
entrances to the buildings.  Minimum sidewalk requirements are in Paragraph 3, where applicable and/or 
paragraph 6 and/or site plans, where applicable..

5.2.4.  CATHODIC PROTECTION:  Provide cathodic protection systems for all underground metallic 
systems and metallic fittings/portions of non-metallic, underground systems, both inside and outside the 
building 5 foot line that are subject to corrosion.  Coordinate final solutions with the installation to insure 
an approach that is consistent with installation cathodic protection programs.

5.2.5. UTILITIES:   See paragraph 6.4.6 for specific information on ownership of utilities and utility 
requirements.  Meter all utilities (gas, water, and electric, as applicable) to each facility.  For Government 
owned utilities, install meters that are wireless data transmission capable as well as have a continuous 
manual reading option.  All meters will be capable of at least hourly data logging and transmission and 
provide consumption data for gas, water, and electricity.  Gas and electric meters will also provide 
demand readings based on consumption over a maximum of any 15 minute period.  Configure all meters 
to transmit at least daily even if no receiver for the data is currently available at the time of project 
acceptance.  For privatized utilities, coordinate with the privatization utility(ies) for the proper meter base 
and meter installation.

5.2.6. PERMITS: The CONTRACTOR shall be responsible for obtaining all permits (local, state 
and federal) required for design and construction of all site features and utilities.

5.2.7. IRRIGATION. Landscape irrigation systems, if provided, shall comply with the following:

5.2.7.1. Irrigation Potable Water Use Reduction. Reduce irrigation potable water use by 100 percent using 
LEED credit WE1.1 baseline (no potable water used for irrigation), except where precluded by other 
project requirements.

5.2.8. EPA WATERSENSE PRODUCTS AND CONTRACTORS. Except where precluded by other 
project requirements, use EPA WaterSense labeled products and irrigation contractors that are certified 
through a WaterSense labeled program where available.

5.3. ARCHITECTURE AND INTERIOR DESIGN: 

This element will be evaluated per APPLICABLE CRITERIA under the quality focus.

5.3.1. STANDARDS AND CODES: The architecture and interior design shall conform to APPLICABLE 
CRITERIA.

5.3.2. GENERAL:  Overall architectural goal is to provide a functional, quality, visually appealing facility 
that is a source of pride for the installation and delivered within the available budget and schedule.

5.3.3. COMPUTATION OF AREAS: See APPENDIX Q for how to compute gross and net areas of the 
facility(ies).

5.3.4. BUILDING EXTERIOR:  Design buildings to enhance or compliment the visual environment of the 
Installation.  Where appropriate, reflect a human scale to the facility.  Building entrance should be 
architecturally defined and easily seen. When practical, exterior materials, roof forms, and detailing shall 
be compatible with the surrounding development and adjacent buildings on the Installation and follow 
locally established architectural themes.  Use durable materials that are easy to maintain. Exterior colors 
shall conform to the Installation requirements. See paragraph 6.
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5.3.4.1. Building Numbers:  Permanently attach exterior signage on two faces of each building indicating 
the assigned building number or address. Building number signage details and locations shall conform to 
Appendix H, Exterior Signage.

5.3.5. BUILDING INTERIOR

5.3.5.1. Space Configuration:  Arrange spaces in an efficient and functional manner in accordance with 
area adjacency matrices.

5.3.5.2. Surfaces:  Appearance retention is the top priority for building and furniture related finishes.  
Provide low maintenance, easily cleaned room finishes that are commercially standard for the facility 
occupancy specified, unless noted otherwise.  

5.3.5.3. Color:  The color, texture and pattern selections for the finishes of the building shall provide an 
aesthetically pleasing, comfortable, easily maintainable and functional environment for the occupants.  
Coordinate  the building colors and finishes for a cohesive design.  Select colors appropriate for the 
building type.  Use color, texture and pattern to path or way find through the building.  Trendy colors that 
will become dated shall be limited to non-permanent finishes such as carpet and paint.  Select 
finisheswith regards to aesthetics, maintenance, durability, life safety and image.  Limit the number of 
similar colors for each material.  Use medium range colors for ceramic and porcelain tile groutto help hide 
soiling.  Plastic laminate and solid surface materials shall have patterns that are mottled, flecked or 
speckled.  Coordinate finish colors of fire extinguisher cabinets, receptacle bodies and plates, fire alarms / 
warning lights, emergency lighting, and other miscellaneous items with the building interior.  Match color 
of equipment items on ceilings (speakers, smoke detectors, grills, etc.) the ceiling color.  

5.3.5.4. Circulation:  Circulation schemes must support easy way finding within the building.

5.3.5.5. Signage:  Provide interior signage for overall way finding and life safety requirements.  A 
comprehensive interior plan shall be from one manufacturer.  Include the following sign types:  (1) Lobby 
Directory, (2) Directional Signs; (3) Room Identification Signs; (4) Building Service Signs; (5) Regulatory 
Signs; (6) Official and Unofficial Signs (7) Visual Communication Boards (8) NO SMOKING signage that 
conveys building smoking policy.  Use of emblems or logos may also be incorporated into the signage 
plan.

5.3.5.6. Window Treatment:  Provide interior window treatments with adjustable control in all exterior 
window locations for control of day light coming in windows or privacy at night. Maintain uniformity of 
treatment color and material to the maximum extent possible within a building.

5.3.5.7. Casework:  Unless, otherwise specified, all casework for Cabinetry and cases shall be “custom 
grade”, as described in the AWI Quality Standards.

5.3.6. COMPREHENSIVE INTERIOR DESIGN

5.3.6.1. Comprehensive Interior Design includes the integration of a Structural Interior Design (SID) and a 
Furniture, Fixtures and Equipment (FF&E) design and package.  SID requires the design, selection and 
coordination of interior finish materials that are integral to or attached to the building structure.  
Completion of a SID involves the selection and specification of applied finishes for the building’s interior 
features including, but not limited to, walls, floors, ceilings, trims, doors, windows, window treatments, 
built-in furnishings and installed equipment, lighting, and signage.  The SID package includes finish 
schedules, finish samples and any supporting interior elevations, details or plans necessary to 
communicate the building finish design and build out.  The SID also provides basic space planning for the 
anticipated FF&E requirements in conjunction with the functional layout of the building and design issues 
such as life safety, privacy, acoustics, lighting, ventilation, and accessibility.  See Section 01 33 16 for 
SID design procedures.
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5.3.6.2. The FF&E design and package includes the design, selection, color coordination and of the 
required furnishing items necessary to meet the functional, operational, sustainability, and aesthetic 
needs of the facility coordinated with the interior finish materials in the SID.  The FF&E package includes 
the specification, procurement documentation, placement plans, ordering and finish information on all 
freestanding furnishings and accessories, and a cost estimate.  Coordinate the selection of furniture style, 
function and configuration with the defined requirements.  Examples of FF&E items include, but are not 
limited to workstations, seating, files, tables, beds, wardrobes, draperies and accessories as well as 
marker boards, tack boards, and presentation screens.  Criteria for furniture selection include function 
and ergonomics, maintenance, durability, sustainability, comfort and cost.  See Section 01 33 16 for FFE 
design procedures.

5.4. STRUCTURAL DESIGN

5.4.1. STANDARDS AND CODES: The structural design shall conform to APPLICABLE CRITERIA.

5.4.2. GENERAL:  The structural system must be compatible with the intended functions and 
components that allows for future flexibility and reconfigurations of the interior space. Do not locate 
columns, for instance, in rooms requiring visibility, circulation or open space, including, but not limited to 
entries, hallways, common areas, classrooms, etc. Select an economical structural system based upon 
facility size, projected load requirements and local availability of materials and labor. Base the structural 
design on accurate, site specific geotechnical information and anticipated loads for the building types and 
geographical location.  Consider climate conditions, high humidity, industrial atmosphere, saltwater 
exposure, or other adverse conditions when selecting the type of cement and admixtures used in 
concrete, the concrete cover on reinforcing steel, the coatings on structural members, expansion joints, 
the level of corrosion protection, and the structural systems.  Analyze, design and detail each building as 
a complete structural system. Design structural elements to preclude damage to finishes, partitions and 
other frangible, non-structural elements to prevent impaired operability of moveable components; and to 
prevent cladding leakage and roof ponding. Limit deflections of structural members to the allowable of the 
applicable material standard, e.g., ACI, AISC, Brick Industry Association, etc.  When modular units or 
other pre-fabricated construction is used or combined with stick-built construction, fully coordinate and 
integrate the overall structural design between the two different or interfacing construction types.  If the 
state that the project is located in requires separate, specific licensing for structural engineers (for 
instance, such as in Florida, California and others), then the structural engineer designer of record must 
be registered in that state.

5.4.3. LOADS:  See paragraph 3 for facility specific (if applicable) and paragraph 6 for site and project 
specific structural loading criteria. Unless  otherwise specified in paragraph 6, use Exposure Category C  
for wind.  If not specified, use Category C unless the Designer of Record can satisfactorily justify another 
Exposure Category in its design analysis based on the facility Master Plan. Submit such exceptions for 
approval as early as possible and prior to the Interim Design Submittal in Section “Design After Award”.  
Design the ancillary building items, e.g. doors, window jambs and connections, overhead architectural 
features, systems and equipment bracing, ducting, piping, etc. for gravity, seismic, lateral loads and  for 
the requirements of UFC 4-010-01, DOD Minimum Antiterrorism Standards for Buildings. Ensure and 
document that the design of glazed items includes, but is not limited to, the following items under the 
design loads prescribed in UFC 4-010-01:

(a) Supporting members of glazed elements, e.g. window jamb, sill, header

(b) Connections of glazed element to supporting members, e.g. window to header

(c) Connections of supporting members to each other, e.g. header to jamb

(d) Connections of supporting members to structural system, e.g. jamb to foundation.

5.4.4. TERMITE TREATMENT: (Except Alaska) Provide termite prevention treatment in accordance 
with Installation and local building code requirements, using licensed chemicals and licensed applicator 
firm.
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5.5. THERMAL PERFORMANCE

5.5.1. STANDARDS AND CODES:  Building construction and thermal insulation for mechanical 
systems shall conform to APPLICABLE CRITERIA. 

5.5.2. BUILDING ENVELOPE SEALING PERFORMANCE REQUIREMENT. Design and construct the 
building envelope for office buildings, office portions of mixed office and open space (e.g., company 
operations facilities), dining, barracks and instructional/training facilities with a continuous air barrier to 
control air leakage into, or out of, the conditioned space. Clearly identify all air barrier components of 
each envelope assembly on construction documents and detail the joints, interconnections and 
penetrations of the air barrier components. Clearly identify the boundary limits of the building air barriers, 
and of the zone or zones to be tested for building air tightness on the drawings. The use of painted 
interior walls is not an acceptable air barrier method.

5.5.2.1. Trace a continuous plane of air-tightness throughout the building envelope and make flexible and 
seal all moving joints.  

5.5.2.2. The air barrier material(s) must have an air permeance not to exceed 0.004 cfm / sf at 0.3” wg 
(0.02 L/s.m2 @ 75 Pa) when tested in accordance with ASTM E 2178

5.5.2.3. Join and seal the air barrier material of each assembly in a flexible manner to the air barrier 
material of adjacent assemblies, allowing for the relative movement of these assemblies and 
components.

5.5.2.4. Support the air barrier so as to withstand the maximum positive and negative air pressure to be 
placed on the building without displacement, or damage, and transfer the load to the structure.

5.5.2.5. Seal all penetrations of the air barrier. If any unavoidable penetrations of the air barrier by 
electrical boxes, plumbing fixture boxes, and other assemblies are not airtight, make them airtight by 
sealing the assembly and the interface between the assembly and the air barrier or by extending the air 
barrier over the assembly.

5.5.2.6. The air barrier must be durable to last the anticipated service life of the assembly.

5.5.2.7. Do not install lighting fixtures with ventilation holes through the air barrier

5.5.2.8. Provide a motorized damper in the closed position and connected to the fire alarm system to 
open on call and fail in the open position for any fixed open louvers  at elevator shafts. Coordinate the 
motorized elevator hoistway vent damper(s) with the Fire Protection System design in paragraph 5.10.  
Ensure that the damper(s) is accessible to facilitate regular inspection and maintenance.

5.5.2.9. Damper and control to close all ventilation or make-up air intakes and exhausts, , etc., when 
leakage can occur during inactive periods. Atrium smoke exhaust and intakes shall only open when 
activated per IBC and other applicable Fire Code requirements.

5.5.2.10. If garages under buildings are applicable, compartmentalize garages by providing air-
tight vestibules at building access points.

5.5.2.11. Compartmentalize spaces under negative pressure such as boiler rooms and provide 
make-up air for combustion.

5.5.2.12. Performance Criteria and Substantiation: Submit the qualifications and experience of the 
testing entity for approval.  Demonstrate performance of the continuous air barrier for the opaque building 
envelope by the following tests:
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(a) Develop an Air Barrier Quality Control plan to assure that a competent air barrier 
inspector/specialist inspects the critical components prior to them being concealed.  At a minimum, three 
onsite inspections are required during construction to assure the completeness of the construction and 
design.

(b) Test the completed building and demonstrate that the air leakage rate of the building envelope 
does not exceed 0.25cfm/ft2 at a pressure differential of 0.3” w.g.(75 Pa) in accordance with ASTM’s E 
779 (2003) or E-1827-96 (2002). Accomplish tests using both pressurization and depressurization.. Divide 
the volume of air leakage in cfm @ 0.3” w.g. (L/s @ 75 Pa) by the area of the pressure boundary of the 
building, including roof or ceiling, walls and floor to produce the air leakage rate in cfm/ft2 @ 0.3” w.g. 
(L/s.m2 @ 75 Pa).  Do not test the building until verifying that the continuous air barrier is in place and 
installed without failures in accordance with installation instructions so that repairs to the continuous air 
barrier, if needed to comply with the required air leakage rate, can be done in a timely manner.

(c) Test the completed building using Infrared Thermography testing. Use infrared cameras with a 
resolution of 0.1deg C or better. Perform testing on the building envelope in accordance with ISO 
6781:1983 and ASTM C1060-90(1997).  Determine air leakage pathways using ASTM E 1186-03 
Standard Practices for Air Leakage Site Detection in Building Envelopes and Air Barrier Systems, and 
perform corrective work as necessary to achieve the whole building air leakage rate specified in (a) 
above. 

(d) Notify the Government at least three working days prior to the tests to provide the Government 
the opportunity to witness the tests.  Provide the Government written test results confirming the results of 
all tests.

5.6. PLUMBING

5.6.1. STANDARDS AND CODES: The plumbing system shall conform to APPLICABLE CRITERIA.  

5.6.2. PRECAUTIONS FOR EXPANSIVE SOILS: Where expansive soils are present, include design 
features for underslab piping systems and underground piping serving chillers, cooling towers, etc, to 
control forces resulting from soil heave.  Some possible solutions include, but are not necessarily limited 
to, features such as flexible expansion joints, slip joints, horizontal offsets with ball joints, or multiple bell 
and spigot gasketed fittings. For structurally supported slabs, suspend piping from the structure with 
adequate space provided below the pipe for the anticipated soil movement.

5.6.3. HOT WATER SYSTEMS: For Hot Water heating and supply, provide a minimum temp of 140 
Deg F in the storage tank and a maximum of 110 Deg F at the fixture, unless specific appliances 
or equipment specifically require higher temperature water supply.

5.6.4. SIZING HOT WATER SYSTEMS:  Unless otherwise specified or directed in paragraph 3, design 
in accordance with ASHRAE Handbook Series (appropriate Chapters), ASHRAE Standard 90.1, and the 
energy conservation requirements of the contract.  Size and place equipment so that it is easily 
accessible and removable for repair or replacement.

5.6.5. JANITOR CLOSETS: In janitor spaces/room/closets, provide at minimum, a service sink with 
heavy duty shelf and wall hung mop and broom rack(s).

5.6.6. FLOOR DRAINS: As a minimum, provide floor drains in mechanical rooms and areas, janitor 
spaces/rooms/closets and any other area that requires drainage from fixtures or equipment, drain downs, 
condensate, as necessary.  

5.6.7. URINALS:  Urinals shall be water-use type, conforming to ASHRAE Standard 189.1 (0.5 gpf/1.9 
lpf).

5.6.8. BUILDING WATER USE REDUCTION. Reduce building potable water use in each building 30 
percent from the Baseline, using the Manufacturing Performance Requirements for .Plumbing Fixtures 

W9126G-12-U-1005-0014Section: 01 10 00

Wednesday, January 02, 2013

Page 180 of 1083



from the Energy Policy Act of 1992 (Public Law 102-486), except as modified by LEED. See Appendix S. 
Public lavatory faucets shall deliver a maximum flow rate of 0.5 gallons per minute, when tested in 
accordance with ASME A 112.18/CSA B125 and use that flowrate as the Baseline figure for calculating 
the 30 percent reduction requirement from the Baseline.

5.6.9. Do not use engineered vent or Sovent® type drainage systems.

5.6.10. Where the seasonal design temperature of the cold water entering a building is below the 
seasonal design dew point of the indoor ambient air, and where condensate drip will cause damage or 
create a hazard, insulate plumbing piping with a vapor barrier type of insulation to prevent condensation. 
Do not locate water or drainage piping over electrical wiring or equipment unless adequate protection 
against water (including condensation) damage is provided. Insulation alone is not adequate protection 
against condensation. Follow ASHRAE Fundamentals Chapter 23, Insulation for Mechanical Systems, 
IMC paragraph 1107 and International Energy Conservation Code for pipe insulation requirements.

5.6.11. Cover all drain, waste and vent piping to prevent mortar or other debris from being flushed down 
and blocking pipes during such construction activities.

5.7. ELECTRICAL AND TELECOMMUNICATIONS SYSTEMS

5.7.1. STANDARDS AND CODES: The electrical systems for all facilities shall conform to APPLICABLE 
CRITERIA.

5.7.2. MATERIALS AND EQUIPMENT:  Materials, equipment and devices shall, as a minimum, meet 
the requirements of Underwriters Laboratories (UL) where UL standards are established for those items. 
Wiring for branch circuits shall be copper.  Motors larger than one-half horsepower shall be three phase. 
All electrical systems shall be pre-wired and fully operational unless otherwise indicated. Wall mounted 
electrical devices (power receptacles, communication outlets and CATV outlets) shall have matching 
colors, mounting heights and faceplates.

5.7.3. POWER SERVICE:  Primary service from the base electrical distribution system to the pad-
mounted transformer and secondary service from the transformer to the building service electrical 
equipment room shall be underground. See paragraph 6 for additional site electrical requirements.

5.7.3.1. Spare Capacity: Provide 10% space for future circuit breakers in all panelboards serving 
residential areas of buildings and 15% spaces in all other panelboards.

5.7.4. TELECOMMUNICATION SERVICE:   Connect the project's facilities to the Installation 
telecommunications (voice and data) system through the outside plant (OSP) telecommunications 
underground infrastructure cabling system per the I3A Criteria. Connect to the OSP cabling system from 
each facility main cross connect located in the telecommunications room.

5.7.5. LIGHTING:  Comply with the recommendations of the Illumination Engineering Society of North 
America (IESNA), the National Energy Policy Act and Energy Star requirements for lighting products..

5.7.5.1. Interior Lighting:  

(a) Reflective Surfaces:  Coordinate interior architectural space surfaces and colors with the lighting 
systems to provide the most energy-efficient workable combinations.

(b) High Efficiency Fluorescent Lighting:  Utilize NEMA premium electronic ballasts and energy 
efficient fluorescent lamps with a Correlated Color Temperature (CCT) of 4100K.  Linear fluorescent and 
compact fluorescent fixtures shall have a Color Rendering Index of (CRI) of 87 or higher. Fluorescent 
lamps shall be the low mercury type qualifying as non-hazardous waste upon disposal. Do not use 
surface mounted fixtures on acoustical tile ceilings. Provide an un-switched fixture with emergency ballast 
at each entrance to the building.
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(c) Solid State Lighting:  Fixtures shall provide lighting with a minimum Correlated Color Temperature 
(CCT) of 4100K and shall have a Color Rendering Index of (CRI) of 75 or higher. Verify performance of 
the light producing solid state components by a test report in compliance with the requirements of IESNA 
LM 80.  Verify performance of the solid state light fixtures by a test report in compliance with the 
requirements of IESNA LM 79.  Provide lab results by a NVLAP certified laboratory.  The light producing 
solid state components and drivers shall have a life expectancy of 50,000 operating hours while 
maintaining at least 70% of original illumination level.  Provide a complete five year warranty for fixtures.

(d) Metal Halide Lighting (where applicable): Metal Halide lamp fixtures in the range of 150-500 
Watts shall be pulse start type and have a minimum efficiency rating of 88%.

(e) Lighting Controls: ANSI/ASHRAE/IESNA 90.1 has specific lighting controls requirements.  See 
Also Appendix T, Functional Area Lighting Control Strategy.

(f) Exterior Lighting: See paragraph 6.9 for site specific information, if any, on exterior lighting 
systems. Minimize light pollution and light trespass by not over lighting and use cut-off type exterior 
luminaries.

5.7.6. TELECOMMUNICATION SYSTEM: Building telecommunications cabling systems (BCS) and 
OSP telecommunications cabling system shall conform to APPLICABLE CRITERIA, including but not 
limited to I3A Technical Criteria.  An acceptable BCS encompasses, but is not limited to, copper and fiber 
optic (FO) entrance cable, termination equipment, copper and fiber backbone cable, copper and fiber 
horizontal distribution cable, workstation outlets, racks, cable management, patch panels, cable tray, 
cable ladder, conduits, grounding, and labeling.. Items included under OSP infrastructure encompass, but 
are not limited to, manhole and duct infrastructure, copper cable, fiber optic cable, cross connects, 
terminations, cable vaults, and copper and FO entrance cable.

5.7.6.1. Design, install, label and test all telecommunications systems in accordance with the I3A Criteria 
and ANSI/TIA/EIA 568, 569, and 606 standards. A Building Industry Consulting Services International 
(BICSI) Registered Communications Distribution Designer (RCDD) with at least 2 yrs related experience 
shall develop and stamp telecommunications design, and prepare the test plan.  See paragraph 5.8.2.5 
for design of environmental systems for Telecommunications Rooms.

5.7.6.2. The installers assigned to the installation of the telecommunications system or any of its 
components shall be regularly and professionally engaged in the business of the application, installation 
and testing of the specified telecommunications systems and equipment. Key personnel; i.e., supervisors 
and lead installers assigned to the installation of this system or any of its components shall be BICSI 
Registered Cabling Installers, Technician Level. Submit documentation of current BICSI certification for 
each of the key personnel. In lieu of BICSI certification, supervisors and installers shall have a minimum 
of 5 years experience in the installation of the specified copper and fiber optic cable and components. 
They shall have factory or factory approved certification from each equipment manufacturer indicating 
that they are qualified to install and test the provided products.

5.7.6.3. Perform a comprehensive end to end test of all circuits to include all copper and fiber optic cables 
upon completion of the BCS and prior to acceptance of the facility. Provide adequate advanced 
notification to the COR to allow COR and Installation personnel attendance The BCS circuits include but 
are not limited to all copper and fiber optic(FO) entrance cables, termination equipment, copper and fiber 
backbone cable, copper and fiber horizontal distribution cable, and workstation outlets. Test in 
accordance with ANSI/EIA/TIA 568 standards. Use test instrumentation that meets or exceeds the 
standard. Submit the official test report to include test procedures, parameters tested, values, 
discrepancies and corrective actions in electronic format. Test and accomplish all necessary corrective 
actions to ensure that the government receives a fully operational, standards based, code compliant 
telecommunications system.

5.7.7. LIGHTNING PROTECTION SYSTEM:  Provide a lightning protection system where 
recommended by the Lightning Risk Assessment of NFPA 780, Annex L.
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5.8. HEATING, VENTILATING, AND AIR CONDITIONING

5.8.1. STANDARDS AND CODES: The HVAC system shall conform to APPLICABLE CRITERIA.

5.8.2. DESIGN CONDITIONS.  

5.8.2.1. Outdoor and indoor design conditions shall be in accordance with UFC 3-410-01FA.  Outdoor air 
and exhaust ventilation requirements for indoor air quality shall be in accordance with ASHRAE 62.1.  All 
Buildings with minimum LEED Silver requirement (or better) will earn LEED Credit EQ 7.1, Thermal 
Comfort-Design., except where precluded by other project requirements. Where the contract specifies 
indoor design temperature , airflow, humidity conditions, etc., use those parameters.

5.8.2.2. High Humidity Areas:  Design HVAC systems in geographical areas meeting the definition for 
high humidity in UFC 3-410-01FA to comply with the special criteria therein for humid areas.

5.8.2.3. Cooling equipment may be oversized by up to 15 percent to account for recovery from night 
setforward.  Heating equipment may be oversized by up to 30 percent to account for recovery from night 
setback.  Design single zone systems and multi-zone systems to maintain an indoor design condition of 
50% relative humidity for cooling only.  For heating only where the indoor relative humidity is expected to 
fall below 20% for extended periods, add humidification to increase the indoor relative humidity to 30%.   
Provide ventilation air from a separate dedicated air handling unit (DOAU) for facilities using multiple 
single zone fan-coil type HVAC systems.  Do not condition outside air through fan coil units.  In Air 
handlers that handle outdoor air and have fans that run continuously during the occupied mode, direct 
expansion cooling coils may be used only if the controls and compressor technology is provided that 
allows the compressor to operate down to 10% of full load without utilizing hot gas bypass to minimize the 
potential of delivering unconditioned outdoor air to the space. 

5.8.2.4. Locate all equipment so that service, adjustment and replacement of controls or internal 
components are readily accessible for easy maintenance.

5.8.2.5. Environmental Requirements for Telecommunications Rooms and Telecommunications 
Equipment Rooms, (including SIPRNET ROOMS, where applicable for specific facility type).  Comply with 
ANSI/EIA/TIA 569 (including applicable Addenda). Maintain environmental conditions at the Class 1 and 
2 Recommended Operating Environment.  Before being introduced into the room, filter and pre-condition 
outside air to remove particles with the minimum MERV filtration quality shown in the ASHRAE HVAC 
Applications, Chapter 17. Maintain rooms under positive pressure relative to surrounding spaces. Design 
computer room air conditioning units specifically for telecommunications room applications. Build and test 
units in accordance with the requirements of ANSI/ASHRAE Standard 127. A complete air handling 
system shall provide ventilation, air filtration, cooling and dehumidification, humidification (as determined 
during the design phase), and heating. The system shall be independent of other facility HVAC systems 
and shall be required year round.

5.8.2.6. Fire dampers: dynamic type with a dynamic rating suitable for the maximum air velocity and 
pressure differential to which the damper is subjected. Test each fire damper with the air handling and 
distribution system running.

5.8.3. BUILDING AUTOMATION SYSTEM.  Provide a Building Automation System (BAS), consisting of 
a building control network as specified. 

The building control networkshall be a single complete non-proprietary Direct Digital Control (DDC) 
system for control of all the heating, ventilating and air conditioning (HVAC) systems  and for control of 
other building systems. The building control network shall be an Open implementation of LONWORKS® 
technology using ANSI/EIA 709.1B as the only communications protocol and use only LonMark Standard 
Network Variable Types (SNVTs), as defined in the LonMark® Resource Files, for communication 
between DDC Hardware devices to allow multi-vendor interoperability.  
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5.8.3.1. The building automation system shall be open in that it is designed and installed such that the 
Government or its agents are able to perform repair, replacement, upgrades, and expansions of the 
system without further dependence on the original Contractor.  This includes, but is not limited to the 
following: 

(a) Install hardware such that individual control equipment can be replaced by similar control 
equipment from other equipment manufacturers with no loss of system functionality.

(b) Necessary documentation (including rights to documentation and data), configuration information, 
configuration tools, programs, drivers, and other software shall be licensed to and otherwise remain with 
the Government such that the Government or its agents are able to perform repair, replacement, 
upgrades, and expansions of the system without subsequent or future dependence on the Contractor.

5.8.3.2. All DDC Hardware shall:

(a) Be connected to a TP/FT-10 ANSI/EIA 709.3 control network.

(b) Communicate over the control network via ANSI/EIA 709.1B exclusively.

(c) Communicate with other DDC hardware using only SNVTs

(d) Conform to the LonMark® Interoperability Guidelines.

(e) Be locally powered; link power (over the control network) is not acceptable.

(f) Be fully configurable via standard or user-defined configuration parameter types (SCPT or 
UCPT), standard network variable type (SNVT) network configuration inputs (nci), or hardware settings on 
the controller itself to support the application.   All settings and parameters used by the application shall 
be configurable via standard or user-defined configuration parameter types (SCPT or UCPT), standard 
network variable type (SNVT) network configuration inputs (nci), or hardware settings on the controller 
itself

(g) Provide input and output SNVTs required to support monitoring and control (including but not 
limited to scheduling, alarming, trending and overrides) of the application. Required SNVTs include but 
are not limited to: SNVT outputs for all hardware I/O, SNVT outputs for all setpoints and SNVT inputs for 
override of setpoints.   

(h) To the greatest extent practical, not rely on the control network to perform the application.

(i) Provide on board nonvolatile memory for devices accumulating energy consumption.

5.8.3.3. Controllers shall be Application Specific Controllers whenever an ASC suitable for the application 
exists.  When an ASC suitable for the application does not exist use programmable controllers or multiple 
application specific controllers.

5.8.3.4. Application Specific Controllers shall be LonMark Certified whenever a LonMark Certified ASC 
suitable for the application exists.  For example, VAV controllers must be LonMark certified.

5.8.3.5. Application Specific Controllers (ASCs) shall be configurable via an LNS plug-in whenever t an 
ASC with an LNS plug-in suitable for the application exists. 

5.8.3.6. Each scheduled system shall accept a network variable of type SNVT_occupancy and shall use 
this network variable to determine the occupancy mode.  If the system has not received a value to this 
network variable for more than 60 minutes it shall default to the occupied mode.

5.8.3.7. Gateways may be used provided that each gateway communicates with and performs protocol 
translation for control hardware controlling one and only one package unit.

5.8.3.8. Not Used

5.8.3.9. Not Used
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5.8.3.10. Provide the following to the Government for review prior to acceptance of the system:
 The latest version of all software and user manuals required to program, configure and operate 
the system.
 Points Schedule drawing that shows every DDC Hardware device.  The Points Schedule shall 
contain the following information as a minimum:

o Device address and NodeID.
o Input and Output SNVTs including SNVT Name, Type and Description.
o Hardware I/O, including Type (AI, AO, BI, BO) and Description.
o Alarm information including alarm limits and SNVT information.
o Supervisory control information including SNVTs for trending and overrides.
o Configuration parameters (for devices without LNS plug-ins)  Example Points Schedules 
are available at https://eko.usace.army.mil/fa/besc/

 Riser diagram of the network showing all network cabling and hardware.  Label hardware with 
ANSI.CEA-709.1 addresses.
 Control System Schematic diagram and Sequence of Operation for each HVAC system.
 Operation and Maintenance Instructions including procedures for system start-up, operation and 
shut-down, a routine maintenance checklist, and a qualified service organization list.
 LONWORKS® Network Services (LNS®) database for the completed system.
 Quality Control (QC) checklist (below) completed by the Contractor's Chief Quality Control (QC) 
Representative 

Table 5-1: QC Checklist

5.8.3.11. Perform a Performance Verification Test (PVT) under Government supervision prior to 
system acceptance.  During the PVT demonstrate that the system performs as specified, including but not 
limited to demonstrating that the system is Open and correctly performs the Sequences of Operation.

5.8.3.12. Provide a 1 year unconditional warranty on the installed system and on all service call 
work. The warranty shall include labor and material necessary to restore the equipment involved in the 
initial service call to a fully operable condition.

5.8.3.13. Provide training at the project site on the installed building system  Upon completion of 
this training each student, using appropriate documentation, should be able to start the system, operate 
the system, recover the system after a failure, perform routine maintenance and describe the specific 
hardware, architecture and operation of the system.  
  

5.8.4. TESTING, ADJUSTING AND BALANCING. Test and balance air and hydronic systems, using a 
firm certified for testing and balancing by the Associated Air Balance Council (AABC), National 
Environmental Balancing Bureau (NEBB), or the Testing Adjusting, and Balancing Bureau (TABB).  The 
prime contractor shall hire the TAB firm directly, not through a subcontractor.  Perform TAB in accordance 
with the requirements of the standard under which the TAB Firm's qualifications are approved, i.e., AABC 
MN-1, NEBB TABES, or SMACNA HVACTAB unless otherwise specified herein. All recommendations 
and suggested practices contained in the TAB Standard shall be considered mandatory. Use the 
provisions of the TAB Standard, including checklists, report forms, etc., as nearly as practicable to satisfy 
the Contract requirements. Use the TAB Standard for all aspects of TAB, including qualifications for the 
TAB Firm and Specialist and calibration of TAB instruments. Where the instrument manufacturer 
calibration recommendations are more stringent than those listed in the TAB Standard, adhere to the 
manufacturer's recommendations. All quality assurance provisions of the TAB Standard such as 
performance guarantees shall be part of this contract. For systems or system components not covered in 
the TAB Standard, the TAB Specialist shall develop TAB procedures. Where new procedures, 
requirements, etc., applicable to the Contract requirements have been published or adopted by the body 
responsible for the TAB Standard used (AABC, NEBB, or TABB), the requirements and recommendations 
contained in these procedures and requirements are mandatory.
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5.8.5. COMMISSIONING:  Commission all HVAC systems and equipment, including controls, and all 
systems requiring commissioning for LEED Enhanced commissioning, in accordance with ASHRAE 
Guideline 1.1, ASHRAE Guideline 0 and LEED. Do not use the sampling techniques discussed in 
ASHRAE Guideline 1.1 and in ASHRAE Guideline 0. Commission 100% of the HVAC controls and 
equipment.    Hire the Commissioning Authority (CxA), certified as a CxA by AABC, NEBB, or TABB, as 
described in Guideline 1.1.  The CxA will be an independent subcontractor and not an employee of the 
Contractor nor an employee or subcontractor of any other subcontractor on this project, including the 
design professionals (i.e., the DOR or their firm(s)). The CxA will communicate and report directly to the 
Government in execution of commissioning activities. The Contracting Officer’s Representative will act as 
the Owner’s representative in performance of duties spelled out under OWNER in Annex F of ASHRAE 
Guideline 0. Because required CxA contractual relationship may not be acceptable to GBCI for LEED 
certification, the project cannot earn LEED Credit EA3 Enhanced Commissioning. However, still 
complete, maintain and provide copies of all necessary LEED documentation for Credit EA 3. This LEED 
Credit cannot be included to meet the required LEED rating for this project. Contractor may attempt this 
as an additional credit for GBCI certification but the Government will not accept it  until GBCI accepts it.

5.9. ENERGY CONSERVATION

5.9.1. The building including the building envelope, HVAC systems, service water heating, power, and 
lighting systems shall meet the Mandatory Provisions and the Prescriptive Path requirements of ASHRAE 
90.1.  Substantiation requirements are defined in Section 01 33 16, Design After Award.

5.9.2. Design all building systems and elements to meet the minimum requirements of 
ANSI/ASHRAE/IESNA 90.1.  Design the buildings, including the building envelope, HVAC systems, 
service water heating, power, and lighting systems to achieve an energy consumption that is at least 40% 
below the consumption of a baseline building meeting the minimum requirements of 
ANSI/ASHRAE/IESNA Standard 90.1. Energy calculation methodologies and substantiation requirements 
are defined in Section 01 33 16, Design After Award. 

5.9.3. Purchase Energy Star products, except use FEMP designated products where FEMP is 
applicable to the type product. The term “Energy Star product” means a product that is rated for energy 
efficiency under an Energy Star program. The term “FEMP designated product” means a product that is 
designated under the Federal Energy Management Program of the Department of Energy as being 
among the highest 25 percent of equivalent products for energy efficiency.  When selecting integral sized 
electric motors, choose NEMA PREMIUM type motors that conform to NEMA MG 1, minimum Class F 
insulation system.  Motors with efficiencies lower than the NEMA PREMIUM standard may only be used 
in unique applications that require a high constant torque speed ratio (e.g., inverter duty or vector duty 
type motors that conform to NEMA MG 1, Part 30 or Part 31).

5.9.4. Solar Hot Water Heating.  Provide at least 30% of the domestic hot water requirements through 
solar heating methodologies, unless the results of a Life Cycle Cost Analysis (LCCA) developed utilizing 
the Building Life Cycle Cost Program (BLCC) which demonstrates that the solar hot water system is not 
life cycle cost effective in comparison with other hot water heating systems.  The type of system will be 
established during the contract or task order competition and award phase, including submission of an 
LCCA for government evaluation to justify non-selection of solar hot water heating.  The LCCA uses a 
study period of 25 years and the Appendix K utility cost information.  The LCCA shall include life cycle 
cost comparisons to a baseline system to provide domestic hot water without solar components, 
analyzing at least two different methodologies for providing solar hot water to compare against the 
baseline system.

5.9.5. Process Water Conservation. When potable water is used to improve a building’s energy 
efficiency, employ lifecycle cost effective water conservation measures, except where precluded by other 
project requirements.
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5.9.6. Renewable Energy Features. The Government’s goal is to implement on-site renewable energy 
generation for Government use when lifecycle cost effective. See Paragraph 6, PROJECT SPECIFIC 
REQUIREMENTS for renewable energy requirements for this project.

5.10. FIRE PROTECTION

5.10.1. STANDARDS AND CODES Provide the fire protection system conforming to APPLICABLE 
CRITERIA.

5.10.2. Inspect and test all fire suppression equipment and systems, fire pumps, fire alarm and detection 
systems and mass notification systems in accordance with the applicable NFPA standards.  The fire 
protection engineer of record shall witness final tests.  The fire protection engineer of record shall certify 
that the equipment and systems are fully operational and meet the contract requirements.  Two weeks 
prior to each final test, the contractor shall notify, in writing, the installation fire department and the 
installation public work representative of the test and invite them to witness the test. 

5.10.3. Fire Extinguisher Cabinets:  Provide fire extinguisher cabinets and locations for hanging portable 
fire extinguishers in accordance with NFPA 10 Standard for Portable Fire Extinguishers. The Government 
will furnish and install portable fire extinguishers, which are personal property, not real property installed 
equipment.

5.10.4. Fire alarm and detection system:  Required fire alarm and detection systems shall be the 
addressable type.  Fire alarm initiating devices, such as smoke detectors, heat detectors and manual pull 
stations shall be addressable.  When the system is in alarm condition, the system shall annunciate the 
type and location of each alarm initiating device.  Sprinkler water flow alarms shall be zoned by building 
and by floor.  Supervisory alarm initiating devices, such as valve supervisory switches, fire pump running 
alarm, low-air pressure on dry sprinkler system, etc. shall be zoned by type and by room location.

5.10.5. Roof Access:  Paragraph 2-9 of UFC 3-600-01 Fire Protection for Facilities will be modified in the 
next update to that UFC. Pending revision, comply with roof access and stairway requirements in 
accordance with the International Building Code.  Where roof access is required by the IBC or other 
criteria, comply with UFC 4-010-01, Anti-Terrorist Force Protection, Standard 14. "Roof Access".

5.10.6. Fire Protection Engineer Qualifications: In accordance with UFC 3-600-01, FIRE PROTECTION 
ENGINEERING FOR FACILITIES, the fire protection engineer of record shall be a registered professional 
engineer (P.E.) who has passed the fire protection engineering written examination administered by the 
National Council of Examiners for Engineering and Surveys (NCEES), or a registered P.E. in a related 
engineering discipline with a minimum of 5 years experience, dedicated to fire protection engineering that 
can be verified with documentation.

5.11. SUSTAINABLE DESIGN

5.11.1. STANDARDS AND CODES: Sustainable design shall conform to APPLICABLE CRITERIA.  See 
paragraph 6, PROJECT-SPECIFIC REQUIREMENTS for which version of LEED applies to this project. 
The LEED-NC Application Guide for Multiple Buildings and On-Campus Building Projects (AGMBC) 
applies to all projects. Averaging may be used for LEED compliance as permitted by the AGMBC but is 
restricted to only those buildings included in this project. Each building must individually comply with the 
requirements of paragraphs ENERGY CONSERVATION and BUILDING WATER USE REDUCTION.

5.11.2. LEED RATING, REGISTRATION, VALIDATION AND CERTIFICATION:  See Paragraph 
PROJECT-SPECIFIC REQUIREMENTS for project minimum LEED rating/achievement level, for facilities 
that are exempt from the minimum LEED rating, for LEED registration and LEED certification 
requirements and for other project-specific information and requirements.
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5.11.2.1. Innovation and Design Credits. LEED Innovation and Design (ID) credits are acceptable 
only if they are supported by formal written approval by GBCI (either published in USGBC Innovation and 
Design Credit Catalog or accompanied by a formal ruling from GBCI). LEED ID credits that require any 
Owner actions or commitments are acceptable only when Owner commitment is indicated in paragraph 
PROJECT-SPECIFIC REQUIREMENTS or Appendix LEED Project Credit Guidance

5.11.3. OPTIMIZE ENERGY PERFORMANCE. : Project must earn, as a minimum, the points associated 
with compliance with paragraph ENERGY CONSERVATION. LEED documentation differs from 
documentation requirements for paragraph ENERGY CONSERVATION and both must be provided. For 
LEED-NC v2.2 projects you may substitute ASHRAE 90.1 2007 Appendix G in its entirety for ASHRAE 
90.1 2004 in accordance with USGBC Credit Interpretation Ruling dated 4/23/2008.

5.11.4. COMMISSIONING. See paragraph 5.8.5 COMMISSIONING for commissioning requirements. 
USACE templates for the required Basis of Design document and Commissioning Plan documents are 
available at http://en.sas.usace.army.mil (click on USACE LEED Commissioning Plan Template) and may 
be used at Contractor’s option.  

5.11.5. DAYLIGHTING. Except where precluded by other project requirements, do the following in at 
least 75 percent of all spaces occupied for critical visual tasks: achieve a 2 percent glazing factor 
(calculated in accordance with LEED NC version 2.2 credit EQ8.1) OR earn LEED Daylighting credit, 
provide appropriate glare control and provide either automatic dimming controls or occupant-accessible 
manual lighting controls.

5.11.6. LOW-EMITTING MATERIALS. Except where precluded by other project requirements, use 
materials with low pollutant emissions, including but not limited to composite wood products, adhesives, 
sealants, interior paints and finishes, carpet systems and furnishings,

5.11.7. CONSTRUCTION INDOOR AIR QUALITY MANAGEMENT. Except where precluded by other 
project requirements, earn LEED credit EQ 3.1 Construction IAQ Management Plan, During Construction 
and credit EQ 3.2 Construction IAQ Management Plan, Before Occupancy.

5.11.8. RECYCLED CONTENT. In addition to complying with section RECYCLED/RECOVERED 
MATERIALS, earn LEED credit MR4.1, Recycled Content, 10 percent except where precluded by other 
project requirements.

5.11.9. BIOBASED AND ENVIRONMENTALLY PREFERABLE PRODUCTS. Except where precluded by 
other project requirements, use materials with biobased content, materials with rapidly renewable content, 
FSC certified wood products and products that have a lesser or reduced effect on human health and the 
environment over their lifecycle to the maximum extent practicable.

5.11.10. FEDERAL BIOBASED PRODUCTS PREFERRED PROCUREMENT PROGRAM 
(FB4P). The Farm Security and Rural Investment Act (FSRIA) of 2002 required the U.S. Department of 
Agriculture (USDA) to create procurement preferences for biobased products that are applicable to all 
federal procurement (to designate products for biobased content). For all designated products that are 
used in this project, meet USDA biobased content rules for them except use of a designated product with 
USDA biobased content is not required if the biobased product (a) is not available within a reasonable 
time, (b) fails to meet performance standard or (c) is available only at an unreasonable price. For 
biobased content product designations, see 
http://www.biopreferred.gov/ProposedAndFinalItemDesignations.aspx.

5.12. CONSTRUCTION AND DEMOLITION (C&D) WASTE MANAGEMENT:  Achievement of 50% 
diversion, by weight, of all non-hazardous C&D waste debris is required.  Reuse of excess soils, recycling 
of vegetation, alternative daily cover, and wood to energy are not considered diversion in this context, 
however the Contractor must tracked and report it.  A waste management plan and waste diversion 
reports are required, as detailed in Section 01 57 20.00 10, ENVIRONMENTAL PROTECTION.    
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5.13. SECURITY (ANTI-TERRORISM STANDARDS): Unless otherwise specified in Project Specific 
Requirements, only the minimum protective measures as specified by the current Department of Defense 
Minimum Antiterrorism Standards for Buildings, UFC 4-010-01, are required for this project. The element 
of those standards that has the most significant impact on project planning is providing protection against 
explosives effects.  That protection can either be achieved using conventional construction (including 
specific window requirements) in conjunction with establishing relatively large standoff distances to 
parking, roadways, and installation perimeters or through building hardening, which will allow lesser 
standoff distances.  Even with the latter, the minimum standoff distances cannot be encroached upon.  
These setbacks will establish the maximum buildable area.  All standards in Appendix B of UFC 4-010-01 
must be followed and as many of the recommendations in Appendix C that can reasonably be 
accommodated should be included.  The facility requirements listed in these specifications assume that 
the minimum standoff distances can be met, permitting conventional construction.  Lesser standoff 
distances (with specific minimums) are not desired, however can be provided, but will require structural 
hardening for the building.  See Project Specific Requirements for project specific siting constraints.  The 
following list highlights the major points but the detailed requirements as presented in Appendix B of UFC 
4-010-01 must be followed. 

(a) Standoff distance from roads, parking and installation perimeter; and/or structural blast mitigation

(b) Blast resistant windows and skylights, including glazing, frames, anchors, and supports

(c) Progressive collapse resistance for all facilities 3 stories or higher.  Unless determined otherwise 
by the Installation and noted in paragraphs 3 or 6, the building shall be considered to have areas of 
uncontrolled public access when designing for progressive collapse.

(d) Mass notification system (shall also conform to UFC 4-021-01, Mass Notification Systems)

(e) For facilities with mailrooms (see paragraph 3 for applicability)  – mailrooms have separate HVAC 
systems and are sealed from rest of building 
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6.0 PROJECT SPECIFIC REQUIREMENTS 

6.1. GENERAL

The requirements of this paragraph augment the requirements indicated in Paragraphs 3 through 5.  

6.2. APPROVED DEVIATIONS

The following are approved deviations from the requirements stated in Paragraphs 3 through 5 that only 
apply to this project.

a. Modular type construction in this geographic region is an unacceptable method of construction at Fort 
Polk.

b. Due to termite issues, wood framing construction is unacceptable at Fort Polk.

c. (AM012) Remove Radiant Heating elements at each vehicle bay door as suggested in 01 10 00 
Paragraph 3.2, Betterments.(/AM012)

d.  Clarify that Section 01 10 00 Paragraph 3.2.5 refers to Government Furnished Contractor Installed 
equipment.  See Appendix JJ for information, and Appendix J for layout of equipment.

(AM003)

e.  Demolition of Old Fire Station complex, as shown on sheet C-102 of Appendix J will be required 
before contract completion.  Demolition cannot commence until 1 month after final completion of the new 
fire station (1 month move-in time). Refer to Section 00 73 10, paragraph 1.2 for phasing the demolition of 
old fire station complex.

e.  Section 5.1.2.3. The successful offeror must work with the Post to ensure the final design complies 
with ATFP Requirements at the two service drives.  It is the desire of the post to provide "temporary, 
manual means" to comply with higher FPCON levels of protection across the Emergency Vehicle Access 
Road on both Mississippi Avenue and Louisiana Avenue in lieu of permanent measures, such as bollards 
or swing gates. 

f. Add the following to Section 5.12 Construction and Demolition (C&D) Waste Management

Demolishing of existing buildings that contain asbestos or lead paint materials requires coordination and 
approval by State of Louisiana. The Contractor shall obtain the necessary permits and approvals through 
the State of Louisiana prior to performing demolition of existing building that contain asbestos or lead 
paint. Prior to demolition of existing building, the Contractor shall meet compliance with State 
requirements for testing, abatement planning, disposal and record keeping of debris and building 
materials that contain hazardous substances. 

(/AM003)

(AM0013)

g. Reference Paragraph 3.9, Attachment B - Standard Design Criteria Fire Stations, Room by Room 
Descriptions, April 2010.  Change the STC rating for all dorm rooms to STC 49 unless noted otherwise.  
Change the STC rating to STC 49 for the Station Captain’s Suite; within the Station Captain’s Suite, 
change the STC rating for the door to the Station Captain’s dorm room to STC 42.  Change the STC 
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rating to STC 42 for the following spaces: Fire Chief's Suite, including the door to the chief’s dorm room; 
Fire Chief’s Conference Room; Deputy Chief's Office;  Assistant Chief/Shift Supervisor's Suite, including 
the door to the assistant chief’s dorm room; Dispatch’s Suite; Assistant Chief of Fire Prevention's Office; 
Computer Training/Testing Room; Day/Training Room; Fitness Room; Janitor’s Closet.  The chief’s toilet 
and closet within the chief’s dorm space do not require STC rated doors.  The revised STC ratings 
supercede the STC ratings stated in the Standard Design Criteria for these spaces.

h.  Paragraph 3.4.8 is revised to provide interior doors and frames as stated in paragraph 6.5.4.1 instead 
of steel doors. (/AM0013)

6.3. SITE PLANNING AND DESIGN

6.3.1. General: 

The Ft Polk Installation Design Guide (IDG) is referenced in part in the below paragraphs. The Contractor 
will comply with the Ft Polk IDG even when not specifically referenced. In the event of any inconsistency, 
the Contractor will request and abide by clarification provided by the COR.

6.3.1.1. Project Location. The new Fire Station will be located at the southwest corner of the intersection 
of Louisiana Avenue and Mississippi Avenue. See Appendix J for Access and Haul Route Map.

a. Installation Access – All contractor personnel requiring access to Fort Polk must be on an access 
roster. These rosters are used by base personnel to verify legitimate need for contractors requiring 
access to the Installation.  The Prime Contractor must provide a list of employees requiring access to our 
office not-to-exceed 180 days (Primes are responsible for submitting subcontractor info). Include names, 
social security numbers, company name (if subcontractor employee), contract number, Date which 
access is to begin, Date which access is to end, and a Ft Polk point of contact. Refer to Appendix LL for 
more info and example of Access Control Roster. Changes to add or remove employees from the list 
must be submitted daily. Should both additions and deletions need to be submitted on one day, both can 
be submitted on same document, as long as it is annotated and segregated as such. In addition – a 
complete updated roster must be submitted to our office monthly by the 5th of each month. Indicate key 
personnel that require a 6 month pass with an * (asterisk) at the beginning of their name. Rosters will be 
submitted by email to the following addresses: HYPERLINK "mailto:Penelope.Z.Smith@usace.army.mil" 
Penelope.Z.Smith@usace.army.mil (AM0003) cc: HYPERLINK 
"mailto:Jovette.Graham@usace.army.mil" Jovette.Graham@usace.army.mil (/AM0003) In order for 
a submitted access control roster to be accepted all data must be filled in on the roster. Adjustments or 
changes to the supplied access roster and or omission will result in the access roster being rejected. Any 
organizations submitting electronic access control rosters are required to provide personnel listed on the 
roster with a copy of Privacy Act in Appendix LL. Rosters should be submitted 5 days in advance of 
access to allow time to consolidate the new information in data base and validate each roster.

Once employees are on the roster, they may gain access by one of two ways – Enrollment in the 
RAPIDGate Program which will require a standardized background check, identification badge and entry 
procedures that improve security. There is an annual enrollment fee for the sponsor company, plus the 
cost to enroll each employee. For further information concerning the RAPIDGate Program, call 1-877-
727-4342.  Personnel that have Rapid Gate badges do not have to be continually listed on the access 
roster. If you choose not to enroll in this Program, you will be required to get a temporary pass at the 
Visitors’ Center located by Access Control Point #1 on Louisiana Avenue.  This pass may be extended up 
to 2 weeks by going to Building 1830, but access may be limited to certain gates.  For further information 
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call 531-0380, Consolidated In and Out Processing, Building 1830.  Reminder – before you can obtain 
any kind of entry to Fort Polk you must be on an access roster on file with our office.

6.3.1.2. New Site Design and Construction. The concept site plan in Appendix J presents an example 
layout for the site work. The Contractor shall design the drainage, sidewalks, landscaping, site grading, 
outdoor activity spaces, access drives, bus access, staff parking, patron parking, concrete curbs and 
gutters, and utilities (including fire hydrants and area lighting) for the Fire Station. Contractor shall show 
limits of construction on the design drawings.  

6.3.1.2.1 (AM009) Site Entrances, Turning Lane, Signalization, and Crosswalks.  The site shall be 
designed with three entrances.  The entrance off Louisiana Avenue as well as the 30 foot wide access 
road off Mississippi Avenue shall accommodate front and rear entrances and exits for the emergency 
vehicles. The entrance off Mississippi Avenue shall accommodate all staff and visitor parking. The 
contractor shall design a dedicated right hand turn lane from Louisiana Avenue to Mississippi Avenue 
(AM012) as a CLIN Option  (/AM012)(see Proposed Site Plan in Appendix J) (/AM009)

   

6.3.1.3. Force Protection. Set back requirements used as the basis for the RFP site plans were 
determined in accordance with the Department of Defense Unified Facilities Criteria (UFC) 4-010-01 
entitled “Minimum Antiterrorism Standards for Buildings”. Setback distances of buildings from unrestricted 
roads, parking, and trash containers shall not be less than 82-feet. Access restricted drives within 33-feet 
of buildings shall be controlled to prevent unauthorized vehicles from using access roads. The 
Government reserves the right to review any or all Designer of Record approved submittals for proposed 
physical barrier types and uses. All facilities under this contract shall comply with the requirements set 
forth in UFC 4-010-01, requirements set forth by the base, and with the requirements of this RFP.  

6.3.1.4. Construction and Waste Management. For any construction that involves demolition within the 
construction footprint, the Contractor is responsible for demolition, hazardous materials surveys and 
proper disposal as required by Federal, State, and local statutes, ordinances, agreements and as 
described in this RFP. At least 50% of all non-hazardous construction, demolition, and land-clearing 
debris shall be recycled and/or salvaged. Contractor shall develop and implement a construction and 
waste management plan that, at a minimum, identifies the materials to be diverted from disposal and 
sorted onsite. 

6.3.1.4.1. No phase of work shall impede access for emergency response vehicles and personnel to 
adjacent facilities. The Fort Polk Fire Department and Military Police shall be notified prior to any road 
closure and their directives followed.

6.3.1.5. Disposal Area. No landfill to dispose of C&D debris is available on Fort Polk.  See Appendix LL 
for Army Policy of Waste Management for new construction, and Hazardous Waste Management plan.

6.3.1.6. Contractor’s Use of Site.  
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6.3.1.6.1. The Contractor shall coordinate with the Contracting Officer’s Representative (COR) for lay-
down area, offices, parking, and storage facilities.  Lay-down area shall be located within the Project 
Limits.  Any damage to existing structures shall be repaired or replaced to the satisfaction of the COR at 
no additional cost to the Government. All Contractor POV parking areas shall be coordinated and 
approved in advance by the COR.

6.3.1.6.2. Construction sites shall be kept neat and free of trash. Construction sites shall be screened 
from view by a 6 foot high chain link fence with silt fabric attached. The construction fence shall be 
securely locked after working hours.  

6.3.1.6.3. The use of burning at the project site for the disposal of refuse and debris shall not be 
permitted. All demolition debris shall be disposed of offsite. All costs in connection with disposing of the 
materials shall be at the Contractor’s expense. All liability of any nature resulting form the disposal of the 
materials shall be the responsibility of the Contractor. The Contractor shall be responsible for all disposal 
permits and fees associated with debris disposal.

6.3.2. Site Structures and Amenities

6.3.2.1. Parking Areas and Access Drives. 

6.3.2.1.1. Parking areas shall be provided similar to the layout shown on site plan in Appendix J. New 
connections to existing asphalt or concrete pavements shall be accomplished by saw cutting the adjacent 
existing pavement to a smooth edge. Minimum access drive pavement width for two way traffic shall be 
24 feet from edge of pavement to edge of pavement. The Contractor shall consider the types of vehicles 
traversing and parking on these facilities, and shall incorporate their requirements in the site design. 
Contractor shall provide traffic control signs and pavement markings. All signage and markings shall be in 
accordance with Fort Polk IDG and Manual on Uniform Traffic Control Devices, Federal Highway 
Administration.

6.3.2.1.2. Parking areas shall be paint striped, have lighting and be adequately drained. Provide 
accessible parking spaces, sidewalks, and ramps for handicapped individuals in accordance with the 
Uniform Federal Accessibility Standards (UFAS) FED-STD-795 and the most current Americans with 
Disabilities Act Accessibility Guidelines (ADAAG). An accessible route meeting ADA and UFAS standards 
shall be designed and constructed from the building as depicted on the Proposed Site Plan in Appendix J.  
The Contractor shall provide 12 inch by 18 inch handicapped parking signs with posts. Handicapped 
parking signage shall be in accordance with Ft Polk IDG. The parking lots shall be accessed from 
Mississippi Avenue as indicated on the concept Site Plan provided in Appendix J. Provide raised and 
striped crosswalks in the parking and drive areas where pedestrians are required to cross vehicle 
traffic(see Proposed Site Plan in Appendix J).  Refer to the Standard Design Criteria for Fire Stations in 
Para 3 of this section for required minimum staff and patron parking spaces. Accessible spaces are 
accounted for in the required parking spaces. The parking spaces shall not be angled. As per Standard 
Design Criteria, staff parking spaces shall be 9 feet wide and 18 feet long, while patron parking spaces 
shall be 10 feet wide and 18 feet long.  
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6.3.2.1.3. Pavement Markings. Pavement markings shall be required for the drives and parking area. 
Marking stripes shall be 4 inches wide. Parking stripes shall be white and handicapped parking stripes 
shall be blue. Equipment used for marking streets shall be capable of placing the prescribed number of 
lines at a single pass as solid lines, intermittent lines or a combination of solid and intermittent lines using 
a maximum of two different colors of paint. When mobile units are used to place thermoplastic material, 
the mobile unit shall be equipped with a spray gun system. Materials proposed for use shall be sampled 
and tested. Testing shall be performed in an approved independent laboratory and reports shall be 
furnished by the Contractor.  

 

6.3.2.1.4. Parking lot drainage shall be designed to provide positive drainage and avoid concentrating 
flows. The slopes of the surface shall be held to the minimum required for drainage and to prevent 
ponding, but shall not be less than 1%. For safety, the maximum slope for parking shall be 5% along the 
isles through the parking area and 1.5% for the transverse slope. The Contractor shall construct the new 
drainage system such that parking areas and paved areas adjacent to the new facility drain adequately 
with water flowing away from the new facilities. The drainage system shall be designed to carry storm 
water away from the new facilities. The Contractor shall develop a storm drain/grading plan that will 
incorporate/include the off-site storm water runoff.  

6.3.2.1.5. Contractor proposed changes to the layout design of the parking lot shall conform to AASHTO 
standards. The Contractor shall ensure that the layout for the entire site and access drives shall 
accommodate emergency and fire fighting vehicles, and are in accordance with NFPA 1 Uniform Fire 
Code. The fire truck route’s inside and outside turning radii shall be a minimum of 22 feet and 55 feet, 
respectively. Additional design vehicles shall include, but shall not be limited to, passenger cars, 
emergency vehicles, busses, and utility vehicles. The drives and the parking lot traffic aisle shall be a 
minimum of 24 feet to provide two way movement.

6.3.2.1.6. The parking lots and access drives to the parking lots shall be paved and shall have concrete 
curb and gutter where needed for ATFP, otherwise curb cuts to facilitate non-concentrated storm water 
flow are preferred. Curbs shall be depressed at driveways and intersections for access by the 
handicapped. All curb and gutter shall be 12 inch by 24 inch. Curb shall be 6 inches wide, 6 inches above 
grade, and 6 inches below grade. The gutter shall be an 18 inch gutter sloped 1 inch from pavement edge 
to face of curb. Bumper curbs are not required at parking stalls unless there is no curb in front of the stall, 
such as handicapped stalls. Islands located in the parking lot may also have curb and gutter, curb cuts or 
bumper curbs. Mountable curbs shall be installed for vehicular access to drivable sidewalks, as 
necessary.

6.3.2.2. Dumpster. A new concrete dumpster pad and enclosure are required. Pad shall be reinforced 
concrete. The dumpster enclosure design should utilize the same building materials and characteristics 
as the adjacent buildings. Dumpster locations shall conform to Department of Defense Force Protection 
Construction Standards. The minimum size for a dumpster pad shall accommodate two dumpsters, one 
for trash and one for recyclables and it shall be in accordance with the Fort Polk IDG. The approach to 
the dumpster shall be reinforced concrete and large enough to encompass bearing points of trash 
disposal vehicle.
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6.3.2.3  Mechanical Yard.  Mechanical yard shall be enclosed with concrete pads for equipment.  Pads 
shall be reinforced concrete.  The enclosure design should utilize the same building materials and 
characteristics as the adjacent buildings and screen walls will have open “L” configuration. Mechanical 
yard location shall conform to Department of Defense Force Protection Construction Standards and allow 
for maintenance vehicle access with a 12’ wide access drive and swing gate. 

6.3.2.4 Retaining walls exceeding four feet in height shall have aluminum handrails and shall be designed 
and stamped by a registered professional engineer.

6.3.2.5  In addition to fire hydrants on site, two wall hydrants shall be placed on the exterior of the 
building, adjacent to the apparatus bays for refill of water holding trucks.

6.3.3. Site Functional Requirements:

6.3.3.1. Stormwater Management (SWM) Systems.

6.3.3.1.1. Site plan design shall conform to the applicable requirements of local, state and federal 
authorities. Site design shall meet the requirements of Section 438 of the Energy Independence and 
Security Act (EISA).  Contractor shall provide a letter from a registered professional engineer that the 
requirements of Section 438 of EISA have been met.  Contractor shall comply with all requirements 
including provide and maintain their pollution prevention plan. The Contractor shall construct the drainage 
system such that parking areas and areas adjacent to the new buildings drain adequately. Areas adjacent 
to the new buildings shall drain with storm water flowing away from the buildings.  

6.3.3.1.2. The storm drainage system shall consist of swales, curb cuts, storm drainage structures, and 
piping, as necessary. All grading shall be completed such that all areas adjacent to the new building drain 
adequately with storm water flowing away from the facilities. The Contractor shall provide a 8” drop from 
the finished floor elevation of the new buildings to the adjacent ground. On grassed surfaces adjacent to 
the buildings, a slope of 5% shall be maintained for a distance of 10 feet. All swale side slopes shall not 
be steeper than 4 feet horizontal to 1 foot vertical.

6.3.3.1.3. The drainage design documents and drawings shall include erosion and sediment control 
features as necessary to stabilize disturbed areas, minimize site erosion and to prevent silt laden storm 
water from leaving the site. The Contractor shall follow current Best Management Practices (BMP) during 
construction. The stabilization practices to be implemented shall include temporary seeding, mulching, 
geotextiles, sod stabilization, vegetative buffer strips, erosion control mats, protection of trees, 
preservation of mature vegetation, silt fences, hay bales, sediment traps, etc. as necessary. The 
Contractor shall record the dates when major grading activities occur, (e.g., clearing and grubbing, 
excavation, embankment construction, and grading); when construction activities temporarily or 
permanently cease on a portion of the site; and when stabilization practices are initiated. Stabilization 
practices shall be initiated as soon as practicable, but no later than 14 days after any portion of the site 
where construction activities have temporarily or permanently ceased. Where the initiation of stabilization 
measures by the 14th day after construction activity temporarily or permanently ceases is precluded by 
unsuitable conditions caused by the weather, stabilization practices shall be initiated as soon as 
practicable after conditions become suitable. 
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6.3.3.2. Erosion and Sediment Control 

6.3.3.2.1. The Contractor shall prepare an Erosion and Sediment Control Plan (ESPC) plan which 
identifies the type and location of the erosion and sediment controls to be provided.  The plan shall 
include monitoring and reporting requirements to assure that the control measures are in compliance with 
the erosion and sediment control plan, and all laws and regulations.  The plan shall be submitted to the 
COR. 

6.3.3.2.2. Dust and debris shall be controlled in and around the work area.  

6.3.3.2.3. Permits. The Contractor shall obtain all permits including digging, de-watering, erosion control, 
water, sewer and other applicable permits required by local, state and federal authorities. All permits shall 
be obtained prior to any land disturbing activities or utility connections as prescribed by the respective 
permit.  

6.3.3.2.4. The Contractor shall clearly define the requirements for the ESPC for this project. Site plans 
shall incorporate designs that control runoff and erosion.

6.3.3.3. Vehicular Circulation. 

See sub-paragraphs under 6.3.2.

6.4. SITE ENGINEERING

6.4.1. Existing Topographical Conditions

6.4.1.1. The D/B Contractor shall clear and grub the site as necessary.

6.4.1.2. Survey. Refer to the preliminary site survey in Appendix J. All topographic survey required to 
design and construct the facilities under this contract shall be the responsibility of the D/B Contractor. The 
D/B Contractor shall field verify actual locations of existing utilities and shall coordinate with the 
Government regarding any utility installations that affect the work under this contract. The D/B Contractor 
shall survey and stake-out the project boundaries prior to start of work. All survey data shall be submitted 
(as an Existing Site Plan) for review in accordance with the requirements set forth in Section 01 33 16 
DESIGN AFTER AWARD.  

6.4.1.3. Site Investigation. All soil borings and geotechnical testing and investigations required to design 
and construct the facilities under this contract shall be the responsibility of the Contractor. All investigation 
results shall be submitted for review in accordance with the requirements set forth in Section 01 33 16 
DESIGN AFTER AWARD.  
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6.4.2. Existing Geotechnical conditions: See Appendix A for a preliminary geotechnical report. 

Geotechnical Information - See Appendix A

6.4.3. Fire Flow Tests See Appendix D for results of fire flow tests to use for basis of design for fire flow 
and domestic water supply requirements.

Results of Fire Flow Tests - See Appendix D for Flow Data and Fire Hydrant Location Map.

6.4.4. Pavement Engineering and Traffic Estimates:

6.4.4.1. All asphalt and concrete pavement structures, including drivable sidewalks, shall be in 
accordance with the Fort Polk IDG. The Government reserves the right to review any or all Designer of 
Record approved submittals for proposed pavement designs.  

6.4.4.2. New Concrete Pedestrian Sidewalks, Ramps, and Landings. Sidewalks, ramps, landings, and 
curb cuts shall be sized in accordance with criteria outlined in the ADAAG and the UFAS. Sidewalks shall 
be strictly provided as indicated on the concept site plan. Sidewalks may be widened as necessary to 
meet building entrance and exit ways. New concrete sidewalks shall be constructed to accommodate 
handicapped individuals from the accessible parking spaces in the parking lots. Sidewalks shall be 
constructed of concrete with a minimum compressive strength of 3500 psi and a minimum thickness of 4 
inches. When placing concrete during cold weather, mixing water and aggregates shall be heated as 
necessary to result in the temperature of the in place concrete being between 50 and 85 degrees F. 
Cross slope on all sidewalks, including forms for sidewalks, shall be 2 percent. The subgrade shall be 
constructed to the specified grade and cross section prior to concrete placement. In the event that new 
concrete sidewalks cross drainage swales, the Contractor shall ensure positive drainage with a sidewalk 
overpass structure.  Where sidewalks require handrails, handrail will be fabricated from aluminum.  

6.4.4.3. Concrete Joints. Joints shall be provided in the concrete sidewalk to eliminate random cracking. 
Transverse contraction joints shall be spaced at a distance equal to the sidewalk width or 5 feet on 
centers, which ever is less, and shall be continuous across the slab. Longitudinal contraction joints shall 
be constructed along the centerline of all sidewalks 10 feet or more in width. Expansion joints shall be 
placed at 25 feet on center in sidewalks and at the intersection of walks and curbs, and shall be formed 
with ½ inch joint filler strips. Where curb and gutter do not abut concrete pavement, expansion joints at 
least ½ inch in width shall be provided at intervals not exceeding 40 feet in the curb and gutter. The joint 
opening shall be thoroughly cleaned before the sealing material is placed. Sealing material shall not be 
spilled on exposed surfaces of the concrete. Concrete at the joint shall be surface dry and atmospheric 
and concrete temperatures shall be above 50 degrees F at the time of application of joint sealing material. 
Excess material on the exposed surfaces of the concrete shall be removed immediately and concrete 
surfaces cleaned.

6.4.5. Traffic Signage and Pavement Markings

Solar powered flashing diamond LDOT approved signs will be placed approximately 100 feet away from 
emergency vehicle exits. Signage on the road will direct POV parking and staff parking. Emergency Only 
Exits shall be shown. Traffic signals shall also be designed and provided for this intersection.  Crosswalks 
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with flashing lights and push buttons shall be included for pedestrian traffic crossing Louisiana Avenue/ 
Mississippi Avenue

6.4.6. Base Utility Information

6.4.6.1. The D/B Contractor shall mark actual locations of all underground cables and utilities 
(communications, water, etc.) prior to start of construction. The Contractor shall use caution around any 
underground cable or utility to prevent damage. Any damage to existing utility lines shall be repaired or 
replaced to the satisfaction of the COR at no additional cost to the Government. Existing utilities that 
interfere with this project shall be relocated after coordination with the COR.  

6.4.6.2. The D/B Contractor shall be responsible for all coordination and costs to design and install the 
utilities from connection points to the new facility. During design, the D/B Contractor shall provide the site 
plan, loads, and utility timeline to the Ft Polk DPW through USACE COR. Utility connections will be 
coordinated with the Ft Polk DPW through USACE COR. 

6.4.6.3. Utility Services.  The D/B Contractor shall make arrangements for temporary use, connection, 
and payment for water, gas and electrical utilities with Ft Polk DPW coordinating through USACE COR.  
Advance deposits for utility connections may be required.  The Contractor shall acquire all utility services 
as required without additional expense to the Government.  The D/B Contractor shall be responsible for 
all connection charges, permits, inspection charges, and relocation charges associated with any and all 
utility services and shall include the costs thereof in the contract price.  

  

6.4.6.4. Underground Utilities.  Copper or other metallic tracer wire shall be used for all new water & 
sewer lines, force mains, gas lines (natural and LP) and other non-metallic pipe. The tracer wire shall be 
installed below the pipe and connected from manhole to manhole (or valve, etc.) with enough additional 
length for the end to reach the ground surface for attachment of energizing equipment. Wire shall enter 
the manhole so it is not cut or severed during installation. Metallic marking tape shall also be installed at 
approximately 18-inches below finished grade. Comply with Fort Polk IDG.   

6.4.6.5. Design Requirements. No utilities shall be installed under the footprint of the buildings shown on 
the drawings. Existing utilities shall be rerouted around the footprint of the new buildings if they are within 
5 feet of the footprint. All utility connections shall be coordinated through the COR and the Government 
Operating Contractor (Utility owner if not DPW). The Contractor shall notify the COR before a utility tie-in 
is required. All sanitary sewer system tie-ins shall be coordinated with the COR and the Government 
Operating Contractor. It is the Contractor’s responsibility to confirm the specific locations and depths of 
the existing utilities.

6.4.6.6 Communication. Site communications conduit and cable routing will be designed and installed by 
the D/B contractor from the communications room to existing manhole 62 (splice point). Communications 
service to the building shall be both fiber optic and copper cables in underground 2-way concrete 
encased 4 inch conduit ductbank, one 4 inch conduit for the copper cable and one 4 inch conduit for fiber 
optic cable. Inner duct for the 4 inch fiber optic conduit shall be provided and installed. Provide pull wire in 
all empty spare inner ducts. 
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The D/B contractor shall provide and install a 12 strand SM fiber and a 50 pair 24 AWG copper cable 
from the new facility to existing manhole 62 (splice point), see drawings in Appendix J. Counts to be 
spliced into will be coordinated with the Installation’s Network Enterprise Center (NEC) during 
construction. D/B Contractor to Engineer, Furnish, Install, and Test (EFI&T) a complete communications 
system for the new facility. All test results will be provided to the NEC after construction has been 
completed.

Design shall be in accordance with the Department of the Army Information Systems Engineering 
Command (ISEC) I3A Technical Guide.  One 4 inch conduit shall contain 4-1 inch inner ducts for fiber 
optic cable and one 4 inch conduit for the copper cable. Provide pull wire in all empty spare conduits and 
inner ducts. Underground cable splice kits are required for connection to the existing infrastructure 
manhole and new manhole nearest to the facility. Provide protector modules for all copper cables. Fiber 
optic cables shall be terminated on patch panel.

6.4.6.7. Electricity: Power for building shall be provided from the electrical primary service to the building 
by D/B Contractor.  D/B Contractor shall provide pad mounted transformer, electric meter, and associated 
enclosure/socket.   Electric meters shall be located at the transformer.  D/B Contractor shall provide final 
building electrical loads, voltage requirements, and desired service locations to DPW Utilities POC and 
Entergy  prior to finalizing design. D/B Contractor shall also be responsible for all conduit, wiring, and 
connections from the electrical primary to the building main distribution panel. 
 
 The point of connection for electric service is an existing overhead distribution line running north-south 
adjacent to the site on the west side of Mississippi Avenue. A new electrical line will run north-south 
across Louisiana Avenue to service the existing building (see drawings in Appendix J). It is required that 
the transformer be located a minimum of 33 feet from the facility to comply with ATFP criteria. Ft Polk 
prefers Shark 200 electrical metering, which can be seen in Appendix CC, or approved equal.  Fort Polk’s 
electrical utilities are owned and operated by Entergy.  All work done under this contract shall comply with 
Entergy’s Design Guide and Specification found on Entergy’s website.  
 

6.4.6.8. Water Distribution System
 
 6.4.6.8.1. Potable water service including meter and a separate fire sprinkler service connection shall 
be provided to the building by the D/B Contractor.  The potable water meter shall be located ouside the 
facility, in a vault.  The RPZ and Fire Line Backflow prevention device shall be located in above ground 
insulated boxes outside the facility as well.  Fort Polk’s water and wastewater utilities are owned and 
operated by American Water, Inc.  All work done under this contract must comply with the American 
Water Military Services Group Design Guide for Water and Wastewater Facilities (AW Design Guide); see 
Appendix II for Hyperlink.  Refer to the AW Design Guide for detailed specifications, guidelines, and 
submittal requirements.  Permit Application form can be found in Appendix TT.  D/B Contractor shall 
coordinate design in advance with DPW Utilities POC and with American Water.  Advance written 
approval by American Water is required before construction of water or sanitary sewer system 
components may begin.  D/B Contractor is also responsible for submitting to and getting approval from 
Louisiana Department of Health and Hospitals (LDHH) and all associated fees.  Hyperlink to Louisiana 
Department of Health and Hospitals Design Summary Forms is included in Appendix II.  See Appendix LL 
for Ft Polk Installation Standard Operating Procedure (Note that this is D/B Contractor responsibility, not 
Ft Polk DPW).  
 
 Existing potable water lines along the south side of Louisiana Avenue will require relocation and 
replacement through the extent of the project site. New taps will be off of the new potable water system 
designed by the contractor.  No open cuts will be allowed in the road surface.  The water service line shall 
be installed by boring under the road in accordance with the appropriate industry standards. Ft. Polk 
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prefers Series 909 or Series 994 check valves included in Appendices EE and FF or approved equals.
 
 6.4.6.8.2. D/B Contractor shall provide desired service size and location to the DPW Utilities POC, 
American Water, and COE representatives prior to finalizing design. Contractor shall be responsible for all 
piping past the meter outlet. D/B Contractor shall provide hot tap and gate valve at water main connection 
located in valve box with a concrete pad around enclosure.  D/B Contractor shall be responsible for 
connection to the stub and all subsequent items including the Post indicator valve, double detector check 
valve assembly, vault, and all piping between the service stub and building. Refer to American Water 
Design Guide in Appendix II for the hyperlink for meter specifications. Ft Polk prefers check valves and 
metering included in Appendices EE and FF. Check D/B Contractor shall provide backflow preventer on 
service line to building.
 
 6.4.6.8.3. The design of the water distribution mains and service lines shall provide an adequate 
quantity of water at sufficient pressure for domestic and fire suppression use. Building supply lines shall 
be sized to meet peak demands with no more than 10 psi pressure loss between the mains and the 
buildings. Fire hydrants shall be manufactured in accordance with AWWA C502 and be compatible with 
existing equipment in use at Fort Polk. Refer to Appendix D for Fire Flow Data in this area. 
 
 6.4.6.8.4. The Contractor shall obtain flow tests near the new project site to confirm the results of the 
flow test prior to the start of design. Water flow tests shall be conducted in accordance with NFPA 291 
Recommended Practice for Fire Flow Testing and Marking of Hydrants. The Contractor shall flow an 
adequate number of hydrants to minimize hydraulic inefficiencies during the flow. Raw data and results of 
the fire flow testing shall be included in the design analysis report with calculations to support water line 
sizing. Fire flow results shall be indicated graphically. As soon as the test is complete, a flow report shall 
be provided to the COR. As necessary, retests may be required. The worst case data shall be used for 
design, unless the retest indicates that one of the other results appears improbable. 
 
 6.4.6.8.5. Fire Protection Water. The fire protection water mains shall be designed to supply the 
quantities at sufficient pressure of the fire protection system required by Paragraph “Fire Protection” of 
this document. The minimum residual pressure for outside fire protection (hose stream demand) is 20 
psig. The hose stream demand shall be as per UFC 3-600-01. A hyperlink to UFC for Fire Protection 
Engineering for Facilities is included in Appendix II. The minimum pressure requirement for the sprinkler 
system shall be determined during design in accordance with the Paragraph “Fire Protection”. 
 
 6.3.6.8.6. Joint and Thrust Restraint. Joint restraint assembly clamps, tie bolts, and glands shall be 
ductile iron. Joint restraint assemblies shall be rated for a working pressure of at least 250 psi with a 
minimum safety factor of 2.0. For AWWA C900 PVC piping restrained push on joints 4” through 12” in 
diameter, joint restrain assemblies shall have a restraint ring with a serrated holding surface. Joint 
restraints for PVC pipe shall meet the requirements of ASTM F 1674-96 and shall be manufactured for 
use on PVC pipe. Restraints shall be UL listed and FM approved. Thrust restraint shall be provided at all 
tees, plugs, joints, bends deflecting 11.25 degrees or more, either vertically or horizontally, and tapping 
sleeves on pressurized lines 4” in diameter or larger. Valves shall be securely anchored or shall be 
provided with thrust restraints to prevent movement. Thrust restraint shall be provided by joint restraint 
assemblies with concrete thrust blocks or tie rod assemblies with concrete thrust blocks. 
 
 6.4.6.8.7. Warning Tape and Tracing Wire. Tracing wire shall be provided for non-metallic pipe and 
shall be 6 AWG pipeline tracing wire with Type TW insulation as approved by the COR. To facilitate 
tracing, tracer wire shall be brought up to grade at each valve box and riser section (e.g. building entry, 
fire hydrant, PIV) so the tracing wire can be easily located and connected to. Warning/marking tape for 
potable water pipelines shall be blue in color, printed with the words “Potable Water Line Below”. Warning 
/marking tape does not have to be foil backed.

6.4.6.9.1. The D/B Contractor shall design and build a new sanitary sewer collection system for the new 
facility. Full design, calculations, & specifications for the Oil/Water Seperator, and the Grease Trap shall 
be submitted for approval of American Water.  The sanitary sewer collection system shall be sized to 
handle the sanitary sewage peak flow from the facility. The system shall be designed so that velocity at 
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peak flow does not exceed 5 fps. Please Note:  Fort Polk’s water and wastewater utilities are owned and 
operated by American Water, Inc.  All work done under this contract must comply with the American 
Water Military Services Group Design Guide for Water and Wastewater Facilities (AW Design Guide); a 
hyperlink to their website is included in Appendix II.  Refer to the AW Design Guide for detailed 
specifications, guidelines, and submittal requirements.  D/B Contractor shall coordinate design in advance 
with DPW Utilities POC and with American Water.  Advance written approval by American Water is 
required before construction of water or sanitary sewer system components may begin. 
 
 The point of connection for sanitary sewer shall be adjacent to and just west of Mississippi Avenue in 
line with the existing 8” sanitary sewer main. Contractor shall be responsible for the installation of two-way 
clean outs and all piping between designated point of connection and the building. D/B Contractor shall 
provide final building sanitary sewer design flow and desired service size, slope and invert elevations to 
the DPW Utilities POC and COE representatives prior to finalizing design.
 
 6.4.6.9.2. Sanitary Manholes. Manholes shall be provided at junctions of gravity sewers and at each 
change in pipe direction, size or slope. Manholes shall be constructed of precast reinforced concrete. 
Manhole sections shall conform to ASTM C 478. Joints shall be cement mortar, approved mastic, rubber 
gaskets, a combination of these types; or the use of external preformed rubber joint seals and extruded 
rolls of rubber with mastic adhesive on one side. Free drop inside the manholes shall not exceed 18 
inches; drop manholes shall be constructed whenever the free drop would otherwise be greater than 18 
inches. Manholes shall not be located in the roadways or parking lots, but in areas that are readily 
accessible for operation and maintenance purposes. All manholes shall be topped with an eccentric riser 
section. Manhole steps shall have a minimum length of 16” and be spaced at 12” on center. Steps shall 
be designed in accordance with OSHA Standard 29 CFR 1910.27. 
 
 6.4.6.9.3. Frames and Covers. The manhole covers shall match those currently in use at Fort Polk in all 
essential details. Tops of frames and covers shall be set flush with finished grade in paved areas or two 
inches higher than finished grade in unpaved areas. Frame and cover assemblies shall be sealed to 
manhole sections using external preformed rubber joint seals that meet the requirements of ASTM D 412 
and ASTM D 624. Frames and covers shall meet anticipated vehicle loadings. 
 
 6.4.6.9.4. Cleanouts. Provide two-way cleanouts at all building connections, 5 feet from the footing.

6.4.6.10. Gas: Natural gas service shall be provided to the building and a meter set by D/B Contractor.  
D/B Contractor shall provide final gas load and desired service size to the DPW Utilities POC prior to 
finalizing design.  D/B Contractor shall be responsible for all costs and coordination to have the Utility 
Provider (Centerpoint Energy) run the gas service from the gas main to the regulator or to a point of 
demarcation, including hot tap and gas valve at connection to gas main. 
 Please Note: The point of connection for gas service to fire station is an existing 4-inch gas main 
located on the north side of the site.  The 4-inch gas line runs east-west parallel to Louisiana Avenue.
 D/B Contractor will be responsible for providing the gas line from the designated point of demarcation 
to the building.  D/B Contractor shall provide a gas valve between service riser and regulator as well as 
provide and install the gas meter. Ft Polk prefers Ultrasonic Sonix 880 gas meter and regulator or 
approved equal (see Appendix DD).

6.4.6.11. Cable TV Service: Provide 4" duct between pole #D98 and existing manhole #63 and install   
P3-6.25 coax cable in new duct and extend thru new entrance duct in one of the 1" inner ducts to the new 
Fire Station Communications Dorm.  The connection point is approximately 10' above grade at pole 
#D98.  Suddenlink, (TV Vendor) will provide final tie-in at Pole D98.

6.4.7. Cut and Fill

Cut and Fill - No Project Specific Requirements.

6.4.8. Borrow Material
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No Borrow Pit is available on Fort Polk. The Contractor shall provide materials from an outside source.

6.4.9. Haul Routes and Staging Areas

The Contractor Haul Route shall be as shown on the drawings provided in Appendix J.

6.4.10. Clearing and Grubbing:

The drawings provided are based on the existing site survey, aerial photograph, and proposed utility 
plans. They approximate existing conditions and locations of existing utilities. Comply with the Ft Polk IDG 
for clearing and grubbing requirements. All remnants of prior building construction shall be removed.

6.4.11. Landscaping:

D/B Contractor shall coordinate with Ft Polk prior to any tree removal as per Environmental Para 6.15 and 
shall use existing trees when possible to provide natural shade.

6.4.11.1. Landscape Architectural Features. Locate trees and shrubs to buffer harsh natural conditions 
such as in parking lots and large paved areas. Hedges and street trees and earthen berms are useful in 
creating these buffers. Utilize deciduous material to provide for sun in the winter and shade in the 
summer. Design and locate site elements to blend with and enhance the physical environment. Design 
and locate required antiterrorism measures to blend with the physical environment. Use a combination of 
canopy and ornamental trees along sidewalks to provide shade, define the path, provide visual interest 
and discourage the creation of “shortcuts”. Discourage the use of flowering and fruit bearing trees and 
shrubs along walkways because of the threat of insects or debris problems. Contractor shall plant native 
trees, shrubs and grasses. Contractor shall meet the requirements of LEED Water Efficiency Credits 1.1 
and 1.2 Water Efficient Landscaping. Contractor shall not plant invasive and/or exotic species (plant 
materials) in the Landscape Plan. Preferred plants, invasive plants, and exotic species as noted by Fort 
Polk DPW are included in Appendix I. In addition, on previously developed or graded sites, the Contractor 
shall restore or protect a minimum of 50% of the site area (excluding the building footprint) with native or 
adapted vegetation and provide a vegetated open space area adjacent to the building that is equal to the 
building footprint.

6.4.11.2. Landscaping shall comply with requirements of chapter 3 of this section, UFC 4-010-01, and the 
Fort Polk IDG

6.4.12. Turf:

Areas required to have natural turf per Standard Design Criteria shall be grass to meet requirements of 
the Fort Polk IDG.

6.5. ARCHITECTURE

6.5.1. General:  To the maximum extent possible within the contract cost limitation, the buildings shall 
conform to the look and feel of the architectural style and shall use the same colors as adjacent facilities 
as  expressed herein .  The Government will evaluate the extent to which the proposal is compatible with 
the architectural theme expressed in the RFP during the contract or task order competition.  The first 
priority in order of importance is that the design provides comparable building mass, size, height, and 
configuration compared to the architectural theme expressed herein.  The second priority is that design is 
providing compatible exterior skin appearance based upon façade, architectural character (period or 
style), exterior detailing, matching nearby and installation material/color pallets, as described herein. 
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6.5.2. Design 

6.5.2.1. Appendix F is provided “For Information Only”, to establish the desired site and architectural 
themes for the area.  Appendix F identifies the desired project look and feel based on Fort Polk’s 
Installation Architectural Theme from existing and proposed adjacent building forms; i.e. building exterior 
skin, roof lines, delineation of entrances, proportions of fenestration in relation to elevations, shade and 
shadow effects, materials, textures, exterior color schemes, and organizational layout.

6.5.2.2. The design should address Fort Polk’s identified preferences. Implement these preferences 
considering the following:

(a) Achievable within the Construction Contract Cost Limitation (CCL)

(b) Meets Milestones within Maximum Performance Duration.

(c) Achieves Full Scope identified in this Solicitation

(d) Best Life-Cycle Cost Design

(e) Meets the Specified Sustainable Design and LEED requirements

(f) Complies with Energy Conservation Requirements Specified in this RFP.

6.5.2.3. Priority #1. Visual Compatibility:  Facility Massing (Size, Height, Spacing, Architectural Theme, 
etc.) Exterior Aesthetic Considerations: The buildings massing, exterior functional aesthetics, and 
character shall create a comprehensive and harmonious blend of design features that are sympathetic to 
the style and context of the Installation.  The Installation’s intent for this area is: 

A historical Louisiana architectural theme similar to those found in the Natchitoches/New Orleans French 
Quarter areas. Refer to Aesthetic Considerations in Appendix F and the Fort Polk IDG for exterior colors 
allowed and utilized on adjacent facilities. An off-white/buff colored exterior masonry is preferred. Refer to 
Appendix J for concepts developed with users for additional details, colors, and materials preferred. 
Considerations should be given to the articulation of the entries, windows, corners, and massing of the 
building. The (AM012) concept  (/AM012) drawings in Appendix J supersede the "Modified Two Company 
Headquarters Fire Station Floor Plan" provided anywhere else in the RFP. (AM012) The elevations and 
renderings on Sheets A-201, A-202 and A-301 in Appendix J are conceptual.  The exterior 
appearance of the facility can be altered to meet the stated cost limitation of the project, 
provided the expressed visual and architectural compatibilities are preserved.  The floor plan 
provided on Sheet A-101 is mandatory and shall not be changed except as necessary to 
accommodate building system requirements. (/AM012)

6.5.2.4. Priority #2. Architectural Compatibility: Exterior Design Elements (Materials, Style, Construction 
Details, etc.)  Roofs, Exterior Skin, and Windows & Door Fenestrations should promote a visually 
appealing compatibility with the desired character while not sacrificing the integrity and technical 
competency of building systems.

6.5.2.5. See Appendix F for exterior colors that apply to Architectural character at Fort Polk. The 
manufacturers and materials referenced are intended to establish color only, and are not intended to limit 
manufacturers and material selections.

6.5.2.6. Additional architectural requirements: 

(a) Install fall protection anchor points on all roofs with a slope greater than 2:12 

b. The Installation Fire Department prefers that the required Knox Box be located at the front 
entry. The Contractor must contact the Fire Department through the Contracting Officer to receive 
the purchase order form for the Knox Box. 
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6.5.2.7 Central Intercom System: An Intercom System shall be provided by D/B Contactor as per 
Army Standard Design Criteria in Para 3 of this Section to include the following features:

a. Communicate to each and/or every room interior room (Speaker and private phone)

b. The central intercom system shall connect to and work in conjunction with the Westnet Alerting System 
in Appendix JJ or an approved equal.

6.5.2.8. The Government will provide the building reference number for the facility as described in 
01 10 00, Para 5.3.4.1.

6.5.2.9. Exterior Design Objectives

6.5.2.9.1. Roof system shall have Underwriters Laboratory (UL) Class A rating for fire resistance, UL 100 
wind resistance rating, and Factory Mutual (FM) I-100 fire and wind resistance rating. The Installation 
prefers the roof to be at a 4:12 slope.

6.5.2.9.2. Trim and Flashing. All exterior metals including gutters, downspouts, and fascias shall be 
factory pre-finished metal, aluminum, or galvanized steel base metal with baked-on or bonded high-
performance fluoropolymer coating, fabricated and installed in compliance with SMACNA Architectural 
Sheet Metal Manual. 

6.5.2.9.3. Bird Habitat Mitigation: The Design-Builder shall provide details necessary to eliminate the 
congregating and/or nesting of birds at, on, or in the facility.

6.5.2.9.4. Exterior Doors and Frames

(a) Main Entrance Doors:  Provide aluminum storefront doors and frames with Architectural Class 1 
anodized finish, fully glazed, with medium or wide stile are preferred for entry lobbies or corridors.  
Storefront systems shall comply with wind load requirements of applicable codes and UFC 4-010-01 
requirements.  Framing systems shall have thermal-break design.  All exterior doors will be Red color, 
with red trim.  Specific color to be selected from manufacturer color charts by Contracting Officer.

(b) Side Entrance/Exit Doors: Exterior doors and frames opening to spaces other than corridors or lobbies 
shall be insulated hollow metal and comply with ANSI A250.8/SDI 100. Fire-rated openings shall comply 
with NFPA 80, and the requirements of the labeling authority. Door and frame installation shall comply 
with applicable codes and UFC 4-010-01 requirements.  Exterior doors shall have half-light configurations 
as shown on the drawings in Appendix J.  (AM014) All Exterior doors shall have half round transom glass 
panels as shown in Appendix J (/AM014).  All glazing shall meet requirements of UFC 4-010-01, the 
International Building Code (IBC), UFC 1-200-01, NFPA 101, NFPA 80.

(c) Apparatus Bay Doors: Doors for the Apparatus Bays (AM012) are preferred to shall be Bi-Folding 
doors of the required size (/AM012).

(d) In accordance with requirements of ASHRAE 90.1, Section 5 and Normative Appendix A, provide pre-
glazed unit windows bearing temporary labels certifying overall assembly U-factor, SHGC, and visible 
transmittance determined in compliance with NFRC 100 and 200.  For glazed doors in metal frames, 
provide systems with overall assembly performance values (U-factors, SHGC and visible transmittance) 
according to NFRC 100/200, calculated using NFRC Component Modeling Approach (CMA), certified by 
manufacturer on Label Certificate for the project upon completion of the installation.  Contact NFRC for 
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information on the NFRC 100/200 rating requirements. Refer to: HYPERLINK 
"http://www.nfrc.org/CMAprogram.aspx"http://www.nfrc.org/CMAprogram.aspx

6.5.2.9.5. Exterior Door Finish Hardware

(a) Hardware General: All hardware in the facility shall be consistent and shall conform to ANSI/BMHA 
standards for Grade 1. All requirements for hardware keying shall be coordinated with the Contracting 
Officer.  Hardware finishes shall conform to ANSI/BHMA A156.18, Provide ANSI 626 (Satin Chromium 
plated on Brass or Bronze) or 630 (Stainless Steel).  The keying system on Fort Polk property uses BEST 
or Arrow keyways, so therefore BEST or Arrow cores are preferred.  Locksets shall have interchangeable 
cores (IC). Cores shall have not less than seven pins.  Locksets for mechanical rooms and electrical 
closets shall be keyed to the existing Post Utilities Master Keying System (AM012), consisting of Medeco 
cylinders, 1 1/4 inches, AR-1 keyway, without key removable cores.  Deadbolt locks shall be installed on 
mechanical/electrical rooms keyed to the DPW keying system. (/AM012) Disassembly of knob or lockset 
shall not be required to remove interchangeable core from lockset.  All locksets and exit devices shall 
accept same interchangeable cores.  Plastic cores are unacceptable. Door hardware and security 
requirements must be coordinated with the functional requirements, the Room-by-Room Criteria, and the 
electrical security/fire alarm system requirements of this document.  Provide all hardware necessary to 
meet the requirements of NFPA 80 for fire doors and NFPA 101 for exit doors. Provide door closers for all 
exterior doors, all doors opening to corridors and as required by codes. (AM012) All exterior doors shall 
have mortise locksets (/AM012) 

6.5.2.9.6. Exterior Windows: Provide insulated thermally broken windows complying with applicable 
codes and UFC 4-010-01. All windows shall be top sash operable windows with locks and furnished with 
insect screens removable from the inside.  Window frame and trim color is to be selected by the 
Contracting Officer from the manufacturer’s full line of standard colors, a Red trim color is preferred.

6.5.2.9.7. Exterior Glass and Glazing: Comply with force protection standards in accordance with UFC 4-
010-01.  Provide minimum 1” insulated tinted glass.  Provide thickness required to provide necessary 
sound deadening properties required for the exterior walls (The rating of the exterior glass shall be within 
5 decibels of the wall to which it is installed.)

6.5.2.9.8. Thermal Insulation: Provide exterior wall, floor, and roof/ceiling assemblies with thermal 
transmittance (U-values) required to comply with the proposed energy calculations for the facilities. 
Insulation shall not be installed directly on top of suspended acoustical panel ceilings.  U-values must be 
calculated for the entire assembly, including window and door units and openings.  Total U-values must 
take into account energy reductions required by UFCs and Federal Acts, laws, or executive orders.

6.5.2.9.9. In accordance with requirements of ASHRAE 90.1, Section 5 and Normative Appendix A, 
provide pre-glazed unit windows bearing temporary labels certifying overall assembly U-factor, SHGC, 
and visible transmittance determined in compliance with NFRC 100 and 200.  For field assembled 
windows, and storefront, including glazed doors, provide systems with overall assembly performance 
values (U-factors, SHGC and visible transmittance) according to NFRC 100/200, calculated using NFRC 
Component Modeling Approach (CMA), certified by manufacturer on Label Certificate for the project upon 
completion of the installation.  Contact NFRC for information on the NFRC 100/200 rating requirements.  
Refer to:  HYPERLINK "http://www.nfrc.org/CMAprogram.aspx"http://www.nfrc.org/CMAprogram.aspx

6.5.2.9.10. Exterior Louvers shall be designed to exclude wind-driven rain, with bird screens and made to 
withstand a wind loads in accordance with the applicable codes. Wall louvers shall bear the AMCA 
certified ratings program seal for air performance and water penetration in accordance with AMCA 500-D 
and AMCA 511. 

6.5.2.9.11. Exterior Paint Systems shall be based on and comply with the recommendations of the Master 
Painters Institute (MPI) for the substrate to be painted and the environmental conditions existing at the 
project site.  Exterior surfaces, surfaces except from factory pre-finished material shall be painted with a 
minimum one prime coat and two finish coats.  No lead paints are acceptable.  For exterior applications 
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provide an MPI gloss Level 5 finish (semi-gloss), unless otherwise specified.  Apply all paints in 
accordance with the manufacturer’s specifications.

6.5.2.9.12 CCTV shall be Government Furnished Contractor Installed (GFCI).  Please refer to drawing E-
101 in Appendix J for camera quantities and locations.

6.5.2.9.13 Relocate existing memorial from North Fort Polk Airfield Fire Station and create viewing area 
within the site of this proposed project. Site should be acessble from main entry walk, include 
landscaping, lighting & permanent seating. Accent brick Paved inlays to allow for replacing with engraved 
bricks would be preferred.  See Appendix SS.

6.5.3. Programmable Electronic Key Card Access Systems: 

6.5.3 Programmable Key Card

Refer to Appendix KK for Electronic Security System (ESS) software and hardware requirements for an 
electronic keypad/proximity access control system description and requirements.  

6.5.3.1 Buzzer Access System

The Contractor shall provide a Buzzer Type Access System at the main entry of the Fire Station. The 
Buzzer Access System shall have a manual override and controls interlocked with the ADA approved 
automatic door operator for handicapped accessibility.  Provide electronic buzzer access to main front 
interior doors for Fire Station with entry control from the Clerk/Reception Desk. Buzzer type access 
system shall include but not limit to access control panel, power supply units, wires, electronic locking 
devices, and conduits.  Provide all necessary power requirements and control requirement to make a 
complete and functional buzzer type access system.

6.5.4. INTERIOR DESIGN

6.5.4.1 Interior Doors and Frames: (AM003) (AM012) Provide flush wood solid core doors. 

(a) Wood Doors: Provide flush wood solid core doors complying with National Wood Window and 
Door Association (NWWDA) I.S.-1A. Stile edges shall be non-finger jointed hardwood compatible 
with face veneer. Provide Architectural Woodwork Institute (AWI) Grade-A hardwood face veneer 
for transparent finished doors; provide AWI Sound Grade hardwood face veneer for painted 
doors. (Transparent finished doors are preferred.) (/AM012)

(AM0013) (a) Wood Veneer Doors are not acceptable.  (/AM003) (/AM0013)

(b) (AM012) Dorm room doors shall have glass transoms above door frame; comply with International 
Building Code (IBC), UFC 1-200-01, NFPA 101, NFPA 80 and other applicable standards to determine 
glass requirements. (/AM012)

(c) Hollow Metal Frames: Comply with ANSI A250.8/SDI 100. Frames shall be minimum Level 2, 16 
gauge, with continuously welded corners and seamless face joints; factory primed.
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(d) Fire-rated and Smoke Control Doors and Frames: Comply with International Building Code (IBC), UFC 
1-200-01, NFPA 80, and requirements of labeling authority.

(e) STC ratings shall be of the sound classification required and shall include the entire door and frame 
assembly. 

(f) Provide clear tempered or safety glass at all door lites in compliance with the International Building 
Code, and/or UFC 1-200-01, and UFC 4-010-01. Glazing may be required to be fire rated, in compliance 
with NFPA codes.

(AM012) 

(g) All interior doors with an STC rating of 49 or less and non-STC rated doors shall be solid 
core wood doors and shall meet the specified STC rating.

(h) Doors with an STC rating of 50 or more shall be hollow metal.

(i) Hollow metal doors are preferred for utility spaces

(/AM012)

6.5.4.2 Interior Door Finish Hardware: Door hardware and security requirements must be coordinated with 
the functional requirements, the room-by-room criteria, and the electrical security/fire alarm requirements. 

(a) Hardware General: All hardware in the facility shall be consistent and shall conform to ANSI/BMHA 
standards for Grade 1. All requirements for hardware keying shall be coordinated with the Contracting 
Officer.  Hardware finishes shall conform to ANSI/BHMA A156.18, Provide ANSI 626 (Satin Chromium 
plated on Brass or Bronze) or 630 (Stainless Steel).  The keying system on Fort Polk property uses BEST 
or Arrow keyways, so therefore BEST or Arrow cores are preferred.  Locksets shall have interchangeable 
cores (IC). Cores shall have not less than seven pins.  Locksets for mechanical rooms and electrical 
closets shall be keyed to the existing Post Utilities Master Keying System (AM012) , consisting of Medeco 
cylinders, 1 1/4 inches, AR-1 keyway, without key removable cores.  Deadbolt locks shall be installed on 
mechanical/electrical rooms keyed to the DPW keying system (/AM012). Disassembly of knob or lockset 
shall not be required to remove interchangeable core from lockset.  All locksets and exit devices shall 
accept same interchangeable cores.  Plastic cores are unacceptable. Door hardware and security 
requirements must be coordinated with the functional requirements, the Room-by-Room Criteria, and the 
electrical security/fire alarm system requirements of this document.  Provide all hardware necessary to 
meet the requirements of NFPA 80 for fire doors and NFPA 101 for exit doors. Provide door closers for all 
exterior doors, all doors opening into atriums and/or corridors and as required by codes.

(b)Provide ADA compliant hardware as required.

6.5.4.3 Casework: Provide casework complying with AWI Section 400, Custom Grade flush overlay wood 
cabinets.  Cabinets to be Premium Quality, with heavy duty hinges and hardware.  Finish is to be painted.    

6.5.4.3.1 Work surfaces and counter shall be solid surfacing material.  

6.5.4.3.2 Backsplash shall be continuous across all countertop areas.

6.5.4.3.3 Install casework complying with AWI Section 1700.  
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6.5.4.4 Paint: Provide Epoxy paint as per Army Standard in Appendix D so that surfaces are smooth and 
easily cleanable.  Interior Paint Systems shall be based on and comply with the recommendations of the 
Master Painters Institute (MPI) for the substrate to be painted and the interior environmental conditions 
existing at the project site.  Interior surfaces, except factory pre-finished material or interior surfaces 
receiving other finishes shall be painted a minimum of one prime coat and two finish coats.  No lead 
paints are acceptable.  In wet areas, provide an MPI Gloss Level 5 (semi-gloss) finish.  Apply all paints in 
accordance with manufacturer’s instructions.

6.5.4.5 Gypsum Board: Comply with ASTM C 36.  Minimum panel thickness shall be 5/8 inch.  Provide 
moisture resistant panels (glass–mat panels are preferred) at locations subject to moisture.

6.5.4.6 Interior Windows: Provide minimum ¼” clear tempered glass.  Provide STC rated windows that 
meet required STC rating of the wall it is located.

6.5.4.7 Interior Finishes

6.5.4.7.1 Wall, ceiling and floor finishes shall conform to the Army Standard Design requirements in Para 
3 of this section and all applicable requirements of the IBC, NFPA and UFC 3-600-01. Interior finish 
materials shall comply with NFPA 101 Chapter 10 – Interior Finish, Contents and Furnishings, NFPA 255 
and NFPA 286. Where code requirements conflict, the most stringent code requirement shall apply.

6.5.4.7.2 Interior finish materials shall be as shown in Section 01 10 00 The Army Standard for Fire 
Stations (March 2010) in this RFP, unless specifically noted below.  Please note, due to the Approved 
Modified Standard, rooms listed in the Standard Design Criteria may not be present.

6.5.4.7.3 Gypsum board walls shall have an eggshell enamel painted finish with an orange peel or 
medium sand finish texture. Areas subject to moisture or heavier abuse such as bathrooms, kitchens, 
laundry area shall receive a semi-gloss enamel paint finish.

6.5.4.7.4 Interior walls of both apparatus bays shall consist of masonry type construction to a height not to 
exceed the shelving and lockers. Secure fencing will continue to roof deck between apparatus bays. (This 
will allow for spraying down of bay areas for clean purposes)At Apparatus bays, provide a broom finish 
concrete surface with sealer.  Broom direction to be front to back, so that the water drains to the floor 
drains.

6.5.4.7.5 Lobby and hallways shall have porcelain tile.

6.5.4.7.5.1 Hallway base to be tile to match floor.

6.5.4.7.6 Fitness Room shall have a rubberized floor system

6.5.4.7.7 All toilet areas shall have painted gypsum board ceilings; attention shall be given to finish to 
resist moisture.

6.5.4.7.8 Public Restrooms shall have full height ceramic tile walls.  Tile grout shall be epoxy and in a 
neutral to medium tone.  Color to be selected by the Contracting Officer from manufacturer's standard 
colors.
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6.5.4.7.9 Firefighter bathrooms shall have ceramic wall tile or non-porous solid surfacing material from 
floor to ceiling in showers. Tile grout shall be epoxy and in a neutral to medium tone. Color to be selected 
by the Contracting Officer from manufacturer's standard colors.  Non-shower area may be covered to 
wainscot height

6.5.4.7.10 Where carpet is required, provide carpet panels in lieu of rolls.

6.5.4.7.10.1 Commercial grade level loop carpet or carpet tile shall be used in dorm rooms and public 
areas.  Carpet with a small pattern, tweed or random design shall be used for appearance retention and 
durability.  Factory attached carpet cushion shall be provided.

6.5.4.7.11  Dorm Rooms shall have carpet tile.

6.5.4.7.12 Dining/Day Room shall have VCT finish.

6.5.4.7.13 Wall base shall be a resilient coved base at most walls.

6.5.4.7.13.1 Bathrooms and Restrooms shall have a ceramic tile base.

6.5.4.7.14 Recessed mats shall be used at all entry vestibules.

6.5.4.8 Specialties and Furnishings

6.5.4.8.1 Corner and Bumper Guards 

(a) Provide surface-mounted, high impact integral color rigid vinyl corner guards at all outside corners of 
gypsum board walls. 

(b) Provide stainless steel corner guards at all outside corners of ceramic tile walls.

(c) Bumper Guards shall be installed in areas prone to hi-impact use, such as corridors, etc.

6.5.4.8.2 Toilet accessories shall be provided in accordance with Toilet Accessories Table in Standard 
Design Criteria in Para 3 of this section. Provide paper towel dispenser, toilet paper dispensers, sanitary 
napkin dispensers/disposals, mirror, and soap dispensers per acceptable industry practice.  All toilet 
accessories shall be stainless steel or chrome finished steel. D/B Contractor shall coordinate with Fort 
Polk and provide toilet accessories in accordance with the Fort Polk Service Contract.

6.5.4.8.3 Provide lockable doors on Contrator Furnished (AM012) refrigerators, freezers, and  (/AM012) 
cabinets used for storing food in kitchen.

6.5.4.8.4 Dorm rooms shall have a mesh roller shade with blackout lining (where windows are present).

6.5.4.8.5 Dorm rooms shall have CATV receptacles, power, and TV mounting brackets.

6.5.4.8.6 Laundry room counter for folding clothes shall be solid surface with open wire shelving below.

(AM003) 6.5.4.8.6  Mask Pressure Testing Machine is Government Furnished, Contractor Installed 
(GFCI) equipment.  Successful offeror will provide conduit / infrastructure / power / dedicated space for 
this equipment.  Government will provide equipment cutsheets and data during the design stage. 
(/AM003)
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6.5.4.9 Ceiling Heights - All ceiling heights shall be as indicated in Paragraph 3, unless specifically noted 
below.

6.5.4.9.1 Telecommunications Room shall have a minimum ceiling height of 10'-0" to ensure compliance 
with I3A Criteria (See Appendix II for link to I3A Communications Criteria) and TIA standards.  (This shall 
overwrite the requirement in paragraph 3, Section 3.9, Attachment A, Army Standard Design Criteria Fire 
Stations, Room by Room Descriptions, Space Description for 'Telecommunications Room').

Interior building signage requirements:  

6.5.7 Interior Signage:

Comply with requirements of ADAAG and UFAS. Interior signage shall be fully integrated as a design 
element with the architecture and interior design.  Signage for general office areas shall be modular to 
accommodate personnel changes or room function changes.  International symbols are to be used where 
possible.  Emergency/fire evacuation plans shall be located at key areas to ensure fire safety. Signage 
plaque colors shall be compatible with the interior color scheme. Electrical or mechanical spaces shall 
have room signs.

6.6. STRUCTURAL DESIGN

6.6.1 GENERAL: Classification of these buildings shall be in accordance with UFC 3-310-01 Table 1.

6.6.2 APPLICABLE STANDARDS/CODES/CRITERIA: 

The structural design shall fully comply with the following listed criteria in addition to the provisions 
provided in Paragraph 4.0:

UFC 1-200-01 Design: General Building Requirements

UFC 3-301-01 Design: Structural Engineering:

International Building Code (IBC) – except as modified in UFC 1-200-01 & UFC 3-301-01

Structural Loads:

1. The Dining Facility is classified as a Category IV building for wind and seismic per ASCE 
7-05, CESWD-AEIM, and UFC 3-301-01.

2. Minimum dead loads shall be in accordance with ASCE 7-05. Dead loads include the 
weight of all permanent materials and equipment supported in or on a structure, including the 
structures own weight.

3. Minimum live loads shall be in accordance with UFC 3-301-01 and ASCE 7-05 as follows:

a. AREA LOADS
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i. Mechanical / Electrical /Communications Rooms 125 psf

ii. Public Areas and Corridors Serving Public Areas 100 psf

iii. Kitchen/Dining Room 100 psf

iv. Restrooms 100 psf

v. Apparatus Bays-  IBC section 1609.6, H20-44 loading, 250 psf minimum.

vi. All Other Areas 100 psf

vii. Roof Per ASCE 7, min. 20 psf 

4. Wind loads shall be calculated using a Basic Wind Speed (3-Second Gust Speed) of 95 
mph and Exposure C in accordance with UFC 3-301-01 and IBC 2009. Design loads shall be 
determined for the main wind-force resisting system in order to estimate preliminary base 
reactions.

5. Minimum building seismic requirements shall be in accordance with UFC 1-200-01, UFC 
3-301-01, the CESWD-AEIM, the 2009 International Building Code, and ASCE 7-05. The new 
building’s classification and applicable ground motion shall be determined by its use and 
geographical location.

a. Short period spectral acceleration Ss = 0.12g

b. One second spectral acceleration S1 = 0.05g

6. Minimum lateral design pressure on interior stud partition walls shall be 5 psf, interior 
CMU partitions shall be 10 psf.

7. Deflection of structural members over span shall not exceed those permitted by IBC 
Table 1604.3 or Table 2-1 of UFC 3-301-01.

8. The design of the new foundation systems shall be based on the recommendations 
provided in the “Fort Polk, Louisiana, Emergency Service Center” Government Geotechnical 
Report, provided by the Fort Worth District Corps of Engineers Geotechnical Branch.

6.6.3 The Structural system needs to be compatible with intended functions and components that allows 
for future flexibility, renovation, and reconfigurations of the interior space. The structural clear height at 
each floor shall be coordinated with the architectural ceiling height plus mechanical/electrical suspended 
equipment.

6.6.4 Lateral Load Resisting System: The structure shall be designed, fabricated, and detailed as a 
complete structural system. Lateral loads shall be resisted by lateral load resisting system in both major 
directions of the structure.

6.6.5 The foundation shall be a reinforced ribbed mat slab, or a reinforced concrete mat slab.  Shallow 
spread footings shall not be used for this facility.  Provide a minimum of 2’-0” of soil removal and 
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replacement below the bottom of the ribs or bottom of the thickened mat slab.  Replace the 2’-0” minimum 
over excavation with structural fill as specified in the government provided geotechnical report.  The D/B 
Contractor shall provide a  Geotechnical report investigation prepared by a licensed Geotechnical 
Engineer for verification of the foundation recommendations..  The provided information shall be based on 
the soil conditions at the specific site.  The final Geotechnical report shall have the confirm the allowable 
bearing pressure and soil site class per IBC and shall explicitly state the recommended type of foundation 
and design parameters to best counteract the effects of any expansive soils present.  The structural 
foundations minimum concrete strength shall be 3000 psi.  Flat slab or ribbed mat slabs shall be designed 
based on the appropriate UFC and SWD AEIM recommended procedures.  Subgrades under all facility 
foundations shall be treated to resist subterranean and other wood destroying insects known to exist in 
the vicinity of the site regardless of building materials utilized in the projects construction.  Such treatment 
shall be in accordance with the environmental criteria provided as reference in Appendix LL.

6.6.6 The structures will be designed for self weight of all building/structure components plus allowance 
for miscellaneous suspended mechanical and electrical systems.  

6.6.7 Special Design Considerations and Requirements: Window, skylights and glazed door frame 
members, connections to surrounding walls or roof, hardware and associated connections, and glazing 
shall be designed for blast protection by the Designer of Record in accordance with UFC 4-010-01.

6.7. THERMAL PERFORMANCE

No additional requirements

6.8. PLUMBING

6.8.1 Plumbing fixtures - Provide quantity and type of plumbing fixtures required for the occupancy, use 
and functions described for this facility. Freeze proof fixtures are to be provided at all exterior locations. 
SS Grade 1 is the preferred stainless steel type for plumbing fixtures and bathroom accessories.

6.8.2 Domestic Water Distribution - Provide valves at water supplies to fixtures and to provide ease of 
maintenance as required in the International Plumbing Code for all valves and hydrants. Hose bibs are to 
be provided on the front and back elevations of the building and one on each playground and must be 
freeze-proof, box type.  Stop valves shall be provided for refrigerators and ice makers shall be ball valves.

6.8.2.1 Piping materials shall be as per applicable criteria but may be restricted based on specific 
conditions at a particular site.  Generally, above ground pressure piping shall be copper Type L and 
underground pressure pipe shall be copper Type K (No Type M).  Fort Polk DPW preference is for non-
plastic plumbing materials; however, PVC waste and vent pipe is acceptable.

6.8.2.2 Exterior Water Piping Freeze Protection - Seasonally (not used in winter) utilized water supply 
piping shall be detailed and installed for complete drain down including interior or below grade isolation 
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valve. Exposed water piping that is utilized year round shall be insulated and heat traced and protected 
with pipe jacketing to ensure that the piping will not freeze.

6.8.3 Domestic Water Equipment - Provide new natural gas water heating system for all spaces, which 
require hot water, including the kitchen and the dishwasher. 

6.8.4 Fixture Faucet Mixing Valve - Provide single handle type mixing faucet valves with seals and seats 
combined into one replaceable cartridge; the cartridge shall be designed to be interchangeable between 
lavatories, bathtubs, kitchen and bar sinks, etc. or provide replaceable seals and seats that are 
removable either as a seat insert or as a part of a replaceable valve unit. Manufacturer preferences are 
Delta, Kohler, Price Pfister, Crane.

6.8.5 Insulation and Identification - Provide mineral fiber insulation with vapor barrier or closed cell foam 
on domestic water (hot and cold) supply piping. Provide identification for all piping and equipment.  

6.8.6 Sanitary Waste - For all waste and vent piping provide all fittings and connections necessary.  

6.8.7 Floor Drains – Provide floor drains in toilet rooms, janitor’s closets, kitchen, laundry, mechanical 
rooms and for equipment requiring drainage per the International Plumbing Code (IPC). (AM012) Provide 
automatic trap primers for all floor drains where a trap seal is subject to loss by evaporation.  Floor 
drains shall be self-priming.  This requirement supercedes Standard Design Criteria which allows 
other methods to prevent sewer gases from entering the occupied space. (/AM012) Floor drains in 
areas of grease or oil shall drain to a central grease/oil trap and not directly to the main sewer system.

6.8.8 Natural Gas Supply:  The D/B Contractor is to furnish standard gas pressures from building 
regulator of 8-15 ounces, 2 psi.  All gas lines connected to non permanent equipment will be equipped 
with shut off valves and couplings. All gas regulators in building to be vented to the outside.

6.8.9 Grease Interceptor - Provide a minimum 100 gallon capacity grease interceptor for the kitchen 
plumbing system.

6.8.10 Water Separator - Provide an oil water separator for fire truck bays.

6.8.11  Plumbing - Systems shall be per UFC 3-420-01.

6.9. SITE ELECTRICAL AND TELECOMMUNICATIONS SYSTEMS
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6.9 SITE ELECTRICAL SYSTEMS 

6.9.1 Site Electrical Systems Design Requirements 

6.9.1.1 The contractor shall provide demolition of existing electrical facilities and associated wiring, 
conduit and the site. Refer to Appendix J for Conceptual Electrical / Communication Site Plan. 

6.9.1.2 (AM009)(AM0012) As a CLIN Option Item(AM012), Relocate roadway lightings and associated 
wiring and conduit at Louisiana avenue to accommodate widen section of Louisiana avenue to create a 
right turn lane (See drawing in Appendix J for Conceptual Communication Site Plan). (/AM009)

6.9.1.3 Power to the Fire Station will be supplied by a pad mounted transformer. Primary feeder to the 
transformer will be underground. The underground primary is connected to a new in-line power pole 
through a riser pole. Secondary feeder from the transformer to the building will be in conduit. Location of 
the transformer shall meet AT/FP requirement. All primary construction shall be installed in accordance 
with energy standards from Entergy included in Appendix MM.

(a) Aerial to Underground: Aerial to underground transition pole including, but not limited to, crossarms, 
surge arresters, fused cutouts, terminators, and mounting equipment; underground primary duct and 
feeders, and other elements required to get power from an existing aerial primary system to service 
transformer (See drawing Conceptual Exterior Electrical). 

(b) Underground: Underground primary duct shall be a two-way 4" ducts with concrete encased and 
buried depth shall meet Ft. Polk requirements. Spare duct shall have pull wires. 

(c) Conductors. No primary underground conductor shall be smaller than No. 2 AWG copper. 

(d) Transformer: Transformer will be pad-mounted and size shall have capability to supply power to 
building demand load and future growth. Configuration of the transformer will be delta in primary and Y 
grounded secondary. 

(e) Secondary feeder. Feeder from transformer to the building will be in conduit. 

(f) All electrical components shall have capability to withstand existing short circuit current at that location. 
(AM004)
6.9.2 Emergency power. Emergency generator shall be provided for backup power. The generator shall 
have capability to provide 100% back-up power to all loads. The generator shall utilize natural gas  diesel 
fuel and located outside of the building. Location of the generator shall meet AT/FP requirement. As a 
bid option item the generator shall utilize natural gas with no on site fuel storage requirement.
(/AM004)
6.9.3 Exterior Lighting. Exterior lighting shall be designed and installed to coordinate with building 
configuration and security requirements. Illumination levels shall be meet IES requirement. Lighting 
circuits shall be controlled by a time switch. This is to facilitate 24 hour and night operations when 
necessary. 

6.9.4 Modify the existing traffic signal system as required by the road configuration. 

6.9.5 Telecommunications Requirements. Telecommunications design shall be in accordance with the 
Technical Guide for Installation Information Infrastructure Architecture (I3A). In the I3A Technical Guide, 
the word “shall” shall be substituted for the word “should” throughout the document. 

6.9.5.1 Provide 50 pair of the telephone cable and 12 strand single mode fiber from the local manhole to 
the new building. 
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6.9.5.2 Communication Tower. Provide a 100ft self support communication tower. The tower shall be 
designed for standing wind load and ice. The tower also can support ten (10) antennas mounted on it. 
The leg foundation of the tower shall be as designed by the manufacturer to meet the above 
requirements. The tower shall a climbing ladder with OSHA safety climbing equipment installed. 
Obstruction light shall be provided and met FAA safety requirement. Painting of the tower shall meet FAA 
requirement. Lightning protection shall be provided and grounding system for the tower shall be 
connected to the building grounding system. 

6.9.5.3 Add signal cables from tower.  They will run uninterrupted (underground) to Dispatch office.

6.9.5.4 Provide one wall phone line outlet with integral two-way communications in the Telecom Room, 
Electrical Room and Mechanical Rooms.

6.9.6 Lightning Protection. Lightning protection shall be provided where recommended by the Lightning 
Risk Assessment of NFPA 780 (2004) Annex L. 

6.9.7 Grounding, Bonding and Shielding. 
Grounding, bonding and shielding shall be provided for facility. Grounding straps shall be provided as 
required and will be connected to the building grounding system. 

6.9.8 Corrosion Control 
Cathodic protection shall be furnished on all ferrous metal pipes, tanks or other equipment in contact with 
earth. Cathodic protection shall comply with the recommendations of National Association of Corrosion of 
Engineers (NACE). 
The Contractor shall obtain the services of a “corrosion expert” to design, supervise, inspect, and test the 
installation and performance of the cathodic protection system. “Corrosion expert” refers to a person, who 
by thorough knowledge of the physical sciences and the principles of engineering and mathematics, 
acquired by professional education and related practical experience, is qualified to engage in the practice 
of corrosion control of buried or submerged metallic surfaces. Such a person must be accredited or 
certified by the National Association of Corrosion Engineers (NACE) as a NACE Accredited Corrosion 
Specialist or a NACE certified Cathodic Protection (CP) Specialist or be a registered professional 
engineer who has certification or licensing that includes education and experience in corrosion control of 
buried or submerged metallic piping and tank systems, if such certification or licensing includes 5 years 
experience in corrosion control on underground metallic surfaces of the type under this contract. The 
“corrosion expert” shall obtain soil resistivity data, acknowledging the type of pipeline coatings to be used 
and reporting to the Contractor the type of cathodic protection required. 

6.9.10 Communication System Services:   

(a) Telecommunication System Services: The existing voice (copper) and data (fiber optic) “On-Base” 
outside cable plants on the Installation have a confirmed capacity to handle new and existing services 
according to the Installation Network Enterprise Center (NEC).

Refer to Para 6.4.6.6 and Appendix J - Drawings for Communication Utility requirements.

6.10. FACILITY ELECTRICAL AND TELECOMMUNICATIONS SYSTEMS

6.10.1 Integrated Commercial Intrusion Detection System (ICIDS) is NOT required, however a 
door system shall be provided in accordance with Electrical Security Systems Upgrades shown in 
Appendix KK.
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6.10.2 Provide one complete Fire Alarm and Detection System for the Fire Station installed IAW UFC 3-
600-01 Ch. 5, NFPA 70 and NFPA 72.  Fire alarm system shall consist of a fire alarm panel and RF 
transceiver, initiating devices, and notification devices.  Fire Alarm system shall be compatible with 
existing Base fire alarm system and shall be coordinated with Base Fire Chief and/or AHJ.  The system 
shall be designed by a Fire Protection Engineer and installed by a NICET 4 technician.  

(a) The RF Transceiver shall be compatible with the Fire Department receiving system. The fire alarm 
system shall have an Integrated Radio Transceiver, Monaco BT-X or approved equal, with narrowband D-
21 capabilities and operating frequency of 165.0625 MHZ.  Interface BT-X with Fire, Mass Notification 
and Relay Cards.  

(b) The Fire alarm receiving system is a Monaco D-21 system. Ft Polk FES requests a Monaco M-2 fully 
addressable Fire Alarm Control Panel (FACP) that is compatible with the post system. A smoke detector 
shall be installed above the FACP as required by NFPA 72. A smoke detector is also required in the 
Electrical Room if separate from the Mechanical Room.

(c) The fire system must report 100% zone by zone (by device) to Fire Department D-21 receiving 
system. All tamper devices shall be sent to the D-21 system as a supervisory tamper. 

(d) Manual pull stations shall be of metal construction, dual action and key operable. The Fire Alarm 
System wiring shall be Class “A” for NAC and SLC.

(e) A looped conduit system shall be provided so that if the conduit and all conductors within are severed 
at any point, all NAC and SLC will remain functional.

(f) The Fire alarm system will comply with the requirements of UFC 3-600-01 and NFPA Criteria.  FACP 
and fire sprinkler riser shall be located in the Mechanical Room.  All mechanical and electrical rooms shall 
be post engineer keyed for emergency personnel access. Audible (voice) and visual annunciation shall be 
provided. Pull stations will be the non-glass, key reset type.  Smoke detectors shall be provided in all 
supply and return air ducts.  Upon activation of smoke duct detectors, the fire alarm system will shutdown 
the HVAC system.  An alarm signal will be transmitted to the local fire department.  This signal must be 
compatible with the local fire department’s equipment.

(g) Provide smoke detection in all environmentally conditioned spaces, including closets over 20 square 
feet, except for the kitchen.

6.10.3. A Fire Station alert system shall be provided and installed in accordance with the attached criteria 
contained in Appendix JJ.

6.10.4  Provide CATV receptacles (wired), power receptacle & TV wall mounting brackets in each dorm 
room, 2 in Day / training room, and 4 in fitness room.

6.11. HEATING, VENTILATING, AND AIR CONDITIONING

HVAC Systems and Equipment shall meet the requirements of UFC 4-010-01. 

6.11.1 System Description

(a) Provide new heating, ventilating and air conditioning (HVAC) systems for the Fort Polk Fire Station 
that attains the following objectives: Occupant comfort, Indoor air quality, Acceptable noise levels, Energy 
efficiency, Reliable operation, and Ease of maintenance. Refer to the Standard Design occupancy levels.  
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(b) The HVAC system shall provide each zone with the choice of heating or cooling year round unless 
otherwise indicated. Each zone shall have its own limited range of control, as allowed by the control 
system central workstation. Provide housekeeping pads and vibration isolators under all new floor-
mounted equipment.  All equipment shall be installed per the manufacturer’s recommendations.

(c) All make-up and outside air shall be filtered and pre-conditioned prior to being introduced into the 
HVAC systems. (AM012) Outside air shall be dehumidified to a dew point of 48 degrees F 
(maximum), and tempered to 70-74 degrees F (/AM012)

(d) Provide separate stand-alone systems independent of building HVAC system for UPS Room and 
Telecommunications Room.

(e) Vestibule shall be designed to insure positive pressurization for the building HVAC system.

(f)  Provide ventilation system for Mechanical Room # 50 and Electrical Room # 51 with design 
temperature of 10°F above ambient for summer and 55°F for winter.

(g) Provide natural gas radiant heating in apparatus bays.  

6.11.2 Energy Supply  

6.11.2.1 Gas piping and components may be used for the appliances in this building. For heating, the 
energy source of choice is natural gas. 

6.11.2.2 Heat Generating Systems - The heating load for this facility shall be serviced by providing 100% 
of the load. Provide insulation on any chilled water equipment.  

6.11.2.3 Air Distribution, Heating & Cooling - Provide system flushing and start-up for any waterside 
systems.  

6.11.2.4 Other Distribution Systems - Provide an automatic chemical treatment system for any waterside 
systems.

6.11.3 Water Quality Analysis and Treatment:

(a) Water quality for Fort Polk and surrounding area is ‘hard’.  Treatment will be required for use as make-
up water in HVAC equipment.  Water Quality Analysis reports are inserted as Appendix GG. 

(b) Contractor shall coordinate with water treatment contractor to confirm current water treatment 
methods to obtain the required quantity and types of chemicals to be initially introduced into the closed 
loop heating and chilled water systems.  
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6.11.4 Boiler Equipment Preferences:  Preferences are for Clever Brooks, Ajax or Bryan 
boiler equipment.

6.11.5 HVAC Equipment Preferences:  Preferences are for Trane or York equipment.  Roof mounted 
HVAC equipment not preferred but it may be provided; see architectural requirements.

6.11.5.1 Provide an emergency shutoff switch that allows HVAC control system to immediately shut down 
the air distribution system throughout the building except where interior pressure and airflow control 
would more efficiently prevent the spread of airborne contaminants and/or ensure the safety of egress 
pathways as per UFC 4-010-01.  Coordinate this requirement and switch features with local Fort Polk 
DPW during design. In accordance with UFC 4-010.01, provide all outside air intakes, relief air, and 
exhaust openings with low leakage dampers that automatically close when the emergency shutoff switch 
is activated.  The recommended low leakage dampers have maximum leakage rates of 3 cfm/square foot 
with a differential pressure of one inch of water gage across the damper. 

6.11.5.2 Provide vehicle exhaust units in the apparatus bays.  The vehicle exhaust systems shall be an 
approved equal to the Airvac 911 Engine Exhaust Removal System (AM02) and shall be hoseless 
(/AM012).  See Airvac brochure in Appendix OO. 

6.12. ENERGY CONSERVATION

6.12.1. General

6.12.1 Design Energy Target/Energy Budget   

6.12.1.1 An energy study shall be conducted (by the successful Bidder) for the Modified Two Company 
Headquarters Fire Station, in accordance with ASHRAE 90.1. The building shall comply with EPACT 05 
requirements of 40% better than ASHRAE 90.1, Energy Star purchase requirements and advance 
metering requirements. (AM012) Pricing shall be provided to achieve a 50% building energy 
reduction (/AM012)

6.12.1.2 The building schedule for calculations is 12 hours/day, 7 days/week.

(AM004) Renumbered

6.12.1.3 Energy Sources.   

6.12.1.3.1 Electricity and Natural Gas are available to the site. Central district heating and cooling utilities 
are not available from a Central Energy Plant for this site.   

6.12.1.3.2 Rate structures for all available utilities shall be confirmed with the installation energy 
personnel. Refer to Appendix K for Utility Rates provided by Ft Polk.   

6.12.1.3.3 An LCCA must be performed by the Contractor and submitted to the Contracting Officer for 
review.

(/AM004)
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6.12.2. Inclusion of Renewable Energy Features. The following renewable energy features have been 
determined lifecycle cost effective, are included in the project budget and shall be provided:  

No project specific requirements.

6.13. FIRE PROTECTION

6.13.1 Fire Protection Design References, Codes, and Standards. The design and construction of the fire 
protection systems for the Fire Station Headquarters shall be in compliance with Standard Design Criteria 
in Para 3.2.9, design criteria listed in Para 4 (latest edition), as required herein, Ft Polk Fire Department 
Consideration in Appendix NN and the design criteria listed below.

• MSS-SP 69 Latest Edition

·  UFC 3-600-01 and all applicable NFPA Standards

6.13.2 Sprinkler service does not require metering. The sprinkler service main shall be provided with an 
exterior post indicator valve with tamper switch reporting to the fire alarm control panel (FACP). The 
sprinkler entry riser shall include a double check backflow preventer and a wall hydrant for testing of 
backflow preventer. The sprinkler system shall include an indicating control valve, an alarm check valve, a 
water motor alarm and a flow switch reporting to the FACP. All control valves shall be OS&Y type and 
shall be provided with tamper switches connected to the FACP.   

6.13.3 Backflow Preventer. A backflow preventer shall be provided on the fire water main serving each 
building. This shall be located within the building. An exterior wall hydrant with OS&Y valve shall be 
provided to allow testing of backflow preventer at design flow as required by NFPA 13 latest edition.

6.13.4 Fire Department Connection. A fire department connection (FDC) must be provided for the facility. 
The FDC must be located within 150 feet of hydrant and be accessible. Facilities with FDCs for sprinkler 
or standpipe systems must be provided with suitable all-weather ground access surface for pumper 
apparatus within 150 feet of such FDCs. Seeded areas are not considered all weather access.   FDC 
shall be marked as a “Fire Lane” without any parking or landscaping to obstruct access.      

6.13.5 Kitchen equipment and exhaust systems shall meet the requirements of UFC 3-600-01 and NFPA 
96. The grease removal devices, hoods, duct system and the cooking equipment served by the hood will 
be protected by a wet chemical system approved for protecting kitchen equipment. The extinguishing 
system will be monitored by a separate zone on the fire alarm control panel and will activate the building 
fire alarm system upon discharge. Activation of the extinguishing system will cause automatic shut off of 
all sources of fuel and heat to the equipment per NFPA 96.

6.13.6 Fire Water Supply.   

6.13.6.1 Refer to Appendix D for the Results of Fire Flow Tests in this area.

6.13.6.2 After contract award, the Contractor shall perform a fire hydrant water flow test at the site to 
confirm that the resulting available fire flow is adequate to support the fire protection requirements of this 
project. During fire flow demands, the exterior water distribution system shall not be drawn down below 
20 psi.   

6.13.6.3 Fire Hydrants. Fire hydrants shall be located within 250 feet of all points of the proposed 
building. FDC, PIV appurtenances shall not be blocked from view or access.

6.13.7 Riser Location - Fire risers shall be installed in dedicated space or mechanical room with external 
access for fire department. Ft Polk prefers riser be secured within a fence to help avoid tampering.
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6.13.8 HVAC Equipment Restart - After a fire alarm shut-down is cleared at fire alarm panel, affected 
mechanical equipment shall automatically restart.

6.13.9 Sprinkler Freeze Protection:  Provide temperature sensor and alarm to notify fire department of 
possible freezing conditions for wet pipe sprinkler systems in spaces where heat may not be available 
due to being unoccupied or heating system may have failed in compliance with UFC 3-600-01.  

6.14. SUSTAINABLE DESIGN 

6.14.1. LEED Rating Tool Version. This project shall be executed using LEED-NC Version 3.

6.14.2.  The minimum requirement for this project is to achieve LEED Silver level. Each non-exempt 
facility (building plus sitework) must achieve this level.   In addition to any facilities indicated as exempt in 
paragraph 3, the following facilities are exempt from the minimum LEED achievement requirement: None.

6.14.3. Credit Validation:  LEED registration, compiling of documentation at LEED OnLine and use of the 
LEED Letter Templates is required. Registration and payment of registration fees will be by the 
Contractor.  Administration/team management of the online project will be by the Contractor.  Validation 
of credits will be accomplished by the Government. LEED certification of the project by the Contractor is 
not required. The Government may choose to seek LEED certification of the project, in which case the 
Government will pay certification fees and coordinate with the GBCI and the Contractor will furnish audit 
data as requested at no additional cost. 

6.14.4. Commissioning:  See Appendix M for Owner’s Project Requirements document(s).

6.14.5. LEED Credits Coordination.  The following information is provided relative to Sustainable Sites 
and other credits. 

SS Credit 1 Site Selection:

Project site IS NOT considered prime farmland.

Project site is five feet or more above 100-year flood elevation.

Project site contains no habitat for threatened or endangered species.

No portion of project site lies within 100 feet of any water, wetlands or areas of special concern.

Project site WAS NOT previously used as public parkland.

SS Credit 2 Development Density & Community Connectivity. 

Project site DOES NOT meets the criteria for this credit.

SS Credit 3 Brownfield Redevelopment. 

Project site DOES NOT meets the criteria for this credit.

SS Credit 4.1 Public Transportation Access. 

Project site DOES NOT meets the criteria for this credit.

EA Credit 6 Green Power. 
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35% of the project’s electricity WILL NOT be provided through an Installation renewable energy contract.  
Do not purchase Renewable Energy Credits (REC’s) to earn this credit.

MR Credit 2 Construction Waste Management.

The Installation does not have an on-post recycling facility available for Contractor's use. 

Regional Priority Credits (Version 3 only)

The project zip code is 71459.

6.14.6. LEED Credit Preferences, Guidance and Resources. See Appendix L LEED Project Credit 
Guidance for supplemental information relating to individual credits.

6.14.7. Not Used

6.14.8.  Additional Information

There are no project specific requirements for the Modified Two Company Headquarters Fire Station. 

The project is required to meet LEED Silver requirements.  Prerequisite credits are not listed, and are 
expected to be met for this project.  Please refer to Army guidance on LEED Implementation and LEED 
Project Credit Guidance.

POST AWARD CONFERENCE/DBB PRE-DESIGN CONFERENCE. The Designer of Record will ensure 
that all team members (including Users and Installation staff) have a basic understanding of LEED and 
provide overview training for those that do not. A conference will be held and the conference agenda will 
include discussion of LEED roles and responsibilities, goals and compliance requirements, coordination 
issues including assignment of LEED Online team memberships for district, COS and installation 
representatives for review purposes, discussion of possible problem areas, and review of documentation 
requirements. Meeting attendees will include all designers of record, all design team and construction 
team assigned project LEED APs, construction contractor (if applicable) and USACE Project Manager. 
COS (if applicable), User and Installation Representative(s) including planning and maintenance staff will 
be invited to attend.

DESIGN DOCUMENTS. LEED credit requirements will be incorporated into drawings and specifications, 
including all required construction phase documentation (as defined in LEED Submittals document).

LEED SUPPORTING DOCUMENTATION. Supporting documentation is a separable portion of Design 
Analysis provided with each required design submittal. Each design submittal will include the LEED 
Project Checklist identifying all credits claimed. Final design submittal for each portion of the work will 
include all required design documentation (as defined in LEED Submittals document) for that portion of 
the work (example - all site credit design documentation with final site design). For registered projects all 
design documentation will be uploaded to LEED Online when final design is submitted.
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The following Credits are considered Mandatory for Army projects:

Sustainable Sites, Credit 6.1 Stormwater Design: Quantity Control

Sustainable Sites, Credit 6.2 Stormwater Design: Quality Control

Water Efficiency, Credit 1 Water Efficient Landscaping

Water Efficiency, Credit 3 Innovative Wastewater Technologies 

Energy & Atmosphere, Credit 1 Optimize Energy Performance

Energy & Atmosphere, Credit 3 Enhanced Commissioning

Energy & Atmosphere, Credit 5 Measurement & Verification

Materials and Resources, Credit 2 Construction Waste Management: Divert 50% From Disposal

Materials and Resources, Credit 4 Recycled Content: 10% (post-consumer + 1/2 pre-consumer)

Indoor Environmental Quality, Credit 3.1 Construction IAQ Management Plan, During Construction

Indoor Environmental Quality, Credit 3.2 Construction IAQ Management Plan, Before Occupancy

Indoor Environmental Quality, Credit 7.1 Thermal Comfort, Design

ENERGY AND WATER EMPHASIS. Starting with the FY13 program, all buildings with a LEED-NC Silver 
achievement requirement will earn at least 40% of the points required for Silver from credits that 
contribute to energy and water conservation, which are defined as the following:

Sustainable Site (SS) 7 Heat Island Effect

SS8 Light Pollution

All Water Efficiency (WE) credits

Energy and Atmosphere (EA) 1 Optimize Energy

EA2 On-Site Renewable Energy

EA3 Enhanced Commissioning

EA5 Measurement & Verification

EA6 Green Power

Indoor Environmental Quality (IEQ) 1 Outside Air Delivery Monitoring

IEQ8.1 Daylighting

Any ID Innovation and Regional Priority (RP) credits achieved for energy or water savings
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REQUIRED CREDITS. Include the following credits in all MCA projects where applicable:

SS6 Storm water Design (Quantity and Quality)

WE1 Water Efficient Landscaping – no potable water used for irrigation

WE3 Water Use Reduction – at least 30% reduction

EA1 Optimize Energy – at least 40% reduction new construction, at least 35% reduction existing building 
renovations

EA3 Enhanced Commissioning

EA5 Measurement &Verification

MR2 Construction Waste Management

MR4 Recycled Content

IEQ3 Construction IAQ management (both During Construction and Before Occupancy)

IEQ7.1 Thermal Comfort Design

The following are preferred credits for Fort Polk specifically:

Sustainable Sites, Credit 1 Site Selection

Sustainable Sites, Credit 4.2 Alternative Transportation: Bicycle Storage and Changing Rooms

Sustainable Sites, Credit 5.1 Site Development: Protect or Restore Habitat

Sustainable Sites, Credit 7.1 Heat Island Effect: Non-Roof

Sustainable Sites, Credit 7.1 Heat Island Effect: Roof

Sustainable Sites, Credit 8 Light Pollution Reduction

Water Efficiency, Credit 2 Water Use Reduction

Energy & Atmosphere, Credit 4 Enhanced Refrigerant Management

Materials and Resources, Credit 4 Recycled Content: 20% (post-consumer + 1/2 pre-consumer)

Indoor Environmental Quality, Credit 4.1 Low Emitting Materials: Adhesives & Sealants

Indoor Environmental Quality, Credit 4.2 Low Emitting Materials: Paints & Coatings

Indoor Environmental Quality, Credit 4.3 Low Emitting Materials: Carpet/Flooring Systems

Indoor Environmental Quality, Credit 4.4 Low Emitting Materials: Wood & Agrifiber Products

Indoor Environmental Quality, Credit 8.1 Daylight & Views (Daylighting)
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Innovation and Design Process, Credit 2 LEED Accredited Professional

Regional Priority

6.15. ENVIRONMENTAL

6.15.1 A Record of Environmental Consideration (REC) has been issued.  Refer to Appendix E for 
Environmental Information including copy of the REC.  The D/B Contractor shall comply with all Federal, 
State, and Local environmental requirements. Contractor environmental information is included in 
Appendix BB. 

6.15.1.1 Sediment Basin.  If a temporary sediment basin is required, it shall be designed and installed 
prior to any/all construction.  The sediment basin shall accommodate a 25 year rain event.  The size shall 
be based upon the square footage of watershed that the basin will be receiving.  Project site area is 
approximately ten acres.  The basin shall serve two functions – 1) capture sediments during the 
construction of the facility and its associated developments and 2) allow water to exit the site in manner to 
prevent erosion.  

6.15.1.2 Tree Removal.  Prior to any construction, the D/B contractor shall coordinate tree removal with Ft 
Polk Environmental. The D/B contractor shall be responsible for a survey of construction area, for locating 
and marking trees to be removed from the site based upon the survey.  The D/B contractor shall allow for 
a two (2) week period for coordination with Ft Polk Environmental to have tress removed as designated.

6.15.2 Erosion control. All material shall be contained on site. All dirt piles must be seeded if left unused 
for more than 20 days. Rye grass shall not be used as a permanent source of grassing.  

6.15.3 Refer to Fort Polk IDG for acceptable plant species for use on the landscape plan.

6.16. PERMITS

6.16.1 All permits shall be obtained and permit fees paid for by the Contractor at no additional expense to 
the Government.  

6.17. DEMOLITION

(AM0005) (Demolition of the entire existing Fire Station Complex as shown in Appendix J will be requried 
as a part  a bid option of this contract (C-102), after the Fire Department has moved into the new Fire 
Station.  Existing building REC's can be found in Appendix  PP.  Note that Building 1736 will require 
disposal in a registered hazardous waste landfill for TCLP levels in excess of that allowable. 
Disposal will be per LDEQ requirements. Demolition on the proposed project site includes the removal 
of pavement, curb and gutter, drainage culverts, concrete heliopad, and a section of Missouri Ave,  
(Appendix J). (/AM0005)
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6.18. ADDITIONAL FACILITIES

There are no additional facilities with this project.

End of Section 01 10 00.1005
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SECTION 01 33 00.1005
SUBMITTAL PROCEDURES

(DESIGN-BUILD TASK ORDERS)

1.0 GENERAL

1.13. GOVERNMENT APPROVED OR CONCURRED WITH SUBMITTALS

1.14. INFORMATION ONLY SUBMITTALS
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1.0 GENERAL

1.1.1. This section contains requirements specifically applicable to this task order.  The requirements of 
Base ID/IQ contract Section 01 33 30 apply to this task order, except as otherwise specified herein.

1.13. GOVERNMENT APPROVED OR CONCURRED WITH SUBMITTALS

Upon completion of review of submittals requiring Government approval or concurrence, the Government 
will stamp and date the submittals as approved or concurred.  The Government will retain one (1) copies 
of the submittal and return one (1) copy(ies) of the submittal.

1.14. INFORMATION ONLY SUBMITTALS

Normally submittals for information only will not be returned.  Approval of the Contracting Officer is not 
required on information only submittals.  The Government reserves the right to require the Contractor to 
resubmit any item found not to comply with the contract.  This does not relieve the Contractor from the 
obligation to furnish material conforming to the plans and specifications; will not prevent the Contracting 
Officer from requiring removal and replacement of nonconforming material incorporated in the work; and 
does not relieve the Contractor of the requirement to furnish samples for testing by the Government 
laboratory or for check testing by the Government in those instances where the technical specifications so 
prescribe.  The Government will retain one (1) copies of information only submittals.

End of Section 01 33 00.1005
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SECTION 01 33 16
DESIGN AFTER AWARD

1.0 GENERAL INFORMATION

1.1. INTRODUCTION

1.2. DESIGNER OF RECORD

2.0 PRODUCTS (Not Applicable)

3.0 EXECUTION

3.1. PRE-WORK ACTIVIES & CONFERENCES

3.1.1. Design Quality Control Plan

3.1.2. Post Award Conference

3.1.3. Partnering & Project Progress Processes

3.1.4. Initial Design Conference

3.1.5. Pre-Construction Conference

3.2. STAGES OF DESIGN SUBMITTALS AND OVER THE SHOULDER PROGRESS REVIEWS

3.2.1. Site/Utilities

3.2.2. Interim Design Submittals

3.2.3. Over-the-Shoulder Progress Reviews

3.2.4. Final Design Submissions

3.2.5. Design Complete Submittals

3.2.6. Holiday Periods for Government Review or Actions

3.2.7. Late Submittals and Reviews

3.3. DESIGN CONFIGURATION MANAGEMENT

3.3.1. Procedures

3.3.2. Tracking Design Review Comments

3.3.3. Design and Code Checklists

3.4. INTERIM DESIGN REVIEWS AND CONFERENCES

3.4.1. General

3.4.2. Procedures
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3.4.3. Conference Documentation

3.5. INTERIM DESIGN REQUIREMENTS

3.5.1. Drawings

3.5.2. Design Analyses

3.5.3. Geotechnical Investigations and Reports

3.5.4. LEED Documentation

3.5.5. Energy Conservation

3.5.6. Specifications

3.5.7. Building Rendering

3.5.8. Interim Building Design Contents

3.6. FINAL DESIGN REVIEWS AND CONFERENCES

3.7. FINAL DESIGN REQUIREMENTS

3.7.1. Drawings

3.7.2. Design Analysis

3.7.3. Specifications

3.7.4. Submittal Register

3.7.5. Preparation of DD Form 1354 (Transfer of Real Property)

3.7.6. Acceptance and Release for Construction

3.8. DESIGN COMPLETE CONSTRUCTION DOCUMENT REQUIREMENTS

3.9. SUBMITTAL DISTRIBUTION, MEDIA AND QUANTITIES

3.9.1. Submittal Distribution and Quantities

3.9.2. Web based Design Submittals

3.9.3. Mailing of Design Submittals

3.10. AS-BUILT DOCUMENTS

ATTACHMENT A STRUCTURAL INTERIOR DESIGN (SID) REQUIREMENTS

ATTACHMENT B FURNITURE, FIXTURES AND EQUIPMENT REQUIREMENTS

ATTACHMENT C TRACKING COMMENTS IN DRCHECKS

ATTACHMENT D SAMPLE FIRE PROTECTION AND LIFE SAFETY CODE REVIEW
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ATTACHMENT E LEED SUBMITTALS

ATTACHMENT F BUILDING INFORMATION MODELING REQUIREMENTS

ATTACHMENT G DESIGN SUBMITTAL DIRECTORY AND SUBDIRECTORY FILE ARRANGEMENT
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1.0 GENERAL INFORMATION

1.1. INTRODUCTION

1.1.1. The information contained in this section applies to the design required after award.  After 
award, the Contractor will develop the accepted proposal into the completed design, as described herein.

1.1.2. The Contractor may elect to fast track the design and construction that is, proceed with 
construction of parts of the sitework and facilities prior to completion of the overall design.  To facilitate 
fast tracking, the Contractor may elect to divide the design into no more than six (6) design packages per 
major facility type and no more than three (3) design packages for site and associated work.  Designate 
how it will package the design, consistent with its overall plan for permitting (where applicable) and 
construction of the project.  See Sections 01 33 00 SUBMITTAL PROCEDURES and 01 32 01.00 10 
PROJECT SCHEDULE for requirements for identifying and scheduling the design packaging plan in the 
submittal register and project schedule.  See also Sections 01 10 00 STATEMENT OF WORK and 01 57 
20.00 10 ENVIRONMENTAL PROTECTION for any specified permit requirements.  If early procurement 
of long-lead item construction materials or installed equipment, prior to completion of the associated 
design package, is necessary to facilitate the project schedule, also identify those long-lead items and 
how it will assure design integrity of the associated design package to meet the contract requirements 
(The Contract consists of the Solicitation requirements and the accepted proposal).  Once the 
Government is satisfied that the long-lead items meet the contract requirements, the Contracting Officer 
will allow the Contractor to procure the items at its own risk.

1.1.3. The Contractor may proceed with the construction work included in a separate design 
package after the Government has reviewed the final (100%) design submission for that package, review 
comments have been addressed and resolved to the Government's satisfaction and the Contracting 
Officer (or the Administrative Contracting Officer) has agreed that the design package may be released 
for construction.  

1.1.4. INTEGRATED DESIGN. To the maximum extent permitted for this project, use a 
collaborative, integrated design process for all stages of project delivery with comprehensive performance 
goals for siting, energy, water, materials and indoor environmental quality and ensures incorporation of 
these goals. Consider all stages of the building lifecycle, including deconstruction.

1.2. DESIGNER OF RECORD

Identify, for approval, the Designer of Record (“DOR”) that will be responsible for each area of design.  
One DOR may be responsible for more than one area.  Listed, Professional Registered, DOR(s) shall 
account for all areas of design disciplines.  The DOR’s shall stamp, sign, and date each design drawing 
and other design deliverables under their responsible discipline at each design submittal stage (see 
contract clause Registration of Designers).  If the deliverables are not ready for release for construction, 
identify them as "preliminary" or "not for release for construction" or by using some other appropriate 
designation.  The DOR(s) shall also be responsible for maintaining the integrity of the design and for 
compliance with the contract requirements through construction and documentation of the as-built 
condition by coordination, review and approval of extensions of design, material, equipment and other 
construction submittals, review and approval or disapproval of requested deviations to the accepted 
design or to the contract, coordination with the Government of the above activities, and by performing 
other typical professional designer responsibilities.

2.0 PRODUCTS (Not Applicable)

3.0 EXECUTION

3.1. PRE-WORK ACTIVITIES & CONFERENCES
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3.1.1. Design Quality Control Plan

Submit for Government acceptance, a Design Quality Control Plan in accordance with Section 01 45 
04.00 10 CONTRACTOR QUALITY CONTROL before design may proceed.

3.1.2. Post Award Conference

3.1.2.1. The government will conduct a post award contract administration conference at the project site, 
as soon as possible after contract award.  This will be coordinated with issuance of the contract notice to 
proceed (NTP).  The Contractor and major sub-contractor representatives shall participate.  All designers 
need not attend this first meeting. Government representatives will include COE project delivery team 
members, facility users, facility command representatives, and installation representatives.  The 
Government will provide an agenda, meeting goals, meeting place, and meeting time to participants prior 
to the meeting.

3.1.2.2. The post award conference shall include determination and introduction of contact persons, their 
authorities, contract administration requirements, discussion of expected project progress processes, and 
coordination of subsequent meetings for quality control (see Section 01 45 04.00 10 CONTRACTOR 
QUALITY CONTROL), Partnering (see below and SCR:  Partnering), and the initial design conference 
(see below).  

3.1.2.3. The government will introduce COE project delivery team members, facility users, facility 
command representatives, and installation representatives.  The DB Contractor shall introduce major 
subcontractors, and other needed staff.  Expectations and duties of each person shall be defined for all 
participants.  A meeting roster shall be developed and distributed by the government with complete 
contact information including name, office, project role, phone, mailing and physical address, and email 
address.

3.1.3. Partnering & Project Progress Processes

3.1.3.1. The initial Partnering conference may be scheduled and conducted at any time with or following 
the post award conference.  The Government proposes to form a partnership with the DB Contractor to 
develop a cohesive building team.  This partnership will involve the COE project delivery team members, 
facility users, facility command representatives, installation representatives, Designers of Record, major 
subcontractors, contractor quality control staff, and contractor construction management staff.  This 
partnership will strive to develop a cooperative management team drawing on the strengths of each team 
member in an effort to achieve a quality project within budget and on schedule.  This partnership will be 
bilateral in membership and participation will be totally voluntary.  All costs, excluding labor and travel 
expenses, shall be shared equally between the Government and the Contractor.  The Contractor and 
Government shall be responsible for their own labor and travel costs.  Normally, partnering meetings will 
be held at or in the vicinity of the project installation. 

3.1.3.2. As part of the partnering process, the Government and Contractor shall develop, establish, and 
agree to comprehensive design development processes including conduct of conferences, expectations 
of design development at conferences, fast-tracking, design acceptance, Structural Interior Design (SID)/ 
Furniture, Fixtures & Equipment (FF&E) design  approval, project closeout, etc.  The government will 
explain contract requirements and the DB Contractor shall review their proposed project schedule and 
suggest ways to streamline processes.

3.1.4. Initial Design Conference

The initial design conference may be scheduled and conducted at the project installation any time after 
the post award conference, although it is recommended that the partnering process be initiated with or 
before the initial design conference. Any design work conducted after award and prior to this conference 
should be limited to site and is discouraged for other items.  All Designers of Record shall participate in 
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the conference.  The purpose of the meeting is to introduce everyone and to make sure any needs the 
contractor has are assigned and due dates established as well as who will get the information.  See also 
Attachment F, BUILDING INFORMATION MODELING REQUIREMENTS for discussion concerning the 
BIM Implementation Plan demonstration at this meeting.  The DB Contractor shall conduct the initial 
design conference.

3.1.5. Pre-Construction Conference

Before starting construction activities, the Contractor and Government will jointly conduct a pre-
construction administrative conference to discuss any outstanding requirements and to review local 
installation requirements for start of construction.  It is possible there will be multiple Pre-Construction 
Conferences based on the content of the design packages selected by the Contractor. The Government 
will provide minutes of this meeting to all participants.

3.2. STAGES OF DESIGN SUBMITTALS AND OVER THE SHOULDER PROGRESS REVIEWS 

The stages of design submittals described below define Government expectations with respect to process 
and content.  The Contractor shall determine how to best plan and execute the design and review 
process for this project, within the parameters listed below.  As a minimum, the Government expects to 
see at least one interim design submittal, at least one final design submittal before construction of a 
design package may proceed and at least one Design Complete submittal that documents the accepted 
design.  The Contractor may sub-divide the design into separate packages for each stage of design and 
may proceed with construction of a package after the Government accepts the final design for that 
package.  See discussion on waivers to submission of one or more intermediate design packages where 
the parties partner during the design process.  See also Attachment F, BUILDING INFORMATION 
MODELING REQUIREMENTS for discussion concerning BIM and the various stages of design submittals 
and over-the-shoulder progress reviews.

3.2.1. Site/Utilities

To facilitate fast-track design-construction activities the contractor may submit a final (100%) site and 
utility design as the first design submittal or it may elect to submit interim and final site and utility design 
submittals as explained below.  Following review, resolution, and incorporation of all Government 
comments, and submittal of a satisfactory set of site/utility design documents, after completing all other 
pre-construction requirements in this contract and after the pre-construction meeting, the Government will 
allow the Contractor to proceed with site development activities, including demolition where applicable, 
within the parameters set forth in the accepted design submittal. For the first site and utility design 
submission, whether an interim or final, the submittal review, comment, and resolution times from this 
specification apply, except that the Contractor shall allow the Government a 14 calendar day review 
period, exclusive of mailing time.  No on-site construction activities shall begin prior to written Government 
clearance to proceed.

3.2.2. Interim Design Submittals

The Contractor may submit either a single interim design for review, representing a complete package 
with all design disciplines, or split the interim design into smaller, individual design packages as it deems 
necessary for fast-track construction purposes.   As required in Section 01 32 01.00 10 PROJECT 
SCHEDULE, the Contractor shall schedule its design and construction packaging plan to meet the 
contract completion period.  This submission is the Government's primary opportunity to review the 
design for conformance to the solicitation and to the accepted contract proposal and to the Building 
Codes at a point where required revisions may be still made, while minimizing lost design effort to keep 
the design on track with the contract requirements.  The requirements for the interim design review 
submittals and review conferences are described hereinafter.  This is not necessarily a hold point for the 
design process; the Contractor may designate the interim design submittal(s) as a snapshot and proceed 
with design development at its own risk.  See below for a waiver, where the parties establish an effective 
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over-the-shoulder progress review procedure through the partnering process that would eliminate the 
need for or expedite a formal intermediate design review on one or more individual design packages.

3.2.3. Over-the-Shoulder Progress Reviews

To facilitate a streamlined design-build process, the Government and the Contractor may agree to one-
on-one reviewer or small group reviews, electronically, on-line (if available within the Contractor's 
standard design practices) or at the Contractor's design offices or other agreed location, when practicable 
to the parties.  The Government and Contractor will coordinate such reviews to minimize or eliminate 
disruptions to the design process.  Any data required for these reviews shall normally be provided in 
electronic format, rather than in hard copy.  If the Government and Contractor establish and implement an 
effective, mutually agreeable partnering procedure for regular (e.g., weekly) over-the shoulder review 
procedures that allow the Government reviewers the opportunity to keep fully informed of the progress, 
contents, design intent, design documentation, etc. of the design package, the Government will agree to 
waive or to expedite the formal intermediate design review period for that package.  The Contractor shall 
still be required to submit the required intermediate design documentation, however the parties may 
agree to how that material will be provided, in lieu of a formal consolidated submission of the package.  It 
should be noted that Government funding is extremely limited for non-local travel by design reviewers, so 
the maximum use of virtual teaming methods must be used.  Some possible examples include electronic 
file sharing, interactive software with on-line or telephonic conferencing, televideo conferencing, etc.  The 
Government must still perform its Code and Contract conformance reviews, so the Contractor is 
encouraged to partner with the reviewers to find ways to facilitate this process and to facilitate meeting or 
bettering the design-build schedule. The Contractor shall maintain a fully functional configuration 
management system as described herein to track design revisions, regardless of whether or not there is a 
need for a formal intermediate design review. The formal intermediate review procedures shall form the 
contractual basis for the official schedule, in the event that the partnering process determines that the 
formal intermediate review process to be best suited for efficient project execution.  However, the 
Government pledges to support and promote the partnering process to work with the Contractor to find 
ways to better the design schedule.  

3.2.4. Final Design Submissions

This submittal is required for each design package prior to Government acceptance of that design 
package for construction.  The requirements for the final design submittal review conferences and the 
Government's acceptance for start of construction are described herein after.

3.2.5. Design Complete Submittals

After the final design submission and review conference for a design package, revise the design package 
to incorporate the comments generated and resolved in the final review conferences, perform and 
document a back-check review and submit the final, design complete documents, which shall represent 
released for construction documents.  The requirements for the design complete submittals are described 
hereinafter.

3.2.6. Holiday Periods for Government Review or Actions

Do not schedule meetings, Government reviews or responses during the last two weeks of December or 
other designated Government Holidays (including Friday after Thanksgiving).  Exclude such dates and 
periods from any durations specified herein for Government actions.

3.2.7. Late Submittals and Reviews

If the Contractor cannot meet its scheduled submittal date for a design package, it must revise the 
proposed submittal date and notify the government in writing, at least one (1) week prior to the submittal, 
in order to accommodate the Government reviewers’ other scheduled activities. If a design submittal is 
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over one (1) day late in accordance with the latest revised design schedule, or if notification of a proposed 
design schedule change is less than seven (7) days from the anticipated design submission receipt date, 
the Government review period may be extended up to seven (7) days due to reviewers’ schedule 
conflicts. If the Government is late in meeting its review commitment and the delay increases the 
Contractor’s cost or delays completion of the project, the Suspension of Work and Defaults clauses 
provide the respective remedy or relief for the delay.

3.3. DESIGN CONFIGURATION MANAGEMENT

3.3.1. Procedures

Develop and maintain effective, acceptable design configuration management (DCM) procedures to 
control and track all revisions to the design documents after the Interim Design Submission through 
submission of the As-Built documents.  During the design process, this will facilitate and help streamline 
the design and review schedule.  After the final design is accepted, this process provides control of and 
documents revisions to the accepted design (See Special Contract Requirement: Deviating From the 
Accepted Design). The system shall include appropriate authorities and concurrences to authorize 
revisions, including documentation as to why the revision must be made.  Include the DCM procedures in 
the Design Quality Control Plan.  The DCM data shall be available to the Government reviewers at all 
times.  The Contractor may use its own internal system with interactive Government concurrences, where 
necessary or may use the Government's “DrChecks Design Review and Checking System” (see below 
and Attachment C).

3.3.2. Tracking Design Review Comments

Although the Contractor may use its own internal system for overall design configuration management, 
the Government and the Contractor shall use the DrChecks Design Review and Checking System to 
initiate, respond to, resolve and track Government design compliance review comments.  This system 
may be useful for other data which needs to be interactive or otherwise available for shared use and 
retrieval.  See Attachment C for details on how to establish an account and set-up the DrChecks system 
for use on the project.

3.3.3. Design and Code Checklists

Develop and complete various discipline-specific checklists to be used during the design and quality 
control of each submittal.  Submit these completed checklists with each design submittal, as applicable, 
as part of the project documentation.  See Section 01 45 04.00 10 Contractor Quality Control, Attachment 
D for a Sample Fire Protection and Life Safety Code review checklist and Attachment E for LEED 
SUBMITTALS.

3.4. INTERIM DESIGN REVIEWS AND CONFERENCES

3.4.1. General

At least one interim design submittal, review and review conference is required for each design package 
(except that, per paragraph 3.2.1, the Contractor may skip the interim design submission and proceed 
directly to final design on the sitework and utilities package).  The DB Contractor may include additional 
interim design conferences or over-the-shoulder reviews, as needed, to assure continued government 
concurrence with the design work.  Include the interim submittal review periods and conferences in the 
project schedule and indicate what part of the design work is at what percentage of completion.  The 
required interim design conferences shall be held when interim design requirements are reached as 
described below.  See also Paragraph: Over-the-Shoulder Progress Reviews for a waiver to the formal 
interim design review.

3.4.2. Procedures
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After receipt of an Interim Design submission, allow the Government fourteen (14) calendar days after 
receipt of the submission to review and comment on the interim design submittal.  For smaller design 
packages, especially those that involve only one or a few separate design disciplines, the parties may 
agree on a shorter review period or alternative review methods (e.g., over-the–shoulder or electronic file 
sharing), through the partnering process. For each interim design review submittal, the COR will furnish, 
to the Contractor, a single consolidated, validated listing of all comments from the various design sections 
and from other concerned agencies involved in the review process using the DrChecks Design Review 
and Checking System.  The review will be for conformance with the technical requirements of the 
solicitation and the Contractor's RFP proposal.  If the Contractor disagrees technically with any comment 
or comments and does not intend to comply with the comment, he/she must clearly outline, with ample 
justification, the reasons for noncompliance within five (5) days after receipt of these comments in order 
that the comment can be resolved.  Furnish disposition of all comments, in writing, through DrChecks.  
The Contractor is cautioned that if it believes the action required by any comment exceeds the 
requirements of this contract, that it should take no action and notify the COR in writing immediately.  The 
Interim Review conference will be held for each design submittal at the installation.  Bring the personnel 
that developed the design submittal to the review conference.  The conference will take place the week 
after the receipt of the comments by the Contractor.  For smaller fast-track packages that involve only a 
few reviewers, the parties may agree to alternative conferencing methods, such as teleconferencing, or 
televideo, where available, as determined through Partnering.

3.4.3. Conference Documentation

3.4.3.1. In order to facilitate and accelerate the Government code and contract conformance reviews, 
identify, track resolution of and maintain all comments and action items generated during the design 
process and make this available to the designers and reviewers prior to the Interim and subsequent 
design reviews.

3.4.3.2. The DB Contractor shall prepare meeting minutes and enter final resolution of all comments into 
DrChecks.  Copies of comments, annotated with comment action agreed on, will be made available to all 
parties before the conference adjourns.  Unresolved problems will be resolved by immediate follow-on 
action at the end of conferences.  Incorporate valid comments.  The Government reserves the right to 
reject design document submittals if comments are significant.  Participants shall determine if any 
comments are critical enough to require further design development prior to government concurrence.  
Participants shall also determine how to proceed in order to obtain government concurrence with the 
design work presented.

3.5. INTERIM DESIGN REQUIREMENTS

Interim design deliverables shall include drawings, specifications, and design analysis for the part of 
design that the Contractor considers ready for review.

3.5.1. Drawings

Include comments from any previous design conferences incorporated into the documents to provide an 
interim design for the “part” submitted.

3.5.2. Design Analyses

3.5.2.1. The designers of record shall prepare and present design analyses with calculations necessary to 
substantiate and support all design documents submitted.  Address design substantiation required by the 
applicable codes and references and pay particular attention to the following listed items:

3.5.2.2. For parts including sitework, include site specific civil calculations.

3.5.2.3. For parts including structural work, include structural calculations.  
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(a) Identify all loads to be used for design.

(b) Describe the method of providing lateral stability for the structural system to meet seismic and 
wind load requirements.  Include sufficient calculations to verify the adequacy of the method.

(c) Provide calculations for all principal roof, floor, and foundation members and bracing and 
secondary members.

(d) Provide complete seismic analyses for all building structural, mechanical, electrical, architectural, 
and building features as dictated by the seismic zone for which the facility is being constructed.

(e) Computer generated calculations must identify the program name, source, and version. Provide 
input data, including loads, loading diagrams, node diagrams, and adequate documentation to illustrate 
the design. The schematic models used for input must show, as a minimum, nodes/joints, 
element/members, materials/properties, and all loadings, induced settlements/deflections, etc., and a list 
of load combinations. Include an output listing for maximum/minimum stresses/forces and deflections for 
each element and the reactions for each loading case and combination.

(f) See also the Security (Anti-Terrorism) requirements below for members subject to Anti-Terrorist 
Force Protection (ATFP) and Progressive Collapse requirements.

(g) Fully coordinate and integrate the overall structural design between two different or interfacing 
construction types, such as modular and stick-built or multistory, stacked modular construction.  Provide 
substantiation of structural, consolidation/settlement analysis, etc., as applicable, through the interfaces.

3.5.2.4. For Security (Anti-Terrorism):  Provide a design narrative and calculations where applicable, 
demonstrating compliance with each of the 22 standards in UFC 4-010-01, which includes Design of 
Buildings to Resist Progressive Collapse (use the most recent version of UFC 4-023-03, regardless of 
references to any specific version in UFC 4-010-01).  Where sufficient standoff distance is not being 
provided, show calculations for blast resistance of the structural system and building envelope.  Show 
complete calculations for members subjected to ATFP loads, e.g., support members of glazed items 
(jambs, headers, sills) connections of windows to support members and connections of support members 
to the rest of the structure.   For 3 story and higher buildings, provide calculations to demonstrate 
compliance with progressive collapse requirements.

3.5.2.5. For parts including architectural work, include building floor area analysis.  

3.5.2.6. For parts including mechanical work, include HVAC analysis and calculations. Include complete 
design calculations for mechanical systems.  Include computations for sizing equipment, compressed air 
systems, air duct design, and U-factors for ceilings, roofs and exterior walls and floors.  Contractor shall 
employ commercially available energy analysis techniques to determine the energy performance of all 
passive systems and features.  Use of hourly energy load computer simulation is required (see paragraph 
3.5.5.2 for list of acceptable software).  Based on the results of calculations, provide a complete list of the 
materials and equipment proposed with the manufacturer's published cataloged product installation 
specifications and roughing-in data. 

3.5.2.7. For parts including life safety, include building code analysis and sprinkler and other suppression 
systems.  Notwithstanding the requirements of the Codes, address the following:

(a) A registered fire protection engineer (FPE) must perform all fire protection analyses.  Provide the 
fire protection engineer’s qualifications.  See Section 01 10 00, paragraph 5 for qualifications.

(b) Provide all references used in the design including Government design documents and industry 
standards used to generate the fire protection analysis.

(c) Provide classification of each building in accordance with fire zone, building floor areas and 
height and number of stories.
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(d) Provide discussion and description of required fire protection requirements including 
extinguishing equipment, detection equipment, alarm equipment and water supply.  Alarm and detection 
equipment shall interface to requirements of Electronic Systems.

(e) Provide hydraulic calculations based on water flow test for each sprinkler system to insure that 
flow and pressure requirements can be met with current water supply.  Include copies of Contractor's 
water flow testing done to certify the available water source.

3.5.2.8. For parts including plumbing systems:

(a) List all references used in the design.

(b) Provide justification and brief description of the types of plumbing fixtures, piping materials and 
equipment proposed for use.

(c) Detail calculations for systems such as sizing of domestic hot water heater and piping; natural 
gas piping; LP gas piping and tanks, fuel oil piping and tanks, etc., as applicable.

(d) When the geotechnical report indicates expansive soils are present, indicate in the first piping 
design submittal how piping systems will be protected against damage or backfall/backflow due to soil 
heave (from penetration of slab to the 5 foot building line).

3.5.2.9. For elevator systems:

(a) List all criteria codes, documents and design conditions used. 

(b) List any required permits and registrations for construction of items of special mechanical 
systems and equipment.

3.5.2.10. For parts including electrical work, include lighting calculations to determine maintained 
foot-candle levels, electrical load analysis and calculations, electrical short circuit and protective device 
coordination analysis and calculations and arc fault calculations. 

3.5.2.11. For parts including telecommunications voice/data (including SIPRNET, where 
applicable), include analysis for determining the number and placement of outlets

3.5.2.12. For Cathodic Protection Systems, provide the following stamped report by the licensed 
corrosion engineer or NACE specialist with the first design submission. The designer must be qualified to 
engage in the practice of corrosion control of buried or submerged metallic surfaces. He/she must be 
accredited or certified by the National Association of Corrosion Engineers (NACE) as a NACE Accredited 
Corrosion Specialist or a NACE certified Cathodic Protection Specialist, or must be a registered 
professional engineer with a minimum of five years experience in corrosion control and cathodic 
protection, Clearly describe structures, systems or components in soil or water to be protected.  Describe 
methods proposed for protection of each.

3.5.2.13. Air Barrier System:  Provide a narrative of the design and installation requirements for the 
Air Barrier system.  As part of the design quality control process an air barrier consultant shall review 
drawing details to assure that details of critical Air Barrier components are properly detailed and 
incorporated during the design drawings and process (i.e. window flashing details, penetration in air 
barrier details, door flashing details, roofing/ceiling barrier interface details and etc.).  Furnish the 
Government written review details and results.

3.5.3. Geotechnical Investigations and Reports:  

3.5.3.1. The contractor’s licensed geotechnical engineer shall prepare a final geotechnical evaluation 
report, to be submitted along with the first foundation design submittal.  Make this information available as 
early as possible during the over-the-shoulder progress review process. Summarize the subsurface 
conditions and provide recommendations for the design of appropriate utilities, foundations, floor slabs, 
retaining walls, embankments, and pavements. Include compaction requirements for fill and backfill under 
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buildings, sidewalks, other structures and open areas.  Recommend foundation systems to be used, 
allowable bearing pressures for footings, lateral load resistance capacities for foundation systems, 
elevations for footings, grade beams, slabs, etc.  Provide an assessment of post-construction settlement 
potential including total and differential.  Provide recommendations regarding lateral earth pressures 
(active, at-rest, passive) to be used in the design of retaining walls. Include the recommended spectral 
accelerations and Site Class for seismic design along with an evaluation of any seismic hazards and 
recommendations for mitigation, if required.  Include calculations to support the recommendations for 
bearing capacity, settlement, and pavement sections.  Include supporting documentation for all 
recommended design parameters such as Site Class, shear strength, earth pressure coefficients, friction 
factors, subgrade modulus, California Bearing Ratio (CBR), etc.  Provide earthwork recommendations, 
expected frost penetration, expected groundwater levels, recommendations for dewatering and 
groundwater control and the possible presence of any surface or subsurface features that may affect the 
construction of the project such as sinkholes, boulders, shallow rock, old fill, old structures, soft areas, or 
unusual soil conditions.  Include pH tests, salinity tests, resistivity measurements, etc., required to design 
corrosion control and grounding systems. Include the raw field data.  Arrange a meeting with the 
Government subsequent to completion and evaluation of the site specific geotechnical exploration to 
outline any differences encountered that are inconsistent with the Government provided preliminary soils 
information. Clearly outline differences which require changes in the foundation type, or pavement and 
earthwork requirements from that possible and contemplated using the Government furnished preliminary 
soils investigation, which result in a change to the design or construction. Any equitable adjustment is 
subject to the provisions of the contract’s Differing Site Conditions Clause.

3.5.3.2. Vehicle Pavements: The Contractor’s geotechnical report shall contain flexible and rigid 
pavement designs, as applicable for the project, including design CBR and modulus of subgrade reaction 
and the required compaction effort for subgrades and pavement layers.  Provide Information on the types 
of base course materials available in the area and design strengths.

3.5.3.3. The Contractor and the professional geotechnical engineer consultant shall certify in writing that 
the design of the project has been developed consistent with the Contractor’s final geotechnical report.  
The certification shall be stamped by the consulting professional geotechnical engineer and shall be 
submitted with the first design submission.  If revisions are made to the initial design submission, a new 
certification shall be provided with the final design submission.

3.5.4. LEED Documentation:  

Assign a LEED Accredited Professional, responsible to track LEED planning, performance and 
documentation for each LEED credit through construction closeout. Incorporate LEED credits in the 
plans, specifications and design analyses.  Develop LEED supporting documentation as a separable 
portion of the Design Analysis and provide with each required design submittal. Include the LEED Project 
checklist for each non-exempt facility (one checklist may be provided for multiple facilities in accordance 
with the LEED-NC Application Guide for Multiple Buildings and On-Campus Building Projects and the 
LEED SUBMITTALS (Attachment E, herein) with each submittal. Final design submittal for each portion of 
the work must include all required design documentation relating to that portion of work (example - all site 
credit design documents with final site design). Submittal requirements are as indicated in Attachment E, 
LEED SUBMITTALS. Submit all documentation indicated on Attachment E as due at final design at final 
design submittal (for fast-track projects with multiple final design submittals, this shall be at the last 
scheduled final design submittal).  All project documentation related to LEED shall conform to USGBC 
requirements for both content and format, including audit requirements and be separate from other design 
analyses.  Maintain and update the LEED documentation throughout project progress to construction 
closeout and shall compile product data, receipts, calculations and other data necessary to substantiate 
and support all credits claimed. The Government may audit any or all individual credits.  Audit 
documentation is not required to be submitted unless requested. These requirements apply to all projects. 
If the project requires the Contractor to obtain USGBC certification, the Contractor shall also be 
responsible for obtaining USGBC certification and shall provide written evidence of certification with the 
construction closeout LEED documentation submittal. Install the USGBC building plaque at the location 
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indicated by the Government upon receipt. If Contractor obtains USGBC interim design review, submit the 
USGBC review to the Government within 30 days of receipt for information only.

3.5.4.1. LEED Documentation for Technology Solution Set. If the Solicitation provides a Prescriptive 
Technology Solution Set, use of the Technology Solution set has no effect on LEED documentation 
requirements.  Provide all required LEED documentation, including energy analysis, in accordance with 
LEED requirements when using the Technology Solution Set.

3.5.5. Energy Conservation: 

3.5.5.1. Refer to Section 01 10 00, Paragraph 5.  Interim and Final Design submittals shall demonstrate 
that each building including the building envelope, HVAC systems, service water heating, power, and 
lighting systems meet the Mandatory Provisions and the Prescriptive Path requirements of ASHRAE 90.1.  
Use Compliance Documentation forms available from ASHRAE and included in the ASHRAE 90.1 User’s 
Manual for this purpose.  The Architectural Section of the Design Analysis shall include completed forms 
titled “Building Envelope Compliance Documentation Parts I and II”.  The Heating Ventilating and Air 
Conditioning (HVAC) Section of the Design Analysis shall include a completed form titled “HVAC 
Simplified Approach Option - Part I” if this approach is allowed by the Standard.  Otherwise, the HVAC 
Section of the Design Analysis shall include completed forms titled “HVAC Mandatory Provisions - Part II” 
and “HVAC Prescriptive Requirements - Part III”.  The Plumbing Section of the Design Analysis shall 
include a completed form titled “Service Water Heating Compliance Documentation”.  The Electrical 
Section of the Design Analysis shall include an explanatory statement on how the requirements of 
ASHRAE 90.1 Chapter 8 Power were met.   The Electrical Section of the Design Analysis shall also 
include a completed form titled “Lighting Compliance Documentation”.

3.5.5.2. Interim and Final Design submittals which address energy consuming systems, (heating, cooling, 
service hot water, lighting, power, etc.) must also include calculations in a separate Energy Conservation 
Section of the Design Analysis which demonstrate and document (a) the baseline energy consumption for 
the facility or facilities under contract, that would meet the requirements of ANSI/ASHRAE/IESNA 
Standard 90.1 and (b) the energy consumption of the facility or facilities under contract utilizing the 
materials and methods required by this construction contract.  Use the USGBC Energy and Atmosphere 
(EA) Credit 1 compliance template / form or an equivalently detailed form for documenting compliance 
with the energy reduction requirements.  This template / form is titled PERFORMANCE RATING 
METHOD and is available when the project is registered for LEED.  The calculation methodology used for 
this documentation and analysis shall follow the guidelines set forth in Appendix G of ASHRAE 90.1, with 
two exceptions: a) receptacle and process loads may be omitted from the calculation; and b) the definition 
of the terms in the formula for Percentage Improvement found in paragraph G1.2 are modified as follows:  
Baseline Building Performance shall mean the annual energy consumption calculated for a building 
design intended for use as a baseline for rating above standard design meeting the minimum 
requirements of the energy standard, and Proposed Building Performance shall mean annual energy 
consumption calculated for the proposed building design intended for construction.  This calculation shall 
address all energy consuming systems in a single integrated methodology.  Include laboratory fume 
hoods and kitchen ventilation loads in the energy calculation.  They are not considered process loads. 
Individual calculations for heating, cooling, power, lighting, power, etc. systems will not be acceptable.  
The following building simulation software is acceptable for use in calculating building energy 
consumption:  Hourly Analysis Program (HAP) by Carrier Corp., TRACE 700 by Trane Corp., DOE-2 by 
US Department of Energy, EnergyPlus by DOD/DOE.

3.5.6. Specifications

Specifications may be any one of the major, well known master guide specification sources.  Uuse only 
one source.  Examples include specifications from  MASTERSPEC from the American Institute of 
Architects, SPECTEXT from Construction Specification Institute or Unified Facility Guide Specifications 
(UFGS using MASTERFORMAT 2004 numbering system), etc.  The UFGS are available through the 
“Whole Building Design Guide” website, using a websearch engine.  Manufacturers’ product 
specifications, utilizing CSI’s Manu-Spec, three part format may be used in conjunction with the selected 
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specifications. The designers of record shall edit and expand the appropriate Specifications to insure that 
all project design requirements, current code requirements, and regulatory requirements are met.  
Specifications shall clearly identify, where appropriate, specific products chosen to meet the contract 
requirements (i.e., manufacturers’ brand names and model numbers or similar product information). Note 
that the UFGS are NOT written for Design-Build and must be edited appropriately.  For instance, they 
assume that the Government will approve most submittals, whereas in Design-Build, the Designer of 
Record has that action, unless this Solicitation requires Government approval for specific submittals. The 
Designer of Record should also note that some UFGS sections might either prescribe requirements 
exceeding the Government’s own design standards in applicable references or contain requirements that 
should be selected where appropriately required by the applicable references.  At any rate, where the 
UFGS are consistent with other major, well known master commercial guide specifications, then generally 
retain such requirements, as good practices.

3.5.7. Building Rendering

Present and provide a draft color computer, artist, or hand drawn rendering with the conceptual design 
submittal of the building exterior. Perspective renderings shall include a slightly overhead view of the 
entire building to encompass elevations and the roof configuration of the building. After Government 
review and acceptance, provide a final rendering, including the following:

Three (3) 18” x 24” color prints, framed and matted behind glass with project title underneath the print.

One (1) Image file (high resolution) in JPG format on CD for those in the submittal distribution list.

3.5.8. Interim Building Design Contents

The following list represents what the Government considers should be included in the overall completed 
design for a facility or project. It is not intended to limit the contractor from providing different or additional 
information as needed to support the design presented, including the require design analyses discussed 
above. As the Contractor develops individual design packages and submits them for Interim review, 
include as much of the applicable information for an individual design package as is developed at the 
Interim design level for review purposes. These pieces shall be developed as the design progresses 
toward the design complete stage.

3.5.8.1. Lawn and Landscaping Irrigation System

3.5.8.2. Landscape, Planting and Turfing

3.5.8.3. Architectural

(a) Design Narrative

(b) Architectural Floor Plans, Typical Wall and Roof Sections, Elevations

(c) Finish schedule

(d) All required equipment

(e) Special graphics requirements

(f) Door and Window Schedules

(g) Hardware sets using BHMA designations

(h) Composite floor plan showing all pre-wired workstations

(i) Structural Interior Design (SID) package:  See ATTACHMENT A for specific requirements

(j) Furniture, Fixtures & Equipment (FF&E) design package:  See ATTACHMENT B for specific 
requirements
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(k) Air Barrier Design: Details of all Air Barrier components,  (i.e. window flashing details, 
penetrations in air barrier details, door flashing details, roofing/ceiling barrier interface details and etc.)

3.5.8.4. Structural Systems. Include:

(a) Drawings showing principal members for roof and floor framing plans as applicable

(b) Foundation plan showing main foundation elements where applicable

(c) Typical sections for roof, floor, and foundation conditions

3.5.8.5. Plumbing Systems

(a) Show locations and general arrangement of plumbing fixtures and major equipment

(b) Plan and isometric riser diagrams of all areas including hot water, cold water, waste and vent 
piping. Include natural gas (and meter as required), (natural gas and meter as required), (LP gas), (fuel 
oil) and other specialty systems as applicable.

(c) Include equipment and fixture connection schedules with descriptions, capacities, locations, 
connection sizes and other information as required

3.5.8.6. HVAC Systems

(a) Mechanical Floor Plans:  The floor plans shall show all principle architectural features of the 
building which will affect the mechanical design.   The floor plans shall also show the following:

(1) Room designations.

(2) Mechanical legend and applicable notes.

(3) Location and size of all ductwork and piping.

(4) Location and capacity of all terminal units (i.e., registers, diffusers, grilles, hydronic baseboards).  

(5) Pre-Fabricated Paint Spray Booth  (where applicable to project scope)

(6) Paint Preparation Area  (where applicable to project scope)

(7) Exhaust fans and specialized exhaust systems.

(8) Thermostat location.

(9) Location of heating/cooling plant (i.e., boiler, chiller, cooling tower, etc).

(10) Location of all air handling equipment.  

(11) Air balancing information.

(12) Flue size and location.

(13) Piping diagram for forced hot water system (if used).

(b) Equipment Schedule: Provide complete equipment schedules.  Include:

(1) Capacity

(2) Electrical characteristics

(3) Efficiency (if applicable)

(4) Manufacturer's name

(5) Optional features to be provided

(6) Physical size

(7) Minimum maintenance clearances
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(a) Details: Provide construction details, sections, elevations, etc., only where required for 
clarification of methods and materials of design. 

(b) HVAC Controls:   Submit complete HVAC controls equipment schedules, sequences of operation, 
wiring and logic diagrams, Input/Output Tables, equipment schedules, and all associated information.   
See the Statement of Work for additional specific requirements.

3.5.8.7. Fire Protection and Life Safety. 

(a) Provide plan for each floor of each building that presents a compendium of the total fire protection 
features being incorporated into the design.  Include the following types of information:

(1) The location and rating of any fire-resistive construction such as occupancy separations, area 
separations, exterior walls, shaft enclosures, corridors, stair enclosures, exit passageways, etc.

(2) The location and coverage of any fire detection systems

(3) The location and coverage of any fire suppression systems (sprinkler risers, standpipes, etc.)

(4) The location of any other major fire protection equipment

(5) Indicate any hazardous areas and their classification

(6) Schedule describing the internal systems with the following information: fire hazard and 
occupancy classifications, building construction type, GPM/square foot sprinkler density, area of 
operation and other as required

(b) Working plans and all other materials submitted shall meet NFPA 13 requirements, with respect 
to required minimum level of detail.

3.5.8.8. Elevators.  Provide:

(a) Description of the proposed control system

(b) Description, approximate capacity and location of any special mechanical equipment for 
elevators. 

3.5.8.9. Electrical Systems.

(a) Electrical Floor Plan(s):  Show all principle architectural features of the building which will affect 
the electrical design. Show the following:

(1) Room designations.

(2) Electrical legend and applicable notes.

(3) Lighting fixtures, properly identified.

(4) Switches for control of lighting.

(5) Receptacles.

(6) Location and designation of panelboards.  Clearly indicate type of mounting required (flush or 
surface) and reflect accordingly in specifications.  

(7) Service entrance (conduit and main disconnect).

(8) Location, designation and rating of motors and/or equipment which requires electrical service.  
Show method of termination and/or connection to motors and/or equipment.  Show necessary junction 
boxes, disconnects, controllers (approximate only), conduit stubs, and receptacles required to serve the 
motor and/or equipment.

(b) Building Riser Diagram(s) (from pad-mounted transformer to unit load center panelboard):  
Indicate the types and sizes of electrical equipment and wiring.  Include grounding and metering 
requirements.
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(c) Load Center Panelboard Schedule(s): Indicate the following information:

(1) Panelboard Characteristics (Panel Designation, Voltage, Phase, Wires, Main Breaker Rating and 
Mounting.

(2) Branch Circuit Designations.

(3) Load Designations.

(4) Circuit Breaker Characteristics. (Number of Poles, Trip Rating, AIC Rating)

(5) Branch Circuit Connected Loads (AMPS).

(6) Special Features

(d) Lighting Fixture Schedule(s): Indicate the following information:

(1) Fixture Designation.

(2) General Fixture Description.

(3) Number and Type of Lamp(s).

(4) Type of Mounting.

(5) Special Features.

(e) Details: Provide construction details, sections, elevations, etc. only where required for clarification 
of methods and materials of design.

3.5.8.10. Electronic Systems including the following responsibilities:

(a) Fire Detection and Alarm System. Design shall include layout drawings for all devices and a riser 
diagram showing the control panel, annunciator panel, all zones, radio transmitter and interfaces to other 
systems (HVAC, sprinkler, etc.)

(b) Fire Suppression System Control.  Specify all components of the Fire Suppression (FS) System 
in the FS section of the specifications.  Clearly describe how the system will operate and interact with 
other systems such as the fire alarm system.  Include a riser diagram on the drawings showing principal 
components and interconnections with other systems.  Include FS system components on drawing 
legend.  Designate all components shown on floor plans “FS system components” (as opposed to “Fire 
Alarm components”).  Show location of FS control panels, HVAC control devices, sensors, and 120V 
power panel connections on floor plans.  Indicate zoning of areas by numbers (1, 2, 3) and detectors sub-
zoned for cross zoning by letter designations (A and B).  Differentiate between ceiling mounted and under 
floor detectors with distinct symbols and indicate sub-zone of each.

(c) Public Address System

(d) Special Grounding Systems. Completely reflect all design requirements in the specifications and 
drawings.  Specifications shall require field tests (in the construction phase), witnessed by the 
Government, to determine the effectiveness of the grounding system.  Include drawings showing existing 
construction, if any. 

(e) Cathodic Protection.  

(f) Intrusion Detection, Card Access System

(g) Central Control and Monitoring System

(h) Mass Notification System

(i) Electrical Power Distribution Systems

3.5.8.11. Separate detailed Telecommunications drawings for Information Systems including the 
following responsibilities:

(a) Telecommunications Cabling
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(b) Supporting Infrastructure

(c) Outside Plant (OSP) Cabling - Campus or Site Plans - Exterior Pathways and Inter-Building 
Backbones

(d) Include a layout of the voice/data outlets (including voice only wall & pay phones) on 
telecommunication floor plan drawing, location of SIPRNET data outlets (where applicable), and a legend 
and symbol definition to indicate height above finished floor.    Show size of conduit and cable type and 
size on Riser Diagram.  Do not show conduit runs between backboard and outlets on the floor plans.  
Show underground distribution conduit and cable with sizing from point of presence to entrance facility of 
building.

(e) Layout of complete building per floor - Serving Zone Boundaries, Backbone Systems, and 
Horizontal Pathways including Serving Zones Drawings - Drop Locations and Cable ID's

(f) Communication Equipment Rooms - Plan Views - Tech and AMEP/Elevations - Racks and Walls. 
Elevations with a detailed look at all telecomm rooms.  Indicate technology layout (racks, ladder-racks, 
etc.), mechanical/electrical layout, rack elevation and backboard elevation.  They may also be an 
enlargement of a congested area of T1 or T2 series drawing.

3.6. FINAL DESIGN REVIEWS AND CONFERENCES

A final design review and review conference will be held upon completion of final design at the project 
installation, or – where equipment is available - by video teleconference or a combination thereof, for any 
design package to receive Government acceptance to allow release of the design package for 
construction.  For smaller separate design packages, the parties may agree on alternative reviews and 
conferences (e.g., conference calls and electronic file sharing, etc.) through the Partnering process. 
Include the final design conference in the project schedule and shall indicate what part of the design work 
is at 100% completion.  The final design conference will be held after the Government has had seven (7) 
calendar days after receipt of the submission to review the final design package and supporting data.  For 
smaller packages, especially those involving only one or a few design disciplines the parties may agree 
on a shorter period.

3.7. FINAL DESIGN REQUIREMENTS

Final design deliverables for a design package shall consist of 100% complete drawings, specifications, 
submittal register and design analyses for Government review and acceptance.  The 100% design 
submission shall consist of drawings, specifications, updated design analyses and any permits required 
by the contract for each package submitted.  In order to expedite the final design review, prior to the 
conference, ensure that the design configuration management data and all review comment resolutions 
are up-to-date.  Include the 100% SID and 100% FF&E binders for government approval.  The Contractor 
shall have performed independent technical reviews (ITR’s)  and back-checks of previous comment 
resolutions, as required by Section 01 45 04.00 10 CONTRACTOR QUALITY CONTROL, including 
providing documentation thereof.  Use DrChecks or other acceptable comment tracking system during the 
ITR and submit the results with each final design package

3.7.1. Drawings

3.7.1.1. Submit drawings complete with all contract requirements incorporated into the documents to 
provide a 100% design for each package submitted.

3.7.1.2. Prepare all drawings with the Computer-Aided Design and Drafting (CADD)/Computer-Aided 
Design (CAD) system, organized and easily referenced electronically, presenting complete construction 
information.
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3.7.1.3. Drawings shall be complete.  The Contractor is encouraged to utilize graphics, views, notes, and 
details which make the drawings easier to review or to construct but is also encouraged to keep such 
materials to those that are necessary.

3.7.1.4. Provide detail drawings that illustrate conformance with the contract.  Include room finish 
schedules, corresponding color/finish/special items schedules, and exterior finish schedules that agree 
with the submitted SID binders.

3.7.1.5. The design documents shall be in compliance with the latest version of the A/E/C CAD Standard, 
available at https://cadbim.usace.army.mil/CAD.  Use the approved vertical Corps of Engineers title 
blocks and borders on all drawings with the appropriate firm name included within the title block area.

3.7.1.6. CAD System and Building Information Modeling (BIM) (NOTE: If this is a Single Award or Multiple 
Award, Indefinite Delivery/Indefinite Quantity Contract, this information will be provided for each task 
order.)

All CAD files shall be fully compatible with MicroStation V8 or higher.  Save all design CAD files as 
MicroStation V8 or higher files.  All submitted BIM Models and associated Facility Data shall be fully 
compatible with  Bentley BIM XM or later and the USACE Bentley BIM Workspace  [Not Supplied - 
SubmittalReqCADDSystem : USACE_WORKSPACE_VERSION]

(a) CAD Data Final File Format:  During the design development capture geo-referenced coordinates 
of all changes made to the existing site (facility footprint, utility line installations and alterations, roads, 
parking areas, etc) as a result of this contract.  There is no mandatory methodology for how the geo-
referenced coordinates will be captured, however, Engineering and Construction Bulletin No. 2006-15, 
Subject: Standardizing Computer Aided Design (CAD) and Geographic Information Systems (GIS) 
Deliverables for all Military Design and Construction Projects identifies the format for final as-built 
drawings and data sets to be delivered to the government.  Close-out requirements at the as-built stage; 
require final geo-referenced GIS Database of the new facility along with all exterior modifications.  The 
Government will incorporate this data set into the Installation’s GIS Masterplan or Enterprise GIS System.  
See also, Section 01 78 02.00 10 Closeout Submittals.

(b) Electronic Drawing Files:  In addition to the native CAD design files, provide separate electronic 
drawing files (in editable CAD format and Adobe Acrobat PDF version 7.0 or higher) for each project 
drawing.
(c) Each file (both CAD and PDF) shall represent one complete drawing from the drawing set, 
including the date, submittal phase, and border.  Each drawing file shall be completely independent of 
any data in any other file, including fonts and shapes not included with the basic CAD software program 
utilized.  Fonts that are not included as part of the default CAD software package installation or 
recognized as an allowable font by the A/E/C CAD Standard are not acceptable in delivered CAD files.  
All displayed graphic elements on all levels of the drawing files shall be part of the project drawing image.  
The drawing files shall not contain any graphic element that is not part of the drawing image.

(d) Deliver BIM Model and associated Facility Data files in their native format. At a minimum, BIM 
files shall address major architecture design elements, major structural components, mechanical systems 
and electrical/communication distribution and elements as defined in Attachment F. See Attachment F for 
additional BIM requirements.

(e) Drawing Index:  Provide an index of drawings sheet in CAD as part of the drawing set, and an 
electronic list in Microsoft Excel of all drawings on the CD.  Include the electronic file name, the sheet 
reference number, the sheet number, and the sheet title, containing the data for each drawing.

(f) Hard Copies:  Plot submitted hard copy drawings directly from the “electronic drawing files” and 
copy for quantities and sizes indicated in the distribution list at the end of this specification section.  The 
Designers of Record shall stamp, sign and date original hard copy sheets as Released For Construction, 
and provide copies for distribution from this set.
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3.7.2. Design Analyses

3.7.2.1. The designers of record shall update, finalize and present design analyses with calculations 
necessary to substantiate and support all design documents submitted.  

3.7.2.2. The responsible DOR shall stamp, sign and date the design analysis.  Identify the software used 
where, applicable (name, version, vendor).  Generally, provide design analyses, individually, in an original 
(file copy) and one copy for the assigned government reviewer.  

3.7.2.3. All disciplines review the LEED design analysis in conjunction with their discipline-specific design 
analysis; include a copy of the separable LEED design analysis in all design analysis submittals.  

3.7.2.4. Do not combine multi-disciplined volumes of design-analysis, unless multiple copies are provided 
to facilitate multiple reviewers (one copy per each separate design analysis included in a volume). 

3.7.3. Specifications

Specifications shall be 100% complete and in final form. 

3.7.4. Submittal Register

Prepare and update the Submittal Register and submit it with the 100% design specifications (see 
Specification Section 01 33 00, SUBMITTAL PROCEDURES) with each design package.  Include the 
required submittals for each specification section in a design package in the submittal register.

3.7.5. Preparation of DD Form 1354 (Transfer of Real Property)

This form itemizes the types, quantities and costs of various equipment and systems that comprise the 
project, for the purpose of transferring the new construction project from the Corps Construction Division 
to the Installation's inventory of real property.  The Government will furnish the DB Contractor's design 
manager a DD Form 1354 checklist to use to produce a draft Form 1354.  Submit the completed checklist 
and prepared draft Form DD 1354 with the 100% design in the Design Analysis.  The Corps will use these 
documents to complete the final DD 1354 upon completion of construction.

3.7.6. Acceptance and Release for Construction

3.7.6.1. At the conclusion of the Final Design Review (after resolutions to the comments have been 
agreed upon between DOR and Government reviewers), the Contracting Officer or the ACO will accept 
the Final Design Submission for the design package in writing and allow construction to start for that 
design package.  The Government may withhold acceptance until all major corrections have been made 
or if the final design submission requires so many corrections, even though minor, that it isn't considered 
acceptably complete. 

3.7.6.2. Government review and acceptance of design submittals is for contract conformance only and 
shall not relieve the Contractor from responsibility to fully adhere to the requirements of the contract, 
including the Contractor’s accepted contract proposal, or limit the Contractor’s responsibility of design as 
prescribed under Special Contract Requirement: “Responsibility of the Contractor for Design” or limit the 
Government’s rights under the terms of the contract.  The Government reserves the right to rescind 
inadvertent acceptance of design submittals containing contract deviations not separately and expressly 
identified in the submittal for Government consideration and approval.

3.8. DESIGN COMPLETE CONSTRUCTION DOCUMENT REQUIREMENTS

After the Final Design Submission and Review Conference and after Government acceptance of the Final 
Design submission, revise the design documents for the design package to incorporate the comments 
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generated and resolved in the final review conference, perform and document a back-check review and 
submit the final, design complete documents.  Label the final design complete documents “FOR 
CONSTRUCTION” or use similar language. In addition to the final drawings and specifications, the 
following deliverables are required for distribution and field use.  The deliverable includes all 
documentation and supporting design analysis in final form, as well as the final review comments, 
disposition and the back-check.  As part of the quality assurance process, the Government may perform a 
back-check of the released for construction documentation.  Promptly correct any errors or omissions 
found during the Government back-check.  The Government may withhold retainage from progress 
payments for work or materials associated with a final design package until this submittal has been 
received and the Government determines that it is complete.

3.9. SUBMITTAL DISTRIBUTION, MEDIA AND QUANTITIES

3.9.1. Submittal Distribution and Quantities

General:  The documents which the Contractor shall submit to the Government for each submittal are 
listed and generally described in preceding paragraphs in this Section.  Provide copies of each design 
submittal and design substantiation as follows (NOTE: If this is a Single Award or Multiple Award, 
Indefinite Delivery/Indefinite Quantity Contract, this information will be provided for each task order):

Activity and 
Address

Drawing 
Size  (Full 

Size)

ANSI D

Full Sets/ 
*Partial Sets

Design 
Analyses 
& Specs

Full Sets/ 
*Partial 

Sets

Drawing 
Size  (Half 

Size)

ANSI B

Full Sets/ 
*Partial 

Sets

Non-BIM 
Data

CD-ROM 
or DVD as 
Necessary

(PDF& 
.dgn)

Furniture 
Submittal

(Per 
Attachment 

B)

Structural 
Interior 
Design 

Submittal

BIM Data

DVD

(Per Attach 
F)

Commander, 
U.S.Army 
Engineer District 
[Not Supplied - 
DistrictInfoGene
ral : 
CONSTRUCTIO
N_DISTRICT]

0/0 3/0 6/0 7 1 2 1

Commander, 
U.S.Army 
Engineer District, 
Center of 
Standardization 
Huntsville 
Center

0/0 2/0 2/0 2 0 1 2

Installation 2/0 2/0 2/0 8 2 2 2

U.S.Army Corps 
of Engineers 
Construction 
Area Office

4/0 4/0 4/0 2 1 1 0
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Activity and 
Address

Drawing 
Size  (Full 

Size)

ANSI D

Full Sets/ 
*Partial Sets

Design 
Analyses 
& Specs

Full Sets/ 
*Partial 

Sets

Drawing 
Size  (Half 

Size)

ANSI B

Full Sets/ 
*Partial 

Sets

Non-BIM 
Data

CD-ROM 
or DVD as 
Necessary

(PDF& 
.dgn)

Furniture 
Submittal

(Per 
Attachment 

B)

Structural 
Interior 
Design 

Submittal

BIM Data

DVD

(Per Attach 
F)

Information 
Systems 
Engineering 
Command 
(ISEC)

0/0 0/0 0/0 1

*Partial Set

(Work 
Station/System 

Furniture- IT 
Details)

N/A 1

Huntsville 
Engineer & 
Support Center, 
Central 
Furnishings 
Program

N/A N/A N/A N/A

1 Interim/Refer 
to attachment B 

for the final 
submission Qty

N/A N/A

Other Offices 1/0 1/0 1/0 1 N/A 1 1

*NOTE: For partial sets of drawings, specifications and design analyses, see paragraph 3.9.3.3, 
below.

**NOTE: When specified below in 3.9.2, furnish Installation copies of Drawings as paper copies, in 
lieu of the option to provide secure web-based submittals.

3.9.2. Web based Design Submittals

Except for full or half-sized drawings for Installation personnel, as designated in the Table above, Web 
based design submittals will be acceptable as an alternative to the paper copies listed in the Table above, 
provided a single hard-copy PDF based record set is provided to the Contracting Officer for record 
purposes.  Where the contract requires the Contractor to submit documents to permitting authorities, still 
provide those authorities paper copies (or in an alternate format where required by the authority).  Web 
based design submittal information shall be provided with adequate security and availability to allow 
unlimited access those specifically authorized to Government reviewers while preventing unauthorized 
access or modification.  File sizes must be of manageable size for reviewers to quickly download or open 
on their computers. As a minimum, drawings shall be full scale on American National Standards Institute 
(ANSI) D sheets (34" x 22").  In addition to the optional website, provide the BIM data submission on DVD 
to each activity and address noted above in paragraph 3.9.1 for each BIM submission required in 
Attachment F.

3.9.3. Mailing of Design Submittals

3.9.3.1. Mail all design submittals to the Government during design and construction, using an overnight 
mailing service.  The Government will furnish the Contractor addresses where each copy shall be mailed 
to after award of the contract (or individual task order if this is an indefinite delivery/indefinite quantity, 
task order contract).  Mail the submittals to seven  (7) different addresses.  Assemble drawing sheets, 
specs, design analyses, etc. into individual sets; do not combine duplicate pages from individual sets so 
that the government has to assemble a set.
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3.9.3.2. Each design submittal shall have a transmittal letter accompanying it indicating the date, design 
percentage, type of submittal, list of items submitted, transmittal number and point of contact with 
telephone number. 

3.9.3.3. Provide partial sets of drawings, specifications, design analyses, etc., as designated in the Table 
in paragraph 3.9.1, to those reviewers who only need to review their applicable portions of the design, 
such as the various utilities.  The details of which office receives what portion of the design 
documentation will be worked out after award. 

3.10. AS-BUILT DOCUMENTS

Provide as-built drawings and specifications in accordance with Section 01 78 02.00 10, CLOSEOUT 
SUBMITTALS.  Update LEED design phase documentation during construction as needed to reflect 
construction changes and advancing project completion status (example - Commissioning Plan updates 
during construction phase) and include updated LEED documentation in construction closeout submittal.
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ATTACHMENT A
STRUCTURAL INTERIOR DESIGN (SID) REQUIREMENTS

1.0 GENERAL INFORMATION

Structural Interior Design includes all building related elements and components generally part of the 
building itself, such as wall finishes, ceilings finishes, floor coverings, marker/bulletin boards, blinds, 
signage and built in casework.  Develop the SID in conjunction with the furniture footprint.

2.0 STRUCURAL INTERIOR DESIGN (SID) REQUIREMENTS FOR THE INTERIM AND FINAL 
DESIGN SUBMITTALS

2.1. FORMAT AND SCHEDULE

Prepare and submit for approval an interior and exterior building finishes scheme for an interim design 
submittal.  The DOR shall meet with and discuss the finish schemes with the appropriate Government 
officials prior to preparation of the schemes to be presented.  Present original sets of the schemes to 
reviewers at an interim design conference.

At the conclusion of the interim phase, after resolutions to the comments have been agreed upon 
between DOR and Government reviewers, the Contractor may proceed to final design with the interior 
finishes scheme presented.

The SID information and samples are to be submitted in 8 ½” x 11” format using three ring binders with 
pockets on the inside of the cover.  When there are numerous pages with thick samples, use more than 
one binder.  Large D-ring binders are preferred to O-ring binders. Use page protectors that are strong 
enough to keep pages from tearing out. Anchor large or heavy samples with mechanical fasteners, 
Velcro, or double-faced foam tape rather than rubber cement or glue.  Fold out items must have a 
maximum spread of 25 ½”.  Provide cover and spine inserts sheets identifying the document as 
“Structural Interior Design” package.  Include the project title and location, project number, Contractor/A/E 
name and phone number(s), submittal stage and date.

Design submittal requirements include, but are not limited to:

2.1.1. Narrative of the Structural Interior Design Objectives

The SID shall include a narrative that discusses the building related finishes.  Include topics that relate to 
base standards, life safety, sustainable design issues, aesthetics, durability and maintainability, discuss 
the development and features as they relate to the occupants requirements and the building design.

2.1.2. Interior Color Boards

Identify and key each item item on the color boards to the contract documents to provide a clear 
indication of how and where each item will be used.  Arrange finish samples to the maximum extent 
possible by room type in order to illustrate room color coordination.  Label all samples on the color boards 
with the manufacturer’s name, patterns and colors name and number.  Key or code samples to match key 
code system used on contract drawings.

Material and finish samples shall indicate true pattern, color and texture.  Provide photographs or colored 
photocopies of materials or fabrics to show large overall patterns in conjunction with actual samples to 
show the actual colors.  Finish samples must be large enough to show a complete pattern or design 
where practical.

Color boards shall include but not be limited to original color samples of the following: 
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All walls finishes and ceiling finishes, including corner guards, acrylic wainscoting and wall guards/chair 
rail finishes

All tile information, including tile grout color and tile patterns.

 All flooring finishes, including patterns.
 All door, door frame finishes and door hardware finishes
 All signage, wall base, toilet partitions, locker finishes and operable/folding partitions and trim
 All millwork materials and finishes (cabinets, counter tops, etc.)
 All window frame finishes and window treatments (sills, blinds, etc.) 

Color board samples shall reflect all actual finish textures, patterns and colors required as specified.  
Patterned samples shall be of sufficient size to adequately show pattern and its repeat if a repeat occurs.

2.1.3. Exterior Color Boards

Prepare exterior finishes color boards in similar format as the interior finishes color boards, for 
presentation to the reviewers during an interim design conference.  Provide original color samples of all 
exterior finishes including but not limited to the following:

 All Roof Finishes
 All Brick and Cast Stone Samples
 All Exterior Insulation and Finish Samples
 All Glass Color Samples
 All Exterior Metals Finishes
 All Window & Door Frame Finishes
 All Specialty Item Finishes, including trim

Identify each item on the exterior finishes color boards and key to the building elevations to provide a 
clear indication of how and where each item will be used.

2.2. STRUCTURAL INTERIOR DESIGN DOCUMENTS

2.2.1. General

Structural interior design related drawings must indicate the placement of extents of SID material, finishes 
and colors and must be sufficiently detailed to define all interior work.  The following is a list of minimum 
requirements:

2.2.2. Finish Color Schedule

Provide finish color schedule(s) in the contract documents.  Provide a finish code, material type, 
manufacturer, series, and color designations. Key the finish code to the color board samples and 
drawings.

2.2.3. Interior Finish Plans

Indicate wall and floor patterns and color placement, material transitions and extents of interior finishes.

2.2.4. Furniture Footprint Plans

Provide furniture footprint plans showing the outline of all freestanding and systems furniture for 
coordination of all other disciplines.

2.2.5. Interior Signage
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Include interior signage plans or schedules showing location and quantities of all interior signage.  Key 
each interior sign to a quantitative list indicating size, quantity of each type and signage text.

2.2.6. Interior Elevations, Sections and Details

Indicate material, color and finish placement.
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ATTACHMENT B
FURNITURE, FIXTURES & EQUIPMENT (FF&E) REQUIREMENTS

1.0 FF&E REQUIREMENTS FOR THE INTERIM AND FINAL DESIGN SUBMITTALS

1.1. FORMAT AND SCHEDULE

Prepare and submit for approval a comprehensive FF&E scheme for an interim design submittal.  The 
Contractor’s interior designer, NOT A FURNITURE DEALER, shall develop the design.   FF&E is the 
selection, layout, specification and documentation of furniture and includes but is not limited to 
workstations, seating, tables, storage and shelving, filing, trash receptacles, clocks, framed artwork, 
artificial plants, and other accessories.  Contract documentation is required to facilitate pricing, 
procurement and installation. The FF&E package is based on the furniture footprint developed in the 
Structural Interior Design (SID) portion of the interior design. Develop the FF&E package concurrently 
with the building design to ensure that there is coordination between the electrical outlets, switches, J-
boxes, communication outlets and connections, and lighting as appropriate. In addition, coordinate layout 
with other building features such as architectural elements, thermostats, location of TV's, GF/GI 
equipment (for example computers, printers, copiers, shredders, faxes), etc.  Locate furniture in front of 
windows only if the top of the item falls below the window and unless otherwise noted, do not attach 
furniture including furniture systems to the building.  If project has SIPRNET and/or NIPRNET, coordinate 
furniture layout with SIPRNET and NIPRNET separation requirements. Verify that access required by 
DOIM for SIPRNET box and conduit is provided.  The DOR shall interview appropriate Government 
personnel to determine FF&E requirements for furniture and furnishings prior to preparation of the 
scheme to be presented.  Determine FFE items and quantities by, but not limited to:  (1) the number of 
personnel to occupy the building, (2) job functions and related furniture/office equipment to support the 
job function, (3) room functions, (4) rank and grade.   Present original sets of the scheme to reviewers at 
an interim design conference upon completion of the interim architectural submittal or three months prior 
to the submittal of the final FF&E package (whichever comes first).

Design may proceed to final with the FF&E scheme presented at the conclusion of the interim phase, 
after resolutions to the comments have been agreed upon between DOR and Government reviewers.

Provide six copies of the electronic versions of all documents upon completion of the final architectural 
submittal or ten months prior to the contract completion date (whichever comes first), to ensure adequate 
time for furniture acquisition.  Provide six compact disks with all drawings files needed to view the 
complete drawings unbound and in the latest version AutoCAD.  Provide six additional compact disks of 
all text documents in Microsoft Word or Excel.

Submit four copies of the final and complete FF&E information and samples in 8 ½” x 11” format using 
three ring binders with pockets on the inside of the cover upon completion of the final architectural 
submittal or ten months prior to the contract completion date (whichever comes first).  Use more than one 
binder when  there are numerous pages with thick samples.  Large D-ring binders are preferred to O-ring 
binders.  Use page protectors that are strong enough to keep pages from tearing out for upholstery and 
finish boards. Anchor large or heavy samples with mechanical fasteners, Velcro, or double-faced foam 
tape rather than rubber cement or glue. Fold out items must have a maximum spread of 25 ½”.  Provide 
cover and spine inserts sheets identifying the document as “Furniture, Fixtures & Equipment” package 
and include the project title and location, project number, Contractor/A/E name and phone number(s), 
submittal stage and date.

Design submittal requirements include, but are not limited to:

1.1.1. Narrative of Interior Design Objectives

Provide a narrative description of the furniture, to include functional, safety and ergonomic considerations, 
durability, sustainability, aesthetics, and compatibility with the building design.
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1.1.2. Furniture Order Form

Prepare one Furnishings Order Form for each item specified in the design.  This form identifies all 
information required to order each individual item.  In addition to the project name and location, project 
number, and submittal phase, the order form must include:

(a) Furniture item illustration and code

(b) Furniture item name

(c) Job name, location, and date

(d) General Services Administration (GSA) FSC Group, part, and section

(e) GSA Contract Number, Special Item Number (SIN), and contract expiration date

(f) Manufacturer, Product name and Product model number or National Stock Number (NSN)

(g) Finish name and number (code to finish samples)

(h) Fabric name and number, minimum Wyzenbeek Abrasion Test double rubs (code to fabric 
samples)

(i) Dimensions

(j) Item location by room number and room name

(k) Quantity per room

(l) Total quantity

(m) Special instructions for procurement ordering and/or installation (if applicable)

(n) Written Product Description: include a non-proprietary paragraph listing the salient features of the 
item to include but not limited to:

(1) required features and characteristics

(2) ergonomic requirements

(3) functional requirements

(4) testing requirements

(5) furniture style

(6) construction materials

(7) minimum warranty

The following is an example for “m” features and characteristics, ergonomic requirements and 
functional requirements:

Chair Description:

(1) Mid-Back Ergonomic Task Chair

(2) Pneumatic Gaslift; Five Star Base

(3) Mesh Back; Upholstered Seat

(4) Height and Width Adjustable Task Arms:

a. Arm Height:  6”- 11” (+-1/2”)

b. Arm Width:   2”– 4” adjustment

(5) Height Adjustable Lumbar Support
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(6) Adjustable Seat Height 16”-21” (+- 1”)

(7) Sliding Seat Depth Adjustment 15”-18” (+-1”)

(8) Standard Hard Casters (for carpeted areas)

(9) Overall Measurements:

a. Overall width:  25” - 27”

b. Overall depth:  25”– 28”

(10) Must have a minimum of the following adjustments (In addition to the above):

a. 360 Degree Swivel

b. Knee-Tilt with Tilt Tension

c. Back angle

d. Forward Tilt

e. Forward Tilt and Upright Tilt Lock

For projects with systems furniture, also provide a written description of the following minimum 
requirements:

(1) Type furniture systems (panel, stacking panels, spine wall, desk based system, or a 
combination)

(2) Minimum noise reduction coefficient (NRC)

(3) Minimum sound transfer coefficient (STC)

(4) Minimum flame spread and smoke development

(5) UL testing for task lighting and electrical system

(6) Panel widths and heights and their locations (this may be done on the drawings)Worksurface 
types and sizes (this may be done on the drawings)

(7) Worksurface edge type

(8) Varying panel/cover finish materials and locations (locations may be shown on the drawings)

(9) Storage requirements

(10) Keyboard requirements

(11) Lock and keying requirements

(12) Accessory components (examples: tack boards, marker boards, paper management)

(13) Electrical and communication raceway requirement;  type, capacity and location (base, 
beltline, below and/or above beltline)

(14) Locations of communication cables (base, beltline, below and/or above beltline, top channel)

(15) Types of electrical outlets

(16) Types of communication jacks; provided and installed by others

(17) Locations of electrical outlets and communication jacks (this may be done on the drawings)

(18) Type of cable (examples:  Cat. 5, Cat. 6, fiber optic; UTP or STP, etc.) system needs to 
support; provided and installed by others

1.1.3. Manufacturer & Alternate Manufacturer List
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Provide a table consisting of all the major furniture items in the order forms and two alternate 
manufacturers for each item.  ALTERNATE MANUFACTURER ITEMS MUST BE SELECTED FROM 
GSA SCHEDULE AND MEET ALL THE SALIENT FEATURES OF THE ORIGINALLY SPECIFIED ITEM.   
Provide manufacturer name, address, telephone number, product series and product name for each item 
and the two alternate items.  Major furniture items include, but are not limited to, casegoods, furniture 
systems, seating, and tables.  Organize matrix by item code and item name.

1.1.4. FF&E Procurement List

Provide a table that lists all FF&E furniture, mission unique equipment and building Contractor 
Furnished/Contractor Installed (CF/CI) items. Give each item a code and name and designate whether 
item will be procured as part of the FF&E furniture, mission unique equipment or the building construction 
contract. Use the item code to key all FF&E documents including location plans, color boards, data 
sheets, cost estimate, etc. Divide the FF&E package into different sections based on this listing, applies 
to order forms and cost estimates.

1.1.5. Points of Contact (POCs)

Provide a comprehensive list of POCs needed to implement the FF&E package. This would include but 
not be limited to appropriate project team members, using activity contacts, interior design 
representatives, construction contractors and installers involved in the project. In addition to name, 
address, phone, fax and email, include each contact’s job function. Divide the FF&E package into 
different sections based on this listing, applies to order forms and cost estimates.

1.1.6. Color Boards

Provide color boards for all finishes and fabrics for all FF&E items.  Finishes to be included but not limited 
to paint, laminate, wood finish, fabric, etc.

1.1.7. Itemized Furniture Cost Estimate

Provide an itemized cost estimate of furnishings keyed to the plans and specifications of products 
included in the package.  This cost estimate should be based on GSA price schedules.  The cost estimate 
must include separate line items for general contingency, installation, electrical hook-up for systems 
furniture or other furniture requiring hardwiring by a licensed electrician, freight charges and any other 
related costs.   Installation and freight quotes from vendors should be used in lieu of a percentage 
allowance when available.  Include a written statement that the pricing is based on GSA schedules.  An 
estimate developed by a furniture dealership may be provided as support information for the estimate, but 
must be separate from the contractor provided estimate.

1.2. INTERIOR DESIGN DOCUMENTS

1.2.1. Overall Furniture and Area Plans

Provide floor Plans showing locations and quantities of all freestanding, and workstation furniture 
proposed for each floor of the building.  Key each room to a large scale Furniture Placement Plan 
showing the furniture configuration, of all furniture.  Provide enlarged area plans with a key plan 
identifying the area in which the building is located.  Key all the items on the drawings by furniture item 
code. Do not provide manufacturer specific information such as product names and numbers on 
drawings, Drawings shall be non-proprietary.  This is typical for FFE on all plans, including those 
mentioned below. Coordinate the overall furniture and area plans with the Life Safety Code Review to 
ensure adequate clearances are provided for egress. Provide a narrative of this coordination to 
accompany the Furniture and Area plans.

1.2.2. Workstation Plans
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Show each typical workstation configuration in plan view.  In addition, provide either elevations or an 
isometric view.  Drawings shall illustrate panels and all major components for each typical workstation 
configuration.  Identify workstations using the same numbering system as shown on the project drawings.  
Key components to a legend on each sheet which identifies and describes the components along with 
dimensions.  Provide the plan, elevations and isometric of each typical workstation together on the same 
drawing sheet.

1.2.3. Panel Plans

Show panel locations and critical dimensions from finished face of walls, columns, panels including 
clearances and aisle widths.  Key panel assemblies to a legend which shall include width, height, 
configuration of frames, panel fabric and finishes (if there are different selections existing within a project), 
powered or non-powered panel and wall mount locations.

1.2.4. Desk Plans

Provide typical free standing desk configurations in plan view. In addition, provide either elevation or an 
isometric view and identify components to clearly represent each desk configuration.

1.2.5. Reflected Ceiling Plans

Provide typical plans showing ceiling finishes and heights, lighting fixtures, heating ventilation and air 
conditioning supply and return, and sprinkler head placement for coordination of furniture.

1.2.6. Electrical and Telecommunication Plans

Show power provisions including type and locations of feeder components, activated outlets and other 
electrical componentsShow locations and quantities of outlets for workstations.  Clearly identify different 
outlets, i.e. electrical, LAN and telecommunication receptacles indicating each type proposed.  Show 
wiring configuration, (circuiting, switching, internal and external connections) and provide as applicable.

1.2.7. Artwork Placement Plans

Provide an Artwork Placement Plan to show location of artwork, assign an artwork item code to each 
piece of artwork. As an alternative, artwork can be located on the Furniture Plans.  Provide a schedule 
that identifies each piece by room name and number.  Provide installation instructions; include mounting 
height.  

1.2.8. Window Drapery Plans

Provide Interior Window Drapery Plans.  Key each drapery treatment to a schedule showing color, 
pattern, material, drapery size and type, draw direction, location and quantities.

1.2.9. Portable Fire extinguishers:

Provide a list of all required portable fire extinguishers, with descriptions (location, size, type, etc.) and 
total number per type. See also attachment D, "SAMPLE FIRE PROTECTION AND LIFE SAFETY CODE 
REVIEW", paragraph 1.14. 

1.3. FURNITURE SELECTION

1.3.1. Select furniture from the GSA Schedules.  Specify furniture available open market when an 
item is not available on the GSA Schedules.  Provide justification fort items not available on the GSA 
Schedules. 
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1.3.2. To the greatest extent possible when specifying furniture work within a manufacturer’s family 
of furniture for selections, example:  Steelcase, Turnstone, Brayton International, Metro, and Vecta are all 
Steelcase companies.    Each alternate should also be specified from a manufacturer’s family of furniture, 
example:  first set of alternates would be specified from Knoll’s family of furniture and the second from 
Herman Miller family of furniture.  It may be necessary to make some selections from other than a 
manufacturer’s family of furniture if costs are not reasonable for particular items, some items are not 
available or appropriate for the facility or the items are not on GSA Schedule.  If this occurs, consider 
specifying product from an open line that is accessible by numerous dealerships.  Select office 
furniture including case goods, tables, storage, seating, etc. that is compatible in style, finish and color.  
Select furniture that complies with ANSI/BIFMA and from manufacturer’s standard product line as shown 
in the most recent published price list and/or amendment and not custom product. 

1.4. CONSTRUCTION

1.4.1. Provide knee space at workstations and tables that is not obstructed by panels/legs that 
interfere with knee space of seated person and specificy modesty panels at walls to be of a height or be 
hinged to allow access to building wall electrical outlets and communication jacks. Provide desks, storage 
and tables with leveling devices to compensate for uneven floors.

1.4.2. Unless otherwise noted, specify workstations and storage of steel construction.  Provide high 
pressure laminate worksurface tops constructed to prevent warpage (thermallyfused worksurfaces are 
not acceptable).   Provide user friendly features such as radius edges. Do not use sharp edges and 
exposed connections and ensure the underside of desks, tables and worksurfaces are completely and 
smoothly finished.  Provide abutting worksurfaces that mate closely and are of equal heights when used 
in side-by-side configurations in order to provide a continuous and level worksurface.

1.4.3. Drawers shall stay securely closed when in the closed position and protect wires from 
damage during drawer operation.  Include a safety catch to prevent accidental removal when fully open

1.4.4. Unless otherwise noted, provide lockable desks and workstations, filing cabinets and storage. 
Key all locks within a one person office the same; key all one person offices within a building differently. If 
an office or open office area has more than one workstation, key all the workstations differently, but key 
all locks within an individual workstation the same.  Use tempered glass glazing when glazing is required.  
Use light-emitting diode (LED)/solid state lighting where task lighting is required in furniture.

1.5. FINISHES AND UPHOLSTERY

1.5.1. Specify neutral colors for casegoods, furniture systems, storage and tables. Specify desk 
worksurfaces and table tops that are not too light or too dark in color and have a pattern to help hide 
soiling. Accent colors are allowed in break and lounge areas.  Keep placement of furniture systems panel 
fabric accent colors to a minimum.   All finishes shall be cleanable with ordinary household cleaning 
solutions.

1.5.2. Use manufacturer’s standard fabrics; including textile manufacturers fabrics that have been 
graded into the furniture manufactures fabric grades and are available through their GSA Schedule.  
Customers Own Material (COM) can be used in headquarter buildings in command suites with executive 
furniture.  Coordinate specific locations with Corps of Engineers Interior Designer. 

1.5.3. Specify seating upholstery that meets Wyzenbeek Abrasion Test, 55,000 minimum rubs.  
Specify a soil retardant finish for woven fabrics if Crypton or vinyl upholstery is not provided for seating in 
dining areas.  Use manufacturer’s standard fabrics. This includes textile manufacturers fabrics that have 
been graded into the furniture manufactures fabric grades and are available through their GSA Schedule.  
Specify upholstery and finish colors and patterns that help hide soiling. Specify finishes that can be 
cleaned with ordinary household cleaning solutions.
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1.6. ACCESSORIES

1.6.1. Specify all accessories required for completely finished furniture installation.  Provide filing 
cabinets and storage for office supplies.  Provide tack surfaces at workstations with overhead storage.  
Provide tackable surfaces at workstations with overhead storage.

1.6.2. Not Used.

1.6.3. Workstations are to be equipped with stable keyboard trays that have height adjustability, 
tilting capability, including negative tilt, have a mouse pad at same height as the keyboard tray that can 
accommodate both left and right handed users, and retractable under worksurface.  

1.7. MISSION UNIQUE EQUIPMENT

Funding for FF&E furniture items and mission unique equipment (MUE) items are from two different 
sources.  Separate the designs and procurement documentation for FFE items and MUE.  MUE includes, 
but is not limited to, items such as commerical appliances, fitness equipment, IT equipment and 
supporting carts.  The User will purchase and install mission unique equipment items, unless otherwise 
noted.  Identify locations of known MUE items such as commercial appliances, etc. for space planning 
purposes.

1.8. SUSTAINABILITY

1.8.1. For all designs provided regardless of facility type, make every effort to implement all aspects 
of sustainability to the greatest extent possible for all the selections made in the FF&E package.  This 
includes but is not limited to the selection of products that consider: Material Chemistry and Safety of 
Inputs (What chemicals are used in the construction of the selections?); Recyclability (Do the selections 
contain recycled content?); Disassembly (Can the selections be disassembled at the end of their useful 
life to recycle their materials?).

1.8.2. Make selections to the greatest extent possible of products that possess current McDonough 
Braungart Design Chemistry (MBDC) certification or other “third-party” certified Cradle to Cradle program, 
Forest Stewardship Council (FSC) certification, GREENGAURD certification or similar “third-party” 
certified products consisting of low-emitting materials.

1.9. FURNITURE SYSTEMS

1.9.1. General.  

Where appropriate, design furniture systems in open office areas.  Coordinate style and color of furniture 
systems with other storage, seating, etc. in open office areas.  Minimize the number of workstation 
typicals and the parts and pieces required for the design to assist in future reconfiguration and 
inventorying.  

1.9.2. Connector Systems.  

Specify a connector system that allows removal of a single panel or spine wall within a typical workstation 
configuration without requiring disassembly of the workstation or removal of adjacent panels.  Specify 
connector system with tight connections and continuous visual seals.  When Acoustical panels are used, 
provide connector system with continuous acoustical seals.  Specify concealed clips, screws, and other 
construction elements, where possible.

1.9.3. Panels and Spine Walls
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Specify panels and spine walls with hinged or removable covers that permit easy access to the raceway 
when required but are securely mounted and cannot be accidentally dislodged under normal conditions.  
Panels shall be capable of structurally supporting more than 1 fully loaded component per panel per side.  
Raceways are to be an integral part of the panel and must be able to support lay-in cabling and have a 
large capacity for electrical and IT.  Do not thread cables through the frame.

1.9.4. Electrical And Information/Technology (IT)

Design furniture with electrical systems that meets requirements of UL 1286 when powered panels are 
required and UL approved task lights that meet requirements of NFPA 70.  Dependent on user 
requirements and Section 01 10 00, paragraph 3 requirements, it is recommended that workstation 
electrical and IT wiring entry come from the building walls to eliminate the use of power poles and access 
at the floor. Design electrical and IT systems that are easily accessed in the spine wall and panels without 
having to move return panels and components.  Electrical and IT management will be easily accessible 
by removable wall covers which can be removed while workstation components are still attached.  Specify 
connector system that has continuation of electrical and IT wiring within workstations and workstation to 
workstation. 

1.9.5. Pedestals

Specify pedestals that are interchangeable from left to right, and right to left, and retain pedestal locking 
system capability.

1.10. EXECUTIVE FURNITURE

1.10.1. Design for executive furniture in command areas, coordinate specific locations with Corps of 
Engineers Interior Designer.  Use upgraded furniture, upholsteries and finishes in command suites.  This 
includes but is not limited to wood casegoods, seating and tables.  Select executive furniture casegoods 
from a single manufacturer and style line, to include workstations, credenzas, filing, and storage, etc.  

1.10.2. Specify furniture with wood veneer finish  with mitered solid wood edge of same wood type.  
Other executive office furniture such as seating, tables, executive conference room furniture, etc. shall be 
compatible in style, finish and color with executive furniture casegoods.

1.11. SEATING  

1.11.1. General

Specify appropriate chair casters and glides for the floor finish where the seating is located. All task 
seating shall support up to a minimum of 250 lbs. 

1.11.2. Desk and Guest Seating

Select ergonomic desk chairs with casters, waterfall front, swivel, tilt, variable back lock, adjustable back 
height or adjustable lumbar support, pneumatic seat height adjustment, and padded, contoured 
upholstered seat and back.   Desk and guest chair backs may be other than upholstered such as mesh 
fabric if it is ergonomically designed, forms to back and is comfortable.  Depending on scale of desk chair 
provide seat pan forward and back adjustment to increase or decrease depth of seat pan.  All desk chairs 
shall have an adjustable seat height range of 4 1/2", range to include 16 1/2-20". Select guest chairs that 
are compatible in style, finish and color with the desk chairs. 

1.11.3. Conference Room Seating

At tables, select ergonomic conference seating with casters, non-upholstered arms, waterfall front, swivel, 
tilt, pneumatic seat height adjustment, and padded, contoured seat and back, unless otherwise noted.  
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Select arm height and/or design that allows seating to be moved up closely to the table top.  Conference 
chair backs may be other than upholstered such as mesh fabric if it is ergonomically designed, forms to 
back and is comfortable.  Perimeter conference chairs shall be compatible in style, finish and color with 
conference seating at the tables.

1.11.4. Lounge, Waiting and Reception Area Seating

Select seating with arms and cushioned, upholstered seat and back.  In heavy use areas, arms shall be 
easily cleaned such as non-upholstered arms or upholstered arms with wood arm caps unless otherwise 
noted.

1.11.5. Break Room Seating

Select stackable seating that is easily cleaned.  Seating shall be appropriate for table and counter heights 
as applicable with non-upholstered arms if arms are required.  Chairs shall have metal legs and 
composite materials for seats.

1.12. FILING AND STORAGE.

Select storage and shelving units that meet customer’s functional load requirements for stored items.  
Specify counterweights for filing cabinets when required by the manufacturer for stability.  File drawers 
shall allow only one drawer to be opened at a time.  Provide heavy duty storage and shelving if 
information is not available. 

1.13. TRAINING TABLES. 

raining tables shall be reconfigurable, moveable and storable; lighter weight folding with dollies or 
castered as necessary.  Plastic laminate self edges are unacceptable.  Specify power and data 
requirements and dollies as required.

1.14. FURNITURE WARRANTIES. 

Specify manufacturer's performance guarantees or warranties that include parts, labor and transportation 
as follows: 

Furniture System, unless otherwise noted – 10 year minimum 
Furniture System Task Lights – 2 year minimum, excluding bulbs
Furniture System Fabric – 3 year minimum 
Wood Desks - 10 year minimum 

Metal Desks – 12 year minimum
Seating, unless otherwise noted - 10 year minimum 
Seating Mechanisms and Pneumatic Cylinders - 10 years 
Seating Fabric - 3 years minimum 
Wood Filing and Storage - 10 year minimum 

Tables, unless otherwise noted - 10 year minimum 
Table Mechanisms – 5 year minimum
Table Ganging Device - 1 year minimum
Items not listed above - 1 year minimum 
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ATTACHMENT C
TRACKING COMMENTS IN DRCHECKS

1.0 General

The Government and DB Contractor shall set up the project in Dr Checks.  Throughout the design 
process, the parties shall enter, track, and back-check comments using the DrChecks system.  
Government and Contractor reviewers enter design review comments into DrChecks.  Designers of 
Record shall annotate comments timely and specifically to indicate for the review conference exactly what 
action will be taken or why the action is not required.  After the design review conference and prior to the 
next design submittal for the package, the DOR’s will  annotate those comments that require DOR action, 
design revision, etc. to show how and where it has been  addressed in the design documents, This shall 
be part of the required design configuration management plan. Comments considered critical by the 
conference participants shall be flagged as such.

2.0 DrChecks Review Comments

The Contractor and the Government shall monitor DrChecks to assure all comments are annotated and 
resolved prior to the next submittal.  Print and include the DrChecks comments and responses and 
included in the design analysis for record in the next design submittal for that package.

2.1. Upon review of comments prior to the design review conference, the DOR(s) shall identify 
whether they concur, non-concur, mark it “for information only” or mark it “check and resolve”. Indicate 
exactly what action will be taken or why the action is not required.

2.2. Conference participants (reviewers) will expect coordination between Design Analysis 
calculations and the submitted design.  Reviewers will also focus on the design submittal's satisfaction of 
the contract requirements.

2.3. After the conference, the DOR(s) shall formally respond to each applicable comment in 
DrChecks a second time prior to the next submittal, clearly indicating what action was taken and what 
drawing/spec/design analysis changed.  Designers of Record are encouraged to directly contact 
reviewers to discuss and agree to the formal comment responses rather than relying only on DrChecks 
and review meetings to discuss comments.  With the next submittal, reviewers will back-check answers to 
the comments against the new submittal, in addition to reviewing additional design work.

2.4. Clearly annotate in DrChecks those comments that, in the DB Contractor's opinion, require 
effort outside the scope of the contract.  Do not proceed with work outside the contract until a modification 
to the contract is properly executed, if one is necessary.

3.0 DrChecks Initial Account Set-Up

To initialize an office's use of DrChecks, choose a contact person within the office to call the DrChecks 
Help Desk at 800-428-HELP, M-F, 8AM-5PM, Central time.  This POC will be given an office password to 
distribute to others in the office.  Individuals can then go to the hyperlink at http://www.projnet.org and 
register as a first time user.  Upon registration, each user will be given a personal password to the 
DrChecks system.

3.1. Once the office and individuals are registered, the COE’s project manager or lead reviewer 
will assign the individuals and/or offices to the specific project for review.  At this point, persons assigned 
can make comments, annotate comments, and close comments, depending on their particular 
assignment.

4.0 DrChecks Reviewer Role
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The Contractor is the technical reviewer and the Government is the compliance reviewer of the DB’s 
design documents.  Each reviewer enters their own comments into the Dr Checks system.  To enter 
comments:

4.1. Log into DrChecks.

4.2. Click on the appropriate project.

4.3. Click on the appropriate review conference. An Add comment screen will appear.

4.4. Select or fill out the appropriate sections (particularly comment discipline and type of 
document for sorting) of the comment form and enter the comment in the space provided.

4.5. Click the Add Comment button. The comment will be added to the database and a fresh 
screen will appear for the next comment you have.

4.6. Once comments are all entered, exit DrChecks by choosing “My Account” and then Logout.

5.0 DrChecks Comment Evaluation (Step 1 of 2)

The role of the DOR(s) is to evaluate and respond to the comments entered by the Government’s and DB 
Contractor’s reviewers.  To respond to comments:

5.1. Log into DrChecks.

5.2. Click on the appropriate project.

5.3. Under “Evaluate” click on the number under “Pending”.

5.4. Locate the comments that require your evaluation. (Note: If you know the comment number 
you can use the Quick Pick window on your home page in DrChecks; enter the number and click on go.)

5.5. Select the appropriate evaluation radio button (concur, non-concur, for information only, or 
check and resolve) and respond with a brief explanation in the Discussion field. An explanation  other 
than to say “concur” is not necessary for “Concur”, but may be useful for the Design Configuration 
Management purposes.

5.6. Click on the Add button. The evaluation will be added to the database and a fresh screen will 
appear with the next comment.

5.7. Once evaluations are all entered, exit DrChecks by choosing “My Account” and then Logout.

6.0 DrChecks Comment Evaluation (Step 2 of 2)

This is where the DOR(s) respond to each applicable comment in DrChecks after the design review 
conference, prior to the next submittal, clearly indicating what action was taken and what 
drawing/spec/design analysis changed. Respond to the previous comments, following the same steps as 
above, adding the narrative in the discussion field.

7.0 DrChecks Back-Check

At the following design conference, (where applicable) or at some other agreed time, Government and 
Contractor reviewers will back-check comment annotations against newly presented documents to verify 
that the designers' responses are acceptable and that all revisions have been completed.  Reviewers 
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shall either enter additional back-check comments, if necessary, or close those where actions are 
complete.

7.1. Log into DrChecks.

7.2. Click on the appropriate project.

7.3. Under “My Backcheck” click on the number under “Pending”.

7.4. If you agree with the designer’s response select “Close Comment” and add a closing 
response if desired.

7.5. If you do not agree with the designer’s response or the submittal does not reflect the 
response given, select “Issue Open”, enter additional information.

7.6. Click on the Add button.  The back-check will be added to the database and a fresh screen 
will appear with the next comment.

7.7. Once back-checks are all entered, exit DrChecks by choosing “My Account” and then Logout.  
The design is completed and final when there are no pending comments to be evaluated and there are no 
pending or open comments under back-check.
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ATTACHMENT D
SAMPLE FIRE PROTECTION AND LIFE SAFETY CODE REVIEW

Instructions: Use the information outlined in this document to provide the minimum requirement for 
development of Fire Protection and Life Safety Code submittals for all building projects.  Additional and 
supplemental information may be used to further develop the code review.  Insert N/A after criteria, which 
may be “not applicable”.

1.0 SAMPLE FIRE PROTECTION AND LIFE SAFETY CODE REVIEW

1.1. Project Name            (insert name and location) 

1.2. Applicable Codes and Standards

1.2.1. Unified Facilities Criteria (UFC):  3-600-01, Design: Fire Protection Engineering For Facilities

1.2.2. International Building Code (IBC) for fire resistance requirements, allowable floor area, 
building height limitations and building separation distance requirements, except as modified by UFC 3-
600-01. 

1.2.3. National Fire Protection Association (NFPA) 101 Life Safety Code (latest edition), for building 
egress and life safety and applicable criteria in UFC 3-600-01. 

1.2.4. ADA and ABA Accessibllity Guidelines. For Buildings and Facilities  See Section 01 10 00, 
Paragraph 3 for facility specific criteria.

1.3. Occupancy Classification
IBC chapters 3 and 4

1.4. Construction Type
IBC chapter 6 

1.5. Area Limitations
IBC chapter 5, table 503

1.6. Allowable Floor Areas
IBC section 503, 505

1.7. Allowable area increases
IBC section 506, 507

1.8. Maximum Height of Buildings
IBC section 504

1.9. Fire-resistive substitution

1.10. Occupancy Separations
IBC table 302.3.2

1.11. Fire Resistive Requirements

1.11.1. Exterior Walls - [_____] hour rating, IBC table 601, 602

Section: 01 33 16 W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 266 of 1083



1.11.2. Interior Bearing walls - [_____] hour rating

1.11.3. Structural frame - [_____] hour rating

1.11.4. Permanent partitions - [_____] hour rating

1.11.5. Shaft enclosures - [_____] hour rating

1.11.6. Floors & Floor-Ceilings - [_____] hour rating

1.11.7. Roofs and Roof Ceilings - [_____] hour rating

1.12. Automatic Sprinklers and others used to determine the need for automatic Extinguishing 
Equipment, Extinguishing Systems, Foam Systems, Standpipe

1.12.1. UFC 3-600-01, chapters 4 and 6 systems, wet chemical systems, etc.  State which systems 
are required and to what criteria they will be designed.

1.12.2. UFC 3-600-01, Appendix B Occupancy Classification.  Note the classification for each room.  
This may be accomplished by classifying the entire building and noting exceptions for rooms that differ 
(E.g.  The entire building is Light Hazard except boiler room and storage rooms which are [_____], etc.)

1.12.3. UFC 3-600-01, Chapter 3 Sprinkler Design Density, Sprinkler Design Area, Water Demand 
for Hose Streams (supply pressure and source requirements).

1.12.4. UFC 3-600-01, Chapter 4 Coverage per sprinkler head.  Extended coverage sprinkler heads 
are not permitted.

1.12.5. Available Water Supply.  Provide the results of the water flow tests showing the available 
water supply static pressure and residual pressure at flow.  Based on this data and the estimated flow 
and pressure required for the sprinkler system, determine the need for a fire pump.

1.12.6. NFPA 13, Para. 8.16.4.6.1. Provide backflow preventer valves as required by the local 
municipality, authority, or water purveyor.  Provide a test valve located downstream of the backflow 
preventer for flow testing the backflow preventer at full system demand flow.  Route the discharge to an 
appropriate location outside the building. 

1.13. Kitchen Cooking Exhaust Equipment
Describe when kitchen cooking exhaust equipment is provided for the project.  Type of extinguishing systems for 
the equipment should be provided. per NFPA 96.  Show all interlocks with manual release switches, fuel shutoff 
valves, electrical shunt trips, exhaust fans, and building alarms.

1.14. Portable Fire Extinguishers, fire classification and travel distance. per NFPA 10

1.15. Enclosure Protection and Penetration Requirements. - Opening Protectives and Through 
Penetrations

1.15.1. IBC Section712, 715 and Table 715.3.  Mechanical rooms, exit stairways, storage rooms, 
janitor [_____] hour rating.  IBC Table 302.1.1

1.15.2. Fire Blocks, Draft Stops, Through Penetrations and Opening Protectives

1.16. Fire Dampers.  Describe where fire dampers and smoke dampers are to be used (IBC 
Section 716 and NFPA 90A}.  State whether isolation smoke dampers are required at the air handler.

W9126G-12-U-1005-0014Section: 01 33 16

Wednesday, January 02, 2013

Page 267 of 1083



1.17. Detection Alarm and Communication.  UFC 3-600-01, (Chapter 5); NFPA 101 para. 3.4 
(chapters 12-42); NFPA 72

1.18. Mass Notification.  Describe building/facility mass notification system (UFC 4-021-01) type 
and type of base-wide mass notification/communication system.  State whether the visible notification 
appliances will be combined with the fire alarm system or kept separate.  (Note: Navy has taken position 
to combine visible notification appliances with fire alarm).

1.19. Interior Finishes (classification).  NFPA 101.10.2.3 and NFPA 101.7.1.4

1.20. Means of Egress

1.20.1. Separation of Means of Egress, NFPA 101 chapters 7 and 12-42; NFPA101.7.1.3

1.20.2. Occupant Load, NFPA101.7.3.1 and chapters 12-42.

1.20.3. Egress Capacity (stairs, corridors, ramps and doors) NFPA101.7.3.3

1.20.4. Number of Means of Egress, NFPA101.7.4 and chapters 12-42.

1.20.5. Dead end limits and Common Path of Travel, NFPA 101.7.5.1.6 and chapters 12-42.

1.20.6. Accessible Means of Egress (for accessible buildings), NFPA101.7.5.4

1.20.7. Measurement of Travel Distance to Exits, NFPA101.7.6 and chapters 12-42.

1.20.8. Discharge from Exits, NFPA101.7.7.2

1.20.9. Illumination of Means of Egress, NFPA101.7.8

1.20.10. Emergency Lighting, NFPA101.7.9

1.20.11. Marking of Means of Egress, NFPA101.7.10

1.21. Elevators, UFC 3-600-01, Chapter 6; IBC and ASME A17.1 - 2000,(Safety Code for Elevators 
and Escalators)

1.22. Accessibility Requirements, ADA and ABA Accessibility Guidelines for Buildings and 
Facilities

1.23. Certification of Fire Protection and Life Safety Code Requirements.  (Note: Edit the Fire team 
membership if necessary).  Preparers of this document certify the accuracy and completeness of the Fire 
Protection and Life Safety features for this project in accordance with the attached completed form(s).

1.24. Designer of Record.  Certification of Fire protection and Life Safety Code Requirements.  
(Note: Edit the Fire team members if necessary).  Preparers of this document certify the accuracy and 
completeness of the Fire Protection and Life Safety features of this project.

Fire Protection Engineer of Record: 

________________________________________________________________

Signature and Stamp                                                       

Date 
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OR

Architect of Record:

________________________________________________________________

Signature and Stamp                                                       

Date 

Mechanical Engineer of Record:

________________________________________________________________

Signature and Stamp                                                       

Date 

Electrical Engineer of Record:

________________________________________________________________

Signature/Date 
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ATTACHMENT E
LEED SUBMITTALS
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Closeout

List of all Final Design submittals revised after final design to reflect actual closeout 
conditions. Revised Final Design submittals. - OR - Statement confirming that no 
changes have been made since final design that effect final design submittal 
documents.

Proj 
Engr 
(PE)

SSPR1
Construction Activity Pollution 
Prevention (PREREQUISITE) **Final Design

List of drawings and specifications that address the erosion control, particulate/dust 
control and sedimentation control measures to be implemented. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

**Final Design

Narrative that indicates which compliance path was used (NPDES or Local 
standards) and describes the measures to be implemented on the project. If a local 
standard was followed, provide specific information to demonstrate that the local 
standard is equal to or more stringent than the NPDES program. CIV

SS1 Site Selection Final Design Statement confirming that project does not meet any of the prohibited criteria. CIV
**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design X

LEED Site plan drawing that shows all proposed development, line depicting 
boundary of all bodies of water and/or wetlands within 100 feet of project boundary 
and a line depicting 5' elevation above 100 year flood line that falls within project 
boundary. Not required if neither condition applies. CIV

SS2
Development Density & Community 

Connectivity Final Design
Option 1: LEED Site vicinity plan showing project site and surrounding development. 
Show density boundary or note drawing scale. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design

Option 1:  Table indicating, for project site and all surrounding sites within density 
radius (keyed to site vicinity plan), site area and building area. Project development 
density calculation. Density radius calculation. Development density calculation 
within density radius. CIV

Final Design

Option 2: LEED Site vicinity plan showing project site, the 1/2 mile community radius, 
pedestrian walkways and the locations of the residential development(s) and Basic 
Services surrounding the project site. CIV

Final Design
Option 2:  List (including business name and type) of all Basic Services facilities 
within the 1/2 mile radius, keyed to site vicinity plan. CIV

SS3 Brownfield Redevelopment Final Design
Narrative describing contamination and the remediation activities included in project. 
Include statement indicating how site was determined to be a brownfield. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

SS4.1
Alternative Transportation: Public 

Transportation Access Final Design

Statement indicating which option for compliance applies. State whether public 
transportation is existing or proposed and, if proposed, cite source of this 
information. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design
Option 1: LEED Site vicinity plan showing project site, mass transit stops and 
pedestrian path to them with path distance noted. CIV

Final Design
Option 2: LEED Site vicinity plan showing project site, bus stops and pedestrian path 
to them with path distance noted. CIV

SS4.2
Alternative Transportation: Bicycle 

Storage & Changing Rooms Final Design
FTE calculation.  Bicycle storage spaces calculation. Shower/changing facilities 
calculation. CIV

Final Design
List of drawings that show the location(s) of bicycle storage areas. Statement 
indicating distance from building entrance.  CIV

Final Design
List of drawings that show the location(s) of shower/changing facilities and, if located 
outside the buiding, statement indicating distance from building entrance. ARC

GENERAL - For all credits, narrative/comments may be added to describe special circumstances or considerations regarding the project's credit approach.

GENERAL

CATEGORY 1 - SUSTAINABLE SITES

GENERAL - All calculations shall be in accordance with LEED 2009 Reference Guide.
GENERAL: Obtain excel version of this spreadsheet at http://en.sas.usace.army.mil/enWeb, "Engineering Criteria".

GENERAL - Include all required LEED drawings indicated below in contract drawings with applicable discipline drawings, labeled For Reference Only. 

NOTE: Projects seeking LEED certification need only submit to GBCI whatever documentation is acceptable to GBCI (for example, licensed professional certifications). This 
checklist identifies what must be submitted to the Government for internal review purposes. Government review of LEED documentation in no way supercedes or modifies the 
requirements and rulings of of GBCI for purposes of compliance with project requirement to obtain LEED certifiaction. 
GENERAL - Audit documentation may include but is not limited to what is indicated in this table. 

NOTE: Each submittal indicated with "**" differs from LEED certified project submittals by either having a different due date or being an added submittal not required by GBCI. 
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

SS4.3
Alternative Transportation: Low Emitting 

& Fuel Efficient Vehicles Final Design
Statement indicating which option for compliance applies. FTE calculation. 
Statement indicating total parking capacity of site. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV
Final Design Option 1: Low-emission & fuel-efficient vehicle calculation. CIV

Final Design

Option 1: List of drawings and specification references that show location and 
number of preferred parking spaces for low-emission & fuel-efficient vehicles and 
signage. CIV

Final Design

Option 1: Statement indicating quantity, make, model and manufacturer of low-
emission & fuel-efficient vehicles to be provided. Statement confirming vehicles are 
zero-emission or indicating ACEEE vehicle scores. CIV

Final Design Option 2: Low-emission & fuel-efficient vehicle parking calculation. CIV

Final Design
Option 2: List of drawings and specification references that show location and 
number of preferred parking spaces and signage. CIV

Final Design Option 3: Low-emission & fuel-efficient vehicle refueling station calculation. CIV

Final Design
Option 3: List of drawings and specifications indicating location and number of 
refueling stations, fuel type and fueling capacity for each station for an 8-hour period. CIV

Closeout X

Option 3: Construction product submittals indicating what was provided and 
confirming compliance with respect to fuel type and fueling capacity for each station 
for an 8-hour period. CIV

SS4.4
Alternative Transportation: Parking 

Capacity Final Design Statement indicating which option for compliance applies. CIV
**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design
Option 1:  Preferred parking calculation including number of spaces required, total 
provided, preferred spaces provided and percentage. CIV

Final Design
Option 2: FTE calculation. Preferred parking calculation including number of spaces 
provided, preferred spaces provided and percentage. CIV

Final Design
Options 1 and 2: List of drawings and specification references that show location and 
number of preferred parking spaces and signage. CIV

Final Design

Option 3: Narrative indicating number of spaces required and provided and 
describing infrastructure and support programs with description of project features to 
support them. CIV

SS5.1
Site Development: Protect or Restore 

Habitat **Final Design
Option 1: List of drawing and specification references that convey site disturbance 
limits. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

**Final Design
Option 2: LEED site plan drawing that delineates boundaries of each preserved and 
restored habitat area with area (sf) noted for each. CIV

**Final Design

Option 2: Percentage calculation of restored/preserved habitat to total site area. List 
of drawings and specification references that convey restoration planting 
requirements. CIV

SS5.2
Site Development: Maximize Open 

Space Final Design

Option 2: LEED site plan drawing delineating boundary of vegetated open space 
adjacent to building with areas of building footprint and designated open space 
noted. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

SS6.1 Stormwater Design: Quantity Control Final Design Statement indicating which option for compliance applies. CIV
**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design

Option 1: Indicate pre-development and post-development runoff rate(cfs) and runoff 
quantity (cf) -OR - Narrative describing site conditions, measures and controls to be 
implemented to prevent excessive stream velocities and erosion. CIV

Final Design
Option 2: Indicate pre-development and post-development runoff rate(cfs) and runoff 
quantity (cf). Indicate percent reduction in each. CIV

SS6.2 Stormwater Design: Quality Control Final Design

For non-structural controls, list all BMPs used and, for each, describe the function of 
the BMP and indicate the percent annual rainfall treated. List all structural controls 
and, for each, describe the pollutant removal and indicate the percent annual rainfall 
treated. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

SS7.1 Heat Island Effect: Non-Roof **Final Design

LEED site plan drawing indicating locations and quantities of each paving type, 
including areas of shaded pavement. Percentage calculation indicating percentage of 
reflective/shaded/open grid area. CIV

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

SS7.2 Heat Island Effect: Roof Final Design

Option 1: Percentage calculation indicating percentage of SRI compliant roof area. 
List of drawings and specification references that convey SRI requirements and roof 
slopes. ARC

Final Design
Option 1: List of specified roof materials indicating, for each, type, manufacturer, 
product name and identification if known, SRI value and roof slope. ARC

**Closeout
Option 1: List of installed roof materials indicating, for each, manufacturer, product 
name and identification, SRI value and roof slope. PE

Closeout X Option 1: Manufacturer published product data or certification confirming SRI PE

Final Design Option 2: Percentage calculation indicating percentage of vegetated roof area. ARC
Final Design Option 3: Combined reflective and green roof calculation. ARC

Final Design
Option 3: List of specified roof materials indicating, for each, type, manufacturer, 
product name and identification if known, SRI value and roof slope. ARC

**Closeout
Option 3: List of installed roof materials indicating, for each, manufacturer, product 
name and identification, SRI value and roof slope. PE

Closeout X Option 3: Manufacturer published product data or certification confirming SRI PE

SS8 Light Pollution Reduction Final Design

Interior Lighting: List of drawings and specification references that convey interior 
lighting requirements (location and type of all installed interior lighting, location of 
non-opaque exterior envelope surfaces, allowing confirmation that maximum candela 
value from interiorfixtures does not intersect non-opaque building envelope surfaces).
- OR - List of drawings and specification references that show automatic lighting 
controls compliance with credit requirement. ELEC

**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. ELEC

Final Design

Exterior Lighting: List of drawings and specification references that convey exterior 
lighting requirements (location and type of all site lighting and building 
façade/landscape lighting). ELEC

Final Design

Exterior Site Lighting Power Density (LPD): Tabulation for exterior site lighting 
indicating, for each location identification or description, units of measure, area or 
distance of the location, actual LPD using units consistent with ASHRAE 90.1, and 
the ASHRAE allowable LPD for that type of location. Percentage calculation of actual 
versus allowable LPD for all site lighting. ELEC

Final Design

Exterior Building Facade/Landscape Lighting Power Density (LPD): Tabulation for 
exterior building facade/landscape lighting indicating, for each location identification 
or description, units of measure, area or distance of the location, actual LPD using 
units consistent with ASHRAE 90.1, and the ASHRAE allowable LPD for that type of 
location. Percentage calculation of actual versus allowable LPD for all building 
facade/landscape lighting. ELEC

Final Design
Exterior Lighting IESNA Zone: Indicate which IESNA zone is applicable to the 
project. ELEC

Final Design

Exterior Lighting Site Lumen table indicating, for each fixture type, quantity installed, 
initial lamp lumens per luminaire, initial lamp lumens above 90 degrees from Nadir, 
total lamp lumens and total lamp lumens above 90 degrees.  Percentage of site lamp 
lumens above 90 degrees from nadir to total lamp lumens. ELEC

Final Design
Exterior Lighting Narrative describing analysis used for addressing requirements for 
light trespass at site boundary and beyond. ELEC

WEPR1 Water Use Reduction: 20% Reduction Final Design
Statement confirming which occupancy breakdown applies (default or special). For 
special occupancy breakdown, indicate source and explanation for ratio. MEC

Final Design
Occupancy calculation including male/female numbers for FTEs, visitors, students, 
customers, residential and other type occupants/users MEC

Final Design
Statement indicating percent of male restrooms with urinals. Statement indicating 
annual days of operation. MEC

CATEGORY 2 – WATER EFFICIENCY
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Final Design

Baseline flush fixture calculation spreadsheet indicating, for each fixture type, 
gender, flush rate, daily uses per person for each occupant type identified in 
occupancy calculation and annual baseline flush fixture water usage. MEC

Final Design

Design case flush fixture calculation spreadsheet indicating, for each fixture type, 
gender, fixture manufacturer, fixture model number, flush rate, percent of occupants 
using this fixture type, daily uses per person for each occupant type identified in 
occupancy calculation and annual design case flush fixture water usage. MEC

Closeout X Manufacturer published product data or certification confirming fixture water usage. PE

WE1.1
Water Efficient Landscaping: Reduce by 

50% Final Design Statement indicating which option for compliance applies. CIV
**Final Design Delineation and labeling of "LEED Project site boundary" on site plan. CIV

Final Design

Calculation indicating, for baseline and design case,  total water applied, total 
potable water applied, total non-potable water applied. Design case percent potable 
water reduction. If nonpotable water is used, indicate source of nonpotable water. CIV

Final Design List of landscape plan drawings. CIV

Final Design

Narrative describing landscaping and irrigation design strategies, including water use 
calculation methodology used to determine savings and, if non-potable water is used, 
specific information about source and available quantity. CIV

WE1.2
Water Efficient Landscaping: No 

Potable Water Use or No Irrigation Same as WE1.1 Same as WE1.1 CIV
WE2 Innovative Wastewater Technologies Final Design Statement confirming which option for compliance applies. MEC

Final Design
Statement confirming which occupancy breakdown applies (default or special). For 
special occupancy breakdown, indicate source and explanation for ratio. MEC

Final Design
Occupancy calculation including male/female numbers for FTEs, visitors, students, 
customers, residential and other type occupants/users MEC

Final Design
Statement indicating percent of male restrooms with urinals. Statement indicating 
annual days of operation. MEC

Final Design

Baseline flush fixture calculation spreadsheet indicating, for each fixture type, 
gender, flush rate, daily uses per person for each occupant type identified in 
occupancy calculation and annual baseline flush fixture water usage. MEC

Final Design

Design case flush fixture calculation spreadsheet indicating, for each fixture type, 
gender, fixture manufacturer, fixture model number, flush rate, percent of occupants 
using this fixture type, daily uses per person for each occupant type identified in 
occupancy calculation and annual design case flush fixture water usage. MEC

Final Design

Option 1: If onsite non-potable water is used, identify source(s), indicate annual 
quantity from each source and indicate total annual quantity from all onsite non-
potable water sources. MEC

Final Design

Option 1: Summary calculation indicating baseline annual water consumption, design 
case annual water consumption, non-potable annual water consumption and total 
percentage annual water savings. MEC

Final Design
Option 2: Statement confirming on-site treatment of all generated wastewater to 
tertiary standards and all treated wastewater is either infiltrated or used on-site. MEC

Final Design
Option 2: List of drawing and specification references that convey design of on-site 
wastewater treatment features. CIV

Final Design

Option 2: On-site water treatment quantity calculation indicating all on-site 
wastewater source(s), annual quantity treated, annual quantity infiltrated and annual 
quantity re-used on site from each source and totals for annual quantity treated, 
annual quantity infiltrated and annual quantity re-used on site from all sources. CIV

Final Design

Option 2: Wastewater summary calculation indicating design case annual flush 
fixture water usage, annual on-site water treatment and percentage sewage 
convyance reduction. MEC

Final Design

Narrative  describing project strategy for reduction of potable water use for sewage 
conveyance, including  specific information on reclaimed water usage and treated 
wastewater usage. MEC

WE3
Water Use Reduction: 30% - 40% 

Reduction Same as WEPR1 Same as WEPR1 MEC
CATEGORY 3 – ENERGY AND ATMOSPHERE
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

EAPR1

Fundamental Commissioning of the 
Building Energy Systems 

(PREREQUISITE) **Final Design **Owner's Project Requirements document ALL

**Final Design **Basis of Design document for commissioned systems
MEC, 
ELEC

**Final Design **Commissioning Plan 
MEC, 
ELEC

Closeout
Statement confirming all commissioning requirements have been incorporated into 
construction documents. PE

Closeout Commissioning Report PE

EAPR2
Minimum Energy Performance 

(PREREQUISITE) Final Design

Statement listing the mandatory provisions of ASHRAE 90.1 that project meets 
relative to compliance with this prerequisite and indicating which compliance path 
was used.

MEC 
ELEC 
ARC

Final Design Statement indicating which compliance path option applies. MEC

Final Design
Option 1: Statement confirming simulation software capabilities and confirming 
assumptions and methodology. MEC

Final Design

Option 1: General information including simulation program, principal heating source, 
percent new construction and renovation, weather file, climate zone and Energy Star 
Target Finder score. MEC

Final Design
Option 1: Space summary listing, for each building use, the conditioned area, 
unconditioned area and total area and include total area for each category MEC

Final Design
Option 1: List of all simulation output advisory message data and show difference 
between baseline and proposed design MEC

Final Design
Option 1: Comparison summary for energy model inputs including description of 
baseline and design case energy model inputs, showing both by element type MEC

Final Design
Option 1: Energy type summary lising, for each energy type, utility rate description, 
units of energy and units of demand MEC

Final Design

Option 1: Statement indicating whether project uses on-site renewable energy. If yes, 
list all sources and indicate, for each source, backup energy type, annual energy 
generated, rated capacity and renewable energy cost MEC

Final Design
Option 1: If analysis includes exceptional calculation methods,  statement describing 
how exceptional calculation measure cost savings is determined MEC

Final Design

Option 1: If analysis includes exceptional calculation methods,  for each exceptional 
calculation method indicate energy types and, for each energy type, annual energy 
savings, annual cost savings, and brief descriptive narrative MEC

Final Design

Option 1: Baseline performance rating compliance report table indicating, for each 
energy end use, whether it is a process load, energy type, annual and peak energy 
demand for all four orientations. For each orientation indicate total annual energy use 
for each orientation and total annual process energy use. MEC

Final Design
Option 1: Baseline energy cost table indicating, for each energy type, annual cost for 
all four orientations and building total energy cost. MEC

Final Design

Option 1: Proposed Design performance rating compliance report table indicating, for 
each energy end use, whether it is a process load,  energy type,  annual and peak 
energy demand, baseline annual and peak energy demand and percent savings. 
Indicate total annual energy use and total annual process energy use for both 
proposed design and baseline and percent savings. MEC

Final Design
Option 1: Proposed Design energy cost table indicating, for each energy type, annual 
cost for all four orientations and building total energy cost. MEC

Final Design

Option 1: Energy cost and consumption by energy type report indicating, for each 
energy type, proposed design and baseline annual use and annual cost, percent 
savings annual use and annual cost. Indicate for renewable energy annual energy 
generated and annual cost. Indicate exceptional calculations annual energy savings 
and annual cost savings. Indicate building total annual energy use, annual energy 
cost for proposed design and baseline and indicate percent savings annual energy 
use and annual energy cost. MEC
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Final Design

Option 1: Compliance summaries from energy simulation software. If software does 
not produce compliance summaries provide output summaries and example input 
summaries for baseline and proposed design supporting data in the tables. Output 
summaries must include simulated energy consumption by end use and total energy 
use and cost by energy type. Example input summaries should represent most 
common systems and must include occupancy, use pattern, assumed envelope 
component sizes and descriptive features and assumed mechanical equipment types 
and descriptive features MEC

Final Design
Option 1: Energy rate tariff from project energy providers (only if not using LEED 
Reference Guide default rates) MEC

EAPR3
Fundamental Refrigerant Management 

(PREREQUISITE) Final Design Statement indicating which option for compliance applies. MEC

Final Design
Option 2: Narrative describing phase out plan, including specific information on 
phase out dates and refrigerant quantities. MEC

EA1 Optimize Energy Performance Final Design Statement indicating which compliance path option applies. MEC

Final Design
Option 1: Statement confirming simulation software capabilities and confirming 
assumptions and methodology. MEC

Final Design

Option 1: General information including simulation program, principal heating source, 
percent new construction and renovation, weather file, climate zone and Energy Star 
Target Finder score. MEC

Final Design
Option 1: Space summary listing, for each building use, the conditioned area, 
unconditioned area and total area and include total area for each category MEC

Final Design
Option 1: List of all simulation output advisory message data and show difference 
between baseline and proposed design MEC

Final Design
Option 1: Comparison summary for energy model inputs including description of 
baseline and design case energy model inputs, showing both by element type MEC

Final Design
Option 1: Energy type summary lising, for each energy type, utility rate description, 
units of energy and units of demand MEC

Final Design

Option 1: Statement indicating whether project uses on-site renewable energy. If yes, 
list all sources and indicate, for each source, backup energy type, annual energy 
generated, rated capacity and renewable energy cost MEC

Final Design
Option 1: If analysis includes exceptional calculation methods,  statement describing 
how exceptional calculation measure cost savings is determined MEC

Final Design

Option 1: If analysis includes exceptional calculation methods,  for each exceptional 
calculation method indicate energy types and, for each energy type, annual energy 
savings, annual cost savings, and brief descriptive narrative MEC

Final Design

Option 1: Baseline performance rating compliance report table indicating, for each 
energy end use, whether it is a process load, energy type, annual and peak energy 
demand for all four orientations. For each orientation indicate total annual energy use 
for each orientation and total annual process energy use. MEC

Final Design
Option 1: Baseline energy cost table indicating, for each energy type, annual cost for 
all four orientations and building total energy cost. MEC

Final Design

Option 1: Proposed Design performance rating compliance report table indicating, for 
each energy end use, whether it is a process load,  energy type,  annual and peak 
energy demand, baseline annual and peak energy demand and percent savings. 
Indicate total annual energy use and total annual process energy use for both 
proposed design and baseline and percent savings. MEC

Final Design
Option 1: Proposed Design energy cost table indicating, for each energy type, annual 
cost for all four orientations and building total energy cost. MEC

Final Design

Option 1: Energy cost and consumption by energy type report indicating, for each 
energy type, proposed design and baseline annual use and annual cost, percent 
savings annual use and annual cost. Indicate for renewable energy annual energy 
generated and annual cost. Indicate exceptional calculations annual energy savings 
and annual cost savings. Indicate building total annual energy use, annual energy 
cost for proposed design and baseline and indicate percent savings annual energy 
use and annual energy cost. MEC
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Final Design

Option 1: Compliance summaries from energy simulation software. If software does 
not produce compliance summaries provide output summaries and example input 
summaries for baseline and proposed design supporting data in the tables. Output 
summaries must include simulated energy consumption by end use and total energy 
use and cost by energy type. Example input summaries should represent most 
common systems and must include occupancy, use pattern, assumed envelope 
component sizes and descriptive features and assumed mechanical equipment types 
and descriptive features MEC

Final Design
Option 1: Energy rate tariff from project energy providers (only if not using LEED 
Reference Guide default rates) MEC

EA2.1 On-Site Renewable Energy Final Design Statement indicating which compliance path option applies. ELEC

Final Design

List all on-site renewable energy sources and indicate, for each source, backup 
energy type, annual energy generated, rated capacity and renewable energy cost. 
Indicate total annual energy use (all sources), total annual energy cost (all sources) 
and percent renewable energy cost.

ELEC 
MEC

Final Design
Option 1: Indicate, for renewable energy,proposed design total annual energy 
generated and annual cost.

ELEC 
MEC

Final Design

Option 2: Indicate CBECS building type and building gross area. Provide the 
following CBECS data: median annual electrical intensity, median annual non-
electrical fuel intensity, average electric energy cost, average non-electric fuel cost, 
annual electric energy use and cost, annual non-electric fuel use and cost.

ELEC 
MEC

Final Design

Option 2: Narrative describing renewable systems and  explaining calculation 
method used to estimate annual energy generated, including  factors influencing 
performance.

ELEC 
MEC

EA2.2 On-Site Renewable Energy Same as EA2.1 Same as EA2.1
ELEC 
MEC

EA2.3 On-Site Renewable Energy Same as EA2.1 Same as EA2.1
ELEC 
MEC

EA3 Enhanced Commissioning **Final Design **Owner's Project Requirements document (OPR) ALL

**Final Design **Basis of Design document for commissioned systems (BOD)
ELEC 
MEC

**Final Design **Commissioning Plan 
ELEC 
MEC

Closeout
Statement confirming all commissioning requirements have been incorporated into 
construction documents. PE

Closeout **Commissioning Report PE
**Final Design Statement by CxA confirming Commissioning Design Review

Closeout
Statement by CxA confirming review of Contractor submittals for compliance with 
OPR and BOD PE

Closeout **Systems Manual PE

Closeout Statement by CxA confirming completion of O&M staff and occupant training PE

Closeout
**Scope of work for post-occupancy review of building operation, including plan for 
resolution of outstanding issues PE

**Predesign
Statement confirming CxA qualifications and contractual relationships relative to 
work on this project, demonstrating that CxA is an independent third party. MEC

EA4 Enhanced Refrigerant Management Final Design
Refrigerant impact calculation table with all building data and calculation values as 
shown in LEED 2009 Reference Guide Example Calculations MEC

Final Design Narrative describing any special circumstances or explanatory remarks 
Closeout X Cut sheets highlighting refrigerant data for all HVAC components. PE

EA5 Measurement & Verification Closeout Statement indicating which compliance path option applies. PE

Closeout Measurement and Verification Plan including Corrective Action Plan PE

Closeout
**Scope of work for post-occupancy implementation of M&V plan including corrective 
action plan. PE

EA6 Green Power Closeout Statement indicating which compliance path option applies. PE
Closeout Option 1: Indicate proposed design total annual electric energy usage PE

Closeout Option 2: Indicate actual total annual electric energy usage PE

Closeout
Option 3: Calculation indicating building type, total gross area, median electrical 
intensity and annual electric energy use PE
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Closeout

Green power provider summary table indicating, for each purchase type, provider 
name, annual quantity green power purchased and contract term. Indicate total 
annual green power use and indicate percent green power PE

Closeout Narrative describing how Green Power or Green Tags are purchased PE

MRPR1
Storage & Collection of Recyclables 

(PREREQUISITE) Final Design

Statement confirming that recycling area will accommodate recycling of plastic, 
metal, paper, cardboard and glass. Narrative indicating any other materials 
addressed and coordination with pickup. ARC

MR1.1
Building Reuse: Maintain 55% of 

Existing Walls, Floors & Roof **Final Design
If project includes a building addition, confirm that area of building addition does not 
exceed 2x the area of the existing building. ARC

**Final Design
Spreadsheet listing, for each building structural/envelope element, the existing area 
and reused area. Total percent reused. ARC

MR1.2
Building Reuse: Maintain 75% of 

Existing Walls, Floors & Roof Same as MR1.1 Same as MR1.1 ARC

MR1.3
Building Reuse: Maintain 95% of 

Existing Walls, Floors & Roof Same as MR1.1 Same as MR1.1 ARC

MR1.4
Building Reuse: Maintain 50% of 
Interior Non-Structural Elements **Final Design

If project includes a building addition, confirm that area of building addition does not 
exceed 2x the area of the existing building. ARC

**Final Design
Spreadsheet listing, for each building interior non-structural element, the existing 
area and reused area. Total percent reused. ARC

MR2.1
Construction Waste Management: 

Divert 50% From Disposal **Preconstruction Waste Management Plan PE
**Construction 
Quarterly and 

Closeout

Spreadsheet calculations indicating material description, disposal/diversion location 
(or recycling hauler), weight,  total waste generated, total waste diverted, diversion 
percentage PE

**Construction 
Quarterly and 

Closeout Receipts/tickets for all items on spreadsheet PE

MR2.2
Construction Waste Management: 

Divert 75% From Disposal Same as MR2.1 Same as MR2.1 PE

MR3.1 Materials Reuse: 5% Closeout Statement indicating total materials value and whether default or actual. PE

Closeout
Spreadsheet calculations indicating, for each reused/salvaged material, material 
description, source or vendor, cost. Total reused/salvaged materials percentage. PE

MR3.2 Materials Reuse: 10% Same as MR3.1 Same as MR3.1 PE

MR4.1
 Recycled Content: 10% (post-
consumer + 1/2 pre-consumer) Closeout Statement indicating total materials value and whether default or actual. PE

Closeout

Spreadsheet calculations indicating, for each recycled content material, material 
name/description, manufacturer, cost, post-consumer recycled content percent, pre-
consumer recycled content percent, source of recycled content data. Total post-
consumer content materials cost, total pre-consumer content materials cost, total 
combined recycled content materials cost, recycled content materials percentage. PE

Final Design or 
NLT 

Preconstruction
**Purchasing Plan consisting of spreadsheet indicated above, filled in with estimated 
quantities to show strategy for achieving goal. PE

Closeout X
Manufacturer published product data or certification,  confirming recycled content 
percentages in spreadsheet PE

MR4.2
 Recycled Content: 20% (post-
consumer + 1/2 pre-consumer) Same as MR4.1 Same as MR4.1 PE

MR5.1
Regional Materials:10% Extracted, 

Processed & Manufactured Regionally Closeout Statement indicating total materials value and whether default or actual. PE

Closeout

Spreadsheet calculations indicating, for each regional material, material 
name/description, manufacturer, cost, percent compliant, harvest distance, 
manufacture distance, source of manufacture and harvest location data. Total 
regional materials cost, regional materials percentage. PE

Preconstruction
**Purchasing Plan consisting of spreadsheet indicated above, filled in with estimated 
quantities to show strategy for achieving goal. PE

Closeout X
Manufacturer published product data or certification confirming regional material 
percentages in spreadsheet PE
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

MR5.2
Regional Materials:20% Extracted, 

Processed & Manufactured Regionally Same as MR5.1 Same as MR5.1 PE

MR6 Rapidly Renewable Materials Closeout Statement indicating total materials value and whether default or actual. PE

Closeout

Spreadsheet calculations indicating, for each rapidly renewable material, material 
name/description, manufacturer, cost, rapidly renewable content percent, rapidly 
renewable product value. Total rapidly renewable product value, rapidly renewable 
materials percentage. PE

Final Design
**Purchasing Plan consisting of spreadsheet indicated above, filled in with estimated 
quantities to show strategy for achieving goal. ARC

Closeout X
Manufacturer published product data or certification confirming rapidly renewable 
material percentages in spreadsheet PE

MR7 Certified Wood Closeout Statement indicating total materials value and whether default or actual. PE

Closeout

Spreadsheet calculations indicating, for each certified wood material, material 
name/description, vendor, cost, wood component percent, certified wood percent of 
wood component, FSC chain of custody certificate number. Total certified wood 
product value, certified wood materials percentage. PE

Final Design or 
NLT 

Preconstruction
**Purchasing Plan consisting of spreadsheet indicated above, filled in with estimated 
quantities to show strategy for achieving goal. PE

Closeout X

Vendor invoices, FSC chain of custody certificates and anufacturer published product 
data or certification confirming all certified wood materials percentages in 
spreadsheet. PE

EQPR1
Minimum IAQ Performance 

(PREREQUISITE) Final Design

Statement indicating which option for compliance applies, stating applicable 
criteria/requirement, and confirming that project has been designed to meet the 
applicable requirements. MEC

Final Design
Narrative describing the project's ventilation design, including specifics about fresh 
air intake volumes and special considerations. MEC

EQPR2
Environmental Tobacco Smoke (ETS) 

Control (PREREQUISITE) Final Design

Statement indicating which option for compliance applies, stating applicable 
criteria/requirement, and confirming that project has been designed to meet the 
applicable requirements. ARC

Final Design
List of drawing and specification references that convey conformance to applicable 
requirements (signage, exhaust system, room separation details, etc). ARC

EQ1 Outdoor Air Delivery Monitoring Final Design
Statement indicating which option for compliance applies and confirming that project 
has been designed to meet the applicable requirements. MEC

Final Design
List of drawing and specification references that convey conformance to applicable 
requirements. MEC

Final Design
Narrative describing the project's ventilation design and CO2 monitoring system, 
including specifics about monitors, operational parameters and setpoints. MEC

Closeout X Cut sheets for CO2 monitoring system. PE

EQ2 Increased Ventilation Final Design
Statement indicating which option for compliance applies and confirming that project 
has been designed to meet the applicable requirements. MEC

Final Design
Narrative describing the project's ventilation design, including specifics about zone 
fresh air intake volumes and demonstrating compliance. MEC

Final Design

Option 2: Narrative describing design method used for determining natural ventilation 
design, including calculation methodology/model results and demonstrating 
compliance. MEC

Final Design
List of drawing and specification references that convey conformance to applicable 
requirements. MEC

EQ3.1
Construction IAQ Management Plan: 

During Construction **Preconstruction Construction IAQ Management Plan PE

Closeout Statement confirming whether air handling units were operated during construction PE

Closeout

Dated jobsite photos showing examples of IAQ management plan practices being 
implemented. Label photos to indicate which practice they demonstrate. Minimum 
one photo of each practice at each building. PE

 INDOOR ENVIRONMENTAL QUALITY 
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Closeout

Spreadsheet indicating, for each filter installed during construction, the manufacturer, 
model number, MERV rating, location installed, and if it was replaced immediately 
prior to occupancy. PE

EQ3.2
Construction IAQ Management Plan: 

Before Occupancy **Preconstruction Construction IAQ Management Plan PE

Closeout
Statement indicating which option for compliance applies and confirming that 
required activities have occurred that meet the applicable requirements. PE

Closeout

Option 1a: Narrative describing the project's flushout process, including specifics 
about temperature, airflow and duration, special considerations (if any) and 
demonstrating compliance. PE

Closeout

Option 1b: Narrative describing the project's pre-occupancy and post-occupancy 
flushout processes, including specifics about temperature, airflow and duration, 
special considerations (if any) and demonstrating compliance. PE

Closeout

Option 2: Narrative describing the project's IAQ testing process, including specifics 
about contaminants tested for, locations, remaining work at time of test, retest 
parameters and special considerations (if any). PE

Closeout Option 2: IAQ testing report demonstrating compliance. PE

EQ4.1
Low Emitting Materials: Adhesives & 

Sealants Closeout

Spreadsheet indicating, for each applicable indoor adhesive, sealant and sealant 
primer used, the manufacturer, product name/model number, VOC content, LEED 
VOC limit, and source of VOC data. PE

Closeout

Spreadsheet indicating, for each applicable indoor aerosol adhesive, the 
manufacturer, product name/model number, VOC content, LEED VOC limit, and 
source of VOC data - OR - Statement confirming no indoor aerosol adhesives were 
used for the project. PE

Closeout X
Manufacturer published product data or certification confirming material VOCs in 
spreadsheet PE

EQ4.2
Low Emitting Materials: Paints & 

Coatings Closeout

Spreadsheet indicating, for each applicable indoor paint and coating used, the 
manufacturer, product name/model number, VOC content, LEED VOC limit, and 
source of VOC data. PE

Closeout

Spreadsheet indicating, for each applicable indoor anti-corrosive/anti-rust paint and 
coating used, the manufacturer, product name/model number, VOC content, LEED 
VOC limit, and source of VOC data - OR - Statement confirming no indoor anti-
corrosive/anti-rust paints were used for the project . PE

Closeout X
Manufacturer published product data or certification confirming material VOCs in 
spreadsheet PE

EQ4.3
Low Emitting Materials: Flooring 

Systems Closeout

Spreadsheet indicating, for each indoor flooring system used, the manufacturer, 
product name/model number, if it meets LEED requirement (yes/no) and source of 
LEED compliance data. PE

Closeout

Spreadsheet indicating, for each indoor carpet cushion used, the manufacturer, 
product name/model number, if it meets LEED requirement (yes/no) and source of 
LEED compliance data - OR - Statement confirming no indoor carpet cushion was 
used for the project. PE

Closeout X
Manufacturer published product data or certification confirming material compliance 
label in spreadsheet PE

EQ4.4
Low Emitting Materials: Composite 

Wood & Agrifiber Products Closeout

Spreadsheet indicating, for each indoor composite wood and agrifiber product used, 
the manufacturer, product name/model number, if it contains added urea 
formaldehyde (yes/no) and source of LEED compliance data. PE

Closeout X
Manufacturer published product data or certification confirming material urea 
formaldehyde in spreadsheet PE

EQ5
Indoor Chemical & Pollutant Source 

Control Closeout 
Spreadsheet indicating, for each permanent entryway system used, the 
manufacturer, product name/model number and description of system. PE

Final Design
List of drawing and specification references that convey locations and installation 
methods for entryway systems. ARC

Final Design

Spreadsheet indicating, for each chemical use area, the room number, room name, 
description of room separation features (walls, floor/ceilings, openings) and pressure 
differential from surrounding spaces with doors closed - OR - Statement confirming 
that project includes no chemical use areas and that no hazardous cleaning materials
are needed for building maintenance. 

ARC 
MEC

Final Design

If project includes chemical use areas: List of drawing and specification references 
that convey locations of chemical use areas, room separation features and exhaust 
system.

ARC 
MEC
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

Final Design

If project includes places where water and chemical concentrate mixing occurs: List 
of drawing and specification references that convey provisions for containment of 
hazardous liquid wastes OR - Statement confirming that project includes no places 
where water and chemical concentrate mixing occurs.

ARC 
MEC

Closeout 

If project includes chemical use areas: Spreadsheet indicating, for AHUs/mechanical 
ventilation equipment serving occupied areas, the manufacturer, model number, 
MERV rating, location installed, and if it was replaced immediately prior to 
occupancy (yes/no) - OR - Statement confirming that project does not use 
mechanical equipment for ventilation of occupied areas. PE

EQ6.1 Controllability of Systems: Lighting Final Design

Calculation indicating total number of individual workstations, number of workstations 
with individual lighting controls and the percentage of workstations with individual 
lighting controls. ELEC

Final Design For each shared multi-occupant space, provide a brief description of lighting controls. ELEC

Final Design
Narrative describing lighting control strategy, including type and location of individual 
controls and type and location of controls in shared multi-occupant spaces. ELEC

EQ6.2
Controllability of Systems: Thermal 

Comfort Final Design

Calculation indicating total number of individual workstations, number of workstations 
with individual thermal comfort controls and the percentage of workstations with 
individual thermal comfort controls. MEC

Final Design
For each shared multi-occupant space, provide a brief description of thermal comfort 
controls. MEC

Final Design
Narrative describing thermal comfort control strategy, including type and location of 
individual and shared multi-occupant controls. MEC

EQ7.1 Thermal Comfort: Design Final Design

Design criteria spreadsheet indicating, for spring, summer, fall and winter, maximum 
indoor space design temperature, minimum indoor space design temperature and 
maximum indoor space design humidity. MEC

Final Design

Narrative describing method used to establish thermal comfort control conditions and 
how systems design addresses the design criteria, including compliance with the 
referenced standard. MEC

EQ7.2 Thermal Comfort: Verification Final Design
Narrative describing the scope of work for the thermal comfort survey, including 
corrective action plan development MEC

Final Design
List of drawing and specification references that convey permanent monitoring 
system. MEC

EQ8.1
Daylight & Views: Daylight 75% of 

Spaces Final Design

Option 2: Table indicating all regularly occupied spaces with space area and space 
area with compliant daylight zone. Sum of regularly occupied areas and regularly 
occupied areas withcompliant daylight zone. Percentage calculation of areas 
withcompliant daylight zone to total regularly occupied areas. ARC

Final Design Option 1: Simulation model method, software and output data ELEC

Final Design

Option 1: Table indicating all regularly occupied spaces with space area, space area 
with minimum 25 footcandles daylighting illumination, and method of providing glare 
control. Sum of regularly occupied areas and regularly occupied areas with 25 fc 
daylighting. Percentage calculation of areas with 25 fc daylighting to total regularly 
occupied areas. ELEC

Final Design
For all occupied spaces excluded from the calculation, provide narrative indicating 
reasons for excluding the space. ARC

Final Design

List of drawing and specification references that convey exterior glazed opening 
head and sill heights, glazing performance properties and glare control/sunlight 
redirection devices. ARC

Closeout X
Manufacturer published product data or certification confirming glazing Tvis in 
spreadsheet PE

EQ8.2
Daylight & Views: Views for 90% of 

Spaces Final Design

Table indicating all regularly occupied spaces with space area and space area with 
access to views. Sum of regularly occupied areas and regularly occupied areas with 
access to views. Percentage calculation of areas with views to total regularly 
occupied areas. ARC

Final Design
For all occupied spaces excluded from the calculation, provide narrative indicating 
reasons for excluding the space. ARC

Final Design

LEED Floor plan drawings showing line of sight diagramming of views areas in each 
regularly occupied space. List of drawing/specification references that convey 
exterior glazed opening head and sill heights. ARC

INNOVATION & DESIGN PROCESS
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PAR FEATURE DUE AT REQUIRED DOCUMENTATION DATE REV

IDc1.1 Innovation in Design Final Design

Narrative decribing intent, requirement for credit, project approach to the credit. List 
of drawings and specification references that convey implementation of credit. All 
other documentation that validates claimed credit. 

IDc1.2 Innovation in Design Final Design
IDc1.3 Innovation in Design Final Design
IDc1.4 Innovation in Design Final Design

IDc2 LEED Accredited Professional Final Design
Narrative indicating name of LEED AP, company name of LEED AP, description of 
LEED AP's role and responsiblilities in the project. ARC
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ATTACHMENT F
Version 05-31-2011

BUILDING INFORMATION MODELING REQUIREMENTS

1.0 Section 1 - General

1.1. Definitions.  See Section 7 for definitions of terms used in this document.

1.2. Submittal Format 

1.2.1. The Model shall be developed using Building Information Modeling (“BIM”) supplemented 
with  Computer Aided Design (“CAD”) content as necessary to produce a complete set of Construction 
Documents.  Printed design submittal drawings shall be ANSI D size, suitable for half-size scaled 
reproduction.

1.2.2. BIM submittals shall conform to the requirements of Sections 3 and 4 below.

1.2.3. For each Center of Standardization (CoS) facility type included in this Project, all Models and 
associated Facility Data shall be submitted in  Bentley BIM XM or later.  The submittals shall be fully 
operable, compatible, and editable within the native BIM tools.  

2.0 Section 2 – Design Requirements

2.1. Use of BIM for Design.  Contractor shall use BIM application(s) and software(s) to develop 
Project designs consistent with the following requirements.

2.1.1. Baseline Model. The Contractor will be provided a baseline multi-discipline BIM Project 
Model.

2.1.2. USACE BIM Workspace.   The USACE Bentley BIM Workspace  [Not Supplied - 
SubmittalReqCADDSystem : USACE_WORKSPACE_VERSION]  must be used and can be downloaded 
from the CAD/BIM Technology Center website, currently https://cadbim.usace.army.mil.

2.1.3. Reference. Refer to ERDC TR-06-10, “U.S. Army Corps of Engineers Building Information 
Modeling Road Map” from the CAD/BIM Technology Center website for more information on the USACE 
BIM implementation goals.

2.1.4. Industry Foundation Class (IFC) Support.  The Contractor’s selected BIM application(s) and 
software(s) must be consistent with the current IFC property sets.  Any deviations from or additions to the 
IFC property sets for any new spaces, systems, and equipment must be submitted for Government 
acceptance.

2.1.5. BIM Project Execution Plan.

2.1.5.1. Develop a BIM Project Execution Plan (“Plan” or “PxP”) documenting the BIM uses, analysis 
technologies and workflows.  

2.1.5.2. Contractors shall utilize the link for the USACE BIM PROJECT EXECUTION PLAN (USACE 
PxP) Template located in Attachment H to develop an acceptable Plan.  

2.2. BIM Requirements.
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2.2.1. Facility Data.  Develop the Facility Data to include material definitions and attributes that are 
necessary for the Project facility design and construction as described in Section 4.0.  Additional data in 
support of Section 6.0 Contractor Electives is encouraged to be added to the Model.

2.2.2. Model Content.  The Model and Facility Data shall include, at a minimum, the requirements of 
Section 4 below.

2.2.3. Model Granularity.  Individual elements may vary in level of detail within the Model, but at a 
minimum must include all features that would be included on a quarter inch (1/4” = 1’0”) scaled drawing 
(e.g., at least 1/16th, 1/8th and 1/4th), or on appropriately scaled civil drawings.

2.3. Output.  Submitted Drawings (e.g., plans, elevations, sections, schedules, details, etc.) shall 
be derived (commonly known as extractions, views or sheets) from the Model and Facility Data.  
Drawings derived from the Model shall remain connected to the Model for the life of the Project and 
documented in the PxP. Drawings not derived from the Model shall also be documented in the PxP.

2.3.1. Drawings derived from the Model shall be compliant with the A/E/C CAD Standard. Deliver 
electronic CAD files used for the creation of the Construction Documents per requirements in Section 01 
33 16, the criteria of the USACE [Not Supplied - DistrictInfoGeneral : ISSUING_DISTRICT] District, and 
as noted herein.  

2.3.2. The CAD file format specified for drawings shall not dictate which application(s) are used for 
development and execution of the Model and Facility Data. Application(s) used shall be documented in 
the PxP.

2.4. Quality Control Parameters.  Implement quality control (“QC”) parameters for the Model, 
including: 

2.4.1. Model Standards Checks.  QC validation ensures that the Project Facility Data set has no 
undefined, incorrectly defined or duplicated elements.  Identify and report non-compliant elements and 
submit a corrective action plan.  Provide the Government with detailed justification and request 
Government acceptance for any non-compliant element that the Contractor proposes to be allowed to 
remain in the Model.

2.4.2. CAD Standards Checks.  QC checking ensures that the fonts, dimensions, line styles, levels 
and other construction document formatting issues are followed per requirements in Section 01 33 16.  
Identify and report non-compliant content and submit a corrective action plan.

2.4.3. Other Parameters.  Develop such other QC parameters as Contractor deems appropriate for 
the Project and provide to the Government for acceptance.  

2.5. Design and Construction Reviews.  Perform design and construction reviews at each 
submittal stage under Section 3 to test the Model, including:  

2.5.1. Visual Checks.  Checking to ensure the design intent has been followed and that there are no 
unintended elements in the Model.

2.5.2. Interference Management Checks.  Locate conflicting spatial data in the Model where two 
elements are occupying the same space.  Log hard interferences (e.g., mechanical vs. structural, or 
mechanical vs. mechanical, overlaps in the same location) and soft interferences, (e.g., conflicts 
regarding equipment clearance, service access, fireproofing, insulation, code space requirements) in a 
written report and resolve.

2.5.3. IFC Coordination View.  Provide an IFC Coordination View in IFC Express format for all 
deliverables. Provide exported property set data for all IFC supported named building elements.
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2.5.4. Other Parameters.  Develop other design and construction review parameters as the 
Contractor deems appropriate for the Project and provide to the Government for acceptance. 

3.0 Section 3 – Submittal Requirements

3.1. General Submittal Requirements.

3.1.1. Provide submittals in compliance with the PxP deliverables at stages as described below.

3.1.2. For each Interim Design Submittal as set forth in Paragraphs 3.3 through 3.6, provide a 
Contractor-certified written report confirming that consistency checks as identified in Paragraphs 2.4 and 
2.5 above have been completed.  This report shall be discussed as part of the review process and shall 
address cross-discipline interferences, if any.

3.1.3. At each Interim Design Submittal as set forth in Paragraphs 3.3 through 3.6, provide the 
Government with:

3.1.3.1. The Model, Facility Data, Workspace and CAD Data files in the native BIM/CAD format. 

3.1.3.2. A copy of the Model in an interactive review format such as  Bentley Navigator, Autodesk 
Navisworks, Adobe 3D PDF 7.0 (or later), Google Earth KMZ or other format per PxP requirements.  The 
format for reviews can change between submittals.

3.1.3.3. A list of all submitted electronic files including a description, directory, and file name for each 
file submitted.  For all CAD printed sheets, include a list of the sheet titles and sheet numbers. Identify 
which files have been produced from the Model and Facility Data.

3.1.4. The Government shall confirm acceptability of all submittals identified in Section 3 in 
coordination with the USACE Geographic District BIM Manager.

3.2. Initial Design Conference Submittal.

3.2.1. Submit a digital copy of the PxP where, in addition to Paragraph 3.1.4, the USACE 
Geographic District BIM Manager will coordinate with the USACE CoS BIM Manager to confirm 
acceptability of the Plan or advise as to additional processes or activities necessary to be incorporated 
into the PxP.

3.2.2. Within thirty (30) days after the acceptance of the PxP, conduct a demonstration to review the 
Plan for clarification, and to verify the functionality of planned Model technology workflow and processes.  
If modifications are required, the Contractor shall complete the modifications and resubmit the PxP 
performing a subsequent demonstration for Government acceptance.  There will be no payment for 
design or construction until the PxP is completed and accepted by the Government.  The Government 
may also withhold payment if there is design and construction for unacceptable performance in executing 
the accepted PxP.

3.3. Interim Design Submittals.  

3.3.1. BIM and CAD Data.  Submit the Model with Facility Data per the requirements identified in 
Paragraphs 2.2 and 2.3 as applicable to the Interim Design package(s).

3.4. Final Design Submissions and Design Complete Submittals.  

3.4.1. BIM and CAD Data.  Submit the Model with Facility Date per the requirements identified in 
Paragraphs 2.2 and 2.3.  Acceptance according to Paragraph 3.1.4 is required before commencement of 
construction, as described in Paragraph 3.7.6 of Section 01 33 16.
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3.5. Construction Submittals – Over-The-Shoulder Progress Reviews.  Periodic quality control 
meetings or construction progress review meetings shall include quality control reviews on the 
implementation and use of the Model, including interference management and design change tracking 
information.

3.6. Final As-Built BIM and CAD Data Submittal.  Submit the final Model, Facility Data, and CAD 
files reflecting as-built construction conditions for Government acceptance, as specified in Section 01 78 
02.00 10, PROJECT CLOSEOUT.

4.0 Section 4 – BIM Model Minimum Requirements and Output

4.1. General Provisions.  The Model shall be developed to include the systems described below 
as they would be built, the processes of installing them, and to reflect final as-built construction 
conditions.  The deliverable Model at the Interim Design Stage and at the Final Design Stage (“released 
for construction”) shall be developed to include as many of the systems described below as are 
necessary and appropriate at that design stage.

4.2. Architectural/Interior Design.  The Architectural systems Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a quarter inch 
(1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:

4.2.1. Spaces.  The Model shall include spaces defining actual net square footage and net volume, 
and holding data to develop the room finish schedule including room names and numbers.  Include 
program information to verify design space against programmed space, using this information to validate 
area quantities.

4.2.2. Walls and Curtain Walls.  Each wall shall be depicted to the exact height, length, width and 
ratings (thermal, acoustic, fire) to properly reflect wall types.  The Model shall include all walls, both 
interior and exterior, and the necessary intelligence to produce accurate plans, sections and elevations 
depicting these design elements.

4.2.3. Doors, Windows and Louvers.  Doors, windows and louvers shall be depicted to represent 
their actual size, type and location. Doors and windows shall be modeled with the necessary intelligence 
to produce accurate window and door schedules.

4.2.4. Roof.  The Model shall include the roof configuration, drainage system, penetrations, 
specialties, and the necessary intelligence to produce accurate plans, building sections and generic wall 
sections where roof design elements are depicted.

4.2.5. Floors.  The floor slab(s) shall be developed in the Structural Model and then referenced by 
the Architectural Model.

4.2.6. Ceilings.  All heights and other dimensions of ceilings, including soffits, ceiling materials,  or 
other special conditions shall be depicted in the Model with the necessary intelligence to produce 
accurate plans, building sections and wall sections where ceiling design elements are depicted.

4.2.7. Vertical Circulation.  All continuous vertical components (i.e., non-structural shafts, 
architectural stairs, handrails and guardrails) shall be accurately depicted and shall include the necessary 
intelligence to produce accurate plans, elevations and sections in which such design elements are 
referenced.

4.2.8. Architectural Specialties.  All architectural specialties (i.e., toilet room accessories, toilet 
partitions, grab bars, lockers, and display cases) and millwork (i.e., cabinetry and counters) shall be 
accurately depicted with the necessary intelligence to produce accurate plans, elevations, sections and 
schedules in which such design elements are referenced.
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4.2.9. Signage.  The Model shall include all signage and the necessary intelligence to produce 
accurate plans and schedules.

4.2.10. Schedules.  Provide door, window, hardware sets using BHMA designations, flooring, wall 
finish, and signage schedules from the Model, indicating the type, materials and finishes used in the 
design.

4.3. Furniture.  The furniture Model may vary in level of detail for individual elements, but at a 
minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing, 
and have necessary intelligence to produce accurate plans. Representation of furniture elements is to be 
2D.  Contractor may provide a minimal number of 3D representations as examples.  Examples of furniture 
include, but are not limited to, desks, furniture systems, seating, tables, and office storage.

4.3.1. Furniture Coordination.  Furniture that makes use of electrical, data or other features shall 
include the necessary intelligence to produce coordinated documents and data.

4.4. Equipment.  The Model may vary in level of detail for individual elements. Equipment shall be 
depicted to meet layout requirements with the necessary intelligence to produce accurate plans and 
schedules, indicating the configuration, materials, finishes, mechanical, and electrical requirements..  
Examples of equipment include but are not limited to copiers, printers, refrigerators, ice machines and 
microwaves.

4.4.1. Schedules.  Provide furniture and equipment schedules from the model indicating the 
materials, finishes, mechanical, and electrical requirements.

4.5. Structural.  The Structural systems Model may vary in level of detail for individual elements, 
but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled 
drawing.  Additional minimum Model requirements include:

4.5.1. Foundations.  All necessary foundation and/or footing elements, with necessary intelligence 
to produce accurate plans and elevations.

4.5.2. Floor Slabs.  Structural floor slabs shall be depicted with all necessary recesses, curbs, pads, 
closure pours, and major penetrations accurately depicted.

4.5.3. Structural Steel.  All steel columns, primary and secondary framing members, and steel 
bracing for the roof and floor systems (including decks), including all necessary intelligence to produce 
accurate structural steel framing plans, related building/wall sections, and schedules.

4.5.4. Cast-in-Place Concrete.  All walls, columns, beams, including necessary intelligence to 
produce accurate plans and building/wall sections, depicting cast-in-place concrete elements.

4.5.5. Expansion/Contraction Joints.  Joints shall be accurately depicted.

4.5.6. Stairs.  All framing members for stair systems, including necessary intelligence to produce 
accurate plans and building/wall sections depicting stair design elements.

4.5.7. Shafts and Pits.  All shafts and pits, including necessary intelligence to produce accurate 
plans and building/wall sections depicting these design elements.

4.5.8. Openings and Penetrations.  All major openings and penetrations that would be included on a 
quarter inch (1/4”=1’0”) scaled drawing.

4.6. Mechanical.  The Mechanical systems Model may vary in level of detail for individual 
elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) 
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scaled drawing.  Small diameter (less than 1-1/2” NPS) field-routed piping is not required to be depicted 
in the Model.  Additional minimum Model requirements include: 

4.6.1. HVAC.  All necessary heating, ventilating, air-conditioning and specialty equipment, including 
air distribution for supply, return, ventilation and exhaust ducts, control systems, registers, diffusers, grills, 
and hydronic baseboards with necessary intelligence to produce accurate plans, elevations, building/wall 
sections and schedules.

4.6.1.1. Mechanical Piping.  All necessary piping and fixture layouts, and related equipment, including 
necessary intelligence to produce accurate plans, elevations, building/wall sections, and schedules.

4.6.2. Plumbing.  All necessary plumbing piping and fixture layouts, floor and area drains, and 
related equipment, including necessary intelligence to produce accurate plans, elevations, building/wall 
sections, riser diagrams, and schedules.

4.6.3. Equipment Clearances.  All Mechanical equipment clearances shall be modeled for use in 
interference management and maintenance access requirements.

4.6.4. Elevator Equipment.  All necessary equipment and control systems, including necessary 
intelligence to produce accurate plans, sections and elevations depicting these design elements.

4.7. Electrical/Telecommunications.  The Electrical and Telecommunications systems Model may 
vary in level of detail for individual elements, but at a minimum must include all features that would be 
included on a quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than 1-1/2”Ø) field-routed 
conduit is not required to be depicted in the Model. Additional minimum Model requirements include:

4.7.1. Interior Electrical Power and Lighting.  All necessary interior electrical components (i.e., 
lighting, receptacles, special and general purpose power receptacles, lighting fixtures, panelboards, cable 
trays and control systems), including necessary intelligence to produce accurate plans, details and 
schedules.  Lighting and power built into furniture/equipment shall be modeled.

4.7.2. Special Electrical.  All necessary special electrical components (i.e., security, mass 
notification, public address, nurse call and other special electrical occupancy sensors, and control 
systems), including necessary intelligence to produce accurate plans, details and schedules.

4.7.3. Grounding.    All necessary grounding components (i.e., lightning protection systems, static 
grounding systems, communications grounding systems, and bonding), including necessary intelligence 
to produce accurate plans, details and schedules.

4.7.4. Telecommunications.  All existing and new telecommunications service controls and 
connections, both above ground and underground, with necessary intelligence to produce accurate plans, 
details and schedules.  Cable tray routing shall be modeled without detail of cable contents.

4.7.5. Exterior Building Lighting.  All necessary exterior lighting including all lighting fixtures, 
relevant existing and proposed support utility lines and equipment with necessary intelligence to produce 
accurate plans, details and schedules.

4.7.6. Equipment Clearances.  All Electrical equipment clearances shall be modeled for use in 
interference management and maintenance access requirements.

4.8. Fire Protection.  The fire protection system Model may vary in level of detail for individual 
elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) 
scaled drawing.  Additional minimum Model requirements include: 
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4.8.1. Fire Protection System.  All relevant fire protection components (i.e., branch piping, sprinkler 
heads, fittings, drains, pumps, tanks, sensors, control panels) with necessary intelligence to produce 
accurate plans, elevations, building/wall sections, riser diagrams, and schedules.  All fire protection piping 
shall be modeled.  

4.8.2. Fire Alarms.  Fire alarm/mass notification devices and detection system shall be indicated 
with necessary intelligence to produce accurate plans depicting them.  

4.9. Civil.  The Civil Model may vary in level of detail for individual elements, but at a minimum 
must include all features that would be included on a one inch (1”=100’) scaled drawing. Additional 
minimum Model requirements include:

4.9.1. Terrain (DTM).  All relevant site conditions and proposed grading, including necessary 
intelligence to produce accurate Project site topographical plans and cross sections.

4.9.2. Drainage.  All existing and new drainage piping, including upgrades thereto, including 
necessary intelligence to produce accurate plans and profiles for the Project site.

4.9.3. Storm Water and Sanitary Sewers.  All existing and new sewer structures and piping, 
including upgrades thereto, with necessary connections to mains or other distribution points as 
appropriate, including necessary intelligence to produce accurate plans and profiles .

4.9.4. Utilities.  All necessary new utilities connections from the Project building(s) to the existing or 
newly-created utilities, and all existing above ground and underground utility conduits, including 
necessary intelligence to produce accurate plans and site-sections.

4.9.5. Roads and Parking.  All necessary roadways, parking lots, and parking structures, including 
necessary intelligence to produce accurate plans, profiles and cross-sections. 

5.0 Section 5 - Ownership and Rights in Data

5.1. Ownership.  The Government has ownership of and rights at the date of Closeout Submittal to 
all CAD files, BIM Model, and Facility Data developed for the Project in accordance with FAR Part 27, 
clauses incorporated in Section 00 72 00, Contract Clauses and Special Contract Requirement 1.14 
GOVERNMENT RE-USE OF DESIGN (Section 00 73 00). The Government may make use of this data 
following any deliverable.  

6.0 Section 6 – Contractor Electives

6.1. Applicable Criteria.  If the Contractor elected to include one or more of the following features 
as an elective in its accepted contract proposal for additional credit, as described in the proposal 
submission requirements and evaluation criteria, the requirements of paragraphs 6.2 through 6.5 are as 
applicable for those elective feature(s) that will be included in the project.

6.2. COBIE Compliance.  The Model and Facility Data for the Project shall fulfill Construction 
Operations Building Information Exchange (COBIE) requirements on the Whole Building Design Guide 
website (www.wbdg.org) , including all requirements for the indexing and submission of Portable 
Document Format (PDF) and other appropriate records that would otherwise be printed and submitted in 
compliance with Project operations and maintenance handover requirements.

6.3. Project Scheduling using the Model.  In the PxP and during the Initial Design Conference 
Submittal Demonstration, provide an overview of the use of BIM in the development and support of the 
Project construction schedule. 
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6.3.1. Submittal Requirements.  During the Stages identified in Paragraphs 3.3 through 3.6, the 
Contractor shall deliver the construction schedule derived from the Model.

6.3.1.1. Construction Submittals – Over-The-Shoulder Progress Reviews.  Periodic quality control 
meetings or construction progress review meetings shall include quality control reviews on the 
implementation and use of the Model for Project scheduling.  

6.4. Cost Estimating.  In the PxP and during the Initial Design Conference Submittal 
Demonstration, provide an overview of the use of BIM in the development and support of cost estimating, 
or other costing applications such as comparative cost analysis for proposed changes and estimate 
validation.

6.4.1. Submittal Requirements.  During the Stages identified in Paragraphs 3.3 through 3.6, the 
Contractor shall deliver cost estimating information derived from the Model.

6.4.2. Project Completion.  At Project completion, the Contractor shall provide an Micro Computer 
Aided Cost Estimating System Generation II (“MII”) Cost Estimate that follows the USACE Cost 
Engineering Military Work Breakdown System (“WBS”), a modified Uniformat, to at least the sub-systems 
level and uses quantity information supplied directly from Model output to the maximum extent possible, 
though other "gap" quantity information will be included by the contractor as necessary for a complete and 
accurate Cost Estimate. (See Paragraph 6.4.2.2).

6.4.2.1. Sub system level extracted quantities from the Model for use within the Estimate shall be 
provided according to how detailed line items or tasks should be installed/built so that accurate costs can 
be developed and/or reflected. When developing a Model, the contractor shall be cognizant of 
construction sequencing at the beginning stages of Model development, such as recognizing tasks 
performed on the first floor versus the same task on higher floors that will be more labor intensive and, 
therefore, need to have a separate quantity and be priced differently.  Tasks and their extracted quantities 
from the Model shall be broken down by their location (proximity in the structure) as well as the 
complexity of installation.  

6.4.2.2. At all design Stages it shall be acknowledged that BIM output will not generate all quantities 
that are necessary in order to develop a complete and accurate cost estimate of the Project based on the 
design alone.  (An example of this would be plumbing that is less than 1.5" diameter and, therefore, not 
expected to be modeled due to permitted level of design granularity; this information is commonly referred 
to as “The Gap”.  Quantities addressing “The Gap” and their associated costs shall be included in the final 
Project actual Cost Estimates as well even though not derived directly from the Model data).

6.5. Other Analyses and Reports. Structural, energy and efficiency, EPACT 2005 & EISA 2007, 
lighting design, daylighting, electrical power, psychrometric processing, shading, programming, LEED, fire 
protection, code compliance, Life Cycle Cost, acoustic, plumbing and other analyses that may be 
generated from the Model or reports summarizing the data compiled from these analyses shall be 
submitted in the form established by contractor in its accepted PxP.

7.0 Definitions

7.1. The following definitions apply specifically in the context of this attachment only.

7.2. “Model”: An electronic, three-dimensional representation of facility elements with associated 
intelligent attribute data (“Facility Data”).

7.3. “Facility Data”: The non-graphical information attached to objects in the Model that defines 
various characteristics of the object.  Facility Data can include properties such as parametric values that 
drive physical sizes, material definitions and characteristics (e.g. wood, metal), manufacturer data, 
industry standards (e.g. AISC steel properties), and project identification numbers.  Facility Data can also 
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define supplementary physical entities that are not shown graphically in the Model, such as insulation 
around a duct, or hardware on a door.

7.4. “Workspace”: A collection of content libraries and supporting files that define and embody a 
BIM standard.  A workspace includes BIM libraries such as wall types, standard steel shapes, furniture, 
HVAC fittings, and sprinkler heads.  It also contains sheet libraries such as print/plot configurations, font 
and text style libraries, and sheet borders and title blocks.  The USACE has developed Workspaces 
specific to USACE BIM standards; these workspaces are dependent on specific versions of the BIM 
applications they serve.  All USACE BIM Workspaces can be downloaded from the CAD/BIM Technology 
Center (https://cadbim.usace.army.mil).  In some cases, there is a specific Workspace for a given CoS 
Facility Standard Design.

7.5. “IFC”: Industry Foundation Class, a standard and file format used for the exchange of BIM 
data; see www.iai-tech.org.  Note: In the context of this attachment, IFC does not mean “Issued For 
Construction.”
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ATTACHMENT G
DESIGN SUBMITTAL DIRECTORY AND SUBDIRECTORY FILE ARRANGEMENT

Organize electronic design submittal files in a subdirectory/file structure in accordance with the following 
table.
The Contractor may suggest a slightly different structure, subject to the discretion of the government.

Design Submittal Directory and Subdirectory File Arrangement.
Directory Sub-Directory Sub-Directory or Files Files
Submittal/Package 
Name

Narratives PDF file or files with updated design 
narrative for each applicable design 
discipline

Drawings PDF (subdirectory) Single PDF file with all 
applicable drawing sheets - 
bookmarked by sheet 
number and name

BIM (subdirectory) See Attachment F. BIM project folder (with 
files) per the USACE 
Workspace.  Include an 
Excel drawing index file with 
each drawing sheet listed 
by sheet #, name and 
corresponding dgn file 
name (Final Design & 
Design Complete only)

Design Analysis & 
Calculations

Individual PDF files containing design 
analysis and calculations for each 
discipline applicable to the submittal
PDF file with Fire Protection and Life 
Safety Code Review checklist

LEED PDF file with updated Leed Check List
PDF file or files with LEED Templates 
for each point with applicable 
documentation included in each file.
LEED SUBMITTALS

Energy Analysis PDF with baseline energy consumption 
analysis
PDF with actual building energy 
consumption analysis

Specifications Single PDF file with table of contents 
and all applicable specifications 
sections.
Submittal Register (Final Design & 
Design Complete submittal only)

Design Quality 
Control

PDF file or files with DQC checklist(s) 
and/or statements

Building 
Rendering(s)

PDF file of rendering for each building 
type included in contract (Final Design 
& Design Complete).
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ATTACHMENT H
USACE BIM Project Execution Plan (PxP) Template Version 1.0

This template is a tool that is provided to assist in the development of a USACE BIM Project Execution 
Plan as required per contract. The template provides a standard format for organizations to establish their 
general means and methods for meeting the scope and deliverable requirements in Attachment F.  It was 
adapted from the buildingSMART alliance™ (bSa) Project “BIM Project Execution Planning” as developed 
by The Computer Integrated Construction (CIC) Research Group of The Pennsylvania State University. 
The bSa project is sponsored by The Charles Pankow Foundation, Construction Industry Institute (CII), 
Penn State Office of Physical Plant (OPP), and The Partnership for Achieving Construction Excellence 
(PACE). The template can be found at the following link:

https://mrsi.usace.army.mil/rfp/Shared%20Documents/USACE_BIM_PXP_TEMPLATE_V1.0.pdf

Please note: Instructions and examples to assist with the completion of this template are 
currently in grey.  The text can and should be modified to suit the needs of the 
organization filling out the template.  If modified, the format of the text should be changed 
to match the rest of the document. This can be completed, in most cases, by selecting the 
normal style in the template styles.
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1.0 GENERAL

1.1. REFERENCES

The publications listed below form a part of this specification to the extent referenced. The publications 
are referred to within the text by the basic designation only.  Refer to the latest edition, as of the date of 
the contract solicitation.

 ASTM INTERNATIONAL (ASTM)

 ASTM D 3740 Minimum Requirements for Agencies 

Engaged in the Testing and/or Inspection 
of Soil and Rock as Used in Engineering 
Design and Construction

 ASTM E 329 Agencies Engaged in the Testing 

and/or Inspection of Materials Used in 
Construction

 U.S. ARMY CORPS OF ENGINEERS (USACE) 

ER 1110-1-12 Quality Management

1.2. PAYMENT

There will be no separate payment for providing and maintaining an effective Quality Control program.   
Include all costs associated therewith in the applicable unit prices or lump-sum prices contained in the 
Contract Line Item Schedule.

2.0 PRODUCTS (Not Applicable)

3.0 EXECUTION

3.1. GENERAL REQUIREMENTS

The Contractor is responsible for quality control and shall establish and maintain an effective quality 
control system in compliance with the Contract Clause titled "Inspection of Construction." The quality 
control system shall consist of plans, procedures, and organization necessary to produce an end product, 
which complies with the contract requirements. The system shall cover all design and construction 
operations, both onsite and offsite, and shall be keyed to the proposed design and construction 
sequence. The site project superintendent is responsible for the quality of work on the job and is subject 
to removal by the Contracting Officer for non-compliance with the quality requirements specified in the 
contract. The site project superintendent in this context shall be the highest level manager at the site, 
responsible for the overall site activities, including but not limited to quality and production. The site 
project superintendent shall maintain a physical presence at the site at all times, except as otherwise 
acceptable to the Contracting Officer, and shall be responsible for all construction and construction 
related activities at the site.  Different contractors have different names for the on-site overall project 
supervisor. For clarification, the term “site project superintendent” refers to the Contractor’s senior site 
representative or “on-site manager”, or other similar title, as those terms are used in contract Clause 
52.236-7, “Superintendence by the Contractor” and in the Division 00 Section(s) of the solicitation for this 
contract or task order,.or elsewhere in the contract. It does not refer to a construction superintendent, 
unless that person is also the Contractor’s permanently assigned senior site representative in charge of 
all on-site activities.

3.2. QUALITY CONTROL PLAN
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Furnish for Government review, not later than 30 days after receipt of notice to proceed, the Contractor 
Quality Control (CQC) Plan proposed to implement the requirements of the Contract Clause titled 
"Inspection of Construction." The plan shall identify personnel, procedures, control, instructions, tests, 
records, and forms to be used. The Government will consider an interim plan for the first 30 days of 
operation. Design and construction may begin only after acceptance of the CQC Plan or acceptance of an 
interim plan applicable to the particular feature of work to be started. The Government will not permit work 
outside of the features of work included in an accepted interim plan to begin until acceptance of a CQC 
Plan or another interim plan containing the additional features of work to be started. Where the applicable 
Code issued by the International Code Council calls for an inspection by the Building Official, the 
Contractor shall include the inspections in the Quality Control Plan and shall perform the inspections.  
The Designer of Record shall develop a program for any special inspections required by the applicable 
International Codes and the Contractor shall perform these inspections, using qualified inspectors. 
Include the special inspection plan in the QC Plan.

3.2.1. Content of the CQC Plan

The CQC Plan shall include, as a minimum, the following to cover all design and construction operations, 
both onsite and offsite, including work by subcontractors, fabricators, suppliers, and purchasing agents 
subcontractors, designers of record, consultants, architect/engineers (AE), fabricators, suppliers, and 
purchasing agents:

3.2.1.1. A description of the quality control organization. Include a chart showing lines of authority and an 
acknowledgment that the CQC staff shall implement the three phase control system for all aspects of the 
work specified.  A CQC System Manager shall report to the project superintendent or someone higher in 
the contractor's organization.

3.2.1.2. The name, qualifications (in resume format), duties, responsibilities, and authorities of each 
person assigned a CQC function. Also include those responsible for performing and documenting the 
inspections required by the International Codes and the special inspection program developed by the 
designer of record.

3.2.1.3. A copy of the letter to the CQC System Manager, signed by an authorized official of the firm, 
which describes the responsibilities and delegates sufficient authorities to adequately perform the 
functions of the CQC System Manager, including authority to stop work which is not in compliance with 
the contract. The CQC System Manager shall issue letters of direction to all other various quality control 
representatives outlining duties, authorities, and responsibilities. Furnish copies of these letters. 

3.2.1.4. Procedures for scheduling, reviewing, certifying, and managing submittals, including those of 
subcontractors, offsite fabricators, suppliers, and purchasing agents subcontractors, designers of record, 
consultants, architect engineers (AE), offsite fabricators, suppliers, and purchasing agents. These 
procedures shall be in accordance with Section 01 33 00 SUBMITTAL PROCEDURES.

3.2.1.5. Control, verification, and acceptance testing procedures for each specific test to include the test 
name, specification paragraph requiring test, feature of work to be tested, test frequency, and person 
responsible for each test. Use only Government approved Laboratory facilities. 

3.2.1.6. Procedures for tracking preparatory, initial, and follow-up control phases and control, verification, 
and acceptance tests including documentation.

3.2.1.7. Procedures for tracking design and construction deficiencies from identification through 
acceptable corrective action. These procedures shall establish verification that identified deficiencies 
have been corrected.

3.2.1.8. Reporting procedures, including proposed reporting formats.
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3.2.1.9. A list of the definable features of work. A definable feature of work is a task, which is separate 
and distinct from other tasks, has separate control requirements, and may be identified by different trades 
or disciplines, or it may be work by the same trade in a different environment. Although each section of 
the specifications may generally be considered as a definable feature of work, there are frequently more 
than one definable feature under a particular section. This list will be agreed upon during the coordination 
meeting.

3.2.1.10. A list of all inspections required by the International Codes and the special inspection 
program required by the code and this contract.

3.2.2. Additional Requirements for Design Quality Control (DQC) Plan

The following additional requirements apply to the Design Quality Control (DQC) plan:

3.2.2.1. The Contractor's QCP Plan shall provide and maintain a Design Quality Control (DQC) Plan as 
an effective quality control program which will assure that all services required by this design-build 
contract are performed and provided in a manner that meets professional architectural and engineering 
quality standards. As a minimum, competent, independent reviewers identified in the DQC Plan shall 
review all documents.  Use personnel who were not involved in the design effort to produce the design to 
perform the independent technical review (ITR).  The ITR is intended as a quality control check of the 
design.  Include, at least, but not necessarily limited to, a review of the contract requirements (the 
accepted contract or task order proposal and amended RFP), the basis of design, design calculations, the 
design configuration management documentation and check the design documents for errors, omissions, 
and for coordination and design integration. The ITR team is not required to examine, compare or 
comment concerning alternate design solutions but should concentrate on ensuring that the design meets 
the contract requirements.  Correct errors and deficiencies in the design documents prior to submitting 
them to the Government.

3.2.2.2. Include in the DQC Plan the discipline-specific checklists to be used during the design and quality 
control of each submittal. Submit these completed checklists at each design phase as part of the project 
documentation.  

3.2.2.3. A Design Quality Control Manager, who has the responsibility of being cognizant of and assuring 
that all documents on the project have been coordinated, shall implement the DQC Plan This individual 
shall be a person who has verifiable engineering or architectural design experience and is a registered 
professional engineer or architect. Notify the Government, in writing, of the name of the individual, and 
the name of an alternate person assigned to the position.

3.2.2.4. Develop and maintain effective, acceptable design configuration management (DCM) procedures 
to control and track all revisions to the design documents after the Interim Design Submission through 
submission of the As-Built documents. Include the DCM plan as a subset of the DQC Plan. See Section 
‘Design After Award’.

3.2.3. Acceptance of Plan

Government acceptance of the Contractor's plan is required prior to the start of design and construction. 
Acceptance is conditional and will be predicated on satisfactory performance during the design and 
construction. The Government reserves the right to require the Contractor to make changes in his CQC 
Plan and operations including removal of personnel, as necessary, to obtain the quality specified.

3.2.4. Notification of Changes

After acceptance of the CQC Plan, notify the Government in writing of any proposed change. Proposed 
changes are subject to Government acceptance.
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3.3. COORDINATION MEETING

After the Postaward Conference, before start of design or construction, and prior to acceptance by the 
Government of the CQC Plan, the Contractor and the Government shall meet and discuss the 
Contractor's quality control system.  Submit the CQC Plan for review a minimum of 7 calendar days prior 
to the Coordination Meeting. During the meeting, a mutual understanding of the system details shall be 
developed, including the forms for recording the CQC operations, design activities, control activities, 
testing, administration of the system for both onsite and offsite work, and the interrelationship of 
Contractor's Management and control with the Government's Quality Assurance. The Government will 
prepare minutes of the meeting for signature by both parties. . The minutes shall become a part of the 
contract file. There may be occasions when either party will call for subsequent conferences to reconfirm 
mutual understandings and/or address deficiencies in the CQC system or procedures which may require 
corrective action by the Contractor.

3.4. QUALITY CONTROL ORGANIZATION

3.4.1. Personnel Requirements

The requirements for the CQC organization are a CQC System Manager, a Design Quality Manager, and 
sufficient number of additional qualified personnel to ensure contract compliance. The CQC organization 
shall also include personnel identified in the technical provisions as requiring specialized skills to assure 
the required work is being performed properly. The Contractor's CQC staff shall maintain a presence at 
the site at all times during progress of the work and have complete authority and responsibility to take any 
action necessary to ensure contract compliance. The CQC staff shall be subject to acceptance by the 
Contracting Officer. Provide adequate office space, filing systems and other resources as necessary to 
maintain an effective and fully functional CQC organization. Promptly furnish complete records of all 
letters, material submittals, shop drawing submittals, schedules and all other project documentation to the 
CQC organization.  The CQC organization shall be responsible to maintain these documents and records 
at the site at all times, except as otherwise acceptable to the Contracting Officer.

3.4.2. CQC System Manager

Identify as CQC System Manager an individual within the onsite work organization who shall be 
responsible for overall management of CQC and have the authority to act in all CQC matters for the 
Contractor. The CQC System Manager shall be a graduate engineer, graduate architect, or a BA/BS 
graduate of an ACCE accredited construction management college program.  The CQC system Manager 
may alternately be an engineering technician with at least 2 years of college and an ICC certification as a 
Commercial Building Inspector (Residential Building Inspector certification will be required for Military 
Family Housing projects).  In addition, the CQC system manager shall have a minimum of 5 years 
construction experience on construction similar to this contract.  The CQC System Manager shall be on 
the site at all times during construction and shall be employed by the prime Contractor. Assign the CQC 
System Manager no other duties (except may also serve as Safety and Health Officer, if qualified and if 
allowed by Section 00 73 00, or by Section 00 73 10 if this is a task order).  Identify an alternate for the 
CQC System Manager in the plan to serve in the event of the System Manager's absence. The 
requirements for the alternate shall be the same as for the designated CQC System Manager but the 
alternate may have other duties in addition to serving in a temporary capacity as the acting QC manager.

3.4.3. CQC Personnel

3.4.3.1. In addition to CQC personnel specified elsewhere in the contract provide specialized CQC 
personnel to assist the CQC System Manager in accordance with paragraph titled Area Qualifications.

3.4.3.2. These individuals may be employees of the prime or subcontractor; be responsible to the CQC 
System Manager; are not intended to be full time, but must be physically present at the 
construction site during work on their areas of responsibility; have the necessary education and/or 
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experience in accordance with the experience matrix listed herein. These individuals may perform other 
duties but must be allowed sufficient time to perform their assigned quality control duties as described in 
the Quality Control Plan. One person may cover more than one area, provided that they are qualified 
to perform QC activities for the designated areas below and provided that they have adequate 
time to perform their duties:

3.4.4. Experience Matrix

3.4.4.1. Area Qualifications

3.4.4.1.1. Civil - Graduate Civil Engineer or (BA/BS) graduate in construction management with 4 
years experience in the type of work being performed on this project or engineering technician with 5 yrs 
related experience.

3.4.4.1.2. Mechanical - Graduate Mechanical Engineer or (BA/BS) graduate in construction 
management with 4 yrs related experience or engineering technician with an ICC certification as a 
Commercial Mechanical Inspector with 5 yrs related experience.

3.4.4.1.3. Electrical - Graduate Electrical Engineer or (BA/BS) graduate in construction 
management with 4 yrs related experience or engineering technician with an ICC certification as a 
Commercial Electrical Inspector with 5 yrs related experience.

3.4.4.1.4. Structural - Graduate Structural Engineer or (BA/BS) graduate in construction 
management with 4 yrs related experience or person with an ICC certification as a Reinforced Concrete 
Special Inspector and Structural Steel and Bolting Special Inspector (as applicable to the type of 
construction involved) with 5 yrs related experience.

3.4.4.1.5. Plumbing - Graduate Mechanical Engineer or (BA/BS) graduate in construction 
management with 4 yrs related experience, or person with an ICC certification as a Commercial Plumbing 
Inspector with 5 yrs related experience.   

3.4.4.1.6. Concrete, Pavements and Soils Materials Technician (present while performing tests) 
with 2 yrs experience for the appropriate area

3.4.4.1.7. Testing, Adjusting and Balancing Specialist must be a member (TAB) Personnel of AABC 
or an experienced technician of the firm certified by the NEBB (present while testing, adjusting, 
balancing).

3.4.4.1.8. Design Quality Control Manager Registered Architect or Professional Engineer (not 
required on the construction site)

3.4.4.1.9. Registered Fire Protection Engineer with 4 years related experience or engineering 
technician with 5 yrs related experience (but see requirements for Fire Protection Engineer of Record to 
witness final testing in Section 01 10 00, paragraph 5.10, Fire Protection).

3.4.4.1.10. QC personnel assigned to the installation of the telecommunication system or any of its 
components shall be Building Industry Consulting Services International (BICSI) Registered Cabling 
Installers, Technician Level. Submit documentation of current BICSI certification. In lieu of BICSI 
certification, QC personnel shall have a minimum of 5 years experience in the installation of the specified 
copper and fiber optic cable and components. They shall have factory or factory approved certification 
from each equipment manufacturer indicating that they are qualified to install and test the provided 
products. QC personnel shall witness and certify the testing of telecommunications cabling and 
equipment.

3.4.5. Additional Requirement
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In addition to the above experience and/or education requirements the CQC System Manager shall have 
completed the course entitled "Construction Quality Management for Contractors". This course is 
periodically offered at the Education Center, Bldg 660, at Ft Polk, LA. Contact Penny Smith (337).  Inquire 
of the District or Division sponsoring the course for fees and other expenses involved, if any, for 
attendance at this course.

3.4.6. Organizational Changes

When it is necessary to make changes to the CQC staff, the Contractor shall revise the CQC Plan to 
reflect the changes and submit the changes to the Contracting Officer for acceptance.

3.5. SUBMITTALS AND DELIVERABLES

Make submittals as specified in Section 01 33 00 SUBMITTAL PROCEDURES. The CQC organization 
shall certify that all submittals and deliverables are in compliance with the contract requirements.

3.6. CONTROL

Contractor Quality Control is the means by which the Contractor ensures that the construction, to include 
that of subcontractors and suppliers, complies with the requirements of the contract. The CQC 
organization shall conduct at least three phases of control for each definable feature of the construction 
work as follows:

3.6.1. Preparatory Phase

Perform this phase prior to beginning work on each definable feature of work, after all required 
plans/documents/materials are approved/accepted, and after copies are at the work site. This phase shall 
include:

3.6.1.1. A review of each paragraph of applicable specifications, reference codes, and standards. Make a 
copy of those sections of referenced codes and standards applicable to that portion of the work to be 
accomplished in the field at the preparatory inspection. Maintain these copies in the field, available for 
use by Government personnel until final acceptance of the work.

3.6.1.2. A review of the contract drawings.

3.6.1.3. A check to assure that all materials and/or equipment have been tested, submitted, and 
approved. 

3.6.1.4. Review of provisions that have been made to provide required control inspection and testing. 

3.6.1.5. Examination of the work area to assure that all required preliminary work has been completed 
and is in compliance with the contract.

3.6.1.6. A physical examination of required materials, equipment, and sample work to assure that they are 
on hand, conform to approved shop drawings or submitted data, and are properly stored. 

3.6.1.7. A review of the appropriate activity hazard analysis to assure safety requirements are met. 

3.6.1.8. Discussion of procedures for controlling quality of the work including repetitive deficiencies. 
Document construction tolerances and workmanship standards for that feature of work. 

3.6.1.9. A check to ensure that the portion of the plan for the work to be performed has been accepted by 
the Contracting Officer. 
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3.6.1.10. Discussion of the initial control phase. 

3.6.1.11. Notify the Government at least 24 hours in advance of beginning the preparatory control 
phase. This phase shall include a meeting conducted by the CQC System Manager and attended by the 
superintendent, other CQC personnel (as applicable), and the foreman responsible for the definable 
feature. Document the results of the preparatory phase actions by separate minutes prepared by the 
CQC System Manager and attached to the daily CQC report. The Contractor shall instruct applicable 
workers as to the acceptable level of workmanship required in order to meet contract specifications.

3.6.2. Initial Phase

Accomplish this phase at the beginning of a definable feature of work. Include the following actions:

3.6.2.1. Check work to ensure that it is in full compliance with contract requirements. Review minutes of 
the preparatory meeting.

3.6.2.2. Verify adequacy of controls to ensure full contract compliance. Verify required control inspection 
and testing.  

3.6.2.3. Establish level of workmanship and verify that it meets minimum acceptable workmanship 
standards. Compare with required sample panels as appropriate.

3.6.2.4. Resolve all differences. 

3.6.2.5. Check safety to include compliance with and upgrading of the Accident Prevention plan and 
activity hazard analysis. Review the activity analysis with each worker. 

3.6.2.6. Notify the Government at least 24 hours in advance of beginning the initial phase. The CQC 
System Manager shall prepare and attach to the daily CQC report separate minutes of this phase. 
Indicate exact location of initial phase for future reference and comparison with follow-up phases.

3.6.2.7. Repeat the initial phase any time acceptable specified quality standards are not being met.

3.6.3. Follow-up Phase

Perform daily checks to assure control activities, including control testing, are providing continued 
compliance with contract requirements, until completion of the particular feature of work. The checks shall 
be made a matter of record in the CQC documentation. Conduct final follow-up checks and correct 
deficiencies prior to the start of additional features of work which may be affected by the deficient work. 
Do not build upon nor conceal non-conforming work.

3.6.4. Additional Preparatory and Initial Phases

Conduct additional preparatory and initial phases on the same definable features of work if: the quality of 
on-going work is unacceptable; if there are changes in the applicable CQC staff, onsite production 
supervision or work crew; if work on a definable feature is resumed after a substantial period of inactivity; 
or if other problems develop.

3.7. TESTS

3.7.1. Testing Procedure

 Perform specified or required tests to verify that control measures are adequate to provide a product 
which conforms to contract requirements and project design documents. Upon request, furnish to the 
Government duplicate samples of test specimens for possible testing by the Government. Testing 
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includes operation and/or acceptance tests when specified. The Contractor shall procure the services of a 
Corps of Engineers approved testing laboratory, or establish an approved testing laboratory at the project 
site. The Contractor may elect to use a laboratory certified and accredited by the Concrete and cement 
Reference Laboratory (CCRL) or by AASHTO Materials Reference Laboratory (AMRL) for testing 
procedures that those organizations certify.  The Contractor shall perform the following activities and 
record and provide the following data:

3.7.1.1. Verify that testing procedures comply with contract requirements and project design documents.

3.7.1.2. Verify that facilities and testing equipment are available and comply with testing standards.

3.7.1.3. Check test instrument calibration data against certified standards.

3.7.1.4. Verify that recording forms and test identification control number system, including all of the test 
documentation requirements, have been prepared. 

3.7.1.5. Include results of all tests taken, both passing and failing tests, recorded on the CQC report for 
the date taken. Include specification paragraph reference, location where tests were taken, and the 
sequential control number identifying the test. If approved by the Contracting Officer, actual test reports 
may be submitted later with a reference to the test number and date taken. Provide an information copy 
of tests performed by an offsite or commercial test facility directly to the Contracting Officer. Failure to 
submit timely test reports as stated may result in nonpayment for related work performed and disapproval 
of the test facility for this contract.

3.7.2. Testing Laboratories

3.7.2.1. Capability Check

The Government reserves the right to check laboratory equipment in the proposed laboratory for 
compliance with the standards set forth in the contract specifications and to check the laboratory 
technician's testing procedures and techniques. Laboratories utilized for testing soils, concrete, asphalt, 
and steel shall meet criteria detailed in ASTM D 3740 and ASTM E 329.

3.7.2.2. Capability Recheck

If the selected laboratory fails the capability check, the Government will assess the Contractor a charge of 
$1,375 to reimburse the Government for each succeeding recheck of the laboratory or the checking of a 
subsequently selected laboratory. Such costs will be deducted from the contract amount due the 
Contractor.

3.7.3. Onsite Laboratory

The Government reserves the right to utilize the Contractor's control testing laboratory and equipment to 
make assurance tests, and to check the Contractor's testing procedures, techniques, and test results at 
no additional cost to the Government.

3.7.4. Furnishing or Transportation of Samples for Government Quality Assurance Testing

The Contractor is responsible for costs incidental to the transportation of samples or materials. Deliver 
samples of materials for test verification and acceptance testing by the Government to the Corps of 
Engineers Laboratory, f.o.b., at the following address:

 For delivery by mail: 

Geotechnical Testing Laboratory, Inc

226 Parkwood Drive, P.O. Box 7734, Alexandria, LA 71306
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OR Ardanman & Associates, Inc

P.O. Box 8595, Alexandria, LA 71306
 For other deliveries: 

Geotechnical Testing Laboratory, Inc

(318)443-7429

OR Ardanman & Associates, Inc

(318)443-2888

The area or resident office will coordinate, exact delivery location, and dates for each specific test.

3.8. COMPLETION INSPECTION

3.8.1. Punch-Out Inspection

Near the end of the work, or any increment of the work established by a time stated in the SPECIAL 
CONTRACT REQUIREMENTS Clause, "Commencement, Prosecution, and Completion of Work", or by 
the specifications, the CQC Manager shall conduct an inspection of the work. Prepare a punch list of 
items which do not conform to the approved drawings and specifications and include in the CQC 
documentation, as required by paragraph DOCUMENTATION. The list of deficiencies shall include the 
estimated date by which the deficiencies will be corrected. The CQC System Manager or staff shall make 
a second inspection to ascertain that all deficiencies have been corrected. Once this is accomplished, the 
Contractor shall notify the Government that the facility is ready for the Government Pre-Final inspection.

3.8.2. Pre-Final Inspection

As soon as practicable after the notification above, the Government will perform the pre-final inspection to 
verify that the facility is complete and ready to be occupied. A Government Pre-Final Punch List may be 
developed as a result of this inspection. The Contractor's CQC System Manager shall ensure that all 
items on this list have been corrected before notifying the Government, so that a Final inspection with the 
customer can be scheduled. Correct any items noted on the Pre-Final inspection in a timely manner. 
Accomplish these inspections and any deficiency corrections required by this paragraph within the time 
slated for completion of the entire work or any particular increment of the work if the project is divided into 
increments by separate completion dates.

3.8.3. Final Acceptance Inspection

The Contractor's Quality Control Inspection personnel, plus the superintendent or other primary 
management person, and the Contracting Officer's Representative shall attend the final acceptance 
inspection. Additional Government personnel including, but not limited to, those from Base/Post Civil 
Facility Engineer user groups and major commands may also attend. The Government will formally 
schedule the final acceptance inspection based upon results of the Pre-Final inspection.  Provide notice 
to the Government at least 14 days prior to the final acceptance inspection and include the Contractor's 
assurance that all specific items previously identified to the Contractor as being unacceptable, along with 
all remaining work performed under the contract, will be complete and acceptable by the date scheduled 
for the final acceptance inspection. Failure of the Contractor to have all contract work acceptably 
complete for this inspection will be cause for the Contracting Officer to bill the Contractor for the 
Government's additional inspection cost in accordance with the contract clause titled "Inspection of 
Construction".

3.9. DOCUMENTATION

3.9.1. Maintain current records providing factual evidence that required quality control activities and/or 
tests have been performed. These records shall include the work of subcontractors and suppliers using 
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government-provided software, QCS (see Section 01 45 01.10).  The report includes, as a minimum, the 
following information: 

3.9.1.1. Contractor/subcontractor and their area of responsibility. 

3.9.1.2. Operating plant/equipment with hours worked, idle, or down for repair. 

3.9.1.3. Work performed each day, giving location, description, and by whom. When Network Analysis 
(NAS) is used, identify each phase of work performed each day by NAS activity number. 

3.9.1.4. Test and/or control activities performed with results and references to specifications/drawings 
requirements. Identify the applicable control phase (Preparatory, Initial, Follow-up). List deficiencies 
noted, along with corrective action. 

3.9.1.5. Quantity of materials received at the site with statement as to acceptability, storage, and 
reference to specifications/drawings requirements. 

3.9.1.6. Submittals and deliverables reviewed, with contract reference, by whom, and action taken.

3.9.1.7. Offsite surveillance activities, including actions taken. 

3.9.1.8. Job safety evaluations stating what was checked, results, and instructions or corrective actions. 

3.9.1.9. Instructions given/received and conflicts in plans and/or specifications. 

3.9.1.10. Provide documentation of design quality control activities. For independent design 
reviews, provide, as a minimum, identity of the ITR team, the ITR review comments, responses and the 
record of resolution of the comments.

3.9.2. Contractor's verification statement.

These records shall indicate a description of trades working on the project; the number of personnel 
working; weather conditions encountered; and any delays encountered. These records shall cover both 
conforming and deficient features and shall include a statement that equipment and materials 
incorporated in the work and workmanship comply with the contract. Furnish the original and one copy of 
these records in report form to the Government daily within 24 hours after the date covered by the report, 
except that reports need not be submitted for days on which no work is performed.  As a minimum, submit 
one report for every 7 days of no work and on the last day of a no work period.  Account for all calendar 
days throughout the life of the contract. The first report following a day of no work shall be for that day 
only. The CQC System Manager shall sign and date reports.  The report shall include copies of test 
reports and copies of reports prepared by all subordinate quality control personnel.  The Contractor may 
submit these forms electronically, in lieu of hard copy.

3.10. NOTIFICATION OF NONCOMPLIANCE

The Contracting Officer will notify the Contractor of any detected noncompliance with the foregoing 
requirements. The Contractor shall take immediate corrective action after receipt of such notice. Such 
notice, when delivered to the Contractor at the work site, shall be deemed sufficient for the purpose of 
notification. If the Contractor fails or refuses to comply promptly, the Contracting Officer may issue an 
order stopping all or part of the work until satisfactory corrective action has been taken. No part of the 
time lost due to such stop orders shall be made the subject of claim for extension of time or for excess 
costs or damages by the Contractor.
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SECTION 01 50 02.1005
TEMPORARY CONSTRUCTION FACILITIES

1.0 OVERVIEW

1.1. GENERAL REQUIREMENTS

1.3. BULLETIN BOARD, PROJECT SIGN, AND PROJECT SAFETY SIGN
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1.0 OVERVIEW

1.1. GENERAL REQUIREMENTS

1.1.1. This section contains requirements specifically applicable to this task order.  The requirements of 
Base ID/IQ contract Section 01 50 02 apply to this task order, except as otherwise specified herein.

1.3. BULLETIN BOARD, PROJECT SIGN, AND PROJECT SAFETY SIGN

1.3.1. Bulletin Board (As Specified in Base contract)

1.3.2. Project and Safety Signs (Added to Stress standardization of signs, in the event that the Base 
ID/IQ Section 01 50 02 does not contain this information)

Erect a project sign and a site safety sign with informational details as provided by the Government at the 
Post award conference, within 15 days prior to any work activity on project site.  Update the safety sign 
data daily, with light colored metallic or non-metallic numerals. Remove the signs from the site upon 
completion of the project.  Engineer Pamphlet EP 310-1-6a contains the standardized layout and 
construction details for the signs.  It can be found through a GOOGLE Search or try 
http://www.usace.army.mil/publications/eng-pamphlets/ep310-1-6a/s-16.pdf.

End of Section 01 50 02.1005
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FORT POLK, LOUISIANA 
EMERGENCY SERVICE CENTER 

GOVERNMENT GEOTECHNICAL REPORT 

1.  General.  The purpose of this report is to provide subsurface information, and foundation and 

pavement design considerations, guidance, and requirements for a new Emergency Service Center 

at Fort Polk, Louisiana.  Preliminary project planning information available at the time of this 

report indicates the new facility will be approximately 15,000 GSF in size, and will consist of an 

apparatus bay, an administration area, and a residential area.  The apparatus bay will house 

fire/emergency vehicles and equipment.  The administration area will include an emergency 

operation center, offices, and a restroom.  The residential area is anticipated to included dorm 

rooms, restrooms and showers, kitchen, dining and break room areas, and a fitness room.  

Communication/mechanical/electrical rooms will also be included in the facility.  Specific details 

of the structural framing and roofing systems, exterior and interior finishing systems, and other 

construction details were not known at the time of this report.  However, it is anticipated that the 

new building construction will match existing building architectural styles of the surrounding area.  

New rigid pavement structures required for the project are anticipated to include a reinforced 

concrete access drive, floor slabs within vehicle bays, and concrete aprons in front of trash 

dumpster pads.  New flexible pavement structures required for the project are anticipated to 

include  a turning lane from Louisiana Avenue to Mississippi Avenue, privately-owned vehicle 

(POV) parking area(s) and asphalt overlays for existing medium- to heavy-duty pavement 

structures.  Support features for the project are anticipated to include sidewalks, utilities, and 

landscaping. 

 The proposed Emergency Service Center site is located in the central part of the Fort Polk 

main cantonment area.  Specifically, the project site is bounded to the north by Louisiana Avenue, 

to the east by Mississippi Avenue, and approximately to the southwest by Missouri Avenue (with a 

proposed POV parking area located immediately south of Missouri Avenue).  The site is developed 

and predominantly clear of vegetation (although there are several scattered oak, pine, holly, and 
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other trees across the site).  Other potential obstacles to construction include several concrete pads 

and sidewalks, and existing asphalt pavement areas across the site.  Existing grades across the 

entire project site range from approximate elevation 310.0 feet National Geodetic Vertical Datum 

(NGVD) to 340.0 feet (NGVD), generally sloping downgradient to the south and west.  Existing 

grades within the anticipated building footprint area range from approximate elevation 335.0 feet 

(NGVD) to 339.5 feet (NGVD). 

2.  Subsurface Investigation.  Twelve (12) test holes were drilled at the Emergency Service 

Center site in April 2008 by Tetra Tech.  Tetra Tech accomplished the geotechnical field 

investigation with a Mobile B-57 truck-mounted drill rig using 6- and 7-inch (O.D.) solid stem 

continuous flight augers, a nominal 3-inch diameter shelby tube sampler, and a nominal 2-inch 

diameter split spoon sampler.  The borings were advanced to total depths ranging from 10.0 feet to 

60.0 feet below existing grade.  Representative soil samples recovered from the borings were 

placed in containers and delivered to the laboratory of TEAM Consultants, Incorporated 

(Arlington, Texas) for testing.  Results of the field investigation are presented on Sheet B101, 

Boring Locations, and Sheets B201 through B203, Logs of Borings (Appendix A). 

 a.  Groundwater Conditions.  Groundwater conditions were monitored during drilling 

operations and after observation periods of up to 24 hours.  Static groundwater levels were 

measured within the four borings drilled to 60.0 feet during the field investigation, with depths 

ranging from 22.6 feet to 26.5 feet below existing grade.  The eight remaining (10.0-foot) test 

holes were dry.  Tabulated below are the water levels reported at the time of the field 

investigation.  It should be noted that groundwater conditions are relative to the time of drilling, 

annual precipitation, and drainage conditions at the site. 
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       Boring     Static Level, feet 

        8A2S-ESC-1           23.0 
           8A2S-ESC-2           26.5 
           8A2S-ESC-3           22.6 
           8A2S-ESC-4           23.2 
 

b.  Dynamic Cone Penetrometer Testing.  Dynamic Cone Penetrometer (DCP) testing for 

pavement design considerations was performed in borings 10A2S-ESC-5, 10A2S-ESC-6, 10A2S-

ESC-7, 10A2S-ESC-8, 10A2S-ESC-9, 10A2S-ESC-10, 10A2S-ESC-11, and 10A2S-ESC-12.  DCP 

test results are discussed later in this report, and will be presented as Appendix D of the final 

report. 

c.  Soil Resistivity Testing.  A soil resistivity test was performed at the approximate 

location of boring 8A2S-ESC-4.  The resistivity value measured in the field is 24,466 ohm-cm.  

Soil resistivity test results are provided in the ‘Remarks’ column of the aforementioned log of 

boring (Appendix A). 

3.  Subsurface Conditions. 

 a.  General Geology.  Fort Polk lies within the West Gulf Coastal Plain section of the 

Coastal Plain physiographic province.  The coastal plain of Louisiana is characterized by a broad 

rolling landform extending from the foot of the Ouachita Mountains on the north to the Gulf of 

Mexico on the south.  It has developed upon a sequence of sedimentary rock units which dip gently 

southward, resulting in successively younger formations cropping out towards the Gulf.  Most of 

Fort Polk lies within the outcrop area of the Fleming Formation, a complex sequence of sands and 

clays of Miocene age.  Fisk (1940) divided the Fleming Formation into six members, distinguished 

from each other as being predominantly clayey zones or sandy zones.  Although not accepted for 

use by the U.S. Geological Survey, the members are correlatable throughout several parishes on 

electric logs and show up as sandy intervals separated by clayey intervals.  From oldest to 

youngest the members are: Lena, Carnahan Bayou, Dough Hills, Williamson Creek, Castor Creek, 
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and Blounts Creek.  The predominantly sandy members contain the aquifers that supply 

groundwater to Fort Polk. 

 Deposits of Pleistocene age continuously overlie the Fleming Formation within the extreme 

southeastern portion of Fort Polk.  Elsewhere on the military reservation, these deposits form 

terraces that parallel the major streams and occur as isolated remnants mantling interstream highs.  

These deposits are fluviatile in nature and are generally coarser grained than the underlying 

Miocene deposits. 

 Sediments of recent age are confined to alluvial deposits in the larger stream valleys and as 

a thin veneer of residual soils developed upon primary materials.  

 South Fort Polk is situated upon the outcrop area of the Blounts Creek member.  This 

member is a complex sequence of sands and clays.  Sand beds make up 35 to 45 percent of the 

member (Rogers and Calandro, 1965).  Numerous remnants of Pleistocene age occur upon the 

outcrop of the Blounts Creek.  Residual soils developed upon the outcrop of the member are as 

complex and variable as the parent material from which it was derived. 

b.  Site Conditions.  The proposed Emergency Service Center site is bounded to the north 

by Louisiana Avenue, to the east by Mississippi Avenue, and approximately to the southwest by 

Missouri Avenue (with a proposed POV parking area located immediately south of Missouri 

Avenue).  The site is developed and predominantly clear of vegetation (although there are several 

scattered oak, pine, holly, and other trees across the site).  Other potential obstacles to 

construction include several concrete pads and sidewalks, and existing asphalt pavement areas 

across the site.  Existing grades across the entire project site range from approximate elevation 

310.0 feet National Geodetic Vertical Datum (NGVD) to 340.0 feet (NGVD), generally sloping 

downgradient to the south and west.  Existing grades within the anticipated building footprint area 

range from approximate elevation 335.0 feet (NGVD) to 339.5 feet (NGVD). 
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Stratigraphically, the site is characterized by interbedded deposits of silty sand (SM), 

clayey sand (SC), poorly graded sand with silt (SP-SM), and silty sand with clay (SM-SC) to 

depths ranging from 32.3 feet to 37.1 feet below existing grade at the test hole locations, below 

which is a stratum of high plasticity clay (CH) that persists to the total depth investigated (60.0 

feet).  The sandy soils are predominantly composed of fine sand size particles and fines, with 

minor amounts (generally less than 5 percent) of medium sand size particles, and little to no coarse 

sand and gravel in approximately the upper 20.0 to 25.0 feet.  However, the fines content 

decreases sharply (from between 15 and 50 percent to between 4 and 14 percent) at depths below 

existing grade of between 20.0 to 25.0 feet.  This change in the percentage of fines remains 

constant below this point to the contact with the underlying high plasticity clay stratum.  Within 

this same zone, the medium sand component increases significantly (up to approximately 30 

percent by weight).  It should be noted that water-bearing soils were encountered within this zone 

during drilling, and all static groundwater levels were also were measured within this zone.  The 

clayey and silty sands are moist to water-bearing (as noted above), and range in color from brown 

to light brown, to yellow brown, to red brown, to red, to purple, to white.  The sandy soils are 

loose within the upper 3.0 feet, and range from very loose to medium dense between 

approximately 3.0 feet and 5.0 feet, below which, the sandy soils increase in relative density to 

medium dense (on average) between 5.0 feet and 12.0 feet.  Below approximately 12.0 feet, the 

sandy soils continue to decrease in relative density, on average, to the contact with the underlying 

high plasticity clay stratum.  Atterberg limits test results for the silty and clayey sands indicate 

these soils have liquid limits ranging from 18 to 51 percent, plastic limits varying from 13 to 17 

percent (with plasticity indices ranging from 5 to 34 percent), and in situ moisture contents 

varying from approximately 5 to 26 percent.  It should be noted that all of the silty sand specimens 

(including SM and SP-SM soils), collected at various depths above the CH clay stratum in the test 

holes, subjected to Atterberg limits testing were determined to be non-plastic. 
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A stratum of high plasticity (CH) clay is present at depths ranging from approximately 32.3 

feet to 37.1 feet below existing grade at the test hole locations, with the contact depth below 

existing grade increasing slightly from west to east across the area of anticipated building 

construction.  The high plasticity clay is soft to stiff, moist, yellow brown to gray to purple, and 

slightly sandy.  It should be noted that the sand (fine) content increases gradually (from less than 5 

percent to about 25 percent by weight) between approximately 40.0 feet to 60.0 feet below existing 

grade.  Atterberg limits testing results indicate the high plasticity clay soils have liquid limits 

ranging from 53 to 116 percent, plastic limits varying from 15 to 31 percent (with plasticity 

indices ranging from 35 to 85 percent), and in situ moisture contents varying from approximately 

18 to 49 percent.   

Subsurface conditions representative of the project site are shown on the boring logs, 

Sheets B201 and B202 (Appendix A).  The legend on the individual boring logs shows overburden 

materials as classified in the laboratory using procedures presented in ASTM D 2488.  It should be 

noted that the actual interface between material types may be far more gradual or abrupt than 

represented; therefore, actual subsurface conditions in areas not sampled may differ from those 

predicted.  The nature and extent of variations across the site may not become evident until 

construction commences, and the actual construction process may alter subsurface conditions as 

well.  If variations become evident at the time of construction, CESWF-EC-DG should be 

contacted to determine if the recommendations presented in this report need to be reevaluated. 

4.  Testing. 

 a.  Laboratory Testing.  Representative soil samples recovered from the borings were 

subjected to laboratory testing for identification, moisture content, grain-size distribution, 

Atterberg limits, density, strength, and controlled expansion-consolidation.  The accumulative test 

results are presented in Appendix C.  Results of identification testing are shown on the individual 

boring logs, Sheets B201 through B203 (Appendix A).  The visual descriptions and Unified Soil 
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Classifications presented on the logs are based on test methods presented in ASTM D 2488.  

Descriptions of overburden materials were changed to correspond with the laboratory 

classification. 

The laboratory test results are also presented graphically in Appendix B as follows: 

Plasticity characteristics are shown on Plate 1, Plasticity Chart.  Moisture content values are 

shown with respect to depth on Plate 2.  Atterberg limits test results are shown with respect to 

depth on Plate 3.  Dry density values of representative undisturbed samples and their 

corresponding moisture contents are shown with respect to depth on Plate 4.  Ultimate compressive 

strengths of the clayey soils are shown with respect to depth on Plate 5.  Standard penetration 

testing results (N-values) are shown with respect to depth on Plate 6. 

  (1)  Shear Strength Testing.  Shear strength characteristics of the cohesive soils 

were analyzed in the laboratory using one-point unconsolidated-undrained triaxial compression 

testing, confining the specimens to overburden pressure and then loading to failure.  The ultimate 

compressive strengths recorded are presented below and in Appendix C at the end of this report. 

 Boring  Depth, ft    γd, pcf  Qu, tsf  Material Type 

   8A2S-ESC-4     9.0   112.7    2.359  SC Clayey Sand Overburden  
   8A2S-ESC-4   49.0   112.3    4.040  CH Clay Overburden 
 

   (2)  Controlled Expansion-Consolidation Testing.  Controlled expansion-

consolidation (CEC) testing was performed on one specimen of clayey sand (SC) overburden and 

on one specimen of high plasticity (CH) clay overburden to determine the shrink-swell potential of 

these materials.  Both specimens were collected within boring 8A2S-ESC-4.  The clayey sand 

specimen, collected at a depth of 9.0 feet, has a liquid limit of 28 percent, a plastic limit of 14 

percent (PI = 14 percent), and a natural moisture content of approximately 15 percent.  An 

expansion pressure (pexp) of approximately 0.25 tsf was recorded during CEC testing on this clayey 

sand specimen.  Based on CEC test results, the clayey sand specimen collected at a depth of 9.0 
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feet within boring 8A2S-ESC-4 has a low expansion potential (Cs = 0.007; pexp/p0 = 0.4) and a 

moderate potential for consolidation (Cc = 0.105).  Controlled expansion-consolidation testing also 

was performed on a specimen of high plasticity clay (CH) collected at a depth of 49.0 feet within 

boring 8A2S-ESC-4.  This CH clay specimen has a liquid limit of 53 percent, a plastic limit of 15 

percent (PI = 38 percent), and a natural moisture content of approximately 18 percent.  An 

expansion pressure (pexp) of approximately 0.75 tsf was recorded during CEC testing on this high 

plasticity specimen.  Based on CEC test results, the CH clay specimen collected at a depth of 49.0 

feet within boring 8A2S-ESC-4 has a low to moderate expansion potential (Cs = 0.035; pexp/p0 = 

0.2) and a moderate potential for consolidation (Cc = 0.136).  CEC test results are summarized 

below and are included in Appendix C at the end of this report. 

 
Boring              Depth, feet   LL  &  PI  Pexp, tsf  Pexp/Po   Cs     &     Cc        Material Type              
 
8A2S-ESC-4  9.0   28       14     0.25      0.4      0.007    0.105 Clayey Sand Overburden  
8A2S-ESC-4          49.0   53       38     0.75      0.2      0.035    0.136 CH Clay Overburden 
 

b.  Field Testing. 

(1)  Standard Penetration Testing.  Standard penetration testing was performed in all 

twelve borings.  The standard penetration tests were conducted at approximately 2.5-foot intervals 

within sandy soil intervals within the borings.  A standard penetration test consists of driving a 

standard 1.5-inch (I.D.) diameter split-spoon sampler 18 inches into the soil using a 140-pound 

free-falling hammer dropped a distance of 30 inches.  The number of blows required for each 6 

inches of penetration is recorded.  Penetration resistance (N) is defined as the sum of blows 

required to drive the second and third increments, or the final 12 inches.  It should be noted that 

“refusal” is taken as a blow count of 50 or more per 6-inch increment. 

Standard penetration testing is performed to evaluate the relative densities of the in situ 

soils for foundation design considerations.  The results are used to calculate the shear strength of 
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the in situ soils and settlements relative to given load conditions.  Based on standard penetration 

testing performed at the Emergency Service Center site, the silty and clayey sandy soils within the 

upper 3.0 feet are loose (with average N-values ranging from 6 to 10).  At depths between 

approximately 3.0 feet and 5.0 feet, the in situ sandy soils range in relative density from very loose 

to medium dense (with average N-values ranging from 3 to 16).  Between approximately 5.0 feet 

and 12.0 feet, the average relative density of the in situ sandy soils increases to medium dense (but 

ranges from very loose to very dense, with average N-values ranging from 3 to 84).  Below 

approximately 12.0 feet, the sandy soils decrease in average relative density (to loose to medium 

dense) to the contact with the underlying high plasticity clay stratum, where average N-values 

typically are in the range of 5 to 20.  Standard penetration testing generally was not conducted in 

the cohesive soils (CH clay stratum), except for a single test conducted within boring 8A2S-ESC-3 

at a depth of 56.0 feet, where an average N-value of 36 was recorded.   

(2)  Dynamic Cone Penetrometer Testing.  Dynamic Cone Penetrometer (DCP) 

testing was performed in borings 10A2S-ESC-5, 10A2S-ESC-6, 10A2S-ESC-7, 10A2S-ESC-8, 

10A2S-ESC-9, 10A2S-ESC-10, 10A2S-ESC-11, and 10A2S-ESC-12 for pavement design 

considerations.  A DCP consists of a steel rod with a steel cone attached to one end and a sliding 

single-mass hammer.  For this project, the DCP test was performed by driving the steel cone into 

the soil using a 17.6-pound sliding hammer dropped from a height of 22.6 inches (574 

millimeters).  The number of blows required for each 0.4 inch (10-mm) or greater of penetration 

was recorded as the “penetration per blow set”; therefore, the more penetration achieved per blow 

indicates that a “weaker” soil layer was encountered.  Typically, penetration measurements are 

taken to a depth of 39.4 inches (1000 millimeters) or when refusal is achieved.  Refusal is defined 

as the point at which the cone cannot penetrate the soil more than 0.4 inches (10 millimeters).  

Presented below are the average in situ strength parameters derived from the DCP tests.   
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   Depth, in   CBR, %        k, pci   
   
         0 – 6          4 – 34      124 – 323   
      6 – 12          3 – 35    95 – 333   
       >12           1 – 22        51 – 282   

 
5.  Discussions.  The following discussions are provided in support of the foundation and 

pavement design recommendations and requirements made herein for the proposed Emergency 

Service Center project.  It should be noted that the discussions presented herein are based on the 

results of the Government geotechnical field investigation and laboratory testing program 

conducted at the site, as described previously in this report, as well as engineering studies, and 

previous engineering experience with similar structures at Fort Polk.  The Design-Build Contractor 

shall heed the information provided in this report and comply with the requirements and 

recommendations presented herein when developing his foundation and pavement designs.  The 

Design-Build Contractor’s foundation designs are required to comply with and to meet or 

exceed the minimum foundation and pavement design requirements and recommendations 

presented herein.  The bidders for this design-build contract project may use the subsurface 

boring log and lab testing data presented herein as a basis to formulate their foundation and 

pavement designs for the purposes of developing a bid for the project Request for Proposal (RFP) 

solicitation, or, at their option, may supplement these data with their own geotechnical field 

investigations and laboratory testing programs.  Supplemental geotechnical field investigations 

conducted by the Design-Build Contractor shall be ONLY for the purpose of supplementing 

the data regarding the subsurface conditions provided herein.  Laboratory testing performed by 

the Design-Build Contractor (and/or their associates) is required to meet the following standards 

(at a minimum):  Tests on disturbed specimens of overburden soils shall include classification 

(ASTM D 2488), moisture content (ASTM D 2216), grain size analysis (ASTM D 422), and 

Atterberg limits (ASTM D 4318).  Undisturbed (shelby tube) specimens of the overburden soils 
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shall also be collected; tests on undisturbed specimens of the overburden soil shall include the 

tests listed for disturbed specimens, as well as controlled expansion-consolidation testing (ASTM 

D 2435 and ASTM D 4546 (Method C)), density (Corps of Engineers Engineer Manual (EM) 1110-

2-1906, Appendix II, Par. 4, Displacement Method), and strength testing (ASTM D 2850). 

Development of the final foundation and pavement designs is the responsibility of the 

Design-Build Contractor; however, the Design-Build Contractor’s final foundation and 

pavement designs shall be in full compliance with the requirements prescribed herein (including 

foundation type, foundation design parameters, and minimum pavement sections and pavement 

design criteria and parameters).  The Design-Build Contractor shall provide to the Government 

engineering studies and design calculations that support the foundation and pavement design 

recommendations they or their associates propose.  The Design-Build Contractor’s foundation and 

pavement design recommendations shall be reviewed for technical adequacy and compliance with 

the criteria established herein and in the Request for Proposal (RFP).  Specific requirements for 

the Design-Build Contractor’s foundation and pavement design analysis are provided in section 

6.c. 

 a.  Soil Activity Considerations.  The Emergency Service Center site is characterized by 

interbedded deposits of silty sand (SM), clayey sand (SC), poorly graded sand with silt (SP-SM), 

and silty sand with clay (SM-SC) to depths ranging from 32.3 feet to 37.1 feet below existing 

grade at the test hole locations, below which is a stratum of high plasticity clay (CH) that persists 

to the total depth investigated (60.0 feet).  Atterberg limits test results for the silty and clayey 

sands indicate these soils have liquid limits ranging from 18 to 51 percent, plastic limits varying 

from 13 to 17 percent (with plasticity indices ranging from 5 to 34 percent), and in situ moisture 

contents varying from approximately 5 to 26 percent.  Atterberg limits testing results indicate the 

underlying high plasticity clay soils have liquid limits ranging from 53 to 116 percent, plastic 

limits varying from 15 to 31 percent (with plasticity indices ranging from 35 to 85 percent), and in 
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situ moisture contents varying from approximately 18 to 49 percent. 

 Controlled expansion-consolidation (CEC) testing was performed on two specimens of 

cohesive overburden soil collected at the Emergency Service Center project site.  Based on CEC 

testing, a clayey sand (SC) specimen collected at a depth of 9.0 feet within boring 8A2S-ESC-4 is 

overconsolidated, having experienced a preconsolidation pressure of approximately 2.15 tsf.  This 

clayey sand specimen is considered to have a low expansion potential (Cs = 0.007; pexp/p0 = 0.4), 

and a moderate consolidation potential (Cc = 0.105).  Controlled expansion-consolidation testing 

was also performed on a specimen of high plasticity clay (CH) overburden collected at a depth of 

49.0 feet within boring 8A2S-ESC-4.  Based on CEC testing, the CH clay specimen is 

overconsolidated, having experienced a preconsolidation pressure of approximately 5.7 tsf.  This 

clayey sand specimen is considered to have a low to moderate expansion potential (Cs = 0.035; 

pexp/p0 = 0.2), and a moderate consolidation potential (Cc = 0.136). 

 Based on the results of Atterberg limits and in situ moisture content testing, and 

engineering judgment and experience at Fort Polk, an active zone of at least 15.0 feet shall be used 

for expansive soils analyses.  Also, based on the results of CEC testing and standard penetration 

test results, the loose silty and clayey sand soils near the surface are anticipated to be more 

susceptible to consolidation than heave.  The results of Atterberg limits testing and CEC testing 

indicate that the underlying high plasticity clay soils are potentially susceptible to both heave and 

consolidation.  Liquid limits well above 100 percent were measured in specimens collected within 

this stratum, and the portion of this stratum between the contact with the overlying sandy soils and 

extending to a depth of approximately 55 feet below existing grade is considered to have a 

moderate to very high potential for expansion.  However, of equal or even greater concern is the 

amount by which the in situ moisture contents exceed the plastic limits within the CH clay stratum.  

The in situ moisture content measured in each specimen collected within this stratum was above 

the plastic limit; in fact, most in situ moisture contents measured in the CH clay stratum specimens 
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exceeded the plastic limit by well over 10 percent (and the in situ moisture content of one CH clay 

specimen collected within boring 8A2S-ESC-2 at a depth of 37.5 feet exceeded the plastic limit of 

the specimen by 22 percent).  Consequently, although the CH clay stratum is considered 

susceptible to heave, it is considered even more susceptible to consolidation.  Once built upon, 

these materials can experience significant volumetric changes when their in situ moisture 

environment is altered.  These volumetric change capacities necessitate special requirements with 

regard to the foundation design and earthwork activities for the new project construction, as are 

provided herein, to ensure adequate foundation performance. 

 b.  Foundation Design Considerations.  A variety of foundation systems have been utilized 

with success at Fort Polk, depending on site-specific subsurface conditions.  Shallow foundation 

systems include reinforced concrete ribbed and flat mat slabs.  Deep foundation systems include 

pre-cast reinforced concrete driven piles and reinforced concrete drilled and underreamed piers.  

Considerations associated with deep and shallow foundation systems are discussed in the following 

paragraphs. 

 A deep foundation system will not be necessary to support the anticipated building loads.  

Furthermore, the in situ soils exhibit no significant increase in strength with depth; hence there is 

no bearing capacity advantage of a deep foundation system of either driven piles or underreamed 

piers.  The high groundwater levels and loose sandy soils would also increase the difficulty in 

constructing a drilled and underreamed pier foundation system.  Also, heave forces acting upon 

pier or pile foundations from the very high plasticity clays present at the site, and potentially large 

settlements that could be induced within the clay stratum by deep foundations could create 

significant structural distress within the facility.  Lastly, it is anticipated that a shallow foundation 

system could be constructed more economically than a deep foundation system.  Therefore, a deep 

foundation system shall not be used for this facility. 

 In light of the comparatively low relative density of the in situ silty and clayey sand 
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overburden soils identified during the geotechnical field investigation, these soils can be expected 

to be susceptible to both total and differential settlements from shallow foundation loads.  Thus a 

shallow foundation will need to act monolithically to ensure differential movements do not exceed 

tolerable limits.  The best foundation performance for this facility can be achieved by a reinforced 

concrete ribbed mat slab or flat mat slab.  A properly designed and constructed ribbed mat or flat 

mat slab will act monolithically, would be anticipated to be constructed above the groundwater 

level (particularly if built within a fill section), and also would be assigned an allowable bearing 

capacity that would minimize the potential for excessive total or differential settlements to occur.  

Therefore, the Design-Build Contractor shall limit consideration for foundation systems to 

the following two shallow foundation systems:  1) a reinforced concrete ribbed mat slab; or 3) 

a reinforced concrete flat mat slab.  Foundation design requirements for the mat slab foundation 

systems for the proposed facilities are provided in Section 6.a. 

IT IS REQUIRED THAT ALL FOUNDATION, FLOOR SLAB, AND EARTHWORK DESIGNS 

AND CONSTRUCTION BY THE DESIGN-BUILD CONTRACTOR AND THEIR ASSOCIATES 

SHALL COMPLY WITH THE MINIMUM REQUIREMENTS PRESENTED HEREIN.  

 c.  Pavement Design Considerations.  The pavement designs presented in this report are 

based on criteria contained in UFC 3-250-01FA, UFC 3-250-18FA, and engineering judgment. 

  (1)  Traffic Types and Conditions.  Six (6) pavement structures were analyzed and 

for this project, with minimum designs presented herein.  New rigid pavement includes access 

drives, aprons in front of trash dumpster pad(s), and floor slabs within vehicle bays.  New flexible 

pavement includes a new turning lane from Louisiana Avenue to Mississippi Avenue, privately-

owned vehicle (POV) parking areas and asphalt overlays for existing medium- to heavy-duty 

pavement structures.  Types of vehicles expected to occupy the pavements are passenger cars and 

trucks, two- and three-axle trucks, and fire/emergency medical vehicles.  Based on information 

available at the time of this report, the user anticipates the following vehicles will utilize the 
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access drives and floor slabs within vehicle bays: 

 Vehicle Designation   Length   Gross Vehicular Weight 

 Ladder-1    41’-1”    67,000 lbs 

 HAZMAT-1    32’-1”    29,400 lbs 

 Pumper-1    30’    29,820 lbs 

 Pumper-2    30’-11”   38,400 lbs 

 Rescue-1    27’-4”    35,000 lbs 

 Crash-3    33’-4”    34,000 lbs 

Pavement designs for the access drives and floor slabs within vehicle bays were developed using 

PCASE pavement analysis and design software.  In the analysis, it was assumed that each vehicle 

would make approximately 3,000 passes per year over the applicable pavement structure.  

Assuming a 25-year design life for the pavement structures, and using equivalent loadings for a P-

23 Crash Truck, yields a total of 262,500 passes of a P-23 Crash Truck over a 25-year period.  The 

minimum pavement sections for access drives and floor slabs in vehicle bays are presented in 

section 6.b.(1).  The turning lane from Louisiana Avenue to Mississippi Avenue may experience 

the largest vehicular traffic on the post, specifically 120-kip M1A1 Abrams tank traffic (Category 

VII Traffic).  It is anticipated that this Category VII traffic will make limited passes (no greater 

than 10 passes per day) on this pavement structure; this results in a pavement Design Index equal 

to 8.  Based on criteria contained in the aforementioned Technical Manuals, the following traffic 

conditions were assigned for the remaining pavement structures: 

 Pavement Structure  Traffic Category Street Class Design Index 
 
 POV Parking Area         II           E              2 
 Pavement Overlays            IVA           D          5 
 Apron (Trash)             IVA                     F           4 
 Turning Lane (Louisiana Ave. 
 to Mississippi Ave.)   VII making up to 10 passes/day    10 
 
  (2)  Pavement Design Parameters.  California Bearing Ratio (CBR) and plate 

bearing tests were not conducted for this project.  Instead, dynamic cone penetrometer (DCP) 
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testing was conducted to evaluate the raw subgrade for pavement design considerations.  The 

penetration resistance obtained from the DCP test is a measure of the soil’s relative density, which 

in turn is used to derive “in situ” CBR and modulus of subgrade reaction values. 

The average in situ CBR values measured within the upper 12 inches of soils tested at the 

Emergency Service Center site range from approximately 3 to 35 percent, and below this depth, 

CBR values range from 1 to 22 percent.  Modulus of subgrade reaction values measured within the 

upper 12 inches of soils tested range from 95 to 333 pci, and below this depth, modulus of 

subgrade reaction values range from 51 to 282 pci.  Laboratory CBR tests previously have been 

performed on similar subgrade materials collected at Fort Polk.  The results indicate that CBR 

values between 3 and 4 can be expected for the sandy and clayey subgrade when compacted to 90 

percent of maximum laboratory density.  Previously conducted plate-bearing tests indicate the 

modulus of subgrade reaction for this material to range from 100 pci to 150 pci.  Based on these 

considerations, and the high variability of in situ CBR and subgrade modulus values correlated 

from the DCP testing, design CBR and modulus of subgrade reaction values of 4 percent and 100 

pci, respectively, were assigned to the raw subgrade when compacted to 90 percent of laboratory 

maximum density (ASTM D 1557).  To ensure that these design CBR and modulus of subgrade 

reaction values are achieved, the upper 6 inches of raw subgrade materials directly underlying the 

base course layer(s), as specified herein, shall consist of satisfactory materials, excluding materials 

that classify as CH materials.  If the upper 6 inches of raw subgrade directly underlying the base 

course layer(s) are CH materials, the upper 6 inches of these materials shall be removed and 

replaced with satisfactory materials (excluding CH materials), and compacted to the density 

specified for raw subgrade underlying pavements.  The CBR value considered for the sand clay 

gravel base material is 50. 

6.  Recommendations and Requirements.  The following foundation and pavement design 

recommendations and requirements are based on the results of the field investigation, laboratory 
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testing, engineering studies, and the criteria cited herein. 

a.  Foundation Design Recommendations and Requirements. 

  (1)  Foundation System.  The proposed Emergency Service Center shall be founded 

on either a reinforced concrete ribbed mat or flat mat foundation system in accordance with the 

recommendations and requirements specified herein.  NO OTHER FOUNDATION SYSTEMS 

SHALL BE ALLOWED FOR THE EMERGENCY SERVICE CENTER.  THE FOLLOWING 

FOUNDATION SYSTEMS ARE SPECIFICALLY PROHIBITED:  SPOT AND/OR 

CONTINUOUS SPREAD FOOTINGS, REINFORCED CONCRETE DRILLED PIERS 

(STRAIGHT-SHAFT OR U UNDERREAMED), DRIVEN OR CAST-IN-PLACE PILES, AND 

AUGER CAST PILES. 

Criteria for Site Class D shall be utilized for foundation seismic design purposes, as 

presented in UFC 3-310-04 – Seismic Design for Buildings. 

   (a)  Reinforced Concrete Ribbed Mat or Flat Mat Slab.  Alternatively, the 

proposed Emergency Service Center can be supported on either a reinforced concrete ribbed mat 

slab or a flat mat slab foundation system.  The mat slabs shall be conventionally reinforced – 

POST-TENSIONED SLABS ARE NOT ALLOWED.  A ribbed mat slab consists of a grid of 

stiffening ribs cast monolithically with the floor slab.  The monolithic nature of this system allows 

the foundation to span or cantilever areas where a loss of support may occur; thus potential 

differential settlements are spread over a large horizontal area by the ribs through soil-structure 

interaction.  The mat should be analyzed and designed for 1.0 inch of long-term differential 

movement.  For this reason, interior ribs should be spaced no further than 15 feet center-to-center, 

and diagonal stiffener ribs should be placed at each corner of the mat slab.  Design of the ribbed 

mat slab should meet the minimum requirements as presented in CESWD-ED-TS/G Criteria 

Letter, dated 29 January 1988 – Design Criteria for Ribbed Mat Foundations, SWDED-G 

Criteria Letter, dated 16 April 1987 – Criteria for Developing Geotechnical Design Parameters 
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for SWD Ribbed Mat Design Methodology, and the recommendations provided herein. 

 Interior and exterior beams should bottom a minimum of 24 inches below outside finished 

grade.  An allowable bearing capacity of 2.0 ksf (net) should be used to size the beams.  For this 

phase of design, it should be noted that (1) the structural load is supported solely on the beam and 

the beam intersections, (2) load transfer occurs over the effective beam width, and (3) the beam 

and soil remain in contact.  Beam intersections should be widened at column locations to 

accommodate the above allowable bearing value for the anticipated load condition.  The load used 

to size the beams should consist of full dead load plus that portion of the live load that acts more 

or less continuously, usually 50 percent. 

 The ribbed mat slab foundations should incorporate adequate stiffness such that the 

deformations do not exceed the structural tolerance of any elements in the foundation or 

superstructure.  Analyses should consider a vertical separation of the foundation slab and beams 

from the subgrade of 1.0 inch at the outside of all perimeter beams, with loss of support beneath 

the foundation over a horizontal distance of not less than 4.5 feet.  This loss of support condition 

corresponds to the center lift mode.  Additionally, edge lift analyses should consider an edge 

moisture variation distance equal to 5.25 feet, and an edge lift heave of 1.0 inch should be used in 

the design of the ribbed mat slab.  This edge lift heave corresponds to an applied structural 

pressure of 100 psf.  For edge lift considerations, two additional combinations of pressure and 

swell are required.  For an allowable bearing capacity of 2.0 ksf, an edge lift heave of 0.75-inch 

can be expected to occur.  At an ultimate bearing capacity of 6.0 ksf, 0.5-inch of heave should be 

anticipated.  It should be noted that these anticipated heave amounts are based on a minimum of 

3.0 feet of compacted nonexpansive fill, as recommended in this report.  If additional soils 

investigations, testing, and analyses show that a more stringent design is required to 

successfully mitigate total and differential movements due to settlement and/or heave, the 

foundation shall be designed accordingly.  
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 A modulus of subgrade reaction equal to 200 psi/inch should be used when analyzing the 

ribbed mat slabs to determine in-service deformations.  This value, however, should be factored to 

account for width effects such that kdesign=k1(Beff), where Beff is the effective beam width in feet.  

Design of the ribbed mat slabs may use the SWD-AEIM sections as a minimum stiffness "first 

approximation". 

 A reinforced concrete flat mat foundation should have a uniform thickness of not less than 

2.0 feet.  The mat should be tapered as required to ensure the perimeter of the slab extends to a 

constant elevation and is at least 24 inches below outside finish grade.  An allowable bearing 

pressure of 2.0 ksf (net) shall be used to design the flat mat slabs.  The load used to size flat mat 

slabs should consist of the full dead load plus that portion of the live load that reacts continuously, 

usually 50 percent.  Flat mat slabs also should incorporate adequate stiffness such that the 

deformations do not exceed the structural tolerances of any element of the foundations or 

superstructures.  Flat mat slabs should be analyzed for stiffness using the same edge and center lift 

mode analysis parameters as provided in this report for ribbed mat slab foundations. 

 The mat slabs will, by design, be supported on-grade.  A polyethylene vapor barrier (10-mil 

minimum thickness) and a minimum 6-inch capillary water barrier should be placed beneath the 

mat slab. 

 Due to the presence of loose to very loose soils within the zone of influence for a shallow 

foundation system, a minimum of 2.0 feet of existing soils shall be removed (excavated) below the 

base of the ribs (for a ribbed mat slab foundation) or the base of the mat slab, and replaced with 

compacted lifts of nonexpansive fill.  Nonexpansive fill shall be placed in controlled lifts not 

exceeding 8 inches in loose thickness and compacted to at least 95 percent of maximum laboratory 

density as determined in accordance with ASTM D 1557 between the excavation surface and the 

base of the ribs/flat mat slab.    

   (c)  Small Support-type Structures.  Small support-type structures (<500 
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GSF), if used, can be supported on reinforced concrete slabs-on-grade with turned-down edge 

beams.  The turned-down edge beam should extend a minimum of 12 inches below outside finished 

grade and can be sized for a safe bearing pressure of 2,000 psf (net).  Subgrade preparation should 

consist of providing a minimum of 24 inches of compacted nonexpansive fill below the base of the 

soil-supported slab. 

  (2)  Floor Slab Systems.  The mat slab systems will, by design, be supported on-

grade. 

  (3)  Subgrade Preparation Requirements.  Subgrade preparation for mat ribs and mat 

slabs shall ensure that a minimum of 2.0 feet of existing soil below the base of these features shall 

be removed and replaced with compacted nonexpansive fill, regardless of the amount of cut or fill 

required for site grading.  Any additional fill required to reach the final subgrade elevation below 

the mat ribs or mat slab should be nonexpansive material as well.  These measures should limit the 

magnitude of predicted floor slab movement to approximately 1 inch or less.  Nonexpansive fill 

should be placed in controlled lifts not exceeding 8 inches in loose thickness and compacted to not 

less than 92 percent of maximum laboratory density as determined in accordance with ASTM D 

1557.  The upper 6 inches of existing subgrade exposed after excavation operations, or cleared 

prior to fill placement should be scarified, moistened, manipulated, and recompacted to the same 

density required for nonexpansive fill materials.  Due to high the groundwater table, vibration 

compaction should not be allowed.  Groundwater levels should be controlled in cut sections of the 

site by appropriate ditch construction and pumping to achieve required compaction levels of in 

place soils and fills. 

  (4) Below-Grade Structures.  The following information is provided for the design 

of all below-grade structures, if applicable.  An at-rest lateral earth pressure coefficient (ko) of 0.7, 

an angle of internal friction (φ) of 28o, and a cohesion value (c) of 100 psf shall be used.  The 

backfill material should be assumed to have a moist unit weight of 125 pcf and all backfill should 
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be nonexpansive or select material.  An active earth pressure coefficient (ka) and a passive earth 

pressure coefficient (kp) of 0.36 and 2.77, respectively, can be used for excavations for         

below-grade structures. 

  (5)  Drainage.  Proper drainage is an important design consideration to ensure 

satisfactory long-term foundation performance.  Exterior grading adjacent to the completed 

buildings should be sloped away from the structures a minimum of 5 percent for the first 10 feet.  

Runoff from the roofs should be adequately discharged a sufficient distance away from foundation 

edges.  In no case shall water be allowed to pond adjacent to or beneath the buildings, both during 

and after construction. 

  (6)  Care of Water.  Drainage of ground and surface water from the project site 

continually throughout the construction contract is essential.  The contractor will be required to 

protect the excavation and all constructed work throughout the life of the contract by means of 

ditches, berms, sumps with pumps, and any other means required to continually and effectively 

remove water from the site at all times.  Ponding of water in the excavation is unacceptable at any 

time.  These requirements shall be reflected in the specifications and structural notes. 

  (7) Mechanical Connections.  All exterior mechanical connections shall be of the 

flexible type.  Flexible connections should be capable of resisting a minimum of 1 inch of both 

vertical and horizontal movement.  All condensate lines should drain away from foundation edges. 

  (8)  Backfill Adjacent to Exterior Grade Beam Excavation.  Use select clay backfill 

adjacent to exterior grade beam excavation to minimize water penetration to expansive subsoils. 

  (9)  Material Testing Requirements.  Testing shall be the responsibility of the 

contractor to ensure that the subgrade, fill, and backfill materials are properly compacted.  To this 

end, the following frequencies of testing shall be included in the contract as a minimum: 

• In-place density of the subgrade, fills, and backfills shall be performed for every 
2000 square feet per lift in accordance with ASTM D 1556 or ASTM D 2922. 
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• Optimum Moisture and Laboratory Maximum Density of nonexpansive fill and 
backfill shall be performed for every 500 cubic yards or when any change in 
material occurs. 

 
   (10)  Foundation Material Definitions. 

    (a)  Satisfactory Materials.  Satisfactory materials include materials 

classified in ASTM D 2487 as GW, GM, GC, GP, SW, SP, SM, SC, CL, and CH and shall be free 

of trash, debris, roots or other organic matter, or stones larger than 3 inches in any dimension. 

   (b)  Unsatisfactory Materials.  Unsatisfactory materials include materials 

classified in ASTM D 2487 as Pt, OH, OL, ML, MH and any other materials not defined as 

satisfactory. 

   (c)  Nonexpansive Soils.  Nonexpansive soils for nonexpansive fill shall 

meet the requirements of the Louisiana Department of Transportation and Development Standard 

Specifications for Roads and Bridges for "Sand Clay Gravel", Part X, Section 1003.03(a).  

Satisfactory soils with a plasticity index of not less than 4 nor greater than 12 percent may be used 

as Nonexpansive soils. 

   (d)  Select Soils.  Select soils shall include all Satisfactory soils except CH 

materials.  Select soils shall have a maximum liquid limit of 35 percent and a plasticity index of 

not less than 12 nor greater than 20 percent. 

   (e)  Capillary Water Barrier.  Capillary Water Barrier shall consist of clean, 

crushed, nonporous rock, crushed gravel, or uncrushed gravel.  The maximum particle size shall be 

1.5 inches and no more than 2 percent by weight shall pass the No. 4 sieve. 

   (f)  Cohesionless and Cohesive Materials.  Cohesionless materials include 

materials classified in ASTM D 2487 as GW, GP, SW, and SP.  Cohesive materials include 

materials classified as GC, SC, ML, CL, MH, and CH.  Materials classified as GM and SM will be 

identified as cohesionless only when the fines are nonplastic. 

   (g)  Degree of Compaction.  Degree of compaction is a percentage of the 
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maximum density obtained by the test procedure presented in ASTM D 1557. 

 The above material definitions and subgrade preparation requirements should be presented 

in UFGS-31 00 00 EARTHWORK. 

 b.  Pavement Design Recommendations and Requirements.  The minimum pavement 

sections presented below are based on criteria contained in UFC 3-250-01FA, UFC 3-250-18FA, 

and engineering judgment.  The Design-Build Contractor is responsible for developing the final 

pavement designs.  The Design-Build Contractor shall use the subsurface conditions and 

laboratory and in situ testing data provided in this report, as well as any supplemental subsurface 

investigations and testing performed by them or their associates, and any supplemental information 

regarding traffic loading conditions and requirements (beyond that provided herein) to develop the 

final pavement designs.  The Design-Build Contractor shall use the United Facilities Criteria 

(UFCs) cited herein as well as Pavement-Transportation Computer Assisted Structural Engineering 

(PCASE) software (available at https://transportation.wes.army.mil/triservice/pcase/ as a free 

download) to develop the final pavement designs.  However, it is required that the Design-Build 

Contractor’s final pavement sections meet (or exceed) the minimum pavement sections 

specified herein. 

  (1)  Rigid Pavement.  The following minimum rigid pavement sections are 

recommended for access drives, aprons in front of trash dumpster pads, and the building floor slab 

within the vehicle bays.  The rigid pavement design considers a modulus of subgrade reaction of 

100 pci for the raw subgrade when compacted to 90 percent of laboratory maximum density and a 

concrete flexural strength of 600 psi at 28 days.   

   (a)  Access Drives.  The design is based on equivalent loading of a P-23 

Crash Truck making 262,500 passes over 25 years.  This section shall also be used for apron(s) in 

front of vehicle bays.  
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7” Portland Cement Concrete reinforced with No. 4 bars 
spaced 16 inches o.c.e.w. 
 

   6” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Raw Subgrade compacted to at least 90 percent of 
maximum laboratory density (ASTM D 1557) 

 
 

   (b)  Aprons in Front of Trash Dumpster Pads.  The design is based on 

Category IVA Traffic and a Class F Street (Design Index = 4).  

 
6” Portland Cement Concrete reinforced with No. 4 bars 
spaced 16 inches o.c.e.w. 
 

   6” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Raw Subgrade compacted to at least 90 percent of 
maximum laboratory density (ASTM D 1557) 

 
    
 Reinforcement for odd-shaped slabs, joint design, joint spacing, and other details should be 

in accordance with the latest edition of the SWD-AEIM and UFC 3-250-01FA, where applicable.  

The reinforcement bars should be placed a minimum of 1.5 inches clear distance from the surface 

of the pavement. 

   (c)  Floor Slab within Vehicle Bays.  The following pavement section is 

based on equivalent loading of a P-23 Crash Truck making 262,500 passes over 25 years, an 

effective modulus of subgrade reaction equal to 200 pci (upgraded due to nonexpansive fill), and a 

concrete flexural strength of 600 psi at 28 days.  The vehicular floor slab shall have a minimum 

thickness of 6.5 inches and shall be reinforced with No. 4 bars spaced 12 inches on-center and in 

each direction.  Subgrade preparation below the floor slab should be in accordance with the 

requirements presented in this report. 

 The design of the vehicular floor slab supported on-grade is based upon vehicle-
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imposed loads only, without regard for stresses caused by stationary live loads and/or other 

loading conditions, and shall be upgraded, as necessary, to account for these additional 

loading conditions. 

  (2)  Flexible Pavement.  The following pavement sections are recommended for the 

privately-owned vehicle (POV) parking area, asphalt overlays for existing medium- to heavy-duty 

flexible pavement structures, and the turning lane from Louisiana Avenue to Mississippi Avenue.  

A minimum pavement section is also provided for Service Drives which shall include those 

portions of the POV parking  area(s) which may experience larger, multi-axle truck traffic (e.g., to 

access trash dumpsters, etc.)  The flexible pavement designs consider a CBR value of 4 percent for 

the raw subgrade when compacted to 90 percent of laboratory maximum density. 

   (a)  POV Parking Area.  The design is based on Category II Traffic and a 

Class E Street (Design Index = 2). 

 
1.5” Hot-Mix Surface Course 
 

   7” Base Course (CBR=50) compacted to at least 100 percent 
of maximum laboratory density (ASTM D 1557) 

 
6” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Raw Subgrade compacted to at least 90 percent of 
maximum laboratory density (ASTM D 1557) 

 
 
   (b)  Asphalt Overlays for Existing Medium- to Heavy-Duty Flexible 

Pavement Structures.  The design is based on Category IVA Traffic and a Class D Street (Design 

Index = 5).  The overlay shall consist of 2.5” Hot-Mix Surface Course constructed over the 

existing flexible pavement structure. 

   (c)  Turning Lane from Louisiana Avenue to Mississippi Avenue.  The 

design is based on Category VII Traffic making up to 10 passes per day (Design Index = 8). 
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4.5” Hot-Mix Surface Course 
 

   8” Base Course (CBR=50) compacted to at least 100 percent 
of maximum laboratory density (ASTM D 1557) 

 
8” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Raw Subgrade compacted to at least 90 percent of 
maximum laboratory density (ASTM D 1557) 

 
 
   (d)  Service Drive(s).  This minimum pavement section shall be used in lieu 

of the section specified in Paragraph 6.b.(2)(a) for those sections of POV parking area(s) which 

may experience large multi-axle truck traffic (e.g., trash dumpster trucks).  The design is based on 

Category IVA Traffic and a Class F Street (Design Index = 4). 

 
3” Hot-Mix Surface Course 
 

   8” Base Course (CBR=50) compacted to at least 100 percent 
of maximum laboratory density (ASTM D 1557) 

 
8” Base Course (CBR=50) compacted to at least 95 percent 
of maximum laboratory density (ASTM D 1557) 
 
6” Raw Subgrade compacted to at least 90 percent of 
maximum laboratory density (ASTM D 1557) 

 
    

 The following note should be incorporated as part of the pavement details shown on the 

contract drawings. 

1.  "The moisture content shall be at least 1 percent above 
optimum during compaction of the raw subgrade." 
 
2.  “The upper 6 inches of raw subgrade materials directly 
underlying the base course layer(s) shall consist of satisfactory 
materials, excluding materials that classify as CH materials.  If 
the upper 6 inches of raw subgrade directly underlying the base 
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course layer(s) are CH materials, the upper 6 inches of these 
materials shall be removed and replaced with satisfactory 
materials (excluding CH materials), and compacted to the density 
specified for raw subgrade underlying pavements.” 

 
  (3)  Pavement Material Definitions. 

   (a)  High Stability Hot-Mix Surface Course.  Aggregates and asphaltic 

materials shall conform to the requirements of the Louisiana Department of Transportation and 

Development Standard Specifications for Roads and Bridges for "Asphaltic Concrete Mixtures", 

Part V.  Asphaltic material for the paving mixture should be asphaltic cement, viscosity grade AC-

30 or PG-64-22.  Edit guide specification UFGS-32 12 16 HOT-MIX ASPHALT (HMA) FOR 

ROADS to the above requirements. 

   (b)  Prime Coat and Tack Coat.  Asphaltic material for the prime coat shall 

be cut-back asphalt, grade MC-30, conforming to the requirements of Louisiana Department of 

Transportation and Development Standard Specifications for Roads and Bridges for "Asphaltic 

Materials", Part X, Section 1002.  Prime coat should be applied to the surface of the base course.  

Asphaltic material for the tack coat shall be cut-back asphalt, grade RC-250, or emulsified asphalt, 

grade SS-1, conforming to the requirements of Louisiana Department of Transportation and 

Development Standard Specifications for Roads and Bridges for "Asphaltic Materials", Part X, 

Section 1002.  Tack coat should be applied to all surfaces that contact new asphalt pavement.  Edit 

guide specification UFGS-32 12 10 BITUMINOUS TACK AND PRIME COATS to the above 

requirements. 

   (c)  Portland Cement Concrete.  The material shall conform to the 

requirements of UFGS-32 13 11 CONCRETE PAVEMENT FOR AIRFIELDS AND OTHER 

HEAVY-DUTY PAVEMENT.  The maximum nominal size coarse aggregate shall be 1.5 inches, 

and the mixture shall be designed to attain a flexural strength of 600 psi at 28 days.  

   (d)  Base Course.  Aggregates shall conform to the requirements of UFGS-
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32 11 23 AGGREGATE BASE COURSE, and shall have a CBR value of 50 percent.  The 

gradation for the material should conform to the requirements of the Louisiana Department of 

Transportation and Development Standard Specifications for Roads and Bridges for “Sand Clay 

Gravel:, Part X, Section 1003.03(a). 

   (e)  Raw Subgrade.  The material shall conform to the requirements of 

UFGS-31 00 00 EARTHWORK. 

  (4)  Vehicular Pavement Material Testing Requirements.  Testing shall be the 

responsibility of the contractor to ensure that the subgrade, base course, hot-mix surface course, 

and Portland cement concrete are properly constructed.  To this end, the following testing 

requirements shall be included in the contract specifications as a minimum: 

• In-place density testing of the subgrade and base course shall be performed, at a 
minimum, every 600 square yards per lift in accordance with ASTM D 1556 and 
ASTM D 2922.  ASTM D 1556 shall be used as a check at least once per lift for 
each 3,000 square yards of completed subgrade and base course. 

 
• Before starting work, at least one sample of base course material shall be tested in 

accordance with ASTM C 136.  After the initial test, a minimum of one sieve 
analysis (ASTM C 136 and ASTM D 422) shall be performed for each 1,000 tons of 
base course placed, with a minimum of one analysis performed for each day’s run 
until the course is completed.  One liquid limit and plasticity index shall be 
performed for each sieve analysis per ASTM D 4318 

 
• Wear tests shall be performed in accordance with ASTM C 131.  A minimum of one 

test per base course material source shall be run. 
 
• Thickness of the base course shall be measured for each 600 square yards of 

material placed.  Compacted thickness of the base course shall be as presented in 
this report and the completed section shall be within 3/8-inch of the thickness 
presented. 

 
• Hot Bin gradations for the asphalt wearing course shall be tested in accordance 

with ASTM C 136 and ASTM C 117.  A minimum of one test shall be conducted.  
Marshall specimens shall be taken in accordance with methods described in AI MS-
2.  At least two sets of specimens shall be taken.  Asphalt extractions shall be 
performed in accordance with ASTM D 2172, Method A or B.  At least one asphalt 
extraction shall be conducted.  Field density tests shall be conducted in accordance 
with ASTM D 2950.  One test shall be conducted for each 300 square yards of 
pavement placed.  The mat density shall be 97.5 to 100.5 percent and the joint 
density shall be 95.5 to 100.5 percent of the density obtained from laboratory-
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compacted specimens.  Thickness measurements shall be taken at a minimum of 
one measurement for each 1,000 square yards of pavement placed. 

 
• The Job Mix Formula for the bituminous mixture shall be furnished to the 

Contraction Officer for approval.  The formula will indicate the percentage of each 
stockpile and mineral filler, the percentage of each size aggregate, the percentage 
of bitumen, and the temperature of the completed mixture when discharged from 
the mixer.  The Contractor shall file with the Contracting Officer certified delivery 
tickets for all aggregates and bituminous materials actually used in construction.  
The finished mixture shall be designed using procedures contained in AI MS-2 and 
the criteria shown below. 

 
 Test Property    50 Blows 
 
 Stability (minimum), lbs    1,000 
 Flow (maximum), 1/100-inch     8-18 
 Air Voids, percent             3% to 5% 
 Percent Voids in        14  
 mineral aggregate 

 TSR, minimum percent       75 
 

• The contractor shall be responsible for the development of the mixture proportion 
study for cementitious materials and chemical admixtures.  The concrete mix 
design shall include a statement giving the maximum nominal coarse aggregate size 
and the proportions of all ingredients that will be used in the manufacture of 
concrete at least 60 days prior to commencing concrete operations.  Trial design 
batches, mixture proportioning studies, and testing requirements shall be the 
responsibility of the Contractor.  Strength requirements shall be based on flexural 
strength.  Trial mixtures having proportions, slumps, and air content suitable for 
the work shall be based on methodology described in ACI 211.1, modified as 
necessary to accommodate flexural strength.  The maximum water-cementitious 
material ratio is 0.45.  Coarse and fine aggregates shall have a satisfactory service 
record of at least 5 years successful service in three paving projects, or if a new 
source is used, shall meet the requirements when tested for resistance to freezing 
and thawing.  Coarse and fine aggregates not having a satisfactory demonstrable 
service record shall have a durability factor of 50 when subjected to freezing and 
thawing in concrete in accordance with COE CRD-C 114 (Test Method for 
Soundness of Aggregates by Freezing and Thawing of Concrete Specimens). 

 
• Smoothness measurements shall be taken in successive positions parallel to the 

pavement (flexible and rigid) centerline with a 12-foot straightedge.  Measurements 
shall be taken perpendicular to the pavement (flexible and rigid) centerline at 15-
foot intervals.  Surface smoothness shall not exceed 3/8-inch. 

 

 c.  Requirements for the Design-Build Contractor’s Foundation and Pavement Design 

Analysis.  The successful proposer shall provide a Foundation and Pavement Design Analysis after 
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contract award.  The geotechnical firm responsible for the geotechnical design shall have 

demonstrated successful performance in design of at least five (5) projects of similar type and 

scope in expansive soil environments in Louisiana.  The Foundation and Pavement Design 

Analysis (Report) shall include a description of the project, including a discussion of any unusual 

features of the project, a discussion for each structure that requires a foundation system, and a 

discussion of each pavement type.  All calculations in support of bearing, settlement, heave, and 

structural deflections shall be included in or attached to the report.   

 (1)  Foundation System.  The foundation system selected for the Emergency 

Service Center shall be limited to a reinforced concrete ribbed mat slab or a reinforced concrete 

flat mat slab foundation system, designed and constructed in accordance with the requirements, 

recommendations, and design parameters provided in this report. 

 (2)  Subgrade Preparation and Fill Requirements.  The Design-Build Contractor 

shall comply with the floor slab system, subgrade preparation, and fill requirements specified in 

this report.  The mat slab foundations will, by design, be supported on-grade.  

Excavation/removal of existing soil, compaction requirements for the raw subgrade, fill, and 

backfill materials, and foundation and pavement material definitions shall be as specified 

herein.  Compaction shall be in accordance with the modified Proctor method (ASTM D 1557). 

  (3)  Pavement Sections.  The Design-Build Contractor shall provide separate 

subparagraphs for each pavement structure included in the project, using the pavement sections 

provided in this report as minimum sections.  The Design-Build Contractor shall use the UFCs 

cited herein and PCASE pavement design software to develop the final pavement designs, and 

shall present PCASE design output data tables in their report documentation for review by the 

Government.  Each pavement design shall include as a minimum the following items:  traffic 

types, road classifications and design indexes; subgrade strength values (CBR and modulus of 

subgrade reaction values for the specified compactive effort); pavement material thicknesses and 
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compaction requirements; and concrete flexural strength for designated time frame. 

  (4)  Exhibits to be Included in the Design-Build Contractor’s Foundation and 

Pavement Design Analysis.  The following exhibits shall be included in the Design-Build 

contractor’s Foundation and Pavement Design Analysis.  The Design-Build contractor may use the 

information provided in this report to partially satisfy these requirements, but shall supplement the 

information provided herein with additional subsurface drilling and testing, as described in the 

first paragraph of Section 5 of this report.  Required exhibits to be included with the Design-Build 

contractor’s Foundation and Pavement Design Analysis include: 

• Site Plan with Boring Locations and Legend; 
• Boring Logs; 
• Plasticity Chart; 
• Standard Penetration Tests versus Depth of Boring (if applicable); 
• Moisture Content versus Depth (Chart); 
• Moisture Content-Liquid Limit-Plastic Limit versus Depth (Chart); 
• Strength Tests Results versus Depth (Chart); 
• Tabulation of Laboratory Test Results (to include Boring Number, Sample Number, Depth, 

Laboratory Classification, Visual Descriptions, Grain Size Analysis (%Gravel, %Sand, 
%Fines), LL, PL, PI, MC, Unit Weight, and Strength Test Data;  

• Consolidation-Expansion Tests/Swell Pressure Tests (if applicable). 
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References: 
• TEAM Consultants, Incorporated Report No. 082032 
• UFC 3-220-03FA – Soils and Geology Procedures for Foundation Design of Buildings and 

Other Structures (Except Hydraulic Structures) 
• UFC 3-220-07 – Foundations in Expansive Soils 
• CESWD-ED-TS/G Criteria Letter, dated 29 January 1988 – Design Criteria for Ribbed Mat 

Foundations 
• SWDED-G Criteria Letter, dated 16 April 1987 – Criteria for Developing Geotechnical 

Design Parameters for SWD Ribbed Mat Design Methodology 
• UFC 3-250-01FA – Pavement Design for Roads, Streets, Walks, and Open Storage Areas 
• UFC 3-250-18FA – General Provisions and Geometric Design For Roads, Streets, Walks, 

and Open Storage Areas 
• Louisiana Department of Transportation and Development Standard Specifications for 

Roads and Bridges 
• SWD-AEIM Architectural-Engineering Manual 
• UFGS Guide Specifications For Construction 

 
 

FORT WORTH DISTRICT 
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STANDARD PENETRATION TEST BLOW COUNTS VS DEPTH
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SUMMARY OF LABORATORY TEST RESULTS

LABORATORY TESTING SERVICES

FORT POLK , LOUISIANA

Sample
Boring Sample Depth Visual Description & Percent Passing Sieve

No. No. (ft.) Unified Soil Classification (ASTM D-2488) #4 #10 #20 #40 #60 #80 #100 #200

8A2S-ESC-2 SPT-1 2.5 Reddish brown silty sand SM 100.0 100.0 100.0 98.6 82.1 49.7 41.3 29.3
SPT-2 5 Reddish brown silty sand SM 100.0 100.0 100.0 98.4 82.3 53.3 44.7 33.1
SPT-3 7.5 Reddish brown clayey sand SC 100.0 100.0 100.0 98.8 84.9 58.1 50.5 39.8
SPT-4 10 Reddish brown clayey sand SC 100.0 100.0 100.0 98.9 80.9 49.8 40.0 29.6
SPT-5 12.5 Reddish brown and tan silty sand SM 100.0 100.0 100.0 98.6 78.0 37.0 27.2 16.8
SPT-6 15 Light tan silty sand SM 100.0 100.0 100.0 98.4 81.3 35.9 24.5 17.1
SPT-7 17.5 Light tan silty sand SM 100.0 100.0 99.8 93.8 47.1 22.3 18.8 14.6
SPT-8 20 Tan and gray silty sand with clay SC-SM 100.0 100.0 99.9 96.7 87.6 83.2 81.4 48.9
SPT-9 22.5 Reddish brown clayey sand SC 100.0 100.0 98.4 85.3 57.1 46.1 44.5 42.9

SPT-10 25 Light tan sand with silt SP-SM 100.0 100.0 99.7 86.4 43.5 13.1 8.8 5.6
SPT-11 27.5 Light tan silty sand SP 100.0 100.0 100.0 71.4 21.0 8.1 5.8 3.8
SPT-12 30 Light tan sand with silt SP-SM 100.0 100.0 100.0 83.5 16.0 8.2 7.3 5.6
SPT-13 32.5 Light tan and reddish brown sand with silt SP-SM 100.0 99.8 95.8 70.0 18.1 11.0 10.0 7.8
SPT-14 35 Tan silty sand SM 100.0 99.8 99.5 97.8 86.1 58.1 45.0 21.7

H 35-40 Tan and light gray sandy clay CH 99.8 99.8 99.7 97.5 87.1 76.1 70.8 57.0
I 40-45 Tan and light gray clay CH 100.0 99.9 99.6 98.9 96.4 94.2 93.4 91.5
J 45-50 Tan and light gray clay CH 100.0 100.0 100.0 99.5 98.3 97.3 97.0 90.7
K 50-55 Tan and light gray clay CH 100.0 100.0 100.0 99.5 97.8 96.5 95.9 91.0
L 55-60 Light gray clay CH 100.0 100.0 100.0 99.7 98.9 97.6 96.3 87.3

8A2S-ESC-4 SPT-1 2.5 Reddish brown sand SP 99.8 99.7 99.6 96.2 68.8 28.7 19.2 3.7
SPT-2 5 Reddish brown clayey sand SC 99.6 99.5 99.4 97.7 79.9 57.4 52.2 42.7
ST-1 8-10 Reddish brown clayey sand SC 100.0 100.0 99.9 97.3 66.1 40.7 37.2 32.1

C 10-15 Reddish brown clayey sand SC 100.0 100.0 100.0 97.3 66.9 36.7 32.5 28.9
SPT-3 17.5 Reddish brown and tan silty sand with clay SC-SM 100.0 100.0 99.9 97.4 54.6 30.6 27.5 24.1
SPT-4 22.5 Red, tan and gray silty sand SM 100.0 100.0 100.0 98.7 69.1 30.4 25.1 22.2
SPT-5 23 Red, tan and gray silty sand SM 100.0 100.0 99.8 91.7 71.1 45.7 33.2 15.0
SPT-6 25 Tan and gray clayey sand SC 100.0 100.0 99.3 82.8 53.7 29.4 21.9 13.3
SPT-7 27.5 Light tan sand with silt SP-SM 100.0 100.0 99.9 94.5 40.9 10.9 8.8 5.7
SPT-8 30 Red, brown and tan silty sand SM 100.0 100.0 99.4 87.1 43.4 20.9 18.3 14.3
SPT-9 32.5 Tan and light gray clay CH 100.0 100.0 100.0 99.3 95.4 94.3 94.1 93.6

SPT-10 35 Tan and light gray clay CH 100.0 100.0 100.0 100.0 99.5 99.5 99.5 99.4
H 35-40 Tan and light gray clay CH 100.0 100.0 100.0 99.7 99.0 98.7 98.7 98.5
I 40-45 Tan and light gray clay CH 100.0 100.0 100.0 99.1 95.0 93.0 92.7 92.2

ST-5 48-50 Light tan clay with some sand CH 100.0 100.0 100.0 99.9 99.2 98.3 96.8 85.9
K 50-55 Light tan clay with some sand CH 100.0 100.0 99.9 99.8 98.9 97.5 96.4 86.7
L 55-60 Tan and light gray clay with sand CH 100.0 100.0 99.7 95.5 82.2 78.8 78.1 73.9
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SUMMARY OF LABORATORY TEST RESULTS

LABORATORY TESTING SERVICES

FORT POLK , LOUISIANA

Sample
Boring Sample Depth Visual Description & Percent Passing Sieve

No. No. (ft.) Unified Soil Classification (ASTM D-2488) #4 #10 #20 #40 #60 #80 #100 #200

10A2S-ESC-6 A 0-5 Reddish brown silty sand SM 99.8 99.5 99.3 97.8 79.3 52.1 45.0 33.3
B 5-10 Reddish brown silty sand with clay SC-SM 99.6 99.2 99.0 96.5 76.2 50.7 44.1 35.7

10A2S-ESC-10 A 0-5 Reddish brown silty sand SM 99.7 99.3 98.9 97.0 72.7 45.8 38.9 28.4
B 5-10 Reddish brown and tan silty sand with clay SC-SM 99.5 97.6 97.1 96.1 79.9 50.2 41.1 30.2

10A2S-ESC-11 A 0-5 Reddish brown and tan silty sand SM 100.0 99.9 99.8 97.6 73.6 45.5 37.1 27.2
B 5-10 Reddish brown, tan and gray silty sand with clay SC-SM 99.3 98.9 98.4 91.6 53.5 34.9 31.7 27.8

10A2S-ESC-12 A 0-5 Reddish brown and tan silty sand SM 99.2 98.8 98.5 96.5 73.9 49.0 43.1 31.7
B 5-10 Reddish brown and tan silty sand SM 99.0 98.4 98.2 96.6 65.9 35.7 33.4 27.5

EMERGENCY SERVICE CENTER
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Sample Moisture Unit Dry
Boring Sample Depth Visual Description & Content Weight Consolidation 

No. No. (ft.) Unified Soil Classification (ASTM D-2488) (%) (pcf) LL PL PI Test

8A2S-ESC-2 SPT-1 2.5 Reddish brown silty sand SM 9.0 ---
SPT-2 5 Reddish brown silty sand SM 11.0 ---
SPT-3 7.5 Reddish brown clayey sand SC 17.7 --- 38 13 25
SPT-4 10 Reddish brown clayey sand SC 14.3 --- 33 14 19
SPT-5 12.5 Reddish brown and tan silty sand SM 9.4 ---
SPT-6 15 Light tan silty sand SM 10.9 ---
SPT-7 17.5 Light tan silty sand SM 9.9 ---
SPT-8 20 Tan and gray silty sand with clay SC-SM 16.6 --- 20 15 5
SPT-9 22.5 Reddish brown clayey sand SC 16.5 --- 51 17 34

SPT-10 25 Light tan sand with silt SP-SM 6.3 ---
SPT-11 27.5 Light tan silty sand SP 5.1 ---
SPT-12 30 Light tan sand with silt SP-SM 16.3 ---
SPT-13 32.5 Light tan and reddish brown sand with silt SP-SM 21.2 ---
SPT-14 35 Tan silty sand SM 26.2 ---

H 35-40 Tan and light gray sandy clay CH 41.0 --- 57 19 38
I 40-45 Tan and light gray clay CH 44.5 --- 102 30 72
J 45-50 Tan and light gray clay CH 40.9 --- 77 27 50
K 50-55 Tan and light gray clay CH 42.0 --- 80 26 54
L 55-60 Light gray clay CH 21.5 --- 64 19 45

8A2S-ESC-4 SPT-1 2.5 Reddish brown sand SP 11.3 ---
SPT-2 5 Reddish brown clayey sand SC 16.6 --- 35 13 22
ST-1 8-10 Reddish brown clayey sand SC 14.9 112.7 28 14 14 *

C 10-15 Reddish brown clayey sand SC 14.5 --- 25 13 12
SPT-3 17.5 Reddish brown and tan silty sand with clay SC-SM 14.8 --- 21 15 6
SPT-4 22.5 Red, tan and gray silty sand SM 13.9 ---
SPT-5 23 Red, tan and gray silty sand SM 8.8 ---
SPT-6 25 Tan and gray clayey sand SC 6.8 --- 25 14 11
SPT-7 27.5 Light tan sand with silt SP-SM 8.4 ---
SPT-8 30 Red, brown and tan silty sand SM 19.9 ---
SPT-9 32.5 Tan and light gray clay CH 48.6 --- 116 31 85

SPT-10 35 Tan and light gray clay CH 43.9 --- 96 31 65
H 35-40 Tan and light gray clay CH 45.9 --- 82 26 56
I 40-45 Tan and light gray clay CH 41.6 --- 91 29 62

ST-5 48-50 Light tan clay with some sand CH 18.1 112.3 53 15 38 *
K 50-55 Light tan clay with some sand CH 18.4 --- 56 17 39
L 55-60 Tan and light gray clay with sand CH 32.5 --- 55 20 35

Non-Plastic

Non-Plastic

Non-Plastic

EMERGENCY SERVICE CENTER
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*  See attached "Laboratory Test Data Sheets" for Consolidation Test Results
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Sample Moisture Unit Dry
Boring Sample Depth Visual Description & Content Weight Consolidation 

No. No. (ft.) Unified Soil Classification (ASTM D-2488) (%) (pcf) LL PL PI Test

10A2S-ESC-6 A 0-5 Reddish brown silty sand SM 10.4 ---
B 5-10 Reddish brown silty sand with clay SC-SM 14.1 --- 19 13 6

10A2S-ESC-10 A 0-5 Reddish brown silty sand SM 7.3 ---
B 5-10 Reddish brown and tan silty sand with clay SC-SM 12.9 --- 18 13 5

10A2S-ESC-11 A 0-5 Reddish brown and tan silty sand SM 10.2 ---
B 5-10 Reddish brown, tan and gray silty sand with clay SC-SM 12.6 --- 20 14 6

10A2S-ESC-12 A 0-5 Reddish brown and tan silty sand SM 11.7 ---
B 5-10 Reddish brown and tan silty sand SM 12.3 --- Non-Plastic

Non-Plastic

LABORATORY TESTING SERVICES

Limits

SUMMARY OF LABORATORY TEST RESULTS

Non-Plastic

Non-Plastic

Atterberg
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SUMMARY OF LABORATORY TEST RESULTS

LABORATORY TESTING SERVICES
EMERGENCY SERVICE CENTER

FORT POLK , LOUISIANA

Sample Moisture Unit Dry Confining Strain @
Boring Sample Depth Visual Description & Content Weight Pressure Q Failure Type

No. No. (ft.) Unified Soil Classification (ASTM D-2488) (%) (pcf) (tsf) (tsf) (%) Failure

8A2S-ESC-2 SPT-1 2.5 Reddish brown silty sand SM 9.0 --- --- --- ---
SPT-2 5 Reddish brown silty sand SM 11.0 --- --- --- ---
SPT-3 7.5 Reddish brown clayey sand SC 17.7 --- --- --- ---
SPT-4 10 Reddish brown clayey sand SC 14.3 --- --- --- ---
SPT-5 12.5 Reddish brown and tan silty sand SM 9.4 --- --- --- ---
SPT-6 15 Light tan silty sand SM 10.9 --- --- --- ---
SPT-7 17.5 Light tan silty sand SM 9.9 --- --- --- ---
SPT-8 20 Tan and gray silty sand with clay SC-SM 16.6 --- --- --- ---
SPT-9 22.5 Reddish brown clayey sand SC 16.5 --- --- --- ---

SPT-10 25 Light tan sand with silt SP-SM 6.3 --- --- --- ---
SPT-11 27.5 Light tan silty sand SP 5.1 --- --- --- ---
SPT-12 30 Light tan sand with silt SP-SM 16.3 --- --- --- ---
SPT-13 32.5 Light tan and reddish brown sand with silt SP-SM 21.2 --- --- --- ---
SPT-14 35 Tan silty sand SM 26.2 --- --- --- ---

H 35-40 Tan and light gray sandy clay CH 41.0 --- --- --- ---
I 40-45 Tan and light gray clay CH 44.5 --- --- --- ---
J 45-50 Tan and light gray clay CH 40.9 --- --- --- ---
K 50-55 Tan and light gray clay CH 42.0 --- --- --- ---
L 55-60 Light gray clay CH 21.5 --- --- --- ---

8A2S-ESC-4 SPT-1 2.5 Reddish brown sand SP 11.3 --- --- --- ---
SPT-2 5 Reddish brown clayey sand SC 16.6 --- --- --- ---
ST-1 8-10 Reddish brown clayey sand SC 14.9 112.7 0.562 2.359 2.5 Vertical

C 10-15 Reddish brown clayey sand SC 14.5 --- --- --- ---
SPT-3 17.5 Reddish brown and tan silty sand with clay SC-SM 14.8 --- --- --- ---
SPT-4 22.5 Red, tan and gray silty sand SM 13.9 --- --- --- ---
SPT-5 23 Red, tan and gray silty sand SM 8.8 --- --- --- ---
SPT-6 25 Tan and gray clayey sand SC 6.8 --- --- --- ---
SPT-7 27.5 Light tan sand with silt SP-SM 8.4 --- --- --- ---
SPT-8 30 Red, brown and tan silty sand SM 19.9 --- --- --- ---
SPT-9 32.5 Tan and light gray clay CH 48.6 --- --- --- ---

SPT-10 35 Tan and light gray clay CH 43.9 --- --- --- ---
H 35-40 Tan and light gray clay CH 45.9 --- --- --- ---
I 40-45 Tan and light gray clay CH 41.6 --- --- --- ---

ST-5 48-50 Light tan clay with some sand CH 18.1 112.3 3.062 4.040 5.4 Internal
K 50-55 Light tan clay with some sand CH 18.4 --- --- --- ---
L 55-60 Tan and light gray clay with sand CH 32.5 --- --- --- ---
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SUMMARY OF LABORATORY TEST RESULTS

LABORATORY TESTING SERVICES
EMERGENCY SERVICE CENTER

FORT POLK , LOUISIANA

Sample Moisture Unit Dry Confining Strain @
Boring Sample Depth Visual Description & Content Weight Pressure Q Failure Type

No. No. (ft.) Unified Soil Classification (ASTM D-2488) (%) (pcf) (tsf) (tsf) (%) Failure

10A2S-ESC-6 A 0-5 Reddish brown silty sand SM 10.4 --- --- --- ---
B 5-10 Reddish brown silty sand with clay SC-SM 14.1 --- --- --- ---

10A2S-ESC-10 A 0-5 Reddish brown silty sand SM 7.3 --- --- --- ---
B 5-10 Reddish brown and tan silty sand with clay SC-SM 12.9 --- --- --- ---

10A2S-ESC-11 A 0-5 Reddish brown and tan silty sand SM 10.2 --- --- --- ---
B 5-10 Reddish brown, tan and gray silty sand with clay SC-SM 12.6 --- --- --- ---

10A2S-ESC-12 A 0-5 Reddish brown and tan silty sand SM 11.7 --- --- --- ---
B 5-10 Reddish brown and tan silty sand SM 12.3 --- --- --- ---
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TEAM Consultants, Inc.

Geotechnical, Environmental, Construction Materials Testing

Type of specimen: Undisturbed Before Test After Test

Diam. 2.50 in. Ht. 0.502 in. Water Content, wo 14.95% Wf 14.62%

Overburden Pressure, Po T/sq. ft. Void Ratio, eo 0.4956 ef 0.4098

Preconsol. Pressure, Pc T/sq. ft. Saturation, So 81.4% Sf 96.3%

Compression Index, Cc Dry Density, γd 112.7 lb/ft3

Classification Reddish brown clayey sand

LL 28 Gs 2.700 (assumed) Project
Fort Polk Emergency Service Center

PL 14

Remarks Team Project No.: 082032

Boring No:8A2S-ESC-4 Sample No.: ST-1

Depth: 8-10' Date: 5/9/08

CONSOLIDATION TEST REPORT
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TEAM Consultants, Inc.

Geotechnical, Environmental, Construction Materials Testing

Type of specimen: Undisturbed Before Test After Test

Diam. 2.50 in. Ht. 0.504 in. Water Content, wo 18.11% Wf 17.80%

Overburden Pressure, Po T/sq. ft. Void Ratio, eo 0.4998 ef 0.4796

Preconsol. Pressure, Pc T/sq. ft. Saturation, So 97.8% Sf 100.2%

Compression Index, Cc Dry Density, γd 112.3 lb/ft3

Classification Light tan clay with some sand

LL 53 Gs 2.700 (assumed) Project
Fort Polk Emergency Service Center

PL 15

Remarks Team Project No.: 082032

Boring No:8A2S-ESC-4 Sample No.: ST-5

Depth: 48-50' Date: 5/9/08

CONSOLIDATION TEST REPORT
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APPENDIX D 
 
 

DYNAMIC CONE PENETROMETER (DCP) TESTING DATA PLOTS 
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DCP TEST DATA
Project: Emergency Service Center

Feature: 10A2S-ESC-5 
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APPENDIX E 
 
 

MAT FOUNDATION DESIGN CRITERIA 
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APPENDIX B 
 

LIST OF DRAWINGS 
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Project No.: 101228.19 LOCATION: Ft. Polk, La.

Updated: 9/29/10 X

Submittal: Final RFP 

Due Date: Sept. 28, 2010  

Remarks: 

DRAWING

FILE NAME

CALS FILE 

NAME

SEQ. 

NO.

SJEET 

NO.

SHEET TITLE

fpfaescg-001iod 1 G-001 TITLE AND INDEX X Merrick

fpfaescg-002plm 2 G-002 PROJECT LOCATION PLAN X

fpfaescc-101dm1 3 C-101 SITE DEMOLITION PLAN X

fpfaescc-102dm2 4 C-102 EXISTING FIRE STATION DEMOLITION PLAN X

fpfaescc-103lay 5 C-103 SITE LAYOUT PLAN X

fpfaescc-104pav 6 C-104 PAVING PLAN X

fpfaescc-105utl 7 C-105 UTILITY SITE PLAN X

fpfaescc-501pdx 8 C-501 PAVING DETAILS X

fpfaescc-502udx 9 C-502 UTILITY DETAILS X

fpfaescc-503sdx 10 C-503 SANITARY SEWER DETAILS X

fpfaescc-504dm1 11 C-504 HANDICAPPED PARKING PLAN AND DETAILS X

fpfaescc-505dm2 12 C-505 DUMPSTER ENCLOSURE PLAN AND DETAILS X

fpfaescc-506sgd 13 C-506 SWING GATE DETAILS X

fpfaescc-507ecd 14 C-507 TEMPORARY EROSION SEDIMENT AND WATER POLLUTION 

CONTROL MEASURES

X

fpfaesces-101ecx 15 ES-101 ELECTRICAL/COMMUNICATIONS SITE PLAN X

16 A-101 CONCEPTUAL FLOOR PLAN X Merrick

17 A-201 CONCEPTUAL ELEVATIONS I X Merrick

18 A-202 CONCEPTUAL ELEVATIONS II X Merrick

19 A-301 CONCEPTUAL RENDERINGS X Merrick

fpfaesce-101scp 20 E-101 SECURITY CAMERA LAYOUT PLAN X

fpfaesce-102ssp 21 E-102 FIRST-IN ALERT SYSTEM LAYOUT PLAN X

FIRE AND EMERGENCY SERVICES CENTER
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APPENDIX C 
UTILITY CONNECTIONS 

 
Reference Appendix J 
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APPENDIX D 
 

Results of Fire Flow Tests 
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Below is the fire flow data collected on July 21, 2011 at three of the fire hydrant locations on 
the site. 

 
Hydrant- TRA 1 
Location- Missouri Ave. 
Hydrant is on a 6" main. 
Flow (GPM) 2454gpm (@20psi=4827) 
Static Pressure- 62psi 
Residual Pressure- 50psi (with two hydrants open TRA 1 and TRA 3) 

 
Hydrant-TRA 2 
Location- Missouri Ave. 
Hydrant is on a 6" main. 
Flow (GPM) 1210gpm (@20psi=3819) 
Static Pressure- 62psi 
Residual Pressure- 57psi( with only one hydrant TRA 1 open) 

 
Hydrant- TRA 3 
Location- Missouri Ave and Louisiana Ave 
Hydrant is on a 8" main 
Flow (GPM)- 1210gpm (@20psi=3719) 
Static Pressure- 60 
Residual Pressure- 55psi(with two hydrants open TRA 1 and TRA 2) 

W9126G-12-U-1005-0014Section: APPENDIX D

Wednesday, January 02, 2013

Page 439 of 1083



 
 

 
 

 
 
 
 
 
 

I 
I 

I 
/ 

/ 
/ 

/ 
/ 

/ 
/ 

/ 
/ 

/ 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 
I 

I 
I 
I 

I 
I 

I 
I 
I 

 

 
 
 
 
 
 

14TH 
STREET 

 

 

TRADITIONS CIR . 
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APPENDIX E 
 

ENVIRONMENTAL INFORMATION 
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APPENDIX G 
 

CADD SYSTEM AND BUILDING INFORMATION MODELING (BIM) 

Section: APPENDIX G W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 463 of 1083



CADD System and Building Information Modeling (BIM) 
 
All CADD files shall be fully compatible with Bentley Systems Micro Station. Save all design CADD files to 
be compatible with Bentley Systems Micro Station. If BIM is used, all submitted BIM Models and 
associated Facility Data shall be fully compatible with Bentley BIM file format and the USACE Bentley 
BIM v8 Workspace. Contractor shall select BIM application(s) and software(s) but all submitted BIM 
Models and associated Facility Data shall be fully compatible with any of the following file formats: 
Bentley BIM v8 with associated USACE Bentley BIM v8 Workspace. All submitted BIM Models and 
associated Facility Data shall be fully compatible with Bentley BIM v8 with associated USACE Bentley 
BIM v8 Workspace. BIM Files and data shall also be compatible with Bentley Systems Micro station. 
 

(a) CAD Data Final File Format: During the design development the Contractor shall capture 
georeferenced coordinates of all changes made to the existing site (facility footprint, utility line 
installations and alterations, roads, parking areas, etc). There is no mandatory methodology for 
how the geo-referenced coordinates will be captured, however, Engineering and Construction 
Bulletin No. 2006-15, Subject: Standardizing Computer Aided Design (CAD) and Geographic 
Information Systems (GIS) Deliverables for all Military Design and Construction Projects identifies 
the format for final as-built drawings and data sets to be delivered to the Government. Closeout 
requirements at the as-built stage require final geo-referenced GIS Database of new facilities 
along with all exterior modifications. The Government will incorporate this data set into the 
Installation’s GIS Master plan or Enterprise GIS System. CADD drawings shall be prepared in 
accordance with the applicable general and discipline-specific provisions for drawing formats, 
level/layer assignments, line colors, line weights, and line types of the TSC-01 (A/E/C CADD 
Standards), JRTC & FP Regulation Sustainment Requirements for Fort Polk, Geographic 
Information System (GIS), and Survey Monumentation (available from the Corps of Engineers' 
Fort Polk Resident Office or the Fort Polk DPW), The CADD standards, including seed/prototype 
files containing the Government's preset standard settings and electronic reference files 
containing the Government's standard border/title block sheets, are located at the following Web 
site: http://tsc.wes.army.mil/products/standards/aec/aecstdweb.asp. Mark modifications to 
Contract drawings in accordance with the Fort Worth District's procedures for drawing 
modifications, which can be found in the document "CONSTRUCTION SOLICITATION, 
AMENDMENT, AWARD AND MODIFICATION PROCEDURES FOR DRAWINGS" located at 
http://www.swf.usace.army.mil/, then click on Organization, then Engineering and Construction 
Division, then Contract Administration, then the link "Amendment & Final Contract Award 
Specifics" ( http://www.swf.usace.army.mil/pubdata/EC/eca/amendments.asp). The Contractor 
shall submit a written request for approval of any deviations from the Government's established 
CADD standards. Deviations will not be permitted unless prior written approval of such deviations 
has been received from the Government. 

 
(b) Electronic Drawing Files: In addition to the native CAD design files, provide separate electronic 

drawing files (in editable CAD format and Adobe Acrobat PDF version 7.0 or higher) for each 
project drawing. 

 
(c) Each file (both CAD and PDF) shall represent one complete drawing from the drawing set, 

including the date, submittal phase, and border. Each drawing file shall be completely 
independent of any data in any other file, including fonts and shapes not included with the basic 
CAD software program utilized. Drawing files with external references or special fonts are not 
acceptable. All displayed graphic elements on all levels of the drawing files shall be part of the 
project drawing image. The drawing files shall not contain any graphic element that is not part of 
the drawing image. 

 
(d) Data Standards: Spatial Data Standard for Facilities, Infrastructure and Environment (SDSFIE) 

current release shall be followed for Geospatial database structure and attributes to allow for data 
integration.  CADD data shall be documented according to the current release of the Architecture, 
Engineering and Construction (AEC)/CADD standards.  All GIS and CADD data will be 
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documented in accordance with the Federal Geographic Data Committee (FGDC) Content 
Standards for Digital Geospatial Metadata. 

 
(e) Drawing Index: Provide an index of drawings sheet in CAD as part of the drawing set, and an 

electronic list in Microsoft Excel of all drawings on the CD. Include the electronic file name, the 
sheet reference number, the sheet number, and the sheet title, containing the data for each 
drawing. 

 
(f) Hard Copies: Plot submitted hard copy drawings directly from the “electronic drawing files” and 

copy for quantities and sizes indicated in the distribution list at the end of this specification 
section. The Designers of Record shall stamp and sign original hard copy sheets as Released for 
Construction, and provide copies for distribution from this set. 

 

(g) Coordinate System Projection and Datum: All GIS data shall use the Universal Transverse 

Mercator Zone 15 North projection, World Geodetic System of 1984 (WGS84) datum, and the 

North American Vertical Datum of 1988 (NAVD88) using Metric as the working units to ensure 

data alignment and accuracy.   

CADD data shall be geo-referenced in the State Plane Coordinate System 1983, using the North 

American 1983 Geodetic Datum with Survey Feet as the working units.  The projection, datum 

and coordinate system must be defined and then documented in the metadata for both CADD 

and GIS and provided whenever the data is distributed. 

 
(h) CADD & GIS Deliverables: All CADD deliverables of As-built drawings shall be delivered in a 

Micro Station V8 .DGN format utilizing survey feet for the working units.  A seed file can be 

obtained from the Fort Polk DPW CADD/GIS Center (337-531-6846). GIS deliverables shall be 

delivered in current GeoMedia file format or an Arc View shape file format. 

 

 

 

 

 

 

 

 

  

Section: APPENDIX G W9126G-12-U-1005-0014
Page 465 of 1083

Wednesday, January 02, 2013



APPENDIX H 
 

EXTERIOR SIGNAGE 
 
 
 

Please refer to attached link: 

http://corpslakes.usace.army.mil/employees/sign/manual.cfm 
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APPENDIX I 
 

Acceptable Plants List 
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The following list is of Recommended Herbaceous species for Fort Polk. 

Prepared by Dr. Charles M. Allen; 531-7535; charles.m.allen1@us.army.mil 

Dec 10, 2009 

 

 

Agave (Manfreda virginica) 

Arum, Arrow (Peltandra virginica) wet 

Aster (Aster, Symphyotrichum) spp. 

Aster, Stokes (Sokesia laevis) 

Barbara’s Buttons (Marshallia caespitosa, graminifolia, trinervia) 

Beardtongue (Penstemon digitalis, laxiflorus, murrayanus, tenuis) 

Bear’s Foot (Polymnia (Smallanthus) uvedalia) 

Bedstraw (Galium circaezans, uniflorum) shade 

Bee Balm (Monarda fistulosa) spice, butterfly 

Begarticks (Bidens) 

Berry, Partridge (Mitchella repens) shade 

Bishopweed, Mock (Ptilimnium costatum) wet 

Blackeyed Susan (Rudbeckia grandiflora, hirta, laciniata, maxima, scabrifolia, subtomentosa, 

texana)   

Blanket, Indian Gaillardia aestivalis red and yellow flavovirens 

Bluestar Amsonia spp. Wet 

Boneset (Eupatorium perfoliatum) 

Brier, Sensitive (Mimosa (Schrankia) hystricina, microphylla, nuttallii) 

Bunchflower (Melianthium virginicum) 

Bush Mint (Hyptis alata) 

Cardinal Flower (Lobelia cardinalis) wet 

Catchfly, Louisiana (Silene subciliata) 

Clover, Prairie (Dalea candida-white, purpurea-purple) 

Comfrey, Wild (Cynoglossum virginianum) shade 

Compass Plant (Silphium laciniatum) 

Coneflower, Pale Purple (Echinacea pallida) nectar 

Coneflower, Purple (Echinacea purpurea) nectar 

Cowbane (Oxypolis filiformis, rigidior) butterfly 

Dutchman’s Pipe (Pipevine) (Aristolochoia serpentaria) butterfly 

Elephant’s Foot Elephantopus carolinianus, elatus, nudatus, tomentosus shade ground cover 

Eryngo, Blue Eryngium integrifolium/hookeri/leavenworthii  

Featherbells (Stenanthium gramineum) 

Fleabane, Daisy Erigeron pulchellus, strigosus 

Goat’s rue (Tephrosia virginiana) 

Goldenaster, grassleaved (Pityopsis graminifolia) 

Goldenaster, Maryland (Chrysopsis marilandica) 

Goldenrod (Soldago caesia, odora, nitidum, rugosa) nectar  

Grass, Blue eyed (Sisyrinchium spp) annual 

Heal All (Prunella vulgaris) 

Hoarypea, Multibloom (Tephrosia onobrychoides) 

Horsemint (Monarda punctata) spice, butterfly 

Indian Pink (Spigelia marilandica) shade 

Indigo, False Baptisia alba, bracteata, sphaerocarpa -australis 
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Ironweed (vernonia gigantean, texana) nectar 

Jack in the pulpit Arisaema triphyllum shade 

Jimson weed (Datura stramonium) hummingbird moth 

Joepyeweed (Eupatorium fistulosum) nectar 

Lily, Carolina (Lilium michauxii) 

Lizard’s tail (Saururus cernuus) wet 

Lobelia Lobelia appendiculata, puberula 

Lousewort (Pedicularis canadensis) 

Mallow (Hibiscus aculeatus, laevis, moscheutos) butterfly  

Mallow, Saltmarsh (Kosteletzyka virginica) 

Manroot (Ipomoea pandurata) 

Mayapple (Podophyllum peltatum) edible 

Maypop (Passion Vine) (Passiflora incarnata, lutea) butterfly, edible 

Meadow Beauty (Rhexia alifanus, lutea, mariana, petiolata, virginica) 

Meadow Rue (Thalictrum dasycarpum) 

Milkweed Asclepias perennis, viridis butterfly 

Milkweed, Butterfly Asclepias tuberosa butterfly, nectar 

Monkey Flower (Mimulus alatus) wet  

Mountain Mint (Pycnanthemum albescens, muticum, tenuifolium) butterfly, spice, Tea, nectar 

Obedient Plant (Physostegia angustifolia, digitalis) 

Partridge Pea (Cassia (Chamaecrista) fasciculate, nictitans) butterfly annual 

Petunia, Wild (Ruellia carolinensis, humilis, pinetorum)  

Phlox (Phlox divaricata-shade, drummondii-annual, pilosa, paniculata)  

Pickeral Weed (Pontederia cordata) wet 

Plaintain, Indian Cacalia (Arnoglossum) ovata 

Pinewoods Lily Alophia drummondii 

Poke (Phytolacca americana) 

Powderpuff, Yellow (Neptunia lutea, pubescens) 

Primrose, Evening (Oenothera biennis, pilosella) 

Queen’s Delight (Styllingia sylvatica) 

Rosinweed (Silphium asteriscus, gracile, radula)  

Sage, Blue (Salvia azurea) 

Salvia, Lyreleaf (Salvia lyrata) 

Skullcap (Tractor Seat) (Scutellara elliptica, integrifolia, ovate) 

Snakeroot, Black (Sanicula canadensis) 

Snakeroot, Button (Rattlesnake Master) Eryngium yuccifolium) 

Snakeroot, Sampson (Psoralea psoralioides, simplex)  

Solomon’s Seal (Polygonatum biflorum) edible 

Sorrel, Wood (Oxalis violacea) edible 

Spiderlily (Hymenocallis spp) 

Spiderwort (Tradsecantia spp.) 

Spurge, Flowering Euphorbia corollata 

Squarehead, Louisiana (Tetragonotheca ludoviciana) 

Star, Blazing (Liatris acidota, aspera, elegans, pycnostachya, spicata, squarrosa, squarrulosa)  

Star, Texas (Hibiscus coccineus) hummingbird 

Sunflower (Helianthus angustifolius, hirsutus, mollis, silphioides) 

Thalia, Powdery, (Thalia dealbata) wet 

Thistle Cirsium horridulum etc. butterfly, nectar, hummingbird, edible 
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Thoroughwort Eupatorium album, leucolepis, rotundifolium etc. 

Tickseed Coreopsis lanceolata pubescens (spring) tripteris (fall) tinctoria annual 

Vervain (Verbena candensis homestead purple) 

Violet (Viola spp.) 

Violet, Walter’s (Viola walterii)  

Waterleaf, Blue Hydrolea ovata wet 

Woolywhite (Hymenopappus scabiosaeus) 

Winecup (Poppy Mallow) Callirhoe papaver 

Yam, Wild (Dioscora villosa)  

 

 

 

 

 

Graminoids (Grass/Sedge/Rush) 

Basketgrass (Oplismenus hirtellus) 

Bluestem, Big (Andropogon gerardii) 

Bluestem, Little (Schizachyrium scoparium) 

Bluestem, Slender (Schizachyrium tenerum) 

Broomsedge (Andropogon glomeratus/ternarius/virginicus) 

Caric Sedge (Carex spp)  spring, summer 

Flatsedge (Cyperus) 

Gama, Eastern (Tripsacum dactyloides) 

Indiangrass (Sorghastrum nutans) 

Jumpseed, Pinewoods (Sporobolus junceus) 

Melic Grass (Melica mutica) 

Muhly Grass (Muhlenbergia capillaris) 

Nutrush (Scleria) 

Oats, Inland Sea (River) Chasmanthium latifolium 

Panicum, Beaked (Panicum anceps) 

Paspalum, Florida Paspalum floridanum 

Plumegrass (Erianthus (Saccharum) giganteus) 

Purpletop (Tridens flavus) 

Rosettegrass Dichanthelium some species shade 

Rush (Juncus coriaceus, effusus) 

Sedge, white Topped Dichromena (Rhynchospora) latifolia) 

Speargrass (Piptochaetum (Stipa) avenaceum) 

Switchgrass (Panicum virgatum) 

Toothache Grass (Ctenium aromaticum)  

 

 

Ferns 

Ebony Spleenwort (Aspelnium platyneuron) Evergreen 

Lady Fern (Athyrium felix-femina) 

Sensitive fern (Onoclea sensibilis) 

Cinnamon Fern (Osmunda cinnamomea) 

Royal Fern (Osmunda regalis) 

Broad Beech Fern (Phegopteris hexagonotera) 
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Christmas Fern (Polystichum acrostichoides) evergreen 

Southern Shield Fern (Thelypteris kunthii) 

Netted Chain Fern (Woodwardia aerolata 

Virginia Chain Fern (Woodwardia virginica) 

W9126G-12-U-1005-0014Section: APPENDIX I

Wednesday, January 02, 2013

Page 471 of 1083



Prepared by Dr. Charles M. Allen; 531-7535; charles.m.allen1@conus.army.mil 

March 30, 2009 

The following list is of Recommended Shrub species for Fort Polk. 

Shrubs that are Native and thus Preferred: 

Arrowwood Viburnum dentatum 

Buckeye, Red Aesculus pavia 

Buckthorn, Carolina Rhamnus (Frangula) caroliniana  

Buttonbush Cephalanthus occidentalis  

Cherry-Laurel Prunus caroliniana  

Dogwood, Rough-leaf Cornus drummondii 

Fringetree Chionanthus virginicus 

Hawthorn, Green  Crataegus viridis 

Hawthorn, Parsley Crataegus marshallii 

Holly, Deciduous Ilex decidua 

Hoptree Ptelea trifoliata  

Huckleberry, Summer (Elliott’s Blueberry) Vaccinium elliottii 

Mayhaw Crataegus opaca 

palmetto Sabal minor 

Pawpaw Asimina triloba  

Silverbell Halesia diptera 

Snowbell, American Styrax americanus  

Snowbell, bigleaf  Styrax grandifolia 

Southern Crabapple Malus angustifolia 

Stick, Devil’s Walking Aralia spinosa  

Sumac, Smooth Rhus glabra 

Sumac, winged Rhus copallina 

Titi, White Cyrilla Ctrilla racemiflora 

Viburnum, Blackhaw Viburnum rufidulum 

Viburnum, Possumhaw Viburnum nudum  

Virginia Willow Itea virginica 

Wax Myrtle (bayberry) Myrica cerifera 

Yaupon Ilex vomitoria 

Shrubs that are Acceptable (Not Native): 

boxwood Buxus sempervirens 

Tree, Chaste Vitex agnus-castus 

Myrtle, Crape Lagerstroemia indica 

Hawthorn, Indian Raphiolepis indica 

Japanese Maple Acer palmatum  

Loquat Eriobotrya japonica  

Mulberry, Paper Broussonetia papyrifera  

Thorn, Jerusalem Parkinsonia aculeate 

Gardenias Gardenia 

Camellias Camellia 

Palms several genera 

Junipers Juniperus 
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Trees that are Native and thus Preferred 

 

Ash, Green Fraxinus pennsylvanica  

Ash, White Fraxinus americana  

Baldcypress Taxodium distichum  

Bay, Red Persea borbonia  

Beech, American Fagus grandifolia  

Birch, River Betula nigra  

Boxelder Acer negundo  

Catalpa Catalpa bignonioides  

Cherry, Black Prunus serotina 

Cottonwood, Eastern Populus deltoides  

Dogwood, Flowering Cornus florida  

Elm, American Ulmus americana  

Elm, Cedar Ulmus crassifolia 

Elm, Slippery Ulmus rubra 

Elm, Winged Ulmus alata  

Gum, Black Nyssa sylvatica  

Gum, Sweet Liquidambar styraciflua 

Gum, Tupelo Nyssa aquatica 

Hackberry Celtis laevigata  

Holly, American Holly Ilex opaca  

Hophornbeam, Eastern Ostrya virginiana  

Huckleberry, Tree (Winter) Vaccinium arboreum  

Ironwood Carpinus caroliniana  

Locust, Black (Robinia pseudoacacia) 

Locust, Honey (Gleditsia triacanthos) 

Magnolia, Southern Magnolia grandiflora  

Magnolia, Sweetbay Magnolia virginiana  

Maple, Drummond Red  Acer rubrum var. drummondii 

Maple, Red  Acer rubrum var. rubrum 

Maple, Silver Acer saccharinum  

Maple, Sugar Acer saccharum  

Mulberry, Red Morus rubra 

Oak, Cherrybark Quercus pagoda 

Oak, Live Quercus virginiana  

Oak, Nuttall Quercus texana 

Oak, Shumard Quercus shumardii  

Oak, Southern Red Quercus falcata  

Oak, Swamp Chestnut (Cow) Quercus michauxii  

Oak, Water Quercus nigra  

Oak, White Quercus alba  

Oak, Willow Quercus phellos  

Pecan Carya illinoinensis  

Persimmon Diospyros virginiana  

Pine, Loblolly Pinus taeda  

Pine, Longleaf Pinus palustris  

Pine, Shortleaf Pinus echinata  
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Plum, Mexican Prunus mexicana  

Redbud, Eastern  Cercis canadensis  

Redcedar, Eastern  Juniperus virginiana  

Sassafras Sassafras albidum  

Serviceberry Amelanchier arborea  

Sourwood Oxydendrum arboreum  

Sycamore Platanus occidentalis  

Willow, Black Salix nigra  

Yellow-Poplar (tulip poplar) Liriodendron tulipifera  
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Trees that are Acceptable (Not Native)  

 

Ash, Arizona Fraxinus velutina  

Elm, Chinese Ulmus parvifolia  

Elm, Siberian Ulmus pumila 

Gingko Gingko biloba  

Magnolia, Saucer Magnolia soulangiana  

Pine, Slash Pinus elliottii  

Pine, Spruce Pinus glabra  

Pistachio, Chinese Pistacia chinensis  

Tree, Chinese Parasol Firmiana simplex  

Tree, Golden Rain Koelreuteria bipinnata  

Willow, Weeping Salix babylonoica 
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Prepared by Dr. Charles M. Allen; 531-7535; charles.m.allen1@conus.army.mil 

March 30, 2009 

 

The following list is of species that are invasive on Fort Polk or are reported to be invasive in the 

area.  These species should not be considered for planting on Fort Polk. 

 

Invasive Tree Species:  Do Not Plant! 

 

Chinaberry Melia azedarach  

Mimosa Albizia julibrissin  

Oak, Sawtooth Quercus acutissima  

Pear, Bradford  Pyrus calleryana  

Tree of Heaven Ailanthus altissima 

Tree, Camphor  Cinnamomum camphora  

Tree, Chinese Tallow (Chicken Tree) Sapium sebiferum (Triadicia sebifera) 

Tree, Golden Rain Koelreuteria paniculata 

Tree, Tung Oil Aleurites (Vernicia) fordii  

 

Invasive Shrub species: Do Not Plant 

Bamboo, golden Phyllostachys aurea 

Cedar, Salt Tamarix spp. 

Eye, Hen’s Ardisia crenata 

Holly, Burford Ilex cornuta 

Lespedeza, shrubby  Lespedeza bicolor 

Ligustrum, Wax Ligustrum licidum. japonicum, vulgare 

Nandina Nandina domestica 

olive, thorny/autumn Elaeagnus puungens/umbellata 

Privet, Chinese Ligustrum sinense 

Rose, Multiflora Rosa multiflora 

 

Invasive Vine Species: Do Not Plant 

bigleaf periwinkle Vinca major 

catclawvine Macfadyena unguis-cati 

Chinese wisteria Wisteria sinensis 

English ivy Hedera helix 

Japanese climbing fern Lygodium japonicum 

Japanese honeysuckle Lonicera japonica 

Japanese knotweed Polygonum cuspidatum 

kudzu Pueraria montana var. lobata 

 

Invasive Grass/Sedge Species Do Not Plant 

cogon grass Imperata cylindrica/brasiliensis 

dallisgrass Paspalum dilatatum 

fragrant flatsedge Cyperus odoratus 

giant reed Arundo donax 

glenwoodgrass Sacciolepis indica 

Invasive Grass/Sedge Species (Cont.): Do Not Plant  

haspan flatsedge Cyperus haspan 
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itchgrass Rottboellia cochinchinensis 

Japanese stiltgrass Microstegium vimineum 

Johnsongrass Sorghum halepense 

King Ranch Bluestem Bothriochloa ischaemum  

nutgrass Cyperus rotundus 

Paraguayan windmill grass Chloris canterai 

poorland flatsedge Cyperus compressus 

redroot flatsedge Cyperus erythrorhizos 

ricefield flatsedge Cyperus iria 

smut grass  Sporobolus indicus 

strawcolored flatsedge  Cyperus strigosus 

tapertip flatsedge Cyperus acuminatus 

torpedo grass Panicum repens  

Uruguayan pampas grass Cortaderia selloana 

variable flatsedge Cyperus difformis 

Vasey's grass Paspalum urvillei 

weeping lovegrass Eragrostis curvula 

yellow nutsedge Cyperus esculentus 

 

Invasive Forb Species: Do Not Plant 

air yam Dioscorea bulbifera 

bitterweed Helenium amarum 

Brazilian vervain Verbena brasiliensis 

bull thistle Cirsium vulgare 

chamber bitter Phyllanthus urinaria 

Chinese lespedeza Lespedeza cuneata 

elephant's ear Colocasia esculenta 

hairy catsear Hypochaeris radicata 

hairy crabweed Fatoua villosa  

Japanese clover Kummerowia striata 

nodding plumeless thistle Carduus nutans 

prickly lettuce Lactuca serriola 

rough cocklebur Xanthium strumarium 

Spanish needles Bidens bipinnata 

sweet clover Melilotus indica 

tropical soda apple Solanum viarum 

windowbox woodsorrel Oxalis rubra 

 

Invasive Aquatic Species: Do Not Plant 

Brazilian waterweed Egeria densa  

common water hyacinth Eichhornia crassipes 

kariba-weed Salvinia molesta 

waterthyme Hydrilla verticillata 
 

 

W9126G-12-U-1005-0014Section: APPENDIX I

Wednesday, January 02, 2013

Page 477 of 1083



S
ec

tio
n:

 A
P

P
E

N
D

IX
 J

W
91

26
G

-1
2-

U
-1

00
5-

00
14

W
ed

ne
sd

ay
, J

an
ua

ry
 0

2,
 2

01
3

P
ag

e 
47

8 
of

 1
08

3



A

B

C

D

1 2 3 4 5

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

A
c
ti
o
n

D
.O
. 
N

O
.

D
e
s
c
ri
p
ti
o
n

S
y
m
b
o
l

D
E
S
IG

N
 F
IL

E
:

D
a
te
:

R
e
v
.

C
o
n
tr
 N

o
.   
  
  
  
  
  

F
ile
 n
a
m
e
:

P
lo
t 
d
a
te
:

P
lo
t 
s
c
a
le
:

A
S
 S

H
O

W
N

D
e
s
ig
n
e
d
 b
y
:

D
w
n
 b
y
:

R
e
v
ie

w
e
d
 b
y
:

S
u
b
m
it
te
d
 b
y
:

E
N

G
IN

E
E

R

K
U

N
G
 M
. 
N

G
, 
P
E

  
  
  
  
  
  
  
  
  
  

K
.M
. 
N

G

U
.S
. 

A
R

M
Y
 E

N
G
IN

E
E

R
 D
IS

T
R
IC

T
,

C
O

R
P

S
 O

F
 E

N
G
IN

E
E

R
S

F
O

R
T
 W

O
R

T
H
, 
T

E
X

A
S

Fort Worth District  

of Engineers

US Army Corps

K
. 

M
. 

N
G
 &
 A

S
S

O
C
IA

T
E
S
, 
IN

C
.

C
O

N
S

U
L
T
IN

G
 E

N
G
IN

E
E

R
S

S
A

N
 A

N
T

O
N
IO
, 
T
E

X
A
S
 7

8
2
0
1

T
E

X
A
S
 R

E
G
IS

T
E

R
E

D
 E

N
G
IN

E
E

R
IN

G
 F
IR

M
 F
-4

4
2

F
O

R
T
 P

O
L
K
, 
L
O

U
IS
IA

N
A

E
. 
C

H
A

V
E
Z

Sheet                       of    

     

P
R

O
J
E

C
T
 N

O
. 
0
1
7
2
2
0

number:
reference

Sheet

1
1
/1
1
/2
0
1
1

S
o
l 
N
o
.

 
 
 
 
 
 
 
 
 
 
 
 

fp
fa
e
s
c
g
-0

0
2
p
lm
.d
g
n

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

M
. 
P
IE

P
R

Z
IC

A

21

C
o
n
tr
 N

o
. 

EChavez

1
1
/
1
1
/
2

0
1
1

I:
\

P
r
o
j
e
c
t
s
\

A
c
t
iv

e
\

1
0
_

C
o
e
\

1
2
2
8
.1

9
\
f
p
f
a
e
s
c
g
-
0
0
2
p
lm
.d

g
n

1
1
:5

0
:4

4
 

A
M

F
IR

E
 A

N
D
 E

M
E

R
G

E
N

C
Y
 S

E
R

V
IC

E
S
 C

E
N

T
E

R

CONSTRUCTION

NOT FOR

SUBMITTAL

FINAL RFP

N
O

V
E

M
B
E

R
 2
0
1
1

P
R

O
J
E

C
T
 L

O
C

A
T
IO

N
 P

L
A

N

G-002
2

VICINITY MAP

TALLULAH

MONROE

ALEXANDRIA

MANSFIELD

SHREVEPORT

OPELOUSAS

LAFAYETTE

ROUGE

LAKE CHARLES

HOUMA

ORANGE

DE RIDDER

LEESVILLE

BATON
HAMMOND

NO SCALE

NORTH

10

12

90

10
190171

165

165171

84 65

49

167

20

165

49

20

ORLEANS

NEW

POLK

FORT

PROJECT LOCATION

APPROVED HAUL ROUTE

DISPOSAL AREAS

CONCRETE RUBBLE

APPROVED HAUL ROUTE

APPROVED HAUL ROUTE

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 

M
IS
SI
SS
IP
PI

AV
EN

U
E

LOUISIANA  AVE

LO
U
IS
IA

N
A
   
 H
IG

H
W

A
Y
   
 4
67

LOUISIANA    HIGHWAY  10

EXCHANGE  ROAD

MAGAZINE        RD

MILL     CREEK ROAD

K 
  A

VE
N
U
E

ROAD

ENTRANCE

TO US 171

LO
U
IS
IA

N
A
 H
IG

H
W

A
Y
 1
71

LOUISIANA

AVENUE

LO
U
IS
IA

N
A
 H
IG

H
W

A
Y
 4
67

LOUISIANA

AVENUE

TE
X
A
S
  A

V
E
N
U
E

LO
U
IS
IA

N
A
  A

V
E
N
U
E

LOOKOUT  RD

T
E
X
A
S
  A

V
E
N
U
E

LO
U
IS
IA

N
A
  H
IG

H
W

A
Y
  4

67

C
H
A
FF

E
E
  R

O
A
D

C
A
LI
F
O
R
N
IA
  A

V
E

C
H
AF

FE
E 
 R

O
AD

TE
X
A
S
  A

V
E
N
U
E

MOBILE  STREET  (3RD  STREET)

1PROJECT LOCATION PLAN
G-002

0 4000’

SCALE: 1"=2000’

2000’

NORTH

ASPHALT DISPOSAL AREA

CLEAN SPOILS AND

Section: APPENDIX J W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 479 of 1083



NORT
H

UPLIGHTS

SIGNS &

S

S

S

M
IS

S
IS

S
IP

P
I 
A

V
E

N
U

E

LOUISIANA AVENUE

G

G

G

G

G

G
G

G

W

WW

W

W

W
W

W

W

W

W
W

W

SS

SS

S
S 8"

8"

8"

8"

S
S

6"

6
"

6"

1
2
"

1
2
"

1
2
"

6"

8"
8"

8"
8"

8"

8"
8"

4"

4"

4" 4"

4"

4
"

3
"

2
"

(1)

(2)

(1) (2
)

(2)FL 8"=331.62
(1)FL 8"=331.71
RIM=338.56

(1)

(2)

UC

UC

UC

UC

UC

UC

UC

UC

U
C

U
C

U
C

U
C

UC

UC

UC

U
C

C

C

C

16" PINE

30" PINE

24" PINE

36" PINE

MRKR.
CABLE

24" PINE
CABLE MRKR.

24" PINE

32" PINE

22" PINE

28" PINE

26" PINE

18" CEDAR

OAK

30"

14" HOLLY

HOLLY

22"

HOLLY

30"
30" OAK

18" MAG

14" MAG
14" MAG

14" MAG

20" MAG
YIELD

531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

20" MAG

CROSSWALK

CROSSWALK

SIGN

16" HOLLY

C
O

N
C
. 
P

A
DHELIPAD

CURB AND GUTTER PRKG.

CONC. PAD

DO NOT ENTER

HOLLY

14" CEDAR

30"

ASPHALT PRKG.

20" HOLLY

OAK

42"

HOLLY

14"

24" PINE

PINE

30"

PINE

16"

YIELD

CABLE MRKR. SIGN

STOP

S
T
R

E
E
T
 S
IG

N

30" OAK

LIMIT 35

SPEED

15" OAK

18" OAK

YIELD

18" OAK

P
O
S
T

3-16" CM

32" OAK

531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

LW=344.56

TP=346.71

18" C
MP

8" RCP

24" PINE

1
8
" 
C

M
P

1
5
" 
C

M
P

AP

AP

AP

AP

A
P

A
P

AP

AP

A
P

A
P

A
P

A
P

AP

A
P

A
P

AP

A
P

AP

US

US
US

US

US

SD

SD

S
D

S
D

FL 8" RCP=325.73

FL 8" RCP=327.69

FL 18" CMP=325.86
RIM=327.80

FL 18" CMP=323.78

FL 15" CMP=326.63

FL 15" CMP=324.80

12" DOGWOOD

SPEED LIMIT 35

FL 18" CMP=300.34

FH

FH

FH

FH

FH

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWERPOLE

POWER

POLE
POWER

POLE

POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

16" HOLLY

LIMIT 20

SPEED

HOLLY

18" 

SIGN

PIPELINE

GAS

SIGN

PIPELINE

GAS

16" HOLLY

P
P

28" PINE
SS

8"

P

P

P

P

SPEED LIMIT 20

LIMIT 15

SPEED

4"

24" PINE

30" OAK

EXISTING ROAD

AP

AP

AP

AP

AP

FL 18" CMP=296.93

BUILDING
EXISTING

PARKING
EXISTING

POLE
LIGHT

POLE

LIGHT

BOX

TRAFFIC SIGNAL

RELOCATE

REMOVE AND

LIGHT POLE

RELOCATE

REMOVE AND

G
G

3
"

(2)FL 8"=319.57
(1)FL 8"=319.56
RIM=330.19
SS MH

BOTTOM=332.95
THROAT=338.45
RIM=340.60
COMM MH

POLE
POWER

BOTTOM=330.95
THROAT=337.95
RIM=339.85
COMM MHT62
EXISTING

BOTTOM=313.74
THROAT=320.74
RIM=324.04
COMM MHT63
EXISTING

W

1DEMOLITION SITE PLAN
C-101

SCALE: 1"=40’

0 80’40’

C-101

1

SPECIAL NOTES:

2

3

4

5

6

6

1

2

5

3

4

7

7

D
E

M
O

L
IT
IO

N
 S
IT

E
 P

L
A

N

3

AND ASSOCIATED UPLIGHTS.

REMOVE AND RELOCATE EXISTING SIGNS

EXISTING TRAFFIC LIGHT TO REMAIN.

TO EXISTING LIGHT POLES TO EAST.

STREET LIGHT  AND MAINTAIN POWER

REMOVE AND RELOCATE EXISTING

POLES TO WEST.

MAINTAIN POWER TO EXISTING LIGHT

REMOVE EXISTING STREET LIGHT AND

REMOVE EXISTING POWER POLE.

TRAFFIC CONTROLLER.

REMOVE AND RELOCATE EXISTING

TRANSFORMER.

REMOVE EXISTING POWER POLE AND

A

B

C

D

1 2 3 4 5

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

A
c
ti
o
n

D
.O
. 
N

O
.

D
e
s
c
ri
p
ti
o
n

S
y
m
b
o
l

D
E
S
IG

N
 F
IL

E
:

D
a
te
:

R
e
v
.

C
o
n
tr
 N

o
.   
  
  
  
  
  

F
ile
 n
a
m
e
:

P
lo
t 
d
a
te
:

P
lo
t 
s
c
a
le
:

A
S
 S

H
O

W
N

D
e
s
ig
n
e
d
 b
y
:

D
w
n
 b
y
:

R
e
v
ie

w
e
d
 b
y
:

S
u
b
m
it
te
d
 b
y
:

E
N

G
IN

E
E

R

K
U

N
G
 M
. 
N

G
, 
P
E

  
  
  
  
  
  
  
  
  
  

K
.M
. 
N

G

U
.S
. 

A
R

M
Y
 E

N
G
IN

E
E

R
 D
IS

T
R
IC

T
,

C
O

R
P

S
 O

F
 E

N
G
IN

E
E

R
S

F
O

R
T
 W

O
R

T
H
, 
T

E
X

A
S

Fort Worth District  

of Engineers

US Army Corps

K
. 

M
. 

N
G
 &
 A

S
S

O
C
IA

T
E
S
, 
IN

C
.

C
O

N
S

U
L
T
IN

G
 E

N
G
IN

E
E

R
S

S
A

N
 A

N
T

O
N
IO
, 
T
E

X
A
S
 7

8
2
0
1

T
E

X
A
S
 R

E
G
IS

T
E

R
E

D
 E

N
G
IN

E
E

R
IN

G
 F
IR

M
 F
-4

4
2

F
O

R
T
 P

O
L
K
, 
L
O

U
IS
IA

N
A

E
. 
C

H
A

V
E
Z

Sheet                       of    

     

P
R

O
J
E

C
T
 N

O
. 
0
1
7
2
2
0

number:
reference

Sheet

1
1
/1
4
/2
0
1
1

S
o
l 
N
o
.

 
 
 
 
 
 
 
 
 
 
 
 

fp
fa
e
s
c
c
-1

0
1
d
m
1
.d
g
n

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

M
. 
P
IE

P
R

Z
IC

A

21

C
o
n
tr
 N

o
. 

MMendez

1
1
/
1
4
/
2

0
1
1

I:
\

P
r
o
j
e
c
t
s
\

A
c
t
iv

e
\

1
0
_

C
o
e
\

1
2
2
8
.1

9
\
f
p
f
a
e
s
c
c
-
1
0
1
d

m
1
.d

g
n

1
1
:5

6
:4

7
 

A
M

F
IR

E
 A

N
D
 E

M
E

R
G

E
N

C
Y
 S

E
R

V
IC

E
S
 C

E
N

T
E

R

CONSTRUCTION

NOT FOR

SUBMITTAL

FINAL RFP

N
O

V
E

M
B
E

R
 2
0
1
1

TO REMAIN

EXISTING

TO BE REMOVED

EXISTING

DESCRIPTION

SD

LEGEND

SD

TO REMAIN

EXISTING

TO BE REMOVED

EXISTING

DESCRIPTION

SSSS

WW

UC

FH

APAP

UC

FH

NONE

SS

USUS

G G

LIGHT POLE

WITH DOWN GUY

POWER POLE

POWER POLE

UNDERGROUND SECONDARY

  

 

 AERIAL PRIMARY

 

 COMMUNICATIONS LINE

 

 FIRE HYDRANT

 

WATER LINE

GAS LINE

SANITARY SEWER LINE

STORM DRAIN LINE

STROM DRAIN INLET

MANHOLE

SANITARY SEWER

SIGNS

TREES

CONCRETE CURB AND GUTTER

CONCRETE SIDEWALK

CONCRETE SLAB

  

 

ASPHALT PAVEMENT

NONE

(2)FL 8"=323.06
(1)FL 8"=323.16
RIM=331.36
SS MH

Section: APPENDIX J W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 480 of 1083



LOUISIANA AVE.
NORT

H
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DEMO BOUNDARY

       HEALTH, SAFETY, AND WELFARE OF THE PUBLIC.

       PROTECTION MEASURES REQUIRED BY CONSTRUCTION/DEMOLITION ACTIVITIES TO SAFEGUARD THE

6.   CONTRACTOR SHALL BE RESPONSIBILE FOR PROVIDING ALL COSTS ASSOCIATED WITH THE ADDITIONAL

      ADJACENT GRADE WITH NATIVE MATERIAL.  SEED AND WATER THE DISTURBED AREA.

5.   AFTER REMOVAL OF THE FLOOR SLAB AND GRADE BEAMS/FOOTINGS, BACKFILL AND COMPACT TO MATCH

      ANY DISRUPTION OF SERVICES TO BUILDINGS THAT ARE TO REMAIN.

4.   ALL UTILITY DEMOLITION SHALL BE PRECOORDINATED WITH THE CONTRACTING OFFICER TO PREVENT

      CUT AND CAPPED AT MAINS AND EVERYTHING FOUND WITHIN BOUNDARY REMOVED.

3.   CUT AND CAP SEWER LINES BEHIND CURB AND REMOVE.  SERVICE WATER AND GAS LINES SHALL BE

      STORM WATER CONVEYANCES FROM HEAVY CRANES AND TRUCKS.

2.   SPECIAL CARE SHALL BE GIVEN TO PROTECT AND MAINTAIN EXISTING UNDERGROUND UTILITY MAINS AND

      CODE REQUIREMENTS.

1.   ALL DEMOLITION WORK SHALL CONFORM TO THE REQUIREMENTS OF ALL FEDERAL, STATE, AND LOCAL

       BACK TO GOVERNMENT/DPW.

13.  CONTRACTOR SHALL DISCONNECT EXISTING BACKUP GENERATOR/TRANSFER SWITCH AND RETURN

        WITH EXISTING FIRE STATION FACILITIES.

12.   CONTRACTOR SHALL DEMOLISH ALL ELECTRICAL SERVICE POLES AND ANTENNA POLES ASSOCIATED

 

       COMPACTED WITH ROCK OR CRUSHED STONE.

       13TH STREET, ALABAMA AVENUE AND LOUISIANA AVENUE GAPS IN SHOULDER TO BE BACKFILLED AND

11.  CONTRACTOR SHALL SAW CUT EXISTING CONCRETE AND ASPHALT TO MAINTAIN SHOULDERS ALONG

        THE RECLAIMED REFRIGERANTS SHALL BE RECYCLED.     

10.  REFRIGERANTS SHALL BE RECLAIMED BY CERTIFIED TECHNICIAN IN ACCORDANCE WITH 40 CRF 82.

 

        WITH RESPECT TO THE NOISE LEVEL GENERATED BY THE DEMOLITION PROCESS.

9.    CONTRACTOR SHALL COORDINATE MAJOR DEMOLITION ACTIVITIES WITH THE CONTRACTING OFFICER

 

       CONTRACTING OFFICER AND POST AUTHORITIES.

8.    CONTRACTOR SHALL TRANSPORT ALL CONSTRUCTION DEBRIS ALONG A ROUTE APPROVED BY THE

 

       VEHICLES TO AN APPROVED OFFSITE LANDFILL SITE AT NO COST TO THE GOVERNMENT.

7.    CONTRACTOR SHALL REMOVE AND TRANSPORT ALL DEMOLITION DEBRIS FROM THE SITE IN COVERED
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145.00’
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’ R
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4
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1
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1
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’

1
0
’

15’ R

15’ R

15’ R15
’ R

54’

2
4
’

3
6
’

18’ 24’

63’

117’

1
6
’

SIDEWALK

CONCRETE

6’ WIDE

SIDEWALK

4’ WIDE CONCRETE

75’ 
R

CURB AND GUTTER

NEW CONCRETE

 

AND GUTTER

CONCRETE CURB

NEW MOUNTABLE

101’

30’
 R

101’

SIDEWALK

CONCRETE

6’ WIDE

SIDEWALK

CONCRETE

10’ WIDE

SIDEWALK
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4’ WIDE

SIDEWALK

CONCRETE

6’ WIDE

30
’ R

24
’

3
0
’ R

NEW TURNING LANE

18
’

24
’

18
’

15’ R

82’ AFTP SET BACK

82’ AFTP SET BACK

SET BACK

82’ AFTPSET BACK

33’ AFTP

SET BACK

33’ AFTP

1
8
’

M
IS

S
IS

S
IP

P
I 
A

V
E

N
U

E

LOUISIANA AVENUE

C

C

C

16" PINE

24" PINE

36" PINE

MRKR.
CABLE

24" PINE
CABLE MRKR.

32" PINE

22" PINE

26" PINE

18" CEDAR

HOLLY

30"
30" OAK

18" MAG

14" MAG
14" MAG

14" MAG

16" HOLLY

20" HOLLY

OAK

42"

PINE

30"

PINE

16"

CABLE MRKR. SIGN

30" OAK

15" OAK

18" OAK

3-16" CM

32" OAK

531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

LW=344.56

TP=346.71

18" C
MP

SD

FL 18" CMP=300.34

FH

FH

FH

16" HOLLY

14TH   STR
EET

LIMIT 20

SPEED

HOLLY

18" 

SIGN

PIPELINE

GAS

SIGN

PIPELINE

GAS

16" HOLLY

28" PINE

P

P

24" PINE

30" OAK

EXISTING ROAD

FL 18" CMP=296.93

BUILDING
EXISTING

PARKING
EXISTING

SERVICES CENTER
FIRE AND EMERGENCY
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GEN
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HV
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IO

S
W
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ALE
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SW
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W
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L
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30’ WIDE EMERGENCY VEHICLE ACCESS ROAD

MECH

ELEC
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SERVICE DRIVE
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  1  VAN HANDICAPPED PARKING SPACE

  2  HANDICAPPED  PARKING  SPACE

63  POV  PARKING  SPACES

LEGEND

NEW BRICK PAVERS
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531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

M
IS

S
IS

S
IP

P
I 
A

V
E

N
U

E

LOUISIANA AVENUE

C

C

C

16" PINE

24" PINE

36" PINE

MRKR.
CABLE

24" PINE
CABLE MRKR.

32" PINE

22" PINE

26" PINE

18" CEDAR

HOLLY

30"
30" OAK

18" MAG

14" MAG
14" MAG

14" MAG

16" HOLLY

20" HOLLY

OAK

42"

PINE

30"

PINE

16"

CABLE MRKR. SIGN

30" OAK

15" OAK

18" OAK

3-16" CM

32" OAK

531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

LW=344.56

TP=346.71

18" C
MP

SD

FL 18" CMP=300.34

FH

FH

FH

16" HOLLY

14TH   STR
EET

LIMIT 20

SPEED

HOLLY

18" 

SIGN

PIPELINE

GAS

SIGN

PIPELINE

GAS

16" HOLLY

28" PINE

P

P

24" PINE

30" OAK

EXISTING ROAD

FL 18" CMP=296.93
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PARKING
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B
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S
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NEW SWING

HYDRANT
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HYDRANT
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HYDRANT
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FLASHER

WARNING

NEW

FLASHER

WARNING

NEW

FLASHER

WARNING

NEW

FLASHER

WARNING

NEW

LIGHTS
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NORT
H

LEGEND

NEWDESCRIPTIONEXISTING

NONE

NONE
PIV

FDC

FH

D.Y.C.O.

FH

W

SS

GG

SS

W

FDCFDC

GAS REGULATOR

SINGLE YARD CLEANOUT

DOUBLE YARD CLEANOUT

 

 

MANHOLE

POST INDICATOR VALVE

 

 

VALVE AND BOX

 

 

CONNECTION

FIRE DEPARTMENT

 

 

FIRE HYDRANT

 

 

WATER LINE

 

 

CONNECTION

FIRE DEPARTMENT

 

 

SANITARY SEWER LINE

 

 

GAS LINE

NONE Y.C.O.

D.Y.C.O.

R R

GEN

SERVICE DRIVE

M
IS

S
IS

S
IP

P
I 
A

V
E

N
U

E

6
"

S

M
IS

S
IS

S
IP

P
I 
A

V
E

N
U

E

LOUISIANA AVENUE

G

G

G

G

G
G

W
W

W

W

W

W

W
W

W

SS
8"

6"

1
2
"

1
2
"

1
2
"

1
2
"

6"

8"
8"

8"
8"

4"

4"

4"

4"

4
"

3
"

2
"

(1) (2
)

UC

UC

UC

UC

UC

UC

UC

UC

U
C

U
C

U
C

U
C

C

C

C

16" PINE

24" PINE

36" PINE

MRKR.
CABLE

24" PINE
CABLE MRKR.

32" PINE

22" PINE

26" PINE

18" CEDAR

HOLLY

30"
30" OAK

18" MAG

14" MAG
14" MAG

14" MAG

16" HOLLY

20" HOLLY

OAK

42"

PINE

30"

PINE

16"

CABLE MRKR. SIGN

30" OAK

15" OAK

18" OAK

3-16" CM

32" OAK

531-1379

CALL

EXCAVATION,

 BEFORE

GAS PIPELINE:

CAUTION

LW=344.56

TP=346.71

18" C
MP

A
P

A
P

A
P

A
P

A
P

AP

A
P

A
P

AP

A
P

AP

US

US
US

US

US

SD

FL 18" CMP=300.34

FH

FH

FH

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

POLE
POWER

16" HOLLY

14TH   STR
EET

LIMIT 20

SPEED

HOLLY

18" 

SIGN

PIPELINE

GAS

SIGN

PIPELINE

GAS

16" HOLLY

28" PINE
SS

8"

P

P

24" PINE

30" OAK

EXISTING ROAD

AP

AP

AP

AP

AP

FL 18" CMP=296.93

BUILDING
EXISTING

PARKING
EXISTING

POLE
LIGHT

G

(2)FL 8"=319.57
(1)FL 8"=319.56
RIM=330.19
SS MH

BOTTOM=332.95
THROAT=338.45
RIM=340.60
COMM MH

BOTTOM=330.95
THROAT=337.95
RIM=339.85
COMM MHT62
EXISTING

BOTTOM=313.74
THROAT=320.74
RIM=324.04
COMM MHT63
EXISTING

W
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FIRE AND EMERGENCY

B
IO
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S
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LINE
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FLASHER

WARNING
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3
/4
"

1
/2
"

6
NO SCALE

MOUNTABLE CONCRETE CURB AND GUTTER5
NO SCALE C-501C-501

CONCRETE CURB AND GUTTER

7
NO SCALE C-501

CURB TERMINAL DETAIL (ELEVATION)

8
NO SCALE C-501

SIDEWALK DETAILS 9
NO SCALE C-501

CONCRETE SIDEWALK INTERSECTION DETAILS

1
/2
"

3
/4
"

1
 3
/4
"

2 3/4"

2 3

4TYPICAL TURNING LANE FROM LOUISIANA AVENUE TO MISSISSIPPI AVENUE

DENSITY (ASTM D 1557)

LEAST 95% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 90% OF MAXIMUM LABORATORY

RAW SUBGRADE COMPACTED TO AT

WITH NO. 4 BARS SPACED 16" O.C. EACH WAY

PORTLAND CEMENT CONCRETE REINFORCED

DENSITY (ASTM D 1557)

LEAST 100% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 90% OF MAXIMUM LABORATORY

RAW SUBGRADE COMPACTED TO AT

PRIME COAT HOT-MIX SURFACE COURSE

DENSITY (ASTM D 1557)

LEAST 95% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 100% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 90% OF MAXIMUM LABORATORY

RAW SUBGRADE COMPACTED TO AT

PRIME COAT HOT-MIX SURFACE COURSE

DENSITY (ASTM D 1557)

LEAST 95% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 100% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 90% OF MAXIMUM LABORATORY

RAW SUBGRADE COMPACTED TO AT

PRIME COAT HOT-MIX SURFACE COURSE

DENSITY (ASTM D 1557)

LEAST 95% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

DENSITY (ASTM D 1557)

LEAST 95% OF MAXIMUM LABORATORY

BASE COURSE (CBR=50) COMPACTED TO AT

7
"

6
"

6
"

1TYPICAL CONCRETE PAVEMENT SECTION
C-501

SCALE: 3/4"=1’-0"

1’0 2’ 3’

7
"

6
"

6
"

1
 1
/2
 "

C-501 C-501

C-501

(WITHOUT MULTI-AXLE TRUCK TRAFFIC)

TYPICAL POV PARKING AREA SECTION

SCALE: 3/4"=1’-0"

1’0 2’ 3’

8
"

8
"

6
"

3
"

0

SCALE: 3/4"=1’-0"

1’ 2’ 3’

TYPICAL SERVICE DRIVE AND POV PARKING AREA SECTION

(SUBJECT TO LARGE  MULTI-AXLE TRUCK TRAFFIC)

8
"

8
"

6
"

6
"

4
 1
/2
 "

     SPECIFIED FOR RAW SUBGRADE UNDERLYING PAVEMENTS.

     (EXCLUDING CH MATERIALS), AND COMPACTED TO THE DENSITY

     BE REMOVED AND REPLACED WITH SATISFACTORY MATERIALS

     MATERIALS, THE UPPER 6 INCHES OF THESE MATERIALS SHALL 

     DIRECTLY UNDERLYING THE BASE COURSE LAYER(S) ARE CH 

     AS CH MATERIALS.  IF THE UPPER 6 INCHES OF RAW SUBGRADE 

     SATISFACTORY MATERIALS, EXCLUDING MATERIALS THAT CLASSIFY

     UNDERLYING THE BASE COURSE LAYER(S) SHALL CONSIST OF

2.  THE UPPER 6 INCHES OF RAW SUBGRADE MATERIALS DIRECTLY

     OPTIMUM DURING COMPACTION OF THE RAW SUBGRADE.

1.  THE MOISTURE CONTENT SHALL BE AT LEAST 1 PERCENT ABOVE

NOTES:

GUTTER LINE LEVEL

SLOPE IS AWAY FROM CURB

FOR USE WHEN PAVEMENT

SLOPE IS TOWARD CURB

FOR USE WHEN PAVEMENT

NO.3 BAR

3"
R

1 
1/
2"
 R

1 1/2" BATTER

7
 1
/4
"

4"

1’-5"

2’-0"

7"

2 1/2"

3
"

2
 1
/2
"

5 1/2"  

TOE OF GUTTER

IS TOWARD CURB

PAVEMENT SLOPE 

FOR USE WHEN 

IS AWAY FROM CURB

PAVEMENT SLOPE 

FOR USE WHEN 

5/8"R 1
0
" 
R

LEVEL

3"
R

CONTRACTION JOINT

LINE

GUTTER

CONTINUOUS

NO. 3 BARS 

1/2" R

JOINT FILLER

EXPANSION

PRE MOLDED

WELDED WIRE MESH

6" x 6" W2.9 x W2.9

1/8" R

JOINTS

CONTRACTION

LONGER RUN OF SIDEWALK

CONTRACTION JOINTS

PLAN

P
L
A

N

PLAN

P
L
A

N

P
A

V
IN

G
 D

E
T

A
IL

S

8

C-501

3"

2 5/8"

3
"

6
 1
/2
" 

M
IN
.

3
"

4"

7
 1
/4
"

SEE LAYOUT

3’-0"

3
’-
0
"

S
E
E
 L

A
Y

O
U

T

3’-0"

SEE LAYOUT

3
’-
0
"

S
E
E
 L

A
Y

O
U

T

4
"

AS REQUIRED

1
"

2’-0"

6
"

7
 1
/4
"

3" CLEAR

NO.3 BAR NO.3 BAR

BAR

NO.3

BAR

NO.3

6
"

6
 1
/2
" 

M
IN
.

2’-0"

1’-0"1’-0"

2
"

1/8" 1/2"

2
"

SECTION

CONTRACTION JOINT EXPANSION JOINT
1
/4
"

TEE INTERSECTION

ELL INTERSECTION

SCALE: 3/4"=1’-0"

1’0 2’ 3’

THIS DRAWING.

MEET (OR EXCEED) THE MINIMUM PAVEMENT SECTIONS SHOWN ON

THE DESIGN-BUILD CONTRACTOR’S FINAL PAVEMENT SECTIONS MUST

NOTE TO DESIGNER:

3/8" DIA. HOLES

TO POST

MOUNT SIGN SECURELY

WITH PLASTIC COATING

SIGN POST. SLEEVE POST

2 1/2" O.D. STEEL

CONNECTION

PROVIDE BREAKAWAY

FINISHED GRADE

PLASTIC PIPE SLEEVE

2500 PSI CONCRETE

GUTTER

CURB AND

10
NO SCALE C-501

TRAFFIC SIGN MOUNTING DETAILS

STOP SIGN

NOTE:

CONTROL DEVICES. 

TRANSPORTATION MANUAL ON UNIFORM TRAFFIC 

ALL SIGNS SHALL CONFORM TO THE DEPARTMENT OF

2
’-
0
"

3’-4"

3
’-
4
"

4
"

1’-0"

1
"

6
"

M
A

X
.

(A
L
L
 S
IG

N
S
)

7
’-
0
"

STOP

RUN OF SIDEWALK

PARALLEL WITH THE LONGER

JOINT FILLER SHALL BE PLACED

1/2" PRE MOLDED EXPANSION

JOINT FILLER

EXPANSION

1/2" PRE MOLDED

4
"

6
"

DENSITY (ASTM D 1557)

LEAST 90% OF MAXIMUM LABORATORY

6" RAW SUBGRADE COMPACTED TO AT

     WHERE WALK DOES NOT ABUT CURB.  

2.  PROVIDE CONTRACTION JOINTS AT INTERVALS NOT EXCEEDING 40’-0" ON CENTER

     PROVIDE CENTERLINE CONTRACTION JOINTS IN SIDEWALKS WIDER THAN 8’-0".

1.  PROVIDE TRANSVERSE CONTRACTION JOINTS AT INTERVALS NOT EXCEEDING 5’-0" ON CENTER.

NOTES:

DENSITY (ASTM D 1557)

AT LEAST 95% OF MAXIMUM LABORATORY

4" AGGREGATE-BASE COURSE COMPACTED TO

CURB
TOP OF

CURB
FACE OF

TOE
TOP OF

STEEL PLACEMENT

ON THIS SHEET FOR REINFORCING

SEE CURB AND GUTTER DETAIL 5
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D
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C-502

4
’
-

0
"
 

M
A

X
.

1
’
-
6
"

2
’
-
0
"

2
’
-

6
"
 

M
I

N
I

M
U

M

3
’-

0
"

FLANGE (TYPICAL)

PIPE LINE

INSULATING WASHER (TYPICAL)

STEEL WASHER (TYPICAL)

4. WATER MAINS SHALL BE C-900 PIPE.

   BUILDING RISERS.

   30 FEET AND SHALL BE CONTINUOUS AND ACCESSIBLE ABOVEGROUND AT VALVE AND

   SYSTEMS, AND SANITARY SEWER FORCE MAINS. WIRE SHALL BE TAPED TO LINES EVERY

3. A NO. 10 TRACER WIRE SHALL BE INSTALLED OVER WATER LINES, FIRE PROTECTION

2. THERMITE WELD SHALL HAVE A EXOTHERMIC WELD CAP AND COATING INSTALLED.

   PROTECTION AND A BONDED COATING.

   VALVES, FITTINGS, BUILDING RISERS, AND BUILDING STUB-OUTS SHALL HAVE CATHODIC

1. ALL BURIED METALLIC, WATER, FIRE PROTECTION SYSTEMS, SANITARY SEWER FORCE MAINS,

NOTES:

WATER MAIN

NEW 6" OR 8"

   

TAPPING VALVE

6" OR 8" M.J.

TAPPING SLEEVE

8" x 6" OR 8" M.J.

 8"

 

 6"

6.3

 

3.6

 8.9

 

 5.4

4.8

 

2.5

2.5

 

1.5

1.3

 

0.8

TYP.

BEARING

AREA

B
E

A
R
IN

G

A
R

E
A

BEARING

AREA

1
"

MINIMUM

3’-0"

1
/2
"

6"

6
"

90° BEND 11 1/4° BEND

SOIL BEARING PRESSURE MULTIPLIER

2.0

1.33

1.0

0.67

45° BEND 22 1/2° BENDTEE AND END

BEARING AREA OF BLOCK IN SQUARE FEET

3000

2000

1500

1000

   WITH A BUTYL RUBBER ADHESIVE, POLYETHYLENE BACKED TAPE.

   APPLIED COAL TAR MASTIC AFTER ASSEMBLING JOINT AND WRAP

3. COAT BURIED OR SUBMERGED INSULATED FLANGES WITH COLD

 

   SIDE OF FLANGE.

   DO NOT INSTALL INSULATING WASHER ON PROTECTED OR NEW

2. FOR BURIED OR SUBMERGED INSULATING FLANGE INSTALLATION,

 

1. ABOVE GRADE INSULATING FLANGE INSTALLATION SHOWN.

 

NOTES:

UNDISTURBED EARTH

BLOCKS

CONCRETE

POURED

WATER LINE

EXISTING 8" 

FULL FACE INSULATING GASKET

SIDE OF FLANGE 

EXTEND TO NUT OF FACE ON EACH

WOUND MYLAR, LENGTH DESIGNED TO

INSULATING SLEEVE, 1/32" SPIRAL

ROUND CONCRETE COLLAR

BALL VALVE

BLOCKING STONE

GRADE

VALVE

WIRE BOND TO

NO. 10 TW LEAD

TEST STATION

COLLAR

ROUND CONCRETE

WATER LINE

THERMITE WELD

THERMITE WELD

NO. 10 TYPE TW WIRE

SEE INSET

LEADS

STRUCTURE

INSET

VALVE BOX AND COVER

ADJUSTABLE CAST-IRON 

(OR AS SPECIFIED)

PREPACKED ANODE

32 POUNDS

(WITH 6" OVERLAP)

NO. 3 BAR ALL AROUND

SIZES
FITTING

SEE VALVE BOX DETAIL       

ROUND CONCRETE COLLAR,

3
’-
0
"

THERMITE WELD

THERMITE WELD

THERMITE WELD

M
IN
. 

1
"

2
’-
6
"

3
’-
0
"

M
IN
.

M
IN
.

M
IN
.

3
’-
0
"

1
/2
"

MIN.

4"

M
IN
IM

U
M

OPEN

INSET

INSET

FINISHED GRADE

VALVE BOX

VALVE

GRAVEL

NO. 10 TW WIRE
NOT COAT)

BOND WIRE (DO

NO. 10 TYPE TW

COLLAR

ROUND CONCRETE

WIRE

TYPE TW

NO. 10

STATION

TEST

WATER MAIN

LEAD WIRE

NO. 10 TYPE TW

COLLAR

ROUND CONCRETE

STATION

TEST

FINISHED GRADE

VALVE STEM

SWITCH ON

TAMPER

(FIELD VERIFY)

2000 OHMS/CM 

IS APPROXIMATELY

SOIL RESISTIVITY 

 

NOTE:

SITE PLAN

SEE ELECTRICAL

TO FACP PANEL

NO. 10 TYPE TW WIRE

NO. 12 TW LEAD WIRE

NO. 10 TYPE TW WIRE

SEE INSET

SEE INSET

CADWELD

LEADS

STRUCTURE

(OR AS SPECIFIED)

PREPACKED ANODE

32 POUND

(OR AS SPECIFIED)

PREPACKED ANODE 

32 POUNDS

6" DIA.

(OR AS SPECIFIED)

PREPACKED ANODE 

32 POUNDS 

CONCRETE BLOCK

1’-4" MIN. SQ.

(WITH 6" OVERLAP)

NO. 3 BAR ALL AROUND

CONCRETE BLOCK

12" x 12 x 12"

CONCRETE BLOCK

2’-0" SQ. x 6"

LEADS

STRUCTURE

CONCRETE BLOCK
1’-4" MIN. SQ.

6" OVERLAP)
AROUND (WITH
NO. 3 BAR ALL

POST INDICATOR

CONNECTION

FIRE DEPARTMENT

PLATE

IDENTIFICATION

CONCRETE BLOCK

1’-4" MIN. SQ.

STATION

TEST

OVERLAP)

AROUND (WITH 6"

NO. 3 BAR ALL

(DO NOT COAT)

THERMITE WELD

LINE

4" DELUGE

NO. 12 TW LEAD WIRE

CADWELD

(OR AS SPECIFIED)

PREPACKED ANODE

32 POUND

NO. 10 TYPE TW WIRE

COLLAR

ROUND CONCRETE

SEE INSET

LEADS

STRUCTURE
M
IN
.

INSET

EXTENSION OF WATER MAIN

EASY REMOVAL FOR FUTURE

BLOCKING AND PLUG TO PERMIT

PAPER BETWEEN CONCRETE

PLACE DOUBLE LAYER OF TAR

NO. 3 BAR ALL AROUND (WITH 6" OVERLAP)

2
’-
6
" 

M
IN
IM

U
M

4.  SOIL RESISTIVITY IS APPROXIMATELY 2000 OHMS/CM (FIELD VERIFY).

    UP BY THE CONCRETE THRUST BLOCKS.

3.  ENSURE THAT THE WEEP HOLES FOR THE FIRE HYDRANT ARE NOT COVERED

2.  VALVE AND BOX SHALL BE INSTALLED ADJACENT TO WATER MAIN.

    4’-0" TO 7’-0" FROM THE EDGE OF THE PAVEMENT.

1.  FIRE HYDRANTS MUST FACE THE STREET OR PAVING AND SHALL BE WITHIN

NOTES:

U
T
IL
IT

Y
 D

E
T

A
IL

S

9

7
NO SCALE C-502

VALVE AND BOX DETAIL4
NO SCALE C-502

FIRE DEPARTMENT CONNECTION2
NO SCALE C-502

POST INDICATOR VALVE

1
NO SCALE C-502

TYPICAL FIRE HYDRANT SETTING 3
NO SCALE C-502

THRUST BLOCK DETAILS 6
NO SCALE C-502

5
NO SCALE C-502

TYPICAL INSULATING FLANGE

WATER LINE CONNECTION

7

C-502

A

B

C

D

1 2 3 4 5
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2’-6"
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E
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E
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S

AA

B B

A

AT 18" O.C.
NO. 5 BARS

NOTES FOR MANHOLE DETAILS:

    OTHERWISE NOTED.

    SHALL BE 30 DIAMETER MINIMUM EXCEPT AS

2.  ALL LAPS AND EXTENSION OF REINFORCING BARS

    INDICATED ON THIS DRAWING.

3.  GROUT SHALL BE PLACED IN MANHOLES AS

    AT 28 DAYS.

    ULTIMATE COMPRESSIVE STRENGTH OF 4000 PSI

1.  CAST-IN-PLACE CONCRETE SHALL HAVE MINIMUM

GRADE

IN PLACE

GROUT FRAME

CLASS III R.C.P.

ASTM C76-63T

CONCRETE SLAB

CAST-IN-PLACE

JOINT

OPTIONAL CONSTRUCTION

SEE SPECIFICATIONS

COVER, H20 LOADING

CAST-IRON FRAME AND

GROUT

GROUT

JOINT

MORTAR

OR CAST-IN-PLACE.

TOP SLABS MAY BE PRECAST

 

NOTE:

THIS DETAIL

SEE NOTE NO.3

SEE SPECIFICATIONS

COVER, H20 LOADING

CAST-IRON FRAME AND

OF BELL

3" OUTSIDE

ENCASEMENT

C0NCRETEFLOOR

CONCRETE 

(HEAVY DUTY) 

LOAD CAPACITY 

MS 18 WHEEL

30" DIA. OPENING, 

FRAME AND COVER

CAST-IRON MANHOLE OTHER SIMILAR

PRE-CAST OPTION SHOWN

RING

TAR PAPER

WYE BRANCH

45° OR 60°

HALF OF PIPE

CUT OFF TOP

ABOUT 2" PER FT.

SPRING LINE

FLOOR FROM

SLOPE CONCRETE

CONNECTION IN LIEU OF THE STANDARD SHOWN IN DETAIL.

A REVERSE WYE BRANCH MAY BE USED IN THE DROP

 

NOTE:

BEND

45° OR 30°

CLEANOUT

DOUBLE YARD

COVERS

COLLAR

ROUND CONCRETE

GRADE

BOX

CLEANOUT

CLEANOUT BOX

FURNISHED WITH

CAST-IRON PIPE

SHORT LENGTH OF

CLEANOUT PLUG

RISER

CAST-IRON PIPE

CAST-IRON CLEANOUT

DOUBLE TWO-WAY

MAIN WYE

6" SEWER

4" MINIMUM COVER

CONCRETE ENCASEMENT

SEWER PIPE

SANITARY

OR NEW

EXISTING

3" 3"

3"

3"

12"

A
S
 R
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1
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1
0
"

8
"

DIAMETER

5’-0"

6’-0" DIAMETER

6’-0" SQUARE OR

8" 8"5’-0"
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1
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SQUARE

2"
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S
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E
Q

U
IR

E
D

1"

(TYP.)

4"

PRECAST CONCRETE OPTION CAST-IN-PLACE REINFORCED CONCRETE OPTION

SECTION B-B

SECTIONPLAN

SECTION A-A

PLAN

ELEVATION

SECTION A

SPECIFICATIONS

H-20 LOADING, SEE

CAST-IRON FRAME AND COVER, 

INSET

JOINT
CONSTRUCTION

E.W. AT CENTER

NO.7 BARS AT 12"

2-NO.7 BARS12" E.W.

NO.7 BARS AT

E.W. AT BOTTOM

NO.7 BARS AT 12"
2-NO.7 BARS

E.W. AT CENTER

NO.7 BARS AT 12"

E.W. AT CENTER

NO.7 BARS AT 12"

O.C.E.W.

NO.6 BARS AT 12"

NO.7 BARS AT 12" E.W. AT CENTER

(WITH 6" OVERLAP)

ALL AROUND

NO.3 BAR

NO.6 AT 12" E.W.

ALTERNATE PRECAST MANHOLE OPTION

(NON-TRAFFIC AREAS)

C-503
10

6
"
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"
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S
ID

E
 D
IA

M
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E

R

6"6" OUTSIDE DIAMETER
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NO SCALE C-503

SANITARY SEWER MANHOLE DETAILS

2
NO SCALE C-503

DROP TYPE SEWER MANHOLE 3
NO SCALE C-503

TYPICAL DOUBLE YARD CLEANOUT DETAIL 4
NO SCALE C-503

CONCRETE ENCASEMENT DETAIL

A

B

C

D

1 2 3 4 5

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

D
a
te

A
c
ti
o
n

D
.O
. 
N

O
.

D
e
s
c
ri
p
ti
o
n

S
y
m
b
o
l

D
E
S
IG

N
 F
IL

E
:

D
a
te
:

R
e
v
.

C
o
n
tr
 N

o
.   
  
  
  
  
  

F
ile
 n
a
m
e
:

P
lo
t 
d
a
te
:

P
lo
t 
s
c
a
le
:

A
S
 S

H
O

W
N

D
e
s
ig
n
e
d
 b
y
:

D
w
n
 b
y
:

R
e
v
ie

w
e
d
 b
y
:

S
u
b
m
it
te
d
 b
y
:

E
N

G
IN

E
E

R

K
U

N
G
 M
. 
N

G
, 
P
E

  
  
  
  
  
  
  
  
  
  

K
.M
. 
N

G

U
.S
. 

A
R

M
Y
 E

N
G
IN

E
E

R
 D
IS

T
R
IC

T
,

C
O

R
P

S
 O

F
 E

N
G
IN

E
E

R
S

F
O

R
T
 W

O
R

T
H
, 
T

E
X

A
S

Fort Worth District  

of Engineers

US Army Corps

K
. 

M
. 

N
G
 &
 A

S
S

O
C
IA

T
E
S
, 
IN

C
.

C
O

N
S

U
L
T
IN

G
 E

N
G
IN

E
E

R
S

S
A

N
 A

N
T

O
N
IO
, 
T
E

X
A
S
 7

8
2
0
1

T
E

X
A
S
 R

E
G
IS

T
E

R
E

D
 E

N
G
IN

E
E

R
IN

G
 F
IR

M
 F
-4

4
2

F
O

R
T
 P

O
L
K
, 
L
O

U
IS
IA

N
A

E
. 
C

H
A

V
E
Z

Sheet                       of    

     

P
R

O
J
E

C
T
 N

O
. 
0
1
7
2
2
0

number:
reference

Sheet

1
1
/1
1
/2
0
1
1

S
o
l 
N
o
.

 
 
 
 
 
 
 
 
 
 
 
 

fp
fa
e
s
c
c
-5

0
3
s
d
x
.d
g
n

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

M
. 
P
IE

P
R

Z
IC

A

21

C
o
n
tr
 N

o
. 

EChavez

1
1
/
1
1
/
2

0
1
1

I:
\

P
r
o
j
e
c
t
s
\

A
c
t
iv

e
\

1
0
_

C
o
e
\

1
2
2
8
.1

9
\
f
p
f
a
e
s
c
c
-
5
0
3
s
d
x
.d

g
n

1
1
:4

8
:0

8
 

A
M

F
IR

E
 A

N
D
 E

M
E

R
G

E
N

C
Y
 S

E
R

V
IC

E
S
 C

E
N

T
E

R

CONSTRUCTION

NOT FOR

SUBMITTAL

FINAL RFP

N
O

V
E

M
B
E

R
 2
0
1
1

Section: APPENDIX J W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 487 of 1083



GUTTER LINE

SLOPE TO MEET

6’-0" 6’-0"

JOINT SEALANT

3/8" x 3/4"

WELDED WIRE MESH

6" x 6" W2.9 x W2.9
CONCRETE WALK

4" THICK

FROM 0 TO 6" HIGH

CURB BEYOND VARIES

PLAN

ELEVATION

END VIEW ANCHOR ROD

3"

3
"

5
"

4
 1
/4
"

3
/4
"

1
’-
6
"

5
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3
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"

1’-2" 1’-2"1’-4"

1 1/2"

1’-2"1’-2" 3’-8"

6’-0"

1
1
 3
/4
"

3/4" I.D. SLEEVES

11 3/4"

2-NO. 3 BARS
5/8" x 1’-6" ANCHOR RODS

3/4" I.D. SLEEVES FOR

14" O.C.

NO. 3 BARS AT

CONTINUOUS

NO. 3 BARS 

ANCHOR ROD

5/8" DIAMETER

FINISHED GRADE

CONCRETE

1"

RESERVED

PARKING

NOTE:

24" x 18"

FINISHED GRADE

595A, NUMBER 20095

COLOR STANDARD

CONTROL DEVICES.

MANUAL ON UNIFORM TRAFFIC

DEPARTMENT OF TRANSPORTATION 

ALL SIGNS SHALL CONFORM TO THE 

6
’-
0
"

3
’-
4
"

4
"

1’-0"

RESERVED

PARKING

HOLES

3/8" DIA.

TO POST

SECURELY

MOUNT SIGN

SIGN POST

O.D. STEEL

2 1/2"

VAN

ACCESSIBLE

595A, NUMBER 20095

COLOR STANDARD

2’-0"

SEE

WHEEL STOP, 

RAMP

NEW CONCRETE

SIDEWALK

NEW CONCRETE

SLOPE

S
L
O
P
E

M
A

X
.

1
:1
2

SLOPE

WHITE STRIPES

PAINTED

NEW 4" WIDE

CURB

TERMINATE

24" x 18"

BUTT JOINT

5’-0" 8’-0" 5’-0" 8’-0" 8’-0" 8’-0"

42’-0"

SPACE

HANDICAPPED

TYPICAL

SPACE

HANDICAPPED

TYPICAL

SPACE

VAN

HANDICAPPED

 

3’-0" 3’-0"
CURB

TERMINATE

LIP OF GUTTER

BACK OF CURB

APPROVED STANDARD MANUFACTURED WHEEL STOP MAY BE USED.

 

NOTE:
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WHITE PAINT

BLUE PAINT

9°

WHITE PAINTBLUE PAINT
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PAINTED
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 R
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R

1’-6" R
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OF PARKING STALL

CENTERLINE
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PARKING SYMBOL,
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C-504

2

C-504
4

C-504

2

C-504

5

C-504

3

C-504

SIGN, SEE

VAN ACCESSIBLE HANDICAPPED

1
C-504

HANDICAPPED PARKING LAYOUT PLAN

4’0 8’

"=1’-0"1/8SCALE: 

16’

2
NO SCALE

HANDICAPPED SIGN MOUNTING DETAIL
C-504

3
NO SCALE C-504

HANDICAPPED PARKING SYMBOL DETAIL 4
NO SCALE C-504

HANDICAPPED CURB-RAMP SECTION 5
NO SCALE C-504

WHEEL STOP DETAIL

PAVEMENT

BITUMINOUS
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B
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D
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C-505
12

CONCRETE SLAB

GUTTER

LIP OF 

BY OTHERS

DUMPSTERS

CONCRETE SLAB

FILLER

EXPANSION JOINT

3/4" WIDE PREMOLDED

BACK OF CURB

BY OTHERS

DUMPSTERS

11’-0" 13’-0"

CONCRETE CAP

OFFICER

SPECIFIED BY CONTRACTING

PAINT PIPE GUARD COLOR AS

FINISHED GRADE

FOOTING

CONCRETE

NEW 2500 PSI

1’-4"

6
"

4
’-
0
"

4
’-
0
"

CONCRETE

FILL SOLID WITH

6" DIAMETER PIPE

 
 
 
 
 
 
 
 
 

2’0 4’

SCALE: 1/4"=1’-0"

8’

C-505C-505

C-505C-505
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1
’-
0
"

C-505

SEE

PIPE GUARDS,

2
1
’-
0
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23

4
NO SCALE

PIPE GUARD DETAIL2

3JUNCTURE OF DUMPSTER PAD WITH CURB AND GUTTER 1DUMPSTER ENCLOSURE PLAN

4 C-505C-505
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"
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6
"

6
"
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"

6
"

6" 3’-0"

NEW DUMPSTER PAD NEW FLEXIBLE PAVEMENT

AT 1’-4" O.C. BOTH WAYS

REINFORCED WITH NO. 4 BARS

PORTLAND CEMENT CONCRETE

PRIME COATTACK COAT

BARS

NO. 4 

1

1

JUNCTURE OF NEW DUMPSTER PAD AND NEW FLEXIBLE PAVEMENT

STEEL GATES

FACE OF CURB

0 1’ 2’

SCALE: 1"=1’-0"

DENSITY (ASTM D 1557)

100% OF MAXIMUM LABORATORY

COMPACTED TO AT LEAST

6" BASE COURSE

DENSITY (ASTM D 1557)

AT LEAST 90% OF MAXIMUM LABORATORY

6" RAW SUBGRADE COMPACTED TO

DENSITY (ASTM D 1557)

AT LEAST 100% OF MAXIMUM LABORATORY
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"
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"
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6
"
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"
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3/4" WIDE PREMOLDED
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2’-6" LONG
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REINFORCED WITH NO. 4 BARS

PORTLAND CEMENT CONCRETE

NO. 4 BARS

1

1

5/8" – 1/8"
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LABORATORY DENSITY (ASTM D 1557)

TO AT LEAST 95% OF MAXIMUM

BASE COURSE COMPACTED
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NO SCALE

2
C-506

NO SCALE

3
C-506

LATCH DETAIL
NO SCALE

4
C-506

LOCK BAR DETAIL

NO SCALE

5
C-506

SLIDE PLATE DETAIL

NO SCALE

6
C-506

PIVOT PIPE DETAILS
NO SCALE

7
C-506

SUPPORT PIPE DETAILS

NO SCALE

8
C-506

DETAIL

NO SCALE

9
C-506

SUPPORT PIPE ANCHOR DETAIL

NO SCALE

10
C-506

PIVOT PIPE TOP DETAIL
NO SCALE

11
C-506

PIVOT PIPE TOP DETAIL

NO SCALE

13
C-506

NO SCALE

12
C-506

SUPPORT PIPE SECTION

ELEVATION

SUPPORT PIPE

SECTION A-A

PIVOT PIPE

SIDE VIEWFRONT VIEW

3

C-506

8

C-506

12

C-506

12

C-506

GENERAL NOTES:

ROUND TOP

TO POST

WELD EYE BOLT

CONCRETE

FILL PIPE WITH

CONCRETE

1/4 
1/4 

TYP

FLANGE

LOCKING 

1/2" PLATE

PLATES (4 TOTAL)

3/8" GUSSET

1/4 
TYP

1/4 

1/2" BASE PLATE

3 1/16" 3 1/16" 3 1/16"

1 1/2"

1
/2
"

5
"

1
"

1
/2
"

6 1/2"

1
/2
"

1/2"

3 1/16"

7" 7"

9
"

9
"

7
"

7
"

9" 9"

HOLES

7/8" DIA.

4 7/8" R

FLANGE

LOCKING

1/2" PLATE

PLATE

1/2" BASE

AA

FITTING

GREASE

HYDRAULIC

1/8" BULLNECK

PLATE

1/2" FLANGE

HOLE

LOCK PIN

7/8" DIA.

JOINT)

WELD VERTICAL 

PLATE (GROOVE 

WEATHER SKIRT

1/8" x 2" CONT.

WALL TUBE

6 3/4" O.D. x 1/4"

PLAN PLAN

OF PIPE

WELDED TO TOP

1/2" PLATE CAP

WALL TUBE

x 1/4"

6 3/4" O.D. 

PLATE

1/2" FLANGE

OF PIPE

WELDED TO TOP

1/2" PLATE CAP

PIPE

5/16" WALL

6 1/8" O.D. x

LOCKING FLANGE

1/2" PLATE

(4 TOTAL)

PLATES 

3/8" GUSSET

1/2" BASE PLATE

1
/2
"

2
"

6 1/4"

3
 1
5
/1
6
"

3
’-
0
"

3
’-
5
 1
5
/1
6
"

4
’-
1
"

1
 3
/4
"

5
 5
/1
6
"

7
 1
/1
6
"

1
/2
"

6
"

1
/2
"

3
’-
6
" 
(+

1
/1
6
",
-0
")

7
"

1
/2
"

6 1/8"

5
’-
0
"

3
’-
0
"

6
"

1’-6"

DIA.

WALL TUBE

6 3/4" O.D. x 1/4"

PLATE

1/2" FLANGE

WELD VERT. JT.)

PLATE (GROOVE 

WEATHER SKIRT

1/8" x 2" CONT.

(4 TOTAL)

7/16" DIA. HOLES

PIN HOLE

7/8" DIA. LOCK

1/4 
1/8 

1/8" 6 3/8" 6 3/8"

1 1/2"

3 1/8" 3 1/8"3" 3"

1
/4
"

2
"

5
/8
"

1/8"

1/4"1/4"

BOTH PIPE FLANGES

PIN HOLE THROUGH

L 7/8" DIA. LOCKC

ASSEMBLIES REQUIRED)

NUT (4 GALVANIZED

WITH SELF-LOCKING

3/8" DIA. BY 1" BOLT

PLATE (TYP.)

3/8" GUSSET

C
L
R
.

1
/1
6
"

PIVOT PIPE

6 3/4" O.D.

PIVOT PIPE

6 1/8" O.D.

3" TYP.

SEE

LATCH,

(TYP.)

TUBING 

3" O.D.

AT 12" O.C.

NO. 4 TIES

TUBING

3" O.D.

BOLT

SLIDE

1/2" DIA.

PLATES

SLIDE

(UP POSITION)

LOCK BAR

3
’-
0
"

1
2
"

5
’-
6
"

1
’-
6
"

4" CLEAR

4 1/2"R.

9
"

6
"

9
"

1
2
"

4
" 2
’-
0
" 
T

Y
P
.

8
"

6"

DIA.

3 1/2"

1 5/8"1 5/8"

2
"

5
 1
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"

5/8"

3/4"1
/2
"

3/4" 3
/4
"

8
"

7
 3
/4
"

1
/4
"

1/4"1"

1/8 

SLOT

5/8" x 5 1/2"

3/8" R

HOLE

1/2" DIA.

1 1/2"1/4"

SLIDE PLATE

1 3/4" x 3" x 1/4"

SLIDE PLATE

1 3/4" x 6" x 1/4"

SLIDE PLATE

1 3/4" x 6" x 1/4"

1/8 

SLIDE PLATE

1 3/4" x 4" x 1/4"

1
/4
"

1
/4
"

HOLE

BOLT

SLIDE

1/2" DIA.

HOLE

DIA.

1/2"

1/2"

1
 5
/1
6
"

6
"

4
 1
1
/1
6
"

3/4"

3/4"1 3/4"

3
/4
"

3
"

1"

4
"

1"

SEE DETAIL

GROUT

LEVELING

1" MIN.

3/4" CHAMFER

PIVOT PIPE

SUPPORT PIPE

#4 TIE BAR

ONE EXTRA 

NUT (4 TOTAL)

BOLTS W/HEX

3/4" DIA. ANCHOR

3
"

6
" 2
"

2
"

1
"

18"

4"

SUPPORT PIPE

PIVOT PIPE

GRIND SMOOTH

1/8 

PLATE ONLY

INTO PIVOT PIPE CAP

GREASE FITTING TAPPED

1/8" BULLNECK HYDRAULIC

L SUPPORT POSTC

OF PIPES

WELDED TO TOP

1/2" PLATE CAPS

AROUND

1/16" ALL

BEVEL CORNER

PIVOT PIPE

 

PIPE

SUPPORT

4"

6 1/8" O.D.

6 3/4" O.D.

1 1/2"

HOLES (TYP.)

SLOTTED

15/16" x 1 9/16"

NO SCALE

1
C-506

14

C-506

(TYP.)

2" O.D. TUBING 

PIPE

PIVOT

AT 12" O.C.

NO. 4 TIES

BARS (4 TOTAL)

NO. 6 LONGITUDINAL

CONCRETE

5
’-
6
"

1
’-
6
"

4 1/2"R.

6"

DIA.

2’-0"

DOUBLE SWING GATE DETAILSINGLE SWING GATE DETAIL

3" CLR.

3
’-
0
"

1
’-
0
"

2
 1
/2
 "

(TYP.)

3" O.D. TUBING 

     05500 MISCELLANEOUS METALS OF THE SPECIFICATIONS.

6.  GATE ASSEMBLIES SHALL BE HOT-DIP GALVANIZED IN ACCORDANCE WITH SECTION

 

5.  ALL WELDS SHALL BE 1/4" UNLESS OTHERWISE NOTED.

 

4.  ALL TUBING SHALL BE COLD DRAWN SEAMLESS STEEL.

 

     6 1/4" O.D. x 3/8" WALL TUBE. 

3.  SUPPORT PIPE SHALL BE MACHINE TURNED TO 6 1/8" O.D. x 5/16" WALL FROM A

 

     TIGHT TO 3" O.D. TUBING ON L AS SHOWN.

2.  2" O.D. TUBING SHALL HAVE 1/4" THICK WALL.  TUBING SHALL BE WELDED MOISTURE

 

    TIGHT TO PIVOT PIPE AT CENTERLINE OF SUPPORT ASSEMBLY.

1.  3" O.D. TUBING SHALL HAVE 1/4" THICK WALL.  TUBING SHALL BE WELDED MOISTURE

NO SCALE

14
C-506

GATE KEEPER POST DETAIL

ROUND TOP

CONCRETE

FILL PIPE WITH

CONCRETE

4
’-
0
"

3
’-
0
"

1’-6"

DIA.

6
"

SLIDE PLATE, SEE
5

C-506

4" CLEAR

CHAIN WITH SAFETY SNAP 

YELLOW

STEEL PIPE PAINTED SAFETY

STANDARD WEIGHT NPS 6 (6" DIA.)  

4
’-
0
"

1’-6"

3
’-
6
"

5’-9" 5’-9" 5’-8"

17’-2"

DIA.

SEE

WITH LATCH,

GATE KEEPER POST

GATE KEEPER POST WITH LATCH DETAIL

4’-8" 4’-8" 4’-8" 4’-8" 4’-8" 4’-8"

14’-0"14’-0"

(TYP.)

2" O.D. TUBING 

PIPE

PIVOT

BARS (4 TOTAL)

NO. 6 LONGITUDINAL

CONCRETE 2’-0"

3" CLR.

2
 1
/2
"

SEE

LATCH,

C-506

3

YELLOW

STEEL PIPE PAINTED SAFETY

STANDARD WEIGHT NPS 6 (6" DIA.) 

10.  SINGLE SWING GATE SHALL BE PART OF ATFP BOUNDARY.

       METALS OF THE SPECIFICATIONS.

9.    STEEL PIPE FOR GATE AND POSTS SHALL CONFORM TO SECTION 05500 MISCELLANEOUS

 

       DETERMINE EXACT LOCATION AND CHAIN LENGTH (APPROXIMATE 3’-0" LONG).

       POST TO SECURE GATE LEAF WHEN IN THE OPEN POSITION.  THE CONTRACTOR SHALL

8.    INSTALL GALVANIZED EYE BOLT WITH 1/4" PROOF COIL CHAIN AND SAFETY SNAP ON GUARD

 

       LOCK PIN SHALL BE SECURED TO PIVOT PIPE WITH SAFETY SNAP CHAIN.

7.    LOCK PIN SHALL BE 3/4" DIAMETER DRAWBAR PIN WITH 4" USABLE LENGTH (2 REQUIRED).

 

       05500 MISCELLANEOUS METALS OF THE SPECIFICATIONS.

6.    GATE ASSEMBLIES SHALL BE HOT-DIP GALVANIZED IN ACCORDANCE WITH SECTION

A

B

C

D

1 2 3 4 5
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3
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12" MAX.

3’-0"
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-
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"
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T

T.C. 2 1/2"

GRAVEL SURFACE

OFF FROM LEAVING SITE

GRADE TO PREVENT RUN-

EXISTING GRADE

TOP OF CURB

ROADWAY

TYPICAL

8" ROCK

ROADWAY

CURB LINE ROADWAY
TRANSITION TO

TYPICAL

GRAVEL SURFACE

M
IN
.

BOTH SIDES OF FABRIC.
FABRIC, THE DISRUPTED SOIL SHALL BE COMPACTED ON
IS PILLED THROUGH THE GROUND.  AFTER INSTALLING THE
FENCE FABRIC INTO THE OPENING CREATED AS THE BLADE
INTO THE GROUND AND SIMULTANEOUSLY PULLING SILT
CUSTOM-SHAPED BLADE AT LEAST 10 INCHES PENETRATED
SILT FENCE SHALL BE INSTALLED USING A NARROW
 
NOTE:

DISRUPTED SOIL
DURING INSERTION-

NO WASHOUTS
AFTER COMPACTION-

PROFILE

PLAN VIEW

STATIC SLICING

GENERAL NOTES:

    CONSTRUCTION SITE.

    SHALL BE INCORPORATED TO PREVENT RUNOFF FROM LEAVING THE

7.  DRAINAGE: ENTRANCE SHALL BE PROPERLY GRADED OR A DRAINAGE SWALE 

 

    ROADWAY SHALL BE REMOVED IMMEDIATELY.

    SEDIMENT. ALL SEDIMENT SPILLED, DROPPED, WASHED OR TRACKED ONTO

    DEMAND AND REPAIR AND OR CLEANOUT OF ANY MEASURES USED TO TRAP

    REQUIRE PERIODIC TOP DRESSING WITH ADDITIONAL STONE AS CONDITIONS

    PREVENT TRACKING OR FLOWING OF SEDIMENT ONTO ROADWAYS. THIS MAY

6.  MAINTENANCE: THE ENTRANCE SHALL BE MAINTAINED IN A CONDITION WHICH SHALL

 

    METHODS.

    FROM ENTERING ANY STORM DRAIN, DITCH, OR WATER COURSE USING APPROVED

    APPROVED TRAP OR SEDIMENT BASIN.  ALL SEDIMENTS SHALL BE PREVENTED

    DONE ON AN AREA STABILIZED WITH CRUSHED STONE WHICH DRAINS INTO AN

    PRIOR TO ENTRANCE ONTO ROADWAY.  WHEN WASHING IS REQUIRED, IT SHALL BE

5.  WASHING: WHEN NECESSARY. WHEELS SHALL BE CLEANED TO REMOVE SEDIMENT

 

4.  WIDTH: NOT LESS THAN FULL WIDTH OF ALL POINTS OF INGRESS OR EGRESS.

 

3.  THICKNESS: NOT LESS THAN 8 INCHES.

 

2.  LENGTH: AS EFFECTIVE, BUT NOT LESS THAN 60’-0".

 

1.  STONE SIZE: 3" TO 5" OPEN GRADED ROCK.

 

 

SILT CONTROL NOTES:

    TRENCH IS OPEN. 

    SEWER MAIN TRENCH AND MAINTAIN THE SILT FENCE AS LONG AS THE 

2.  INSTALL A MINIMUM OF 50’-0" OF SILT FENCE PARALLEL TO THE OPEN

    MAINTAIN THE SILT FENCE FOR THE DURATION OF THE PROJECT.

1.  INSTALL SILT FENCE ACROSS EXISTING DRAINAGE AT LOCATIONS SHOWN.

GENERAL NOTES:

    POST SHALL BE EMBEDDED A MINIMUM OF 12 INCHES.

    AT A SLIGHT ANGLE TOWARD THE ANTICIPATED RUNOFF SOURCE.

1.  STEEL POSTS WHICH SUPPORT THE SILT FENCE SHALL BE INSTALLED 

    WASHED GRAVEL ON UPHILL SIDE TO PREVENT FLOW UNDER FENCE.

    CANNOT BE TREATED (E.G.IN PAVEMENT), WEIGHT FABRIC FLAP WITH 

    IS FLAT AND PERPENDICULAR TO THE LINE OF FLOW. WHERE FENCE 

    MECHANICAL TRENCHER, SO THAT THE DOWNSLOPE FACE OF THE TRENCH 

2.  THE TOE OF THE SILT FENCE SHALL BE TRENCHED IN WITH A SPADE OR

    THE GROUND AND BACKFILLED WITH COMPACTED MATERIAL.

    OF 6 INCHES WIDE TO ALLOW FOR THE SILT FABRIC TO BE LAID IN 

3.  THE TRENCH SHALL BE A MINIMUM OF 6 INCHES DEEP AND A MINIMUM 

    STEEL FENCE POST.

    POSTS OR TO WOVEN WIRE, WHICH IS IN TURN ATTACHED TO THE 

4.  SILT FENCE SHALL BE SECURELY FASTENED TO EACH STEEL SUPPORT 

    REPAIR OR REPLACEMENT SHALL BE MADE PROMPTLY AS NEEDED.

5.  INSPECTION SHALL BE MADE WEEKLY OR AFTER EACH RAINFALL EVENT AND

    SO AS NOT TO BLOCK OR IMPEDE STORM FLOW OR DRAINAGE.

6.  SILT FENCE SHALL BE REMOVED WHEN THE SITE IS COMPLETELY STABILIZED

    SILTATION.

    SITE AND IN SUCH A MANNER SO AS NOT TO CONTRIBUTE TO ADDITIONAL 

    6" INCHES. THE SILT SHALL BE DISPOSED OF AT AN APPROVED 

7.  ACCUMULATED SILT SHALL BE REMOVED WHEN IT REACHES A DEPTH OF

FLO
W

FLOW

ROCK BERM

FLOWFLO
W

5’-0" MAX.

CURB

CONCRETE

INLET

PROPOSED CURB

GENERAL NOTES:

    RETAINED AND ACCUMULATED AND RUNOFF TO ENTER INLET.

    SYSTEM IN SHEET-FLOW FASHION, ALLOWING SEDIMENT TO BE

    A MANNER THAT SURFACE RUNOFF WILL PERCOLATE THROUGH THE

2.  ROCK BERM USED AS INLET PROTECTION SHALL BE INSTALLED IN SUCH

 

    CONTINUE WORK UNTIL THE PAVING AREA HAS BEEN STABILIZED.

    THE END OF WORK EACH DAY AND REMOVED THE NEXT MORNING TO

1.  ROCK BERM BARRIERS SHALL BE INSTALLED IN FRONT OF INLETS AT

 

    IN AN APPROVED MANNER.

    ACCUMULATED SILT SHALL BE REMOVED AND DISPOSED OF

6.  WHEN THE SITE IS COMPLETELY STABILIZED, THE BERM AND

 

    REACHES 6 INCHES.

    ROCK BERMS; SILT SHALL BE REMOVED WHEN ACCUMULATION

5.  DAILY INSPECTION SHALL BE MADE ON SERVE SERVICE

 

    SILTATION PROBLEM.

    APPROVED SITE AND IN A MANNER AS TO NOT CREATE A

    THE SILT SHALL BE REMOVED AND DISPOSED OF AT AN

    HEIGHT OF THE BERM OR 12 INCHES, WHICHEVER IS LESS,

4.  WHEN SILT REACHES A DEPTH EQUAL TO ONE-THIRD THE

 

    TRAFFIC DAMAGE, ETC.

    ACCUMULATION AMONG THE ROCKS, WASHOUT, CONSTRUCTION

    CEASES TO FUNCTION AS INTENDED, DUE TO SILT

    WIRE SHEATHING SHALL BE REPLACED WHEN THE STRUCTURE

    EACH RAIN, AND THE STONE AND/OR FABRIC CORE-WOVEN

3.  THE ROCK BERM SHALL BE INSPECTED WEEKLY OR AFTER

 

    AND MINIMUM WIRE DIAMETER OF 1/32 INCH.

    WIRE SHEATHING HAVING MAXIMUM 1 INCH OPENING

2.  THE ROCK BERM SHALL BE SECURED WITH A WOVEN

 

    3-5 INCHES DIAMETER FOR OTHER CONDITIONS.

    STREAM FLOW CONDITION; USE OPEN GRADED ROCK

1.  USE ONLY OPEN GRADED ROCK 4-8 INCHES DIAMETER FOR

 

 GENERAL NOTES:WIRE FABRIC

1/32" 

WIRE FABRIC

1/32" 

4"-8" DIAMETER

OPEN GRADED ROCK

3"

GENERAL NOTES:

5.  SEDIMENT LOG SHALL BE SECURED AS RECOMMENDED BY MANUFACTURER.

 

    BARE SOILS TURF REINFORCEMENT BLANKETS, AND AROUND CATCH BASIN.

4.  SEDIMENT LOG SHALL BE PLACED IN DITCH BOTTOMS, SWALES, WATERWAYS, OVER

 

3.  SEDIMENT LOG SHALL BE 12-INCH DIAMETER OR LESS.

 

2.  SEDIMENT LOG SHALL BE WEED SEED FREE.

 

1.  SEDIMENT LOG SHALL BE BIODEGRADABLE OR NON-BIODEGRADABLE MATERIAL.

 

 

STORM WATER MANAGEMENT ACTIVITIES:

    IN PROXIMITY OF THE DEMOLITION SITES. 

8.  PROVIDE STRUCTURAL DETAILS NO. 2 OR NO. 5 AT EXISTING STORM GRATES

 

    AREAS HAS ACHIEVED 70% OF THE BACKGROUND NATIVE VEGETATION.

7.  FINAL STABILIZATION IS ACCOMPLISHED WHEN VEGETATION AT THE DISTURBED

 

    PREVENTION PLAN FOR REQUIREMENTS.

6.  REFERENCE SPECIFICATION SECTION 01356-BASIC STORM WATER POLLUTION

 

    AND ACCEPTED, REMOVE ALL CONTROLS.

5.  WHEN THE PROJECT AREA HAS STABILIZED AND ALL CONSTRUCTION IS COMPLETED

 

    PERIMETER OF STOCKPILE MATERIAL.

    SOIL RETENTION BLANKETS AND SILT FENCE SHALL BE ERECTED AROUND THE

4.  SOIL STOCKPILES LEFT OVER A PERIOD OF SEVEN DAYS SHALL BE COVERED WITH

 

3.  BACKFILL THE UTILITY TRENCHES IN A TIMELY MANNER TO MINIMIZE EROSION.

 

    INLETS AS SHOWN ON THE PLANS.

    COLLECTS OR EXITS THE PROJECT.  INSTALL ROCK BERM DIKES AT ALL CURB

2.  INSTALL SILT FENCES AS SHOWN ON THE PLANS AND WHEREVER STORM WATER

 

1.  CONSTRUCT STABILIZED CONSTRUCTION ENTRANCES AS SHOWN ON THE PLANS.

SUPPORT POST DETAIL

GROUND.

FABRIC IS ALLOWED ABOVE

NO MORE THAN 24" OF A 36"

NOTE:

MAX. 24"

PONDING HEIGHT:

SIDE OF POST

TO UPSTREAM

ATTACH FABRIC

60 P.S.I. OR GREATER

WITH DEVICE EXERTING

2 TO 4 TIMES

SIDE OF SILT FENCE

DRIVE OVER EACH

FLOW

100% COMPACTION 100% COMPACTION

AS FABRIC ABOVE GROUND.

AS MUCH BELOW GROUND

POST DEPTH:

4’ MAX. ON POOLING AREAS.

7’ MAX. ON OPEN RUNS.

POST SPACING:

FLO
W

FLOW

FLO
W

ROCK BERM

FLOW

S
T
E
E
L
 S

U
P
P

O
R

T
 P

O
S
T

60’-0"

5’-0"10’-0"

60’-0"

2
4
’-
0
"

10’-0"

C-507
14

2
NO SCALE C-507

CURB INLET ROC K BERM 4
NO SCALE C-507

ROC K BERM DETAIL

3
NO SCALE C-507

6
NO SCALE C-507

1
NO SCALE C-507

STABILIZED ENTRANCE

SILT FENCE

5
NO SCALE C-507

SEDIMENT LOG

INLET ROC K BERM

A

B

C

D

1 2 3 4 5
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APPENDIX K 
 

FUEL COST INFORMATION 
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Fuel Cost Information 
 
 
 
 
 
The following utility rates for this installation are provided for design 

 
Electrical: 
Energy Charge - $0.1041* per kilowatt-hour 

 
Natural Gas: 
Commodity Charge Rate* - $7.396400 per thousand cubic feet 

 
Water: 
Commodity Charge Rate - $4.106100 per thousand gallons 

 
Sewer: 
Commodity Charge Rate - $2.815700 per thousand gallons 

 
Refuse Removal: 
Dumpers - $114.76 per pick up 
Recyclers - $92.40 per pick up 

 
*Recalculated Monthly (Refers to average monthly cost per unit 
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APPENDIX L 
 

LEED Project Credit Guidance 
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1 

APPENDIX L 

LEED Project Credit Guidance (DEC 10) 

This spreadsheet indicates Army required credits, Army preferred credits, project-specific ranking of individual 
point preferences, assumptions guidance for individual credits, and references to related language in the RFP 
for individual credits.  
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PAR FEATURE REMARKS  

SUSTAINABLE SITES  

SSPR1 
Construction Activity Pollution 
Prevention (PREREQUISITE)  Rqd Rqd 

All LEED prerequisites 
are required to be met.  

SS1 Site Selection  1 

See paragraph LEED 
CREDITS 
COORDINATION. 
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SS2 
Development Density & Community 
Connectivity - OPTION 1 DENSITY   X 

See paragraph LEED 
CREDITS 
COORDINATION.  

  

Development Density & Community 
Connectivity - OPTION 2 

CONNECTIVITY   X 

See paragraph LEED 
CREDITS 
COORDINATION.  

SS3 Brownfield Redevelopment   X 

See paragraph LEED 
CREDITS 
COORDINATION.  

SS4.1 
Alternative Transportation: Public 

Transportation Access   

See paragraph LEED 
CREDITS 
COORDINATION.  

SS4.2 
Alternative Transportation: Bicycle 

Storage & Changing Rooms Pref 1  

Assume that non-
transient building 
occupants are NOT 
housed on Post unless 
indicated otherwise. 

SS4.3 

Alternative Transportation: Low 
Emitting & Fuel Efficient Vehicles - 

OPTION 1     

Requires provision of 
vehicles, which cannot 
be purchased with 
construction funds. 
Assume Government will 
not provide vehicles 
unless indicated 
otherwise. Assume that 
50% of GOV fleet is 
NOT alternative fuel 
vehicles unless indicated 
otherwise. 

SS4.3 

Alternative Transportation: Low 
Emitting & Fuel Efficient Vehicles - 

OPTION 2 Pref    

SS4.3 

Alternative Transportation: Low 
Emitting & Fuel Efficient Vehicles - 

OPTION 3    X 

Requires provision of 
vehicle refueling 
stations. Installation 
must support type of fuel 
and commit to 
maintaining/supporting 
refueling stations. 

SS4.4 
Alternative Transportation: Parking 

Capacity Pref    
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SS5.1 
Site Development: Protect or 

Restore Habitat   1   

SS5.2 
Site Development: Maximize Open 

Space Pref   

Assume AGMBC option 
for aggregated open 
space at another 
location on the 
installation is not 
available to the project 
unless indicated 
otherwise. 

SS6.1 Stormwater Design: Quantity Control Pref 1  

See paragraph 
STORMWATER 
MANAGEMENT.  

SS6.2 Stormwater Design: Quality Control Pref  1 

 See paragraph 
STORMWATER 
MANAGEMENT.  

SS7.1 Heat Island Effect: Non-Roof Pref  1   

SS7.2 Heat Island Effect: Roof Pref 1  

 Coordinate with nearby 
airfield requirements, 
which may preclude this 
credit. 

SS8 Light Pollution Reduction Pref 1   

          

WATER EFFICIENCY  

WEPR1 
Water Use Reduction (Version 3 

only) Rqd Rqd  
All LEED prerequisites 
are required to be met. 

WE1.1 
Water Efficient Landscaping: 

Reduce by 50% Pref 1 

See paragraph 
IRRIGATION. Project 
must include 
landscaping to be 
eligible for this credit. 

WE1.2 
Water Efficient Landscaping: No 

Potable Water Use or No Irrigation Pref  1 

 Project must include 
landscaping to be 
eligible for this credit. 

WE2 
Innovative Wastewater 

Technologies - OPTION 1   1    

WE2 
Innovative Wastewater 

Technologies - OPTION 2       

WE3 Water Use Reduction Pref  1 

See paragraph 
BUILDING WATER USE 
REDUCTION.  
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ENERGY AND ATMOSPHERE  

EAPR1 

Fundamental Commissioning of the 
Building Energy Systems 

(PREREQUISITE) Rqd Rqd 
All LEED prerequisites 
are required to be met. 

EAPR2 
Minimum Energy Performance 

(PREREQUISITE) Rqd Rqd 
All LEED prerequisites 
are required to be met. 

EAPR3 
Fundamental Refrigerant 

Management (PREREQUISITE) Rqd Rqd 
All LEED prerequisites 
are required to be met. 

EA1 Optimize Energy Performance Rqd 
Rqd 

(7pts) 

Earning of LEED EA1 
points as indicated in 
paragraph ENERGY 
CONSERVATION, as a 
minimum, is required.  

EA2.1 On-Site Renewable Energy Pref   

 See paragraph 
ENERGY 
CONSERVATION. 

EA3 Enhanced Commissioning   

See paragraph 
COMMISSIONING. The 
Commissioning Authority 
may be provided through 
the Design-Build 
Contractor only if in 
accordance with USGBC 
Credit Interpretation 
Ruling (CIR) dated 
9/15/06. Commissioning 
Authority activities begin 
during design phase and 
continue well beyond 
beneficial occupancy. 
Assume Government will 
not provide CxA post-
occupancy activities 
unless indicated 
otherwise. 

EA4 Enhanced Refrigerant Management  1  

EA5 Measurement & Verification    1 

Assume Government will 
not provide post-
occupancy activities 
unless indicated 
otherwise. 

EA6 Green Power   X 

See paragraph LEED 
CREDITS 
COORDINATION.  
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MATERIALS AND RESOURCES  

MRPR1 
Storage & Collection of Recyclables 

(PREREQUISITE) Rqd Rqd 

All LEED prerequisites 
are required to be met. 
Coordinate with 
Installation during design 
development on 
collection service and 
receptacles.  

MR1 Building Reuse       

       

       

MR2.1 
Construction Waste Management: 

Divert 50% From Disposal Pref 1 

See paragraph 
CONSTRUCTION AND 
DEMOLITION WASTE 
MANAGEMENT. 

MR2.2 
Construction Waste Management: 

Divert 75% From Disposal Pref    

MR3 Materials Reuse      

       

MR4.1 
 Recycled Content: 10% (post-
consumer + 1/2 pre-consumer) Pref 1  

See paragraph 
RECYCLED CONTENT. 

MR4.2 
 Recycled Content: 20% (post-
consumer + 1/2 pre-consumer) Pref  1  

MR5.1 

Regional Materials:10% Extracted, 
Processed & Manufactured 

Regionally       

MR5.2 

Regional Materials:20% Extracted, 
Processed & Manufactured 

Regionally       
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MR6 Rapidly Renewable Materials Pref   

See paragraph 
BIOBASED AND 
ENVIRONMENTALLY 
PREFERABLE 
MATERIALS and 
paragraph FEDERAL 
BIOBASED PRODUCTS 
PREFERRED 
PROCUREMENT 
PROGRAM. 

MR7 Certified Wood Pref   

See paragraph 
BIOBASED AND 
ENVIRONMENTALLY 
PREFERABLE 
MATERIALS. 

          

INDOOR ENVIRONMENTAL QUALITY  

EQPR1 
Minimum IAQ Performance 

(PREREQUISITE) Rqd Rqd 
All LEED prerequisites 
are required to be met.  

EQPR2 
Environmental Tobacco Smoke 

(ETS) Control (PREREQUISITE) Rqd Rqd 

All LEED prerequisites 
are required to be met. 
Assume all buildings are 
smoke free unless 
indicated otherwise 
(family housing,   
barracks and other 
lodging are facility types 
where smoking may be 
permitted in some 
cases). Except where 
indicated otherwise, 
provide an outdoor 
designated smoking 
area (with signage but 
no structure) which will 
be at least 50 feet from 
common points of 
ingress/egress, building 
air intakes and operable 
windows.  Designated 
smoking area will not be 
located in an area that is 
commonly used by 
nonsmokers. 

EQ1 Outdoor Air Delivery Monitoring       

EQ2 Increased Ventilation      

EQ3.1 
Construction IAQ Management 

Plan: During Construction Pref 1  

See paragraph 
CONSTRUCTION IAQ 
MANAGEMENT. 

EQ3.2 
Construction IAQ Management 

Plan: Before Occupancy Pref   

 See paragraph 
CONSTRUCTION IAQ 
MANAGEMENT. 
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EQ4.1 
Low Emitting Materials: Adhesives & 

Sealants Pref 1  
See paragraph LOW-
EMITTING MATERIALS. 

EQ4.2 
Low Emitting Materials: Paints & 

Coatings Pref 1  
See paragraph LOW-
EMITTING MATERIALS. 

EQ4.3 
Low Emitting Materials: 

Carpet/Flooring Systems Pref 1  
See paragraph LOW-
EMITTING MATERIALS. 

EQ4.4 
Low Emitting Materials: Composite 

Wood & Agrifiber Products Pref  1 
See paragraph LOW-
EMITTING MATERIALS. 

EQ5 
Indoor Chemical & Pollutant Source 

Control Pref   

 System requiring weekly 
cleaning to earn this 
credit is not a permitted 
option unless indicated 
otherwise. 

EQ6.1 Controllability of Systems: Lighting       

EQ6.2 
Controllability of Systems: Thermal 

Comfort      

EQ7.1 Thermal Comfort: Design Rqd 1  

 See paragraph 
HEATING, 
VENTILATING AND AIR 
CONDITIONING. 

EQ7.2 Thermal Comfort: Verification     

Project must earn credit 
EQ7.1 to be eligible for 
this credit. Assume 
Government will not 
provide post-occupancy 
activities unless 
indicated otherwise.  

EQ8.1 
Daylight & Views: Daylight 75% of 

Spaces Pref 1  
See paragraph 
DAYLIGHTING. 

EQ8.2 
Daylight & Views: Views for 90% of 

Spaces Pref    

          

INNOVATION & DESIGN PROCESS  

IDc1.1 Innovation in Design     

 See paragraph 
INNOVATION AND 
DESIGN CREDITS. 
Assume Government will 
not provide any activities 
associated with ID 
credits. 

IDc1.2 Innovation in Design       

IDc1.3 Innovation in Design       

IDc1.4 Innovation in Design       

IDc2 LEED Accredited Professional Rqd Rqd LEED AP during design 
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and construction is 
required. 

          
REGIONAL 
 PRIORITY  
CREDITS (Version 3 only)    

See paragraph LEED 
CREDITS 
COORDINATION. 
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APPENDIX M 
 

OWNER’S PROJECT REQUIREMENTS 
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22 Jul 10 - APPENDIX M 

FIRESTATIONS 

USACE LEED Owner’s Project Requirements – Edited By HNC 
1 

 

Owner’s Project Requirements (OPR) Document 
for LEED Fundamental Commissioning 

Purpose: The general purpose of this document is to provide clear and concise documentation of the Owner’s 
goals, expectations and requirements for commissioned systems, and further this document shall be utilized 
throughout the project delivery and commissioning process to provide an informed baseline and focus for design 
development and for validating systems’ energy and environmental performance. The Owner’s Project 
Requirements Document is a required document for purposes of LEED - Fundamental Commissioning of the 
Building Energy Systems.  This document is to be used conjunctively with the RFP.  However in areas where this 
APPENDIX M document presents ambiguity or conflicts with regards to the RFP – RFP shall govern and it 
recommend that the Geographic District provide the statement:  “Refer to RFP” as appropriate.  

 

Project Title/ Project Number:    Modified Two Company Headquarters Fire 
Station, Fort Polk Joint Readiness Training 
Center 

                                                                           
 

Disclaimer: While assistance with APPENDIX M has been provided by the COS – This document shall be reviewed 
and completed by the Geographic District and approved and coordinated with Base Installation/End User or 
Proponent as applicable to this project. It is provided as a tool to assist project teams in meeting the documentation 
requirements for LEED Fundamental Commissioning.  

 -Signatures - 

Completed by:         

                                                                                            
 
 Geographic Corps District – Project Manager                           Date 

 

Approved by:   

                                                                                           
 
     Installation/End User/ Proponent                         Date 
 

General Note to Project Managers:  The Owner’s Project Requirements Document should ideally be completed before the start 
of design and then furnished to the design team. It must be completed prior to the approval of Contractor submittals of any 
commissioned equipment or systems to meet LEED requirements. PMs are required to maintain this Owner’s Project 
Requirements Document in the project’s LEED documentation file under - Fundamental Commissioning of the Building Energy 
Systems.  
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22 Jul 10 - APPENDIX M 

FIRESTATIONS 

 

USACE LEED Owner’s Project Requirements – Edited By HNC 
2 

1. Owner and User Requirements and Broad Goals. 

 

1.1   Briefly describe the primary purpose, and use of this project. Also indicate any broad goals 
relative to program needs and future expansion (Example: office building with data center needs to 
flexible enough to accommodate soldiers during  deployment and emergency situations) 

The primary purpose is a firestation building which is used to promote life safety for the military 
community.                                                                                                                                                       
 

1.2 Briefly describe broad goals relative to quality of materials, construction cost, operational cost 
and life cycle of equipment. 

Please Refer to RFP for necessary requirements for quality of material, construction cost,                      
operational cost and life cycle on equipment.                                                                                                                   

 

2. Environmental and Sustainability Goals. 

 

2.1 Briefly describe the project goals relative to sustainability, environmental issues and energy 
efficiency. (Example: LEED Silver rating; Meet EPACT) 

The project is expected at minimum to meet the requirements for a LEED – Silver Rating. In            
addition the project must meet all necessary energy requirements for provisions of EPACT, EISA2007 
and other applicable Federal Mandates and code requirements.                                             

 

2.2 Briefly describe the project goals relative to building envelope and elements that will impact 
energy use. (Example: building orientation; facade of the building; fenestration requirements; roofing 
materials) 

Recommend the building and openings be oriented for best day lighting and energy performance. Ensure 
moisture and water control measures are properly installed. Ensure all project goals are listed in Division 
-1 of specifications as to identify performance expectations. Ensure glazing and skylight openings are 
properly flashed and sealed.  Ensure insulation R-values meet the minimum requirements. Ensure air 
leakage controls are implemented; test such as the blow door testing or infrared photos are encouraged in 
effort to examine joint sealant and other potential leaks.         

3.   Indoor Environmental Quality Requirements and the Equipment and System 
Expectations. 

 

3.1 As applicable to this project briefly describe any accommodations necessary for after hours use 
and or equipment and system expectations.  (Example: access control, lighting controls, daylighting 
controls, HVAC controls, domestic hot water, energy power) 
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22 Jul 10 - APPENDIX M 

FIRESTATIONS 

 

USACE LEED Owner’s Project Requirements – Edited By HNC 
3 

Ensure the lighting fixture type, number, location; desired light level controls and switching are        
consistent with the construction documents intent. Ensure the thermal controls and functions properly and 
spaces are comfortable, confirm that the efficiency of HVAC equipment, control functions and    sensor 
locations are consistent with construction documents as well.            

 

3.2 Briefly describe the lighting, temperature, humidity, air quality, and ventilation and filtration 
requirements relative to indoor environmental quality.  

Must meet or exceed the provisions of ASHRAE 62 for air quality, ventilation and filtration.                     

                                                                                                                                                                          

4.   Building Occupant and O&M Personnel Requirements.  

 

4.1 Indicate if the facility be connected to an EMCS. If so, what are the interface requirements? 
(example: monitoring points, control points, scheduling) 

Refer to RFP for all necessary interface requirements.        
             
            

 

4.2 Briefly describe the desired level of training and orientation for building occupants and O&M 
staff to understand and use the building systems.  

Provide a user manual for occupants who explain at minimum:  how energy efficient building system 
works, how to make minor adjustments and also provide in case of emergency information on who to 
contact for problems. Also include occupant training on complex systems. After one year of construction 
should conduct an evaluation which addresses energy use, utility cost, water use and also addresses  
occupant comments and concerns and financial performance.       
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22 Jul 10 - APPENDIX M 

FIRESTATIONS 

 

USACE LEED Owner’s Project Requirements – Edited By HNC 
4 

Table 1: Room Function and Requirements.  

Directions: Briefly describe expectations for each of the room spaces in the building. 

 
Type of Space 

 
Use / 

Activity 

 
Estimated  

Number of Occupants 

CLASSROOM/ DAY ROOM Used for instructional purposes; Assembly 
and large gatherings. 

Note: Refer to Modified Standard Design 
floor plans. 

OFFICES Used for administrative office functions; 
computer use. 

See Note above. 

KITCHEN/ BREAK AREAS Used for purposes of heating and 
reheating food/ meeting area / dinning 
area. 

See Note above. 

DORM ROOMS/ SUITES Used by on-call personnel for purpose of 
resting and sleeping. 

See Note above. 

LOBBY Used as a sitting waiting area.  See Note above. 

APPARATUS BAY Used to house fire trucks and fire station 
equipment 

See Note above. 

CONFERENCE ROOMS Used for small gatherings and private 
meetings. 

See Note above. 

MECH/ELECT/ COMM RM Used to facilities building service areas. See Note above. 

STORAGE AREA Used to house either hazardous or non-
hazardous supplies, or administrative 
office equipment. 

See Note above. 

Expected to meet all criteria and design requirements in both the RFP and Standard design. 
 
****** THIS MARKS THE END OF THIS DOCUMENT. 
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APPENDIX N 
 

REQUIREMENTS FOR MULTIPLE CONTRACTOR COMBINED PROJECTS 
 
 
 
 
 

(NOT USED) 
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YELLOW ITEMS: Sitework to achieve this credit and provide 
documentation for each building.  GREEN ITEMS: Each building to achieve 
this credit.  BROWN ITEMS: Both the Sitework and each Building to 
achieve this credit independently and in coordination with one another.

PAR FEATURE REMARKS 

SSPR1
Construction Activity Pollution 
Prevention (PREREQUISITE) NO NO R

Contractor is primary permittee. 
 

SS1 Site Selection NO NO 1
Combined Bldg/Site credit.  Both contractors shall be responsible for 
maintaining critical construction clearances.

SS2
Development Density & Community 

Connectivity NIC NIC

SS3 Brownfield Redevelopment NIC NIC

SS4 1
Alternative Transportation: Public 

Transportation Access NIC NIC

BUILDING: COMPANY OPERATIONS FACILITIES 

CATEGORY 1 – SUSTAINABLE SITES

SS4.1 Transportation Access NIC NIC

SS4.2
Alternative Transportation: Bicycle 

Storage & Changing Rooms NO NO 1

Combined Bldg/Site credit.  Sitework includes bicycle racks.  
 
_ _

SS4.3
Alternative Transportation: Low 

Emitting & Fuel Efficient Vehicles NIC NO 1

Sitework includes signage that reserves the closest (excluding handicapped 
spaces) 5% of the total vehicle parking spaces for low-emitting and fuel-
efficient vehicles per Option 2.

SS4.4
Alternative Transportation: Parking 

Capacity NIC NO 1

Sitework includes signage that reserves the next closest (excluding 
handicapped and low-emitting/fuel efficient vehicle spaces) 5% of the total 
vehicle parking spaces for carpools and vanpools per Option 1.

SS5.1
Site Development: Protect or Restore 

Habitat NIC NIC

SS5.2
Site Development: Maximize Open 

Space NIC NO 1 Sitework shall include for this area.

SS6.1 Stormwater Design: Quantity Control NIC NIC

SS6.2 Stormwater Design: Quality Control NIC NIC

SS7.1 Heat Island Effect: Non-Roof NIC NO 1 Sitework shall provide for this credit.

SS7.2 Heat Island Effect: Roof NO NIC 1 Building design shall be responsible for providing.

SS8 Light Pollution Reduction NO NO 1

Combined Bldg/Site credit. Building design shall be responsible for building 
lighting requirements.  Sitework shall provide for for site lighting 
requirements.

WE1.1
Water Efficient Landscaping: Reduce 

by 50% NO NIC 1 Building design shall provide as part of their landscaping package.

WE1.2
Water Efficient Landscaping: No 

Potable Water Use or No Irrigation NO NIC 1 Building design shall provide as part of their landscaping package.

WE2 Innovative Wastewater Technologies YES YES
Proposed credit must wholly fall within contractor scope or be coordinated 
with the other contractor.

WE3.1 Water Use Reduction: 20% Reduction NO NIC 1 Building design shall provide for this credit.

CATEGORY 2 – WATER EFFICIENCY

Page 1 of 4
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YELLOW ITEMS: Sitework to achieve this credit and provide 
documentation for each building.  GREEN ITEMS: Each building to achieve 
this credit.  BROWN ITEMS: Both the Sitework and each Building to 
achieve this credit independently and in coordination with one another.

PAR FEATURE REMARKS 

BUILDING: COMPANY OPERATIONS FACILITIES 

WE3.2 Water Use Reduction: 30% Reduction NO NIC 1 Building design shall provide for this credit.

EAPR1

Fundamental Commissioning of the 
Building Energy Systems 

(PREREQUISITE) NO NO 1

Combined Bldg/Site credit.  
  
_

EAPR2
Minimum Energy Performance 

(PREREQUISITE) NO NIC R Building design shall provide for this credit.

EAPR3
Fundamental Refrigerant Management 

(PREREQUISITE) NO NIC R Building design shall provide for this credit.

EA1 Optimize Energy Performance YES NIC 6 Building design shall include; must comply with EPACT.
P d dit t h ll f ll ithi t t b di t d

CATEGORY 3 – ENERGY AND ATMOSPHERE

EA2 On-Site Renewable Energy YES YES
Proposed credit must wholly fall within contractor scope or be coordinated 
with the other contractor.

EA3 Enhanced Commissioning NIC NIC
EA4 Enhanced Refrigerant Management YES NIC 1 Building design shall provide for this credit.
EA5 Measurement & Verification YES NIC Building design shall provide for this credit.

EA6 Green Power NIC NIC

MRPR1
Storage & Collection of Recyclables 

(PREREQUISITE) NO NIC R Building design shall provide for this prerequisite.

MR1.1
Building Reuse: Maintain 75% of 

Existing Walls, Floors & Roof N/A N/A

MR1.2
Building Reuse: Maintain 95% of 

Existing Walls, Floors & Roof N/A N/A

MR1.3
Building Reuse: Maintain 50% of 
Interior Non-Structural Elements N/A N/A

MR2.1
Construction Waste Management: 

Divert 50% From Disposal NO NO 1
Combined Bldg/Site credit.  Each contractor shall be responsible for 
diverting the minimum waste from disposal.

MR2.2
Construction Waste Management: 

Divert 75% From Disposal NO NO 1
Combined Bldg/Site credit.  Each contractor shall be responsible for 
diverting the minimum waste from disposal.

MR3.1 Materials Reuse: 5% NIC NIC
MR3.2 Materials Reuse: 10% NIC NIC

MR4.1
 Recycled Content: 10% (post-
consumer + 1/2 pre-consumer) NO NO 1

Combined Bldg/Site credit.  Each contractor shall be responsible for the 
minimum recycled content.

MR4.2
 Recycled Content: 20% (post-
consumer + 1/2 pre-consumer) YES YES

MR5.1
Regional Materials:10% Extracted, 

Processed & Manufactured Regionally NO NO 1
Combined Bldg/Site credit.  Each contractor shall be responsible for the 
minimum regional materials.

CATEGORY 4 – MATERIALS AND RESOURCES
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YELLOW ITEMS: Sitework to achieve this credit and provide 
documentation for each building.  GREEN ITEMS: Each building to achieve 
this credit.  BROWN ITEMS: Both the Sitework and each Building to 
achieve this credit independently and in coordination with one another.

PAR FEATURE REMARKS 

BUILDING: COMPANY OPERATIONS FACILITIES 

MR5.2
Regional Materials:20% Extracted, 

Processed & Manufactured Regionally NIC NIC
MR6 Rapidly Renewable Materials YES NIC
MR7 Certified Wood YES NIC 1 Building design shall provide for this credit.

EQPR1
Minimum IAQ Performance 

(PREREQUISITE) NO NIC R Building design shall provide for this prerequisite.

EQPR2
Environmental Tobacco Smoke (ETS) 

Control (PREREQUISITE) NO NIC R
Smoking is prohibited in non-residential Federal facilities. Building design 
shall provide for all ETS control features. 

EQ1 Outdoor Air Delivery Monitoring YES NIC 1 Building design shall provide for this credit.
EQ2 Increased Ventilation YES NIC

EQ3 1
Construction IAQ Management Plan: 

D i C t ti YES NIC 1 B ildi d i h ll id f thi dit

CATEGORY 5 – INDOOR ENVIRONMENTAL QUALITY

EQ3.1 During Construction YES NIC 1 Building design shall provide for this credit.

EQ3.2
Construction IAQ Management Plan: 

Before Occupancy YES NIC 1 Building design shall provide for this credit.

EQ4.1
Low Emitting Materials: Adhesives & 

Sealants YES NIC 1 Building design shall provide for this credit.

EQ4.2
Low Emitting Materials: Paints & 

Coatings YES NIC 1 Building design shall provide for this credit.

EQ4.3
Low Emitting Materials: Carpet 

Systems YES NIC 1 Building design shall provide for this credit.

EQ4.4
Low Emitting Materials: Composite 

Wood & Agrifiber Products YES NIC 1 Building design shall provide for this credit.

EQ5
Indoor Chemical & Pollutant Source 

Control YES NIC 1 Building design shall provide for this credit.
EQ6.1 Controllability of Systems: Lighting YES NIC 1 Building design shall provide for this credit.

EQ6.2
Controllability of Systems: Thermal 

Comfort YES NIC
EQ7.1 Thermal Comfort: Design YES NIC

EQ7.2 Thermal Comfort: Verification YES NIC

EQ8.1
Daylight & Views: Daylight 75% of 

Spaces YES NIC

EQ8.2
Daylight & Views: Views for 90% of 

Spaces YES NIC

IDc1.1 Innovation in Design YES YES

IDc1.2 Innovation in Design YES YES

IDc1.3 Innovation in Design YES YES

For development of the ID credits, the contractor shall assume the 
Government will not provide any additional support or post-occupancy 
activities.  ID credits must also be submitted to the Government and 
approved prior to its use/incorporation.

CATEGORY 6 – FACILITY DELIVERY PROCESS

Page 3 of 4

W9126G-12-U-1005-0014Section: APPENDIX O

Wednesday, January 02, 2013

Page 519 of 1083



LE
E

D
 C

re
di

t P
ar

ag
ra

ph

LEED 2.2 Strategy Table B
ui

ld
in

g 
D

es
ig

n 
S

ub
st

itu
tio

n 
P

er
m

itt
ed

S
ite

w
or

k 
S

ub
st

itu
tio

n 
P

er
m

itt
ed

R
eq

ui
re

d 
Po

in
ts

 S
tr

at
eg

y

YELLOW ITEMS: Sitework to achieve this credit and provide 
documentation for each building.  GREEN ITEMS: Each building to achieve 
this credit.  BROWN ITEMS: Both the Sitework and each Building to 
achieve this credit independently and in coordination with one another.

PAR FEATURE REMARKS 

BUILDING: COMPANY OPERATIONS FACILITIES 

IDc1.4 Innovation in Design YES YES

IDc2 LEED Accredited Professional NO NO 1

Combined Bldg/Site credit.  All contractors shall be responsible for having a 
LEED Accredited Professional on staff, directly involved and responsible for 
documenting and achieving each credit.

TOTAL 35 LEED Silver requires a minimum of 33 points.
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APPENDIX P 

LEED Registration of Army Projects 

15 April 2010 

 
Number of Registrations 
Each building must be registered separately, except multiple instances of a standard building on a shared site may 
be registered as a single project.  If a single registration for multiple buildings is chosen, all buildings under the 
single registration must earn exactly the same points. Do not register buildings that are exempt from a specific 
LEED achievement requirement.  
 
Typical Registration Procedure 
1. Login, complete the online registration form (see guidance below) at the GBCI LEED Online website 
http://www.gbci.org/DisplayPage.aspx?CMSPageID=174 and submit it online. 
2. Pay the registration fee via credit card (USACE staff: credit card PR&C is funded by project design or S&A 
funds). 
3. GBCI will follow up with a final invoice, the LEED-online passwords and template information. 
4. The individual who registers the project online is, by default, the Project Administrator. 
 
 
Completing the Registration Form 
 
BEFORE YOU BEGIN: 
Create a personal account with USGBC if you do not have one. 
You will need the following information: 
Project name as it appears in P2 (obtain from USACE Project Manager) 
Building number/physical address of project 
Zip code for Installation/project location 
Anticipated construction start and end dates 
Total gross area all non-exempt buildings in registration  
Total construction cost all non-exempt buildings only (see Project Details Section instructions below) 
 

ACCOUNT/LOGIN INFORMATION  
1. The person registering the project must have an account with USGBC (login and password) to complete the 
form. Go to http://www.gbci.org/ , click on “register a project” at the drop-down menu for project certification (at the 
top of the page) and select “register now for LEED 2009” to start the project registration process. If you have an 
account, login with your email address and password and select “register new project” to proceed. If you do not 
have an account, you may select “register a new account” and follow the instructions. It is recommended that you 
create an account separately on the USGBC website before you start the form. IMPORTANT: USACE team 
members are members of USGBC and are eligible for Member prices. USACE team members registering projects 
should be sure to include the USACE Corporate Access ID in their personal account profile (if you do not have it 
contact richard.l.schneider@usace.army.mil or judith.f.milton@usace.army.mil  for the number). 
2. The Account/Login Information section is filled out by the person registering the project. It may be a Contractor or 
a USACE staff member.  
 

ELIGIBILITY SECTION 
Follow directions (accepting the terms and conditions)  
Review your profile information and make corrections if needed 
 

RATING SYSTEM SELECTION SECTION 
Select single project registration and I know which rating system.  
Select the rating system - currently only LEED-NC and LEED for Homes are approved for Army use without special 
approval. 
LEED Minimum Program Requirements: select YES  
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RATING SYSTEM RESULTS SECTION 

Confirm selected rating system.   
 

PROJECT INFORMATION SECTION  
Project Title: Begin the project title with a one-word identifier for the Installation. Do not include the word “Fort”. 
After this match the project name used in P2 (contact the USACE Project Manager for this information) and identify 
the building being registered. Example: “Stewart 4th IBCT - DFAC”. 
Project Address 1 and 2: This is the physical location of the project. Provide building number, street address, 
block number or whatever is known to best describe the location of the project on the Installation. 
Project City: Installation Name 
State, Country, Zip Code: Self-explanatory 
Anticipated Construction Start and End Dates: Self-explanatory – give your best guess if unknown. Note that 
required data entry format is: 1 or 2 digit month/1 or 2 digit date/4 digit year (example 3/23/2010) 
Gross Square Footage: Provide total area all buildings in LEED project. Exclude the area of any buildings that are 
exempt from the LEED achievement requirement (for example, exclude an unconditioned storage shed to be 
constructed with a barracks complex).   
Is Project Confidential: Indicate NO except, if project has security sensitivity (elements that are FOUO or higher 
security), indicate YES. 
Notification of Local Chapter: Indicate NO unless Government/USACE Project Manager requests you to indicate 
YES. 
Anticipated Project Type: Select the most appropriate option from the drop-down menu. 
Anticipated Certification Level: Select the applicable option from the drop-down menu (Silver is the usual level). 
 
 
 PROJECT OWNER INFORMATION SECTION 
Project Owner First Name, Last Name, email, phone, address: The Project Owner is the USACE Project 
Manager. Obtain this info from the USACE Project Manager. 
Organization: U.S. Army Corps of Engineers. This field MUST be completed this way because it will be used as a 
search field by higher HQ to find all USACE registered projects. You may supplement it with district name at the end 
but DO NOT revise or use an acronym. 
May we publish Owner information: Indicate NO 
Owner Type: Pick Federal Government from drop-down menu.  
Project Owner Assertion: Check the box 
 
 PAYMENT INFORMATION 
Self-explanatory 
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APPENDIX Q 
REV 2.1 – 30 SEP 2010 
AREA COMPUTATIONS 

 
 
Computation of Areas: Compute the “gross area” and “net area” of facilities (excluding family 
housing) in accordance with the following subparagraphs: 
 
(1) Enclosed Spaces: The “gross area” is the sum of all floor spaces with an average clear 
height ≥6’-11” (as measured to the underside of the structural system) and having perimeter walls 
which are ≥4’-11”. The area is calculated by measuring to the exterior dimensions of surfaces and 
walls. 
 
(2) Half-Scope Spaces: Areas of the following spaces shall count as one-half scope when 
calculating “gross area”: 

 Balconies 

 Porches 

 Covered exterior loading platforms or facilities 

 Covered but not enclosed spaces, canopies, training, and assembly areas 

 Covered but not enclosed passageways and walks 

 Open stairways (both covered and uncovered) 

 Covered ramps 

 Interior corridors (Unaccompanied Enlisted Personnel Housing Only) 
 
(3) Excluded Spaces: The following spaces shall be excluded from the “gross area” calculation: 

 Crawl spaces 

 Uncovered exterior loading platforms or facilities 

 Exterior insulation applied to existing buildings 

 Open courtyards 

 Open paved terraces 

 Uncovered ramps 

 Uncovered stoops 

 Utility tunnels and raceways 

 Roof overhangs and soffits measuring less than 3’-0” from the exterior face of the 
building to the fascia 

 
(4) Net Floor Area: Where required, “net area” is calculated by measuring the inside clear 
dimensions from the finish surfaces of walls. If required, overall “assignable net area” is 
determined by subtracting the following spaces from the “gross area”:  

 Basements not suited as office, special mechanical, or storage space 

 Elevator shafts and machinery space 

 Exterior walls 

 Interior partitions 

 Mechanical equipment and water supply equipment space 

 Permanent corridors and hallways 

 Stairs and stair towers 

 Janitor closets 

 Electrical equipment space 

 Electronic/communications equipment space 
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APPENDIX R 

Preliminary Submittal Register 

 

NOTE TO SPECIFIER: 
 
1. Appendix R" will be a Adobe Acrobat pdf version of the Specifier completed "Sample Preliminary 
Submittal Register."  The Sample Register is Excel Spreadsheet format of the RMS Input Form 
4288A, which serves two purposes.   
 
2. First, The Register allows the both Government and the Proposers to see and estimate the cost 
of the Division 00 and Division 01 submittals required by the contract in addition to the Contractor 
generated submittal register items developed during Design After Award.  
 
3. Secondly, after award, the Government will provide the Contractor the actual Excel Spreadsheet 
for the Contractor to input the data into RMS to create the Submittal Register used during contract 
performance. See Section 01 33 00 (Submittal Procedures), paragraph 1.8 (Submittal Register) for 
the contract requirements.  
 
4. For the contract or task order Solicitation, the Specifier must complete APPENDIX R, found at 
the following link:  
http://mrsi.usace.army.mil/rfp/Shared%20Documents/Sample%20Preliminary%20Submittal%20Reg
ister.xls , save it as a PDF file and then upload it into the Wizard as Appendix R. 
 
5. The RMS Input Form initially includes submittals required by the standardized Model RFP 
Division 00 and Division 01 Sections, except Section 01 10 00, paragraph 3. Examine the Special 
Contract Requirements, paragraphs 3 and 6 and any other locally developed portions of the RFP 
for required submittals and add them to the Input Form. Do not duplicate submittals already listed in 
the standardized RMS Input Form, because the Contractor needs to submit this information only 
once.   
 
6. After award, the Government provides the Excel spreadsheet to the selected contractor to 
develop and input the RMS Input form for the submittal register required by paragraph 1.8 of 
Section 01 33 00, Submittals. 
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Appendix S 

REV 1.1 JUL 2011. 

Manufacturing Performance Requirements for Plumbing Fixtures From 

The Energy Policy Act of 1992 (PL 102-486) 

(Including Exceptions for Projects Registered for LEED 3.0 or higher) 

 

Note:  This information is for use in establishing the Baseline to calculate flow rate reductions 

from said Baseline, where required by the contract.  

Subtitle C--Appliance and Equipment Energy Efficiency Standards 

SEC. 123. ENERGY CONSERVATION REQUIREMENTS FOR CERTAIN LAMPS AND PLUMBING 

PRODUCTS. 

 … (j) STANDARDS FOR SHOWERHEADS AND FAUCETS- (1) The maximum water use allowed for 

any showerhead manufactured after January 1, 1994, is 2.5 gallons per minute when measured at a 

flowing water pressure of 80 pounds per square inch. Any such showerhead shall also meet the 

requirements of ASME/ANSI A112.18.1M-1989, 7.4.3(a). 

      `(2) The maximum water use allowed for any of the following faucets manufactured after January 1, 

1994, when measured at a flowing water pressure of 80 pounds per square inch, is as follows: 

`Lavatory faucets:  2.5 gallons per minute (BUT SEE BELOW**) 

`Lavatory replacement aerators:  2.5 gallons per minute 

`Kitchen faucets : 2.5 gallons per minute 

`Kitchen replacement aerators:  2.5 gallons per minute 

`Metering faucets:  0.25 gallons per cycle 

      `(k) STANDARDS FOR WATER CLOSETS AND URINALS- (1)(A) Except as provided in 

subparagraph (B), the maximum water use allowed in gallons per flush for any of the following water 

closets manufactured after January 1, 1994, is the following: 

`Gravity tank-type toilets --1.6 gpf. 

`Flushometer tank toilets --1.6 gpf. 

`Electromechanical hydraulic toilets --1.6 gpf. 

 `Blowout toilets --3.5 gpf. 
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      `(B) The maximum water use allowed for any gravity tank-type white 2-piece toilet which bears an 

adhesive label conspicuous upon installation consisting of the words `Commercial Use Only' 

manufactured after January 1, 1994, and before January 1, 1997, is 3.5 gallons per flush. 

      `(C) The maximum water use allowed for flushometer valve toilets, other than blowout toilets, 

manufactured after January 1, 1997, is 1.6 gallons per flush. 

      `(2) The maximum water use allowed for any urinal manufactured after January 1, 1994, is 1.0 

gallon per flush. 

**  EXCEPTIONS for Projects Registered under LEED 3.0 or higher. 

1. Any exceptions identified in the applicable LEED criteria. 

2.  Public lavatory faucets shall deliver a maximum flow rate of 0.5 gallons per minute, when tested in 

accordance with ASME A 112.18/CSA B125.  Use that flow rate as the Baseline figure for calculating 

any required reductions from the Baseline. 
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APPENDIX T 
FUNCTIONAL AREA LIGHTING CONTROL STRATEGY (FALCS) 

 
A. GENERAL LIGHTING CONTROL SYSTEM ENERGY MANAGEMENT STRATEGIES 

 
SUMMARY: This appendix describes various lighting energy management strategies to utilize across 
functional areas.  These strategies are intended to supplement and NOT supersede the requirements of 
ASHRAE 90.1.   

 
1. Consider LIGHT LEVEL TUNING to maintain the appropriate light level for a given space. Initial light levels 

are set high to compensate for light depreciation over time. Where dimming ballasts or dimmable LED 
drivers  are used, they shall be digital and addressable in nature (where available) that can provide 
individual fixture light level tuning and reconfigurability that dims the light level to the target level, saving the 
energy that otherwise would be used to compensate for future light depreciation. Provide a life-cycle cost-
benefit analysis (LCCBA) of light level tuning for all spaces where the general lighting luminaires are 
equipped with digital addressable dimming ballasts or LED drivers. The LCCBA shall follow the 
methodology contained in the IESNA Lighting Handbook. Provide light level tuning where the LCCBA 
shows it to be economical. 
 

2. Use OCCUPANCY/VACANCY SENSORS to automatically turn off lighting a specified time after all 
occupants leave the space.  The off time shall be adjustable settable to 1, 5, 15, or 30 minutes. Select the 
type (single or dual technology, wired or wireless) based on the use and configuration of the space.  
Lighting control system shall have the capability to manage both hard-wired and wireless sensors where 
applicable.  Single technology solutions shall incorporate signal processing technology that distinguishes 
between background noise and actual motion without automatically changing their sensitivity threshold.  To 
maximize energy savings potential, all occupancy sensors shall be either MANUAL ON – AUTOMATIC 
OFF (vacancy sensor) or AUTOMATIC ON (to a specified light level of 50% or less) – AUTOMATIC OFF to 
maximize energy savings.  Occupancy/Vacancy sensors properly located in the space and set 
appropriately can offer typical lighting energy savings of 15% or more.   
 

3.  Use DAYLIGHT HARVESTING to control lighting in areas within at least two window head heights (head 
height is the distance from the floor to the top of the glazing) adjacent to exterior view windows.  Typical 
daylight penetrates three times the window head height into the space.  To maximize energy savings, 
daylight dimming strategies need to penetrate beyond the first row of luminaires (first daylight zone).  When 
daylighting installed fluorescent or LED luminaires, accomplish daylight harvesting by digitally addressable 
dimming ballasts or drivers.  As the natural light in the space increases, the artificial light level should dim 
gradually to maintain a uniform light level and prevent disruption to the occupants.  One daylight sensor 
must be able to control multiple daylighting zones (cross-zoning) without the need of adding more sensors.  
All controls (daylight sensors, occupancy sensors, wall stations) shall have the capability to connect to the 
system via hard wire or wireless.  Apply the same daylighting strategies to areas where skylights are 
available (refer to ASHRAE 189.1 daylight zone definitions).  Daylighting systems properly tuned and 
calibrated can offer typical lighting energy savings of 15% or more.   
 

4. Consider AUTOMATED SHADING in spaces utilizing daylight harvesting to maximize the energy savings of 
the day lighting system.  The shades shall be controlled to reduce glare and unwanted heat gain while still 
allowing natural light to enter the space. When utilizing automated shading consider the following : 

 
A. For ease of use and space aesthetics, operate the automated shades by common controls, wired 

or wireless (i.e. same appearance and design) with the lighting control system.  
B. For maximum energy savings the automated shading system shall predictably position the shades 

based on a combination of time of day, façade direction, and sky conditions.  
C. For maximum design flexibility and ease of installation, shade system should have the capability to 

address and control each shade individually.    
D. The shading system shall have a manual override that allows the occupant to temporarily adjust 

the shades to any desired position.  The system will revert back to automatic control after a 
specified period of time. 
 

Provide a life-cycle cost-benefit analysis (LCCBA) of automated shading for all spaces where daylight 
harvesting is provided. The LCCBA shall follow the methodology contained in the IESNA Lighting 
Handbook. Provide automated shading where the LCCBA shows it to be economical.  
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5. Use SCENE BASED DIMMING in multiple-use areas including auditoriums, conference rooms and 

classrooms.  Also provide scene based dimming in dining rooms and gymnasiums with multiple functions.  
One button preset touch recall shall allow multiple zones of light within a space to go to the appropriate 
light levels, known as a scene, for a specific task or use.  Scene based control shall allow the integration of 
AV controls, shading/projection screens and lighting to work seamlessly with one button preset touch (i.e. 
lights dim, projection screen lowers, and shades go down).  If dimming ballasts or LED drivers are used, 
they shall also be digital and addressable in nature (where available) to take advantage of installation and 
life-cycle reconfiguration benefits. 
 

6. Provide PERSONAL CONTROL of lighting in spaces to allow the user of the space to vary the general light 
level based on the task at hand.   Personal control can be achieved by wall mounted controls (hard wired or 
wireless), Infrared or Radio Frequency (RF) wireless devices, or via computer.  Digital addressable ballasts 
and LED drivers allow the control flexibility of personal dimming of installed lighting on the occupant’s work 
area (i.e. dim the luminaire over their cubicle to the appropriate light level).   
 

7. Consider WIRELESS lighting control options for all installations, including retrofit projects (easy installation, 
lower installed cost, no power packs necessary).  Wireless products shall include but not be limited to 
occupancy / vacancy sensors, daylight sensors, local wall controls, plug in switching and dimming 
appliance and parasitic load modules.  To avoid interference, wireless products should communicate in an 
FCC frequency band that does not allow continuous transmissions and is free of Wi-Fi devices.   
 

B. FUNCTIONAL TESTING AND MANUFACTURER SUPPORT 
 
SUMMARY:  This section describes functional testing to be performed on the lighting control system and 
the support required from the lighting control manufacturer. 
 

1. Hire an independent agent with no less than three years experience in testing of complex lighting control 
systems to conduct and certify functional testing of lighting control devices and control systems. The testing 
agent shall not be directly involved in either the design or construction of the project and shall certify the 
installed lighting controls meet or exceed all requirements of ASHRAE 90.1 and all documented 
performance criteria. The lighting control manufacturer’s authorized technical representative may serve as 
the testing agent. Submit qualifications of the testing agent for approval. Submit copies of test results to the 
Government.  
 

2. LIGHTING CONTROL MANUFACTURER SUPPORT shall include technical phone support located in the 
United States. The technical phone support shall be available 24 hours a day, 365 days a year. 
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APPENDIX AA 
 

Pretreatment of Termites on Fort Polk 

Section: Appendix AA W9126G-12-U-1005-0014

Wednesday, January 02, 2013

Page 529 of 1083



Pretreatment of Termites on Fort Polk 
 

 
Pier Foundations 

The termiticide of choice for pier foundations is Termador.  Use of any other product must be 

approved by the Installation Pest Management Office. 

The footings of each pier will be treated at label rate prior to the pier being installed.  

Additionally, the soil around the pier will be treated at label rate once back fill dirt is added and 

prior to completion of project. 

The termiticide of choice for pier foundations is Termador.  Use of any other product must be 

approved by the Installation Pest Management Office. 

Slab Foundations 

All footings will be treated at label rate prior to the footing being poured.  The ground will be 

treated at label rate prior to rebar or plastic being installed.  Additionally, the back fill soil will be 

treated at label rate, after back fill is complete and prior to completion of project. 

1. The Pest Control company performing the treatment must have a Louisiana Commercial 

Applicators License. 

Additional Requirements 

2. The Pest Control company is required to provide the Pest Management Office a photo ID 

and a copy of the Applicator’s license. 

3. All termiticides will be mixed onsite. 

4. The Pest Control company will provide Pest Management with the following upon completion 

of each treatment. 

a. Name of Termiticide 

b. Lot Number of product 

c. Total gallons applied 

d. Total Pounds of Active Ingredients applied 
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APPENDIX BB 
 

Contractor Environmental Information 
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APPENDIX CC 
 
 

Electrical Metering  
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Shark® 200
Meter/Transducer

Shark® 200T
Transducer Only

Industry Leading Performance
• Highly Accurate Metering Technology  

• Expandable I/O with 100BaseT Ethernet

• V-Switch™ Technology Upgrade

• Extensive Data Logging

• Power Quality Recording

• Up to 512 Samples/Cycle

From Simple to Sophisticated
• Simple Multifunction Meter: V-Switch™ 1

• Historical Data-logging: V-Switch™ 2

• Advanced Power Quality Waveform 
   Recorder: V-Switch™ 5 or 6
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Electro Industries introduces a new standard in panel mounted power 

metering. The Shark® 200 metering system is an ultra- compact 

power metering device providing industry leading revenue metering 

functionality combined with advanced data-logging,  power quality, 

communication and I/O traditionally found only in high performance 

and high cost systems. This product is designed to incorporate 

advanced features in a cost effective small package for large scale, 

low cost deployment within an electrical distribution system. 

Basic Features Summary

• 0.2% Class Revenue Certifiable Energy and Demand Metering 

• Meets ANSI C12.20 and IEC 687 (0.2% Class)

• Multifunction Measurement

• 3 Line .56” Inch LED display

• % of Load Bar for Analog Perception

• Standard RS485 (Modbus and DNP 3.0)

• IrDA Port for PDA Read

• Ultra-Compact 

• Fits both ANSI and DIN Cutouts

Advanced Features Summary

• High Performance Waveform Recorder 

• Up to 4 Megabytes Flash for Historical Data Logging & PQ Recording

• Extremely Configurable Field Upgradable I/O

• 100BaseT Ethernet 

• V-Switch™ Technology

• Utility Metering  •  Commercial Metering 

• Substations  •  Industrial Metering

• Power Generation •  Campus Metering

• Submetering •  Analog Meter Replacement

• Power Quality Studies •  Disturbance Recording

• Load Studies •  Voltage Recording

ACCURACY AND UPGRADE SWITCHES

APPLICATIONS

HIGH PERFORMANCE WAVEFORM RECORDING

2

The Shark® 200 meter is equipped with EIG’s exclusive V-Switch™ 

technology. This technology allows users to upgrade and add 

features by using communication commands as needed, even 

after the meter is installed.

V-Switches Include the Following Features:

V1 V2   V3Feature

Multifunction Measurement 
with I/O Expansion

2 Megabytes Data-Logging

3 Megabytes Data-Logging

4 Megabytes Data-Logging

Harmonic Analysis

Llimit and Control Functions

64 Sample per Cycle 
Waveform Recorder

512 Sample per Cycle 
Waveform Recorder


V4 V5 V6

    
  















ACCURACY

Measured 
Parameters Accuracy % Display Range

Note: Applies to 3 element WYE and 2 element Delta connections. See full accuracy  
         specifications in Shark® 200 Meter User Manual. Neutral current 2% accuracy.

Voltage L-N 0.1% 0-9999 Scalable V or kV

Voltage L-L 0.2% 0-9999 V or kV Scalable

Current 0.1% 0-9999 Amps or kAmps

+/- Watts 0.2% 0-9999 Watts, kWatts, MWatts

+/-Wh 0.2% 5 to 8 Digits Programmable

+/-VARs 0.2% 0-9999 VARs, kVARs, MVARs

+/-VARh 0.2% 5 to 8 Digits Programmable

VA 0.2% 0-9999 VA, kVA, MVA 

VAh 0.2% 5 to 8 Digits Programmable

PF 0.2% +/- 0.5 to 1.0

Frequency +/- 0.03 Hz 45 to 65 Hz

%THD +/- 2.0% 1 to 99.99%

% Load Bar +/- 1 Segment (0.005 to 6) A



V-Switch™ Technology

Tracable Watt-Hour Test Pulse for Accuracy Verification

The Shark® 200 is a traceable revenue meter. It contains a utility grade 

test pulse allowing power providers to verify and confirm that the meter 

is performing to its rated accuracy. This is an essential feature required 

of all billing grade meters.

• Utility Block and Rolling Average Demand

• Historical Load Profiling
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3

SHARK®SHARK®SHARK 200 
METER

EXTENSIVE DATA-LOGGING CAPABILITY  (V2 and Higher)

The Shark®200 meter offers the capability of having 2 

Megabytes of data-logging to be used for historical trends, limit 

alarms, I/O changes and sequence of events.  The unit has a 

real-time clock that allows for time stamping of all the data in the 

instrument when log events are created.

Historical Logs

· 3 Assignable Historical Logs

· Independently Program Trending Profiles

· Up to 64 Parameters per Log

System Events Log
To protection critical billing information, the meter records and 

logs the following with a time stamp:

· Demand Resets

· Password Requests

· System Startup

· Energy Resets

· Log Resets

· Log Reads

· Programmable Settings Changes

I/O Change Log

· Provides a Time Stamped Log of any Relay Output

· Provides Time Stamped Log of Input Status Changes

· 2048 Events Available

Limit/Alarm Log

· Provides Magnitude and Duration
 of an Event

· Includes Time Stamps and Alarm 
 Value

· 2048 Events Available

Limits Alarms and Control Capability (V4 Option)

Limit Events

· Any measured parameter

· Up to 16 Limits 

· Voltage Imbalance

· Current Imbalance

· Based on % of full scale settingsHistorical TrendingHistorical Trending

Alarm LogAlarm Log

Limit Set UpLimit Set Up

HIGH PERFORMANCE POWER QUALITY ANALYSIS (V5 AND V6)

Independent CBEMA Log Plotting

The meter stores an independent CBEMA log for magnitude and 

duration of voltage events. This allows a user to quickly view total 

surges, total sags and duration without retrieving waveform data.

Harmonic Recording to the 40th Order

The Shark® 200 meter provides advanced harmonic analysis to 

the 40th order for each voltage and current channel in real time. 

Using the stored waveforms, harmonic 

analysis is available to the 255th order. The 

harmonics algorithm uses sophisticated 

active anti-aliasing filtering to provide true 

and accurate harmonics even when higher 

level harmonic conditions are present.

Waveform Scope

The unit uniquely offers a waveform scope 

to view the real time waveform for voltage 

and current. Waveform scope allows the 

meter to be used as a basic oscilloscope 

throughout a power system.  

WavefoWaveform Zoomed rm Zoomed 6 Channels of Wavefo6 Channels of Waveformsrms

Harmonic Spectrum Harmonic Spectrum 
(40th Order)

Simultaneous Voltage and Current Waveform Recorder

The unit records up to 512 samples per cycle for a voltage sag or 

swell or a current fault event. The unit provides the following pre-

event and post-event recording capability. Waveform records are 

programmable to the desired sampling rate. V5 provides up to 3 

Megabytes storage and V6 provides a total of 4 Megabytes.

The meter's advanced DSP design allows Power Quality triggers 

to be based on a 1 cycle updated RMS. Up to 170 events can be 

stored until the memory fills. The meter stores waveform data in a 

first-in/first -out circular buffer to insure data is always recording.

   
  
  
  
  
  

32

16

8

4

2

1

96

48

24

12

6

3

Samples
per Cycle

Pre Event
Cycles

Post Event
Cycles

Max Waveform
per Event

Number of
Stored 

256

128

64

32

16

8

85

85

85

170

170

170

16   16   
32

64

128

256

512

Optional Waveform RecorderOptional Waveform Recorder

V5

V6

NoteNote:  Sampling rate based on 60Hz. 50Hz systems, divide sample rate by 0.83.

Waveform Scope DisplayWaveform Scope Display
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1. INP100S: 100BaseT Ethernet Capability –  100BaseT Ethernet Capability –  100BaseT Ethernet Capability
The meter can provide 100BaseT Ethernet functionality. 
This advanced card is equipped with EIG’s exclusive 
Total Web Solutions.

• WEBMOD - 12 Socket Modbus TCP

• WEBEXPLORER - Built-in web pages

2.  1mAOS: Four Channel Bi-directional 0-1mA Outputs  

• Assignable to any parameter

• 0.1% of full scale

• 0 to 10K Ohms, no accuracy losses

• Range +/- 1.20mA 

3.  20mAOS: Four Channel 4-20mA Outputs

• Assignable to any parameter

• 0.1% of full scale

• 0 – 500 Ohms, no accuracy losses

• Loop Powered using up to 24 Volts DC

4.  RO1S: Two Relay Outputs / Two Status Inputs

• 250VAC/30VDC - 5A Relays, Form C

• Trigger on user set alarms

• Set delays and reset delays 

• Status Inputs – Wet / Dry Auto Detect (Up to 150 VDC)

• Must be used with V4 or higher V-Switch™ option for  
     limit based alarms and control

5.  5.  5. PO1S: Four Pulse Outputs / Outputs / Outputs Four Status Inputs

• Programmable to any energy parameter and pulse value

• Form A: Normally open contacts

• Also used for End of Interval pulse

• Can function for manual relay control and limit based 
     control (V4-V6 Options)

• 120mA continuous load current

• Status Inputs - Wet/Dry Auto Detect (Up to 150 VDC)

6.  FOVPS or FOSTS: Fiber Optic Card 

• EIG’s exclusive Fiber Optic Daisy Chain switchable built 
 in logic mimics RS485 half duplex bus allowing you to   
 daisy chain meters for lower installation cost. Full duplex 
 is also assignable.

• ST Terminated Option  (-FOST)

• Versatile Link Terminated Option  (-FOVP)

• Modbus and DNP 3.0 protocols available

4

Rear Mounted Serial Port with KYZ Pulse

• RS485 - This port allows RS485 communication using Modbus  

 or DNP3.0 Protocols. Baud rates are from 9600 to 57.6k.

• KYZ Pulse - In addition to the RS485, the meter also   

 includes Pulse Outputs mapped to absolute energy. 

Front Mounted IrDA Communication

Uniquely, the Shark® meter also has an optical IrDA port, allow-

ing the unit to be set up and programmed using a PDA or remote 

laptop without need for a communication cable. Just point at the 

meter with an IrDA-equipped PC or PDA and configure it. COPILOT 

EXT is a Windows CE software package that allows you configure 

the meter and poll readings.

The Shark® 200 meter provides two independent communication 
ports with advanced features.

STANDARD COMMUNICATION CAPABILITY

Field Expandable I/O SlotsField Expandable I/O Slots

The meter can provide 100BaseT Ethernet functionality. 

FIELD EXPANDABLE I/O AND COMMUNICATION CAPABILITIES

 Status Inputs – Wet / Dry Auto Detect (Up to 150 VDC)

Must be used with V4 or higher V-Switch™ option for  

limit based 

tatus Inputs - Wet/Dry Auto Detect (Up to 150 VDC)

• EIG’s exclusive Fiber Optic Daisy Chain switchable built 
mimics RS485 half duplex bus allowing you to   

 daisy chain meters for lower installation cost. Full duplex 

Simple Simple 
Field 
UpgradeUpgrade

Meter Auto Detects I/O Card Type

The Shark® 200 meter offers unequaled I/O expandability. Using the two universal option slots, the unit can easily be configured to accept 

new I/O cards even after installation. The unit auto-detects installed I/O option cards. Up to 2 cards of any type can be used per meter. 

Note: I/O cards can be ordered seperately - see last page.
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5

SHARK®SHARK®SHARK 200 
METER

DIN Mounting

The unit mounts directly in an ANSI C39.1 (4” Round form) or an IEC 

92 mm DIN square form. This is perfect for new installations and for 

existing panels. In new installations, simply use existing DIN or ANSI 

punches. For existing panels, pull out old analog meters and replace 

them with the Shark 200 meter. The meter uses standard voltage and 

current inputs so that CT and PT wiring does not need to be replaced.

ANSI Mounting

4.0 dia.
(10.2cm)

SHARK® 200 METER ANSI AND DIN MOUNTING

DIN MountingDIN Mounting
Brackets

1.69”
(4.3cm)(4.3cm)

4 x 0.2 
(0.5cm)

92mm

92mm

SHARK® 200T TRANSDUCER

Shark® 200T - DIN Rail Mounted Transducer

This transducer version of the Shark® 200 meter which does 

not include a display. The unit mounts directly to a DIN rail 

and provides an RS485 Modbus or DN P 3.0 output and the 

expandable I/O. 

100 BASE T ETHERNET WITH TOTAL WEB SOLUTIONS ETHERNET  ( INP 100S)

3.38” Sq
(8.5cm)

Total Web Solutions—Advanced Metering Data 
Integration with the Web

Total Web Solutions is an advanced Ethernet Communication 

Architecture that allows you to view metering data and host your 

meter power information web site directly on a Shark® meter.  

The meter directly hosts the web data without any need for 

dedicated server software, Active X Controls or Java Applets. 

The meter does the data collection, the formatting and the page 

hosting. Additionally, this solution is very Information Technology 

Dept. friendly because it causes almost no network traffic and 

provides all formatted data through an HTTP interface without 

using resident client software.

Advanced Features Include:

• 100BaseT Ethernet

• Direct Web Page Hosting With Live Readings

• Read Direct From Meters (No Server Software Needed)

• No Active Controls or Java Downloads

• Simultaneous 12 socket connection

• Modbus TCP

• Low Cost / High Functionality

WEB MOD is a 10/100BaseT design that allows the unit to 

speak with 12 simultaneous sockets of Modbus TCP.  Once 

the card is placed inside the meter, up to 12 different software 

packages can request data from the meter concurrently.

Simultaneous Data Connections

Meter Reading SoftwareMeter Reading SoftwareSCADAPC Software

Simultaneous Connections to 
Multiple Software Systems

WEB EXPLORER provides 

you with direct access to 

all measured data through 

Internet Explorer without 

needing to download Active X 

Controls or Java Applets. 

American European

(One meter fits both standards)
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6

LOAD PROFILING

The Shark® 200 meter allows you to log substation data The Shark® 200 meter allows you to log substation data 

over time with regard to electrical usage, demand, voltage, over time with regard to electrical usage, demand, voltage, 

current, PF and many other parameters. This enables a current, PF and many other parameters. This enables a 

complete analysis of the power system over time.

•  Provide revenue accurate load profiling

•  Determine substation usage

•  Analyze feeder capacity and utilitization 

•  Provide time based load profile for planning
    one estimation

•  Data trend PF distribution and imbalances for 
    system efficiency analysis

SUBSTATION VOLTAGE RECORDING

Traditionally, voltage recording meters were relegated to high 

cost metering or monitoring solutions. The Shark® 200 meter 

can be placed throughout an electrical distribution network. 

The meter provides one of the industry's lowest cost methodsThe meter provides one of the industry's lowest cost methodsThe meter provides one of the industr

of collecting voltage information within a Utility power distribu-

tion grid.

•  Voltage reliability analysis insuring proper 
    voltage to customers

•  Compare voltage reliability throughout transmission 
    or distribution networks

•  Monitor the output of substation transformers or
    line regulators

•  Initiate conservation voltage reduction, reducing 
    system demand

LOW COST SUBSTATION TELEMETRY

The Shark® 200 meter's advanced output capability he Shark® 200 meter's advanced output capability 

brings back data using many different communication brings back data using many different communication 

mediums such as RS485, Ethernet and analog mediums such as RS485, Ethernet and analog 

outputs. This insures that one meter can be used for outputs. This insures that one meter can be used for 

almost every substation application no matter what almost every substation application no matter what 

communication infrastructure is needed.    

•  Perfect for new or retrofit applications

•  Multiple com paths

•  One meter provides outputs for every application•  One meter provides outputs for every application

•  Multiple systems and/or user accessing data 
    simultaneously

Feeder 1Feeder 1 Feeder Feeder 22 Feeder Feeder 33

Typical Substation Solutions
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DIMENSIONAL DRAWINGS

7

WIRING DIAGRAMS

3 Phase 4 Wire WYE Direct 3 Phase 4 Wire WYE with PTS

3 Phase 3 Wire Delta with PTS3 Phase 3 Wire Delta Direct

SHARK®SHARK®SHARK 200 
METER

Shark® 200 Meter Face Shark® 200 Meter Side Shark® 200T Transducer Side
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 Specifications

 Ordering Information

Model Frequency Current Input V-Switch Pack

Shark200
(Meter/Transducer)

Shark200T
(Transducer Only)

All fields must be filled in to create a valid part number.

 Additional Accessories

Option
Numbers:

Example:           Shark200 -60

-50
50 Hz 

System

-60
60 Hz 

System

-10

-10 
10 Amp 

Secondary

-2
2 Amp 

Secondary

-
-

-
- -V2

-V1
Multifunction
Meter Only

-V2
Standard Data-

Logging Memory

-V3
Power Quality Harmonics

-V4
Limits & Control

-V5
64 Samples/cycle

Waveform Recording

-V6
512 Samples/cycle

Waveform Recording

-
-

-
-

-
-

Power Supply

-D2

-D2
90-265V 
AC/DC

-D
18-60V 

DCDC

-
-

Communication Converters
9PINC – RS232 Cable

CAB6490 -  USB to IrDA Adapter

Unicom 2500 -  RS485 to RS232 Converter

Unicom 2500-F – RS485 to RS232 to Fiber Optic 
Converter

Modem Manager, Model #, MM1 – RS485 to RS232 
Converter for Modem Communication

IrDA232 - IrDA to RS232 Adapter for Remote Read

Compliance Documents
Certificate of Calibration, Part #: CCal – This provides 
Certificate of Calibration with NIST traceable Test Data.

Current Transformer Kits
CT200K – 200/5 Ratio .94” Window 3 CTsCT200K – 200/5 Ratio .94” Window 3 CTsCT200K
CT400K – 400/5 Ratio, 1.25” Window, 3 CTs
CT800K – 800/5 Ratio, 2.06” Window, 3 CTsCT800K – 800/5 Ratio, 2.06” Window, 3 CTsCT800K
CT2000K – 2000/5 Ratio, 3.00” Window, 3 CTsCT2000K – 2000/5 Ratio, 3.00” Window, 3 CTsCT2000K

CT Specifications:
Frequency: 50 to 400Hz;  Insulation: 600 Volts, 10kV BIL
Flexible Leads: UL 1015 105°C, CSA Approved, 24” 
Long, #16AWG

Software Option Numbers

COMEXT3 – CommunicatorEXT 3.0 for Windows®

* Consult factory application engineer for additional 
transformer ratios, types or window sizes.

Electro IndustriesElectro IndustriesElectro Industrie /s/s Gau/Gau/ gGaugGau eTech
1800 Shames Drive • Westbury, NY 11590
1-877-EIMETER (1- 877-346-3837) • E-Mail: sales@electroind.com
Tel: 516-334-0870 • Web Site: www.electroind.com • Fax: 516-338-4741

I/O Slot 1* I/O Slot 2*

-INP100S

-X
None

-RO1S
2 Relays /
2 Status

-PO1S
4 Pulses /
4 Status

-1mAOS
4 channel 

Analog Output 
0-1 

(bidirectional)

-20mAOS
4 Channel 

Analog Output 
4-20mA

-FOSTS
Fiber Optic 
Output ST 
Terminated

-FOVPS
Fiber Optic 

Output VPIN 
Terminated

-INP100S
100BaseT
Ethernet

-X

-X
None

-RO1S
2 Relays /
2 Status

-PO1S
4 Pulses / 
4 Status

-1mAOS
4 channel 

Analog Output 
0-1 

(bidirectional)

-20mAOS
4 Channel 

Analog Output 
4-20mA

-FOSTS
Fiber Optic 
Output ST 
Terminated

-FOVPS
Fiber Optic 

Output VPIN 
Terminated

-INP100S
100BaseT
Ethernet

* I/O cards can be ordered seperately 
   using the above part numbers.   using the above part numbers.

Voltage Inputs
• 20-576 Volts Line To Neutral, 
     0-721 Volts Line to Line

• Universal Voltage Input 

• Input Withstand Capability – Meets  
 IEEE C37.90.1 (Surge Withstand  
 Capability)

• Programmable Voltage Range to  
 Any PT ratio

• Supports: 3 Element WYE, 2.5   
 Element WYE, 2 Element Delta, 4  
 Wire Delta Systems

• Burden: Input Impedance 1 Mega   
 Ohms. Burden 0.014W at 120Volts

• Input wire gauge max (AWG 
 12 / 2.5mm2

Input wire gauge max (AWG 
2

Input wire gauge max (AWG 
)

Current Inputs
• Class 10: (0.005 to 11) A, 5 Amp  
 Nominal 

• Class  2: (0.001 to 2) A, 1A Nominal  
 Secondary 

• Fault Current Withstand: 100   
 Amps for 10 Seconds, 300 Amps  

for 3 Seconds, 500 Amps for 1 Second

• Continuous current withstand :  
  20 Amps for Screw Terminated or 
  Pass Through Connections

• Programmable Current to Any CT  
 Ratio

• Burden 0.005VA per phase Max at  
 11Amps

• Pickup Current: 0.1% of Nominal 
 Class 10:  5mA
 Class 2: 1mA

• Pass through wire diameter: 
      0.177” / 4.5mm

 Pass through wire 
      0.177” / 4.5mm

 Pass through wire 

Isolation
All Inputs and Outputs are 
galvanically isolated to 2500 Volts

Environmental Rating
Storage: (-20 to +70)° C
Operating: (-20 to +70)° C
Humidity: to 95% RH Non-Condensing
Faceplate Rating: 
NEMA12 
(Water Resistant) 
Mounting Gasket Included

Sensing Method
• True RMS

• Sampling at over 400 samples /   
cycle on all channels measured  

 readings simultaneously

• Harmonics resolution to 40th order

• Waveform up to 512 samples/cycle

Update Rate
• Watts, VAr and VA-100msec

• All other parameters-1second

Power Supply
Option D2:
• (90 to 265) Volts AC and (100 to 370)

Volts DC. Universal AC/DC Supply

Option: D:
• (18-60) Volts DC (24-48 VDC Systems)

Burden: 10VA Max

Standard Communication Format
• 2 Com Ports (Back and Face Plate)

• RS485 Port (Through Back Plate)

• IrDA (Through Faceplate)

• Com Port Baud Rate: (9,600 - 57,600)

• Com Port Address: 1-247

• 8 Bit, No parity

• Modbus RTU, ASCII or DNP 3.0   
 Protocols

KYZ Pulse

• Type Form C Contact

• On Resistance: 35 Ohms Max

• Peak Voltage: 350 VDC

• Continuous Load Current: 120 mA

• Peak Load Current: 350mA (10ms)

• Off State Leakage Current @   
 350VDC: 1 uA

Dimensions and Shipping
• Weight: 2 lbs

• Basic Unit: H4.85 x W4.85 x L4.65

• Shark® 200 meter mounts in 92mm
      DIN & ANSI C39.1 Round Cut-outs

• Shark® 200T Transducer DIN rail 
       mounted 

• 2-inch Din Rail Included
• Shipping Container Dimensions:

6” cube

Meter Accuracy
• See page 3
• Note:Note:N Accuracy specs doubled for 2.5  
 Element connections (less accurate). Element connections (less accurate). Element connections (less accurate

Compliance:

• IEC 687 (0.2% Accuracy)

• ANSI C12.20 (0.2% Accuracy) 

• ANSI (IEEE) C37.90.1 Surge   
 Withstand
• ANSI C62.41 (Burst)
• IEC1000-4-2 – ESD
• IEC1000-4-3 – Radiated Immunity
• IEC 1000-4-4 – Fast Transient

• IEC 1000-4-5 – Surge Immunity

Patents:
US 6,751,563 - Total Web Solutions
US 7,155,350 - V-Switch™ Capability
D525,893 - Mechanical Design
Other Patents Pending

E 149702  102607 I
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South Fort Polk
PWS ID: LA1115065 

2009 Annual

Water Quality
Report

Continuing our Commitment
A Message from Military Services Group 
Vice President

American Water – Military Services Group owns
and operates water and wastewater utilities under
the Utilities Privatization program and we proudly
provide water services to ten military communities
around the country, including yours. Our lives
revolve around water. It’s in everything we do,
everything we use. That’s why it’s important 
that we share with our customer's information
about our commitment to providing high-quality
water service.

I am pleased to provide you with the 2009 Annual
Water Quality Report with detailed information
about the source and quality of your drinking
water. We have prepared this report using the data
from water quality testing conducted for your local
water system from January through December
2009. You’ll find that we supply water that
surpasses or meets all federal and state water
quality regulations.

Just as important, we place a strong focus on
acting as stewards of our environment. In all of
the communities we serve, we work closely with
the local Department of Public Works, Civilian
Engineering Departments, local Environmental
Departments and state regulatory agencies to
protect environmental quality, educate customers
on how to use water wisely and to ensure the 
high-quality of your drinking water every day.

American Water was recognized internationally in
2009 as the Global Water Company of the year.
This recognition was due in part to the recent
growth and success of the Military Services Group
and its service to military communities in the
United States. Additionally, American Water
celebrated a major milestone in 2009 by becoming
the largest investor owned water utility in the
United States with the divestiture of RWE Groups’
remaining stock.

At American Water, we deliver more than just
water. We deliver a key resource for public health,
fire protection, the economy and the overall quality
of life we enjoy. For more information or for
additional copies of this report, visit us online 
at www.amwater.com.

Sincerely,

James Sheridan
Vice President of Military Services Group

This report contains important information 
about your drinking water.
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Water Information Sources
Fort Polk American Water Military Services Group
provides water service to approximately 20,000
customers at the Fort Polk Military Post located in
Vernon Parish, Louisiana. Fort Polk American Water
Military Services Group is part of American Water.
Founded in 1886, American Water is the largest
investor-owned U.S. water and wastewater utility
company. With headquarters in Voorhees, N.J., the
company employs nearly 7000 dedicated
professionals who provide drinking water,
wastewater and other related services to
approximately 15.0 million people in 35 states
and Ontario, Canada. 

The web sites of US EPA Office of Water, the
Centers for Disease Control and Prevention, and
Louisiana Department of Environmental Quality
(ODEQ) provide a substantial amount of
information on many issues relating to water
resources, water conservation and public health.
You may visit these sites as well as American
Water’s website at the following addresses:

Centers for Disease Control and Prevention
www.cdc.gov

United States Environmental Protection Agency
www.epa.gov/safewater

Louisiana Department of Environmental Quality
www.deq.louisiana.gov/portal/

American Water
www.amwater.com

American Water Works Association
www.awwa.org

Safe Drinking Water Hotline: (800) 426-4791

What is a Water Quality Report?
To comply with Louisiana Department of
Environmental Quality (LDEQ) and the U.S.
Environmental Protection Agency (EPA) regulations,
American Water issues a report annually
describing the quality of your drinking water. The
purpose of this report is to provide you an
overview of last year’s (2009) drinking water
quality. It includes details about where your water
comes from and what it contains. We hope the
report will raise your understanding of drinking
water issues and awareness of the need to protect
your drinking water sources.

How is Your Water Treated?
Current treatment processes include disinfection,
addition of an inhibitor for corrosion control 
and fluoridation is provided for reduction 
of dental cavities. Throughout the process
dedicated plant operations and water quality 
staff continuously monitor and control these 
lant processes to assure you, our customers, 
a superior quality water.

Share This Report
Landlords, businesses, schools, hospitals and
other groups are encouraged to share this
important information with water users at their
location who are not billed customers of Fort Polk
American Water and therefore do not receive this
report directly.

Water Conservation Tips
Conservation measures you can use inside your 
home include: 
• Fix leaking faucets, pipes, toilets, etc. 
• Replace old fixtures; install water-saving devices

in faucets, toilets and appliances. 
• Wash only full loads of laundry. 
• Do not use the toilet for trash disposal. 
• Take shorter showers. 
• Do not let the water run while shaving or

brushing teeth. 
• Soak dishes before washing. 
• Run the dishwasher only when full.
You can conserve outdoors as well: 
• Water the lawn and garden in the early morning 

or evening. 
• Use mulch around plants and shrubs. 
• Repair leaks in faucets and hoses. 
• Use water-saving nozzles. 
• Use water from a bucket to wash your car, and

save the hose for rinsing.

Source Water Assessment Completed
A Source Water Assessment Program (SWAP) is a
result of the 1996 amendments to the Federal
Safe Drinking Water Act (SDWA). Those
amendments require all states to establish a
program to assess the vulnerability of public water
systems to potential contamination. The Louisiana
Department of Environmental Quality (LDEQ)
completed the Source Water Assessment of
waters of Louisiana by watershed. The
assessment found that the reservoirs are
potentially susceptible to contamination due to
runoff from agricultural land. More detailed
information regarding the Source Water
Assessment for Louisiana Reservoirs can be found
by contacting the Louisiana Department of the
Environmental Quality at (866) 896-LDEQ, or
www.deq.louisiana.gov/portal/tabid/2986/Default.aspx.
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Where Does My Water Come From?
The sources of supply for South Fort Polk are 
as follows: 

What is the pH (acidity) range 
of your water?
Water in the distribution system averages about
7.1 pH units. A pH of 7.0 is considered neutral,
neither acidic nor basic.

Is there fluoride in your water?
American Water adds approximately 0.61 ppm
fluoride to the Fort Polk American Water treated
water supply.

Special Health Information
Some people may be more vulnerable to
contaminants in drinking water than the general
population. Immuno-compromised persons such as
those with cancer undergoing chemotherapy,
persons who have undergone organ transplants,
people with HIV/AIDS or other immune system
disorders, some elderly, and infants may be
particularly at risk from infections. These people
should seek advice about drinking water from their
health care providers. EPA/CDC (Centers for
Disease Control and Prevention) guidelines on
appropriate means to lessen the risk of infection
by Cryptosporidium and other microbial
contaminants are available from the Safe Drinking
Water Hotline (800-426-4791) or by calling our
Customer Service Center 
at (800) 685-8660.

Coliforms are bacteria that are naturally present in
the environment and are used as an indicator that
other, potentially-harmful, bacteria may be present.
Coliforms were found in more samples than
allowed and this was a warning of 
potential problems.

Fecal coliforms and E. coli are bacteria whose
presence indicates that the water may be
contaminated with human or animal wastes.
Microbes in these wastes can cause short-term
effects, such as diarrhea, cramps, nausea,
headaches, or other symptoms. The may pose a
special health risk for infant, young children, some
of the elderly, and people with severely
compromised immune systems.

Source Name Source Water Type

Well 12 USGS V 112 Ground Water

Well 14D USGS V 496 Ground Water

Well 11 USGS V 518 Ground Water

Well 7 USGS V 510 Ground Water

Well 8 USGS V 420 Ground Water

Well 9 USGS V 497 Ground Water

Certain minerals are radioactive and may emit
forms of radiation known as photons and beta
radiation. Some people who drink water containing
beta particle and photon radioactivity in excess of
the MCL over many years may have an increased
risk of getting cancer.

Information About Lead
Is there lead in my water?
Although we regularly test lead levels in your
drinking water, it is possible that lead and/or
copper levels at your home are higher because of
materials used in your plumbing. If present,
elevated levels of lead can cause serious
problems, especially for pregnant women and
young children. Lead in drinking water is primarily
from materials and components associated with
service lines and home plumbing. Fort Polk
American Water is responsible or providing high
quality drinking water, but cannot control the
variety of materials used in plumbing components.
When your water has been sitting for several
hours, you can minimize the potential for lead and
copper exposure by flushing your tap for 30
seconds to 2 minutes before using water for
drinking or cooking. If you are concerned about
lead in your drinking water, you may wish to have
your water tested. Information on lead in drinking
water, testing methods, and steps you can take to
minimize exposure is available from the National
Lead Information Center (800-LEAD-FYI) or the EPA
Safe Drinking Water Hotline at 1-800-426-4791 or
at http://www.epa.gov/safewater/lead.

Substances Expected to be in 
Drinking Water
To ensure that tap water is of high quality, U.S.
Environmental Protection Agency prescribes
regulations limiting the amount of certain
substances in water provided by public water
systems. U.S. Food and Drug Administration
regulations establish limits for contaminants in
bottled water, which must provide the same
protection for public health. 

The Fort Polk water treatment processes are
designed to reduce any such substances to levels
well below any health concern. The source of
drinking water (both tap water and bottled water)
includes rivers, lakes, streams, ponds, reservoirs,
springs, and wells. As water travels over the
surface of the land or through the ground, it
dissolves naturally-occurring minerals and, in some
cases, radioactive material, and can pick up
substances resulting from the presence of animals
or from human activity.
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Contaminants that may be present in source
water include:
Microbial Contaminants, such as viruses and
bacteria, which may come from sewage treatment
plants, septic systems, agricultural livestock
operations, or wildlife.

Inorganic Contaminants, such as salts and
metals, which can be naturally occurring or may
result from urban stormwater runoff, industrial or
domestic wastewater discharges, oil and gas
production, mining, or farming.

Pesticides and Herbicides, which may come from
a variety of sources such as agriculture, urban
stormwater runoff, and residential uses.

Organic Chemical Contaminants, including
synthetic and volatile organic chemicals, which are
by-products of industrial processes and petroleum
production, and may also come from gas stations,
urban stormwater runoff, and septic systems.

Radioactive Contaminants, which can be naturally
occurring or may be the result of oil and gas
production and mining activities.

For more information about contaminants and
potential health effects, call the U.S. EPA’s Safe
Drinking Water Hotline at (800) 426-4791.

How to Read the Data Tables
American Water-Military Service Group conducts
extensive monitoring to ensure that your water
meets all water quality standards. The results of
our monitoring are reported in the previous tables.
While most monitoring was conducted in 2009,
certain substances are required to be monitored
less than once per year and represent the most
current results available. For help with interpreting
this table, see the “Table Definitions” section.

Starting with a Substance, read across. 
Year Sampled is usually in 2009 or year prior.
MCL shows the highest level of substance
(contaminant) allowed. MCLG is the goal level for
that substance (this may be lower than what is
allowed). Average Amount Detected represents
the measured amount (less is better). Range tells
the highest and lowest amounts measured. A 
Yes under Compliance Achieved means the
amount of the substance met government
requirements. Typical Source tells where the
substance usually originates.

Unregulated substances are measured, but
maximum allowed contaminant levels have not
been established by the government. 

Table Definitions and Abbreviations
• Action Level: The concentration of a

contaminant that, if exceeded, triggers treatment
or other requirements that a water system 
must follow.

• MCL (Maximum Contaminant Level):
The highest level of a contaminant that is
allowed in drinking water. MCLs are set as close
to the MCLGs as feasible using the best
available treatment technology.

• MCLG (Maximum Contaminant Level Goal):
The level of a contaminant in drinking water
below which there is no known or expected risk
to health. MCLGs allow for a margin of safety.

• MRDL (Maximum Residual Disinfectant Level):
The highest level of disinfectant routinely allowed
in drinking water. Addition of a disinfectant is
necessary for control of microbial contaminants.

• MRDLG (Maximum Residual Disinfectant Level
Goal): The level of drinking water disinfectant
below which there is no known or expected 
risk to health. MRDLGs do not reflect the
benefits of the use of disinfectants to control
microbial contamination.

• mrem/year: Millirems per year (a measure of
radiation absorbed by the body.

• NA: Not applicable

• ND: Not detected.

• NTU - Nephelometric Turbidity Units:
Measurement of the clarity, or turbidity, of water. 

• pCi/L (picocuries per liter): Measurement of the
natural rate of disintegration of radioactive
contaminants in water (also beta particles).

• pH: A measurement of acidity, 7.0 being neutral.

• ppm (parts per million): One part substance per
million parts water, or milligrams per liter.

• ppb (parts per billion): One part substance per
billion parts water, or micrograms per liter.

• ppt (parts per trillion): One part substance per
trillion parts water, or nanograms per liter.

• TT (Treatment Technique): A required process
intended to reduce the level of a contaminant in
drinking water.
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Water Quality Statement 
American Water owns and operates the water distribution system on Fort Polk. American Water is required to sample for many
different contaminants in your drinking water annually. The tables below only contain sample results for contaminants that
were detected in your drinking water. Some contaminants are required to be sampled for less than annually and in these
cases, the most recent sample results are provided below and the year they were collected.

During the period covered by this report we had below noted violations of drinking water regulations.

Type Category Contaminant Compliance Period

No violations occurred in the calendar year of 2009.

Regulated Contaminants 

Substance (units) Year
Sampled MCL MCLG Highest Value Range Compliance

Achieved Typical Source

Inorganic Contaminants

Arsenic (ppb) 2009 10 0 1 1 Yes Erosion of natural deposits; Runoff from orchards; 
Runoff from glass and electronics production wastes

Fluoride (ppm) 2009 4 4 0.1 0.1 Yes Erosion of natural deposits; Water additive which promotes strong teeth;
Discharge from fertilizer and aluminum factories

Radionuclides

Gross beta (pCi/L) 2009 5 0 4.5 4-5 Yes Erosion of natural deposits

Disinfectant And Disinfection By-Products

Haloacetic Acids
(HAA5)(ppb) 2009 60 0 1.2 0.8 – 1.6 Yes By-product of drinking water disinfection

Total Trihalomethanes
(TTHMs)(ppb) 2009 80 0 2 2 Yes By-product of drinking water disinfection

Microbiological Contaminants

Our water system tested a minimum of 10 samples per month in accordance with the Total Coliform Rule for microbiological contaminants.
During the monitoring period covered by this report, we had the following detections for microbiological contaminants.

Substance (units) Year
Sampled MCL MCLG Result Compliance

Achieved Typical Source

Coliform, Total (TCR) 2009 More than one positive 
routine sample per month 0 1 positive sample

in September Yes Naturally present in the environment

E. Coli 2009
A routine sample and a repeat sample are 

total coliform positive and one is also 
fecal positive/E. Coli positive

0 1 positive sample
in September Yes Human and animal fecal waste

Lead And Copper

Substance (units) Year
Sampled AL MCLG 90th Percentile 95th Percentile Sites Above AL Compliance

Achieved Typical Source

Copper (ppm) 2008 1.3 0 0.1 0.2 0 Yes Corrosion of household plumbing; 
Erosion of natural deposits

Lead (ppb) 2008 15 0 ND ND ND Yes Corrosion of household plumbing systems;
Erosion of natural deposits
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   Building 3304   

         Fort Polk, La. 71459 

         Phone: 337-531-2967 

         Fax:    337-653-3508 

 

Fort Polk Utility Location & Dig Permit Request 
Date  

Location  

 
 

What is being done 

 
 

POC 

Name/Company 

 

 

POC Number 

 
 

Directions: 

1. Contractor will MARK AREA to be excavated in WHITE.  

2.  Louisiana Law requires you (CONTRACTOR) to contact Louisiana 1 Call, representing all 

private and public utility companies.  Dial 1-800-272-3020 – seven days in advance and have 

digging location information available at time of call.  Any company with utilities in the area will 

mark the respective utility within 48 hours.  
Louisiana 1 Call Ticket Number: ___________________________________________ 

 
3. For Telephone, Data Lines and Fiber Optic Line utility locations on Fort Polk:  

 Contact DOIM/ATS Contractor (GSTek) at 531-4019, bldg 3604 

 Request location services seven days prior to digging. 

 Contractors are responsible to maintain marks. 

DOIM/ATS Ticket Number: _______________________________________________ 

 

4. Sprint/ADSS 537-4711 or 208-2025.  

Sprint/ADSS Ticket Number: _______________________________________________ 

 
5. Gas and Exterior Electric.  When you have completed 1 thru 4 above, hand carry this form along 

with a sketch of the area to be excavated to the Work Reception Office in Bldg. 3307. DPW will 

initiate service orders to locate gas and exterior electric.  When you have received these service 

orders bring this form along with sketches to Bldg 3304. After all dates and times have been met 

you may pick up the approved dig permit, and proceed to excavate.  

 

 Ext. Electric       Service Order #:_______________________________________ 

 Natural Gas        Service Order #:_______________________________________ 

 Chilled Water    Service Order #:_______________________________________ 

 Hot Water          Service Order #:_______________________________________  

 

6. Permit to dig on Fort Polk is approved on ________________________________ 

 

Approved by PRIDE Public Works Dpt.________________________ 
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Louisiana Department of Health and Hospitals Design Summary Forms (Ref. 6.3.1i): 
 

http://www.dhh.louisiana.gov/offices/publications.asp?ID=204&Detail=1092 
 
 
 

American Water Design Guidance: 
 

http://www.amwater.com/ 
 

http://www.amwater.com/files/Fort%20Hood%20Design%20Guide.pdf 
 
 

 
AECC 4.0 CADD Standards 

 

https://cadbim.usace.army.mil/CAD 
 
 

 
Southwestern Division Architectural and Engineering Instructions Manual (AEIM) 

 

http://www.swd.usace.army.mil/capabilities/SWD_AEIM_Jan_2003.pdf 
 
 
 

UFC - Fire Protection Engineering for Facilities 
 

http://www.wbdg.org/ccb/DOD/UFC/ufc_3_600_01.pdf 
 

 
 
 

DoD Miminum Antiterrorism Standards for Buildings 
 

http://www.wbdg.org/ccb/DOD/UFC/ufc_4_010_01.pdf 

 

 
I3A Technical Criteria Feb. 2010 (Communications Requirements) 

http://www.lrl.usace.army.mil/ed2/article.asp?id=1416&MyCategory=212 
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FIRE STATION ALERTING SYSTEMS 
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APPENDIX KK  

 

ELECTRONIC SECURITY SYSTEMS 

UPGRADES 

 

 

This appendix is provided along with the 

solicitation documents as a separate PDF 

document labeled “Appendix_KK.pdf” 
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APPENDIX LL 
 

FORT POLK INSTALLATION SOP’S 
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APPENDIX LL 
Ft Polk Installation SOP’s 

 
 

• Installation Access 
• Photos 
• Temporary Utility Meters 
• Marking Utility Locations & Dig Permit Request 
• Pretreatment of Termites 
• Modifying Water/Wastewater Systems 
• Cross Connection Information 
• Army Policy of Waste Management for New Construction 
• Hazardous Waste Management Plan 
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Privacy Act Statements for Rosters  
 

Access Control Rosters  

 

 
In Accordance with Title 5, U.S.C. § 552a (Privacy Act of 1974) as implemented by the Federal 
Register, Department of Defense, Department of the Army, 32 CFR Part 505, The Army Privacy 
Program; Final Rule, protected personal information will not be disclosed from this roster to any 
commercial enterprise or representative thereof or to any individual outside the Department of 
Defense. This roster will be safeguarded IAW paragraph § 505.2, of the Federal Register 
named above. When updated, obsolete copies will be destroyed as required by paragraph 4-
501, AR 25-55, The Department of the Army Freedom of information Act Program.  
 

In Accordance with Title 5, U.S.C. § 552a (Privacy Act of 1974) as implemented by the Federal 
Register, Department of Defense, Department of the Army, 32 CFR Part 505, The Army Privacy 
Program; Final Rule, protected personal information will not be disclosed from this roster to any 
individual outside the Department of Defense except to Law Enforcement and Access Control / 
Security Personnel. As to the preceding, excepted individual and organizations, consent to 
disclosure is expressly given by personnel listed below. This roster will be safeguarded IAW 
paragraph § 505.2, of the Federal Register named above. When updated, obsolete copies will 
be destroyed as required by paragraph 4-501, AR 25-55, The Department of the Army Freedom 
of information Act Program.  
 

In Accordance with Title 5, U.S.C. § 552a (Privacy Act of 1974) as implemented by the Federal 
Register, Department of Defense, Department of the Army, 32 CFR Part 505, The Army Privacy 
Program; Final Rule, protected personal information SSN, Drivers Licenses Numbers, dates of 
birth and personnel phone numbers will not be disclosed from this roster to anyone outside the 
Department of Defense. This alert roster will be kept in a secure place at all times. When 
updated, obsolete copies will be destroyed as required by paragraph 4-501, AR 25-55, The 
Department of the Army Freedom of information Act Program.  
 

NOTE: All Fort Polk, documents containing Privacy Act Data are to be considered FOUO and 
should be destroyed as outlined below:  
Paragraph 4-501, AR 25-55 states: Non-record copies of FOUO materials may be destroyed by 
tearing (or shredding) each copy into pieces to preclude reconstructing, and placing them in 
regular trash containers.   All electronic forms of Privacy Act Data will be safe guarded by CAC 
enabled computers and will only be processes by authorized users on government systems. 
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Last Name First Name SSN Drivers 
License State

Drivers 
License Gender Date of Birth Company Contract 

Number Start Date End Date POC Phone No:

Smith   (example) John 123-45-6789 La 00123456 M 5/18/1963 ACME Building 91W8C-D-0009 1-Apr-10 15-May-10 John More 531-0001

Access Control Roster

All information must be provided in order to be added to the installation access control roster.  Complete SSN, Drivers License Number, Date of Birth  must be provided in order to positively identify authorized 
patrons of Fort Polk.  Enclusive Start and Ends Dates must also be provided.  Failure to comply with these instructions will result in denial of access to the installation under this program.  See attached Privacy 
Act Statemnet.  Access control rosters must be submitted from a .mil, .af, .navy, .acoe or other DoD address in order to be accepted.  Any roster submitted by a comercial ISP (example @yahoo.com, 
@gmail.com, etc will not be accepted.  
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All, 
 
Contractors are required to meter job office trailers for electricity and water.  
 
I will need at least the following information: 
    
 LEGAL BUSINESS NAME: 
 DOING BUSINESS AS (DBA):    
 ADDRESS:  (Correct & Complete) 
 TELEPHONE: 
 POC: 
 
 TAX ID: 
 CAGE CODE: 
 DUNS: 
  
  MUST HAVE PHYSICAL STREET ADDRESS, NO P O BOX OF HOME OFFICE 
 
 
V/R 
 
Robert Hughes (Robert.J.Hughes@us.army.mil) 
 
HQ JRTC & Fort Polk Directorate of Public Works 
6661 Warrior Trail 
Bldg, 350, Suite 230 
Fort Polk, LA 71459 
 
Office - (337) 531-6944  
Fax    - (337) 531-8949 
Cell   - (337) 353-5876 
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   Building 3305   
         Fort Polk, La. 71459 
         Phone: 337-531-6042 
         Fax:    337-653-3531 

 
Fort Polk Utility Location & Dig Permit Request 

Issue Date: 31 March 2009 
Date  

Location  
 

 
What is being done 

 
 

POC Name 
 

 
POC Number 

 
 

Directions: 
1. Contractor will mark area to be excavated in white.  
2.  Louisiana Law requires you (CONTRACTOR) to contact Louisiana 1 Call, representing all 

private and public utility companies.  Dial 1-800-272-3020 – seven days in advance and have 
digging location information available at time of call.  Any company with utilities in the area will 
mark the respective utility within 48 hours.  

Louisiana 1 Call Ticket Number: ___________________________________________ 
 

3. For Telephone, Data Lines and Fiber Optic Line utility locations on Fort Polk:  
 Contact DOIM/ATS Contractor (GSTek) at 531-4019, bldg 3604 
 Request location services seven days prior to digging. 
 Contractors are responsible to maintain marks. 

DOIM/ATS Ticket Number: _______________________________________________ 
 

4. Sprint/ADSS 537-4711 or 208-2025.  
Sprint/ADSS Ticket Number: _______________________________________________ 
 

5. Gas and Exterior Electric.  When you have completed 1 thru 4 above, hand carry this form along 
with a sketch of the area to be excavated to the Work Reception Office in Bldg. 3307. DPW will 
initiate service orders to locate gas and exterior electric.  When you have received these service 
orders bring this form along with sketches to Bldg 3305. After all dates and times have been met 
you may pick up the approved dig permit, and proceed to excavate.  

 
 Exterior Electric Service Order #:_______________________________________ 
 Natural Gas        Service Order #:_______________________________________ 
 Chilled Water    Service Order #:_______________________________________ 
 Hot Water          Service Order #:_______________________________________  

 
6. Permit to dig on Fort Polk is approved on ________________________________ 
 

Approved by PRIDE Public Works Dpt.________________________ 
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Pretreatment of Termites on Fort Polk 

Pier Foundations 

The termiticide of choice for pier foundations is Termador. Use of any other product must be 

approved by the Installation Pest Management Office. 

The footings of each pier will be treated at label rate prior to the pier being installed. 

Additionally, the soil around the pier will be treated at label rate once back fill dirt is added and 

prior to completion of project. 

 

Slab Foundations 

The termiticide of choice for pier foundations is Termador. Use of any other product must be 

approved by the Installation Pest Management Office. 

All footings will be treated at label rate prior to footing being poured. The ground will be 

treated at label rate prior to rebar or plastic being installed. Additionally, the back fill soil will be 

treated at label rate, after back fill is complete and prior to completion of project. 

Additional Requirements: 

1. The Pest Control company performing the treatment must have a Louisiana Commercial 

Applicators License. 

2. The Pest Control company is required to provide the Pest Management Office a photo ID and 

a copy of the Applicator’s license. 

3. All termiticides will be mixed onsite. 

4. The Pest Control company will provide Pest Management with the following upon 

completion of each treatment. 

    a. Name of Termiticide 

    b.  Lot Number of product 

    c. Total gallons applied 

    d. Total Pounds of Active Ingredients applied 
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Standard Operating Procedure: Design, Review, Submittal, and 
Approval Requirements for Construction Projects Modifying Fort Polk 

Water/Wastewater Systems 
 
 
 
1.0 Introduction 
 
 
State and Federal law, and the Louisiana Sanitary Code, requires that - prior to the start of 
construction - approval by the Louisiana Department of Health and Hospitals (DHH) be 
obtained for plans and specifications of all public water systems and wastewater systems.  
This applies to new facilities as well as modifications or extensions affecting hydraulic 
capacity, system loading, quality of finished water, etc., of existing systems.  Individual 
building plumbing and service lines do not normally require DHH approval (unless the 
facility presents a degree of hazard to the water system requiring backflow prevention 
measures).  See Louisiana Plumbing Code, Cross Connection Control. 
 
Failure to adhere to DHH policy and protocol may subject the installation to Notices of 
Violation, ‘Boil Water’ orders, fines and penalties, or other regulatory enforcement 
actions. 
 
2.0 Determination of Applicability  
 
 
The DPW project officer should review the project to determine applicability of the 
regulations.  Any extension or modification to the installations water or wastewater (W3) 
systems as described above will require submittal of plans and specifications to the DHH 
for approval.  If assistance is needed in making this determination, the project officer 
should coordinate with DPW-OMD and/or DPW-ENRMD.  If the applicability is 
determined, the project may not proceed until the State review and approval process is 
completed.  If it is determined that the requirements of the Sanitary Code are not 
applicable to the project, the project officer may proceed with project execution.   
 
 
3.0 Minimum Information Requirements for Project Submittal 
 
 
In order to expedite review and approval of projects, the following shall be provided, as 
applicable, when submitting plans and specifications for construction and/or modification 
of Fort Polk’s water systems and wastewater facilities to the DHH: 
 
 A single set of detailed plans and specifications should be submitted at least 60 
days prior to the time the approval, comments, or recommendations are desired by the 
owner.  Plans must be signed, stamped, and dated by a registered professional engineer, 

Rev: 18 January 2007 
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licensed to practice in the State of Louisiana.  For plans designed by federally-employed 
government engineers, this requirement is waived. 
 
 
 A detailed design summary package for all water and sewerage facilities must be 
submitted.  The applicable design summary forms (Appendix A) should be used and 
submitted to the DHH with the design plans and specifications. These forms, however, 
are typically structured for small to medium sized projects, and additional information 
may be needed for larger projects involving water and wastewater facilities (e.g.: a new 
wastewater treatment facility, a new well and water treatment plant, etc.).  The design 
summary package is not a review tool therefore any details relevant to the review should 
also be included in plans and specifications. 
 
 Submit a vicinity map and plot plan showing the project location (and adjacent 
property if applicable). 
 
 Submit layout drawings of the project’s wastewater collection and water 
distribution mains, showing all pump stations, manholes, clean-outs, hydrants, valves, 
pipe size and materials, sewage main and collection line profiles, including depth, slopes 
and invert elevations, water main depths, etc., as well as the sewage treatment facility 
location and the water well locations.  Design details that do not pertain to the sanitary 
features of the project – such as grading plans, storm water drainage, street details, etc. -- 
need not be included, Some electrical may be required for pumps (well pumps, booster 
pumps, chemical feed pumps, transfer pumps, etc.). 
 
 Submit detailed drawings of applicable sewage treatment, collection, and 
pumping facilities and water well, storage, and treatment facilities with plan and profiles 
views, showing dimensions, capacities, materials, and elevations. 
 
 For extensions to existing, information pertaining to the existing system should be 
submitted.  It may be necessary to provide present population served, design capacity of 
present system, capacity of lift stations, etc.  The ability of the existing system to absorb 
the extra loading should be documented.   
 
 The review of the plans and specifications are typically made in accordance with 
the Recommended Standards for Sewage Works, 1997 Edition, and the Recommended 
Standards for Water Works, 2003 Edition, promulgated by the Great Lakes and Upper 
Mississippi River Board of State Sanitary Engineers.  Design standards for water well 
construction is contained in the Louisiana Water Well Rules, Regulations, and Standards, 
November, 1985 Edition, promulgated by the Louisiana Department of Transportation 
and Development, Water Resources Division.  Additional design standards for water and 
wastewater facilities are given in the State Sanitary Code.  
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4.0 Internal Review and Submittal Protocol 
 
Once the applicability of the DHH review and approval process has been determined, the 
DPW project officer or appropriate branch chief should use the following steps to ensure 
proper information-flow, internal coordination, and State submittal requirements are 
followed. 
 

• DPW-Engineering or Planning project officer or appropriate branch chief briefs 
the W3 group on the project scope as it pertains to the to the W3 systems. The 
project officer is appointed by Chief, Engineering or Planning Division for each 
project submitted.  POC: 531-1428 or 531-4168 

 
• DPW-Engineering or Planning project officer or appropriate branch chief 

provides pre-final design plans and specifications toW3 group for review.  In 
order to ensure that proper installation physical security protocols are maintained, 
the project officer should ‘sign out’ copies of plans delivered for review to 
appropriate W3 members.  Internal review time should be determined by the 
DPW or W3-Executive Steering Committee based on installation and mission 
priorities and noted on the documents provided for review.  Status of reviews will 
be tracked and reported at each W3 meeting.   

 
• Following collection of review comments and corrections or modifications, the 

DPW project officer forwards completed design to the W3 group for a final 
review process; or, the project officer may elect to simply report the changes 
made to the W3 group in the case of minor modifications necessitated by the 
initial review.   
Note:  A NEPA request will not be approved until State approval is granted.  
NEPA POC:  531-7417 

 
• DPW- Engineering or Planning Division project officer provides W3-reviewed 

and completed design plans to the Chief, Engineering Division.  The Chief, 
Engineering or Planning Division may submit the plans directly to the Louisiana 
DHH regional engineer; or, the Chief, Engineering Division or Planning Division 
may request that a professional staff member of the Planning Division, or other 
DPW professional staff member, deliver the plans directly to the Louisiana DHH 
regional engineer.   The Chief, Engineering Division, reports the submission of 
plans to the ENRMD Compliance Branch so that they can be tracked and reported 
to the W3. 

 
• Upon project completion, DPW-Engineering or Planning provides to DPW-

ENRMD Compliance Branch a certification that construction was done IAW the 
approved design.  DPW-ENRMD Compliance Branch submits certification to the 
State. 

 
Additionally, close coordination must be maintained with applicable organizations of the 
W3 working group.   Organizational contact information is as follows:   

Rev: 18 January 2007 
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DES-Fire Department, 531-2026;   
DES-Physical Security, 531-4913;  
DPW-Engineering, 531-6186;   
DPW-ENRMD, 531-6008; 
DPW-OMD, 531-2421; 
DPW-Planning, 531-6103; 
Picerne Military Housing, 537-5000; 
Preventive Medicine-EH, 531-4846; 
USACE, Resident Office, 531-2933. 

Rev: 18 January 2007 
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1

New Construction

Waste Management

Plans and Methods

Army Policy on Waste Management

• 50% diversion (by weight) from landfill of 

construction and demolition waste for all 

Army projects.

• Waste type and quantities must be tracked, 

documented, and upward reported (SWAR)

Section: Appendix II

Tuesday, July 27, 2010
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Contract Requirements for Waste 

Management

• 50% diversion (by weight) from landfill of 

construction and demolition waste
(01010, Section 6)

• A Waste Management Plan is required
(01355 Environmental Protection Plan)

Added Bonus

• The two easiest LEED credit points:

– Automatically pick up LEED Credit MR 2.1 
(Achieve 50% diversion of C&D waste from landfill)

– With little effort, pick up LEED Credit MR 2.2
(Achieve 75% diversion of C&D waste from landfill)
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Management Plan

• Section 1 – Company Philosophy

• Section 2 – Project Waste Management 

Goals

• Section 3 – Communication Plan

• Section 4 – Expected Waste Streams, 

Disposal, and Handling

How to Meet Army and USACE 

Waste Management Goals (WMP Section 2)

• Prevent – don’t create/promote the waste in 

the first place

• Reduce – reduce the amount of waste 

generated for a given material/element

• Reuse – reuse scrap

• Recycle – send back to the company for 

remanufacturing or to a recycling facility

Section: Appendix II W9126G-12-U-1005-0014Section: Appendix LL
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Prevention

• Pre-fabrication/Pre-cut – manufacture to 

exact dimensions

• Accurately order the amount of material 

needed

• Measure carefully to avoid end cuts

• Store materials so they are not damaged

Reduce

• Order and ship in bulk where possible, 
avoiding excess packaging

• To encourage efficient use of materials, 
avoid paying installers on the basis of 
smaller units of measure (i.e. sq. ft. instead 
of sheet)

• GCs include similar recycling/diversion 
requirements in subcontracts (incl. Mgmt 
Plans, monitoring, and documentation).
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Reuse

• Save sizeable pieces for use elsewhere 

– carpet tiles piece from one edge may fit at the edge of 

another location

– wallboard pieces can be used around doors and 

windows

– lumber pieces can be used as spacers or blocking

– Reuse PVC cut-offs for use as stubs for wall drains

• Optimum Value Engineering for wood construction

Recycle

• Concrete/Asphalt/Masonry

• Drywall/Gypsum

• Metal

• Plastics

• Cardboard/paper/fibers

• Site/Landclearing Debris 

(vegetation, soils)

• Wood

• Glass

• Carpet/Carpet 

Tile

• Paints

• Floor Tile

• Acoustical Tile
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Ft. Bliss Resources

• Now

– Cardboard/paper – Ft. Bliss can accept small 
quantities of paper and cardboard for recycling

• Future

– Clean wood – Ft. Bliss owns a shredder, but no 
end use of shredded material is currently 
identified.

– Soil –provide native fill material, accept native 
soil

– Concrete/Aggregate/Asphalt/Masonry

Site Handling

• Interior collection containers in centralized 

convenient locations for the trades.

• Exterior recycling containers clearly labeled 

and located in convenient locations for the 

trades.

• For pieces of materials to be reused – make 

sure the trades know where they can find 

these materials.
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Site Handling

• Keep garbage out of interior and recycling 
containers.

• Provide frequent and well labeled garbage 
containers, both interior and exterior.

• Training and Communication

• Whole Building Design Guide Construction 
Waste Management Resource Page 
(www.wbdg.org/design/cwm.php)

Keeping Track

• Collect and organize documentation from 
receiving facilities (weight tickets, reports)

• Obtain/Estimate weights for those items not taken 
to a facility (elements returned to manufacture, 
wood taken to Ft. Bliss for mulching, etc.)

• Organize in coming information daily (DCQCRs, 
Excel spreadsheet)

• Keep quarterly (Dec, March, June, and Oct) and 
final (end of project) reports in mind 
– keeping track daily/regularly will make the final report 

easy.
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Government Oversight

• Plan-Do-Check-Act

• Review and approval of Waste Mgmt Plan prior to start of 
construction.

• QAR will check regularly interior and exterior collection 
bins to confirm appropriate use.

• QAR will ask regularly to see your tracking 
document/notebook/file.

• QAR will conduct periodic quick calculations to confirm 
that waste diversion is on track.

• Final waste report – diversion calculation must be 
verifiable (values easily matched to waste documentation)

Need Help?

Elizabeth Chien

206-764-6718

206-499-6119 cell

Elizabeth.A.Chien@usace.army.mil

Tom Napier

217-373-3497

Thomas.R.Napier@usace.army.mil
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CONSTRUCTION / DEMOLITION SWARWeb PICKLIST 

MAJOR CATEGORY SUB-CATEGORY DEFINITION

Wood

 Structural TBD 

 Finished TBD

 Treated TBD

 Other (C/D Wood) TBD

Metal

 Steel TBD

 Copper TBD

 Aluminum TBD

 Mixed Metal TBD

 Other (C/D Metal) TBD

Masonry/Asphalt/Concrete/ Stone

 Asphalt TBD

 Brick TBD

 Concrete TBD

 Concrete Block Unit TBD

 Stone TBD

 Other (C/D Masonry/Asphalt) TBD

Land Clearing Debris

 Top Soil TBD

 Sub Soil TBD

 Petroleum-Contaminated Soil TBD

 Non-Hazardous Lead-Contaminated Soil TBD

 Vegetation/Timber (tree trunks & limbs) TBD

 Crushed Stone/Base TBD

 Other (C/D Land Clearing) TBD

Other

 Siding TBD

 Composition Roof TBD

 Insulation TBD

 Doors/Windows/Stairs/Cabinets TBD

 Ceiling Tile TBD

 Gypsum/Plaster TBD

 Plastic TBD

 Glass TBD

 Paper TBD

 Other (C/D Other) TBD

Additional Information

Project Number  

Building Number(s)  

Reuse (Installation)  

Reuse (Off-Site)  

Recycle (Installation)  

Recycle (Off-Site)  

Bury (Installation)  

Bury (Off-Site)  

Dispose (Installation)  

Dispose (Off-Site)  

Other  

Source: Army Environmental Center, Charles Harris, (410) 436-1224, charles.harris2@us.army.mil 
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Non- Hazardous Waste Management Plan 

a. Name of individuals on the Contractor's staff responsible for waste prevention and 

management. 

b. Specific actions that will be taken to reduce solid waste generation. 

c. Description of the specific approaches to be used in salvage/reuse/recycling/other 

diversion of the various materials generated, including the areas and equipment to be 

used for processing, sorting, and temporary storage of wastes. 

d. Identification of waste streams, including estimated types and quantities, of the waste 

to be generated. 

e. Identification of local and regional salvage/reuse programs, including non-profit 

organizations such as schools, local housing agencies, and organizations that accept used 

materials such as materials exchange networks and Habitat for Humanity. 

f. List of specific waste materials that will be salvaged for resale, salvaged for reuse, or 

recycled. Recycling facilities that will be used shall be identified. If a recycling facility 

(public or private) exists within a 50 mile radius of the project site, its use is required for 

all materials that facility accepts and that cannot be otherwise reused. 

g. Identification of materials that cannot be recycled/reused with an explanation or 

justification. 

h. Name of landfill and/or incinerator to be used for waste that are not diverted and the 

estimated costs for disposal. 

i. Anticipated net cost savings determined by subtracting Contractor program 

management costs and the cost of disposal from the revenue generated by sale of the 

materials and the incineration and/or landfill cost avoidance. 

Hazardous Waste Management Plan (in addition to the requirements above) 

a. Types of wastes anticipated to be managed. This should include a discussion of 

processes which are generating the waste, the volumes anticipated, and the EPA/state 

waste codes associated with the waste (40 CFR 261, Subpart C and D). 

b. The regulatory status of the waste. In other words, whether the waste is subject to large 

quantity generator, small quantity generator, or conditionally exempt small quantity 

generator standards (40 CFR 262.34). 

c. The locations in which wastes will be accumulated will be discussed. This should 

discuss whether these are 90/180 day accumulation areas, satellite accumulation points, 
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or permitted storage areas. Preferably a map indicating the precise location should be 

included (40 CFR 262.34). 

d. Inspection requirements. This should discuss what will be inspected, how often it will 

be inspected, who will conduct the inspection, what the inspection log will contain, and 

where the inspection records will be retained (40 CFR 262.34, 40 CFR 265.174, and 40 

CFR 265.195). 

e. Contingency Planning. Large quantity generators are required to have a contingency 

plan. Small quantity generators are required to post certain information (40 CFR 262.34 

and 40 CFR 265 Subparts C and D). 

f. Marking requirements. This should discuss what type of hazardous waste markings are 

to be utilized during accumulation (40 CFR 262.32). 

g. Container types. Types of containers used to accumulate hazardous wastes should be 

identified. Compatibility with the waste being stored should be considered as well as 

whether the containers will meet packaging requirements for off-site transport (49 CFR 

171.178).

h. Treatment requirements. How will wastes be treated to meet land disposal restrictions 

(40 CFR 268.40). If elementary neutralization is being performed to render waste non-

hazardous, as statement should be included which indicates the activity is being 

performed under a permit exclusion (40 CFR 270.1(c)(2)(v)). 

i. Disposal requirements. This should discuss whether wastes and/or treatment residues 

will be disposed in a Subtitle C, hazardous waste disposal facility or in a Subtitle D, 

nonhazardous waste facility. 

j. Proposed treatment, storage, or disposal facilities (TSDFs). This should provide the 

name, address, telephone number, and EPA ID number of the TSDFs proposed to be 

utilized for the waste. 

k. LDR forms. This should provide copies of the LDR forms from the proposed receiving 

facilities. 

l. Recycling Facilities. This should discuss how the waste is to be salvaged, reused, 

and/or recycled. The name, address, and phone number of the facilities proposed for 

waste diversion should be provided. 

Section: Appendix II W9126G-12-U-1005-0014Section: Appendix LL

Wednesday, January 02, 2013

Page 627 of 1083



Waste Management Plan Template 

Section 1. Company Mission Statement/Company Philosophy and Organization 

a. Philosophy – basic company approach to waste management (i.e.: prevent, reduce, reuse, 

recycle, dispose) 

Section 2. Project Waste Management Goal 

a. Contract required goal. 

b. Specific actions that will be taken to prevent or reduce solid waste generation. This 

includes identifying those companies providing material and equipment that are willing 

to accept the return of the resulting waste product after installation (floor tiles, 

ceiling/acoustical tiles, carpet tiles, etc.). Also identify material/companies willing to 

send large quantities of items in bulk, rather than individually wrapped (box of 200 door 

knobs instead of individually wrapped door knobs, pallets of stacked floor tiles instead of 

box of 12 floor tiles). 

c. Description of the specific approaches to be used in salvage/reuse/recycling/other

diversion of the various materials generated, including the areas and equipment to be 

used for processing, sorting, and temporary storage of wastes. 

d. List of specific waste materials that will be salvaged for resale, salvaged for reuse, or 

recycled.

e. Identification of materials that cannot be recycled/reused with an explanation or 

justification. 

Generally, its better (more resourceful) to reduce, than to reuse, and better to reuse than to 

recycle. However, it’s not realistic to eliminate all waste, or salvage all materials not used on a 

particular job.  Following is our Waste Management Plan. 

Reduce means to prevent waste before it happens. You can reduce waste significantly on a 

construction project by “tweaking” your practices a bit; this means designing in less waste to 

begin with and minimizing damage and inefficient material use. 

Reuse means to reuse materials as much as possible in your construction project. This includes: 

o Materials removed during demolition 

o Scrap generated on site 

o Used materials or scraps from other jobs 

Recycle means to separate recyclable materials from non-recyclable materials and supply them 

to a hauler or business so they can be processed and used to make new products. Another aspect 

of recycling is to Buy Recycled. Buying building materials with recycled content helps develop a 

market for the waste materials you recycle from your job site and “closes the loop. 
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Section 3. Communication Plan 

a. Name of individuals on the Contractor's staff responsible for waste prevention and 

management. 

b. Specific actions that will be taken to communicate waste management issues throughout 

the project. 

c. Specific actions that will be taken to communicate the waste management plan and 

procedures to new employees/subs. 

d. Specify where containers will be placed, how they will be labeled, how waste 

management practices will be enforced (acceptable and unacceptable items and 

practices), and how this information will be communicated to the site staff. 

e. Specific procedures and details on how the waste information (what where, how much, 

who, how) will be documented, organized, and tracked. This includes all waste streams 

that are returned, salvaged, reused, recycled, and landfilled. 

f. Specific details on how the waste information will be reported to the government 

(routinely – weekly? monthly? quarterly? and at project closeout – final total details). 

Section 4. Expected Waste Streams, Disposal, and Handling (non-hazardous only) 

a. Identification of waste stream (both diverted and landfilled. 

b. Quantity of each type of waste stream identified. 

c. Receiving facility or entity. 

o Identification of local and regional salvage/reuse programs, including non-profit 

organizations such as schools, local housing agencies, and organizations that accept 

used materials such as materials exchange networks and Habitat for Humanity. 

o Name of landfill and/or incinerator to be used for waste that are not diverted and the 

estimated costs for disposal. 

d. Specific site handling procedures. 

e. Identification of transportation method or company. 
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Section 5. Hazardous Waste Management Plan (in addition to the requirements above) 

Be sure to coordinate Hazmat procedures with Tom Curcio (FL DPW) 253-966-6458. 

a. Types of wastes anticipated to be managed. This should include a discussion of processes 

which are generating the waste, the volumes anticipated, and the EPA/state waste codes 

associated with the waste (40 CFR 261, Subpart C and D). 

b. The regulatory status of the waste. In other words, whether the waste is subject to large 

quantity generator, small quantity generator, or conditionally exempt small quantity 

generator standards (40 CFR 262.34). 

c. The locations in which wastes will be accumulated will be discussed. This should discuss 

whether these are 90/180 day accumulation areas, satellite accumulation points, or permitted 

storage areas. Preferably a map indicating the precise location should be included (40 CFR 

262.34).

d. Inspection requirements. This should discuss what will be inspected, how often it will be 

inspected, who will conduct the inspection, what the inspection log will contain, and where 

the inspection records will be retained (40 CFR 262.34, 40 CFR 265.174, and 40 CFR 

265.195).

e. Contingency Planning. Large quantity generators are required to have a contingency plan. 

Small quantity generators are required to post certain information (40 CFR 262.34 and 40 

CFR 265 Subparts C and D). 

f. Marking requirements. This should discuss what type of hazardous waste markings are to 

be utilized during accumulation (40 CFR 262.32). 

g. Container types. Types of containers used to accumulate hazardous wastes should be 

identified. Compatibility with the waste being stored should be considered as well as whether 

the containers will meet packaging requirements for off-site transport (49 CFR 171.178). 

h. Treatment requirements. How will wastes be treated to meet land disposal restrictions (40 

CFR 268.40). If elementary neutralization is being performed to render waste non-hazardous, 

as statement should be included which indicates the activity is being performed under a 

permit exclusion (40 CFR 270.1(c)(2)(v)). 

i. Disposal requirements. This should discuss whether wastes and/or treatment residues will 

be disposed in a Subtitle C, hazardous waste disposal facility or in a Subtitle D, 

nonhazardous waste facility. 

j. Proposed treatment, storage, or disposal facilities (TSDFs). This should provide the name, 

address, telephone number, and EPA ID number of the TSDFs proposed to be utilized for the 

waste.

k. LDR forms, if required. This should provide copies of the LDR forms from the proposed 

receiving facilities. 
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SECTIONONE Introduction

  1-1

Section 1 ONE Introduction 

1.1 PURPOSE

The purpose of this plan is to identify the requirements for the storage, handling,  and 

disposal of hazardous waste (HW) on Fort Polk from the point of generation to the point of  

disposal.   These guidelines are in accordance with Army Regulation 200-1 (Environmental 

Protection and Enhancement), the Louisiana Administrative Code, and the Resource 

Conservation Recovery Act (RCRA), as amended. In the event that any of the provisions 

contained in this plan are superseded or otherwise modified by changes to the Code of 

Federal Regulations (CFR), or the Louisiana Administrative Code (LAC), the CFR and LAC 

shall take precedence over this plan. 

1.2 APPLICABILITY

This plan applies to all persons, units, and activities assigned, attached, stationed, or training 

at the Joint Readiness Training Center (JRTC) and Fort Polk.  This includes all active duty or 

reserve military, contractors, and other civilians. 
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SECTIONTWO Installation and Regulatory Overview 

  2-1

Section 2 TWO Installation and Regulatory Overview 

2.1 GENERAL

Fort Polk was established in 1941, and is located in west central Louisiana approximately 10 

miles southeast of the city of Leesville in Vernon Parish. The main post consists of 

approximately 200,000 acres and is divided into two cantonment areas, South Fort and North 

Fort.  Approximately 98,000 acres of the main post are within the Kisatchie National Forest 

and are used by Fort Polk under an agreement with the U.S. Forest Service. Other lands 

associated with Fort Polk, but not contiguous to the main post area, include the Peason Ridge 

Training Area, Toledo Bend Recreational Area, and the Intermediate Staging Base (ISB) at 

England Air Park in Alexandria LA. 

2.2 REGULATORS

The primary regulatory agency for HW at Fort Polk is the Louisiana Department of 

Environmental Quality (LDEQ) located in Baton Rouge, Louisiana.  The Environmental 

Protection Agency (EPA) Region VI provides oversight to LDEQ.  Both agencies have the 

authority to inspect and direct enforcement actions against the installation.  HW activities at 

Fort Polk must comply with both the 33 LAC Part V and 40 CFR Parts 260-268, 273, and 

279.

2.3 HW GENERATOR STATUS

Fort Polk is a large quantity generator.  As shown in the chart below, HW generation has 

decreased significantly over the last several years due to better education of individual 

generators on the post, improved business practices, and implementation of pollution 

prevention practices and equipment.  
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2.4 PERMIT

Fort Polk is not permitted to store HW , therefore, all HW is disposed from the installation 

within 90 days of its generation.  Some operations conducted by the 705th Explosive 

Ordnance Detachment (EOD) at the EOD Range are regulated as the treatment of explosive 

HW (open burning and open detonation or OB/OD).   This treatment is permitted by the 

LDEQ and EPA Region VI under Subpart X permit number LA0214022725 (effective 2 June 

1995).   A renewal for this permit was submitted to LDEQ in November 2004.  Until 

approval is received from the LDEQ, the EOD range is operated in accordance with the 

previous permit. 

2.5 EPA IDENTIFICATION (ID) NUMBER 

RCRA HW generated at Fort Polk is manifested under EPA ID number LA0214022725.  

Any RCRA HW that is generated at the ISB is manifested under EPA ID number 

LAR000014324.

2.6 90-DAY HW STORAGE SITES 

Fort Polk has two less than 90-day HW Storage Sites.  Both sites are owned and operated by 

the Directorate of Public Works, Environmental and Natural Resources Management 

Division, Compliance Management Branch (DPW-ENRMD-CMB).  If no longer needed for 

operation at any future time, these sites will be closed per the requirements of 40 CFR 

264.112 and 40 CFR 1102.

The primary HW storage site is building 4053 located at the Defense Reutilization Marketing 

Office Fort Polk (DRMO-Polk). Serves as the point where most of the installation’s 

hazardous waste is stored prior to disposal off-site.
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The second HW storage site is located within the HAZMART Complex, building 4369, on 

North Carolina Street.  It is also managed by the DPW-ENRMD-CMB. 

     HAZMART Waste Storage Area

            S8

 Non-Regulated Waste &

        Universal Waste

               S6

          Waste

     Determination                    S7

  90-Day HW Storage Site
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Section 3 THREE Responsibilities 

3.1 GENERAL

HW responsibilities for the following positions, titles, or organizations are described below. 

3.2 INSTALLATION COMMANDER AND GARRISON COMMANDER 

Ensure that Fort Polk is compliant with all applicable environmental laws and 

regulations.

Establish an organizational structure to plan, execute and monitor HW 

programs. 

Program and budget for the necessary funds and personnel in order to execute 

a HW program and to comply with the applicable state and federal 

regulations.

Sign RCRA permit applications, compliance agreements, consent orders, and 

responses to Notices of Violation (NOV) with the state and federal regulatory 

officials, following review by the installation SJA, installation environmental 

compliance officers, and the installation Resource Manager. 

Delegate the preparation and signature of all shipping manifests required by 

federal and state law to the Director of Public Works. 

Serve as the chairman of the Environmental Quality Control Committee 

(EQCC) which meets quarterly to discuss and oversee pertinent environmental 

issues.  The function of the EQCC is to: 

a. Resolve installation recycling and disposal program issues related to 

hazardous material and waste; 

b. Resolve installation HW responsibility conflicts; 

c. Review hazardous material purchases to minimize, substitute, or 

conserve hazardous materials; 

d. Recommend hazardous material management changes related to 

health, safety, or environmental considerations. 
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3.3 MAJOR SUBORDINATE COMMANDERS, UNIT COMMANDERS, AND 

ACTIVITY DIRECTORS 

Provide command emphasis to ensure that all subordinates comply with HW 

regulations.

Ensure annual environmental training (including a mock spill) is placed on the 

calendar and all soldiers/civilian personnel participate. 

Appoint an Environmental Compliance Officer (ECO) and an alternate ECO 

on appropriate orders to act as point of contact for environmental concerns.  

Commanders and supervisors will ensure that all ECOs and alternate ECOs 

have successfully completed the ECO Certification Course, are appointed on 

orders, and successfully complete the annual refresher course. 

3.4 ECOs

Administer the environmental pollution control program in their 

organizations.

Advise their commander/supervisor on matters related to implementation of 

this regulation and develop/maintain an SOP for waste management and spill 

contingency plans. 

Ensure that hazard warnings are posted, containers are properly marked, and 

containers are kept closed  when not in use. 

Ensure motor pools are inspected monthly. 

Ensure weekly inspections are conducted of general oil/water separator 

condition by checking the sediment trap, “T” pipe section, main body, and 

drain-through.

Notify the Fire Department of all spills in accordance with the Fort Polk 

Installation Spill Contingency Plan. 
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Ensure that those who manage Satellite Accumulation Points (SAPs) and HW 

storage sites, as well as those who are occupationally exposed to or who 

handle HW receive training in accordance with Section 8.0 of this plan. 

Publicize policies and procedures to ensure an effective environmental 

program. 

Coordinate with the DPW-ENRMD-CMB for analysis of unknown wastes or 

any material suspected to be a HW, as needed. 

Maintain necessary spill response supplies and equipment. 

Ensure wastes are properly segregated to prevent commingling of wastes. 

Ensure SAPs are inspected at least weekly and ensure that remedial action is 

initiated for leaks, spills, or improper accumulation.   Also, ensure that 

containers maintain six inches of freeboard during accumulation.   Inspections 

should be documented per the guidance of Section 9.0.   

Ensure HW is placed in proper containers, and that accumulation dates are 

annotated when required. 

Oversee SAPS to ensure that containers are properly marked and that the total 

volume of HW does not exceed 55 gallons of HW, or 1 quart of acutely HW 

Ensure that HW accumulated at a SAP is transferred to a 90-Day HW Storage 

Site within 72 hours after reaching the 55-gallon limit. 

Coordinate HW management questions or issues with the assigned 

Environmental Compliance Service Technician (ECST), who works for the 

DPW-ENRMD-CMB.     

Ensure hazardous material inventories (HMI) are submitted quarterly to the 

assigned ECST. 

Ensure all hazardous material storage and HW accumulation sites have a site 

specific spill contingency plan. 
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3.5 DIRECTOR OF PUBLIC WORKS 

Serves as the Installation HW Manager (IHWM) in accordance with Army 

Regulation 200-1.

Delegates the responsibilities of the IHWM to the DPW-ENRMD-CMB. 

3.6 DPW-ENRMD-CMB

Develops and implements an overall HW Management Plan for the 

installation, which includes guidance to all activities for the proper handling  

of  HW.   

Assists organizations in developing environmentally safe procedures for 

handling, managing, and storing all hazardous material and HW.   

Coordinates the submittal of all permits, manifests,  audits, checklists, reports, 

plans, and payments of fines or fees as required by DoD, Army, state, and 

federal regulatory agencies. 

Signs manifests as delegated by the Garrison Commander. 

Coordinates for laboratory analysis of HW as needed.      

Inspects unit/activity areas on a random and routine basis to ensure 

compliance with state and federal regulations. 

Provides environmental and HW training to installation personnel in 

accordance Section 8.0 of this plan. 

Manages records of hazardous and non-regulated waste disposed through 

DRMO, and submits these disposal records and associated costs for each unit 

to the installation finance office monthly. 

Ensures HW is properly packaged, labeled and documentation is complete 

prior to transfer to DRMO. 
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Assists DRMO when HW contractors are packing and shipping HW items to 

ensure compliance with all HW and transportation regulations. 

Coordinates with DRMO as necessary on HW disposal issues. 

Coordinates with the SJA on environmental and HW issues as necessary. 

3.7 DEFENSE REUTILIZATION AND MARKETING OFFICE FORT POLK (DRMO-

POLK)

Provides prompt and thorough customer service to all Fort Polk activities in 

support of the JRTC & Fort Polk mission. 

Provides written and verbal guidance to DPW-ENRMD-CMB on proper 

packaging of HW. 

Assists DPW-ENRMD-CMB in the proper completion of all turn-in 

documents, including the DD form 1348-1A and DRMS form 1930. 

Ensures appropriate HW manifests are prepared for HW in accordance with 

Department of Transportation (DOT), LDEQ and EPA requirements for 

transportation and disposal, respectively. 

Properly maintains all HW manifests, land disposal forms, and other 

associated documentation for all HW shipped through DRMO.  Promptly 

provides documentation to the DPW-ENRMD-CMB when requested. 

Maintains records of any analytical testing performed by DRMO agents and 

all other HW documents and records for 3 years. 

Accepts non-RCRA (or non-hazardous) wastes for disposal. 

Ensures a reference copy of DOD Manual 4160.21-M (Defense Utilization 

and Disposal) is available. This manual provides detailed information on the 

responsibilities and functions of the DRMO. 

Notifies that the DPW-ENRMD-CMB of current hazardous material 

inventory stored at the DRMO on a quarterly basis. 
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Prohibits deliveries of  HW and hazardous materials from off-post activities. 

Ensures that DRMO personnel are trained, and receive proper job titles and 

job descriptions to reflect hazardous waste duties IAW the DRMO HW 

Training Plan and pursuant to DLA and DRMS guidelines. 

Ensures adequate staffing at the DRMO to allow for timely acceptance and 

processing of HW. 

Ensures that hazardous materials designated for reuse/resale are stored in an 

environmentally safe manner. 

With approval from the IHWM, accepts accountability of HW in-place when 

needed.

Disposes of HW within 90 days of a waste’s accumulation start date. 

Assumes accountability and possession of most HW for disposal from all Fort 

Polk activities (host, tenant, rotating units and some contractors). HW will be 

properly identified, contained and labeled IAW AR 200-1 and 40 CFR 260-

269.

3.8 DIRECTORATE OF LOGISTICS (DOL)

Works with DPW-ENRMD-CMB on ideas and procedures to track hazardous 

material procurement and issue within DOL and on the installation.  This is 

necessary to ensure progress towards federal and Army HW minimization 

goals and requirements, pursuant to AR 200-1. 

Actively supports Fort Polk activities in measuring progress towards federal, 

state, and Army waste reduction goals and requirements. 

Blocks procurement of materials banned by the EQCC and the DPW-

ENRMD-CMB within the installation/military supply system.   The national 

stock numbers (NSNs) of the banned materials are provided by the EQCC and 

DPW for applicable items. 
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Supports affirmative procurement (buying products with recycled content) 

when maintenance specifications allow their use. 

3.9 ALL SUPERVISORS 

Enforce proper workplace procedures and practices 

Ensure that necessary personal protective equipment, such as respiratory 

devices, clothing, head protection and other appropriate gear are properly 

maintained and used. 

Ensure that a primary and an alternate ECO are assigned on orders and 

complete the current 40-hour ECO course (administered by the DPW-

ENRMD-CMB).  ECOs certification must be maintained annually. 
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Section 4 FOUR HW Identification and Classification 

HW identification and classification is conducted according to the guidance of 40 CFR 261. 
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Section 5 FIVE Standards for Hazardous Waste Accumulation 

5.1 SATELLITE ACCUMULATION POINTS (SAP).

A SAP shall be located at or near the area where the waste is generated and shall be under 

the direct control of the operator.   The following criteria will be followed when using a SAP. 

A maximum of 55 gallons of waste (or 1 quart of acutely toxic waste) shall be accumulated 

at any SAP.   The maximum quantity is the total of all HW at the SAP, not for each 

individual waste stream.  Once a maximum of 55 gallons of hazardous waste has been 

accumulated at a SAP, the container(s) must be marked with the date.  The container(s) must 

then be transferred from the SAP to a 90-Day HW Storage Site within 72 hours (or 3 

working days).

All containers must be in good condition.  If the containers leak, the waste must be 

transferred to another container or over packed.  The containers will be compatible with the 

waste.  For example, acid cannot be accumulated in metal drums.  Containers will remain 

closed at all times, except when it is necessary to add or remove waste from the container.  

For a container with a funnel or funnel device (needed all the time)  to be considered a  

“closed container,”  the funnel must have a lid and latching/locking mechanism to secure it 

when waste is not being poured or added to the container. 

All spills or releases will be cleaned up immediately.  Containers shall not be overfilled. A 

container will be considered full when the liquid is within 6 inches from the top. This allows 

for expansion of liquid wastes resulting from temperature fluctuations and prevents 

overflowing.  All containers will be marked with the words “HAZARDOUS WASTE” and 

the common name of the contents (i.e. Waste Paint).  ECOs will ensure that all containers are 

closed, not leaking, and all spills or releases are properly cleaned up.

The SAP will be inspected weekly using the inspection form located in Appendix H.  An 

inspection log will be maintained at the SAP by the supervisor stating the date and time the 

SAP was evaluated or inspected, the initials or name of the inspector, the condition of the 

containers, amount of HW accumulated, and corrective action taken if found to be out of 

compliance with this plan. 

Adequate spill control and containment material will be on hand to contain and clean up 

minor spills. 

SAPs will have a containment system that is impervious, and with sufficient capacity (to 

contain 110% of the largest container or the volume of all containers combined which ever is 
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greater).  Lined or unlined sandbag dikes and asphalt pavements are not acceptable unless a 

berm around it is constructed in a manner which would prevent migration of a spill or leak.  

SAPs will not be located near storm drains, sewer drains, or wash racks. Wash racks with 

oil/water separators do not serve as secondary containment.   Oil/water separators are 

designed to capture oil residue but not spills.  Signs prohibiting smoking in or near all SAPs 

shall be posted.  SAPs shall be located in areas protected from the elements and in facilities 

that will not allow rainwater to collect.   If rainwater has collected, unit ECOs should inspect 

for contamination (sheen or discoloration), if the water is not contaminated drain it and log it 

in your discharge log (Appendix S). A discharge log must be maintained for each release of 

water from the SAP to show that it was inspected for contamination prior to discharge. If the 

water is contaminated contact your ECST for further guidance.  

5.2 90-DAY HW STORAGE SITES

DPW-ENRMD-CMB has the only approved less than 90-Day HW storage sites on Fort Polk 

as described in Section 2.0.  These storage sites are areas where any quantity of HW may 

accumulate for no more than 90 days.  The following criteria will be followed when using a 

90-day HW Storage Site. 

5.2.1 Accumulation Containers in a 90-Day Storage Site 

The required HW label or markings must be placed on the container prior to the addition of 

the first drop of HW.  Labels or markings must be easily visible for inspection. The 

accumulation start date on the label or drum should correspond to the date when the first 

drop of waste is added.  Regardless of quantity, the container must be removed from the 

installation via the DRMO prior to 90 days of the start date. 

5.2.2 Placement of Full Containers into a 90-day Storage Site 

Once a container from a SAP has been dated and transferred (within three days), to a 90-Day 

HW storage site, the site manager has up to 90 days from the date the drum was dated to 

have the container removed from the site.  Typical business practice at Fort Polk is to process 

waste items for disposal monthly.   Most wastes leave the installation when they are 30-45 

days old.

All containers must be kept in good condition.  If the container leaks, the waste will be 

transferred to another container or over packed.  The containers will be compatible with the 
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waste.  All containers will be closed at all times, except when it is necessary to add or 

remove waste from the container.  All funnels or funnel devices will be fitted with a lid and 

will securely seal to the drum.  All spills or releases will be cleaned up immediately.  

Containers will not be overfilled. A container will be considered full when the liquid is 

within 6 inches from the top.  

As a minimum, all containers will be marked with the words “ HAZARDOUS WASTE,” the 

chemical/technical name (if applicable) or the common name for the waste (i.e. mixed paint), 

and the storage start date.

Federal and state regulations require only weekly inspections, the 90-Day HW Storage Sites 

at Fort Polk typically undergo daily inspections as extra assurance that HW storage/disposal 

procedures are occurring IAW with all applicable requirements. 

A log will be maintained on site with the following minimum information   

a. Date received into the 90-Day HW Storage Site 

b. Description or name of the container 

c. Quantity, size, and type of container 

d. Date the HW was removed for disposal and the method of disposal (i.e., “to 

DRMO”).  After turn-in to DRMO, the DD Form l348-lA document number 

for the waste removed from the 90-Day HW Storage Site is entered into the 

90-Day building logbook.  This tracking number enables correlation to 

another book of records, which indicate more information about the waste. 

Adequate spill control and containment material will be on hand to contain and clean up 

minor releases. 

Signs (as follows here) will be posted so they are visible from all sides of the storage site: 

“HAZARDOUS WASTE STORAGE POINT – AUTHORIZED PERSONNEL ONLY” and 

“NO SMOKING WITHIN 50 FEET”. 

90-day HW Storage Sites will be located in areas protected from the elements, and in 

facilities which will not allow rainwater to collect.  If rainwater is collected, it will be 

evaluated by the IHWM for the proper disposal. 
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Containers holding ignitable or reactive waste will be located at least 50 feet from the 

installation property line. 

Incompatible wastes must not be placed in the same container or stored near each other 

unless over packed, or stored in different areas where they could not leak or cause adverse 

effects to the other. Incompatibility will be checked using the Incompatibility Chart at 

Appendix B. 

Each 90-Day HW Storage Site will have a Site Specific Contingency Plan on site. 

An emergency communication device or an emergency alarm system will be accessible to 

minimize the impact of a fire, explosion, or any unplanned, sudden release of HW.   HW 

personnel at the HAZMART 90-Day HW Storage Site rely on cellular phones and verbal 

warnings to meet this requirement.  The DRMO site uses two-way radios and verbal 

warnings to meet this requirement. 

Portable fire extinguishers or fire control equipment appropriate for the waste being 

accumulated will be located within 50 feet of the storage point. 

All personnel handling HW or petroleum products must receive proper and adequate training 

(see Section 8.0, Training). 
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Section 6 SIX HW Disposal Procedures 

6.1 GENERAL

DRMO is the primary method of disposal for HW generated by units and activities on Fort 

Polk.  Alternate means of disposal may be used at the discretion of the IHWM.   It is 

important that all HW disposal through DRMO be accomplished as quickly as possible to 

minimize liability for environmental violations or spills. 

6.2 HW GENERATED BY CONTRACTORS PERFORMING WORK ON FORT 

POLK

In some cases, contractors performing work on the installation will be required to arrange for 

direct disposal of HW generated as a result of their operations, and will not dispose waste 

through DRMO.  The IHWM and other government representatives involved in these 

contracts will clarify these circumstances when necessary.  All other visiting, home-based, or 

tenant organizations on Fort Polk dispose HW through the DPW-ENRMD-CMB and DRMO. 

6.3 SCREENING OF “GOOD CONDITION” ITEMS 

When a unit or activity wishes to discard excess hazardous materials which are unopened 

and/or are in good condition, the activity or their ECST will bring the items to the 

HAZMART (building 4369) for evaluation.  If possible, items will be added to the 

HAZMART’s free-issue inventory, and HW costs and liability are avoided.  Items with 

expired shelf life will be researched by HAZMART personnel and extended when possible.  

If the item(s) cannot be used or reissued through the HAZMART and cannot be returned to 

the manufacturer, the HW technicians will consult with DRMO. 

6.4 DRMO REVIEW OF EXCESS HAZARDOUS MATERIALS 

If an item is in good condition but cannot be reissued through the HAZMART, the HW 

technicians will consult with DRMO to determine if the item can be donated or sold to 

another government activity, or offered for outside sale.  If this is not possible, the item will 

be processed for waste disposal by the HW technicians. 

6.5 PREPARATION FOR DISPOSAL AND PACKAGING 

The ECSTs are responsible for monitoring unit SAPs and coordinating with the unit about 

waste generation activities.  When waste is accumulated, the generating unit or ECST will 

Section: Appendix AA W912DY-08-R-0004

Page 1437 of 2067

Tuesday, July 27, 2010

W9126G-12-U-1005-0014Section: Appendix LL
Page 656 of 1083

Wednesday, January 02, 2013



SECTIONSIX HW Disposal Procedures 

  6-2

package the item in the proper container, or they will consult with the HW technicians.  The 

HW technicians will ensure that the proper container is used, and that the container has the 

proper markings and labels.   

6.6 CONTAINER/DISPOSAL COSTS 

All container, packaging, and disposal costs are paid by the generating unit. Container and 

disposal costs are tracked closely by DPW-ENRMD-CMB.  A waste disposal summary 

report and a budget report are prepared by DPW-ENRMD-CMB and submitted monthly to 

the installation budget office.

DOT/UN approved containers, vermiculite, and labels are available from DPW-ENRMD-

CMB, and are supplied to the units (on a reimbursable basis) by the ECST as needed. 

6.7 RECURRING WASTE STREAMS 

If the wastes requiring disposal are recurring waste streams and have already been profiled, 

the ECST or HW technicians will oversee its proper packing, and store the waste in the 

HAZMART 90-Day HW Storage Site to await transfer to DRMO.   At the time any HW is 

placed in the 90-day HW Storage Site, the ECST will coordinate with the HW technicians to 

ensure waste containers are properly labeled and meet any other packaging requirements.  In 

the event that the HW technicians are not available, the ECSTs have been trained to ensure 

waste containers are properly labeled and logged into the 90-Day HW Storage Site logbook. 

6.8 NON-RECURRING WASTE STREAMS 

If the wastes are not recurring waste streams, information about the waste is coordinated first 

with the HW technicians (and the IHWM as necessary). Wastes are usually profiled based on 

information from the Material Safety Data Sheet (MSDS) or laboratory analyses.  If waste 

ingredients or chemical properties are unknown, items will be characterized prior to disposal.  

See Section 7.0 for information about Fort Folk’s HW Analysis Plan. 

6.9 STABLE AND UNSTABLE HW 

When the HW can be safely transported, it will be transferred by the activity, the ECST or 

the HW technicians to the HAZMART or DRMO 90-Day HW Storage Sites.  When the HW 

cannot be safety transported in its original or accumulation container, the ECST, HW 
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technicians, or IHWM will inspect the item(s) at the generator’s site, and will provide 

guidance for proper handling and disposal.  Any wastes or unknown containers which appear 

to pose a potential threat will not be handled until Fort Folk’s Hazardous Material 

Emergency Response Team (Fire Department) is consulted. 

6.10 WASTE DETERMINATION & PROFILING BUILDING 

Waste items which require evaluation or research to determine proper disposal will either 

remain in the generator’s area, or may be placed in the HAZMART’s waste determination 

building while the necessary testing or evaluation actions take place. All items placed in the 

HAZMART’s waste determination building are entered into a logbook.  When 

determinations have been made, items are processed as required for proper disposal. 

6.11 MOVEMENT INTO 90-DAY BUILDING 

When items have been properly profiled and packaged, they are moved from the waste 

determination/profiling building to the appropriate storage area.  If a HW, the waste is moved 

to the HAZMART’s 90-Day HW Storage Site (building S7).   If a universal or non-regulated 

waste, it is moved to the HAZMART’s Universal Waste/Non-Regulated building (building 

S8).

6.12 DOCUMENTATION

The HW technicians will complete the necessary documentation required for disposal of the 

HW to DRMO.  In some cases, a profile sheet, supporting documentation, and a DD form 

1348-1A will be required.  For recurring waste streams whose profiles are already on file, a 

DD form 1348-1A is all that is required.  Details about management of the waste profile 

procedures are provided below.  An example of the profile sheet form and the DRMO turn-in 

document (DD Form 1348-1A) are shown in Appendix D. 

a. DD Form 1348-1A only.  When only a 1348-1A is required, the HW 

technicians will assign a unique document number from the HAZMART 

document register to the completed 1348-1A.  This document number will 

track the waste from the time of transfer to DRMO, throughout shipment off 

the installation, to the time when it arrives for final treatment or disposal at 

the HW disposal facility.  Because master profile books are maintained both at 

the HAZMART and at DRMO the assigned profile number is all that is 
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needed on the 1348-1A to enable DRMO or the HW technicians to refer back 

to the profile sheet and corresponding MSDS or laboratory analysis results for 

that waste. 

b. Waste Profile Sheets, Supporting Documentation, and DD Form 1348-1A.  If 

the waste item has not been disposed before, proper profiling will take place 

using chemical information from the Material Safety Data Sheet, results from 

laboratory analysis, chemical dictionary, or other source.  Waste profiles are 

prepared and reviewed by HW technicians who have proper training for this 

task.  In the event of questions, the HW technicians consult with the IHWM.  

For these waste items, the completed waste profile sheet, the 

MSDS/laboratory results, and the DD Form 1348-1A is required for the files.  

A second copy of the profile is taken to DRMO with the waste.  A new profile 

number is assigned to both profile copies at the time the waste is accepted by 

DRMO, and each profile is filed in the master profile books at DRMO and the 

HAZMART.

6.13 PACKAGING

Proper DOT/UN approved packaging will be used for all HW per 49 CFR 170-189. The HW 

DRMO contractor will ensure all requirements are met during final shipment off the 

installation, a CMB representitive will oversee this process.

6.14 MARKINGS

Each HW container will be marked as described earlier in Section 5.0, paragraph 5.2.9. 

6.15 TRANSPORTATION OF HW 

When the proper packaging, marking, labeling, and documentation have been completed, the 

ECST or HW technicians will transport the HW containers to DRMO.  All HW will be 

transported using a military or government vehicle only, and never in a privately owned 

vehicle (POV).   When ready for disposal, it is generally transported by the HW technicians 

using the route outlined in Appendix E.  Some items are signed for in-place such as 

cylinders, fluorescent lamps, and some batteries. 
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6.16 BJACH PREPARATIONS 

BJACH prepares their own packaging for waste items, and will transport their own waste 

items to the HAZMART 90-day site.  The HW technicians will prepare turn-in paperwork 

and inspect waste items and containers for proper packaging. 

6.17 OFF-SITE SHIPMENT OF HW AND MANIFESTS 

At the time of shipment by the DRMO HW disposal contractor, the HW technicians will 

oversee all packing and preparation activities with the DRMO environmental representative 

to ensure proper procedures.  HW manifests will be reviewed prior to the shipment day by 

both the DRMO representative and the IHWM (or designated office representative) to ensure 

accuracy and to ensure compliance with RCRA and DOT regulations.  A government 

representative from the installation environmental office (DPW-ENRMD-CMB) will sign all 

manifests and other related paperwork in addition to the DRMO government representative.  

Authority for the DPW-ENRMD-CMB government representative to sign HW manifests is 

delegated by the installation or garrison commander as indicated in Section 3.0, 

Responsibilities).

6.19  RECORDKEEPING 

All DD 1348-1A forms, DRMO delivery orders, and related HW or non-hazardous manifests 

are retained after each shipment by the DRMO, the installation environmental office, and the 

BJACH environmental representative.  All DD 1348-1A forms are also filed in the DPW 

document register (maintained at the HAZMART) after each turn-in to DRMO. 

6.20  ANNUAL HW REPORT 

As required by the Louisiana Department of Environmental Quality (LDEQ), an annual 

report is submitted by the installation environmental office based on HW disposal records for 

each calendar year by 1 March.  These reports are forwarded by the LDEQ to the U.S.  

Environmental Protection Agency Region VI biennially in accordance with federal HW 

regulations.
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Section 7 SEVEN HW Analysis Plan 

7.1 GENERAL

The chemical and physical information of a waste must be determined before waste disposal 

decisions can be made.  The necessary information is obtained either through user knowledge 

(MSDS or other manufacturer information), or through laboratory analysis or measurement 

of certain properties.  If a laboratory characterization test is required, a sample of the waste 

will be submitted to the installation environmental laboratory (managed by DPW-ENRMD-

CMB) for necessary tests by the generating unit’s ECST or the HW technicians.  The ECST 

or HW technicians will determine the extent of testing.  When necessary, the IHWM is 

consulted.

7.2 ANALYSIS COST 

If testing can be performed by the Fort Polk environmental laboratory, there is no cost to the 

generating unit for the test(s) since operational costs for the environmental laboratory are 

funded annually by IMCOM.   Analyses which must be performed off the installation are 

first processed through the Fort Polk environmental laboratory, and then contracted out to an 

in-state certified laboratory.  Government credit card data is obtained from the generating 

unit by the ECST or HW technicians to pay for the necessary analyses. 

7.3 CHAIN-OF-CUSTODY FORMS 

Chain-of-Custody forms (Appendix F) are used for all samples processed.  The 

environmental laboratory receives all samples using these forms and assigns a unique sample 

number (from a logbook) to each sample.  When laboratory results are available, the 

sampler/point of contact is contacted with lab results.  

7.4 RESULTS

When laboratory results indicate HW characteristics, the waste is processed by the HW 

technicians and transferred to DRMO for storage and disposal per Section 6, HW Disposal 

Procedures.

7.5 ANNUAL CHARACTERIZATIONS 

Waste streams that are generated on a recurring basis each year are characterized annually, or 

when changes occur in the process.  These annual characterizations and their results are 
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reviewed by the IHWM.   Non-recurring waste streams are analyzed if required and profiled 

as they are generated. 

7.6 UNKNOWN WASTES 

Unknown wastes are discovered on the installation from time to time.  When this occurs, the 

contents of these containers or “orphan drums” are analyzed to determine if HW 

characteristics exist.  Based on lab results, DPW-ENRMD-CMB makes the determination for 

safely moving these containers to a 90-Say HW Storage Site if HW characteristics are 

detected.  The Fort Polk Hazmat Emergency Response Team (Fire Department) responds to a 

“orphan drum or container” in emergencies or when potential risk is suspected. 
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Section 8 EIGHT Training 

8.1 REQUIREMENTS

Training requirements vary depending upon the job description and duties assigned to an 

individual. The IHWM, DRMO personnel, and the 705
th

 EOD personnel have very stringent 

training requirements, imposed by the state and federal regulations and higher headquarters. 

Personnel in HW management roles (i.e., DRMO, ECSTs, and HW technicians) must receive 

the following training: 

a. Annual RCRA / HW management training per 40 CFR 262;  

b. Initial 40 hours of Hazardous Waste Operations training per 29 CFR 

1910.1200, and 8-hours of refresher training annually;

c. Training for packing and transportation of hazardous materials and wastes 

IAW 49 CFR 172-189 (DOT regulations) and DoD 4500.0-R (Defense 

Transportation Regulation, Part II, Cargo Movement).  DoD 4500-R, Part II, 

Cargo Movement is included in Appendix G.  * DOT requires training every 3 

years; DoD requires training every 2 years.

8.2 EOD RANGE PERSONNEL 

Must be trained in accordance with 40 CFR 265.15 and the Subpart X Permit for OB/OD 

activities.

8.3 ECOs

The ECOs managing SAPs are required to successfully complete the ECO Certification 

Course within the first 90 days of being assigned these duties.  The 40-hour ECO 

Certification Course is provided free of charge by the DPW-ENRMD-CMB and is conducted 

at the Environmental Compliance Training Center, Building 2521 (23rd Street near 

Mississippi Avenue).  Registration and details can be obtained by calling 531-4910 or 531-

7979.  Untrained ECOs must work under the direct supervision of a trained ECO until they 

receive training.  After completion of the ECO training, the individuals are able to perform 

their duties in compliance with the standards established in this course. ECOs must complete 

an 8-hour ECO Refresher course annually. The ECO Certification Course provides the 

following minimum information: 
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Safe operation of specific equipment in the SAP or HW facility  

Spill prevention and contingency plans

Response to emergencies through established procedures, emergency 

equipment, and systems  

HW disposal procedures (including contaminated soil disposal)  

Annual mock spill training (see Appendix C)  

Handling, storage, and identification of DOT containers

Use and care of respirators and other personal protective equipment 

Potential health hazards. 

Personnel and equipment decontamination. 

Records and reports. 

HW minimization and recycling programs. 

Environmental Compliance Inspections. 

Endangered Species, Cultural Resources, and Wetlands Protection 

Field Operations 

Training at the Unit Level 

8.5 ON-THE-JOB (OJT) TRAINING

Personnel handling HW and working in the immediate area must work under a trained 

supervisor until he/she has completed the unit-level HW training requirements.  Results must 

be recorded and signed by unit ECO certifying soldier or civilian as a HW handler in on-the-

job (OJT) training packet.  These records should consist of the following: 
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The name and job title for each position at each site, and the date of 

appointment. 

A written job description for each position. This description must include the 

required skill, education, or other qualifications and duties of each position. 

A written description of the training required for each person employed or 

assigned to a site. 

Records documenting the training or job experience required.   Individual 

training records must be kept for at least 3 years from the date the individual 

last worked at the site.  A copy of individual training records may accompany 

personnel transferred within Fort Polk. 

Section: Appendix AA W912DY-08-R-0004

Tuesday, July 27, 2010

Page 1446 of 2067
W9126G-12-U-1005-0014Section: Appendix LL

Wednesday, January 02, 2013

Page 665 of 1083



SECTIONNINE HW Inspections 

  9-1

Section 9 NINE HW Inspections 

9.1 SATELLITE ACCUMULATION POINTS (SAP) AND 90-DAY STORAGE SITES 

SAP and 90-day storage site managers will conduct inspections at least weekly as required 

by 40 CFR 265.174/JRTC & Fort Polk Regulation 200-1, and record them on the inspection 

form contained in Appendix H.   Any deficiencies will be corrected immediately or as soon 

as possible for larger problems. 

9.2 ECOs

ECOs will conduct other inspections of SAPs at periodic intervals in addition to the weekly 

inspections addition conducted by SAP managers.  In many cases, the ECO and SAP 

Manager is the same person.  The weekly and monthly ECO inspections should be conducted 

using the forms located in Appendices H and I. 

9.3 ENVIRONMENTAL CUSTOMER SERVICE TECHNICIANS (ECSTs) 

The ECSTs will assist in conducting compliance inspections of unit/activity HW areas with 

the unit/activity ECO at least four times per year, and record results on the Appendix I 

checklist. ECSTs will provide guidance to the activity for correcting any deficiencies.   

Inspection reports will be forwarded through the unit or activity’s chain of command.     
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Section 10 TEN HW and Universal Waste Management 

10.1 GENERAL

The environmental personnel at the “8300 Block” or the Consolidated Solid Waste 

Collection Facility at North Fort Polk manage hazardous material and waste items which are 

left behind by rotational units, or pulled from the solid waste 

stream during sorting by the solid waste contractor.  ENRMD 

manage universal wastes (batteries and fluorescent lamps) 

regularly, and also serve as a SAP for miscellaneous hazardous 

and non-hazardous items.  Procedures for managing the wastes 

at the 8300 Block are described below.

10.2 LITHIUM BATTERIES 

All rotational and home based units must dispose all lithium batteries at the 8300 Block for 

testing. Batteries with more than 70% of their life span left are shelved and reissued to units 

who need them, free of charge.  If batteries have less than 70% life span, they are packaged 

for disposal as universal waste.    Records of all batteries, generating unit, and actions taken 

are kept.  When the shelf space for universal waste 

batteries fills up, the 8300 Block personnel provide an 

inventory of all universal waste lithium batteries to the 

HW technicians.  These batteries remain in place until the 

DRMO HW contractor picks them up for disposal off the 

installation (every 4-6 weeks).   While in storage, the 

batteries are labeled “Universal Waste,” their common 

name (i.e., batteries), and with their accumulation start date. They are stored in an indoor, 

secure area.  More information about Fort Folk’s Lithium Battery Program is included in 

Appendix J. 

10.3 OTHER BATTERIES 

The installation participates in a free recycling program through the Rechargeable Battery 

Recycling Coalition (RBRC) for nickel metal hydride, lithium ion, nickel cadmium, and 

small sealed lead-acid batteries.  The RBRC provides packaging materials and shipping 

labels for these batteries free of charge.  The HW technicians at the HAZMART package 

these batteries and send them to RBRC for recycling on a periodic basis. 
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Batteries that exceed the size limitations of the RBRC or that are a type that they do not 

accept are managed as universal waste.  Rotational units turn all batteries in to the 8300 

block personnel for management and turn-in as universal waste to DRMO.  Following each 

rotation, a list is provided by the 8300 Block personnel to the HW technicians who 

coordinate their disposal through DRMO.  Home-based units may also turn their batteries in 

to the 8300 block or directly to the HAZMART for packaging.  Each battery type is boxed 

separately as they await universal waste shipment.  At the time of contractor pickup, each 

battery type is packed separately in DOT/UN approved containers.   Batteries are labeled as 

“Universal Waste,” with their common name, and the date their accumulation began.  They 

are stored in an indoor, secure area. 

10.4 ALKALINE BATTERIES 

Alkaline batteries may be disposed as solid waste and do not require special handling. 

10.5 FLUORESCENT LAMPS 

Fluorescent lamps at the 8300 Block are segregated from the field trash that is sorted by the 

installation solid waste contractor.  HW technicians prepare the necessary documentation for 

disposal of lamps through DRMO.  As described above, DRMO will sign for them in-place.  

They are labeled as “Universal Waste,” with their common name (i.e., lamps), and with the 

date their accumulation began.  They are stored in a secured area, which is under cover from 

the weather. 

10.6 ACCUMULATION DRUMS FOR AEROSOL PAINTS, PESTICIDES/ 

HERBICIDES, AND LUBRICANTS 

All aerosol cans from units/activities are disposed at the 8300 

Block by using an aerosol can puncher to remove the 

remaining contents of the cans.  A separate can puncher and 

drum is used for paint, POL, and insecticides.  When drums 

are ¾ full, a sample of each drum is submitted to the 

environmental laboratory (by 8300 Block personnel) for 

TCLP analysis.  Based on the results of these tests, the drums 

are properly profiled by the  HW technicians and transferred to DRMO for disposal. 
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10.7 FLAMELESS RATION HEATERS (FRH) FROM MEALS-READY-TO-EAT 

(MRE)

Unused ration heaters have in the past been activated with water at the 8300 Block, and were 

then disposed as solid waste per an authorization letter from the LDEQ (see Appendix K). 

New guidance from EPA and LDEQ see (see Appendix K) state that FRHs discarded by 

individuals are excluded from RCRA Subtitle C regulation under the household exclusion in 

40 CFR 261.4(b)(1) and LAC 33:V.105.D.2.a.  Units are encouraged to use/activate 

flameless ration heaters with food during training in the field.  If FRHs stored in bulk, and 

require disposal they must be managed as hazardous waste.   

10.8 MISCELLANEOUS ITEMS 

When a rotation ends and hazardous materials are left at the 8300 Block for disposal, the 

environmental personnel compile a list of the items by name, NSN (if available), 

manufacturer, and quantity.  As soon as possible, the list is then given the HW technicians 

who review the items, research and inspect the items, evaluate them for potential reuse, 

properly profile them, and remove them for disposal or reissue.  All HW and non-regulated 

wastes disposed through DRMO are properly packaged and labeled, and turned into to 

DRMO for disposal with the appropriate documentation. 

10.9 CLASS IV AND CLASS V 

Class IV and Class V items (including replicated Class V) are often found mixed with 

rotational trash when it is sorted by the solid waste contractor.   Class IV and replicated Class 

V are segregated, set aside and then are turned in at the Replicated Class IV/V Yard of North 

Fort at building 8105 daily.  When authentic Class V is found larger than 50 caliber the 

sorting process will stop and EOD will be contacted to remove the item and properly dispose 

of it.  Authentic Class V, 50 caliber and smaller will be signed for by the rotational unit 

daily. These items will be taken to the Ammunition Supply Point (ASP) or managed at the 

units Ammunition Holding Area (AHA).    
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     DPW Cylinder Storage Cage

                      Bldg 3314

Section 11 ELEVEN Cylinders 

The ECSTs and 8300 Block personnel provide feedback about  empty or excess compressed 

gas or other cylinders which must be disposed from individual unit or activity areas.  Types 

of cylinders disposed in the past include ammonia, 

oxygen, nitrogen, acetylene, butane, propane, engine 

starting fluid quick start ether (see Appendix L 

return to vender program), and fire extinguishers.  

When cylinders must be disposed from unit areas, 

the HW technicians coordinate with the ECSTs 

about types, quantities, and locations of the 

cylinders, prepare the necessary disposal 

documentation (see Section 6.0, HW Disposal 

Procedures), and coordinate with DRMO for their disposal.  The DRMO rep, accompanied 

by the HW technician, will sign for these cylinders in-place.  When moving the cylinders is 

feasible, they are stored in a secure outdoor cage (building 3314) near DPW headquarters 

(Texas Ave, near intersection of Louisiana/Texas Avenues) until pickup by the DRMO 

contractor.

Propane cylinders are purged at the 8300 Block, valve stems removed, and a hole punched 

into the side of each to confirm empty contents. After these steps are completed, cylinders 

can then be disposed as scrap steel.  The same method may apply to nitrogen gas cylinders. 

No other cylinder types are handled in this manner due to potential dangers for the other 

materials. 

Any “unknown” cylinders the contents of which cannot be confirmed due to absence of  

outer markings are transferred to the DRMO cylinder contractor for analysis, with a follow-

up charge later after contents are confirmed.   Separate DD 1348-1A forms will be used for 

the analysis action and the disposal charge in these cases. 

   DPW Cylinder Storage Cage

                   Bldg 3314

          DPW Cylinder Storage Cage

                         Bldg 3314
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Empty refrigerant cylinders (non-refillable) are disposed through the HAZMART.   After 

certifying them as empty and punching a hole in each cylinder, the DPW Air Conditioning 

Shop personnel turn them in to the HAZMART where they are crushed and turned in to 

DRMO for scrap metal recycling.   
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Section 12 TWELVE Installation Waste Stream Summary 

12.1 GENERAL

HW, non-regulated wastes, universal wastes, and PCB wastes are handled regularly on the 

installation.  A quick summary of some of the more common wastes is provided below. 

12.2 HAZARDOUS WASTE 

Common hazardous waste streams are: 

Expired NBC kits 

Aerosol Paints, Lubricants & Enamel Paints 

Paint and Paint Related Material from Paint Shops 

Flammable Stains/Coatings 

Cleaning Products 

Photographic Wastes 

Pesticides, Insecticides, Rodenticides, Herbicides 

Burn Propellant 

Smoke Pots 

Flammable Adhesives 

Lead-Contaminated Paint Chips/Debris 

Solvents (including parts washer solvent) 

Calcium Hypochlorite 

Gasoline Contaminated Rags, Soil, or Used Drysweep 

12.3 NON-REGULATED WASTES 

These wastes are not regulated as HW, but still required special handling and disposal 

actions to ensure that other regulations are not violated.  Non- regulated wastes may be 

accumulated and stored in the same place as hazardous waste in a SAP, but non-regulated 

containers must be properly marked and labeled. Common non-regulated wastes on Fort Polk 

are:

Oil, Fuel, and Grease Contaminated Rags and Debris 

All POL contaminated soils and used drysweep (except for gasoline) 

Grease

Used Oil 
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Oil and Fuel Filters 

Used Antifreeze 

Brake/Transmission Fluid 

Asbestos

Nonflammable Adhesives 

12.4 UNIVERSAL WASTE 

Universal wastes are certain wastes which must still be handled properly to avoid safety, 

health, or environmental problems.  Because of their widespread use in industry and the 

government, they can be stored for a longer period of time than HW, and do not require 

shipment under a HW manifest. Universal wastes managed regularly at Fort Polk are 

batteries (all types except alkalines which can be discarded as solid waste), fluorescent lamps 

(broken and unbroken), mercury thermostats, mercury containing equipment, and certain 

pesticides.  Also, LDEQ regulations allow antifreeze to be managed as a universal waste 

when it is being disposed.

12.5 RESTRICTED ITEMS 

These are items that must be kept from regular garbage and dumpsters for safety and health 

reasons in addition to environmental reasons.  The ECSTs frequently check all the dumpsters 

in units areas, and facilitate the proper disposal of any inappropriate items found dumpsters.  

Besides liquids and chemicals, the following items from the cantonment area or field are not 

permitted in regular garbage and dumpsters: 

Tires

Ammunition (including blanks) 

Pyrotechnics

Fluorescent Lamps 

Atwess Cartridges or Expended 

Atwess Cartridges 

Cylinders

Metals

Scrap Wood  

Contaminated Soil 

Radioactive Items 
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12.6 POLYCHLORINATED BIPHENYLS (PCBs) 

These are synthetic compounds which were widely used as a dielectric fluid in transformers 

and capacitors, in light ballasts, and for other insulating uses prior to 1978.   They are not 

regulated by the Resource Conservation and Recovery Act (RCRA), but by the Toxic 

Substances Control Act (TSCA) and under 40 CFR 761.  Storage and record keeping  

requirements apply to PCB waste as described in Section 16.0 of this plan. 
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Section 13 THIRTEEN Universal Waste 

Universal wastes on Fort Polk are handled per the guidance of 40 CFR 273, Standards for 

Universal Waste Management.  Universal wastes managed regularly on Fort Polk are 

batteries and fluorescent lamps.  All lithium batteries on Fort Polk are managed by the 

environmental personnel at the Consolidated Solid Waste Collection Facility (8300 Block, 

North Fort) as described in Section 10.0. 

All other batteries discarded after a training rotation by visiting units are managed at the 

above facility as well as described in Section 10.0.  While in storage as universal waste, 

batteries or containers are labeled with the words “Universal Waste,” the common name (i.e. 

nicad batteries), and the date it was placed in storage.  Excluding lithium batteries, all other 

batteries on Fort Polk (from home-based units) are managed by the HW technicians using the 

procedures of Section 6.0.  While in storage, they are labeled as described in paragraph 13.4 

above.

Any fluorescent lamps turned in for disposal by North Fort buildings or found in the garbage 

are managed at the North Fort area described in Section 10.0.  While in storage as universal 

waste, lamps or containers holding them are labeled with the words “Universal Waste,” the 

common name (i.e. lamps), and the date they were placed in storage.   Broken and unbroken 

lamps are managed for disposal as universal waste. 

Spent fluorescent lamps from the North and South Fort cantonment areas are turned in at the 

Graybar self-help stores.  These self-help stores are located on South Fort Polk for postwide 

exchange of old fluorescent lamps for new ones.  The DPW-ENRMD-CMB works with store 

operators to ensure they are storing and disposing of lamps properly and per the standards 

cited in this document and 40 CFR 273.  All spent lamps collected at these sites are recycled 

through a DRMO contractor.

The HAZMART and HW technicians collect and manage any additional lamps which may 

be turned in at the HAZMART instead of to the self-help stores.  When necessary, these 

lamps are managed at the HAZMART per the universal waste standards cited on this page. 
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Section 14 FOURTEEN Medical Waste 

All medical waste is managed through Bayne Jones Army Community Hospital (BJACH).  

Some expired or excess supplies are disposed through DRMO by a BJACH designated 

representative.  Many of BJACH’s expired pharmaceuticals can be returned to the vendor as 

outlined in the guidance in Appendix M. 

All questions or issues related to biological agents (such as Anthrax) are handled by BJACH 

and the military police. 
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Section 15 FIFTEEN Radioactive Waste 

The Fort Polk Directorate of Safety (531-2752) is the post contact which provides guidance 

for the handling of radioactive items, or any that are suspected to be radioactive. 
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Section 16 SIXTEEN Polychlorinated Biphenyls (PCBs) 

16.1 GENERAL

PCBs are regulated under TSCA not RCRA.  PCBs are synthetic compounds that were 

commonly used in the past as insulating materials in electrical capacitors, in transformer 

dielectric fluid, as plasticizers in waxes, in paper manufacturing, and many other 

applications.  PCBs are very persistent and remain in the environment for a long period of 

time.  EPA Region VI has primacy for the enforcement of TSCA in Louisiana.  Fort Folk’s 

EPA ID number LA 021402275 is used for all manifests of PCB wastes.   

16.2 IDENTIFICATION OF COMMON PCB WASTE 

All materials commonly manufactured with PCBs in the past are still considered to contain 

PCBs unless testing is feasible, or unless the equipment or item is marked by the 

manufacturer to indicate “no PCBs” or “non-PCB”.    

A DRMO contractor accepts suspected or known PCB transformers for disposal in two 

categories described below:

a. PCB contaminated:  contain 50 to 500 ppm PCBs 

b. PCB transformers:  contain 500 ppm or greater PCBs 

Light ballasts or capacitors manufactured prior to 1978 are also generally suspected to be 

PCB-contaminated, and must be disposed through DRMO.  Because it is not practical nor 

cost effective to perform testing on these items, all items not permanently stamped or marked 

as “non-PCB” are also disposed as PCB-contaminated through DRMO as a best management 

practice.

16.3 ACCUMULATION, STORAGE, AND DISPOSAL OF PCB WASTE 

All PCB transformers are shipped from Fort Polk to their final disposal site within 12 months 

of their out-of-service date.   In most cases, they will be shipped much sooner than this.   All 

PCB transformers or other PCB wastes are stored in a secure area, with adequate secondary 

containment, and with proper markings (a PCB label is used when required).    

Documentation is maintained on all PCB items in storage.  PCB wastes must be in DOT or 

UN containers.  Transformers, which are generally too large for over packs, must be sealed 

with no leaks.   PCB labels are placed on all PCB containers as well as the applicable DOT 

shipping label (Class 9 Miscellaneous, as required by 49 CFR 170-189).   All PCB wastes are 
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disposed through DRMO using a standard DD Form 1348-1 A.  PCB waste is not accepted 

into the DRMO complex, but is signed for in-place or at a designated area where this waste is 

consolidated as it awaits pickup by the DRMO contractor.  Fort Polk has 50 or more PCB 

Large High or Low Voltage Capacitors and are therefore required to prepare and maintain an 

annual log.  The written annual document log must be prepared for each facility by July 1 

covering the previous calendar year.  The annual document log shall be maintained for at 

least 3 years after the facility ceases using or storing PCBs and PCB items in the quantities 

prescribed in 40 CFR § 761.180(a).
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Section 17 SEVENTEEN HAZMART 

17.1 PURPOSE AND SERVICES 

The purpose of the HAZMART (established in 1997) is to minimize HW and associated 

costs through closer oversight during procurement of hazardous materials, through 

reuse/reissue of excess hazardous materials when possible, and by avoiding HW disposal for 

products through their use elsewhere.  The HAZMART derived its name because personnel 

who work here provide a variety of customer service functions (such as in a shopping mart), 

and within the complex there are hundreds of hazardous materials that can be issued free to 

customers if needed.  HAZMART personnel assist customers by: 

Reviewing customer HM orders for the supply system for accuracy  

Repackaging

items if 

damaged 

upon arrival 

from supply 

system 

Researching

delinquent

supply orders 

before

automatically 

reordering

Providing Material Safety Data Sheets (MSDS) to customers for products 

Maintaining a large free-issue inventory of excess products

Researching shelf life extensions for products as needed 

Building/issuing spill kits to rotational and home-based units/activities  

Collecting and managing waste products recycling or disposal 

Fort Polk & JRTCFort Polk & JRTC

HAZMART COMPLEX

Solvent

Recycling 

Waste 

Management

Area

Refrigerant

Storage

Antifreeze

Recycling

Used Oil & Fuel

Storage

Empty

Container

Mgmt Area

Spill

Kits

Spill

Kits
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Other significant activities occurring at the HAZMART are antifreeze and parts washer 

solvent recycling which are described below. 

17.1.1 Antifreeze Recycling 

Used antifreeze is not a HW at Fort Polk.  All used antifreeze from military units is 

transported to the HAZMART by the ECSTs.  Used 

antifreeze is bulked and recycled.   The recycled antifreeze 

is reissued in both 55 gallon and 5 gallon containers to 

meet the needs of different customers.   An antifreeze 

recycling SOP is included at Appendix N. 

17.1.2 Parts Washer Solvent Recycling 

17.1.2.1 Overview

Approximately 120 Inland-brand parts washers exist on the installation which use 

Breakthrough brand solvent.  The ECSTs service these parts washers each month, dispose 

machine filters when needed, and recycle used solvent through a distiller.   Annual TCLP 

analysis confirms that the machine filters are HW.  These filters (1% of the total waste 

stream) are managed as HW per the procedures of Section 6.0, HW Disposal Procedure.   

TCLP analysis has confirmed that the still bottoms (i.e., the sludge remaining in the bottom 

of the still after distillation) are non-regulated.  This sludge is either added to and disposed 

with our used oil (when its viscosity allows) or is disposed as non-regulated waste through 

DRMO.  Laboratory results referenced above are included in Appendix O. 

17.1.2.2 Distillation Procedure 

When the ECST or unit determines that a parts washer’s solvent is too dirty to be effective, 

the ECST will bring the drum of used solvent to building S14 in the HAZMART complex.  
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The Distiller Manager will set up the machine which can recycle 55 gallons of solvent every 

24 hours.  When the solvent has been distilled, the Distiller Manager or another ECST will 

deliver the distilled solvent to the applicable unit.  Although test results indicate that the air 

is safe to breathe while the distiller is operating (Appendix P), a respirator is still used by 

personnel in the distiller building during distiller operations due to the nuisance odor. 
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Section 18 EIGHTEEN HW Minimization Through Good Management of Hazardous Material 

18.1 GENERAL

The proper management of hazardous materials cannot be overemphasized.  Failure to 

manage hazardous materials may lead to accidents, environmental releases, and/or the 

unnecessary generation of HW.  Unnecessary HW disposal is costly and carries long-term 

liability.  It is the responsibility of all personnel to ensure that hazardous materials are 

properly stored, used, and disposed.  Hazardous materials are handled on Fort Polk per the 

guidance provided under the Hazard Communication (HAZCOM) Program (29 CFR 

1910.120) and Army Technical Manual 38-410, Storage and Handling of Hazardous 

Materials.

18.2 CUSTOMER ASSISTANCE 

ECSTs are assigned to individual activities on the installation, and greatly assist units by 

monitoring work areas and providing continuous guidance to activities about hazardous 

materials and HW.  The ECSTs are assigned to installation activities as indicated in 

Appendix Q.  While it is the unit/activity’s responsibility to properly manage hazardous 

materials, the ECSTs can greatly assist them in container management, stock rotation, shelf 

life management/extensions, material compatibility, and obtaining the proper MSDS.  

Hazardous material assistance is also provided by the HAZMART (see Section 7.0) and 

through the information taught during the ECO Certification Course.  Valuable Information 

is also received by activities through the Hazard Communication Program (HAZCOM) 

administered by the Directorate of Safety.     
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18.3 WASTE MINIMIZATION PRACTICES 

It is the responsibility of all personnel to ensure that hazardous materials are not disposed 

unnecessarily.  Units are taught to always use materials in a “first in – first out” manner.  

Whenever possible, non-hazardous materials or products will be substituted for hazardous 

materials or products.  Individuals and activities are encouraged to recycle at every 

opportunity.  More details about waste minimization on Fort Polk can be found in Fort Polk’s 

Hazardous Waste Minimization (HAZMIN) Plan. 

18.4 HAZARDOUS MATERIAL INVENTORIES (HMI) 

All units and activities are required to have an up-to-date HMI list on site.  An updated HMI 

must be submitted to the IHWM (in building 2502) via the ECST on a quarterly basis.   Any 

significant changes in a unit or activity’s HMI  (such as a change in the type of hazardous 

materials stored, major changes in the quantities last reported, or a change in storage 

location) must be forwarded immediately to the IHWM.  HMIs shall be submitted on FP 

Form 234 (Rev 1) 1 Aug 94 shown in Appendix R.   This data is necessary for safety, fire 

protection, and emergency response reasons,   as well as in order to meet several federal 

regulatory requirements. 
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Abbreviations 

AHA – Ammunition Holding Area 

ASP – Ammunition Supply Point 

BJACH – Bayne Jones Army Community Hospital 

CFR – Code of Federal Regulations 

CMB – Compliance Management Branch 

DD – Department of Defense 

DOL – Directorate of Logistics 

DOT – Department of Transportation 

DPW – Directorate of Public Works 

DRMO – Defense Reutilization and Marketing Office 

ECO – Environmental Compliance Officer 

ECST – Environmental Customer Service Technician  

ENRMD – Environmental and Natural Resources Division 

EOD – Explosive Ordnance Detachment 

EPA – Environmental Protection Agency   

EQCC – Environmental Quality Control Committee 

FRH – Flameless Ration Heaters 

FORSCOM – Forces Command 

HAZCOM – Hazard Communication 

HM – Hazardous Materials 

HMI – Hazardous Material Inventories 

HW - Hazardous Waste 

IAW – In Accordance With 

ID – Identification Number 

IHWM – Installation Hazardous waste Manager 

ISB – Intermediate Staging Base 

JRTC – Joint Readiness Training Center 

LAC – Louisiana Administrative Code 

LDEQ – Louisiana Department of Environmental Quality 

MRE – Meals Ready to Eat 

MSDS – Material Safety Data Sheet 

NBC – Nuclear Biological Chemical 

NOV – Notice of Violation 

NSN – National Stock Number 

OB/OD – Open Burning Open Detonation 

OJT – On-The-Job 

PCBs – Polychlorinated Biphenyls 

RBRC – Rechargeable Battery Recycling Coalition 

RCRA – Resource Conservation Recovery Act 

SAP – Satellite Accumulation Points  

SW – Solid Waste 

TCLP – Toxicity Characterization Leeching Procedure 

TSCA – Toxic Substances Control Act 

UN – United Nations 
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NAVOSHENVTRACEN 

  Appendix 1, INCOMPATIBLE MATERIALS CHART
           MATERIAL GROUP     EXAMPLES                           INCOMPATIBLE MATERIALS        EXAMPLES                              REACTION IF MIXED 

1 ACIDS 
Battery Acids 
Paint Removers 
De-Rust Sprays 

FLAMMABLE/COMBUSTABLES       Degreasers, Carbon

ALKALIES/BASES/CAUSTICS                 Removers

OXIDIZERS                                      Antifogging Compounds 

(GROUPS 2, 3, 4, 6, 7, 9, 10, 11, 12, 13, 14, 15, 17, 18, 19, 20, 22)

HEAT VIOLENT
GAS GENERATION REACTION

2 ADHESIVES 
Epoxies 
Isocyanates 
Diethylenetriamine 

ACIDS 
ALKALIES/BASES/CAUSTICS 
OXIDIZERS
(HMUG GROUPS 1, 3, 18) 

HEAT 
       FIRE HAZARD

3
ALKALIES 
BASES/ 
CAUSTICS 

Ammonia, Sodium Hydroxide 
Sodium Bicarbonate 
Cleaners/Detergents

ACIDS/OXIDIZERS                            
FLAMMABLES/COMBUSTABLES 
(HMUG GROUPS 1, 2, 6, 8, 9, 10, 11, 12, 14,  
15, 17, 18, 19, 20, 22)

Battery Acid, 
Paint Removers, 
De-Rust Sprays, 
Paint, Solvents 

HEAT VIOLENT
GAS GENERATION REACTION

4
CLEANING 
COMPOUNDS 

Degreasers 
Carbon Removers 
Antifogging 
Compounds

DETERGENTS/SOAPS 
OXIDIZERS
(HMUG GROUPS 7, 18)

Calcium Hydroclorite, 
Sodium Nitrate, 
Hydrogen Peroxide 

HEAT 
       FIRE HAZARD

5
COMPRESSED 
GASES

Acetylene, Helium 
Propane, Ammonia 
Oxygen 

HEAT SOURCES 
CONSULT OPNAVIST 5100.19 (SERIES) AND NSTM 670 
FOR SPECIFIC HANDLING AND STOWAGE GUIDANCE 

FIRE HAZARD 
       EXPLOSION HAZARD 

6
CORROSION 
PREVENTIVE
COMPOUNDS

Corrosion Inhibitors 
Chemical Conversion 
       Compounds 

ACIDS 
BASES 
OXIDIZERS 
IGNITION SOURCES 
(HMUG GROUPS 1, 3, 18)

FIRE HAZARD 

7
DETERGENTS/ 
SOAPS

Detergents, Disinfectant, Scouring 
Powders, Sodium Hydroxide, 
Trisodium Phosphate, Potassium 
Hydroxide 
(Alkalies/Bases/Caustics) 

ACID-CONTAINING 
COMPOUNDS
(HMUG GROUPS 1, 4, 5)

Battery Acid, 
Paint Removers, 
De-Rust Sprays 

VIOLENT REACTION 
          HEAT 

8 GREASES 
Graphite
Silicone 
Molybdenum 

OXIDIZERS
ALKALIES/BASES/ 
CAUSTICS
( HMUG GROUPS 3, 18)

9
HYDRAULIC 
FLUIDS

Petroleum-Based 
Synthetic Fire-Resistant 

CORROSIVES 
(HMUG GROUPS 1, 3)

OXIDIZERS
(HMUG GROUP 18)

10
INSPECTION 
PENETRANTS 

Petroleum-Based 
Dyes 

CORROSIVES 
(HMUG GROUPS 1, 3)

OXIDIZERS
(HMUG GROUP 18)

11
LUBRICANTS/ 
OILS 

Gen. Purpose, Turbine, 
Gear, Vacuum, Weapon 

CORROSIVES 
(HMUG GROUPS 1, 3)

OXIDIZERS
(HMUG GROUP 18)

Battery Acid 
Chlorine Laundry 
Bleach 
Calcium Hypochlorite 
Calcium Oxide 
Hydrogen Peroxide 
OBA Canisters 
Lithium Hydroxide 
Ammonia 
Paint Removers 

FIRE HAZARD 

HEAT 

VIOLENT REACTION 

                   EXPLOSION HAZARD 

12 PAINTS 
Primers, Enamels, 
Laquers, Strippers 

OXIDIZERS
(HMUG GROUP 18)

CORROSIVES 
(HMUG GROUPS 1, 3)

HEAT 
       FIRE HAZARD 

13
PHOTO 
CHEMICALS

Color and B/W, Toners 
Developers, 
Replenishers 
Bleaches/Stopbath 

ACIDS 
HEAVY METALS 
(HMUG GROUPS 1, 20)

HEAT 
       FIRE HAZARD 

14
POLISH/WAX 
COMPOUNDS

Buffing Compound 
Metal Polish 
Gen. Purpose Wax 

CORROSIVES 
OXIDIZERS
(HMUG GROUPS 1, 3, 18)

HEAT, FIRE HAZARD 
VIOLENT REACTION 

15
SOLVENTS 
(HYDROCARBONS)

Acetone, Methyl Ethyl 
Ketone (MEK), Tolulene, 
Xylene, Alcohols 

CORROSIVES 
OXIDIZERS
BATTERIES 
(HMUG GROUPS 1, 3, 18, 21)

Battery Acid 
Calcium Hypochlorite 
Sodium Nitrate 
Hydrogen Peroxide 
Sodium Hydroxide 

HEAT 
       FIRE HAZARD 

16
THERMAL 
INSULATION 

Asbestos, Fibrous 
Glass 
Man-Made Vitreous 
Fibers

MATERIAL IS NOT REACTIVE 
KEEP DRY NO REACTION

17
WATER 
TREATMENT 
CHEMICALS 

Tri-Sodium Phosphate 
Caustic Soda        Harness Buffer 
Citric Acid             Tirating Solutions 

CORROSIVES 
OXIDIZERS
HEAVY MEATALS 
(HMUG GROUPS 1, 3, 18, 20)

HEAT 
VIOLENT REACTION 

18 OXIDIZERS 
Chlorine Laundry Bleach 
Calcium Hypoclorite, Calcium Oxide 
Hydrogen Peroxide, OBA Canisters 
Lithium hydroxide 

PETROLIUM BASED MATERIALS 
FUELS SOLVENTS,
CORROSIVES, HEAT

GROUPS 1, 2, 3, 4, 5, 8, 9, 10, 11,12, 14, 15, 17, 19, 20, 21, 22)

FIRE HAZARD 
TOXIC GAS GENERATION 

19 FUELS
JP4, JP5, 
Gasoline 

CORROSIVES 
OXIDIZERS
(HMUG GROUPS 1, 3, 18) 

Battery Acid 
Calcium Hypochlorite 
Sodium Nitrate 
Sodium Hydroxide 

FIRE HAZARD 
TOXIC GAS GENERATION

20
HEAVY 
METALS

Beryllium, Chromium, 
Copper, 
Lead, Magnesium, Mercury, 
Nickel, Stronitum Chromate, 
Tin, Zinc 

CORROSIVES 
OXIDIZERS 
WATER TREATMENT/ 
PHOTO CHEMICALS
(HMUG GROUPS 1, 3, 6, 13, 17, 18, 21) 

VIOLENT REACTION 
GENERATION OF TOXIC AND FLAMMABLE GAS 

21 BATTERIES 
Lead Acid, Alkaline 
Lithium, Dry Cell 

SOLVENTS 
HEAVY METALS 
OXIDIZERS
(HMUG GROUPS 15, 18, 20) 

Xylene 
Toluene 
Alcohol 
Tin
Zinc 
Chromium

HEAT 
VIOLENT REACTION 
TOXIC GAS GENERATION 

22 PESTICIDES
Insecticides, Fungicides 
Rodenticides, Fumigants 

CORROSIVES 
OXIDIZERS
(HMUG GROUPS 1, 3, 18) 

TOXIC GAS GENERATION 

1. This Chart is to be used as a Guide Only!     Produced for COMNAVSUPSYSCOM 

2. Compare the desired HMUG Group in the left column with the Incompatible      By 

    Material(s) of that Group in the Center Column, on the same row.        NAVAL OCCUPATIONAL SAFETY AND HEALTH,  
    3. Should the Material(s) in the Center Column be mixed with the desired Group in         AND ENVIRONMENTAL TRAINING CENTER
        the Left Column, the Expected Reaction(s) can be seen in the right Column. 
    4. For specific information on storage of Hazardous Materials, consult the MSDS,           9080 Breezy Pt. Cresent, Norfolk, VA 23511-3998 

        HMUG, OPNAVINST 5100.19 (Series), NSTM 670, Ships Hazardous Material         COM (804) 445-8778 DSN 565-8778 EXTENSION 345 or 343 

    List (SHML), and NAVSUP PUB 573.            REV 1/JANUARY 1996 

HMUG

GROUP
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CHAPTER 204 

 

HAZARDOUS MATERIAL 

A. GENERAL 

1. All DOD personnel (military, civilians and contractors) participating in the shipment/movement 

of HAZMAT must comply with the rules of regulatory bodies governing the safe transportation 

of HAZMAT for modes of transportation.  Although exceptions are noted in the 49 CFR (173.7 

(b)), U.S. Government Material, for shipments for national security, all DOD personnel will 

comply with 49 CFR unless otherwise authorized by the DTR.  For explanations pertaining to 

shipments for national security, see Paragraph C.4 of this chapter. 

2. This chapter contains the policies, procedures, and responsibilities for movement of HAZMAT by 

all modes of commercial transportation and military surface transportation operated by military, 

DOD civilian personnel, and DOD contractor personnel.  CDRs may apply more stringent 

requirements.  Policies, procedures, and responsibilities for movement of HAZMAT by military 

air shipment are identified in AFMAN 24-204(I)/TM 38-250/MCO P4030.19I/NAVSUP Pub 

505/DLAI 4145.3/DCMAD1, CH 3.4 (HM24), (Web site:  http://www.afmc-

pub.wpafb.af.mil/Hazmat/.  For purposes of this regulation, the terms ammunition, explosives, 

and munitions are synonymous.  Also, the term HAZMAT includes all hazard classes of 

HAZMAT, including munitions. 

3. For all matters related to immediate response capabilities for chemical and biological warfare 

material, contact the United States Army Technical Escort Unit (TEU) at: 

a. During Duty Hours:  TEU Command Group, DSN:  584-3044, Commercial:  410 436-3044 

or TEU Operations, DSN:  584-7211, Commercial:  410 436-7211 or TEU Public Affairs 

DSN:  584-6455, Commercial:  410 436-6455. 

b. After Duty Hours: US Army Soldier and Biological Chemical Command Emergency 

Operations Center at DSN:  584-2148, Commercial:  410 436-2148.  Ask to be connected to 

the TEU S3. 

The US Army TEU provides the DOD and other federal agencies with a unique, immediate 

response capability for chemical and biological warfare material.  The TEU missions include 

worldwide response for escorting, packaging, detection, and monitoring, rendering-safe, 

disposing, sampling, mitigating hazards and identifying weaponized and non-weaponized 

chemical, biological and HAZMAT. 

4. All matters establishing, amending, and/or clarifying DOD HAZMAT rules and regulations will 

be referred to Theater CDRs or DOD Component HQs.  HAZMAT issues requiring coordination 

or further handling by Federal Regulatory Agencies will be forwarded through Service HQs to 

SDDC Global Distribution, ATTN:  SDG3-GD-BP (HAZMAT/SAFETY TEAM – Mr. Radford), 

661 Sheppard Place, Ft. Eustis, VA  23604-1644, DSN:  826-8040, Commercial:  757 878-8040. 

5. The Services/Agencies are authorized to apply more stringent requirements but are not authorized 

to prescribe less stringent requirements than in this regulation. 
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B. RESPONSIBILITIES 

1. SDDC Operations Center: 

a. Is the DOD liaison to the Federal DOT and other state and federal regulatory agencies on all 

DOD matters concerning the transportation of HAZMAT.  See Figure 204-1. 

b. Provides shippers with export routing instructions. 

c. Arranges for expedited service upon request of the TO. 

d. Provides operational management and control (including maintenance and repair) of the 

Army-owned Containerized Ammunition Distribution System (CADS) containers IAW this 

Regulation, Part VI. 

e. Monitors carrier compliance with HAZMAT safety requirements. 

2. Each DOD Component will: 

a. Establish procedures and prepare any documentation necessary to implement this regulation.  

A copy of all implementing documentation will be forwarded to HQ SDDC, ATTN:  SDG3-

GD. 

b. Designate a focal point for DOT Exemptions (DOT-E), CAA, Certifications of Equivalency 

(COE), and Special Approvals IAW Paragraph H and Figure 204-2.  This includes requests 

for new approvals, renewals, usage reports, and maintaining copies of current approvals.  All 

such requests will be sent to HQ SDDC, ATTN:  SDG3-GD for processing with regulatory 

authorities. 

3. TO will: 

a. Ensure only commercial or MOV/government vehicles are used for transporting HAZMAT 

and Hazardous Waste (HW) as defined by 40 CFR, Part 261, Section 261.3, Definition of 

Hazardous Waste.  Use of POVs for transporting HAZMAT and HW is prohibited.  See 

Paragraph F.3.d below for the policy on use of rental vehicles. 

b. Ensure, before releasing HAZMAT, the driver(s) has the items listed below and meets the 

requirements of DODR 4500.36-R, Management, Acquisition, and Use of Motor Vehicles, 

when using DOD motor vehicles.  One of the forms of identification must contain the driver’s 

photograph. 

(1) Ensure the driver has a license, as follows: 

(a) Military personnel (active duty; National Guard, including full-time technicians; 

and Reservists, not in technician status) will have a current military driver’s license 

annotated with authorized vehicle type(s) and HAZMAT training endorsement(s) 

and supported by a valid civilian driver’s license. 

(b) Commercial drivers, DOD civilian employees and Reservists in technician status 

will have a valid Commercial Driver’s License (CDL) with an endorsement for the 

type of HAZMAT being transported and type vehicle.  Additionally, a military 
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driver’s license is required for civilian employees when driving a government 

vehicle. 

(c) Contractor personnel must meet the same requirements as Paragraph 3.(1)(b) but 

will only be issued a military driver’s license for those US Government vehicle 

types regularly operated. 

(d) Foreign national drivers working for the US Government OCONUS will, at a 

minimum, have a valid civilian driver’s license from the HN and a 

permit/agreement stating the joint employment policy and specifying 

limitations/restrictions for the foreign national drivers.  A military driver’s license 

is required while driving those US Government vehicle types regularly operated. 

(2) Ensure the driver has a current (issued within the previous 24 months) DOT medical 

examiner’s certificate (not required for military drivers). 

(3) Ensure the driver has an employee identification card or similar document that identifies 

the driver. 

(4) Ensure the driver has a written route plan, as prescribed by 49 CFR, Subpart C, Section

397.67(d), Motor Carrier Responsibility for Routing, for classes of HAZMAT.  For 

radioactive material, ensure the driver has a route plan IAW 49 CFR, Subpart D, Section 

397.101, Requirements for Motor Carriers and Drivers. 

c. Ensure shipping papers, i.e., BL; GBL (International only), DD Form 836, Dangerous Goods 

Shipping Paper/Declaration and Emergency Response Information for Hazardous Materials 

Transported by Government Vehicles, Figure 204-3, or Shippers Declaration for Dangerous 

Goods, Figure 204-7, are annotated with HAZMAT data IAW modal regulations.  

Additionally, ensure the CAA, COE, DOT-E number or Special Approval is annotated on the 

shipping papers. 

NOTE:  GBLs will be used for shipments into a foreign country that does not recognize DOD 
cargo being documented on CBLs or requires a GBL for verification of DOD cargo. 

d. Ensure the HAZMAT is properly marked, packaged, and labeled for shipping IAW MIL-

STD-129 and directives as specified in Paragraph C. 

e. Ensure motor vehicles are inspected IAW Paragraph F.3.e, and rail cars IAW Paragraph 

F.4.a. 

f. Ensure shipments are loaded, blocked, and braced IAW modal regulations. 

g. Ensure transport vehicles are placarded IAW 49 CFR, Subpart F, Placarding, and Standard 

North Atlantic Treaty Organization (NATO) Agreements (STANAGs), or international 

directives and regulations. 

h. Ensure vehicle drivers have a copy of the shipping papers.  DOD HAZMAT cargo originating 

in the CONUS using a CBL or similar shipping papers that are shipped to OCONUS shipping 

ports and reloaded on MOV/organic vehicles may be used as the vehicle shipping document 

being transported to the oversea inland consignee final destination. 
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i. Prior to release, ensure commercial/contractor and military vehicle drivers receive emergency 

response instructions.  The 2004 Emergency Response Guidebook (latest edition) can be used 

for this purpose (See http://hazmat.dot.gov/gydebook.htm).  See Paragraph F.3.h. for 

emergency response telephone number information, and proper reporting procedures for 

accidents, incidents, or delays en route.  Information regarding secure holding is found in 

Chapter 205. 

j. Ensure ATCMD/TCMDs are completed IAW Chapter 203.  ATCMD/TCMDs for export 

airlift munitions shipments will be sent to the Service ACA and JMTCA (AMSOS-JT).  Prior 

to the movement of munitions to the APOE, aerial port clearance will be obtained from the 

JMTCA. 

k. Except in instances where an electronic BL meets time limits and is transmitted directly to the 

final destination, send a REPSHIP (See Figure 204-8) to the consignee.  Reports will be 

transmitted IAW Chapter 205, Paragraph L. 

l. Trace munitions (Class 1) shipments when not received four hours after ETA and report all 

discrepancies on a TDR IAW Chapter 210 of this regulation. 

m. Report overage, shortage, damage, and other transportation-type discrepancies, IAW Chapter 

210. 

n. Furnish an annual Exemption/Packaging CAA usage report to the Service/Agency 

component, which will consolidate all such usage reports and forward them to HQ SDDC. 

o. Shippers and carriers who receive shipping papers must retain a copy or an electronic image 

thereof that is accessible at or through its principal place of business and must make the 

shipping paper immediately available, upon request, to an authorized official of a Federal, 

State, or local government agency at reasonable times and locations. 

4. Retention of Shipping Papers by Shippers.  For HW, a copy of each shipping paper must be 

retained for three years after the initial carrier accepts the material for shipment.  For all other 

HAZMAT, a copy of each shipping paper must be retained for 375 days after the initial carrier 

accepts the material for shipment.  For radioactive materials, shipping papers associated with 

shipments and receipt of radioactive materials must be retained for three years, IAW Title 10 

CFR Part 30.  Each shipping paper copy must include the date of acceptance for shipment by the 

initial carrier.  The date on the shipping paper may be the date a shipper notifies the carrier that a 

shipment is ready for transportation, as indicated on the waybill or BL, as an alternative to the 

date the shipment is picked up, or accepted, by the carrier.  Shipping papers must also be retained 

IAW this section or by Service/Agency regulatory requirements if the latter are more stringent 

than the requirements above.  Services/Agencies are not authorized to prescribe less stringent 

requirements than in this regulation. 

a. Original vouchers and support documents covering commercial freight charges of settled 

fiscal accounts, including registers and other control documents, but excluding those covered 

by 4.b. below, will be maintained for a period of six years. 

b. Records covering payment for commercial freight charges for services for which: 

(1) Notice of overcharge has been or is expected to be issued, or if a rail freight 

overpayment is involved; 
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(2) Deduction or collection action has been taken; 

(3) The voucher contains inbound transit shipments(s); 

(4) Parent voucher has print of paid supplemental bill associated; 

(5) The voucher has become involved in litigation, or 

(6) Any other condition arises, such as detection of overcharge, which prevents the settling 

of the account, requiring the voucher to be retained beyond the six year retention period 

will be maintained for a period of 10 years. 

C. REGULATORY REQUIREMENTS 

1. This applies to all HAZMAT. 

a. Ammunition or explosives may not be shipped in uploaded and ready-to-fire configuration 

over public highways, via rail, vessel, or commercial/military aircraft. 

b. Regulated DOT HAZMAT will be shipped in UN/DOT or DOD-approved packages. 

2. Commercial surface and air movement.  Military shippers arranging transportation of HAZMAT 

must comply with local, state, federal (49 CFR), and international laws and regulations and 

SOFA, STANAG, HN, and DOD Component publications.  Procedures for transporting 

government-owned small arms, ammunition, and HAZMAT aboard commercial/passenger 

aircraft in scheduled and charter service are contained in Appendix S.  DOD or contractor 

personnel who fail to comply may be liable for civil and criminal personal liability penalties for 

violations and any resulting penalties. 

3. Military Airlift.  Requirements for military aircraft and commercial aircraft under contract to the 

AMC operating under DOT-E 7573 are covered in AFMAN 24-204(I)/TM 38-250/MCO 

P4030.19I/NAVSUP Pub 505/DLAI 4145.3/DCMAD1, CH 3.4 (HM24).  Procedures for 

transporting government-owned small arms, ammunition, and HAZMAT aboard commercial 

aircraft in scheduled and charter service are contained in Appendix S. 

4. Shipments for National Security.  The provisions of 49 CFR, § 173.7(b), U.S. Government 

Material, may only be used under a special program approved by the Service or DOD component 

HQs.  The program will provide equal or better protection than the normal DOD/Service/DOT 

rules during transport.  The approving official will be at the general officer level or equivalent.  

The approving official will sign the memorandum that certifies that the shipments made within 

the specific program are in the interest of national security.  A copy of the memorandum will be 

in the possession of the person who is in charge of the security escort team. 

5. Military Vehicle Surface Movement. 

a. Installation (other than public highway).  The Services will determine requirements for on-

installation transportation of regulated amounts of HAZMAT as defined in 49 CFR, Section 

172.101, Purpose and Use of Hazardous Materials Table.  At a minimum, the 

Services/Agencies will address operator training, driver licensing, minimum blocking and 

bracing requirements, and emergency notification procedures for incidents and/or accidents 

on roads controlled by the Services/Agencies.  A road is considered controlled by the 
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Services/Agencies if access to the road is restricted at all times through the use of gates and 

guards. 

b. Installation (public access).  Comply with the requirements of Paragraph C.2 when moving 

HAZMAT over uncontrolled roads.  A road is considered uncontrolled by the 

Services/Agencies if it is used by the general public (including family members of 

Service/Government personnel) without having to gain access through a controlled access 

point. 

c. Off-installation.  The Service tactical and combat units must adhere to the requirements of 49 

CFR when transiting public highways.  Installation CDRs will develop procedures for the 

movement of HAZMAT on installation or government roads and over public highways IAW 

or more stringent than 49 CFR and this regulation if tactical or combat units travel on roads 

accessible to civilians, family members, military personnel or contractors, to include 

operations needed to meet daily training and mission readiness requirements, i.e., Explosive 

Ordnance Disposal (EOD), security forces, munitions or ordnance handling functions.  

OCONUS comply with HN requirements. 

d. Intra-facility.  The EPA promulgated a rule that exempts manifest requirements for all intra-

facility/on-installation HW shipments, as defined by 40 CFR, Section 261.3.  If a HW 

shipment occurs on a public or private right-of-way that is within or along the border of the 

installation, an EPA manifest, otherwise required under 40 CFR, Part 262, Standards 

Applicable to Generators of Hazardous Waste and 49 CFR, Part 172.205, Hazardous Waste 

Manifest, is not required.  The DOD has also adopted these standards for intra-facility/on-

installation shipments of HW.  However, some form of documentation, e.g., DD Form 1348-

1A, Figure 202-7, DA Form 3161, Request for Issue or Turn-In, Figure 204-9, or DD Form 

836, Figure 204-3, describing the HW must accompany the shipment to aid in tracking and 

managing the HW while on-installation.  HW being transported off-installation must comply 

with all DOT and EPA transport requirements.  UN packaging is not required for on-

installation movement of HAZMAT and HW unless prescribed by the Service/Agency 

Standard Operating Procedures (SOP) or regulation but is required for all off-installation 

movement unless packaged IAW procedures described in Paragraph H below. 

6. Brokers and freight forwarders (which includes shipper agents and shipper associations) are 

restricted from handling Class 1, Division 1.1 thru 1.6, sensitive munitions, or other shipments 

requiring Dual Driver Protective Service (DDP), Constant Surveillance Service (CIS), Motor 

Surveillance Service (MVS), or Signature and Tally Record Service (675).  All cargo subject to 

FAR-based contracts originating at installations must be first offered to one of the awarded FAR-

based contract carriers of a given lane before moving traffic via an alternate means.  Upon 

approval by SDDC, voluntary tenders may be used only during contingency conditions or when 

the volume exceeds the contractor’s capacity. 

7. The shipper or person who stuffs the container and has been designated by the CDR to certify 

HAZMAT cargo will sign the Multimodal Dangerous Goods Form, Figure 204-14. 
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D. TRAINING 

1. Mandatory Training. 

a. All personnel involved with the preparation and shipment of HAZMAT for surface 

transportation must receive training IAW this regulation, 49 CFR Subpart H, Training 

Requirements, and DOD Component regulations.  Training for military air shipments will be 

IAW AFMAN 24-204(I)/TM 38-250/MCO P4030.19I/NAVSUP Pub 505/DLAI 

4145.3/DCMAD1, CH 3.4 (HM24). 

b. Persons who certify HAZMAT on shipping papers by any mode of transportation, military or 

commercial, with the exception of Technical Specialists (See Paragraph D.1.c.), must 

successfully complete an initial 80-hour HAZMAT certification course from one of the DOD 

schools listed below: 

(1) Dean, School of Military Packaging Technology 

ATTN:  ATSL 

360 Lanyard Rd 

Aberdeen Proving Grounds, MD  21005-5282 

DSN:  298-5185, Commercial:  410 278-5185, FAX:  2176/5143 

Web address:  http://smpt.apg.army.mil/ 

(2) 345th Training Squadron, Transportation Training Flight 

345 TRS/TTTH 

1000 Seymoyer 

Lackland AFB, TX  78236-5404 

DSN:  473-4917, Commercial:  210 671-4917 

Web address:  https://wwwmil.lackland.af.mil/37TRG/345TRS/index.htm 

(3) Navy Supply Corps School 

1425 Prince Ave 

Athens, GA  30606 

DSN:  354-7240/7215, Commercial:  706 354-7240/7215 

Web address:  https://www.nscs.cnet.navy.mil/ 

(4) Department of the Army 

Defense Ammunition Center (Training Directorate)  

Attn:  SJMAC-AST 

1C Tree Rd 

McAlester, OK  74501-9053 

DSN:  956-8931, Commercial:  918 420-8931, FAX:  8944 

Web address:  http://www.dac.army.mil/as 

c. Technical specialists are personnel who are trained and qualified to certify specific types of 

HAZMAT on selected transportation modes as prescribed by each Service.  Additionally, 

technical specialists may certify HAZMAT on DD Form 836, Figure 204-3, for transportation 

of HAZMAT in military or government-owned vehicles in support of operations needed to 
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meet daily training and mission readiness requirements, e.g., on-installation training, intra-

installation, and local, state, federal roadways transportation of HAZMAT.  Successful 

completion of one of the courses identified in Paragraph D.1.b is not required.  However, the 

technical specialist must meet all other training requirements of this Chapter.  This training 

provision does not qualify technical specialists to certify HAZMAT for commercial air or 

commercial truck transport. 

(1) As a minimum, the technical specialist will be trained in packaging, preparation, 

marking, labeling, certification, and all other aspects of the governing modal regulation 

relevant to the specific HAZMAT within the individual’s specialty. 

(2) All technical specialist training, including for completion of the shipper’s certification, 

will be conducted by an individual qualified under training IAW Paragraph D.1.b. 

d. Persons who only certify HW shipments may satisfy the requirement of Paragraph D.1.b by 

successfully completing one of the following courses: 

(1) Hazardous Waste Management and Manifesting Course, offered by: 

USACE Professional Development Support Center 

ATTN:  CEHR-P-RG (Registrar) 

Box 1600 

Huntsville, AL  35807-4301 

DSN:  760-7421, Commercial:  256 895-7421, FAX:  7469 

Web address:  http://www.hnd.usace.army.mil/ 

(2) Transportation of Hazardous Material (HM)/HW for DOD, offered by: 

DLA Training Center (DTC) 

P.O. Box 3990, East Broad Street, Building 11, Section 5 

Columbus, OH  43216-5000 

DSN:  850-5990, Commercial:  616 692-5990 

Toll free:  800 458-7903 

Web address:  http://www.dtc.dla.mil/ 

e. Medical personnel who manage, package, certify, or prepare laboratory samples and 

specimens and regulated medical waste only, for transport by any mode, may satisfy this 

requirement by successfully completing the following course: 

(1) Transport of Biomedical Material Course (Initial and Refresher) offered by: 

U.S. Army Center for Health Promotion and Preventive Medicine, (USACHPPM) 

5158 Blackhawk Road 

Aberdeen Proving Ground, MD  21010-5403 

DSN:  584-5228/3651, Commercial:  410 436-5228/3651, Fax:  5237 

Toll free:  800 222-9698 

Web address:  http://chppm-www.apgea.army.mil/trng/datepage.htm - Force. 
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Select training conferences for specific course dates and locations.  On-site training is 

available by request through the Web address. 

f. DOD drivers transporting HAZMAT over public highways will, as a minimum, receive 

training on proper vehicle operation, securing loads (blocking and bracing), placarding 

requirements, vehicle route restrictions, required documentation, actions in the event of an 

incident or accident, and emergency notification procedures.  Licensing requirements are 

identified in Paragraph B.3.b.(1). 

g. Persons who only certify radioactive (Class 7) HAZMAT on shipping papers by any mode of 

transportation, military or commercial may satisfy the requirement of Paragraph D.1.b. by 

successfully completing the following course: 

(1) U.S. Army Communications-Electronics Command Radioactive Commodity 

Identification and Transportation Course, offered by: 

U.S. Army Communications-Electronics Command 

Directorate for Safety  

Attn:  AMSEL-SF-RE 

Fort Monmouth, NJ  07703-5024 

DSN:  987-3112  Commercial:  732 427-3112 

Web address:  http://www.monmouth.army.mil/cecom/safety 

2. Refresher Training. 

a. All HAZMAT personnel must receive refresher training at 24-month intervals IAW 

Service/Agency policy.  This applies to all levels of required training, to include personnel 

involved with certifying shipments, preparation, packaging, or handling HAZMAT for 

transportation.  Refresher training for persons who certify HAZMAT and conduct technical 

specialist training for subordinate personnel must be received from one of the approved 

schools listed in Paragraph D.1.b, D.1.d (for HW), or D.1.e. (for biomedical materials). 

b. The military or agency focal point (Figure 204-2) may grant a 60-day extension to this policy.  

Successive 60-day extensions to a person’s qualification expiration date may be granted for 

long-tem or contingency operations.  For US Air Force personnel, extensions may be granted 

by the major command focal point.  Extensions do not apply to commercial air shipments. 

3. Training Records.  All training, to include testing, will be documented in personnel training 

records.  Records will be maintained for as long as a person works for the DOD and for 90 days 

after separation from the DOD.  If an individual subsequently moves to another 

Command/Agency, this training record will be sent to the gaining Command/Agency.  This 

record must indicate the following: 

a. Name of person who received the training. 

b. Date training took place. 

c. A complete description or copy of materials used to train, including title and date of the 

materials, if a copy is not attached. 
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d. The name and address of the person (school facility) providing the training. 

e. Certification statement of completion of training and testing. 

4. Testing.  Testing will be done IAW 49 CFR, 172.702 (d).  The member/employee must 

successfully pass a written test, and a test record must be maintained in the member’s/employee’s 

file for review. 

5. Appointment.  All personnel signing certification statements on shipping papers must be 

appointed in writing by the activity or unit CDR or designated representative.  The appointment 

must include the scope of authority and expiration date.  A copy of appointment orders will be 

provided to the TO. 

6. Certification.  In all cases, the individual who signs the certification statement must personally 

inspect the HAZMAT item being certified. 

E. EXPLOSIVES HAZARD CLASSIFICATION 

Explosive hazard classification information for DOD munitions is found in the Joint Hazard 

Classification System (JHCS), at https://www.dac.army.mil/, and the NAVSEA SWO20-AC-SAF-

010, the Transportation and Storage Data for Ammunition, Explosives and Related Hazardous 

Materials.  Explosive hazard classification of items not listed in the JHCS or NAVSEA publication 

may be obtained from the following POC: 

1. Army. 

SJMAC-ES 

Defense Ammunition Center 

Technical Center for Explosives Safety 

1 C Tree Road, Building 35 

McAlester, OK 74501-9053 

Commercial:  918 420-8807, DSN:  956-8807 

Web address:  http://www.dac.army.mil/es/default.asp 

2. Navy/Marine Corps. 

Commanding Officer 

Naval Ordnance Safety and Security Activity 

Attn:  Code N714 

Farragut Hall, Building D323 

23 Strauss Avenue 

Indian Head, MD  20640-5555 

Commercial:  301 744-6021/6047, DSN:  354-6021/6047 

Web address:  https://intranet.nossa.navsea.navy.mil/ 
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3. Air Force. 

HQ Air Force Safety Agency 

Attn:  SEWV 

9700 G Avenue SE 

Suite 264 Building 24499 

Kirtland AFB, NM 87117-5670 

Commercial:  505 846-6059, DSN:  246-6059, Fax:  6027 

F. MOVEMENT OF HAZMAT 

1. Routing: 

a. CONUS.  Carrier selection for CONUS HAZMAT shipments will be IAW DRO procedures 

in Chapter 202. 

b. Export.  The DOD Component NICP for munitions (Class 1), retail activities, or TOs will 

submit shipment request data IAW Figure 204-10, to the CDR, US Army Field Support 

Command, ATTN:  JMTCA, Rock Island, IL  61299-6000.  The shipment request may be 

submitted by FAX to Commercial:  309 782-6811 or DSN:  793-6811.  The JMTCA will 

consolidate these requirements into planned ocean vessel loads and issue a requirements 

planning message to all concerned.  This message will also serve as a DOD consolidated 

shipment request under the “Fast Release for Ammunition” (Class 1) procedures and be 

provided to SDDC for issuance of an ETR to the shipping TOs and the JMTCA.  See Figure 

204-11 for data elements used in the SDDC acknowledgment of ETR for ammunition (Class 

1).  The in-port date will be coordinated among JMTCA, SDDC, the SPOE, the DOD 

Component NICPs, and the shippers. 

c. FMS.  A shipment request, Figure 204-9, will be submitted to JMTCA for Delivery Term 

Code (DTC) 6, 7, and 9.  The JMTCA will also process shipment requests for DTC 8, 

customer country-controlled carriers at DOD controlled ports.  The DOD Component NICP, 

retail activities, and TOs will submit shipment request data IAW Paragraph F.1.b.  The 

JMTCA will submit these requirements on a planned ocean vessel message and issue a 

shipping message to all concerned.  This message will be provided to SDDC, who will issue 

an ETR to the TOs and the JMTCA.  See Figure 204-11 for data elements used in SDDC 

acknowledgment of ETRR for ammunition (Class 1).  The in-port cargo date(s) will be 

coordinated among the JMTCA, SDDC, freight forwarder(s), SPOE, TOs, and DOD 

Components NICPs. 

2. Carrier Assistance: 

a. To promote safety, expedite transportation, and ensure delivery of HAZMAT shipments, the 

DOD Component may extend any technical assistance and aid considered necessary in 

connection with moving, salvage, demolition, neutralization, or other disposition of 

Government-owned shipments being transported or stored by carriers.  Except for emergency 

situations, requests for carrier assistance will be in writing before the fact.  Secure holding 

areas must always be given consideration.  Contact the SDDC Operations Center at 800 524-

0331, for secure holding information. 

b. If assistance is given, the Government does not assume any liability and the carrier may be 

held responsible for all expenses incurred by the Government. 
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c. Collection of money for services rendered will be IAW DOD Component regulations. 

d. See Chapter 205, Paragraphs P and Q, for additional types of assistance. 

3. Motor Movement Requirements: 

a. Licensing Requirements for Drivers.  See Paragraph B.3.b.(1) above. 

b. Substitute Rail Service.  Use of substitute rail service (trailer-on-flatcar) by motor carriers is 

prohibited for shipments of Hazard Classes/Divisions 1.1, 1.2, 1.3, and 1.4 munitions, Class 7 

radioactive Yellow Label III, and Class 6.1 and 2.3 Poisonous by Inhalation (PIH) materials 

not meeting rail service loading requirements.  BLs covering shipments of this nature will be 

annotated with the following statement, “Substitute service not to be used.”  For rail security 

requirements, see Chapter 205. 

c. Leased Equipment.  Vehicles used must be leased under a valid long-term agreement signed 

by the owner/operator and the carrier acknowledging use for transporting HAZMAT.  The 

lease agreement may not be canceled by either party on less than 30-day notice.  A short-term 

lease of less than 30 days will not be used.  Vehicle drivers must be full-time employees or 

under the direct control and responsibility of the company transporting the shipment. 

d. Rental vehicles.  Rental vehicles are prohibited for transport of HAZMAT unless prior 

approval, in writing, is obtained from the corporate HQs of the rental company. 

e. Inspection of Vehicles.  Prior to loading or unloading vehicles, inspect all vehicles used to 

transport placarded quantities of HAZMAT IAW 49 CFR and DOD safety regulations using 

DD Form 626, Motor Vehicle Inspection (Transporting Hazardous Materials) Figure 204-12.  

See Paragraph G.1 for instructions on completing DD Form 626. 

f. Transfer or Interchange.  Commercial motor carriers will not use military activities as a 

transfer or interchange point unless authorized by the installation and/or activity CDR and 

transfer or interchange is deemed essential to national defense or required during emergencies 

affecting the security and safety of life and property.  See Chapter 205 for secure holding 

information.  It is the driver’s responsibility to perform a vehicle inspection on the vehicle.  

The installation is responsible for verifying the vehicle inspection was performed by the 

driver using the DD Form 626, included in the shipment documentation. 

g. Accident, Incident, Delays.  When shipping HAZMAT, TOs will furnish vehicle drivers with 

written instructions on a shipping paper to contact the emergency response telephone number 

first, then notify the consignor and consignee, by the fastest available means, when shipment 

is: 

(1) Involved in an accident or incident. 

(2) Delayed en route for a period of four hours or more for Hazard Class 1, including 1.4 

(Categories [CAT] I, II and III), 2.3, 6.1 (PIH) or 7 radioactive materials requiring a 

Yellow III label. 
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h. Emergency Response Information: 

(1) Commercial Carrier.  HAZMAT emergency response information will be annotated on 

the BL or shipping paper.  If more than one Emergency Response number is required, 

each number must be annotated before the basic item description.  The following 

emergency response telephone numbers must be annotated on the BL in bold or 

highlighted letters.  See Figure 204-13 and Appendix G, Attachment G-4 for BL 

preparation instructions. 

(a) For DOD Hazard Class 1 (Explosives) Only: 

Call Army Operations Center:  703 697-0218/0219 (COLLECT), DSN:  227-0218 

Ask for “WATCH OFFICER.” 

(b) For DOD Nonexplosive HAZMAT Only: 

Call:  800 851-8061 

      At Sea:  804 279-3131 (COLLECT) 

(c) DOD Radioactive Material Only: 

Army:  703 697-0218 (COLLECT) 

US Air Force:  202 767-4011 (COLLECT) 

US Navy/Marine Corps:  For Navy/Marine Corps non-Nuclear Propulsion Program 

Radioactive Material Shipments, use the 24-hour emergency response telephone 

number provided by the Navy/Marine Corps activity initiating the shipment. 

DLA:  717 770-5283 (COLLECT) 

For Navy Nuclear Propulsion Program Radioactive Material Shipments, use the 24-

hour emergency response telephone number provided by the Navy Nuclear 

Propulsion program activity initiating the shipment.  This number will be annotated 

on the shipping papers. 

(d) For Oil and Chemical Spills, Reportable Quantities of Hazardous Substances and 

Marine Pollutants only: 

Call National Response Center (NRC) and Terrorist HOTLINE at:   

800 424-8802 (Day or Night) 

At Sea Call:  202 267-2675 (Collect) 

(e) For secure holding area: 

Call the SDDC Operations Center HOTLINE at 800 524-0331. 

(2) MOV/Government Vehicles.  HAZMAT emergency response information will be 

circled on DD Form 836, Figure 204-3.  In the case of multiple HAZMAT items on the 

same form with different emergency response telephone numbers, each phone number 

will be annotated below or adjacent to the HAZMAT item to which they apply. 
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4. Rail Movement Requirements: 

a. To comply with 49 CFR § 174.104, Division 1.1 or 1.2 (Explosive) Materials; Car Selection, 

Preparation, Inspection, and Certification, each rail car used to transport Hazard 

Class/Divisions 1.1 and 1.2 must have a three-part car certificate (provided by the carrier) 

prior to loading, completed in triplicate by the rail carrier.  Ensure that the railroad 

representative receives a copy of the shipping documents, papers, and emergency response 

information for the train crew prior to release. 

b. Shipments of Hazard Class/Divisions 1.1, 1.2, 1.3, and 1.4, must be properly sealed, upper 

rail locks secured, and the BL annotated with seal numbers. 

5. Air Movement Requirements: 

a. Commercial air shipments are permitted under the provisions of ICAO Technical 

Instructions, IATA Dangerous Goods Regulation, and 49 CFR Section 175.  A shipper will 

complete a Shipper’s Declaration for Dangerous Goods, Figure 204-7, for HAZMAT moving 

by commercial airlift. 

b. Contract cargo air carriers may be used IAW DOT-E 7573 and DOT-E 9232. 

c. Military air shipments must meet the requirements of AFMAN 24-204(I)/TM 38-250/MCO 

P4030.19I/NAVSUP Pub 505/DLAI 4145.3/DCMAD1, CH 3.4 (HM24).  A shipper will 

complete a Shipper’s Declaration for Dangerous Goods, Figure 204-7, for HAZMAT moving 

by military-controlled aircraft. 

6. Water Movement Requirements: 

a. Shippers by water will use the Multimodal Dangerous Goods Form, Figure 204-14, for the 

shipment of HAZMAT IAW guidelines.  This form is commercially available.  Complete and 

sign three copies of the form:   

(1) One form to be retained by the shipper. 

(2) Place one form in a waterproof envelope and attach to the number one piece of the 

shipment. 

(3) One form attached to the inside door of the container or conveyance. 

b. For containerized shipments, copies of the Multimodal Dangerous Goods Form, Figure 

204-14, will be placed in water proof envelopes and attached to the inside and the outside 

door of the container.  See Table 204-1 for instructions on how to complete a Multimodal 

Dangerous Goods Form.  

c. Ensure the REPSHIP is forwarded to the consignee (receiver) by the consignor (shipper) 

IAW Chapter 205, Paragraph L of this regulation. 

d. The Multimodal Dangerous Goods Form, Figure 204-14, or DD Form 836, Figure 204-3 

(Military or non-commercial movement) and the DD Form 2781, Container Packing 

Certificate or the Vehicle Packing Declaration, Figure 204-15, is required for each cargo 

transport unit or vehicle containing HAZMAT if regulated HAZMAT is packed within.   
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NOTE:  A DD Form 2781, Figure 204-15, Container Vehicle Packing Certificate or Vehicle 

Packing Declaration, may be used.  This form will also serve as guide when packing the 
container or vehicle.  A copy of this form or similar document must be signed and will be 

made available to regulatory authorities upon their request. 

e. Each ship carrying dangerous goods must have a special list or manifest listing the HAZMAT 

and the location of the HAZMAT.  A detailed stowage plan, which identifies by class and 

sets out the location of all HAZMAT on board, may be used in place of a special list or 

manifest.  A copy of one of these documents will be made available to regulatory authorities 

upon request. 

f. Containers carrying hazardous cargo, destined for carriage aboard a DOD-owned/DOD-

chartered ship must be placarded and have a detailed contents packing list with hazardous 

cargo documentation affixed on the inside of the door for protection from inclement weather. 

g. Prior to packing the container and signing the unit packing certification (declaration), the 

person packing the items must have a properly prepared Multimodal Dangerous Goods Form 

for all HAZMAT to be packed. 

h. Where there is due cause to suspect that a freight container or road vehicle in which the 

HAZMAT is packed is not in compliance with the requirements or where a container packing 

or vehicle packing declaration is not available, the freight container or vehicle will not be 

accepted for shipment. 

G. FORMS 

1. DD Form 626, Figure 204-12: 

a. The shipping activity must prepare a DD Form 626 before any vehicles are used for 

transportation of placarded amounts of HAZMAT on public highways.  All spaces on the DD 

Form 626 must be completed for MOV/Government vehicles.  Additional pages may be used 

if necessary.  Shipments will not be tendered if any unsatisfactory items are noted and not 

corrected. 

b. The receiving activity must complete the destination portion of the DD Form 626 before a 

motor vehicle containing a shipment of HAZMAT is accepted for delivery.  However, if a 

vehicle arrives at a receiving point with deficiencies, that vehicle will not be put back on the 

highway and will be unloaded.  Reports will be made. 

c. DD Form 626 is divided into the following three sections: 

(1) Section I:  Documentation.  Verify required documentation for all vehicles and drivers. 

(2) Section II:  Mechanical Inspection. 

(a) MOV/Government vehicles.  DOD inspectors must perform a detailed mechanical 

inspection on all Government/MOV vehicles transporting HAZMAT on public 

highways.  Item 12g, fire extinguisher requirements, applies both to commercial 

and MOV/Government vehicles. 

(b) Commercial Vehicles.  If commercial vehicles have a current Commercial Vehicle 

Safety Alliance (CVSA) sticker, DOD inspectors may perform a cursory inspection 
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verifying that at a minimum the following are operational:  headlights, taillights, 

brakelights, and windshield wipers.  Also, DOD inspectors may verify that the fire 

extinguishers are charged, no fluids are leaking (visibly), tires are properly inflated 

and they are not “balding.”  If defects are noted during a cursory inspection, a 

detailed inspection will be performed on commercial vehicles using the DD Form 

626.  The activity may perform a detailed inspection at their option even if a 

current CVSA sticker is present.  Naval activities are required to perform a detailed 

inspection using the DD Form 626. 

(3) Section III:  Post Loading Inspection.  Applies to commercial and MOV/Government 

vehicles. 

d. Deficiencies that are discovered during inspection and are corrected before loading or 

unloading of the vehicle will be entered in the “Remarks” column opposite the proper item.  

Only deficiency-free vehicles will be accepted for loading.  The carrier must correct 

deficiencies before vehicles are permitted to enter sensitive or restricted areas. 

e. A copy of the DD Form 626 will be retained by the inspecting activity IAW Service/Agency 

directives.  For all shipments, the original will be given to the vehicle driver at origin for 

delivery to the consignee.  For a deficient commercial vehicle that has been rejected from 

loading or unloading or if the driver of the vehicle has been found unsatisfactory, one copy 

will be sent to each of the following: 

(1) Nearest DOT field office. 

(2) Carrier home office. 

(3) SDDC Operations Center, ATTN:  SDG3-GD, 661 Sheppard Place, Ft. Eustis, VA  

23604-1644. 

2. DD Form 836, Figure 204-3, (to be used for HAZMAT shipped in military vehicle by highway 

movements). 

a. When shipping papers are required by 49 CFR, a DD Form 836 must be used to provide 

emergency response information for all government vehicles transporting HAZMAT.  If 

more than one Emergency Response number is required, each number must be annotated on 

the DD Form 836 in bold, highlighted letters or circle.  Emergency response instructions will 

provide information, as required, to enable the driver to protect self, lading, vehicle, and any 

other life or property in the vicinity from hazards associated with accidents or incidents.  

Additional information as required by 49 CFR, this regulation, and DOD Component will be 

annotated. 

b. Drivers must use evacuation distances specified in the DOT Emergency Response 

Guidebook, latest revision, which the driver is required to carry. 

c. The origin government or military driver will be instructed to keep DD Form 836 in the 

vehicle while transporting HAZMAT and to transfer it to each successive driver for delivery 

to the consignee. 

d. When the Security Escort Vehicle Service (SEV) is used, personnel performing the service 

will be provided with a duplicate copy of the DD Form 836. 
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e. DD Form 836 may be used from origin to destination when military organic vehicles convoy 

a unit’s ammunition basic loads and other regulated HAZMAT via public highway to the 

seaport to be ultimately loaded into military vessels (e.g., battleships, destroyers, submarine, 

aircraft carriers).  In this case, the DD 836 will serve as both a shipping paper on public 

highway and military vessel HAZMAT documentation.  For final movement by commercial 

vessel, the DD Form 836 will only apply via highway and will not suffice as vessel 

documentation; a unit will use the Multimodal Dangerous Goods Form, Figure 204-14 from 

the SPOE to the final destination.   

NOTE:  HN regulations will apply OCONUS. 

H. EXEMPTIONS, COE, CAA, AND SPECIAL APPROVALS 

1. Procedures for applying for DOT-E, CAAs, COEs, Special Approvals and their renewals are 

prescribed in DLAD 4145.41/AR 700-143/AFJI 24-210/NAVSUPINST 4030.55B/MCO 

4030.40B, Packaging of Hazardous Material. 

a. Requests for exemptions and CAAs will be submitted through the DOD Component (listed in 

Table 204-2 and Table 204-3 to the SDDC Operations Center.  Requests for COEs will be 

submitted to the DOD Component listed in Table 204-4.  DOD Components will: 

(1) Submit requests for DOT-E, CAA, and Special Approvals, in writing (in triplicate) or by 

approved electronic means through the DOD Component, at least 120 days prior to 

requested effective date to the SDDC Operations Center, ATTN:  SDSA, 661 Sheppard 

Place, Ft. Eustis, VA  23604-1644. 

(2) Submit the request for renewal of CAA in writing (in triplicate) or by approved 

electronic means through the DOD Component, at least 120 days prior to the expiration 

date of CAA to the SDDC Operations Center. 

(3) Submit the request for renewal for DOT-E in writing (in triplicate) or by approved 

electronic means through the DOD Component, at least 120 days prior to the expiration 

date of exemption to the SDDC Operations Center. 

(4) Submit Safety submissions to nnvsafety@sddc.army.mil. 

2. Exemptions.  A DOT-E provides relief from specific requirements of 49 CFR.  Exemptions are 

available on the DOT web site http://hazmat.dot.gov/exsys.htm. 

3. A COE is an approval issued IAW procedures prescribed in DLAD 4145.41/AR 700-143/AFJI 

24-210/NAVSUPINST 4030.55B/MCO 4030.40B, Packaging of Hazardous Materials, that the 

proposed packaging for shipment of HAZMAT either equals or exceeds the requirements of 49 

CFR, Parts 100-180.  Each container will be marked with the COE number IAW MIL-STD-129.  

Mark the COE number on shipping papers, ATCMD/TCMD, and exterior containers.  Additional 

information or instructions provided by COE will be complied with and a copy of the COE must 

be with the shipment.  DOD Components will forward copies of all COEs to the SDDC 

Operations Center, ATTN:  SDG3-DF, 661 Sheppard Place, Ft. Eustis, VA  23604-1644. 

4. A CAA is a written approval stating the competent authority has reviewed the Explosives (EX) 

hazard classification or HAZMAT packaging; that it meets the UN standards; and that it is 

approved for transportation.  For HAZMAT packaging, CAA is required when the UN standards 
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or 49 CFR specifies the packaging must be IAW the shipper’s national competent authority, when 

the package of materials exceeds the non-bulk packaging criteria, or when the packaging conflicts 

with the prescribed packaging of the modal regulations.  The DOT is the only recognized 

competent authority for the US.  Whenever a CAA is used, the shipping papers must be annotated 

with the CAA number.  Additional information and instructions provided by the CAA will be 

complied with and a copy must be attached to the shipping papers. 

5. Annual Competent Authority Approval/ DOT Exemption Usage Reporting.  49 CFR requires 

submission of an annual Usage Report to the Service/Agency component.  Each Service/Agency 

component will submit the consolidated Exemption Usage Report (RCS SDDC-158), quarterly to 

the SDDC Operations Center, at the beginning of January, April, July, and October.  The report 

will contain the following data: 

a. DOT-E/Packaging CAA number. 

b. Number of shipments made under the exemption/packaging CAA. 

c. Facts pertaining to any accident or incident involving a shipment made using the 

exemption/packaging CAA. 

6. When it is apparent that a shipment for which an exemption has been issued will not be 

completed before an exemption expires, a request for extension will be submitted through the 

DOD Component to SDDC, at least 120 days prior to the exemption expiration date.  Upon 

receipt of renewal request, SDDC will take action to obtain a new expiration date and will advise 

the requester accordingly. 
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DOD HAZMAT Focal Points 

DOD Liaison to the DOT and other Federal Agencies 

For all DOD HAZMAT interpretations and information to be forwarded to DOT or to other outside agencies, 

contact: 

Commander 

Military Surface Deployment and Distribution Command Operations Center 

ATTN:  SDG3-GD-BP (Mr. C.E. Radford) 

                                      Commercial:  757 878-8040; DSN:  826-8040 

                                      Commercial Fax:  757 878-7422; DSN:  826-7422 

ATTN:  SDG3-GD-BP (Mrs. Gwenevere Marshall) 

                                      Commercial: 757 878-7482; DSN:  826-7482 

                                      Commercial Fax: 757 878-7422; DSN:  826-7422 

ATTN:  SDG3-GD-BP (Mrs. Lisa Taylor) 

                                      Commercial: 757 878-8203; DSN:  826-8203 

                                      Commercial Fax: 757 878-7422; DSN:  826-7422 

e-mail: nnvhazmat@sddc.army.mil 

 

For all DOD Safety interpretations and information to be forwarded to DOT or to other outside agencies, 

contact: 

Commander 

Military Surface Deployment and Distribution Command Operations Center 

ATTN:  SDSA (Mr. Joseph Dugan) 

                                      Commercial: 757 878-8294; DSN:  826-8294 

                                      Commercial Fax: 757 878-8205; DSN:  826-8205 

e-mail: nnvsafety@sddc.army.mil 

Figure 204-1.  DOD HAZMAT Focal Points 
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DOD SERVICES HAZARD MATERIAL FOCAL POINTS 

NOTE:  For Services HAZMAT inquiries and interpretations, contact the POCs identified below.  Units and 
subordinate activities are prohibited from contacting DOT or outside agencies directly.  Service POCs will forward 
through SDDC to DOT or to other outside agencies contact for coordination: 

ARMY 

Chief  

US Army Logistics Support Activity 

Packaging, Storage, and Containerization Center   

Attn: AMXLS-AT (Mr. Bill Craze/Ms. Sandy Pizzuti) 

11 Hap Arnold Blvd 

Tobyhanna PA  18466-5097 

DSN:  795-7070/7682/6622 

Commercial:  570 895-7070/7682/6622 

NAVY 

Commanding Officer 

Naval Ordnance Safety and Security Activity 

Attn:  Code N73 

(Mr. Thomas Heitzmann HAZMAT Classification)

Farragut Hall, Building D323 

23 Strauss Avenue 

Indian Head, MD 20640-5555 

Commercial: 301 744-6043/6056 

DSN:  354-6043/6056 

E-mail:  thomas.heitzmann@navy.mil 

 

Attn:  Code N732 

(Mr. Ed Walseman, HAZMAT Traffic 

Management) 

Commercial: 301 744-6021 

DSN: 354-6021 

E-mail: ed.walseman@navy.mil 

DLA 

Defense Logistics Agency, Attn:  J3733 

(Ms. Betty Yanowsky Slanta) 

8725 John J. Kingman Road, Suite 4234 

Fort Belvoir, VA  22060-6221 

DSN:  427-3638 

Commercial:  703 767-3638 

e-mail:  trans@hq.dla.mil 

AIR FORCE 

AFMC LSO/LOT 

Attn: Mr. Mark Ferguson/Ms. Tonita Davis 

5215 Thurlow Street, Suite 5 

Bldg 70, Area C 

Wright-Patterson AFB, OH 45433-5540 

Commercial:  937 257-1984/4503 

DSN:  787-1984/4503 

E-mail:  mark.ferguson@wpafb.af.mil 

E-mail:  tonita.davis@wpafb.af.mil 

MARINE 

Commandant of the Marine Corps 

HQMC USMC LPCD 

2 Navy Annex, Room 2309 

Attn: LPC-2 (Mr. Michael Topolosky or Mr. Oliver Bell) 

Washington, DC 20380-1775 

DSN:  225-7930 ext 2409 or DSN 225-7851 

Commercial:  703 695-7930 ext 2409 or DSN 225-7851 

e-mail:  topoloskym@hqmc.usmc.mil 

e-mail:  bello@hqmc,usmc.mil 

DEFENSE CONTRACT MANAGEMENT AGENCY 

Defense Contract Management Agency 

Attn:  DCMA-OCT 

6350 Walker Lane, Suite 300 

Alexandria, VA  22310-3241 

DSN:  328-0957 

Commercial:  703 428-0957 

 

Figure 204-2.  DOD Services Hazard Material Focal Points 
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Figure 204-3.  DD Form 836, Dangerous Goods Shipping Paper/Declaration and Emergency 

Response Information for Hazardous Materials Transported by Government Vehicles 
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Figure 204-3.  DD Form 836, Dangerous Goods Shipping Paper/Declaration and Emergency 

Response Information for Hazardous Materials Transported by Government Vehicles (Cont’d) 
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GUIDE 112 EXPLOSIVES* - DIVISION 1.1, 1.2, 1.3, 1.5 OR 1.6; CLASS A OR B 

POTENTIAL HAZARDS 

FIRE OR EXPLOSIVE 

 MAY EXPLODE AND THROW FRAGMENTS 500 meters (1/3 MILE) OR MORE IF FIRE REACHES CARGO. 

 *For information on “Compatibility Group” letters, refer to Glossary section. 

HEALTH 

 Fire may produce irritating, corrosive and/or toxic gases. 

PUBLIC SAFETY 

 CALL Emergency Response Telephone Number on Shipping Paper first.  If Shipping Paper not available or no answer, 
refer to appropriate telephone number listed on the inside back cover. 

 Isolate spill or leak area immediately for at least 500 meters (1/3 mile) in all directions. 

 Move people out of line of sight of the scene and away from windows. 

 Keep unauthorized personnel away 

 Stay upwind 

 Ventilate closed spaces before entering. 

PROTECTIVE CLOTHING 

 Wear positive pressure self-contained breathing apparatus (SCBA). 

 Structural firefighters’ protective clothing will only provide limited protection. 

EVACUATION 

Large Spill 

 Consider initial evacuation for 800 meters (1/2 mile) in all directions. 

Fire 

 If rail car or trailer is involved in a fire and heavily encased explosives such as bombs or artillery projectiles are suspected, 
ISOLATE for 1600 m (1 mile) in all directions; also, initiate evacuation including emergency responders for 1600 m (1 mile). 

 When heavily encased explosives are not involved, evacuate the area for 800 meters (1/2 mile) in all directions. 

EMERGENCY RESPONSE 

FIRE 

CARGO Fires 

 DO NOT fight fire when fire reaches cargo! Cargo may EXPLODE! 

 Stop all traffic and clear the area for at least 1600 meters (1 mile) in all directions and let burn. 

 Do not move cargo or vehicle if cargo has been exposed to heat. 

TIRE or VEHICLE Fires 

 Use plenty of water – FLOOD it!  If water is not available, use CO2, dry chemical or dirt. 

 If possible, and WITHOUT RISK, use unmanned hose holders or monitor nozzles from maximum distance to prevent fire from 
spreading to cargo area. 

 Pay special attention to tire fires as re-ignition may occur.  Stand by with extinguisher ready. 

SPILL OR LEAK 

 ELIMINATE all ignition sources (no smoking, flares, sparks or flames in immediate area). 

 All equipment used when handling the product must be grounded. 

 Do not touch or walk through spilled material 

 DO NOT OPERATE RADIO TRANSMITTERS WITHIN 100 meters (330 feet) of ELECTRIC DETONATORS. 

 DO NOT CLEAN-UP OR DISPOSE OF, EXCEPT UNDER SUPERVISION OF A SPECIALIST. 

FIRST AID 

 Move victim to fresh air. 

 Call 911 or emergency medical service. 

 Apply artificial respiration if victim is not breathing. 

 Administer oxygen if breathing is difficult. 

 Remove and isolate contaminated clothing and shoes. 

 In case of contact with substance, immediately flush skin or eyes with running water for at least 20 minutes. 

 Ensure that medical personnel are aware of the material(s) involved, and take precautions to protect themselves. 

Figure 204-4.  Guide 112 (Explosives* - Division 1.1, 1.2, 1.3, 1.5 or 1.6; Class A or B) 
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GUIDE 114 EXPLOSIVES* - DIVISION 1.4; CLASS C 

POTENTIAL HAZARDS 

FIRE OR EXPLOSIVE 

 MAY EXPLODE AND THROW FRAGMENTS 500 meters (1/3 MILE) OR MORE IF FIRE REACHES CARGO. 

 *For information on “Compatibility Group” letters, refer to Glossary section. 

HEALTH 

 Fire may produce irritating, corrosive and/or toxic gases. 

PUBLIC SAFETY 

 CALL Emergency Response Telephone Number on Shipping Paper first.  If Shipping Paper not available or no answer, 
refer to appropriate telephone number listed on the inside back cover. 

 Isolate spill or leak area immediately for at least 100 meters (330 feet) in all directions. 

 Move people out of line of sight of the scene and away from windows. 

 Keep unauthorized personnel away 

 Stay upwind 

 Ventilate closed spaces before entering. 

PROTECTIVE CLOTHING 

 Wear positive pressure self-contained breathing apparatus (SCBA). 

 Structural firefighters’ protective clothing will only provide limited protection. 

EVACUATION 

Large Spill 

 Consider initial evacuation for 250 meters (800 feet) in all directions. 

Fire 

 If rail car or trailer is involved in a fire, ISOLATE for 500 meters (1/3 mile) in all directions; also initiate evacuation including 
emergency responders for 500 meters (1/3 mile) in all directions. 

EMERGENCY RESPONSE 

FIRE 

CARGO Fires 

 DO NOT fight fire when fire reaches cargo! Cargo may EXPLODE! 

 Stop all traffic and clear the area for at least 500 meters (1/3 mile) in all directions and let burn. 

 Do not move cargo or vehicle if cargo has been exposed to heat. 

TIRE or VEHICLE Fires 

 Use plenty of water – FLOOD it!  If water is not available, use CO2, dry chemical or dirt. 

 If possible, and WITHOUT RISK, use unmanned hose holders or monitor nozzles from maximum distance to prevent fire from 
spreading to cargo area. 

 Pay special attention to tire fires as re-ignition may occur.  Stand by with extinguisher ready. 

SPILL OR LEAK 

 ELIMINATE all ignition sources (no smoking, flares, sparks or flames in immediate area). 

 All equipment used when handling the product must be grounded. 

 Do not touch or walk through spilled material 

 DO NOT OPERATE RADIO TRANSMITTERS WITHIN 100 meters (330 feet) of ELECTRIC DETONATORS. 

 DO NOT CLEAN-UP OR DISPOSE OF, EXCEPT UNDER SUPERVISION OF A SPECIALIST. 

FIRST AID 

 Move victim to fresh air. 

 Call 911 or emergency medical service. 

 Apply artificial respiration if victim is not breathing. 

 Administer oxygen if breathing is difficult. 

 Remove and isolate contaminated clothing and shoes. 

 In case of contact with substance, immediately flush skin or eyes with running water for at least 20 minutes. 

 Ensure that medical personnel are aware of the material(s) involved, and take precautions to protect themselves. 

 Packages bearing the 1.4S label or packages containing material classified as 1.4S are designed or packaged in such a manner 
that when involved in a fire, may burn vigorously with localized detonations and projection of fragments. 

 Effects are usually confined to immediate vicinity of packages. 

 If fire threatens cargo area containing packages bearing the 1.4S label or packages containing material classified as 1.4S, 
consider isolating at least 15 meters (50 feet) in all directions.  Fight fire with normal precautions from a reasonable distance. 

Figure 204-5.  Guide 114 (Explosives* - Division 1.4; Class C) 
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GUIDE 138 SUBSTANCES – WATER-REACTIVE (Emitting Flammable Gases) 
POTENTIAL HAZARDS 

FIRE OR EXPLOSIVE 

 Produce flammable gases on contact with water. 

 May ignite on contact with water or moist air. 

 Some react vigorously or explosively on contact with water. 

 May be ignited by heat, sparks or flames. 

 May re-ignite after fire is extinguished. 

 Some are transported in highly flammable liquids. 

 Runoff may create fire or explosive hazard. 
HEALTH 

 Inhalation or contact with vapors, substance, or decomposition products may cause severe injury or death. 

 May produce corrosive solutions on contact with water. 

 Fire will produce irritating, corrosive and/or toxic gases. 

 Runoff from fire control may cause pollution. 

PUBLIC SAFETY 

 CALL Emergency Response Telephone Number on Shipping Paper first.  If Shipping Paper not available or no answer, refer to 
appropriate telephone number listed on the inside back cover. 

 Isolate spill or leak area immediately for at least 50 to 100 meters (160 to 330 feet) in all directions. 

 Keep unauthorized personnel away. 

 Stay upwind. 

 Keep out of low areas. 

 Ventilate the area before entry. 
PROTECTIVE CLOTHING 

 Wear positive pressure self-contained breathing apparatus (SCBA). 

 Structural firefighters’ protective clothing will only provide limited protection. 
EVACUATION 
Large Spill 

 Consider initial downwind evacuation for at least 250 meters (800 feet). 
Fire 

 If tank, rail car or tank truck is involved in a fire, ISOLATE for 800 meters (1/2 mile) in all directions; also, consider initial evacuation for 800 meters 
(1/2 mile) in all directions. 

EMERGENCY RESPONSE 

FIRE 

 DO NOT USE WATER OR FOAM. 
Small Fires 

 Dry chemical, soda ash, lime or sand. 
Large Fires 

 DRY sand, dry chemical, soda ash or lime or withdraw from area and let fire burn. 

 Move containers from fire area if you can do it without risk. 
Magnesium Fires 

 DRY sand, sodium chloride powder, graphite powder or Met-L-X? powder. 
Lithium Fires 

 DRY sand, sodium chloride powder, graphite powder, copper powder or Lith-X? powder. 
Fire involving Tanks or Car/Trailer Loads 

 Fight fire from maximum distance or use unmanned hose holders or monitor nozzles. 

 Do not get water inside containers. 

 Cool containers with flooding quantities of water until well after fire is out. 

 Withdraw immediately in case of rising sound from venting safety devices or discoloration of tank. 

 ALWAYS stay away from tanks engulfed in fire. 
SPILL OR LEAK 

 ELIMINATE all ignition sources (no smoking, flares, sparks or flames in immediate area). 

 Do not touch or walk through spilled material 

 Stop leak if you can do it without risk. 

 Use water spray to reduce vapors or divert vapor cloud drift.  Avoid allowing water runoff to contact spilled material 

 DO NOT GET WATER on spilled substance or inside containers. 
Small Spills 

 Cover with DRY earth, DRY sand, or other non-combustible material followed with plastic sheet to minimize spreading or contact with rain. 

 Dike for later disposal; do not apply water unless directed to do so. 
Powder Spills 

 Cover powder spill with plastic sheet or tart to minimize spreading and keep powder dry. 

 DO NOT CLEAN-UP OR DISPOSE OF, EXCEPT UNDER SUPERVISION OF A SPECIALIST. 
FIRST AID 

 Move victim to fresh air. 

 Call 911 or emergency medical service. 

 Apply artificial respiration if victim is not breathing. 

 Administer oxygen if breathing is difficult. 

 Remove and isolate contaminated clothing and shoes. 

 In case of contact with substance, wipe from skin immediately; flush skin or eyes with running water for at least 20 minutes. 

 Keep victim warm and quiet. 

 Ensure that medical personnel are aware of the material(s) involved, and take precautions to protect themselves. 

Figure 204-6.  Guide 138 (Substances – Water-Reactive) 
 

W912DY-08-R-0004Section: Appendix AA

Page 1496 of 2067

Tuesday, July 27, 2010

W9126G-12-U-1005-0014Section: Appendix LL

Wednesday, January 02, 2013

Page 715 of 1083



II-204-26 

  

   

 

Figure 204-7.  Shipper’s Declaration for Dangerous Goods 
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REPSHIP Data Requirements for Individual Shipments of HAZMAT and Inert Component Parts – 

CONUS to CONUS, CONUS to Overseas Locations, or From All Overseas Locations 

FROM:  SHIPPING ACTIVITY 

TO:    DOMESTIC CUSTOMER OR TRANSSHIPPING ACTIVITY 

       CLEARANCE AUTHORITY (OCEAN) OR CUSTOMER SERVICE 

       BRANCH (CSB) (AIR) OR CONUS WATER TERMINAL 

INFO:  SPONSORING SERVICE ACCOUNTABLE SUPPLY ACTIVITY 

       ULTIMATE CONSIGNEE/FINAL DESTINATION 

SUBJ:  REPORT OF SHIPMENT (REPSHIP) 

1.  SHIPMENT DATE WRITTEN AS A THREE-DIGIT DAY OF THE YEAR (JULIAN). 

2.  ETA WRITTEN AS A THREE-DIGIT DAY OF THE YEAR (JULIAN) (OBSERVE STANDARD TRANSIT 

    TIME (STT) IF CONUS TRUCK SHIPMENT AND NO RDD IDENTIFIED). 

3.  REQUIRED DELIVERY DATE (RDD) OR DELIVERY DATE (DD) IF SPECIFIED. 

4.  CARRIER. 

5.  BILL OF LADING (BL) NUMBER (NOTES 1, 2, 3). 

6.  MTX-GS SERVICE NUMBER (NOTES 1, 2, 3). 

7.  AIR RELEASE NUMBER (NOTES 1, 2, 3) OR FOR SURFACE SHIPMENTS, ETR NUMBER AND  

    VESSEL NAME AND/OR VOYAGE NUMBER.  . 

8.  SHIPMENT (CARGO) NAME (EXAMPLE: BOMBS).  

9.  CONTAINER AND SEAL NUMBER (IF APPLICABLE): 

    a. CONTAINER TCN. 

    b. TOTAL WEIGHT OF CONTENTS 

10. CATEGORY (CAT), E.G., CATEGORY I, II, III, IV, U, SECRET, CONFIDENTIAL, NONE. 

11. SECURITY RISK CODE (SRC) OR CONTROLLED ITEM INVENTORY CODE (CIIC). 

12. TOTAL NET EXPLOSIVE WEIGHT (NEW). 

13. HAZARD CLASSIFICATION(S). 

Notes: 

1. When the conveyance contains more than one shipment unit, repeat the data elements in separately lettered paragraphs for 
each shipment unit. 

2. Cargo for more than one vessel or flight, but shipped to POE in a single conveyance, is included in a single REPSHIP.  When 
cargo for a single vessel is moved to the SPOE in more than one conveyance, repeat all the data elements as above in 
separate numbered paragraphs for each conveyance or REPSHIP. 

3. A separate REPSHIP is used for each mode of shipment to the POE. 
 

Figure 204-8.  REPSHIP Data Requirements for Individual Shipments of HAZMAT and Inert 

Component Parts - CONUS to CONUS, CONUS to Overseas Locations, or From All Overseas 

Locations 
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Figure 204-9.  DA Form 3161, Request for Issue or Turn-In 
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JMTCA Export Offering 

MEMORANDUM FOR JOINT MUNITIONS TRANSPORTATION COORDINATING ACTIVITY (JMTCA) 

FROM:  Shipper or DOD Component 

SUBJECT:  Export Offering 

1. Document number. 

2. Suffix. 

3. National Stock Number (NSN). 

4. Department of Defense Identification Code (DODIC). 

5. Supplemental address (Ship to). 

6. Signal code. 

7. Nomenclature. 

8. Source of supply (shipper). 

9. Required Delivery Date (RDD). 

10. Issue priority designator (IPD). 

11. Project code. 

12. Quantity (each). 

13. Pieces. 

14. Type pack. 

15. Weight. 

16. Cube. 

17. Proper shipping name. 

18. International Maritime Dangerous Goods Code, i.e., Hazard Class/Division 1.1, 
1.2, 1.3. 

19. United Nation’s serial number (UNO). 

20. Net Explosive Weight (NEW). 

21. Sensitivity/classification code. 

22. Transportation fund citation. 

 

 

(Signature Block) 

 

Figure 204-10.  JMTCA Export Offering 
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Acknowledgment of Receipt of  

Ammunition ETRR 

Record Position:  1-3 

Data Element Number:  1 

Field Title or Entry Instruction:  Document Identifier 

Remarks:  R1A 
 

Record Position:  4-16 

Data Element Number:  3 

Field Title or Entry Instruction:  Requester Identifier 

Remarks:  R11 
 

Record Position:  17-22 

Data Element Number:  4 

Field Title or Entry Instruction:  Shipper 

Remarks:  From R11 
 

Record Position:  23 

Data Element Number:  Field Title or Entry 

Instruction:  Type offer code 

Remarks:  A-Ammo, B-Breakbulk, and C-Container 
 

Record Position:  24 

Data Element Number:  N/A 

Field Title or Entry Instruction:  SDDC Operations Center 

Remarks:  SDDC Operations Center 
 

Record Position:  25-29 

Data Element Number:  32 

Field Title or Entry Instruction:  File Identifier 

Remarks:  Assigned by SDDC Operations Center 
 

Record Position:  30-38 

Data Element Number:  N/A 

Field Title or Entry Instruction:  Acknowledgment of request 

Remarks:  N/A 
 

Record Position:  39-46 

Data Element Number:  N/A 

Field Title or Entry Instruction:  Blank 
 

Record Position:  47-58 

Data Element Number:  N/A 

Field Title or Entry Instruction: Specific line number if ammo planning wire 

Remarks: N/A 
 

Record Position:  59-70 

Data Element Number:  N/A 

Field Title or Entry Instruction:  Blank 

Remarks:  N/A 
 

Record Position:  71-78 

Data Element Number:  N/A 

Field Title or Entry Instruction:  Month, day, and year of acknowledgment 

Remarks:  Two positions each:  month, day, and year 
 

Record Position:  79-80 

Data Element Number:  N/A 

Field Title or Entry Instructions:  Always “00” 

 

Note:  Data elements are explained in Appendix D. 

Figure 204-11.  Acknowledgment of Receipt of Ammunition ETRR 
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Figure 204-12.  DD Form 626, Motor Vehicle Inspection (Transporting Hazardous Materials) 
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Figure 204-12.  DD Form 626, Motor Vehicle Inspection 

(Transporting Hazardous Materials) (Cont’d) 
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Figure 204-12.  DD Form 626, Motor Vehicle Inspection 

(Transporting Hazardous Materials) (Cont’d) 
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Figure 204-13.  Sample of Completed CBL for a HAZMAT Shipment 
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Figure 204-13.  Sample of Completed CBL for a HAZMAT Shipment (Cont’d) 
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Figure 204-14.  Multimodal Dangerous Goods Form 
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CONTAINER PACKING CERTIFICATE 

OR 

VEHICLE PACKING DECLARATION 

    Person responsible for packing the cargo transport unit (vehicle/container) should complete the checklist.  Cross out 
“vehicle” or “container,” as applicable.  After completion, sign the certificate. 

1  It is declared that the undersigned has visually inspected (Container/Vehicle/Trailer Number):     
[cross out those items that do NOT apply] and it has been loaded/packed in accordance with the provisions of 
5.4.2.1 (IMDGC) and CFR49 and that (indicate “N/A” for all items that do NOT apply): 

 a.  The cargo transport unit (container/vehicle) was clear, dry, and apparently fit to receive goods. 

 b.  If the consignment includes goods of class 1, other than 1.4, the cargo transport unit (container/vehicle) is 
structurally serviceable in conformity with 7.4.6 (IMDGC). 

 c.  Goods that should be segregated, have not been packed together onto or in the cargo transport unit 
(container/vehicle) (unless approved by the competent authority concerned IAW 7.2.2.3 (IMDGC)). 

 d.  All packages have been externally inspected for damage, leakage or sifting, and only sound packages have 
been packed. 

 e.  Drums have been stowed in an upright position, unless otherwise authorized by the competent authority. 

 f.  All packages have been properly packed onto or in the cargo transport unit (container/vehicle) and secured. 

 g.  When dangerous goods are transported in bulk packagings, the cargo has been evenly distributed. 

 h.  The cargo transport unit (container/vehicle) and packagings therein are properly marked, labeled, and 
placarded. 

 i.  When solid carbon dioxide (CO
2
 – dry ice) is used for cooling purposes, the cargo transport unit 

(container/vehicle) is externally marked or labeled in a conspicuous place, such as the door and with the words: 
“DANGEROUS CO

2
 – GAS (DRY) INSIDE.  VENITILATE THOROUGHLY BEFORE ENTERING.” 

 j.  The dangerous goods transport document required in 5.4.1 (IMDGC) has been received for each dangerous 
goods consignment packed onto or in the cargo transport unit (container/vehicle). 

 k.  If container is stowed with a vehicle and/or mechanical equipment with fuel in the tank, a warning label has 
been affixed to access doors legibly reading: “WARNING—MAY CONTAIN EXPLOSIVE MIXTURES WITH 
AIR—KEEP IGNITION SOURCES AWAY WHEN OPENING” IAW §176.905(a)(5), 49 CFR. 

2.  PERSON RESPONSIBLE FOR PACKING 

a.  PRINTED NAME (Last, First, Middle Initial) 

 

 

b.  RANK.GRADE c.  TITLE d.  ORGANIZATION 

e.  PLACE PACKED 

 

 

f.  SIGNATURE g.  DATE (YYYYMMDD) 

 DD FORM 2781, SEP 1998 (599 TTG Overprint, JAN 2004) IAW Current IMDGC & CFR 49 Parts 100-185  

Figure 204-15.  DD Form 2781, Container Packing Certificate or Vehicle Packing Declaration 
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Table 204-1.  Instructions for Completing Multimodal Dangerous Goods Form 

Block Instruction 

Block 1.  Shipper Enter the address and telephone number where the HAZMAT was certified. 

Block 2.  Transport Document No. The vessel manifest number to which the Multimodal Dangerous Goods Form 

will be attached may be entered in this block.  The shipper need not enter this 

number.  The accepting operator may enter it at the time it is assigned.  This 

block may also be left blank. 

Block 3.  Page...of...Pages Enter the page number and total number of pages. Enter “Page 1 of 1 Pages” 

or leave blank if there are no extension pages. 

Block 4.  Shipper's Reference 

Number 

Enter the 17-character TCN. 

Block 5.  Freight Forwarder’s 

Reference 

Leave Blank 

Block 6.  Consignee  

Optional Block 

Enter the six-digit DODAAC and/or the in-the-clear geographical location of 

the ultimate consignee (if known). 

For shipments of infectious substances, enter also the name and telephone 

number of a responsible person for contact in an emergency. 

Block 7.  Carrier To be completed by the carrier 

Block 8.  Shipment Within 

Passenger Aircraft and Cargo 

Aircraft Limitations  

Since this form is used for surface vessel movements, leave blank.  

Block 9.  Additional Handling  Enter the 24 hour Emergency response telephone number. 

Also enter the Emergency Guide Number’s the HAZMAT in this shipment. 

Block 10. Vessel No. and Date Input the Voyage Document number and the date of sail. 

Block 11.  Port/Place of Loading 

Proper Shipping Name 

Enter the three-digit POE code and/or the in-the-clear geographical location 

of the port of embarkation. 

Block 12.  Port/Place of Discharge Enter the three-digit POD code and/or the in-the-clear geographical location 

of the port of debarkation. 

Block 13.  Destination  

Block 14.  (See Note) 1. Enter the UN number preceded by the letters “UN”. 

2. Enter the Proper Shipping Name 

3. Enter the Primary hazard class and division number. 

o For Class 1 material include the compatibility group letter.  

o Any assigned Subsidiary hazard class or division will be entered 

following the Primary class in parenthesis.  

o The words “class” or “division” may be entered preceding the primary 

or subsidiary class numbers or divisions. 

4. Enter the Packing Group when assigned. It may be preceded by “PG”.  

SEQUENCE OF INFORMATION – The above information may be entered 

in the sequence shown, 1, 2, 3, 4 or in the sequence 2, 3, 1, 4. 

5. Enter additional information from the IMDG, Chapter 5.4, as required. 

(i.e., Marine Pollutant, Flashpoint etc.) 

6. Enter additional information from the 49 CFR, Section 171.12(b), as 

required. (i.e., Toxic Inhalation Hazard, RQ etc) 

7. Enter the number and kind of packaging. 

8. Enter the gross weight of the shipment for each item of HAZMAT bearing 

a different Proper Shipping Name, UN Number or Packing Group. 

9. Enter the total quantity of Dangerous Goods of each item of HAZMAT 

bearing a different Proper Shipping Name, UN Number or Packing Group.  

For Class 1 material this quantity will be the net explosive mass.   

10. Serial number for radioactive materials shipments may be annotated in this 

block. 
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Block Instruction 

Block 15.  Container Id Enter ID number of the container 

Block 16.  Seal number(s) Enter seal number installed on container 

Block 17.  Container/vehicle size 

& type 

Enter type and size of container 

Block 18.  Tare mass (kg)  Enter tare weight of the container. 

Block 19.  Total Gross Mass Enter total gross weight of container  

Block 20.  Container/Vehicle 

Packing Certificate 

Leave Blank as the requirements for this will be met by completing DD Form 

2781. 

Block 21.  Receiving Organization 

Receipt 

Leave Blank as this will be filled out by the receiving organization 

Block 22.  Name of the company 

or shipper preparing this note 

(form) 

Name/Title of Enter the name and title of the official signing 
  Signatory the form. 

Place and Date  Enter the place and date the material was certified (i.e., 

Hill AFB, 1 Jan 04) 

Signature The official who certifies that the shipment complies with 

the requirements of this instruction must sign the form in 

longhand. 

NOTE:  The information in Block 14 listed in Items 1-7 will be placed below the “Shipping Marks” and Number and 
kind of packages; description of goods” section of Block 14.  The information required in Item 8 will be placed below 
the “Gross mass (kg)” section of Block 14.  The information required in Item 9 may be placed under the “Net mass 
(kg)” section of Block 14. 
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Table 204-2.  DOD Services Components/POC for DOT-E, CAA, Special Approvals, and COEs 

Department of the Army 

Ammunition and Related Exemptions 

Commander, US TACOM-ARDEC 

ATTN:  AMSTA-AR-WEP-RP 

Ms. Nora Hipschen 

Rock Island, IL  61299-7300 

DSN:  793-8205 

Commercial:  309-782-8205 

E-mail:  HipschenN@ria.army.mil 

Ammunition and Related Exemptions 

Commander, US Army JMC 

ATTN:  AMSJM-TT 

(Mr. David Tipp) 

Rock Island, IL  61299-6000 

DSN:  793-5030 

Commercial:  309 782-5030 

E-mail:  Tippd@OSC.army.mil 

Missiles Related Exemptions 

Commander, US Army AMCOM 

ATTN:  AMSAM-MMC-MM-DT 

Ms. Janice Hopkins 

Building 5302, 2nd Floor 

Redstone Arsenal, AL  35898-5110 

DSN:  645-8281 

Commercial:  256 955-8281 

E-mail:  Janice.Hopkins@redstone.army.mil 

All Other Exemptions 

Chief 

US Army Logistics Support Activity 

Packaging, Storage, and Containerization Center 

Attn:  AMXLS-AT 

(Mr. Bill Craze/Ms. Sandy Pizzuti) 

11 HAP Arnold Blvd. 

Tobyhanna, PA  18466-5097 

DSN:  795-7070/7682 

Commercial:  570 895-7070 

E-mail:  sandy.pizzuti@logsa.redstone.army.mil 

E-mail:  William.craze@logsa.redstone.army.mil 

Department of the Air Force 

All Exemptions/CAA/COEs 

AFMC LSO/LOT 

Attn:  Mark Ferguson or Tonita Davis 

5215 Thurlow Street, Suite 5 

Bldg 70, Area C 

Wright-Patterson AFB, OH 45433-5540 

Commercial:  937 257-1984/4503 

DSN:  787-1984/4503 

E-mail:  Mark.Ferguson@wpafb.af.mil 

E-mail:  Tonita.Davis@wpafb.af.mil 

Explosive Classification CAAs 

HQ AFSC/SEW 

ATTN:  Mr. Kevin Carr 

9700 G Ave SE 

Kirtland AFB, NM  87117-5670 

DSN:  246-2662 

Commercial:  505 846-2662 

E-mail:  Kevin.Carr@kirtland.af.mil 

Department of the Navy 

CAA/COEs (Ordnance) 

Director 

Naval Surface Warfare Center 

Indian Head Division Detachment Earle 

Attn:  Code 7121 

201 Highway 24 South 

Colts Neck, NJ  07722-5023 

Commercial:  732 866-2821 

DSN:  449-2821 

E-mail:  DressRA@phst.navy.mil 

Exemptions 

Commanding Officer 

Naval Ordnance Safety and Security Activity 

Attn:  Code N714 

Farragut Hall, Building D323 

23 Strauss Avenue 

Indian Head, MD  20640-5555 

Commercial:  301 744-6055/6056 

DSN:  354-6055/6056 

E-mail:  belloj@navsea.navy.mil 
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CAA/COEs (Non-Ordnance) 

Naval Inventory Control Point 

Code 0772.30 (Mr. Gerald Boyd) 

P.O. Box 2020 

5450 Carlisle Pike 

Mechanicsburg, PA  17055-0788 

Commercial:  717 605-2784 

DSN:  430-2784 

E-mail:  gerald.boyd@navy.mil 

Explosive Hazard Classification CAA 

Commanding Officer 

Naval Ordnance Safety and Security Activity 

Attn:  Code N714 

Farragut Hall, Building D323 

23 Strauss Avenue 

Indian Head, MD  20640-5555 

Commercial:  301 744-6021  

DSN:  354-6021 

E-mail:  walsemange@navsea.navy.mil 

U.S. Marine Corps 

Explosive Hazard Classification CAA 

Commanding Officer 

Indian Head Division 

Naval Ordnance Safety and Security Activity 

Attn:  N7143 

Farragut Hall, Bldg. D323 

23 Strauss Ave 

Indian Head, MD  20640-5555 

DSN:  354-6068 

Commercial:  301 744-6068 

E-mail:  walsemange@navsea.navy.mil 

All Exemptions/CAA/COEs (Non-Ordance) 

Commandant of the Marine Corps 

2 Navy Annex 

Attn:  LPC-4 (Mr. George Barchuk) 

Washington, DC  20380-1775 

DSN:  225-8926 

E-mail:  barchukg@hqmc.usmc.mil 

DLA 

COEs 

Defense Logistics Agency 

Attn: J-3731 (Ms. Vicki Edgar)  

8725 John J. Kingman Road, Suite 4330 

Fort Belvoir, VA 22060-6221 

DSN: 427-6582 

Commercial: 703 767-6582 

E-mail: vicki.edgar@dla.mil 

 

Exemptions/CAA 

Defense Logistics Agency 

Attn:  J3733 

Ms. Betty Yanowsky Slanta 

8725 John J. Kingman Road, Suite 4234 

Fort Belvoir, VA  22060-6221 

DSN:  427-3638 

Commercial:  703 767-3638 

E-mail:  trans@dla.mil or betty.yanowsky@dla.mil 
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Table 204-3.  CAA POC 
DEPARTMENT OF THE ARMY DEPARTMENT OF THE NAVY 

All Ammunition and Related Items for Navy and 

Marine Corp 

Director 

Naval Surface Warfare Center 

Indian Head Division Detachment Earle 

Attn:  Code 715 

201 Highway 34 South 

Colts Neck, NJ  07722-5023 

Commercial:  732 866-2821 

DSN:  449-2821 

DEPARTMENT OF THE AIR FORCE 

All 

AFMC LSO/LOT 

Attn:  Mark Ferguson or Tonita Davis 

5215 Thurlow Street, Suite 5 

Bldg 70, Area C 

Wright-Patterson AFB, OH 45433-5540 

Commercial:  937 257-1984/4503 

DSN:  787-1984/4503 

E-mail:  Mark.Ferguson@wpafb.af.mil 

E-mail:  Tonita.Davis@wpafb.af.mil 

DEFENSE LOGISTICS AGENCY 

Ammunition and Related Items 

Commander, US Army TACOM-ARDEC 

Attn: AMSTA-AR-WEP-RP 

Ms. Kim Wheat 

Rock Island, IL  61299-7300 

DSN:  793-8203 

Commercial:  309 782-8203 

E-mail:  Kimberly.wheat@us.army.mil 
 

Missiles and Related Exemptions 

Commander, US Army AMCOM 

ATTN:  AMSAM-MMC-MM-DT 

Ms. Janice Hopkins 

Building 5302, 2nd Floor 

Redstone Arsenal, AL  35898-5110 

DSN:  645-8281 

Commercial:  256 955-8281 

E-mail:  Janice.Hopkins@redstone.army.mil 
 

All Other Items 

Chief, USAMC, LOGSA PSCC 

Attn:  AMXLS-AT 

11 Hap Arnold Blvd 

Tobyhanna, PA 18466-5097 

DSN:  795-7070/7862 

Commercial:  570 895-7070/7682 

All 

Defense Logistics Agency 

Attn: J-3731 (Ms. Vickie Edgar)  

8725 John J. Kingman Road, Suite 4330 

Fort Belvoir, VA 22060-6221 

DSN: 427-6582 

Commercial: 703 767-6582 

E-mail: vickie.edgar@dla.mil 
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Table 204-4.  COE POC Ammunition and Related Items 

Army 

AY-XX-21 through AY-XX-40 

Commander 

TACOM ARDEC 

ATTN:  AMSTA-AR-WEP 

Mr Jim Zoll/Mr. Mike Ivankoe 

Bldg 455 

Picatinny Arsenal, NJ  07806-5000 

DSN:  880 2133/2142 

Commercial:  973 724-2133/2142 

AY-XX-41 through AY-XX-80 

Commander, US Army TACOM-ARDEC 

Attn: AMSTA-AR-WEP-RP 

Ms. Kim Wheat 

Rock Island, IL  61299-7300 

DSN:  793-8203 

Commercial:  309 782-8203 

E-mail:  Kimberly.wheat@us.army.mil 

AY-XX-81 through AY-XX-200 

Commander, US Army AMCOM 

ATTN:  AMSAM-MMC-MM-DT 

Ms. Janice Hopkins 

Building 5302, 2nd Floor 

Redstone Arsenal, AL  35898-5110 

DSN:  645-8281 

Commercial:  256 955-8281 

E-mail:  Janice.Hopkins@redstone.army.mil 

 

Navy/Marine Corps 

NA-XX through 300 

Director 

Naval Surface Warfare Center 

Indian Head Division Detachment Earle 

Attn:  Code 715 

201 Highway 34 South 

Colts Neck, NJ  07722-5023 

Commercial:  732 866-2821 

DSN:  449-2821 

NA-XX-700 through NASO NA-XX-849 

Naval Inventory Control 

Point-Philadelphia 

Code 0771.27 

700 Robbins Avenue 

Philadelphia, PA  19111-5098 

DSN:  442-5395 

Commercial:  215 697-5395 

NA-XX-300 through 

SPAWARSYSCOM NZ-XX-699 

Space & Naval Warfare  

Systems Command 

SPAWAR 04L-1C 

Bldg OT1-Room 213 (1120-C) 

4301 Pacific Highway 

San Diego, CA  92110-3215 

No DSN, Commercial:  619 557-0176 

NA-XX-850 through NAVICP- 

Mechanicsburg NA-XX-999 

Naval Inventory Control Point-Mechanicsburg 

P.O. Box 2020, Code 0772.30 

5450 Carlisle Drive 

Mechanicsburg, PA  17055-0788 

DSN:  430-2784 

Commercial:  717 605-2784 

NA-XX 400 through 

NAVFACENGCOM NA-XX-499 

Naval Facilities Engineering Command 

Alexandria, VA  22332-2300 

DSN:  221-9133 

Commercial:  703 325-9133 

NA-XX-500 through 

NAVSEASYSCOM NA-XX-699 

Director 

Naval Surface Warfare Center,  

Indian Head Division Detachment Earle 

Attn:  Code 715  

201 Highway 34 South 

Colts Neck, NJ  07722-5023 

Commercial:  732 866-2821 

DSN:  449-2821 
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COEs (NON-ORDNANCE) (NAVY) 

Naval Inventory Control Point 

ATTN:  Mr. Gerald L. Boyd 

Box 2020, Code 0772.30 

5450 Carlisle Pike 

Mechanicsburg, PA  17055-0788 

DSN:  430-2784 

Commercial:  717 605-2784 

E-mail:  gerald_l_boyd@icpmech.navy.mil 

 

Air Force 

AF 1-19 

ASC/SY 

1790 10th Street Room 102.01 

Wright-Patterson AFB, OH  45433-7630 

DSN:  785-7811 

Commercial:  937 255-7811 

AF 226-250 

OC-ALC/LGIT 

7701 Arnold Street, Suite 112 

Tinker AFB, OK  73145-8912 

DSN:  339-3544 

Commercial:  405 739-3544 

AF 20-29 

DET 12/RPN 

Space and Missile Systems Center 

3548 Aberdeen Ave., S.E. 

Kirkland AFB, NM 87117-5778 

DSN:  246-4893 

Commercial:  505 846-4893 

AF 251-325 

OO-ALC/LGMPD 

7573 Utility Drive 

Hill AFB, UT  84056-5306 

DSN:  777-4748 

Commercial:  801 777-4748 

AF 51-60 

AAC/YBCM 

314 W. Choctawhatchee Ave., Suite 104 

Eglin AFB, FL  32542-5717 

DSN:  872-4609 ext. 5567 

Commercial:  850 882-4609 ext. 5567 

AF 326-400 

WR-ALC/LGMTD 

375 Perry Street 

Robins AFB, GA  31098-1863 

DSN:  468-3259 

Commercial:  478 926-3259 
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INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

GENERAL

REGULATION CHECK YES NO N/A COMMENTS

AR 200-1 Ch 1-27(14)

(15) and Ch 1-32 (f) 

40 CFR 265.16

Have the Unit/Activity primary ECO (E-5 or above for military units) and

alternate ECO been appointed on orders and do they have their current ECO

Certificate of Training on hand?

1

AR 200-1 Ch. 4-2 (b)

40 CFR 112.3 (a) (e) 

29 CFR 1910.1200(e) (1)

AR 200-1, Ch 4-3 (a) (3)

Are the required publications on hand?  (AR 200-1, JRTC & FP Reg 200-1,

Hazardous Communication Plan; Unit/Activity Spill Plan SOP, SPCCP)
2

AR 200-1 Ch 1-27(21)

AR 200-1 Ch 4-2 (b)

40 CFR 112.7(e)

JRTC & FP Reg 200-1

Are all applicable environmental compliance inspections to include SAP, Used

POL storage areas, and ECC compliance inspections being conducted,

documented, and signed by the Unit/Activity ECO and are the records maintianed

for 3 years?

3

AR 200-1 Ch 4-3 (b)

40 CFR 370.25

Is a copy of the Hazardous Material Inventory on file, updated as needed, and

validated for the quarter by the CMB?4

AR 200-1 Ch 1-32(e),

1-33 (d)

 40 CFR 265.16(4)(e)

Has Unit/Activity training in HAZARDOUS MATERIAL/WASTE HANDLING

been conducted and documented for the last 3 years?5

40 CFR 112.21 (b)

AR 200-1 Ch 4-2(b)

Does the Unit ECO develop, supervise and evaluate the staging of an annual

mock spill to test the Unit's understanding of the Spill Plan and the Unit's ability

to appropriately respond to a spill?

6

AR 200-1 Ch 3-1 (b),

4-2(b)

AR 200-1 Ch 4-3 (e)

40 CFR 265.173(a).(b)

Is the entire Unit/Activity area inspected monthly (storage areas, connexes,

supply rooms, admin areas, and others) to ensure that all hazardous

material/waste, universal/solid waste, and POL products are being managed

properly IAW JRTC & FP Reg 200-1? (i.e., stored, labeled, marked, bar-coded)?

7

AR 200-1 Ch 2-3f(1)

Is the area free of materials, pollutants, residue or trash on the ground that could

wash away or contaminate storm water runoff?8

AR 200-1 Ch 2-3f(1)

Is the area free of any evidence of discharges of pollutants form the site via storm

water drains?9

JRTC & FP Reg 200-1

Is the organizational ECO reporting all alterations, renovations, modifications, or

construction to any portion of a structure or building to include ceiling tiles, floor

tiles, and walls, to ENRMD?

10

40 CFR 82.34(a), 82.42 (a),

82.42(b)(1), 82.42 (b)(2),

and 82.42(b) (4)

Are personnel servicing, repairing, or disposing of automotive, HVAC, or other

types of refrigeration systems trained and certified and a copy of the certification

maintained at the Organization?

11

DOD Memorandum,

Objective 1,

Subobjective 1

Are the shop and unit level personnel trained in pollution minimization

techniques and how to prevent pollution?12

40 CFR 70.1

Does the organization know the number and location of all stationary air emission

sources within their area (parts washers, boilers, fuel dispensing, fuel storage

tanks, stationary generators, etc.)?

13

LAC, 33:III.5105

Are stationary air emission sources unchanged (i.e. no sources recently added,

modified or removed)?14

MAINTENANCE BAYS

REGULATION CHECK YES NO N/A COMMENTS

40 CFR 110.3(a),(b)

 AR 200-1 Ch 4-2(b)

 29 CFR 1910.22(a) (2)

Are the maintenance bay floors free of POL products to prevent a potential

hazard or a release into the environment?15

AR 200-1 Ch 4-3(i) Are containers for new and used dry sweep in place and labeled "NEW" or

"USED"?16
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AR 200-1 Ch 4-3(i) Are maintenance personnel aware of the proper procedure for disposing of

contaminated dry sweep?17

29 CFR 1910.22(a) (2)

AR 200-1 Ch 4-2(b)

Are spills being cleaned so that no residual product remains?

18

AR 200-1 Ch 4-3(i) Are maintenance bay floors being wet mopped only and not being washed down

by spraying water on them?19

PART WASHERS

REGULATION CHECK YES NO N/A COMMENTS

LAC, 33:III.2125. A. 2

AR 200-1 Ch. 4-3(i)
Are solvent machine lids tight fitting, and kept closed except when parts are

actually being cleaned?20

40 CFR 63-462 (8)

AR 200-1 Ch 4-3(i)
Is the work tray clean and free of items such as rags, excessive dirt or grease

build-up?21

40 CFR 63-462 (3)

AR 200-1 Ch 4-3(i)
Are personnel allowing the excess solvent to drain off parts before removing

parts from solvent machine?22

40 CFR 262.34(a) (3)

AR 200-1 Ch. 4-3 (i)
Are the containers used to store the waste parts-washer filters labeled "Hazardous

Waste - Inland Filters" and stored adjacent to washer?23

LAC, 33:III.2125. C Are parts washers located away from strong ventilation and large fans so that

excessive evaporation of the solvent does not occur?24

IN-USE HAZARDOUS  MATERIAL STORAGE AREA

REGULATION CHECK YES NO N/A COMMENTS

AR 200-1, Ch 4-3(i) Does the Unit/Activity Spill Plan address the storage area?25

29 CFR 1910.132 (d) (1) (i) Is appropriate personal protective equipment (PPE) readily available for

personnel as per requirements of the MSDS?26

AR 200-1 Ch 4 (4-2) (b)

40 CFR 265-171

40 CFR 112.8(c)(6)

Are conditions of containers, to include their supports/foundations, inspected for

signs of deterioration (dents, rust, etc.) or discharges?27

AR 200-1 Ch 3-3 (4) (a)

AR 200-1, Ch 4.2(b)

40 CFR 112.8(c)(2)

40 CFR 112.8(c)(11)

Do all In-Use POL containers have secondary containment and do containers that

are stored outside have a secondary cover to prevent the intrusion of rainwater?
28

40 CFR 112.7(g)(2)

40 CFR 112.8(b)(1)

40 CFR 112.8(c)(3)

Do all diked storage areas have valves and are the valves sealed or closed to

prevent any unauthorized discharges?29

40 CFR 112.7(g)(3) Are starter controls on oil pumps locked in the "off" position when in

non-operating or non-standby status?30

40 CFR 112.8(b)(1),(2)

40 CFR 112.8(c)(3),(6),(10)
Are diked storage areas inspected for accumulation of oil before emptying to

ensure no oil will be discharged and are ALL discharges, to include storm water,

documented?

31

40 CFR 112.8(c)(10) Are all visible leaks to diked storage area promptly repaired/corrected?32

AR 200-1,  Ch 4 (4-2) (b) Are spill kits or absorbent material located at or near the In-Use hazardous

material storage areas?33

40 CFR 370.25 (a)

AR 200-1 Ch 4-3 (b)
Are hard copies of the MSDS on-site and updated as necessary?

34

INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1
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JRTC & FP Reg 200-1, BMP Is paint (excluding aerosol cans) signed out as free issue from the HAZMART

returned to the HAZMART within 21 days of issue?36

AR 200-1, Ch 4-3(i) Are drip pans placed under the spout of drums used for dispensing POL

products?37

TIRE STORAGE AREAS

REGULATION CHECK YES NO N/A COMMENTS

LAC, 33:VII.10509.A Are waste tires prohibited and prevented from being disposed in a dumpster?38

BMP Are measures in place to ensure that waste tires are stored for less than 120 days

and no more than 50 tires are accumulated?39

LAC, 33:VII.10519.H.2 Is vector and vermin control provided for waste tire collection ares?40

LAC, 33:VII.10519.H.3 Does the waste tire storage area provide a means to keep water out and prevent or

control standing water?41

LAC, 33:VII.10519.K Are waste tires taken only to DRMO (military vehicles) or GSA (government

vehicles)?42

AR 200-1, Ch. 4 (4-2) (b) Are the drum/container lids in place to prevent leaks or spills?35

INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

NEW HAZARDOUS MATERIAL STORAGE AREAS

REGULATION CHECK YES NO N/A COMMENTS

AR 200-1, Ch 4 (4-2) (b)

29 CFR 1910.1200(g) (1)
Is the storage area secured to protect against tampering or trespassers?

43

40 CFR 370.25(a)

AR 200-1 Ch 4-3(b)
Is a copy of the Hazardous Material Inventory and hard copies of the MSDS on-

site and updated as necessary?44

AR 200-1, Ch 3-3(d) (1) Does the Unit/Activity Spill Plan address the storage area?45

29 CFR1910.132 (D)(1)(l) Is appropriate personal protective equipment (PPE) readily available at the site

which meets the requirements of the MSDSs?46

29 CFR 1910.1200(f) (5)

AR 200-1, Ch 4 (4-2)(b)
Are drums/containers marked with the name of the substance and appropriate

warning labels?47

40 CFR 112.8(c)(2)

40 CFR 112.8(c)(11)
Do all bulk oil storage containers (greater than or equal to 55 gallons) have

secondary containment?48

29 CFR  1910.1200 (f) (5)

AR 200-1, Ch 4 (4-2) (b)

40 CFR 112.8(c)(6)

Are the outside of containers, to include their supports/foundations, inspected for

signs of deterioration (dents, rust, etc.) or discharges?49

40 CFR 112.7(g)(2)

40 CFR 112.8(b) (1)

40 CFR 112.8(c)(3)

Do all diked storage areas have valves and are the valves sealed or closed to

prevent any unauthorized discharges?50

40 CFR 112.8(b)(1),(2)

40 CFR 112.8(c) (3),(6),(10)
Are diked storage areas inspected for accumulation of oil before emptying to

ensure no oil will be dischared and are ALL discharges, to include storm water,

documented?

51

40 CFR 112.8(c)(10) Are all visible leaks to diked storage areas promptly repaired/corrected?52
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AR 200-1, Ch 4 (4-2) (b) Are lids or shipping seals in place on all drums/containers?53

INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

AR 200-1, Ch 4 (4-2) (b) Are all drums/containers located away from basins, drains or waterways?54

29 CFR 1910.106 (d)(5)(i) Are flammable or combustible liquids stored in ways that do not limit the use of

exits, stairways, or areas normally used for safe egress of people?55

AR 200-1, Ch 4-2 (b)

40 CFR 110.3 (a), (b)
Are hazardous materials, which are stored outside, covered to prevent intrusion of

rainwater?56

AR 200-1, Ch 4 (4-2) (b) Are incompatible materials properly segregated?57

AR 200-1, Ch 4 (4-2) (b) Is a spill kit or absorbent material located where hazardous materials are stored?58

AR 200-1, Ch 4 (4-2) (b)

29 CFR 1910.1200 (f), (5)
Are containers inside the storage cabinet labeled, stored orderly (i.e., new.) and

all caps, lids, and bungs in place?59

JRTC & FP Reg 200-1, BMP Has the organization obtained written permission from the HAZMART to

purchase hazardous materials from outside sources?60

JRTC & FP Reg 200-1, BMP Are materials with expired shelf-life dates properly managed?61

JRTC & FP Reg 200-1, BMP Are all hazardous materials purchased from outside sources bar coded by the

HAZMART if required?62

40 CFR 82.42.c Does the organization have refrigerant (such as freon) on-hand and is the

refrigerant properly stored?63

42 USC 7671d(a) Are all refrigerants obtained throught the HAZMART?64

40 CFR 63.462(a) Does the organization discourage and prevent the use or storage any halogenated

solvents such as: methylene chloride, perchloroethylene, trichloroethylene,

1,1,1-trichloroethane, carbon tetrachloride, or chloroform or any combination of

these halogenated HAP solvents?

65

UNIVERSAL WASTE COLLECTION POINTS

REGULATION CHECK YES NO N/A COMMENTS

40 CFR 273.14 Are universal waste batteries, lamps, pesticides, and mercury stored in an

appropriate container marked "Universal Waste (with the type of waste)"?66

40 CFR 273.35 Is the container dated when the first waste is placed inside the container?67

40 CFR 273.37 Are all releases of universal waste and residue immediately contained and cleaned

up?68

40 CFR 273.35 Is universal waste being accumulated for no more than 1 year from the date

received?69

29 CFR 1910.1200(g)(1)(8) Are hard copies of the MSDS on-site and updated as necessary?70

40 CFR 273.33(a)(1) and

273.33(a)(2);

40 CFR 273.33 (b-d)

Is the Universal waste container kept closed at all times?

71
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INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

AR 700-68, 5-8 (C) (2) Does the stoarge area provide cylinder protection against physical and

environmental damage to include tampering from unauthorized personnel?72

REGULATION CHECK YES NO N/A COMMENTS

COMPRESSED GAS STORAGE AREAS

AR 700-68, 5-4 (A) Can the contents of the cylinder be identified using labels or markings?73

AR 700-68, 5-4 (B) Are caps, plugs, or valve outlet caps left in place at all times except when the

cylinder is connected to the dispensing equipment?74

AR 200-1, Ch 4-3(i) Is appropriate personal protective equipment for the type of gas immediately

available?75

AR 700-68, 5-7(C) Are compressed gas cylinders segregated by transportation labels into three

primary groups: flammable, nonflammable, and poison?76

AR 700-68, 5-8(A) Are compressed gases, which are stored in the same room or bay with other

commodities, separated by a specified minimum distance of 20 feet from

incompatible compressed gases, flammable liquids, or incompatible materials?

77

AR 700-68, 5-8(C)(5) Are compressed gases, which are stored in separate buildings without other

commodities, located at least 50 feet from adjacent buildings and equipment?78

AR 700-68, 5-8(D)(2)(5) Are cylinders which are sotred outside placed on a raised concrete slab or other

dunnage and covered with a fixed non-combustible canopy to prevent cylinders

from contact with the ground, inclement weather or direct sun light?

79

AR 700-68, 5-9 (A)

AR 200-1, Ch 4 (4-2) (b)
Are full and empty cylinders stored separately and "EMPTY" cylinders marked

"EMPTY"?80

AR 700-68, 5-10(2) (6)

AR 200-1 Ch. 4 (4-2) (b)
Are all compressed gas cylinders stored in a valve end upright position, if

possible, and secured to prevent being pushed over?81

AR 700-68, 5-10(b) Are no smoking signs posted around flammable storage areas on each side and at

the entrance to special storage areas?82

REGULATION CHECK YES NO N/A COMMENTS

VEHICLE LINE

AR 200-1 Ch 3-2, 3-3(2)

AR 200-1 Ch 4-2(b)
Are drip pans properly placed under vehicles that leak POL products?

83

AR 200-1 Ch 4-3(i) Are drip pans containing POLs emptied into the proper used oil containers, as

needed, so as to prevent any possbile contamination to the environment?84

AR 200-1 Ch 4-2(b) Are spills cleaned up to the extent that no residual product remains?85

AR 200-1 Ch 4-2(b) Is absorbent material available for the clean up of spills or leaks?86

AR 200-1 Ch 4-3(i) Are operators/line personnel aware of the proper procedures for disposal of 

contaminated dry sweep?87

JRTC & FP Reg 200-1, BMP Are drip pans containing water emptied into the washrack, as needed, to prevent

any possible contamination to the environment?88

40 CFR 110.3 (b)

AR 200-1, Ch 4-2(b)
Is the line free of organizational maintenance in which any type of POL products

could be released? (i.e., draining oil, pulling packs, changing final drives, etc.)89
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INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

AR 200-1, Ch 4-2 (b)

40 CFR 279.22 (b)
Is the ECO conducting, documenting, signing and maintaining weekly 

inspections of the used POL storage area for leaking, dented, rusted containers,

and general housekeeping?

90

REGULATION CHECK YES NO N/A COMMENTS

USED POL STORAGE AREAS

40 CFR 279.22 (c) Are drums or containers that are utilized to store used oil properly labeled as

"Used Oil"?91

40 CFR 279.22 (c)

AR 200-1, Ch 4-2 (b)
Are drums or containers that are utilized to store contaminated fuel properly

labeled as "Contaminated (JP-8, Diesel, MOGAS) Fuel"?92

AR 200-1, Ch 4-2 (b) (1) Do all used POL containers, which are stored outside, have a secondary cover to

prevent the intrusion of rainwater?93

AR 200-1, Ch 4-2 (b)

40 CFR 112.8(c)(2)

40 CFR 112.8(c)(11)

Do all used POL containers (greater than or equal to 55 gallons) have secondary

containment?94

29 CFR 1910.1200(f) (5)

AR 200-1, Ch 4 (4-2) (b)

40 CFR 112.8 (c)(6)

Are the outside of containers, to include their supports/foundations, inspected for

signs of deterioration (dents, rust, etc.) or discharge?95

40 CFR 112.7(g)(2)

40 CFR 112.8(b)(1)

40 CFR 112.8(c)(3)

Do all diked storage areas have valves and are the valves sealed or closed to

prevent any unauthorized discharge?96

40 CFR 112.7(g)(3) Are starter controls on oil pumps locked in the "off" position when in

non-operating or non-standby status?97

40 CFR 112.8(b)(1), (2)

40 CFR 112.8(c)(3),(6),(10)
Are diked stoarge areas inspected for accumulation of oil before emptying to

ensure no oil will be discharged and are ALL discharges to include storm water

documented?

98

40 CFR 112.8(c)(10) Are all visible leaks to diked storage areas promptly repaired/corrected?99

AR 200-1, Ch 4-2 (b) Are all caps, lids, bungs, or funnels closed properly except when adding or

removing liquids  from the containers?100

AR 200-1, Ch 3-3 (d)(1) Does the Unit/Activity Spill Plan address the Used POL Storage area?101

AR 200-1, Ch 4-2(b) Is the storage area secured to protect against tampering or trespassers, if possible?
102

40 CFR 243.100(b) and

243.200-1;

LAC, 33:VII. 703.A and B.1

Is solid waste (including food waste) placed only in contractor-provided

dumpsters (bulky items placed beside dumpsters)?103

REGULATION CHECK YES NO N/A COMMENTS

SOLID WASTE

LAC, 33:VII.315.Q Does the unit prohibit and prevent any open burning of solid waste?104

40 CFR 243.100(b) and

243.200-1
Are all solid wastes (including bulky waste) stored so as not to cause a fire,

health, or safety hazard?105

40 CFR 243.100(b) and

243.200-1;

LAC, 33:VII. 703.A and B.1

Are solid waste containers of an adequate size and number to contain all

non-hazardous waste generated between collections?106

41 CFR 243.100(b) and

243.200-1
Are bulky wastes stored to avoid accumulation of additional waste and water?

107
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AR 200-1, para 5-10b(8)

DOID 4715.4, para E7(e)

and F2(c)(3)

AR 420-49,para 3-3

40 CFR 246.200-1

Are recyclables collected and segregated and placed in appropriate recycling

containers?
108

INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

40 CFR 243.100(b) and

243.200-1

 LAC, 33:VII. 703.A and B.1

Are waste containers (including food waste containers) kept closed?
109

40 CFR 243.100(b) and

243.200-1

 LAC, 33:VII. 703.A and B.1

Do waste containers (including food waste containers) keep out water?
110

JRTC & FP Reg 200-1, BMP Are solid waste receptacles inspected daily to verify that they are free of

hazardous waste and restricted items (i.e., MRE heaters, batteries, aerosol cans,

tires, wood metal, paint)?

111

REGULATION CHECK YES NO N/A COMMENTS

SATELLITE ACCUMULATION POINT (SAP)

AR 200-1 Ch. 4-3(i) Are SAP areas inspected and documented at a minimum of once a week?112

40 CFR 262.34 (c) (1) Does the SAP meet the total accumulation requrements not to exceed 55 gallons

of hazardous waste or 1 quart of acutely hazardous waste and, if so, are the

storage containers dated?

113

40 CFR 262.34 (c) (1) Are hazardous waste containers at or near any point of generation under the

control of the operator of the process who generates the waste?114

40 CFR 265.172

 40 CFR 112.8 (c) (1)
Are containers used to store the hazardous waste made of or lined with materials

that are compatible with the hazardous waste?115

40 CFR 279.22(b)

40 CFR 265.171
Are hazardous waste containers, which store liquids free from leaks, rust, or

dents?116

40 CFR 265.173 (a) Are the hazardous waste containers kept closed except when adding or removing

waste?117

40 CFR 262.34 (c) (ii) Are hazardous waste containers properly labeled "Hazardous Waste" and with the

name of the waste stored?118

40 CFR 262.34 (c) (2) Are the hazardous waste containers legibly marked with the date the container

was filled, and properly transported to the HAZMART/8300 Block by the

ECO/ECRST within 3 days from the day it was fille?

119

JRTC & FP Reg 200-1, BMP Are POL soaked rags properly managed?120

JRTC & FP Reg 200-1

40 CFR 112.8(c)(2)

40 CFR 112.7(c)(11)

Are all hazardous waste containers, which store liquids, provided with a means of

secondary containment?121

29 CFR 1910.1200(f)(5)

AR 200-1, Ch 4 (4-2) (b)

40 CFR 112.8(c)(6)

Are the outside of containers, to include their supports/foundations, inspected for

signs of deterioration (dent's rust, etc.) or discharges?122

40 CFR 112.7(g)(2)

40 CFR 112.8(b)(1)

40 CFR 112.8(c)(3)

Do all diked storage areas have valves and are the valves sealed or closed to

prevent any unauthorized discharge?123

40 CFR 112.8(b)(1),(2)

40 CFR 112.8(c)(3),(6),(10)
Are diked storage areas inspected for accumulation of oil before emptying to

ensure no oil will be discharged and are ALL discharges to include storm water

documented?

124

40 CFR 112.8(c)(10) Are all visible leaks to diked storage areas promptly repaired/corrected?125
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INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

REGULATION CHECK YES NO N/A COMMENTS

WASHRACK

AR 200-1, Ch 4-3(i) Are only pre-approved biodegradable detergents being used?126

AR 200-1, Ch 4-3(i) Is the hardstand of the washrack area free of spilled POL?127

AR 200-1, Ch 4-3(i) Is the trough free of foreign debris, sediment and trash that could impede the

intended opertion of the washrack?128

40 CFR 110.3(a)(b)

AR 200-1 Ch 4-2(b)
Is the oil-water separator functional?

129

AR 200-1 Ch 4-3(i) Is the oil-water separator free of foreign debris and trash?130

JRTC & FR Reg 200-1,

BMP
Are empty containers (except paint) triple rinsed prior to turn-in to the

HAZMART?131

LAC, 33:III.2123.C through

F
Does the painting facility maintain paint usage records at the facility for at least 3

years?132

REGULATION CHECK YES NO N/A COMMENTS

PAINTING OPERATIONS

JRTC & FP Reg 200-1,

para 6-8
Is all equipment painting performed in an authorized paint booth?

133

JRTC & FP Reg 200-1,

para 6-8
Are the paint booth doors always closed when painting takes place?

134
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29 CFR 1910.1200 (f)(5)

AR 200-1, Ch 4(4-2) (b)

40 CFR 112.8(c)(6)

DA PAM 200-1 Ch

4-5a(b)(4)

Are storage tanks and containers, to include their supports/foundations, inspected

for signs of deterioration (dents, rust, etc.) or discharges and are maintenance

requirements identified?135

REGULATION CHECK YES NO N/A COMMENTS

STORAGE TANKS

INSTALLATION ENVIRONMENTAL COMPLIANCE CHECKLIST

APPENDIX J

JRTC & FORT POLK REG 200-1

40 CFR 112.8(d)(4)

40 CFR 112.8(d)(1)
Are storage tank valves, piping and accessories (flange joints, expansion joints,

etc.) inspected for signs of leaks, corrosion, or deterioration?136

DA PAM 200-1 Ch

4-5(h)(1)(3)d

40 CFR 112.8(c)(2)

Is a secondary containment system provided for each storage tank?
137

JRTC & FP Reg 200-1 Ch

7-7a
Are all storage tanks secondary containment systems free of tank product, liquid

or debris and are the drains functioning?138

JRTC & FP Reg 200-1 Ch

7-7b
Is the area around the storage tanks free of evidence of spillage or leakage that

may cause a potential hazard or a release into the environment?139

40 CFR 112.7(g)(2)

40 CFR 112.8(b)(1),(c)(3)
Are storage tanks secondary containment drain valves kept sealed or closed to

prevent any unauthorized discharge?140

40 CFR  112.7(g)(3) Are starter controls on oil pumps locked in the "off" position when in

non-operating or non-standby status?141

40 CFR  112.8(b)(1), (2)

40 CFR 112.8(c)(3),(6),(10)
Are diked storage areas inspected for accumulation of oil before emptying to

ensure no oil will be discharged and are ALL discharges to include storm water

documented?

142

40 CFR 112.8(c)(10) Are all visible leaks to diked storage areas promptly repaired/corrected?143

DA PAM 200-1 Ch 4-5b(1) Are drip pans placed under the nozzles of hoses used to dispense POL from

storage tanks?144

DA PAM 200-1 Ch 4-5b(2)

40 CFR 112.8(c)(3)
Does the organization maintain a storage tank secondary containment drain

discharge log that indicates who, when and what was discharged?145

AR 700-68, 5-10(b) Are the appropriate signs posted on or around storage tanks (i.e., no smoking)?146

JRTC & FP Reg 200-1 Are reports and records of all releases (suspected or confirmed releases) kept on

hand?147

AR 200-1, Ch 3-2d(1) Does the Unit/Activity Spill Plan address the materials contained in all storage

tanks?148
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CONSOLIDATED WASTE FACILITY 

8300 BLOCK 

STANDARD OPERATING PROCEDURE 

Lithium Battery Procedure 

Required Equipment

Safety goggles or face shield 

Status Indicator Tester 

State of Charge Tester 

Modified voltage meter  

Voltage meter 

Label remover 

Flat tip screw driver (wide tip) 

Battery test sheet 

Warning

Safety goggles or face shield must be worn when handling batteries. No smoking, eating, or 

drinking inside of the haz-stor. If a battery begins to vent at any time during testing or 

discharging, STOP with what you are doing, leave the building, and close the door.  Then 

notify Fort Polk’s ENRMD of the situation by calling 531-6008. If contract number is the 

same as on the CECOM alert message Do Not discharge the battery. (See attached sheet)

Processing

1. Turn in 

When used lithium batteries are delivered to the 8300 Block, the types and quantities of batteries, 

person’s name, and the name of the unit that is turning them in are logged on a Restricted Item Receipt 

(see attachment).  The pink copy of the Restricted Item Receipt is given to the person who turned in 

the batteries. 

Wear safety goggles or a face shield while handling batteries.  All batteries are segregated by type 

(BA or BB-XXXX) and then stored inside the designated Haz-Stor until they can be inspected and 

tested.  The Haz-Stor ventilation system is to be on as long as there are batteries inside the facility. 

2. Visual Inspection 

Check the CDD seal to determine if it has been removed, torn, or discolored from moisture.  Also 

check to see if the CDD button has been depressed for discharged.  Inspect for cracks, dents, writings, 

and contract number. If batteries appear to be in good condition, proceed to number 3.  If batteries are 

damaged or have depressed CDDs, then proceed to number 4. If batteries have contract number from 

CECOM alert message, proceed to number 5. 

3. Testing 

If the battery is a BA-5590/U, then connect the battery on the Status Indicator Tester.  If a green light 

appears, then connect the battery to the State of Charge Tester.  If a red light appears, then skip to 

number 4 for discharging instructions.  If the State of Charge Tester indicates that the BA-5590/U has 

more than 70% of its life remaining, then the battery may be set aside for re-issue.  If the State of 

Charge Tester indicates that the BA-5590/U has less than 70% of its life remaining, then it is to be 

discharged. 
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CONSOLIDATED WASTE FACILITY 

8300 BLOCK 

STANDARD OPERATING PROCEDURE 

Lithium Battery Procedure 

If a battery does not have a CDD or is accompanied by a “Do Not Discharge” safety notice, they are 

considered universal waste.  Proceed to number 5. 

For all other batteries, proceed to number 4. 

4. Discharging 

Log on the Battery Test Sheet the type of battery, manufacturer, serial number, and unit responsible for 

turning in the battery.  Remove the CDD seal and depress the CDD button.  Write on the battery with a 

permanent marker the date the battery was discharged.  Place batteries on shelf with the battery test 

sheet for 5 days.  On the 5th day, test the battery with a modified voltage meter or voltage meter.  Refer 

to the attached voltage guidance sheet for the required voltage for each type of battery.  If the modified 

voltage meter / voltage meter indicates that the battery is below the required voltage it is considered a 

non-universal (Solid) waste, then proceed to number 6 for non-universal (solid) waste disposal 

instruction.  

If the modified voltage meter / voltage meter indicates that the battery contains more that the required 

voltage for non-universal waste, then it is to be placed back on the shelf for another 5 days.  At the end 

of the additional 5 days, if the battery tests below it’s voltage disposition for non-universal waste, then 

proceed to number 6.  If the battery still test above the non-universal waste voltage disposition, then it 

must be disposed as universal waste (see number 5).  

5. Universal Waste Battery Disposal 

Batteries that are to be disposed of as universal waste are placed in Haz-Stor #1 on a shelf marked 

“UNIVERSAL WASTE BATTERY” to await packaging for DRMO turn in.  Universal waste batteries 

may be packaged in 5- or 10-gallon boxes with no more than 100 cells in a box. 

Refer to the attached Battery Cell Chart for the number of cells per battery. 

6. Non-Universal (Solid) Waste Battery Disposal

Batteries that are non-universal after discharging can be disposed of in a designated dumpster at the 

8300 Block. 
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Fact Sheets and Information Papers

Classification of Expired Pharmaceuticals 

March 2005

1. BACKGROUND: Pharmaceutical products are turned in to a reverse distributor from a 

dispensing facility (clinic, hospital, medical center, etc.) for many reasons: oversupply, recall, 

damaged shipment, or product expiration.  Some returned pharmaceuticals have a monetary

value and the pharmaceutical manufacturer may give credit to the facility.  Some expired 

pharmaceuticals are classified as hazardous wastes (HW) under the Resource Conservation and 

Recovery Act (RCRA) when disposed or intended for disposal. 

2. DISPOSAL: The regulatory issue surrounding expired pharmaceutical disposal is who 

classifies the item as hazardous or non-hazardous waste.  The RCRA regulations in 40 CFR 

262.11 require a generator to determine whether an item is a waste, and if it is a waste, whether it 

needs to be classified as a HW or a non-hazardous waste.  The issue for the military medical

department is whether the dispensing facility or the reverse distributor (who might be able to 

give monetary credit for the value of the items) should make the HW determination.  The answer 

to this question is not uniformly consistent throughout the U.S.  The paragraphs below provide 

state-specific guidance. 

3. REGULATORY OPINION: After communicating with all State environmental regulatory 

offices to obtain State specific guidance on this issue, the following states responded that 

military dispensing facilities (clinics, hospitals, medical center, etc.) are the waste generators and 

must make a waste determination of their expired pharmaceuticals:

Connecticut, Georgia, Kentucky (with the exception for Ireland Hospital), Missouri, New 

Mexico, New York, Oklahoma, South Carolina, West Virginia. 

This means that dispensing facilities located in these states may not return expired 

pharmaceuticals determined to be HW to a reverse distributor.  In the case of Georgia, a HW

determination must be made based on the “Hazardous Waste Management Guide for Georgia 

Hospitals, September 2003”. 

Expired pharmaceuticals that are determined not to be a HW can be returned to a reverse 

distributor.  Dispensing facilities should contact medical logistics or USACHPPM at 1-800-276-

MIDI or DSN 584-3651 for assistance in making waste determinations.  Once it is determined

that an expired pharmaceutical is a HW, it must be turned in through military channels for proper 

disposal.  The installation Environmental Office or the Preventive Medicine Environmental

Science Officer may also provide assistance in this matter.

4. ADDITIONAL INFORMATION: Military dispensing facilities in the states listed in 

Paragraph 3 should consider the value of returning products through reverse distributors prior to

their expiration date (before they become a waste). 

5. ASSISTANCE: Dispensing facilities may contact USACHPPM at 1-800-276-MIDI or DSN 

584-3651 for additional assistance. 

Return to Fact Sheet Index
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OPERATOR’S LEVEL SOP 

RECYCLING USED ANTIFREEZE USING COOL’r CLEAN’r PURIFICATION SYSTEM and 

BE-55C ANTIFREEZE RECLAIMER

1. GENERAL:

One of the top ten chemicals found in the Toxic Release Inventory is ethylene glycol.  Because 

of this statistic, the United States Army has established a reduction goal for ethylene glycol 

disposal of 100%.  One method of accomplishing this goal is to recycle used antifreeze.  Due to 

Executive Order 12856, which calls for improved recycling and reductions in waste generation, 

the Mobility Technology Center-Belvoir (MTCB), the qualifier for petroleum, oils, and 

lubricants within the DOD, approved two antifreeze recycling systems.  The two systems that 

meet the specifications of MIL-A-46153 are the KFM Corporation Cool’r Clean’r Coolant 

Purification System (CCCPS) and the Finish Thompson BE-Series Coolant Reclaimer 

System. The CCCPS uses an ion exchange process and the Finish Thompson unit is a vacuum 

distillation process. 

To comply with Executive Order 12856 and to meet the Army’s reduction goal of ethylene 

glycol, the Fort Polk Environmental Office fielded both systems to manage the used antifreeze 

generated on the installation, both of which are located at the HAZMART (Building 4369). 

2. APPLICATION:

This operating procedure is directed at authorized personnel within the Fort Polk Environmental 

office who process used antifreeze with either the KFM Cool’r Clean’r Purification System or 

the BE-Series 55C Coolant Reclaimer. Changes to this SOP are not official unless authorized by 

the Fort Polk Environmental Compliance Management Branch. 

a. COLLECTION OF USED ANTIFREEZE:

1. Used antifreeze is collected throughout the installation in dedicated plastic, 55-gallon 

drums labeled “USED ANTIFREEZE”, which are managed by the assigned Environmental 

Customer Service Technician (ECST) for each unit or activity generating the antifreeze.  

2. Once a drum is full, the unit’s ECST is responsible for replacement of the drum with 

an empty one, transporting the full drum to the installation’s HAZMART, and marking the 

drum with the generating unit’s information.  HAZMART personnel will sample the 

antifreeze for its freezing point and mark the results on the side of the drum. 

3. HAZMART personnel will evaluate each drum of used antifreeze for the proper 

treatment option.  Used antifreeze with a freezing point above -10 F will be processed in the 

distillation unit and antifreeze with a freezing point below -10 F will be processed through 

the CCCPS.  
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OPERATOR LEVEL SOP (CON’T)

4. Oils and lubricates are removed either by skimming from the top of the holding 

container or soaked up during the settling stage by using absorbent pads designed for 

removal of such product.  

5. A sample of the used product is collected to check the freezing point protection level 

to determine if the product is suitable for recycling.  The recommended freezing point 

protection level for used antifreeze of –7F degrees or lower. Note: It has been found at lower 

protection levels, more inhibited product (New Antifreeze) must be added to the end product 

to produce a batch within required specifications.

b. PREPARING COOL’R CLEAN’R FOR OPERATION:

For first time users of the KFM Cool’r Clean’r Purification System, (See Attachment “B”)

the following procedures for re-priming the system are recommended. (Re-priming is 

required each time the ION tanks are replaced)  

NOTE: Before used ION tanks can be shipped for re-charging they must be flushed of all 

residue, debris and water. Items needed to accomplish this are an air-compressor, empty 

plastic 55-gallon drum, and container of 15 to 20 gallons of pure water. (Machine must 

be turned OFF before flushing process begins)

a. Flush & Remove ION tanks by: Placing inlet hose into container of 15 to 20 

gallons water, and outlet hose into used antifreeze container or empty 55-gallon drum. 

Turn unit on by pressing “On/Off” and “Process/Pump” switches. Allow machine to 

operate until liquid from outlet hose is clear. Attach air-compressor to flush the water 

remaining within the tanks. (SEE ATTACHMENT “C” & “D”)

NOTE:  (Unplug Cool’r Clean’r from power outlet while attaching the air- 

compressor to unit.)

1. Remove Inlet hose from front of unit and replace with special Quick-Connect hose.

2. Attach air-compressor hose by use of Quick-Connect, and insure all connections 

are secure.

3. Outlet hose remains in 55-gallon drum throughout flushing process, due to it will 

be under pressure by air generated into hose line.

Plug air-compressor and Cool’r Clean’r unit into power out-lets

4. Turn on Cool’r Clean’r system by pressing the “On/Off” and “Process/Pump”

switches and also the air-compressor. Monitor the pressure gage on the Cool’r 

Clean’r unit to insure it has a PSI (Pounds per Square Inch) reading of 45 to 55. 

This pressure reading can be adjusted by increasing or decreasing the pressure on 

the air-compressor. 

5. Once all water is flushed from ion tanks, which is determined by lack of water at 

outlet hose, turn off air-compressor and allow Cool’r Clean’r to continue running 
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OPERATOR LEVEL SOP (CON’T)

until PSI gage reads 5 or less. This indicates the tanks are no longer under pressure 

and can be removed safely. Once PSI reaches proper reading turn off machine. 

6. Open machine’s rear access panel so ION tanks are accessible by unlatching 

security bolts. 

7. Slowly remove inlet and outlet hoses connected to the tops of each tank, (This is to 

prevent any liquids from being spilled for some air will remain inside tanks 

after flushing process is complete) by working brass connection of hose back-

and-forth and pulling toward rear of machine. 

8. After all hoses have been removed unstrap security strap holding ion tanks in place 

and remove tanks by tilting backward and allowing bottom to slid to the floor.  

9. The NEW ion tanks are replaced in the opposite manner in which they were 

removed; insuring the ANION tank is placed on the left and CATION tank on the 

right side of the machine.  

       3. PRIMING THE COOL’R CLEAN’R PURIFICATION SYSTEM:  Unit can be 

  primed by using 5 to 7 gallons of a water/ethylene glycol mixture containing 50% - 

               60% ethylene glycol (EG). This mixture of EG will provide a –20f to –34f degree  

               freeze protection level and can be obtained from used antifreeze, new (inhibited) 

               antifreeze or virgin (uninhibited) ethylene glycol, as long as the priming solution is

               50% to 60% EG. (NEW (inhibited) MIL-A-46153 antifreeze is used to obtain  

               this 50% - 60% mixture, which produces a –20f to 34f degree, freeze protection  

               level)                      ( SEE ATTACHMENT “E” ) 

NOTE:  ION TANKS ARE SHIPPED FILLED WITH WATER TO PRESERVE RESIN 

(a) Priming Cool’r Clean’r with NEW (inhibited) MIL-A-46153 antifreeze; Flush

ION tanks in same manner as covered under section 2a (Preparing Cool’r 

Clean’r for Operation) without placing inlet hose into container of clear water. 

Once water is removed from tanks they are primed in the following manner: 

  1a.   Place inlet and outlet hoses into 5 to 7 gallons of used antifreeze (with freeze  

         protective level of –34F degree or higher), New antifreeze, or Virgin ethylene 

         glycol.

  2a.  Turn unit’s ON/OFF and PROCESS/PUMP switches to the ON positions. 

         Allow machine to run until fluids from out-let hose turn as clear as water.  

  3a.  Periodically sample fluids from outlet hose to determine freeze point protection 

         reading, until freeze protection level reaches -20F to –34F degrees 

  4a.  Place outlet hose in clean 55-gallon drum and inlet hose into used antifreeze 

         holding drum.  
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OPERATOR LEVEL SOP (CON’T)

  5a.  While fluid is being processed into 55-gallon drum, inhibitors “A” and “B” can  

         be added (200 Ounces of each) to make mixing process easily.  

NOTE: Inhibitor “A” raises pH and “B” lowers pH. 

   6a.  Once 50 gallons of recycled antifreeze is processed into the 55-gallon drum test 

          product to insure it meets specifications. (pH of 9 or higher with protection level 

          of –34F) NEW antifreeze or Inhibitor may need to be added to END 

          product to reach required protective reading or pH level. Once

  specifications are met continue to fill drum. 
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OPERATOR LEVEL SOP (CON’T)

ATTACHMENT “A” (Batch Processing Procedure)

PROCESSED 

ANTIFRZ 

55-GALS 

COOL’R 

CLEAN’R 

UNIT

USED ANTIFREEZE BATCH 

COLLECTION

DRUMS (30 –55 GALS) 

PLACED AT UNIT/ACTIVITY

BACK TO UNIT OR ACTIVITY 

5-GAL PAILS 

85-gallon Over-Pack 

USED ANTIFREEZE 

HOLDING 

CONTAINER 

NOTE: Processed product may remain in 55-gallon drum or can be 

drained into 5-gllon pails depending on the needs of the unit or 

activity 
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OPERATOR LEVEL SOP (CON’T)

ATTACHMENT “C” FLUSHING ION TANKS

15 T0 20 GALS

WATER

USED 

ANTIFRZ OR

EMPTY

DRUM

COOL’R CLEAN’R 

STEP 1. PLACE INLET HOSE INTO WATER AND OUTLET 

HOSE INTO EMPTY DRUM OR USED ANTIFREEZE 

CONTAINER.  

STEP 2. TURN ON/OFF AND PROCESS/PUMP SWITCHS 

TO THE ON POSITIONS. 

STEP 3. ALLOW COOL’R CLEAN’R TO RUN UNTIL 

FLUID AT OUTLET HOSE BECOMES CLEAR.  

NOTE: ONCE FLUID IS CLEAR AIR COMPRESSOR CAN 

BE ATTACHED. 

USED 

ANTIFRZ OR

EMPTY

DRUM

STEP 4. ATTACH AIR-COMPREESOR BY REPLACING INLET 

HOSE WITH SPECIAL QUICK-CONNECT HOSE AND 

ATTACHING TO AIR- COMPRESSOR.  

NOTE: OUTLET HOSE REMAINS IN COLLECTION 

CONTAINER.  

STEP 5. PLUG IN COMPRESSOR TO POWER OUTLET.  

STEP 6. TURN ON COMPRESSOR AND COOL’R CLEAN’R 

UNIT AND ADJUST AIR TO 50-55 PSI.  

STEP 7. STOP PROCESS ONCE THERE IS NO LONG FLUID 

COMING FROM OUTLET HOSE. (INDICATING ION TANKS 

ARE FLUSHED OF ALL LIQUIDS)

STEP 8. THE LAST STEP IN FLUSHING THE ION TANKS IS 

TO REMOVE COMPRESSOR FROM INLET HOSE AND 

ALLOW COOL’R CLEAN’R TO RUN UNTIL PRESSURE ON 

MACHINE READS ABOUT 5 PSI. AT THIS TIME THE 

MACHINE CAN BE TURNED OFF AND ION TANK CAN BE 

REMOVED SAFELY. (REMEMBER INLET HOSE IS NOT 

ATTACHED TO ANYTHING DURING THIS STEP AND 

UN-PLUG POWER CORD TO COOL’R CLEAN’R ONCE 

PROCESS IS COMPLETE)

AIR- CCOMPRESSOR

COOL’R 

CLEAN’R 
USED  

ANTIFRZ OR

EMPTY

DRUM
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DEPARTMENT OF THE ARMY
OFFICE OF THE ASSISTANT SECRETARY OF THE ARMY

INSTALLATIONS AND ENVIROMENT
110 ARMY PENTAGON

WASHINGTON. DC 20310-0110

Jill 8 2010

MEMORANDUM FOR: SEE DISTRIBUTION

SUBJECT: Sustainable Design and Development Policy Update (Environmental and
Energy Performance)

1. References.

a. Memorandum, Office of the Under Secretary of Defense, DoD implementation
of Storm Water Requirements under Section 438 of the Energy independence and
Security Act (EISA), 19 Jan 10.

b. EPA 841-B-09-001, Technicai Guidance on Implementing the Stormwater
Runoff Requirements for Federal Projects under Section 438 of the Energy
Independence and Security Act, Dec 09.

c. Executive Order 13514, Leadership in Environmental, Energy, and Economic
Performance, 05 Oct Og

d. AR 420-1, Army Faciiities Management, 28 Mar Og.

e. Memorandum, DASA (I&H), 27 Apr 07, subject: Sustainable Design and
Deveiopment Poiicy Update - Life-Cycle Costs.

f. Executive Order 13423, Strengthening Federal Environmental, Energy, and
Transportation Management, 26 Jan 07.

g. Energy Independence and Security Act (EiSA) of 2007, 4 Jan 07

h. Guiding Principles for Federal Leadership in High Performance and
Sustainable Buildings, Memorandum of Understanding (MOU), 06 Mar 06

i. DoDI4170.11, Installation Energy Management, 22 Nov 05.

j. Energy Poiicy Act of 2005 (EPAc! 05), 08 Aug 05

2. Purpose. The purpose of this memorandum is to update the sustainable design and
development (SDD) policy for Army Facilities.
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3. Applicability.

a. This policy applies to ail construction activities in the United States and its
territories on permanent Active Army installations, Army Reserve and Army National
Guard Centers, and Armed Forces Reserve Centers, regardless offunds source.

b. For purposes of this poiicy a facility is defined as per the Energy
Independence and Security Act of 2007 to be any building, instailation, structure, or
other property (including any applicable fixtures) owned, operated by, or leased to 000.

4. Poiicy.

a. Objectives. EPAcI05, EISA07, EO 13423, and EO 13514 are changing the
way we approach efficient design of Army faciiities. The Army will apply these statutes
and orders by incorporating the high performance building requirements of EO 13514,
while considering the environmental, economic, and community factors that influence
Army activities. Planning and engineering studies in accordance with AR 420-1 shail
incorporate SOD principles to maximize water consumption reduction and optimize
energy efficiencies and performance. Opportunity to include renewable energy shall be
investigated and documented for each project, starting with instailation master planning
and project planning and development activities. New buildings, structures, and major
renovations shail be planned, programmed, budgeted, designed and built to conform to
the five guiding principles in the Federal Leadership in High Performance and
Sustainable Buildings Memorandum of Understanding (available at
htlp:ffwww.fedcenter.gov), and achieve a minimum Silver level through the U.S. Green
Building Council's Leadership in Energy and Environmental Design (LEED) green
building rating system (or equivalent overseas third-party green building rating system).
To accomplish these objectives the foilowing measures wiil be Incorporated starting with
FY13 military construction program and FY13 Sustainment, Restoration, and
Modernization (SRM) program where life cycle cost effective:

(1) Energy Efficiency. Ail new construction projects wiil be planned,
programmed, budgeted, and designed to achieve energy consumption levels a
minimum of 40 percent below the consumption of a baseline building meeting
requirements of ANSlfASHRAEflESNA 90.1-2007, except for low-rise residential
buildings, and to reduce the energy cost budget by 20 percent below the pre-renovation
baselinefor major renovations. These energy efficiency standards are minimums and
should be exceeded when feasible based upon best available current technologies.

(2) Metering. This poiicy requires the instailation of advanced utility
meters on ail MILCON projects, and renovation and energy projects with programmed
project costs of $200,000 or more, to include electrical, natural gas, water, or steam
components, or other Army facilities where it has been determined that metering wiil be
both cost effective and practical as a management tool to identify energy cost savings.
Advanced utility meters will be connected into an enterprise-wide energy management

2
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control system for the purpose of providing the appropriate information on energy
consumption at various leveis of aggregation, including individual buildings and
installations. This will allow the Army to more effectively monitor, manage and maintain
energysystems at theiroptimal performance levels, collect renewable energy
generation and performance data, and compare performance across facilities and
installations.

(3) Solar Hot Water Heating. All new construction projects with an
average daily domestic hot water requirement of 50 gallons or more, and located in an
area shown on the NREL solar radiation maps (http://www.nrel.gov/gis/solar.html) as
receiving an annuai average of 4kWh/m2/day or more will be designed to provide a
minimum of 30 percent of the facility's hot water demand by solar water heating.
Otherwise, harvesting waste heat, integrated co-generation systems, or a combination
thereof may be used in lieu of solar water heating where they achieve equivalent energy
savings.

(4) Storm Water Management. Incorporate low Impact development (LID)
criteria as a meansto manage storm water on all projects. The LID features must be
designed in accordance with EPA 841-8-09-001 (ref. 1.b). All master planning, project
deveiopment and project site planning will maximize use of the existing topography
including siope, hydrology, flora and soils, and minimize site clearing and soil grubbing
activities to the greatest extent possible.

(5) Indoor Water Consumption. Employ strategies that in aggregate use a
minimum of 20 percent less potable water than the indoorwater use baseline calculated
for the building, after meeting the Energy Policy Act of 1992 fixture performance
requirements. Project development and budgeting along with design and fixture
selection should focus on enhancing reduction using most current, available
technologies that maximize reduction.

(6) Outdoor Water Consumption. Use water efficient landscape and
irrigation strategies, including xeriscaping, rainwater retention, water reuse, and
recycling, to reduce outdoor potable water consumption by a minimum of 50 percent
over that consumed by conventional means (plant species and plant densities).

(7) Measurement and Verification. Employ total building commissioning
practices, tailored to the size and complexity of the building and its system components
in orderto ensure that design requirements I specifications are met during construction,
and to verify performance of buildinq components and systems after beneficial
occupancy. Enhanced commissioning process activities must be planned, budgeted,
and specified to be compieted for the buiiding envelope, storm water management
systems, water treatment systems, and information technology systems.

3
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b. LEED

(1) New Construction. All vertical construction projects, except Family
Housing, starting with the FY13 military construction program wiil incorporate
sustainable design principles into sitting, design and construction, and will be certified at
the LEED-NC/MR SILVER level or higher from the Green Building Certification institute
(GBCi). Horizontal construction (e.g., ranges, roads, and airfields) will incorporate the
maximum LEED or equivalent sustainabie design features available at the site.

(2) Family Housing. Ail Army Family Housing new construction
residential housing starting with FY13 military construction program will be certified at
the LEED for Homes SILVER level or higher from the GBCI and Energy Star Qualified
New Homes, except where GBCI does not certify in foreign locations, and wiil be
designed to achieve energy consumption levels 45% below the baseline set by IECC
2009.

(3) Existing Buildings. Beginning in FY13 ail major renovations will
achieve GBCI certification at the LEED-NC/MR Silver level or higher. For purposes of
this policy major renovations are defined as changes to a building that provide
significant opportunities for substantial improvement in the sustainable design eiements
of the building, including energy efficiency, or any renovation that exceeds $7.5 miilion
(requiring congressional notification). For ail other building renovation projects this
policy only applies to the portions of the building or building system that are being
renovated. All new work shall comply with the requirements for new construction
referenced above.

c. Life-Cycie Cost Analysis (LCCA). Each project justification shail detenmine
life-cycle cost-effectiveness by using the procedures set out in subpart A of 10 CFR part
436. The project developer or construction agent may choose to use any of four
methods to develop the project's scope and budget, inciuding lower life-cycle costs,
positive net savings, savings-ta-investment ratio that is estimated to be greater than
one, and an adjusted intemai rate of return that is estimated to be greater than the
discount rate as listed in OMB CircularnumberA-94 "Guidelines and Discount Rates for
Benefit-Cost Analysis of Federal Programs."

d. Contracting. Ail projects using the design/build procurement method wiil
include the LEED assessment in the Request for Proposal (RFP) requirements, achieve
the appropriate sustainable rating level and certification requirement in the project, and
achieve energy consumption that is at least 40% beiow the consumption of a baseline
building meeting requirements of ASHRAE 90.1-2007. Selection boards wiil give
speciai consideration to a proposal's ability to comply with this policy when making a
selection based on best value. For design-bid-build (D-B-B) contracts, all buildings are
to achieve an energy consumption that is at least 40% below the consumption of a
baseline building meeting the requirements of ASHRAE 90.1-2007. The designer may
design a buildinq to achieve greater than 40% reduction if this can be accomplished
within the authorized program amount.
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e. Programming. The DO Form 1391 scope and associated costs shall include
the full estimated costs associated with achieving this policy. if the cost of SOD, EPAct
05, EiSA07, E013423 and E013514 compliance for a particular project is
undetermined, it will be programmed at 2 percent of primary facility cost (as before) until
it is determined. Any funds programmed specifically for compliance with these statutes
as a DO Form 1391 line item shall not be used for purposes other than
sustainability/energy efficiency.

f. Waivers. All projects will incorporate low impact development (LID),
sustainability and energy efficiency principles and technologies into planning,
programming, budgeting, design and construction using an integrated and holistic
approach. Waivers to the requirements of this policy will not be considered.

g. The Army's commitment to sustainable design and development extends
beyond construction or renovation. Building performance monitoring and analysis will
be conducted throughout the life-cycle of the facility to ensure that performance
problems are identified and corrected in a timely manner. Operation and maintenance
procedures, to include janitorial services, will be adjusted as necessary to meet the 000
and Army sustainability standards specified in this memo.

h. Conciusion. High-Performance buildings are critical to cost effective life cycle
management of our infrastructure and national energy security. The Army must continue
to deveiop and implement sustainability objectives for our facilities, installations, and
infrastructure to meet energy security and independence goals. [appreciate your
support in the implementation of this policy.

cI~~a~L_-----,
Deputy Assistant Secretary of the Army

(Installations and Housing)

DISTRIBUTION:
ASSISTANT CHIEF OF STAFF FOR INSTALLATION MANAGEMENT
COMMANDING GENERAL, INSTALLATION MANAGEMENT COMMAND
COMMANDiNG GENERAL, US ARMY CORPS OF ENGINEERS, (CELD-ZE/CEMP)
CHIEF, ARMY RESERVE, (DAAR-EN)
DIRECTOR, ARMY NATIONAL GUARD BUREAU, (NGB-ARI)
US ARMY FORCES COMMAND, (FCCS)
US ARMY MATERIEL COMMAND, (AMCCS)
US ARMY TRAINING AND DOCTRINE COMMAND, (ATCS)
US ARMY EUROPE AND SEVENTH ARMY, (AEAGX)
Continued:
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EIGHTH US ARMY, (ARCS)
US ARMY PACIFIC, (APCS)
US ARMY SOUTH, (SOCS)
US ARMY NORTH
US ARMY CENTRAL
US ARMY SPECIAL OPERATIONS COMMAND, (AOEN)
US ARMY SPACE AND MISSilE DEFENSE COMMAND, (CSMD-EN)
SURFACE DEPLOYMENT AND DISTRIBUTION COMMAND, (MTCS)
US ARMY MEDICAL COMMAND, (MCZX)
US ARMY MILITARY DISTRICT OF WASHINGTON, (ANCS)
US ARMY NETWORK ENTERPRISE TECHNOLOGY COMMAND/9TH SIGN

COMMAND (ARMY)
US ARMY INTELLIGENCE & SECURITY COMMAND, (lACS)
US ARMY TEST & EVALUATION COMMAND, (ATEC-CS)
US ARMY CRIMINAL INVESTIGATION COMMAND, (CIPl-EN)
US ARMY RECRUITING COMMAND, (RCS-CE)
US ARMY ACQUISITION SUPPORT CENTER
SUPERINTENDENT, US MILITARY ACADEMY, (MACS)

CF:
DEPUTY ASSISTANT SECRETARY OF THE ARMY (ESOH)
DEPUTY ASSISTANT SECRETARY OF THE ARMY (E&P)
DEPUTY ASSISTANT SECRETARY OF THE ARMY (SI)
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in Engine Exhaust Removal Systems

AIRVAC 911™ Engine Exhaust Removal System 
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Testimonials

“One of the biggest benefits is that the AIRVAC 911™ Engine Exhaust Removal sys-  

 tem addresses the blast of exhaust received when the apparatus leaves the apron,  

 or ‘backwash.’ Hose systems disconnect as the unit leaves the bay and do not cap- 

 ture the ‘second’ dump of fumes. Our white walls are clear, which tells me my folks  

 are working in a safer environment.” 

   –Fire Chief,

   Ripon Fire District

   Ripon, CA 

“#e system is user-friendly, works without any manpower, and is always ready.”   

–Fire Chief

    Beachwood Volunteer Fire Company No 1 

   Beachwood, NJ

“As an ambulance service, we value having clean equipment and vehicles for our   

patients as well. #e air in our vehicle bay actually feels better and smells better!” 

–Administrator

   White River Valley Ambulance, Inc.  

   Bethel, VT

Air Vacuum Corporation

PO Box 517 

Dover, New Hampshire 03821

www.airvac911.com 

TOLL FREE: 800-540-7264 

FAX: 603-743-3111

EMAIL: sales@airvacuumcorporation.com

GS-07F-0437M
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APPENDIX PP 
 

DEMOLITION AND PROPOSED SITE RECORD 
OF ENVIRONMENTAL CONSIDERATION (REC’S) 

 
 

BUILDING NO. 1736 
BUILDING NO. 1738 
BUILDING NO. 1739 
BUILDING NO. 1741 
PROPOSED SITE 
TCLP CALCULATIONS 
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TCLP CALCULATIONS 
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Building 
Number

Building Area 
(ft2)

Total Buildings 
area (ft2) TCLP Lead Units

 Contribution 
to Group Lead 

TCLP

1736 4492 5,638 11 mg/L 8.7641
1737 175 5,638 0.13 mg/L 0.0040
*1741 289 5,638 0 mg/L 0.0000
*1739 32 5,638 0 mg/L 0.0000
1738 650 5,638 4.9 mg/L 0.5649

    mg/ L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  
     mg/L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  
    mg/L  

  
  
  
  

  
TOTAL BUILDINGS TCLP-LEAD 9.3331

   
* No Pb based on XRF readings 
  

Building Demolition
Fire Station Buildings

Contract Buildings TCLP-Lead 
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APPENDIX QQ 
 

WAIVER TO STANDARD DESIGN FOR TWO COMPANY FIRE STATION 
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APPENDIX RR 
 

SQUARE FOOTAGE SUMMARY 
 

MODIFIED STANDARD DESIGN 
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DESCRIPTION NET AREA SF. 

1 Comp. Training Room 291

2 Comp. Storage 38

3 Training Officer Office 120

4 Training Officer Office 119

5 Dept. Training Room 640

6 Training Storage 87

7 Telecom Room 134

8 Closet 65

9 EMS Office 127

10 Chief's Dorm 117

11 Chief's Toilet 78

12 Chief's Office 200

13 Assist. Chief's Office Prevention 130

14 Deputy Chief's 163

15 Vestibule 116

16 Dispatch 224

17 UPS Comm. & IT Room 63

18 Storage 35

19 Shared Toilet 92

20 ADA Toilet 74

21 Electrical Room 192

22 Mechanical Room 474

23 Hazmat / Safety Office 117

24 General Admin. Storage 72

25 Fitness Room 431

26 Day / Training Room / Dining 1486

27 Conference Room 275

28 Work Area A 122

29 Work Area B 123

30 Insp. # 1 58

31 Insp. # 2 58

32 Insp. # 3 58

33 Insp. # 4 57

34 Insp. # 5 57

FT. POLK AREAS SUMMARY

NOTE: These square footages apply to the Modified Standard Design approved for this project, the 

Fort Polk Modifed Two Company Fire Station.  Spaces present in the Standard Design may not be 

present due to design changes.  The square footages indicated are Net Square Footages, taken 

from inside of finish to inside of finish.  Assumptions have been made for drawing purposes, and 

these square footages may be used as a guide.  Changes by the Design-Build Team for 

constructability, to provide thicker or thinner walls, different finishes, accommodate any acoustical 

treatment, chases, or other changes may affect the Net Square footage indicated.  Any such 

changes will not be considered betterments if the square footage is reduced.

W9126G-12-U-1005-0014Section: Appendix RR
Page 1055 of 1083

Wednesday, January 02, 2013



35 Insp. # 6 50

36 Insp. # 7 53

37 Insp. # 8 53

38 Assist. Chief 121

39 Assist. Chief Dorm. Room 120

40 Station Captain 121

41 Station Captain Dorm. Room 120

42 Men's RR 338

43 Women's RR 166

44 Logistics Office/Hazmat Equip./CBRNE/EMT Stor. 439

45 Janitor 57

46 Laundry 136

47 Work Room/Equip. maint/Equip. Wash/Pr. Cloth 521

48 Decon Room 71

49 Shower 31

50 Shower 31

51 Shower 31

52 SCBA Compress Room 61

53 SCBA Maint. 164

54 Dorm Room 137

55 Dorm Room 139

56 Dorm Room 134

57 Recycle Room 177

58 Dorm Room 1 139

59 Dorm Room 2 137

60 Dorm Room 3 137

61 Dorm Room 4 130

62 Dorm Room 5 128

63 Dorm Room 6 128

64 Dorm Room 7 128

65 Dorm Room 8 127

66 Dorm Room 9 127

67 Dorm Room 10 129

68 Dorm Room 11 127

69 Dorm Room 12 127

70 Apparatus Bay 7167

71 Apparatus Bay / WMD 3887

72 Corridor 1-Admin. 908

73 Corridor 2-Dorms. 1217

24506
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APPENDIX SS 
PREFERENCE 1 

 
RELOCATE EXISTING MEMORIAL 
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Appendix SS 

 

Relocate existing memorial (See Picture Below) from North Fort Polk Airfield Fire Station and create 

viewing area within the site of this proposed project.  Site should be acessble from main entry walk, 

include landscaping, lighting & permanent seating.  Accent brick Paved inlays to allow for replacing with 

engraved bricks would be preferred. 
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APPENDIX TT 
 

AMERICAN WATER PERMIT APPLICATION FORM 
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American Water Military Services Group 
Permit Application for Water or Sewer Tap and/or Line Installation 

 
 

Permit Application  1 
Fort Polk 2011 
 

American Water/ Military Services Group- Utility Owner 
Fort Polk, Louisiana 

 
 

Permit Application for Water or Sewer Tap and or Line Installation 
 

         
Application Date:   
 

Please check boxes that apply: 
 
  
  Water Tap Water Line Sewer Tap Sewer Line Temporary Permanent 

 
 

 
  

 
Section #1 – General Information 
 
Name of Project Sponsor (funding Sponsor)*        
* - This party is responsible for paying costs incurred by AW 
 
Address            
 
Phone Number      Point of Contact    
 
Project Name      Project No.    
 
Peak Water Demand     
 
Fire Flow Requirements      @    for    hours  
 

Engineer contact information        

           

 

Address/Location of Work               

             

                   

Is a construction permit needed from the State regulatory agency?       

(If ‘Yes’, AW will be the permittee on the application.  The application must be submitted with all required  

documents to: American Water MSG, 9405 Georgia, Fort Polk, Louisiana 71459 

          

 Yes  No 
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American Water Military Services Group 
Permit Application for Water or Sewer Tap and/or Line Installation 

 
 

Permit Application  2 
Fort Polk 2011 
 

 

Is this a phase of a larger project?       

(If ‘Yes’, provide description of whole project.) 

 

Section #2: 
 
Description of Work           

             

             

              

Lowest Building First Floor Elevation    

Highest Building First Floor Elevation    

Pipe Sizes Proposed: 

 

Pipe Material: 

 

 

 

 

 

 

 

Pipe Bedding Details           

             

             

 Yes  No 

Water Main  Sewer Main  Force Main  

Water 
Service 

 Sewer 
Service 

   

 SDR 26 (Service Line 
Only) 

 SDR 35 (Gravity Sewer 
Less Than 10’ Bury) 

 SDR 26 (Depth of Bury 
10’-14’) 

 Type K Copper 

 PVC C-900 

 Ductile Iron 

 HDPE SDR______ 

 SDR 21 (Service Line 
Only) 
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American Water Military Services Group 
Permit Application for Water or Sewer Tap and/or Line Installation 

 
 

Permit Application  3 
Fort Polk 2011 
 

             

              

Fire Hydrant      Gate Valves 
  

Manufacturer      Manufacturer    
 
Model No.      Model No.    

 
 
 
Hydrant Flow Tests         
   

Date of Test(s)      Performed by      
 
Flow Measured   GPM   Hydrant No’s     
 

        Residual Pressure    
 

 
Backflow Prevention*    Water Meter       

 

 

 
 
 
 
 
 

 Size  inch 
 
*- Must comply with Cross Connection Control Manual and a certificate shall be provided after 
installation. 
 
 
Pumping Facilities* 
 
 
 
* - Design Report and all civil, mechanical, and electrical drawings to be provided. 
 
 
 
Quantities of Materials – Provide a tabulation of pipe (by size and material), manholes, valves (by 
size), fire hydrants, cleanouts, and other system features. 

 Provided in Mechanical 
Room 

 Exterior to Building 

 RPZ 

 DCV 

 Provided 

 Not Required 

 Water Booster Station  Sewage Pump Station 
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American Water Military Services Group 
Permit Application for Water or Sewer Tap and/or Line Installation 

 
 

Permit Application  4 
Fort Polk 2011 
 

Section #3: - Project Schedule 
 

Submit permits to regulatory agency     

Start Construction       

Complete Construction      

 
Section #4: 
 

Construction Cost Estimate     $     

        

Section #5: 
 
If work is not going to be performed by Application Company Identification of Subcontractor: 
 
  Company Name       
 
  Address         
 
  Phone Number        
 
  Contact Name        
 
Section #6: 
 
Note to All Contractors: 
 

All work must be constructed in accordance with American Water’s Standard 
Specifications for Water and Sewer Facilities (request copy if needed). 

 
No Work is to be started until Permit has been issued By American Water. 

 
  Complete set of Plans is to be submitted with this application. 
 
  No work is to be back filled until American Water has inspected the work. 
 
  No actual water or sewer taps into the system with out American Water present. 
 

Survey showing buildings/ locations of other Utilities to be submitted with permit 
application. 

 
  Work Plan Drawings to be submitted with permit application. 

 
All work plans are to be stamped by a Professional Engineer in Louisiana where the 
project is being performed (does not apply to service line installation). 
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American Water Military Services Group 
Permit Application for Water or Sewer Tap and/or Line Installation 

 
 

Permit Application  5 
Fort Polk 2011 
 

Upon Completion of Work the following must be submitted in order to make connection 
to water or sewer system: 
 

• Pressure Test Record 
• Disinfection Record (water) 
• Bact T Test Results (water) 
• Vacuum Test Record (manholes) 
 

 
All labor is to be in accordance with Davis Bacon Act 
 
It is the responsibility of the Contractor for all Utility Call Outs. 
 
All work is to be inspected by American Water. 
 
Three day notice for Inspection is required. 
Inspection Notice to be given to: (337) 537-1161 or 337-537-1423 
 
It is the responsibility of the Contractor to schedule any re-inspections and payment of re-
Inspection Fees 
 
AW Contact Information, Fort Polk: 
Ralph Stillwell 
American Water O&M, Inc 
Ralph.Stillwell@amwater.com 
 

 
 
For American Water Use only: 
 
     Date 
Required received:        
 
  
Plans approved and project  
approved for construction:       
 
 
Permit Received: 
           
 
  
Testing results received (water) 
and meet required standards:       
 
  
Connection to existing system 
approved:        
  
  
As-built plans received:       
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APPENDIX – UU 

Changes to Section 01 45 04.00 10 
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Changes to Section 01 45 04.00 10 – Contractor Quality Control 

 

 

1. In addition to the requirements in paragraph 3.4.2, the CQC System Manager may also be a 

construction person with a minimum of 10 years construction experience.  The CQC Manager 

must have a minimum of 5 years experience in construction quality control. 

 

2. The following sub-paragraphs in paragraph 3.4.4.1.  Area Qualifications are not applicable to this 

project : 

3.4.4.1.1. Civil 

3.4.4.1.4. Structural 

3.4.4.1.5. Plumbing 

3.4.4.1.6. Concrete 

3.4.4.1.8. Design Quality Control Manager 

3.4.4.1.9. Registered Fire Protection Engineer 
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APPENDIX – VV 

01 35 12.00 44 – Special Project Procedures for 

Fort Polk 
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Two Company Fire Station PN17220 FP2CFS

SECTION 01 35 12.00 44

SPECIAL PROJECT PROCEDURES FOR FORT POLK

PART 1   GENERAL

1.1   REFERENCES

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by the 
basic designation only.

BUILDERS HARDWARE MANUFACTURERS ASSOCIATION (BHMA)

ANSI/BHMA A156.2 (2003) Bored and Preassembled Locks and 
Latches

ANSI/BHMA A156.3 (2008) Exit Devices

1.2   SUBMITTALS

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are for information only.  When 
used, a designation following the "G" designation identifies the office 
that will review the submittal for the Government. The following shall be 
submitted in accordance with Section 01 33 00 SUBMITTAL PROCEDURES.

SD-01 Preconstruction Submittals

Excavation And Trenching.

   Secure required permits prior to performing any excavation or 
trenching on the installation.

SD-07 Certifications.

Hazardous Material Content.

   For applicable materials, furnish manufacturer's certifications 
that materials installed on this project do not contain asbestos 
or the lead content does not exceed 0.06 percent (600 ppm).

Solid Waste Disposition

Termite Control

SD-11 Closeout Submittals

Asbestos Certification Letter.
CADD And GIS Deliverables.

1.3   DIRECTIONS TO FORT POLK AND LOCAL MOTELS

a.  The Eastern Area Office is located at 2315 Service Command Loop, Bldg. 

SECTION 01 35 12.00 44  Page 1
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Two Company Fire Station PN17220 FP2CFS

4740, Fort Polk, LA 71459.  The office telephone no. is (337) 531-2933.  
See local area maps.

    Driving directions from Hwy 171:  East on Entrance Road (Name changes 
to Louisiana Avenue after entering Fort Polk),  stay on Louisiana Avenue; 
turn right on to Texas Avenue (at 7th Traffic Light).  1st left will be 
Service Command Circle.  1st parking lot on left will be Building 4740.   

b.  For base access, proceed to the Fort Polk Visitors Center located 2 
miles from Highway 171 (on Entrance Road). Valid insurance, registration, 
and driver's license are required for a one day visitors pass.  For more 
information, contact the Fort Polk Visitors Center at (337) 531-4978.

 
c.  Web Sites:

Ft. Worth District Website:  http://www.swf.usace.army.mil/
Joint Readiness Training Center and Fort Polk, LA:  
http://www.jrtc-polk.army.mil/
Newcomers:  www.militaryonesource.com

d.   Hotels located in Leesville, LA

     Best Western-337-392-1672
     Holiday Inn Express-337-239-2122
     Country Inn-337-238-3506
     Landmark-337-238-2854
     Days Inn-337-239-2612

e.   Hotels located in DeRidder, LA

     Stagecoach Inn- 337-462-0022
     Country Inns of DeRidder-337-462-3450

1.4   INSTALLATION ACCESS - CONTRACTOR PERSONNEL (Mar 2011)

Installation Access - Contractor personnel, with exception of Rapid Gate 
Badge holders, requiring access to Fort Polk must be on an access control 
roster. These rosters are used by Fort Polk personnel to verify legitimate 
need for contractors requiring access to the Installation.  Primes are 
responsible for submitting information for their subcontractors.   All 
access rosters, as well as updates, will be submitted electronically.  
Rosters will be submitted by e-mail to the following addresses: 
penelope.z.smith@usace.army.mil cc: toni.l.schermerhorn@usace.army.mil .  
PLEASE INCLUDE IN THE SUBJECT  LINE OF YOUR EMAIL THE WORDS: ACCESS ROSTER.   
In order for an access control roster to be accepted the roster format can 
not be modified and data must be entered in each column for each employee 
listed. A complete roster should be submitted by the 5th working 
day of each month. Indicate key personnel that require a 6 month pass with 
purple / lavender highlight.  Additions and deletions will be submitted 
daily, on an as-needed basis. Should you have both additions and deletions, 
both can be submitted on the same document, with additions highlighted in 
yellow and deletions highlighted in red.   Any organizations submitting 
electronic access control rosters are required to provide personnel listed 
on the roster with a copy of the privacy act (provided in Precon packet). 
Rosters should be submitted 5 days in advance of access to allow time to 
consolidate the new information in the data base and validate each roster.  
Once an employee is on the roster they can obtain a vehicle pass at 
Building 1830, Consolidated In and Out Processing, Telephone:  531-0380.   
The vehicle pass duration for key personnel will be 6 months and for all 

SECTION 01 35 12.00 44  Page 2
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Two Company Fire Station PN17220 FP2CFS

others 30 days.  To receive an electronic copy of the Access Roster form, 
contact penelope.z.smith@usace.army.mil, or 
toni.l.schermerhorn@usace.army.mil .
   
Personnel that have Rapid Gate Badges do not have to be listed on the 
access roster and are not required to have vehicle passes.  More 
information concerning the Rapid Gate Program may be obtained by calling 
1-877-727-4342.

1.5   CONTRACTOR LOTS (March 2011)

Contractor lots are available for use during the period of performance on a 
space available basis.  The contractor will have to enter into a lease 
agreement with the local governing agency, and follow the requirements set 
forth in such agreement.  Coordination with the local governing agency 
shall be facilitated through the Contacting Officer.  Additionally all 
requirements of contractor temporary facilities located in other portions 
of this contract shall apply to these lots as well.

1.6   EXCAVATION AND TRENCHING

Excavation and/or trenching operations to be performed outside the 
(designated) limits of construction, for utility tie-ins, correction of 
drainage problems, or for other reasons as may be required under the terms 
of the contract, shall not be performed without a permit; and such work 
shall only be performed during normal duty hours unless otherwise approved 
by the Contracting Officer.  Permit requests must be submitted to the 
Contracting Officer a minimum of 14 calendar days prior to commencement of 
excavation or trenching operations beyond construction limits.

1.7   PROTECTION OF THE RED-COCKADED WOODPECKER (RCW)

1.7.1   General

Construction activity shall be conducted in a manner which minimizes 
impacts to the RCW.  The boundaries of RCW clusters are located as 
indicated in the contract drawings.  Vehicle parking areas, material 
stockpiles, and portable toilets are prohibited within RCW clusters.

1.7.2   RCW Clusters

No construction activity shall occur within an RCW cluster unless indicated 
in the contract drawings.  When work is indicated within an RCW cluster, no 
tree shall be removed from the cluster without first contacting the 
Contracting Officer and receiving approval from the Fort Polk Environmental 
and Natural Resources Management Division (ENRMD).  When working within an 
RCW cluster, no earth-disturbing activities shall occur within 15 meters 
(50 feet) of a cavity tree.  All cavity trees are marked by a white paint 
band.  During the nesting season of 1 April through 30 June, no 
construction activity shall occur within an RCW cluster until ENRMD marks 
the nesting trees and the Contracting Officer gives approval, after which 
no activity shall occur within 60 meters (200 feet) of the marked nesting 
trees.  Activity within the 60 meters (200 feet) limit shall not resume 
after nesting season until ENRMD determines that the fledglings have left 
the nests and the Contracting Officer approves resumption of the work.  At 
all times, construction activity within RCW clusters shall start no earlier 
than 30 minutes after sunrise and shall halt at a minimum of 30 minutes 
prior to sunset.  Any construction equipment which must operate within a 
cluster shall be moved outside of the cluster at the end of each day.
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1.8   DISPOSAL OF DEMOLITION AND CONSTRUCTION DEBRIS

Unless otherwise indicated, demolition and construction debris shall be 
disposed of outside the limits of Government controlled land and the 
Contractor shall comply with all local and state regulatory requirements in 
his disposal operations.

1.9   HAZARDOUS MATERIAL CONTENT

Materials installed on this project shall conform with the Consumer Product 
Safety Commission's safety standards, especially materials used primarily 
for roofing, building and roofing insulation, joint sealants, elastomeric 
joint sealants and calking, gypsum board, plaster, paint and coatings 
(interior and exterior), fireproofing, acoustical ceiling systems, 
acoustical wall systems, mechanical and electrical equipment insulation or 
pipe wrappings.  Submit certifications from material manufacturers 
attesting that their materials that are installed on this project, as 
applicable, do not contain asbestos and that the lead content does not 
exceed 0.06 percent (600 ppm) by (dry) weight of the material's 
non-volatile content.

1.10   ASBESTOS CERTIFICATION LETTER

Prior to the final acceptance inspection, furnish a letter certifying that 
no asbestos-containing materials were installed in the project.  The letter 
format is attached at the end of this Section.

1.11   SOLID WASTE DISPOSITION

The Army requires that the installation track all solid waste generated 
(disposed and recycled) at Fort Polk (DA PAM 200-1 Section 5-9i), which 
includes construction and demolition debris.  As a result, contractors are 
required to report to DPW-ENRMD the quantities of solid waste taken off the 
installation.  The requirement to report to DPW-ENRMD is found in JRTC and 
Fort Polk Regulation 200-1 Section 9-4d(2) and the Contractor's 
Environmental Guide.  Submit the report(s) to the Contracting Officer by 
the 5th working day of each month; the Corps will forward the report(s) to 
the Installation environmental office.  See the Solid Waste Disposition 
form attached at the end of this Section.

If you have any questions or require additional information, please call 
the installation environmental office at 531-7542 or 6008.

1.12   TERMITE CONTROL

The Fort Polk Installation Pest Management Plan (IPMP) approves the use of 
the following two termicides for use on Fort Polk:

Termidor 80 WG (EPA 7969-209) (BASF Corp.)
Termidor SC (EPA 7969-210) (BASF Corp.)

1.13   FORT POLK CADD AND GIS DELIVERABLES

1.13.1   Data Standards

Spatial Data Standard for Facilities, Infrastructure and Environment 
(SDSFIE) current release shall be followed for Geospatial database 
structure and attributes to allow for data integration.  CADD data shall be 
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documented according to the current release of the Architecture, 
Engineering and Construction (AEC)/CADD standards.  All GIS and CADD data 
will be documented in accordance with the Federal Geographic Data Committee 
(FGDC) Content Standards for Digital Geospatial Metadata.

1.13.2   Coordinate System Projection and Datum

All GIS data shall use the Universal Transverse Mercator Zone 15 North 
projection, World Geodetic System of 1984 (WGS84) datum, and the North 
American Vertical Datum of 1988 (NAVD88) using Metric as the working units 
to ensure data alignment and accuracy.  

CADD data shall be geo-referenced in the State Plane Coordinate System 
1983, using the North American 1983 Geodetic Datum with Survey Feet as the 
working units.  The projection, datum and coordinate system must be defined 
and then documented in the metadata for both CADD and GIS and provided 
whenever the data is distributed.

1.13.3   CADD & GIS Deliverables

All CADD deliverables of As-built drawings shall be delivered in a 
MicroStation V8 .DGN compatible format utilizing survey feet for the 
working units.  A seed file can be obtained from the Fort Polk DPW CADD/GIS 
Center.  GIS deliverables shall be delivered in current GeoMedia file 
format or an ArcView shape file format.

1.13.4   Point Of Contact

Contact:  Fort Polk DPW CADD/GIS Center 337-531-6846

1.14   WATER AND WASTE WATER (Feb 2011)

Standard Operating Procedure
For Projects requiring Water or Waste Water Services

1.14.1   Purpose:

To outline requirements of Construction Projects connecting to American 
Water¡¦s water and waste water systems.

1.14.2   Regulatory and Contractual Requirements:

American Water Operations and Maintenance, Inc. (AW) is the owner and 
operator of the water and wastewater systems. Defense Energy Support Center 
(DESC) privatization contract (SP0600-08-C-8257) makes American Water 
responsible for evaluating the impacts of projects on the water and
wastewater systems, designing system upgrades, and performing the upgrades 
necessary to provide dependable water and wastewater services at a 
reasonable cost. The contract makes AW responsible for "performing the 
necessary work on all necessary additions or modifications up to the 
established points of demarcation for new construction".

Louisiana Sanitary Code Title 51 Subpart XII paragraph 105 requires the 
owner of the water system to obtain LDHH approval prior to the start of 
construction for modifications to the water system that affect the 
capacity, hydraulic conditions, functioning of treatment processes or 
quality of finished water. All projects using water/wastewater services 
will require AW and LDHH approval.  Louisiana Sanitary Code requires this 
approval to be obtained prior to start of construction.
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1.14.3   LDHH project approval process:

a) The Project Manager shall determine the water and waste water 
requirements of the project and involve American Water in the project 
upon project conception.

1) Maximum water flow
2) Minimum pressure
3) Average daily water usage
4) Sitemap indicating "Point of Demarcation" GPS location of 
"Point of Demarcation" for both water and wastewater connections 
including elevations. Note: The wastewater elevation must be 
coordinated with American Water to ensure proper flow.
5) Target start of construction date.
6) Date service connections are required, 180 days prior to 
connection when possible.  Note: Any change to the flow or 
pressure requirements will require new AW and LDHH
approval. Changes could also impact timing and costs.

b) The Project Manager shall supply American Water Contract Contracting 
Officer Representative (COR) the information on the project's water and 
waste water requirements. (See AW Contract, Request for Action)

c) American Water will evaluate the projects water and waste water 
loading on the water and waste water systems and determine system 
upgrades necessary for the project.

d) American Water will submit the system upgrade requirements to the 
COR (see AW Contract, Request for Action).

e) The project manager will request firm costs prices for the system 
upgrades. All requests for proposals (RFP) will come from DESC to AW 
via Fort Polk COR. (FFP requires minimum 60 days, depending on size of 
project)

f) The Project Manager will award the systems upgrades to the 
appropriate party.

g) The party performing the system upgrades will submit the completed 
design drawings to American Water for review.  The design drawings must 
be 100 percent drawings signed and stamped by a Licensed Louisiana 
P.E.  These drawings must be submitted 8 weeks (2 week AW review and 6 
week LDHH turn around) prior to the start of construction to allow for 
LDHH approval.

h) American Water will manage the process (see AW Contract, Fort Polk 
Design Guide) of obtaining LDHH approval and inform the COR in writing 
that construction can start.

i) Fire Flow requirements for any proposed structure (flow rate, 
duration, and pressure at point of delivery).

j) All future expansion expected or otherwise anticipated by the 
project (this must be addressed as phased construction or not assumed).

Note 1: The project manager is responsible for identifying all water and 
sewer requirements. The following information must be provided to American 
Water early enough for American Water to determine system upgrades required 
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in step "c" above.

The following additional information should be provided if available:

o  Hydraulic Model results

1.14.4   DPW Points of Contact:

Close coordination must be maintained with applicable organizations of the 
W-3 working group.  Organizational points of contact are listed below:

DES-Fire Department 531-2026

DES-Physical Security 531-4913

DPW-Engineering 531-6186

DPW-ENRMD 531-6008 DPW-OMD 531-2421

DPW-Planning 531-6103

Preventive Medicine-EH 531-4846

American Water 537-1161

1.14.5   This SOP will remain in effect until suspended or rescinded.

                                               R. ELLIS SMITH
                                                    Director of Public Works

1.14.6   American Water (AW)'s Design Specifications

American Water's design specifications are located at the following 
Internet link:  
http://www.amwater.com/products-and-services/federal-services/military-services/design-sp

1.15   DOOR HARDWARE (Sep 2010)

Unless otherwise required by project requirements, hardware shall conform 
to the current ANSI/BHMA standards, grade 1. Locks, cylinders, and cores 
shall comply with ANSI/BHMA A156.13, Mortise Locks & Latches Series 1000, 
ANSI/BHMA A156.2 Bored and Preassembled Locks and Latches, and 
ANSI/BHMA A156.3 Exit Devices.  Cylinders shall have key removable type 
cores.  Cores shall have not less than seven pins.  Extensions of the 
existing keying systems shall be provided.  Cylinders and cores for 
locksets other than those for mechanical rooms shall be manufactured by 
Best Lock Corporation to extend the existing Base Keying System.  Locksets 
for mechanical rooms only shall be keyed to the existing Post utilities 
master keying system, consisting of locksets manufactured by Arrow Lock 
Co., Keyway K-7; furnish keys "O" bitted.  Disassembly of knob or lockset 
shall not be required to remove core from lockset.  All locksets, exit 
devices, and padlocks shall accept same interchangeable cores.

   a. Cores and cylinders shall fit locksets without the use of adaptors 
and without play.  The key shall easily lock and unlock the lockset without 
binding or other difficulties.  Control key shall easily remove and install 
cores.

SECTION 01 35 12.00 44  Page 7

Section: Appendix VV W9126G-12-U-1005-0014
Page 1079 of 1083

Wednesday, January 02, 2013



Two Company Fire Station PN17220 FP2CFS

   b. Locks shall be keyed in sets or subsets in accordance with the 
approved schedule.  Furnish locks with the manufacturer's standard 
construction cores and key system.  Send permanent cylinders, cores, keys, 
and the lock set-up code to the Contracting Officer by registered mail or 
other approved means.

   c. Furnish a quantity of key blanks equal to 20 percent of the total 
number of file keys. 

   d. All keys shall be marked with "U.S. GOVERNMENT - DO NOT DUPLICATE".  
Do not place room number on keys other than control/core keys.  Stamp all 
control/core keys with building code and building number, and the letter 
"C".

   e. All keys shall be stamped with 1/16" to 1/8" high characters.

   f. Furnish keys to the Contracting Officer arranged in a container 
suitable for key control system storage in sets or subsets as scheduled.

   g. Closers: BHMA A156.4, Surface type closers shall be Grade 1, Series 
C02000 Full Cover with options PT-4H, Size 1 or 2 through Size 6, and PT-4D 
with back check position valve.  Provide with brackets, arms, mounting 
devices, fasteners, full size covers, except at storefront mounting, 
pivots, cement cases, and other features necessary for the particular 
application.  Provide manufacturer's 10 year warranty.

      (1) Closers for outswinging exterior doors shall have parallel arms 
or shall be top jamb mounted.  Provide narrow projection closers for doors 
close to a wall so as not to strike the wall at the 90-degree open position.

      (2) Closers on doors accessible to the physically handicapped shall 
have the closing force set for a push-pull of 2.27 kg (5 pounds) applied at 
the knob or handle for interior doors; for exterior doors, set to the 
minimum required to relatch the door.

PART 2   PRODUCTS (NOT APPLICABLE)

PART 3   EXECUTION

3.1   FORMS

3.1.1   Asbestos Certification Letter

CERTIFICATION LETTER

Project Name:   ___________________________________________

Name of Contractor:   _____________________________________

Project Contract/Delivery Order Number: ___________________

Facility Number:                        ___________________

Date:                                   ___________________
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To Whom It May Concern:

This letter is to certify that the project indicated above has been 
constructed using no asbestos-containing materials in accordance with the 
design requirements.

Sincerely, 

Typed Name:             ___________________________ 

Written / Typed Name:   ___________________________ 

SECTION 01 35 12.00 44  Page 9

Section: Appendix VV W9126G-12-U-1005-0014
Page 1081 of 1083

Wednesday, January 02, 2013



Two Company Fire Station PN17220 FP2CFS

3.1.2   SOLID WASTE DISPOSITION (Mar 2011)

Contractor Name, address, phone number, contract number:

Contractor 
Name, address, 
phone number, 
contract number

Date Name of 
Contractor

Name of 
Disposal 
Facility / 
POC

Disposal 
or Recycle 
Transaction

Cubic 
Yards

Concrete    
(Cubic Yds) 
per haul

Asphalt     
(Cubic Yds ) 
per haul

Routine Mixed 
Debris    
(Cubic Yds per 
Asbestos 
Abatement   ( 
lbs per ticket)
Universal Waste
   ( lbs per 
ticket)

Land Clearing 
Debris, Stumps
   (Cubic Yds 
per haul)

Concrete:  Goes to crushing yard off of Texas Ave

Asphalt:  Call COE Office for Info

Routine Mixed Debris:  Contractor option to permitted facility
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Contractor 
Name, address, 
phone number, 
contract number

Date Name of 
Contractor

Name of 
Disposal 
Facility / 
POC

Disposal 
or Recycle 
Transaction

Cubic 
Yards

Asbestos Abatement:  Permitted facility of choice

Universal Waste: Contractor option at permitted facility

Land Clearing Debris, IE stumps etc:  Should be 
taken to chipping operation for recycle credit if available

    -- End of Section --
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